
TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001010847 PATCH FLOOR DRAIN ON N.E. CORNER 4700
0001011211 PRESSURE WASH RECIEVING LOADING DOCK, COVERED IN BIRD 

DROPPINGS
4471

0001010550 4207 / 116A PAINT OFFICE WALLS WHILE VACANT, ROOM 116A. 4207RM0116A
0001021157 REPAIR EMERGENCY EXIT DOOR  AT 4207 ANNEX RM 150A 4207
0001011126 4481 / 306 BALLAST IN OVERHEADS LIGHTS NOT WORKING. NEED LIGHTS 

FIXED. BULB REPLACEMENT DOES NOT WORK.
4481RM0306

0001016685 REPAIR BROKEN FAUCET, LEAKING 4666RM0257A
0000997993 REPAIR AIR LEAK ON TIRE MACHINE ON WEST END OF SHOP AREA 4483
0001016637 REPAIR, REPLACE BALLAST IN RM'S 150 & 181 4471FLR01
0001010755 REPAIR SPOTLIGHTS OVER   CONSOLE. 4250RM0029
0001011186 OUTSIDE EXHAUST PITS NEED WATER PUMPING OUT 4760RM0102
0001004731 REPLACE INSULATION ON STRAINER AND TEMPERATURE GAUGE 4650-AH0004
0000953590 OUTSIDE AT PLAYGROUND AREA-ALL-PROVIDE REQUIRED LOOSE-FILL 

FOR FALL PROTECTION-
4494

0001010811 4619-SUMP0005 /  REPLACE FLOAT SWITCH ON SUMP PUMP.  B137A 4619-SPMP005
0001016602 REPAIR CEILING VENT 4650RM0209
0001021111 REPAIR REPLACE BULB/BALLAST 4492RM0104B
0001010877 4487 / C178E CHECK AND REPLACE IF NECESSARY POCKET FILTERS IN AH-

5 IN E-37 NORTH EAST ON C-WING. 2326.
4487RMC0187

0000986191 INSULATE CHILL WATER LINES BY ROOM 119C (  4707FLR01
0000998201 4315 / GYM COVER EXPOSED ENDS OF UNISTRUT CHANNEL USED TO 

SUPPORT MECH/ELECT LINESETS TO HVAC UNITS IN WELLNESS CENTER 
GYM AT BLDG 4315 WITH RUBBER SAFETY END CAPS.

4315

0001016589 RESET FINAL UPPER LIMITS HOIST#3 4476-HST0003
0001021124 REPAIR INOPERABLE ELEVATOR 4572-ELEV0001
0001010885 REPAIR LEAKING COMMODE 4619RM0126
0001016756 4566 / 143 REPAIR OR REPLACE CARPET IN HALLWAY (2031) 4566RM0143
0001010668 REPAIR REPLACE BULB/BALLAST 4605RM0008
0001010827 4487 / A218 REPAIR REHEAT COIL IN RM. A218 (2023) 4487RMA0128
0001010873 4650 / 0104 REPAIR LIGHT / SOUTH WALL OF HIGHBAY 4650RM0104
0001011056 REPAIR/REPLACE BULBS/BALLAST 4663RMA0162
0001016814 4203 ELEVATOR 3 /  REPAIR/REPLACE LIGHT 4203-ELEV0003
0001016591 4628 OUTSIDE /  CLEAR HEADS ON SH 001 4628
0001016763 4700 /  REPLACE LEAKING VALVE ON SHEW 0003 4700-SHEW0003
0001016831 REPAIR 2ND COMMODE, CONTINUOUSLY RUNNING 4627RM0114
0001021102 4473 /  CLEAN HEADS ON SHEW 0001 4473-SHEW0001
0001021109 TURN ON PUMP TO PUMP OUT WATER PIT #7 4524
0000979637 4487 /  REPAIR LEAK IN DISTILLED WATER LINE.  BASEMENT BELOW 

ROOM C171
4487

0001016571 REPAIR REPLACE BALLAST IN 2 LIGHT FIXTURES 4492RM0139
0001010675 REPLACE BELTS ON EXHAUST FANS ON THE ROOF OF BLDG 4656ROOF
0001011162 HST 005 OVERHEAD CRANE NOT WORKING 4760-HST0005
0001016601 UNSTOP COMMODE 4663RMB0166
0001016688 UNSTOP COMMODE 4663RMB0166
0001016857 REPAIR LEAKING COMMODE 4566RM0144
0001016859 UNSTOP FLOOR DRAIN 4566RM0147
0001021099 4663/C102 /  UNSTOP DRAIN ON 3RD AND 4TH SINK 4663RMC0102A
0001021100 4663/C205 /  UNSTOP DRAIN IN 1ST SINK 4663RMC0205
0001021101 4663/A210 /  ODOR,PRIME FLOOR DRAIN 4663RMA0210
0001010551 4207 / 116A REPLACE DETERIORATED MISMATCHED CEILING TILES 

WHILE OFFICE IS VACANT ROOM 116A. (APPROX. 200 SQ. FT.)
4207RM0116A
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001011138 REPAIR/ REPLACE  HANDRAIL ABOVE WALKWAY (SEE USER FOR 

DETAILS)
4777

0001010776 4487 / A-185M THE RIGHT SINK WATER FIXTURE MAKES A VERY LOUD 
VIBRATING NOISE WHEN WE TURN ON THE HOT WATER.

4487RMA0185M

0001004883 REPAIR HANDLE ON URINAL , FLOODING THE FLOOR 4491RM0119
0001010998 REPAIR,  WATER ON THE EQUIPMENT ROOM FLOOR, CAUSED BY A LEAK 

OR CONDENSATION.
4663RMA0106

0001004850 REPAIR DOWNSPOUT. 4663-ROOF0019
0001004934 4471 / A103F REPAIR ROOF LEAK OVER RM. A103F (2325) 4471RMA0103F
0001010983 CLEAN MOLD ON AIR VENTS IN RM A119A 4712RMA0119A
0001016483 LAB ROOM 407 SOUTH WEST CORNER NEAR SINK. THE FLOOR TILES 

HAVE BROKEN UP AND POPPED UP FROM FLOOR. TILES NEED 
REPLACEMENT.

4481RM0407

0001021114 SPRAY FOR BUGS 4244RM0101
0001021140 SPRAY BEE'S IN THE GROUND ON THE SOUTH SIDE, MARKED BY A CONE 4561SOUTH

0000986183 REPAIR CERAMIC TILES ON WINDOW 4494RM0006
0001016638 REPLACE BURNED OUT LIGHT BULBS IN 1ST FLOOR NORTH HALLWAY 4708FLR01
0001016735 4315 / 106 REPAIR/REPLACE SHOWER HEAD IN LADIES DRESSING ROOM 4315RM0106
0001016703 INVESTIGATE STEAM CONDENSATE BEHIND BLDG. 4494
0001004751 4708  /  CHECK FLOAT SWITCH OR REPLACE AS NEEDED.  SUMP0015, E7 4708RMB0001C
0001011089 POWER STRIP NOT WORKING IN LAB 4760RM0104
0001011060 REPAIR REPLACE BULB/BALLAST 4610RM2051
0001011127 INVESTIGATE BEEPING SECURITY LIGHT 4728RM0100
0001011134 4612RM1215 /  RELAMP EQUIPMENT ROOM 1. 4612RM1215
0001016827 CLEAN OUT BEAVER DAM EAST OF 4638 4638
0001021107 REPAIR/ REPLACE BULBS/ BALLASTS IN LOBBY NEAR ELEVATOR #3 4201FLR06
0001011104 BLAST SQUIRREL CAGE AND PUMP HOUSING IN PAINT SHOP 4650
0000784646 4712 / 3RD FLR. REMOVE / REPLACE STAINED MOLDY CARPET IN 

HALLWAY AROUND DRINKING FOUNTAIN.  THE CARPET IS WET AND 
SMELLING BAD. WRINKLES HAVE FORMED, CAUSING TRIP HAZARDS.

4712FLR03

0001016829 4550-ROOF0007 /  REPAIR PERIMETER FLASHING ON WEST SIDE. 4550-ROOF0007
0000998410 Replace lights in AHU.  4619-AH0037 4619-AH0037
0000998409 Replace lights in AHU.  4619-AH0036 4619-AH0036
0001016836 REPAIR REPLACE BULB/BALLAST ( RM IS 100K , CLEAN RM) 4619RM0100
0001016870 REPAIR HIBAY LIGHTS.  SOME ZONES DO NOT COME ON. 4752FLR01
0001011165 REPAIR CABLE ON ROLL UP DOOR #12 4483
0001010887 PAINT NEW SAFETY LINES IN SHOP 4759FLR01
0001011017 REPAIR LIGHT SENSOR COVER , FALLEN OFF IN HALL NEXT TO A206 4487FLR02-A
0001010916 PNL0003-EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 

ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-
4715RM0100

0001016610 REPAIR REPLACE BULB/BALLAST IN 1ST LEVEL OF BASEMENT 4583BSMT
0001010913 REPAIR LEAK BY VALVE ABOVE HEAT EX. BASEMENT SOUTH WEST 

CORNER.
4202

0001004808 CHECK NOISY AH IN GUN ROOM 4612
0001010984 CLEAN MOLD ON AIR VENTS IN ROOMS B207, B202C, AND B204A 4712FLR02
0001011041 4619 B137A /  REPAIR OR REPLACE LEAKS AT STEAM STATION AND 

REINSULATE STATION.
4619RMB0137A

0001010875 4650 / 0127 REPAIR LIGHT (2HR DELAY IN LIGHTING) CENTER ROW LEFT 
LIGHT

4650RM0127

0001010901 4650 /  REPAIR AIR LEAK IN HOSE REEL AND RE PIPE SUPPLY COPPER 
LINE.CARPENTER SHOP NORTH WALL.

4650
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001004750 4708  /  CHECK FLOAT SWITCH OR REPLACE AS NEEDED.  SUMP0016, E-7 4708RMB0001C
0001011034 REPAINT DOORS SOUTH OF RM A0109 4663FLR01-A
0000998305 REPAIR/ REPLACE FALLEN PLASTER  CEILING 4200RM0515
0000979728 REPAIR HOLE IN WALL 4200RM0721
0000960597 TOUCH UP PAINT AT ENTRANCE TO RM 4663RMM0101C
0000967160 PAINT ACCOUSTIC TILE ON NORTH WALL 4619RM0160
0000960751 PRESSURE WASH AND PAINT OUTSIDE DOORS 4619RM0147C
0000727668 4760 / 102 TANK 56 NEEDS SLUDGE REMOVED 4760RM0102
0000986197 PRESSURE WASH AND PAINT SOUTH SIDE TEST BAY 4572
0001010808 REPAIR WALL 4570RM0200
0001016696 PERFORM MAINTENANCE ON LIFT IN N.E. HALL 4612
0001010782 4487 / E-33 INSULATE UNDER SIDE OF 4487B AH-0021 WHEARE CHILL 

WATER COIL IS SWEATING.
4487RMB0257A

0000858681 REINSUALTE LINES ON UNIT HEATER 4485RM0126
0000986093 NEXT TO ROOM B56-PANEL OO10 SFN 13136  / WEST WALL-0014- SFN 13138 

- LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 
FUNCTION OR EQUIPMENT BEING POWERED-NO LEGEND

4570RMB0014

0000946584 REPLACE LOOSE FLOOR TILES BEHIND SERVING LINE, TRIPPING 
HAZZARD

4203RM1300

0000998425 REPAIR LEAKING EXHAUST FAN 4203RM1007
0001016504 REPLACE OFFICE DOOR TO ROOM 139 4708RM0139
0000806471 PRESSURE WASH AND PAINT HANGER DOOR INSIDE ROOM 4619RM0146
0000941019 (SFN 12350 RM 100 PNL 0002, SFN 12362 RM 101A PNL0003)LABEL 

ELECTRICAL PANELS AND BREAKERS TO INDICATE THE FUNCTION OR 
EQUIPMENT BEING POWERED-SPARE #9 ON; 6 & 10 LABELED AS BLANK, 
BUT ARE PART OF A 3 POLE BREAKER.

4348

0001010843 PAINT I-BEAM 4663RMC0183
0000972440 WEST WALL-PANEL 002-LABEL ELECTRICAL PANEL AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-BREAKERS 
16,18 & 20 LABELED AS "SPARES" BUT WERE IN THE "ON" POSITION

4549RM0103A

0000953676 SFN 12477 PNL 0002, SFN 12492 LP-29-LABEL ELECTRICAL PANELS AND 
BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED

4473RM1000

0000907361 PAINT VESTIBULE WALLS 4619RM0166A
0001016710 RESECURE TRACK ON ROLL UP DOOR 4483NORTH
0001010905 LABEL BREAKER BOX 4487RMC0147
0000946630 4465 / 100 NORTH WALL NEAR EXIT-ELECTRICAL PANEL  JJ 741-LABEL 

ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION OR 
EQUIPMENT BEING POWERED-BREAKERS 32, 34, 36 MARKED AS SPARE IN 
"ON" POSITION

4465RM0100

0001004760 REPLACE AUDIBLE ALARMS ON SUMP PUMP 4761
0001004755 4705  /  REPAIR FLOAT SWITCH.  SUMP0001, E-13 4705RME0013
0000960624 CEILING--HAVE PAINT TESTED FOR LEAD AND ABATE IF LEAD IS 

DETECTED. IF NO LEAD EXISTS. PROPERLY CLEAN AREA AND REPAIR 
CEILING TO PREVENT PAINT FROM FLAKING. -

4561RM0111

0001016668 WATER LEAK IN NORTH END HI BAY OF BLDG. 4316, NEXT TO DOUBLE 
DOORS.

4316FLR01

0000998078 ELECTRICAL PANEL  LL-552-LABEL ELECTRICAL PANEL AND BREAKERS 
TO INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-
BREAKERS 7 AND 8 MARKED AS SPARES IN "ON" POSITION

4677RM0100

0000997822 4760 / 106 STEAM CONTROLS WILL NOT CONTROL TEMPERATURE OF 
TANKS 40 & 40A

4760RM0106
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0000979357 WIRE THE 5TH ROW OF LIGHTS IN THE EAST HIGHBAY TO STAY ON 

CONTINOUSLY
4619

0001010996 PATCH AND PAINT AS NEEDED. 4249RM0143
0000953594 ELECTRICAL PANEL PNL-0002 LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-#8 ON, NO ID

4482-PNL0002

0001016445 REPLACE DAMAGED STEP TREAD ON THE A-WING WEST STAIRWAY. 4663-AWING
0001010624 REPAIR DOORS ON 4650 KILOWATT HOUR METER 1 CABINET (SOUTH 

SIDE OF MAIN HIGHBAY OUTSIDE ON POLE)
4650

0001004821 REPAIR REPLACE BULB/BALLAST OVER SINKS 4200RMP0101
0000745989 PAINT THE HPA & GN2 PRESSURE REDUCTION STATIONS ON THE WEST 

EXTERIOR OF THE BUILDING.  DO NOT PAINT OVER COMPONENT 
NAMEPLATES.

4707

0001011116 REPLACE LCD DISPLAY ON STEAM REDUCING STATION 4663RMB0010
0001016689 REPAIR LIGHT FIXTURE THAT WON'T HOLD BULB 4202RM0609
0001016713 REPAIR EMERGENCY LIGHTS IN RM 'S 110, 121 & 125 4674FLR01
0001016766 REPLACE FLICKERING LIGHT AND A BURNED OUT LIGHT 4200RMG0011D
0001016669 REPAIR END FLASHING ON EXPANSION JOINT ON SOUTHEAST SECTION 

OF ROOF
4612-ROOF0007

0001016670 REPAIR SLIT IN ROOF AROUND PITCH POCKET 4612-ROOF0003
0000992401 4241 / 121D-2 REPAIR COLLAPSED WOOD NORTH WALL IN BASEMENT 

ROOM B100 OF 4241. GRAVEL BACKFILL HAS COLLAPSED INTO ROOM. 
NASA GPS EQUIPMENT STORED IN ROOM.

4241RM0121D

0001016800 REPLACE DAMAGED CORD ON LTS0010 (EMERGENCY LIGHT) 4674-LTS0010
0001021070 REPLACE BALLAST 4202RM0300
0001021098 4666 / E-1 REPLACE POTABLE WATER FILTER (2023) 4666RM0284
0001016454 PICK UP 8 PCS. OF CONCRETE ( 3,600 LBS. EA.) LOCATED ON THE N.W. 

SIDE
4705

0001021117 PAINT FOUR WHITE METAL TRASH CANS IN PICNIC AREA MSFC
0001011118 RECONNECT 110 OUTLET ON THE WEST WALL IN RM 3 4567FLR01
0001011093 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-ONE BULB OUT IN 

AN EMERGENCY LIGHT
4315RM0103A

0001016745 A/C ROOM--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4718-3RM0100
0001016720 REPLACE BALLAST 4610RM1081A
0001016592 REPLACE BALLAST 4610RM5001
0001011135 4728-ROOF0001 /  CLEAN OUT GUTTER. 4728-ROOF0001
0001016413 CLEAN OUT GUTTER ON THE SOUTH SIDE EAST END OF BUILDING. 4487-AWING
0001011029 REINSTALL CHAIN LINK FENCE , WEST SIDE 4677WEST
0001016633 CHECK ODOR IN VENTALTION 4487RMC0178A
0001021131 4718 MECH RM /  REPAIR/REPLACE BURNED OUT LIGHTS IN ALL 

MECHANICAL SPACES.
4718

0001016817 REPAIR REPLACE BULB/BALLAST IN RM'S 35 & 36 4250FLR01
0000953592 SFN 12397 PNL0001, SFN 12396 PNL 003, SFN 12398 PNL0003-LABEL 

ELECTRICAL PANELS AND BREAKERS TO INDICATE THE FUNCTION OR 
EQUIPMENT BEING POWERED

4472RM0006

0000953517 REPAIR FUME HOOD 4487RMC0185
0000967161 PRESSURE WASH AND PAINT OUTSIDE DOUBLE DOORS 4619RM0160B
0000946370 REPAIR LEAK - SEE DURHAM FOR LOCATION 4755RM0100A
0000920820 PNL 0047 & 0050-LABEL ELECTRICAL PANELS AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-SFN#'S 11110 
& 11111, 11105

4207

0001021112 SPRAY FOR BLACK BEETLE BUGS 4203RM1202
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001021068 REPLACE DAMAGED FLOOR TILES ( FOR ACCES GO TO RM 110 @ 4732) 4716FLR01
0001021084 REPAIR RATTLING LIGHT FIXTURE 4708RM0133A
0001016866 PUMP OUT HYDRAULIC OIL/WATER RESERVOIR @ TEST STAND 116 4539
0001016463 BYPASS EMERGENCY POWER OFF (EPO)  SWITCH AT SOUTH WEST 

CORNER OF ROOM TO BE RELOCATED TO INSTALL NEW DOOR. 
4629RM0108

0001021073 4207 / 111 LIGHTS OUT, RELAMP AS NECESSARY. 4207RM0111
0001016758 4566 / 149 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE 

RM.149 (2031)
4566RM0149

0001016844 4205 / E-3 REPLACE FILTERS IN AH0001 (2026) 4205-AH0001
0001016460 REPLACE BAD 4728 KW2 4700 SERIES METER WITH A 4700 SERIES METER 

FROM   ANNEX
4728

0001016786 RESET BREAKER 4202RM0418
0001016625 LOST POWER 4561
0001016676 REPAIR EXHAUST FAN 4609FLR01
0001021149 REINSTALL HWP0001 4612A-HWP0001
0001016824 4487A / S.E. CLEAN DARK STREAKS OFF BRICK WALL ON THE SOUTH SIDE 

OF EAST END A WING.
4487

0001016588 PLEASE REPLACE BURNED OUT LIGHT BULBS IN B27E 4708RMB0027E
0001016442 CLEAN OUT GUTTER ON WEST SIDE, YOU CAN SEE PLANTS GROWING 

OUT OF GUTTER. 2333
4316WEST

0001016858 UNSTOP DRAIN LINE ON CHWP0001 4566-CHWP0001
0001021096 4666 / E-4 REPLACE POTABLE WATER FILTER (2023) 4666RM0108
0001016822 CLEAN OUT POWER HACK SAW AND REFILL WITH COOLANT 4650FLR01
0001016818 REPAIR, REPLACE BULB/BALLAST IN RM'S 40-1, 40-2 & HALL OUTSIDE 40-2 4250FLR01

0001004844 REWORK RIDGE FLASHING AND SEAL. 4666-ROOF0001
0001004745 4653 / LOBBY REPAIR HALL LIGHT SWITCH.  SWITCH DOES NOT WORK 

AND HALL LIGHTS DO NOT WORK.  SAFETY HAZARD!!
4653

0001010712 EXTERIOR RAIN GUTTER HAS FALLEN OFF BUILDING.  WEST SIDE, SOUTH 
OF MAIN DOORS.

4612WEST

0001010884 DRAIN WATER AND OR FILL HOLES, WATER STANDING IN HOLES ON THE 
SOUTH SIDE, NEAR THE EQUIP. RM

4494SOUTH

0001010576 PAINT MIDDLE STAIRWAY IN A-WING 4663
0001004880 REPAIR OR PLUG OPENING OR INSTALL GUARDRAIL/COVER ON FLOOR 

OPENING GREATER THAN 1 INCH-DRAIN COVER HAS RUSTED AWAY 
LEAVING A MAJOR TRIP HAZARD/HOLE

4700RM0100

0001010744 REPAIR OR REPLACE BURNED OUT LIGHTS 4567
0001010917 OUTSIDE, NORTH SIDE-PANEL KA-LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-BREAKERS ON, WITH NO ID

4720NORTH

0001010752 4467 E-1 WATER HEATER LEAKING WEATHERS CHECKING 4467
0001010915 PBL PNL0006-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE 

THE FUNCTION OR EQUIPMENT BEING POWERED-CIRCUIT 25 SPARE IS ON 4715RM0100

0001010914 FAS0001 FIRE ALARM PANEL-EXPOSED ELECTRICAL WIRING- 
REPAIR/REPLACE OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-

4715RM0100

0001010772 REPLACE BAD 4566 KW2 4700 SERIES METER WITH A 4700 SERIES METER 
FROM   ANNEX

4566

0001011129 REPAIR REPLACE EMERGENCY LIGHTS IN HALL NEAR RM'S 5005C & 5008 4610FLR05
0001010985 REPAIR/ REPLACE GRATE IN HALLWAY ON CWING FIRST FLOOR NEXT TO 

BREAKROOM
4712FLR01

0001004619 REPAIR BROKEN WATER LINE ON THE SOUTH EAST SIDE 4759
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001011178 CHECK NOISY WATER FOUNTAIN OUTSIDE OF ROOM 106 4663-AWING
0001004862 PNL LL781-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 

FUNCTION OR EQUIPMENT BEING POWERED-SPARES ON
4477

0000997823 4205 / 103C RE-LOCATE 8` X 4` OPTICAL TABLE FROM BUILDING 4583 / 
TEST CELL 109 TO BUILDING 4205 / ROOM 103C. 

4205RM0103C

0001004817 REPAIR REPLACE BULB/BALLAST 4200RM0712
0000986168 PLEASE PAINT MEN`S RESTROOM 1221 4708RM1221
0000967481 -LP-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 

FUNCTION OR EQUIPMENT BEING POWERED-
4613RM0101

0000953595 SFN 12413 NEAR RM 109 PNL0003, SFN 12418 RM E-2 PNL0006, SFN NEAR 
RM 100C PNL0001 - LABEL ELECTRICAL PANELS AND BREAKERS TO 
INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED

4492

0000953591 ELECTRICAL PANEL PNL-0001-LABEL ELECTRICAL PANEL AND 
BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-BREAKERS #8,10,12,14,17,19,21 MARKED AS SPARES IN "ON" 
POSITION

4470RM0100

0000960436 PAINT OVER PARKING SPACES 1696, 1697, 1698 TO READ "RESERVED" AND 
NUMBER AS USUAL

4201SOUTH

0000882451 PATCH AND PAINT WALLS 4663RMA0214
0001016816 REPAIR REPLACE BULB/BALLAST IN RM'S 35-1, 35-2 & 35-6 4250FLR01
0001016727 RESTORE POWER TO OUTLETS IN NW FOYER AND 1132 AREA 4708FLR01
0001016657 4481 / 107HALL  ELECTRIC BASE BOARD HEATERS NEED TO BE TURNED 

OFF IN FRONT OF ROOM 107. THE HEATERS ARE WARM TO TOUCH 
ALONG THE GLASS WALL LOOKING AT THE DOGWOOD TREE.

4481RM0107

0001020844 REPAIR COMMODE, PULLED LOOSE FROM THE WALL IN UNISEX, 
HANDICAP RESTROOM ( EAST OF LADIES RM)

4200FLR03

0001021077 4464 / 103 PNL KA-1  CIRCUIT 10-12 FEEDS OUTLET ON SOUTH WALL. 
OPERARTES -150C FREEZER.  THE 250 VOLT OUTLET NEEDS TO BE 
REPLACED. FREEZER PLUG OVERHEATED WALL OUTLET.

4464RM0103

0001016415 HERITAGE QUITE A FEW TRACK LIGHTS HAVE BURNED OUT AND NEED 
TO BE REPLACED.  PLEASE MAKE SURE THEY ARE PROPERLY POINTED 
AT THE OBJECTS ON DISPLAY.

4200FLR01

0001016412 OUTSIDE REPAIR GUTTER JOINTS ON SOUTH SIDE , EAST END, WHEARE 
DARK STREAKS APPEAR ON BRICK WALL. 2325

4487SOUTH

0001016762 4663 R M  B164 /  PLUNGE UTILITY SINK 4663RMB0164
0001016761 4566 / 108A REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE 

RM.108A (2031)
4566RM0108A

0001016452 SANDBLAST WELDING TABLE 4650
0001019796 PAINT ROOM 4201RM0502
0001016690 CHECK FOR FUEL ODOR 4666RM0371F
0001016672 REPAIR BRAKES ON CRN 4705RMC0101
0001021147 REPAIR / ADJUST DOOR CLOSURE 4663RMB0222
0001021134 REPAIR PICNIC TABLE DAMAGED BY TREE LIMB ON NORTH SIDE OF 

BSMT./ NE. CORNER
4200

0001016846 REPAIR PIPE LEAK UNDERNEATH DISPOSAL 4471RM0178A
0001016665 REPAIR/ REPLACE BULBS/ BALLASTS IN HALLWAY AND IN ROOM A185M 

(MENS ROOM)
4487-AWING

0001016660 REPAIR BRAKES ON OVERHEAD CRANE 4705RMC0101
0001021123 REPAIR HANDICAP URINAL , WON'T FLUSH 4203RM1006A
0001016746 4718-3--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4718-3
0001016749 REPLACE DAMAGED CEILING TILE ( CHECK FOR SOURCE OF BURN 

STAIN)
4487RMC0135
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001016503 MODIFY TWO 3 PHASE ELECTRICAL CIRCUITS AT PANEL PAX-H, MAXIMO 

4207-PNL0028., CIR 37,39 & 41 + CIR 38,40 & 42. CHANGE 30 AMP BREAKER 
AND RECEPTACLE TO 20 AMP. 

4207RM0145B

0001010851 REPAIR AUTOMATIC DOOR #1 4485
0001016659 4639 R M  3 /  REPAIR LEAK ON URINAL 4639RM0003
0001021079 REPAIR EXHAUST FAN AND DAMPER 4203-EAF0003
0001016414 HERITAGE IN THE HERITAGE GALLERY, THE PAINT ON THE CLOSET 

DOOR LOCATED IN THE LEFT REAR OF THE GALLERY HAS BEEN 
SCRATCHED.  IT NEEDS TO BE TOUCHED UP WITH BLACK PAINT, PLEASE.

4200FLR01

0001016759 4566 / 146 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE 
RM.146 (2031)

4566RM0146

0001021139 REPAIR REPLACE BULB/BALLAST BEHIND DISPLAY IN GROUND FLOOR 
LOBBY

4200GROUND

0001021135 REPAIR AUTOMATIC DOORS ON THE EAST SIDE, SOUTH DOOR 4201EAST
0001021161 CHECK, REPAIR SHREDDER OUTSIDE OF RM 115 4244FLR01
0001016853 REPLACE BALLASTS 4464RM0102
0001016838 REPAIR REPLACE BULB/BALLAST ( CLEAN RM) NEAR BACK ROLLUP 

DOOR
4619WEST

0001016779 4570 / HALLWAY  THERE ARE TWO OLD EMERGENCY LIGHTS REQUIRING 
REPLACEMENT.  ONE IS IN THE HALLWAY AT ROOM 253 (LTS0005) AND 
THE SECOND IS IN THE NORTH STAIRS (LTS0015).  IMMEDIATE 
REPLACEMENT IS REQUIRED DUE TO THE SAFETY HAZARD THESE 
CAUSE.

4570

0001016881 INSTALL SO CORD FROM   FID AND   MID TO NEW UPS 4312
0001016815 4203 RM B200 /  REPAIR DOORS TO EQUIPMENT ROOM SO THEY CAN NOT 

BE OPENED WITHOUT A KEY
4203RMB0200

0001021130 REPAIR LEAKING HOT WATER HEATER 4553RM0106
0001016551 REPAIR LEAKING PIPE 4487RMC0178F
0001016548 REPAIR REPLACE BULB/BALLAST IN PLENUM AREA 4487RMC0178A
0001016764 REPAIR/ REPLACE TWO BULBS/ BALLASTS 4250RM0035
0001016823 REPLACE MOTOR SHEAVE 4612-CRU0001
0001021089 SECURITY REPORTS PROBLEM CLOSING GATE C1 TO TEST AREA.  

  WILL REPAIR ON 1ST SHIFT.
MSFC

0001010789 REPAIR LEAKING WATER LINE IN PIT #7 4524
0001016607 REPAIR EMERGENCY LIGHT IN HALL  NEST TO RM 171,BY WATER 

FOUNTAIN
4583FLR01

0001016475 REPAIR LEAKING HANDLE ON FLUSH VALVE 4760RM0112
0001011038 4638 / HI-BAY WORK ON OVERHEAD LIGHTS 4638
0001011176 PAINT BOMB CHILL WATER PUMP 4650RM0029
0001011045 UNSTOP FLOOR DRAIN 4583RM0154
0001011035 PAINT FRONT STEPS YELLOW AND BLACK (NONSKID) 4312
0000972493 4705 / C101 THE PENDANT FOR THE EAST BRIDGE CRANE NEEDS TO HAVE 

THE CONTROL BUTTONS RELABELLED.
4705RMC0101

0000972622 4708 / 110A REPAIR DAMAGED PLASTER AND REPAINT MEN`S ROOM 110A 4708RM0110A

0000979962 REPAIR/ REPLACE BROKEN LIGHT IN HANDICAPPED RAMP 4200
0000973220 PNL-0005-LABEL SFN 13064, PNL-0003 SFN 13063, PNL0001 SFN 13065,  

LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION 
OR EQUIPMENT BEING POWERED-BREAKERS 2, 3, 4, 14, 24, 28, 31 MARKED 
AS SPARE IN "ON" POSITION

4618

0000967274 REPAIR BREAKER # 6 , WON'T RESET PNL-LB 4619
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0000953875 4705 / B119 CONNECT AIR TO HOIST 8 4705RMB0119
0000953874 4705 / B119 CONNECT AIR TO CRANE 10 4705RMB0119
0000953988 4475-ROOF0001 /  REPAIR SHEETROCK INSIDE WEST ENTRANCE . 4475-ROOF0001
0000940994 (SFN 12351 PANEL BJJ729, SFN 12352 RPJJ731) LABEL ELECTRICAL PANELS 

AND BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED

4306RM0106

0000721902 REMOVE THREE PIECES OF CORUGATED SIDING AND DRILL THREE 
HOLES IN EXISTING SIDING

4620SOUTH

0001209543 REINSULATE AND PATCH BOILER CASING WHERE REPAIR WAS MADE TO 
BOILER.

4707-BLR0001

0001011187 TANKS #70, 72 AND 66 BLOWERS NOT OPERATING 4760RM0102
0001016705 REPAIR BULBS/ BALLASTS IN EAST END OF A WING HALLWAY AND 

MENS AND LADIES RR
4487-AWING

0001021067 REPAIR FLUSH VALVE ON LEFT URINAL 4250RM0018B
0001021088 4610 ELEV-2 BRAKING PROBLEM 4612
0001016658 4643 R M 103 /  TIGHTEN PACKING ON HOT WATER VALVE 4643RM0103
0001021165 4200 ELEVATOR 3 MAN STUCK; 4200-ELEV0003
0001016873 INSTALL WEATHER STRIPPING AROUND DOOR 4732RM0165
0001016648 CLEAN OFF THE CONCRETE PAD SOUTH OF BUILDING 8023 FIRST THING 

MONDAY 06/27/05 FOR AN AWARDS PROGRAM THAT WILL BE HELD ON 
WEDNESDAY 6/29/05.

8023

0001016837 REPAIR URINAL , OVERFLOWING 4755RM0214
0001016666 PAINT FUEL LINES ON GENERATOR 4249
0001021121 SPRAY FOR WASPS AND REMOVE NESTS NEAR B155B 4487FLR01-B
0001016575 REMOVE MODEL FROM TEST RANGE AND REINSTALL AT BLDG 4194 4194
0001021103 4572/RM 105 /  UNSTOP COMMODE 4572RM0105
0001021097 4666 / E-2 REPLACE POTABLE WATER FILTER (2023) 4666RM0263
0001021168 4203 MEN ROOM 6TH FLOOR DOOR HANDLE LOOSE 4203RM6006
0001016744 PANEL LD SFN # 13312 &  PNL 0003 SFN # 13313- LABEL ELECTRICAL 

PANEL AND BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT 
BEING POWERED-SEVERAL BREAKERS ON WITH NO ID

4718-3

0001016819 REPAIR REPLACE BULB/BALLAST IN RM'S 41B & 41A 4250FLR01
0001016709 RESECURE HANDRAILS TO CONCRETE AT WEST SIDE OIL STORAGE 4732NORTH
0001016479 REPLACE GAUGE ON STEAM STATION RM BEAD BLAST 4760FLR01
0001016478 UNSTOP FLOOR DRAIN 4759FLR01
0001016477 REPAIR LEAKING TUBE ON HWP0002 4203-HWP0002
0001016501 EAST REPAIR 500 KVA SUBSTATION ENCLOSURE DOOR HANDLE. WILL 

NOT CLOSE PROPERLY.
4207EAST

0001011139 REPAIR ELEVATION IN ASPHALT 4777
0001010864 REPAIR/ REPLACE BULB/BALLAST OVER DESK 4471RMA0111
0001004918 REPLACE AEREATOR LINE 4627
0001010579 PAINT LANDING AT PENTHOUSE ELEV. 4663PENT
0001011190 REPLACE BULBS IN ROOMS 1213 AND 1238 4203FLR01
0001011117 REPAIR EXHAUST FAN, INOPERABLE 4251RM0001
0001010604 4481 /  REPLACE LEAKING PIPING AND REPAIR ALL OTHER LEAKS IN THE 

BASEMENT MECHANICAL ROOM.  ALSO HAVE ELECTRICIANS FINISH THE 
SUMP PUMP SWITCH WORK.

4481

0001016614 CHECK, REPAIR MOTION SENSOR ON LOBBY  DOUBLE DOORS AT EAST 
ENTRANCE

4610EAST

0001016612 REPAIR REPLACE BULB/BALLAST AT BOTTOM LEVEL OF BASEMENT 4583BSMT
0001004673 4201 BASEMENT CLEAN UP   CLEANING UP WATER FROM 

PMING OF AIR COMPRESSOR
4201
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001010665 PROVIDE CRANE TO INSTALL ANGLE PLATES 4705RMC0105
0001011128 REPAIR REPLACE EMERGENCY LIGHTS IN HALL NEAR RM'S 2060 & 2060A 4610FLR02
0001010853 PAINT WALL  ( SEE USER FOR COLOR) 4200RM0101A
0001004611 RELAMP STAIRWELL FROM TOP TO BOTTOM AND STAIRWELLS IN LOBBY 

OUTSIDE ELEVATOR
4550

0001011022 REPLACE CIRCUIT BREAKER FOR WATER VALVE 1002, LOCATED 
OUTSIDE BUILDING 4554 ON SUBSTATION FENSE.

4554

0001011149 4707 / 106G PLEASE REPAIR ALL OVERHEAD LIGHTING IN LAB 106G, 
BLDG. 4707.

4707RM0106G

0001010900 4241 /  REPAIR EXTERIOR LIGHT ON DURING DAY. EAST END OF 
BUILDING.

4241EAST

0001011091 SOUTH RACQUET BALL COURT-RPA-3-LABEL ELECTRICAL PANEL AND 
BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-SPARES ON

4315SOUTH

0001010762 CUT FIVE FLOOR TILES 4663RMB0160
0001011081 TRENCH A TRENCH 4583SOUTH
0001011044 CONTINOUSLY RUNNING URINAL 4551RM0203
0001010768 REPLACE BAD 4522-KW1 METER WITH 4700 SERIES METER IN   ANNEX 4522

0001010962 REPAIR ROLL UP DOOR 4671WEST
0001004709 4561 / HI-BAY HOIST LIMITS 4561
0000997792 REPAIR LIMIT SWITCH ON EAST HANGER DOOR 4619RM0146
0000998333 4473 / OUTSIDE REPAIR EXHAUST FAN NO. 8 ON SOUTH SIDE. 2326 4473SOUTH
0000997991 RESTENCIL BEAM IN PAINT SHOP--CHANGE FROM 20 TON TO 30 TON 4760
0000972611 ON THE 200 HP PORTABLE BOILER REPLACED THE DAMAGED WOOD ON 

THE TRAILER.
4660

0000973002 PNL-0006 SFN 12989 RM 103A, PNL0003 NEAR RM 103B (HALL) SFN 12991- 
LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION 
OR EQUIPMENT BEING POWERED-BREAKERS 23/25/27/28 MARKED AS 
SPARES IN "ON" POSITION

4629

0001016738 BLOCKHOUSE, CLEAN OFF ROOF DRAIN. 4530-ROOF0004
0001016624 PRESSURE WASH SOUTH SIDE DOOR, COVERED IN BIRD DROPPINGS 4702SOUTH
0001016785 4491 / 129 PROBLEM REPORTED BY FWR 998006 REMAINS UNSOLVED FOR 

ROOM 129.  LIGHTS REMAIN ON 24X7.
4491RM0129

0001016855 RELOCATE FLOOR OUTLET TO WALL 4561RM0219
0001021076 4207 / 103 LIGHTS OUT, RELAMP AS NECESSARY. 4207RM0103
0001016760 4566 / 133 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE 

RM.133 (2031)
4566RM0133

0000992536 PNL0001 RM E1 SFN# 13191/ HALL OUTSIDE ROOM 131- PNL 0004 SFN 13190-
LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION 
OR EQUIPMENT BEING POWERED-BREAKER #15 MARKED AS SPARE IN 
"ON" POSITION

4654FLR01

0001016639 ADD GRAVEL TO BUILDING ENTRANCE 4391
0001016835 REPAIR ELEV0001, MAKING SCRAPING NOISE 4718-ELEV0001
0001016820 REPAIR, REPLACE BULB/BALLAST IN RM'S 44A & HALL OUTSIDE 44A 4250FLR01
0001016747 PNL-0003 SFN # 13315, PNL0003 SFN # 13331-LABEL ELECTRICAL PANEL 

AND BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-ALL SPARES ON

4718-2RM0100

0000986071 4708 / 1221 REPAIR AND REPAINT RUSTED PARTITIONS IN MEN`S ROOM 
1221

4708RM1221

0000972944 REPAIR LEAK WHEN IT RAINS, WATER COMING THROUGH ELEC BOX IN 
BWING BASEMENT

4487BSMT
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001016852 NORTH SIDE OF BUILDING OUTSIDE  DISCONNECT-SS0024-PROVIDE 

REQUIRED INFORMATION ON THE TAG-
4623NORTH

0001021148 REPAIR/ REPLACE HOT WATER TANK (USER ADVISED TANK EXPLODED) 4471RM0178A

0001021085 REPAIR LEAKING COMMODES 4481RM0442
0001016811 CALIBRATE PH ANALYZER AND FLOW METER AT MANHOLE 39 4771
0001016821 ELEVATOR STUCK ON 1ST FLOOR 4200-ELEV0001
0001016702 REPAIR DOOR ON ELEVATOR 4550
0001021129 REPAIR REPLACE BULB/BALLAST IN RM'S B138, B136B & B136C 4487FLR01-B
0001016826 REPAIR FLICKERING EXIT SIGN 4623RM0117
0001004848 PAINT LADDER TO ROOF BETWEEN A AND B WINGS . 4663-ROOF0020
0001016671 PAINT COUNTER WEIGHTS 4656
0001021164 4202 EAST DOOR NOT WORKING 4202
0001011097 LIGHTS OUT IN BREAK ROOM. 4629RM0107
0001004851 ELECTRICAL PANEL  PNL0002-LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-DIRECTORY AND PANEL MISMATCH

4714RM0100

0001004639 LABEL ELECTRICAL PNL0001-LABEL ELECTRICAL PANEL AND BREAKERS 
TO INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-SPARES 
7,8,9,10,12,16 AND 41 ON

4704RM0100

0001010766 RELOCATE SCAFFOLDING FROM 4600 RM. 4015 TO RM. 3016 4600
0001016742 WEST STAIR BETWEEN 2ND A 3RD FLOOR--REPAIR/REPLACE NOSING ON 

STEPS (TRIP HAZARD)-RUBBER NOSING IS RIPPED AND STICKING UP
4718WEST

0001010771 REPLACE BAD 4492-KW2 4700 SERIES METER WITH A 4700 SERIES METER 
FROM   ANNEX

4492

0001010596 CHECK OUT AND REPAIR NORMAL POWER SUPPLY ON SUMP PUMP #1--
NOTE:  TEMPORARILY RUNNING ON EXTENSION CORD

4551BSMT

0001004951 UNSTOP COMMODE 4650RM0027
0001004700 INSTALL COVER ON LIGHT IN JANITORS CLOSET ACROSS FROM RM 329 4202FLR03
0001010970 PAINT SAFETY BRACKETS IN   SHOP 4650RM0029
0001016871 CHECK /CORRECT FOR ELECTRICAL PROBLEM AND REPAIR/REPLACE 

BULBS/BALLASTS.
4604FLR01

0001016466 OUTSIDE REINSTALL BARBED WIRE INTO CLIPS ON THE RAILS ATOP THE 
PERIMETER FENCE.

4622

0001016850 REPAIR/ REPLACE BULBS/ BALLASTS BY C.O.B. ON 6/30/05 IF POSSIBLE 4476RM0110
0001010803 REPAIR LIGHT FIXTURE, BULB FIXTURE END BROKEN OFF 4487RMA0247M
0001016608 SEAL LOCK AREA OF DOOR TO PREVENT WASP FROM BLDG, NEST IN 

LOADING DOCK DOOR HANDLE/LOCK
4583SOUTH

0001016856 REPLACE DAMAGED CEILING TILE IN MEN'S RM BEHIND THE HVAC SHOP 4650FLR01

0001016845 VERIFY POWER TO OVEN IN RM 101. 4663RMA0101
0001016663 DISCONNECT  PLUMBING SO  WATER CHILLER CAN BE RELOCATED 

(CONTACT USER FOR DETAILS)
4550FLR15

0001016599 CLEAN EQUIPMENT RM 4494RM0130
0001021065 PERFORM GENERAL CLEAN UP IN N.E. CORNER OF E1 4207RMB0002
0001010972 REPAIR NOISY EXHAUST FAN 4487RMAB0102
0001010995 REMOVE OLD WALL HEATER RM 143 4249RM0143
0001010773 REPLACE BAD 4759 KW2 4700 SERIES METER WITH 4700 SERIES METER 

FROM   ANNEX
4759

0001016464 UPDATE PANEL SCHEDULE "RP" MAXIMO 4629-PNL0006. VERIFY ALL 
SPARE CIRCUITS NEEDED FOR ADDITIONAL EQUIPMENT, ASAP. 

4629RM0103A

0001016731 REPLACE STAINED CEILING TILE 4663RMA0168
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0000997891 REPAIR/ REPLACE BULB/BALLAST 4666RM0364B
0001016606 RESET DISPLAY SIGN ON MARTIN RD 4610
0001010812 BLOCK OFF DOORS GOING TO MAIL DUMB WAITERS 4200
0001004920 REMOVE EXIT SIGN IN RM 110 AND MODIFY EVAC. PLAN 4656
0001021132 4718 RM 204 /  PEST CONTROL. ANTS ALONG SOUTH WINDOW 4718RM0204
0001021143 4752 /  PEST CONTROL. RODENT TRAPS ARE FULL.  PLEASE REPLACE. 4752
0001016590 REPAIR LEAKING FAUCET 4570RM0154
0001010886 REPAIR/ REPLACE BALLAST T0236
0001010902 4241 /  RE LAMP EQUIPMENT ROOM E 1 RM. 111 WITH ENERGY EFFICIENT 

BULB.
4241RM0111

0001016675 REPAIR WATER FOUNTAIN, WON'T TURN OFF 4609
0001016787 UNSTOP SINK 4650RM0011
0001011047 4666 / 370 THERE IS A STAINED/MOLDED TILE IN THE CEILING BY THE 

DOORS NEAR ROOM 370 (IN THE 3RD FLOOR LOBBY LIKE AREA OUTSIDE 
OF 370).  PLEASE CHECK FOR THE SOURCE OF THE STAIN (WATER LEAK?) 
AND REPAIR.

4666RM0370

0001010799 REPAIR REPLACE BULB/BALLAST 4476RM0110
0001021144 RESTORE STEAM TO SOPHIE SPRAY BOOTH 4707
0001123749 TURN OFF FANS IN SHEET METAL HIBAY @ COULMNS R, T, & X 4705
0001124219 TURN STEAM ON 4570RMB0055
0001123634 REPAIR LIGHT SWITCH, WHEN TURNED ON THE SWITCH FLIPS BACK TO 

OFF POSITION
4663RMM0102

0001124157 RESET BREAKER AT LOADING DOCK 4471
0001110363 PLEASE CLOSE VENT OR INSTALL AIR DEFLECTOR 4708RM1202
0001123635 REPAIR LATCH ON LIGHT LENSE 4663RMM0103
0001123813 NO HEAT 4619RM0148
0001123670 4610/E2 /  TURN STEAM ON TO BUILDING 4610RMB0100
0001123510 UNSTOP DRAIN IN NORTH BASEMENT 4663-BWING
0001123802 ANTS ALL OVER BACK WALL AND CRENDENZA 4610RM1085D
0001095416 SUPPLY FAN #4 SMELLS LIKE MOTOR IS BURNING 4607RM0110
0001113388 REPLACE CARPET SQUARES 4494RM0020
0001123757 REPLACE GASKET ON CONDENSATE PUMP AND RESTORE STEAM (2023) 4244RM0105
0001110687 REPACK NON RETURN VALVE ON #3 BOILER 4675
0001123822 4628 / 134 STEAM PIPE IS BROKEN--PLEASE REPAIR 4628RM0134
0001123857 TURN STEAM ON 4612RM1511
0001118956 4700 OUTSIDE /  REPAIR LEAK ON EYEWASH SHEW OOO1 4700-SHEW0001
0001123671 4610/E1 /  TURN STEAM ON TO BUILDING 4610RMB0101
0001124208 REPLACE FILTERS ON RMU0002 (2026) 4619RM0155
0001110720 REPAIR TIMER ON CONTROL BOX TO TARGETS ON PISTOL RANGE 4627
0001123675 4711 OUTSIDE /  CLEAN SCREENS ON EYEWASH SHEW OOO1 4711-SHEW0001
0001102339 RESTORE POWER TO OUTLET 4487RMBC0152
0001123629 LABEL ELECTRICAL PANEL KK3 IN ROOM E1 4767
0001123808 WATER LEAK IN THE CEILING 4663RMC0105
0001118564 4201 / E-1 RESTORE STEAM TO BUILDING AND SET REGULATOR (2023) 4201RMB0009
0001118563 4202 / E-1 RESTORE STEAM TO BUILDING AND SET REGULATOR (2023) 4203RMB0101
0001126760 SPRAY FOR ROACHES 4471RM0182
0001102687 CLEAN SUMP PUMP AND DRAINAGE DITCH 4555WEST
0001118321 LIGHTS IN HALLWAY ARE DIM AND DEPRESSING 4200RM0213
0001118468 REPLACE BULB OVER PETITION 4487RMC0163
0001118494 REPLACE BALLAST 4200RM0526D
0001130090 REPAIR 15 FT.  ROLL-UP DOOR , WON'T CLOSE 4205RM0110
0001124218 TURN STEAM ON 4570RMB0010
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001124164 4708 /  RELAMP TUNNELS WITH ENERGY EFFICIENT BULBS AS NEEDED. 4708
0001124171 4707 / 137 EMERGENCY LIGHT (BULB) NOT WORKING IN LIGHTING 

FIXTURE. BATTERY OK.
4707RM0137

0001126817 4666 STEAM 1 IN HIGH ALARM WEATHERS CHECKING 4666
0001123845 BAD LEAK IN THE CEILING 4708RM1212
0001118599 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4759

0001102670 UNSTOP MIDDLE SINK 4201RM0405
0001118322 REPAIR LEAK ON HWP0002 4735-HWP0002
0001123723 REPAIR/REPLACE BREAKROOM AREA DOOR LEVER KNOB (RED RIBBON 

ON DOOR) ACROSS FROM RM 4438
4203FLR04

0001124140 REALIGN CABLE HOIST 4612RM0004
0001129984 REPAIR LOOSE SEAT ON SECOND COMMODE 4201RM0320
0001124178 CHECK PIPE LEAK FOR GAS 4481RM0267
0001110342 EMPTY LARGE CONTANERS IN DUMPSTERS AND PERFORM GENERAL 

CLEAN UP
4610RMB0100

0001113394 CLEAN LEAVES, DEBRI, ETC. OUTSIDE OF DOOR 13 4663-CWING
0001113393 FILL IN HOLE WITH DIRT AND CORRECT DRAINAGE DOWNSPOUT ON 

SOUTH SIDE/ DOOR #7
4663-CWING

0001113436 REPLACE SPLASH BLOCKS . 4485-ROOF0002
0001126795 REPLACE GFI RECEPTACLE COVERS ON GENERATOR #940 M1YARD
0001126768 REPLACE TWO LIGHTS ON INSIDE HANDICAPPED RAMP 4485
0001124207 RESTORE STEAM TO BUILDING (2023) 4723RM0125
0001105715 REPLACE BALLAST (ROBLEE) 4200RM0228
0001124194 4203 RM 2209 LOST POWER   CHECKING 4203RM2209
0001123647 REPAIR WEST END  ELECTRONIC SLIDING DOOR STUCK OPEN 4201WEST
0001124165 4487 / C111 3 BULBS OUT IN CEILING LIGHTS 4487RMC0111
0001130147 RESET BREAKER TO OUTSIDE LIGHTS NEAR DOOR #6 ON N.E. SIDE 4481NORTH
0001123753 PLEASE REPLACE BURNED OUT LIGHT BULBS IN B24A AND B24D 4708RMB0024A
0001129965 REPAIR REPLACE BALLAST IN RM'S 3 & 5 4472FLR01
0001129971 REPAIR REPLACE BULB/BALLAST NEAR RM 108 4492FLR01
0001033583 REPLACE FLORESCENT LIGHTS OVER SCALE THAT ARE NOT WORKING. 4661
0001118448 4650 / 000 PRESSURE WASH FRONT SE ENTRANCE 4650
0001118387 FILL POT HOLES BETWEEN 4244 & 4241 4244SOUTH
0001124149 UNSTOP SINK 4471RMA0110A
0001126827 4481 WEST DOOR # 1 CLOSURE NOT WORKING 4481
0001129916 4650 / 108 REPLACE DAMAGED CARPET TILES 4650RM0108
0001129883 ROLLUP DOOR WENT UP AND WON'T COME DOWN 4776
0001129990 REPAIR LAST COMMODE/ LEAKING WHEN FLUSHED 4201RMB0007
0001129989 REPAIR LEAKING PO ON FIRST SINK 4201RM0133
0001129988 UNSTOP SECOND COMMODE 4201RM0123
0001110686 REPLACE FLOURESCENT LIGHT IN FRONT OF #3 BOILER 4675
0001110699 REPAIR REPLACE BULB/BALLAST, LIGHT FLICKERING IN RM 100 4306FLR01
0001130441 REPAIR/ REPLACE BULBS/BALLASTS 4200RM0154
0001124186 FAN MOTOR IN THE EQUIPMENT MAY HAVE A BROKEN BELT - SOUNDS 

LIKE A MACHINE GUN
4612RM2400

0001121036 REPAIR TABLE VISE # 2 IN FITTERS SHOP 4705FLR01
0001126818 CHECK POWER BOX FOR PROPER VOLTAGE AND PHASE 4612RM1301
0001132973 REPLACE BULBS 4487RMW0101
0001136118 PM SHOP GENERAL CLEAN UP OF TRASH(LABORS) 4650FLR01
0001129878 PLEASE INVESTIGATE THE SEWAGE SMELL IN LADIES RESTROOMS C169 

AND C103
4663
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WONUM DESCRIPTION LOCATION
0001130049 DISABLE WATER VALVE IN C WING PER CONTRACTOR 4663-CWING
0001130098 UNSTOP FLOOR DRAIN 4650RM0126
0001130417 REPAIR REPLACE BULB/BALLAST 4755RM0215
0001133000 NO LIGHTS IN SOUTH HALLWAY 4650SOUTH
0001132985 HALF OF LIGHTS STILL OFF FROM POWER OUTAGE 4650RM0206
0001130131 REPAIR LEAKING STEAM TRAP IN STEAM PIT 4656WEST
0001133036 REPLACE COVER ON ELECTRICAL OUTLET 4610RM2052
0001133035 INSPECT  INOPERABLE TEST BUTTONS ON EXIT SIGNS MOUNTED DOWN 

LOW AND IN WEST STAIRWELL CEILING
4610FLR02

0001126788 REPAIR LOOSE COVER ON ELECRICAL PNL0041, ABOUT TO FALL OFF 4203-PNL0041
0001130357 REPAIR REPLACE BALLAST IN EMERGENCY LIGHT 4203RM2311
0001136015 INTERIOR SPRAY FOR GNATS INSIDE OF FACILITY 4207FLR01
0001135988 4765 /  REPAIR/REPLACE LEAKING STEAM REGULATOR AND ALL OTHER 

STEAM LEAKS IN THE SOUTH EAST MECHANICAL ROOM.
4765

0001134495 REPAIR OR REPLACE REGULATOR 4767
0001130431 4200 EAST ENTRY DOOR ALARMS. 4202
0001118640 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4495

0001129881 REPAIR CLAM SHELL 4640
0001110747 SEAL AND PAINT SHOWER STALL #6 4315RM0103A
0001120972 REPLACE HIBAY CEILING LIGHTS 4655
0001129905 REPLACE OUTLET WITH GFI 4619RM0152
0001129945 RESTORE POWER TO THE WEST END OF THE 2ND FLOOR 4610FLR02
0001130052 REPLACE BALLAST 4666RM0286
0001130067 NO OVERHEAD LIGHTS IN BLDG. 4702
0001123644 REPAIR LEAKING VALVE ON STEAM STATION 4555
0001124239 DRAIN ODOR 4623RM0103
0001129933 REPAIR LEAK ON URINAL 4610RM1033A
0001130047 4566/E1 /  TURN STEAM ON AT EQUIP RM NEXT TO SUB STATION 4566RM0114
0001123826 REHANG AND ADJUST DOORS IN RM'S 206 & 207 4572FLR02
0001130001 REPAIR BROKEN DOOR STOP 4487RMB0209M
0001118529 REPAIR REPLACE BALLAST 4201RM0448A
0001118530 REPAIR REPLACE BULB/BALLAST OVER DESK 4201RM0520
0001118531 REPAIR REPLACE BALLAST 4201RM0502
0001123639 REPLACE BULB 4200RMP0107
0001123869 REPAIR REPLACE BALLAST IN THE HALL NEAR RM 334 4201FLR03
0001129929 FUME HOOD HAS LACK OF FLOW. YEARLY TEST SHOWS HOOD BELOW 

THRESHOLD. BELT AND MOTOR CHECK NEEDED UNIT IS RUNNING BUT 
SLOW,

4481RM0261C

0001129913 VERIFY OPERATION OF AIR COMPRESSOR FOR CONTROL AIR FOR STEAM 
VALVES AND HOT WATER CONVERTERS. 

4561

0001129931 CHECK CONDENSATE PUMPS , NOT RUNNING 4666RM0263
0001129970 ADJUST SLAMMING DOOR OUTSIDE OF ENTRANCE 1 4485
0001130059 THE PUSH BAR ON THE MACHINE SHOP SIDE OF THE DOOR LEADING TO 

THE HALLWAY TO THE TOOL CRIB (C109) IS LOOSE AND HAS FALLEN 
DOWN.  THERE ARE WOOD SCEWS ON THE BACKSIDE, THAT COULD 
INJURE SOMEONE.

4705RMC0101

0001130083 ADJUST CARD READER DOOR FROM BWING TO MWING 4663-BWING
0001124169 4708 / 140 PLEASE REPLACE BURNED OUT LIGHT BULBS OVER GRILL. 4708RM0140
0001124170 4708 / 138 PLEASE REPLACE BURNED OUT LIGHT BULBS OVER GRILL 

AREA IN KITCHEN
4708RM0138

0001124249 LABEL BREAKER PANEL 4619RM0154
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001129901 PLEASE INVESTIGATE HORRIBLE ODER - DECOMPOSING ANIMAL SMELL 4207RM0117

0001129951 SPRAY FOR ANTS 4491RM0112A
0001130020 SPRAY FOR ROACHES, ETC. AND DISPOSE OF DROPPINGS IN ROOM AND 

ABOVE DESK AREA
4481RM0101C

0001129917 4561 ROOM 215 LIGHTS OUT 4561RM0215
0001118516 REMOVE ELECTRICAL WIRE AND CONDUIT TO FIRST JUNCTION BOX ON 

  SENSOR G455 
4619RM0217

0001124173 4708 / 138C PLEASE REPLACE BURNED OUT LIGHT BULBS IN MEN`S ROOM 
138C

4708RM0138C

0001126785 RESTORE POWER TO OUTLETS 4705RMA0210
0001123824 4487 / E-15 REPAIR BELT GUARD ON AIR COMPRESSOR. 2326 4487RMB0126F
0001113433 REPLACE SCREWS BACKING OUT OF FACIA. 4485-ROOF0003
0001113435 REPLACE SCREWS BACKING OUT OF FACIA. 4485-ROOF0002
0001118610 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4723

0001110402 REPAIR REPLACE BULB/BALLAST 4671RM0108
0001095445 CHECK, REPAIR OVER HEAD LEAK, WATER IN THE LIGHT FIXTURE 4708RM0130
0001130158 SPRAY FOR WASPS COMING FROM CEILING 4705RMA0109
0001095461 PAINT OUTSIDE DOOR/ WEST END 4605
0001123864 RELOCATE EXCESS MATTERIAL FROM 1ST FLOOR ELEV. EQUIPMENT RM 

TO 4650 STORAGE AREA
4600

0001130140 SPRAY FOR WASPS 4203RM5402
0001130021 REPAIR CEILING LEAK AND REPLACE DAMAGED CEILING TILES 4471RM0191F
0001130072 SEWAGE ODOR 4494RM0003
0001130143 4663 / C WING FLUSH POTABLE WATER SYSTEM (2023) 4663-CWING
0001123791 CHANGE WATER FILTER IN THE SNACK BAR RM 101 (WATER  4663
0001123858 CHECK STEAM HEATER IN BASEMENT / NOT HEATING 4610RMB0100
0001126849 CHECK TEMPORARY ELECRICAL DISTRIBUTION PANEL IN THE NORTH 

LOOP
4203NORTH

0001124210 CLEAN FILTERS AND CAPS ON EYEWASH AND TIGHTEN PACKING ON 
SHOWER VALVE

4767-SHEW0001

0001021271 REPAIR INSULATION OVER DOOR #  24 4483FLR01
0001027580 REPAIR MAGNET ON DOOR, NOT OPERATING PROPERLY, LOCATED ON 

THE NORTH EAST SIDE
4471FLR01

0001027577 COMMODE CONTINUALLY FLUSHING 4666RM0361
0001027579 REPAIR COMMODE, CONTINUOUSLY RUNNING 4666RM0361
0001027655 REPAIR PIPE LEAK IN HALLWAY OUTSIDE OF ROOM 109B 4707
0001027614 REPAIR HOT WATER LEAK IN MEZZANINE AREA/ AH10 4711RMW0175
0001027613 CLEAN STRAINER 4205-AH0011
0001021403 REPAIR FAUCET ON SINK 4712RMB0304A
0001021398 REPAIR FAUCET IN SINK, IN KITCHEN 4203FLR06
0001021385 REPAIR DRAIN LEAK ON SINK 4487RMB0285L
0001021382 UNSTOP DRAIN 4487RMB0144
0001021401 REPAIR REPLACE BALLAST 4493RM0108
0001021257 REPLACE MISSING CEILING TILES IN ROOM 160. 4566-ROOF0004
0001021291 REPLACE BALLAST/ LIGHT FIXTURE ARCHING 4200RM0813
0001021346 REPLACE BULBS  IN BLOCK HOUSE IN EAST TEST AREA/ BULBS 

BREAKING OFF IN SOCKETS
4570RMB0013

0001021411 REPAIR REPLACE BALLAST 4249RM0147
0001027568 REPAIR REPLACE BULB/BALLAST, COVER STUCK ON FIXTURE 4471RMC0112C
0001021193 REPAIR BROKEN HOSE TO SAFETY SHOWER ON S.E. CORNER 4657SOUTH
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001021293 REPAIR OVERFLOWING URINAL 4755RM0214
0001021290 4718-SPMP1-SUHAIL IS IN ALARM 4718
0001027616 BACK FLUSH COIL TO AH20 4755-AH0020
0001021345 4708 MEZZ MCC TRIPPED 4708
0001027760 REPAIR REPLACE BULB/BALLAST IN HALL NEAR RM 45B & 18 4250FLR01
0001021408 SPRAY FOR BEETLES 4627
0001027569 SPRAY FOR CENTIPEDES IN S.E. END OF BLDG. 4566
0001027603 SPRAY FOR ANTS 4241RM0106
0001021178 4207 / RM 121 REPLACE MISS-MATCHED, DAMAGED & DETERIORATED 

CEILING TILES IN ROOM 121.
4207RM0121

0001021179 4207 / CORRIDOR REPLACE MISSING DAMAGED CEILING TILES IN MAIN 
CORRIDOR & LOBBY. REPAIR CEILING GRID AS NECESSARY.

4207

0001021180 4207 / 117 RELOCATE FIRE EXTINGUSHER TO A MORE ACCESSABLE 
LOCATION IN THE SAME ROOM. 

4207RM0117

0001027573 SPRAY FOR ANTS 4728RM0103
0001027590 SPRAY FOR ANTS 4610RM2094
0001021191 UNSTOP HANDICAP COMMODE 4203RMB0003A
0001027841 PLEASE SPRAY ROOMS 1261 THROUGH 1265 FOR ANTS. 4708RM1265
0001027848 SPRAY FOR ROACHES 4200RMG0003
0001027781 4678 / MH14 REMOVE WASP NEST & SPRAY FOR BLACK WIDOW SPIDERS 

INSIDE MANHOLE 14 ON THE EAST SIDE OF DODD ROAD ACROSS ROAD 
FROM BUILDING 4678.

4678

0001124142 PAINT ROOM 4202RM0400A
0001133026 PIPE TO URINAL HAS RUSTED THROUGH AND IS DRIPPING.  CURRENTLY 

THE DRIP HAS BEEN DIVERTED TO AVOID THE FLOOR, BUT THIS COULD 
BECOME INEFFECTIVE AT ANY TIME.

4487RMC0219

0001130440 UNSTOP FLOOR DRAIN 4201RM0623
0001130418 REPAIR LEAKING COMMODE IN STALL NEXT TO WALL 4755RM0402
0001130355 CHECK SEWAGE ODOR IN RM 1 4494RM0001
0001130151 UNSTOP COMMODE 4708RM0119
0001133041 REPAIR BALLAST OVER LAST STALL 4200RM0513
0001121037 REPAIR FLOAT ROD OR FLOAT SWITCH ON SUMP PUMP 4610RMB0101
0001123810 REPAIR STEAM LINE ABOVE GENERATOR ON BACK NORTH SIDE 

(CONTACT USER FOR DETAILS)
4566NORTH

0001126762 MODULE 2 REPAIR STEAM LEAK UNDER MODULE 2 DISCHARGE VALVE.  
SEE FACILITY OPERATOR.

4659FLR01

0001133009 SPRAY FOR ANTS IN  1406 & 1410 4612FLR01
0001118488 REPAIR REPLACE BULB/BALLAST 4200RMG0013C
0001129884 SECURE VENT 4200RMG0035
0001118353 ADJUST SENSOR AT MAIN ENTRANCE ON INNER DOOR-OPENS WAY TO 

EARLY WHICH WILL ALLOW  UNNECESSARY COLD  WINTER AIR INTO 
BUILDING

4755

0001129906 RESTORE POWER TO EAST BRIDGE CRANE 4619RM0146
0001132983 ELEVATORS INOPERABLE 4202
0001130374 REPLACE BROKEN LIGHT COVER, FELL OFF 4612RM1201
0001130419 REPAIR REPLACE BULB/BALLAST IN BAY AREAS 4777FLR01
0001123720 PICK UP BLINDS FROM HIBAY AND REPAIR 4251
0001110278 REPLACE THREE SECTIONS OF CONCRETE/ WEST END UNDER CANOPY 4201
0001136052 SPRAY FOR WASPS ALONG SIDE WALK AREA GOING TO PARKING LOT 4207NORTH
0001136165 RESTORE POWER TO COMPUTERS AND HEATERS 4200RM0412F
0001136168 RESET BREAKER 4203RM3146
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001118951 CLEAN  DEBRIS FROM  DRAIN AND IMMEDIATE AREA AROUND STAIRS 

AT NORTH ENTRANCE TO B10.E-1
4663NORTH

0001118446 4650 / 108 CLEAN WALLS (WATER STAINS FROM CEILING LEAK) 4650RM0108
0001113438 RESTORE POWER TO CRITICAL    MID01_01. 4659-FID0001
0001124247 REPAIR LEAKING GUTTER 4619RM0136
0001123856 REPLACE BALLAST OVER DESK 4200RM0206C
0001123862 REMOVE FLICKERING BULBS IN CONFERENCE RM 4200RMP0106
0001130061 INSTALL COVER ON OUTLET 4200RM0421
0001130406 REPAIR/ REPLACE BULB/ BALLAST 4200RM0220C
0001038733 SPRAY FOR ANTS 4471RMC0103D
0001038736 REMOVE DEAD COYOTE, N.E. CORNER OF BLDG. NEAR BSMT. ACCESS 

WELL--(CONTACT USER IN ROOM 113D)
4570

0001038714 REPAIR EAST ENTRANCE AUTOMATIC DOOR--WON'T OPEN 4201EAST
0001033572 SPRAY FOR ANTS 4610RM4027
0001033576 SPRAY OUTBUILDING FOR WASPS 4660
0001033578 SPRAY FOR ANTS 4708RM0230
0001033580 SPRAY FOR ANTS 4708RM0133A
0001021306 4612 /  REPAIR DRAIN ON AH6 E13 4612RM0029
0001028025 DROP CLOTH NEEDS TO BE ATTACHED TO WEST WALL 4663RMC0183
0001039110 REPAIR BASEBOARD IN EAST STAIRWELL ON THE GROUND FLOOR 4200GROUND
0001039052 REPLACE PUSH BUTTON TO TOGGLE SWITCH ON FUME HOOD 4481RM0261
0001039091 4316-BLDG-LIGHTS ARE OFF/A 4316
0001033321 REPAIR CEILING LIGHTS 4492RM0191
0001033619 4471 / A103C CHANGE OUT LIGHTS IN ROOM A103C. 4471RMA0103C
0001027824 REPAIR OVERHEAD STEAM LEAK IN RM'S 1210, 1211, & 1212 4708FLR02
0001021275 SPRAY FOR ANTS 4201RM0622
0001021300 4708 / 239 PLEASE SPRAY ROOMS 239 AND 240 FOR ANTS 4708RM0239
0001021342 SPRAY FOR ANTS 4610RM3094
0001021391 ADJUST PRESSURE 4203RM2001A
0001021390 UNSTOP 2ND COMMODE 4203RM2006A
0001021389 UNSTOP DRAIN ON SINK 4203RM1006A
0001027816 REPAIR FLUSH HANDLE ON HANDICAP COMMODE, WON'T FLUSH 4610RM1017A
0001027865 UNSTOP LAST COMMODE - HAS BEEN SITTING ALL WEEKEND-BAD 

SMELL
4610RM3090

0001028084 REPAIR LOOSE COMMODE SEAT 4663RMC0205
0001032069 UNSTOP SINK 4612RM1027
0001033353 4670 SUMP-1 & 2 IN ALARM   CHECKING 4670-SPMP001A
0001033313 TIGHTEN LOOSE COMMODE SEAT ON 1ST COMMODE 4663RMC0207
0001033404 CLEAN HEADS ON SHEW 0001 OUTSIDE WEST 4660-SHEW0001
0001033408 UNSTOP COMMODE IN CONTROL ROOM 4667RM0100
0001021190 REPAIR 1ST COMMODE, WON'T FLUSH 4711RMW0117
0001033308 SPRAY FOR ANTS 4610RM5010C
0001033317 SPRAY FOR ANTS 4610RM3054
0001027962 REPAIR LEAK ON CHWP002 4674-CHWP0002
0001027963 REPAIR/REPLACE CONTROL VALVE HOT WATER STEAM CONVERTER 4659RM0015
0001028087 CHECK SINK IN BREAK AREA 4629FLR01
0001028072 ANTS ARE COMING IN THROUGH AIR VENTS, NEED TO HAVE ROOM 

SPRAYED.
4201RM0304

0001033469 REPLACE BROKEN DOOR GLASS 4612RM1115
0001027629 4760 / 102 STEAM LEAK NORTH SIDE OF BUILDING UNDER GRATING. 4760RM0102
0001028007 RE-GLUE LOOSE FLOOR TILE 4728RM0109
0001033241 SEAL AROUND PIPE PENETRATION IN FLOOR. 2326 4203RMB0004
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001027611 CLEAN STRAINER 4205-AH0009
0001021205 SPRAY FOR FLYING ANTS 4201RM0614
0001021298 4653 / 12 FIX LEAKING SINK.  SINK HAS BEEN LEAKING SO LONG THERE IS 

A RUST STAIN DOWN THE WALL AND ON THE FLOOR. THIS LEAK HAS 
BEEN TURNED IN SEVERAL TIMES AND THE LEAK IS NEVER FIXED.

4653RM0012

0001027727 UNSTOP SINK 4653RM0012
0001027741 UNSTOP DRAIN 4623RM0120
0001027937 WATER LEAK ON FLOOR AND STOPPED UP SINK IN KITCHEN 4728RM0101
0001027860 POTABLE WATER DIRTY IN COMMODES 4202RMB0116A
0001027858 SEWAGE ODOR 4494RM0003
0001027849 REPAIR STEAM LEAK 4708RMB0001C
0001027838 REPAIR CONTINUOUSLY  RUNNING COMMODE 4202RM0534
0001027823 REPAIR CONTINUOUSLY RUNNING URINAL 4201RM0405
0001027821 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RM0330
0001027810 CHECK, NO POTABLE WATER IN RESTROOMS ON THE 5TH & 6TH FLOORS 4202

0001027630 4760 / ALL AREA PLEASE SPRAY FOR MOSQUITOS. 4760
0001027658 FOG FOR MOSQUITO'S 4650FLR01
0001027661 SPRAY FOR ANTS 4708RM0236
0001027678 SPRAY FOR ANTS 4628RM0101
0001027857 REPAIR BASEBOARD 4663RMA0280
0001021332 REPAIR REPLACE EMERGENCY LIGHTS IN FRONT OF RM C108 4712FLR01
0001027770 RESTORE POWER 4663RMC0104
0001021198 REPLACE COLLAPSED PARTITION IN REST ROOM 4619RM0116
0001021370 GATE BETWEEN 4619 & 4612 NOT OPENING 4619
0001021269 SPRAY FOR ANTS 4610RM5024
0001021270 SPRAY FOR ANTS IN CUBICLE ONE 4306
0001033498 UNSTOP COMMODE IN HANDICAP STALL 4487RMC0221
0001033346 REPAIR OVERFLOWING URINAL 4201RM0405
0001033331 REPAIR OVERHEAD PIPE LEAK AT FLANGE IN EQ. ROOM 108. 2323 4747RM0108
0001033311 REPAIR HOT WATER SIDE ON FAUCET, WON'T TURN OFF, STEADY 

STREAM
4718RM0200

0001021395 REPAIR LEAKING DRAIN ON SINK IN KITCHEN 4203FLR05
0001027839 CLEAN EXHAUST VENT 4244RM0103
0001021383 REPAIR COMMODE LEAKING AT THE BASE 4487RMB0259M
0001021256 REPLACE STAINED CEILING TILES IN ROOMS 131,AND 137. 4566-ROOF0003
0001027800 SUMP2-SUHIAL IN ALARM. 4670
0001027929 4554 ODT-01 TOGGLING 4554-ODT0001
0001021308 4570 /  UNSTOP 1ST COMMODE IN ROOM 154 4570RM0154
0001027576 REPAIR POTABLE WATER SUPPLY VALVE IN ROOM 106 4553FLR01
0001027705 UNSTOP DRAIN AT WATER FOUNTAIN/ COKE FOUNTAIN 4610RMC0100
0001027774 ADJUST VALVE AND TAKE RPM READING ON PMP AT 4209 4209
0001027813 SPRAY FOR ANTS 4728RM0109
0001027873 SPRAY FOR FLIES OR GNATS 4481RM0442
0001021309 4487 /  REPLACE BLOWN LIGHT BULBS IN E 46 4487RMW0103A
0001027646 RESET BREAKER 4200RM0321
0001027707 REPAIR REPLACE BULB/BALLAST OVER DESK 4471RMA0109B
0001021286 ROOF LEAK/ LEAKING ON COMPUTERS 4707RM0136
0001027700 REPAIR BROKEN DOOR HANDLE 4663RMA0101
0001021232 NORTH DOORS OFF TRACK 4610
0001021331 INDIVIDUAL STUCK ON ELEVATOR 4708-ELEV0002
0001021347 REPAIR LIGHT IN ELEV IN LTA 4619RM0145
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001124212 CLEAN FILTERS ON E W 0001 4487RMB0101
0001124213 TURN STEAM ON 4612RM1215
0001124215 TURN STEAM ON 4612RM1320
0001124216 TURN STEAM ON 4612RM1400
0001118532 REPAIR REPLACE BALLAST 4201RM0617
0001121040 REPAIR PARKING LOT LIGHT, OUT IN THE SOUTH END OF PARKING LOT 4732SOUTH
0001118283 DOORBELLS NOT CONNECTED (FRONT AND BACK DOORS) 4306
0001118371 NEED BALLAST CHANGED IN 2 CEILING LIGHTS.  THE BULBS HAVE BEEN 

REPLACED BUT BECAUSE OF THE BALLAST THEY ARE STILL NOT 
WORKING.

4201RM0300A

0001110299 4250 / 69 DETERMINE SOURCE OF CEILING LEAKS. 2326 4250RM0069
0001123812 REMOVE 500 WATT QUARTZ LIGHT ON S.W. CORNER OF ROOM 4619RM0145
0001102113 REPAIR LIGHTS OVER DOOR # 8 , SOME LIGHTS ARE BURNED OUT AND 

SENSOR NOT WORKING
4653

0001126781 INCREASE STEAM PRESSURE TO SOFI- SPRAY BOOTH 4707RM0154
0001118507 SOUTH EXT. /  REPAIR ALL LEAKS IN PIT AND REINSULATE PIPING. 4755SOUTH
0001102142 REPAIR LEAKING AIR LINE 4705RMB0100
0001123786 SENSOR NOT WORKING - LIGHTS OUT IN EAST END A-WING HALLWAY 

FROM LOBBY TO END
4487

0001126811 RESET BREAKER 4202RM0215
0001126852 REPAIR LIGHT ON STEPS ON S.E. CORNER OF BLDG. 4241SOUTH
0001118567 REPAIR LEAKING BIRD BATH SINK/ WATER RUNNING INTO FLOOR 4561RM0114
0001132992 CHECK POWER TO AUDIO VISUAL PROJECTOR 4202RM0326A
0001132993 RESET BREAKER ON CIRCUIT #24 4203RM4437
0001133007 INVESTIGATE ELECTRICAL BURNING ODOR IN THE WEST STAIRWELL 

BETWEEN 7TH & 8TH FLOOR
4200

0001118587 REPLACE BATTERY IN EMERGENCY LIGHT, BEEPING WITH RED LIGHT 
FLASHING, LOCATED IN THE HALL AT RM 110

4493FLR01

0001095459 PAINT SAFE 4605
0001129892 VACUUM OUT OVERFLOW PAN 4650RM0018
0001033232 SPRAY FOR ANTS AND MOSQUITOS ( SEE USER IN RM C109 FOR 

LOCATIONS)
4705FLR01

0001021388 REPAIR LOOSE COMMODE SEAT 4436RM0103
0001021387 REPAIR LEAKING HANDLE ON URINAL 4436RM0101
0001027740 SPRAY FOR TICKS ON BOTH PLAYGROUNDS 4494
0001028003 SPRAY FOR ANTS ( NEED AFTER HOURS) 4610RM4040
0001027933 SCREW HAS BACKED OUT OF PLATE ON ELEVATOR #3 TRIPPING HAZARD 4200

0001033567 SPRAY FOR ANTS 4610RM5039
0001021226 Main entry doors are jammed. Doors had to be pried open after they were unlocked. 4480

0001033274 REPLACE DAMAGED CEILING TILES (2031) 4481RM0411
0001033506 REGLUE CARPET SQUARES TO THE FLOOR.ENMC - ROOM-101 BACK CUBE 

BY GLASS.CONTACT   FOR SPECIFIC DETAILES.
4207RM0101

0001027958 ELEVATOR NOT WORKING AT EAST END OF A WING 4487
0001028050 4610 MEN ROOM 1015 TOILET STOPPED UP WEATHERS CHECKING 4610RM1015
0001027921 LEAK IN CEILING BLACK COLORED FLUID ON DESK AND COMPUTER - 

WOULD LIKE FOR STEVE CARTPENTER TO COME ANS CHECK BEFORE 
CLEAN UP 

4481RM0318A

0001033473 SPRAY FOR ANTS 4610RM1071
0001033475 SPRAY FOR ANTS 4610RM4006
0001033488 SPRAY FOR ANTS 4610RM5015
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001033493 SPRAY FOR ANTS 4728RM0103
0001027666 CHECK, REPAIR PARKING LOT LIGHTS 4681
0001033247 INSTALL JAMB NUTS HIBAY SLIDING DOORS 4619
0001033050 REPAIR SEAM IN CARPET, TRIPPING HAZZARD ( SEAM COVER MISSING) 4612RM1002

0001021260 RESTORE POWER TO BLDG. 4348
0001028048 REPAIR LOOSE ELECTRIC BOX ON THE SOUTH WALL 4207RM0030
0001027960 REPAIR/REPLACE LIGHT BULBS 4203RM3132
0001033495 ADJUST CARD READER DOOR 4549WEST
0001033246 INSTALL JAMB NUTS HIBAY SLIDING DOORS 4705
0001027624 4708 /  RE LAMP ROOM  . E 8 WITH ENERGY EFFICIENT BULBS. 4708RMB0001B
0001044136 REMOVE DEAD SKUNK 4559NORTH
0001044149 4670RM100A /  FLUSH POTABLE WATER SYSTEM 4670RM0100A
0001044153 4572RM202 /  1ST URINALL DRAINING SLOW 4572RM0202
0001044154 4572RMM103 /  2ND LAV STOPPED UP 4572RMM0103
0001038747 SE ENT. LOOSE (OUTDOOR) CARPET EDGE AT SOUTH EAST ENTRANCE 

CREATING A TRIP HAZARD. TRIM OR REPLACE AS NECESSARY.
4207FLR01

0001027693 4561 / 104 OIL LEAK ON AIR COMPRESSOR  AND POSSIBILITY OF 
REACHING DRAIN IN EQUIPMENT ROOM WRITTEN UP DURING 
ENVIRONMENTAL INSPECTION. REPAIR COMPRESSOR OIL LEAK AND 
INSTALL DRIP PAN UNDER COMPRESSOR.

4561RM0104

0001033442 4707 WATER IN FLOOR ROOM 102 AK CHECKING 4707RM0102
0001033259 4586 AUDIBLE ALARM 4586
0001033364 SPRAY FOR ANTS 6TH FLOOR WEST SIDE NEAR STAIRS 4202
0001027898 REPLACE DAMAGED CEILING TILES IN RM'S 940, 940A & 940B 4200FLR09
0001027901 KEY BROKEN OFF IN LOCK OF STOREROOM 4650
0001033362 SECURE DOOR 4471RM0220G
0001027677 REPAIR REPLACE BULB/BALLAST IN 4314 & IN THE HALL NEAR RM 4407 4203FLR04
0001033656 REPLACE TOGGLE SWITCH FOR EXHAUST FAN 4203RM1101
0001038930 REPLACE BALLAST 4476RM0108
0001033591 4708 / B-32 NEED EXTERMINATOR SERVICES TO CONTROL MICE,  AND TO 

SPRAY FOR ROACHES AND FLEAS
4708RMB0032

0001032884 Smp1-suhial in alarm. 4670
0001033579 AMP 4 CIRCUITS AND POSSIBLY PANELS ON 7/21/05 IN THE AM 4663RMA0109
0001033465 WET VAC CARPET 4707RM0102
0001033620 REPAIR/ REPLACE LADDER 4539
0001028088 REPAIR STEAM VALVE 4659RM0015
0001033291 PUMP ALARM ACTIVATED BECAUSE PUMP 1 DIDN'T START UP. 4205
0001027896 REPAIR DRYWALL ABOVE WINDOW 4487RMA0231
0001027913 REPAIR LIGHT OR REPLACE BULB ON EAST GATE. 4657
0001043915 REPAIR LOOSE PIECE OF METAL HANGING OVERHEAD FROM STEAM 

PIPE, LOCATED ON THE SOUTH LOADING DOCK
4471SOUTH

0001044030  4561-1ST FL  /  UNSTOP DRAIN ON WATER COOLER 4561FLR01
0001039015 SPRAY FOR ANTS 4202RM0224
0001033295 TOO HOT 4666RM0353
0001033298 REPAIR LEAK IN CEILING 4732RM0107
0001021197 PRIME AND PAINT HOUSING IN   SHOP 4650RM0029
0001027902 REPAIR LEAKS AROUND WINDOWS IN 4TH FLOOR STAIRWELL 4202FLR04
0001033435 DRAIN WATER FROM TENCH OUTSIDE RM 152 4619FLR01
0001027837 REPAIR LEAK AROUND WINDOW IN 5TH FLOOR STAIRWELL, EAST END 4201FLR05
0001021399 REPAIR LOOSE COMMODE 4747RM0105
0001033526 REPAIR LOOSE LIGHT COVER, KEEPING FALLING OPEN 4201RM0315A
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001033646 10th floor women's restroom has lights not working. Suspect bad ballast. 4200
0001038374 REPLACE DAMAGED CEILING TILES ( APPROX. 9-10 TILES) 4605FLR01
0001038839 REPAIR BASE BOARDS 4471RMA0101
0001027863 REPAIR CEILNG LEAK 4481RM0305
0001038781 INCREASE WATER PRESSURE IN RR 4663RMA0270
0001038818 REPAIR LEAK UNDER SINK 4663RMA0174
0001038846 REPAIR, EXTEND DRAIN LINE, TOO SHORT LEAKING ONTO ELEC. EQUIP. 4619RMB0141
0001038775 UNSTOP DRAIN ON WATER FOUNTAIN NEXT TO RM 108 4493FLR01
0001033290 REPAIR REPLACE BALLAST IN HALL NEAR 130 4353
0001038941 REPLACE STAINED, DAMAGED CEILING TILES 4605RM0010
0001043921 REPAIR LEAKING 2" WATER SUPPLY LINE IN PUMP ROOM 4656RM0106
0001038872 4653 / 21 PLEASE PUT OUT SOME MOUSE TRAPS!  THEY HAVE BUILT A 

NEST IN THE ROOM.
4653RM0021

0001033252 REPLACE DAMAGED EXTENSION CORD, UNDER CONFERENCE TABLE 4666RM0371H
0001033333 E-7-TT 235 PNL0001-LABEL ELECTRICAL PANEL AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-WAS FOUND 
BY   & VEC. WAS REPORTED TO FACILITIES BY  

4650RM0100D

0001038830 CH  OR BURNING BALLAST ( SEE USER IN RM 301C FOR EXACT 
LOCATION)

4755

0001044102 REPAIR REPLACE BULB/BALLAST, LIGHTS OUT 4707RM0104
0001044143 CLEAN UP BROKEN LIGHT IN PARKING LOT 4649
0001039239 REPAIR ELEV. LIFT, INOPERABLE 4185
0001039163 4607 / 105,107, REPLACE STAINED CEILING TILES IN ROOMS 105, 107, & THE 

LOBBY
4607FLR01

0001033371 PULL PUMP AND CARRY TO SHOP FOR REPAIRS.  SUMP0001, E-9 4487A-SPMP001A
0001033369 REPLACE SUMP PUMP IN PIT SOUTH EAST END OF BUILDING . SUMP0002, 

SE END
4567-SPMP002

0001044158 4707 NE CORNER  LEAK ON TANK 4707
0001027984 RESTORE POWER TO DUST COLLECTOR AT N SIDE OF BUILDING 4560
0001038725 PROVIDE COVER ON OUTLET BEHIND COFFEE POT 4250RM0020
0001033227 (SFN# 13451 & 13452)  HALLWAY-LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-NO DIRECTORY

4464

0001039111 REPAIR BASEBOARD AT EAST ENTRANCE GROUND FLOOR 4200GROUND
0001043881 REPAIR DOOR CLOSER 4759RM0105
0001027997 ELEVATOR CALL BUTTONS NOT WORKING 4203
0001043997 REPLACE LIGHT BULBS IN ELEVATOR AREA OUTSIDE ELEVATOR 4200FLR02
0001039180 MARK CULVERT SO PEOPLE CAN'T DRIVE OR WALK INTO IT ON S.S. 

PARKING LOT
4570SOUTH

0001033201 RETAPE BOTTOM OF WINDOW  (9TH FLOOR, RM932) 4200
0001033432 INSULATE STEAM PIPES 4619RMB0137A
0001044013 RESTORE POWER TO ROOM E12 4612
0001043930 REPAIR REPLACE BULB/BALLAST IN BWING HALL WAY 4712FLR02
0001039143 4708 / STAIRWAY PLEASE REPLACE BURNED OUT LIGHT BULB IN 

STAIRWELL LEADING FROM THE FIRST FLOOR TO THE BASEMENT.
4708

0001039097 4708 RM 122 /  REPAIR/REPLACE LIGHTS. 4708RM0122
0001038888 RECONNEECT CLAMP ON FUEL FARM GROUNDING CABLE 4823
0001038860 4650 / 0107 REPAIR LIGHT SENSOR 4650RM0107
0001038748 STAIRWAY PLEASE REPLACE/REPAIR EMERGENCY LIGHT IN BLDG. 4708 - 

NORTH MIDDLE STAIRWELL BETWEEN 1ST & 2ND FLOOR LANDING 
ROOM 250.

4708

0001027976 REPAIR LIGHT 4650RM0103
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001043973 REPAIR LEAK ON 3RD COMMODE 4561RM0114
0001021379 CONSOLE LIGHTS OUT 4629RM0108
0001027689 REPAIR REPLACE BULB/BALLAST IN CONFERENCE RM 4610RMC0100
0001033220 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN ROOM 1257 4708RM1257
0001038749 PLEASE REPLACE/REPAIR EMERGENCY LIGHT IN ROOM 250. 4708RM0250
0001038752 PLEASE REPLACE BURNED OUT LIGHT BULBS IN THE X-RAY/FILM 

PROCESSING ROOM IN THE WEST HIBAY. 
4708RM0150

0001039042 REPAIR DUST COLLECTOR FOR BEED BLASTING PUMPS. 4650RM0029
0001039197 REMOVE LOCK FROM ELECTRICAL BOX 550216 4612
0001039131 PATCH POT HOLE IN PARKING LOT ENTRANCE 4727
0001038967 4650 / 25 REPLACE FILTERS IN ROOM UNIT. 2026 4650RM0025
0001038879 ROOF LEAK 4655RM0113
0001038789 4194  POWER LOST 4194
0001033556 REPAIR FLOAT SWITCH ON SUMP001A (2013) 4610-SPMP001A
0001033555 RESTORE POWER TO SUMP0003 (2013) 4619-SPMP003
0001033518 ADJUST AUTOMATIC DOORS ON FRONT ENTRANCE OF BLDG. SO THE 

OUTSIDE DOOR OPENS FASTER
4250

0001039144 4316 BLDG LIGHTS ARE OFF/A 4316
0001033640 REPAIR REPLACE BULB/BALLAST IN HALL NEAR RM 614B 4201FLR06
0001033378 REPAIR FLOOR OUTLET 4202RM0530
0001027759 REPAIR REPLACE BULB/BALLAST 4200RM0914B
0001027961 INSULATE CHWP0002 4674-CHWP0002
0001027879 REPAIR REPLACE BALLAST 4201RM0418
0001027955 LIGHTS OUT IN STAIRWELL NEAR BS23 4487
0001028031 4316-BLDG-LIGHTS ARE OFF/A 4316
0001027850 REPAIR REPLACE BULB/BALLAST 4200RMG0009
0001027726 REPAIR OUTSIDE LIGHT BLOWN DOWN DURING STORM. 4585-ROOF0001
0001028055 4650-LTG_C&E-LIGHTS  LIGHTS ON IN ALARM. 4650
0001028058 4707-ALARM  SECURITY REPORTS AUDIBLE ALARM AT DOOR 22. 4707
0001038828 4483 /  MEZZININE --EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 

ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-EXHAUST FAN ON 
MEZZININE HAS BROKEN BX CONDUIT EXPOSING WIRES.

4483

0001038851 REPAIR REPLACE BULB/BALLAST 4201RM0117A
0001039008 4481 / 405 EMERGENCY LIGHT ROOM 405 DID NOT LIGHT. UNIT NEEDS 

REPAIR OR REPLACE.
4481RM0405

0001039026 REPAIR/ REPLACE EMERGENCY LIGHT 4492RM0107
0001039181 CORRECT VOLTAGE PROBLEM 4487RMA0191
0001043931 REPAIR REPLACE BULB/BALLAST IN HALL NEAR RM D113 4712FLR01
0001039190 4708 / HALLWAY PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN 

THE BASEMENT HALLWAY
4708

0001038766 4707 / 137 RED RADIATION WARNING LIGHT ON SOUTH SIDE OF BAY IS 
NOT WORKING.

4707RM0137

0001027737 RECONNECT AND SUPPORT 1/2   CONDUIT GOING TO KILOWATT 
METER 5

4663RMB0001

0001027742 REPLACE BALLAST 4663RMA0181A
0001027832 REPAIR INOPERATIVE ELEV0002 4610-ELEV0002
0001043887 CHANGE FILTER IN WALL VENT ON SOUTH WALL OF PAINT SHOP 4650RM0018
0001033570 REPAIR ROOF LEAK ( CONTACT USER FOR EXACT LOCATION OF LEAK) 4624
0001043940 SMALL AREA OF LOOSE CARPET, COMING UP AT EDGE. 4200RM0526D
0001043935 PUMP OUT TRENCHES IN ROOMS 101, 102, 104 AND 105 4567
0001033566 UNSTOP FLOOR DRAIN , BACKING UP, WATER IN THE FLOOR 4200RMG0004

Page 21 of 330

(b)(4)(b)(4)



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001027892 DRINKING WATER FROM FOUNTAIN IS VERY DISCOLORED  - 5TH FLOOR 

NORTH END OF HALL
4200

0001033633 4203 FRIEGHT ELEVATOR CALL BUTTONS NOT WORKING 4203
0001089869 SPRAY FOR ANTS 4760
0001090005 4570 /  SPRAY BEE NEST BELOW COOLING TOWER MOTOR ON 

NORTHWEST CORNER OF BUILDING
4570NORTH

0001084059 REPLACE EMERGENCY LIGHT IN HALL NEAR ROOM C150 4487RMC0150
0001089798 4715 / ROOF REPAIR ROOF LEAK AT OFFSET ROOF HEIGHT.2325 4715
0001077486 INSULATE CHILL WATER LINE ON AH0003 4650-AH0003
0001089761 REPAIR COVER ON LIGHT FIXTURE HANGING DOWN 4494RM0002
0001089721 REPAIR REPLACE BULB/BALLAST OVER COFFEE POT 4201RM0303
0001090540 COVER/SECURE ELECTRICAL WIRES 4203RM5101
0001092604 REPAIR MARBLE SAW COOLANT PUMP 4650RM0029
0001084120 SECURE LIGHT COVER IN HALL NEAR CREDIT UNION 4202FLR01
0001084196 REPAIR REPLACE BULB/BALLAST IN HALL NEAR RM 304 ( LIGHT COVER 

HARD TO OPEN)
4201FLR03

0001089777 N.E. AUTOMATIC DOORS ARE OPENING AND CLOSING BY THEMSELVES 4610NORTH
0001089854 REPAIR REPLACE BULB/BALLAST 4755RM0301B
0001089872 REPLACE FRAYED CORD ON TUMBLER EQUIPMENT 4612RM1500
0001090552 4712 / 121 REPLACE DAMAGED CEILING TILES  (2031) 4712FLR01
0001102116 REPAIR/REPLACE URINAL PANEL 4202RM0534
0001095524 REINSTALL AWNING ABOVE DOOR 25 4612
0001084122 4707 / 226 STAI REPAIR / REPLACE SEVERAL CRACKED STAIR TREADS IN 

STAIRWELL LEADING TO OFFICE SUITE 226, 2ND. FLOOR, BLDG. 4707.
4707RM0226

0001083800 REINSTALL LOOP A BTU METER. 4473
0001092594 REPAIR CONTINUOUSLY RUNNING WATER FOUNTAIN IN THE HALL ON 

2ND FLOOR OF BWING
4663FLR02-B

0001092596 SECURE DRAIN VALVE ON AST 4663
0001089779 UNSTOP COMMODE IN ROOM 118B (MENS ROOM) 4250FLR01
0001086963 REPAIR LIGHTS 4476RM0110B
0001084091 E TEST AREA /  UNCLOG STEAM PIT DRAIN EAST OF 4550, ACROSS HILL 

WEST OF OXYGEN TANK.
MSFC

0001095356 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE RM. 1050 
(2031)

4610RM1050

0001095357 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE RM. 1044 
(2031)

4610RM1044

0001090549 4656 / 118 UNSTOP FLOOR DRAIN (2023) 4656RM0118
0001092644 SPRAY FOR ANTS 4707RM0136
0001094778 SPRAY FOR ANTS 4471RMA0111
0001095320 SPRAY ROACHES ON THE SOUTH END OF 2ND FLR 4732FLR02
0001095337 SPRAY FOR ANTS, IN 3064 & 3060 4610FLR03
0001089799 4205 / 104D NORTH RESTROOM IS OUT OF  ORDER. CAMODE WILL NOT 

FLUSH
4205RM0104D

0001086988 SEWAGE ODOR 4200RMG0013
0001084044 URINAL WON'T FLUSH AND HAS OVERFLOWED 4202RM0429
0001070746 REPAIR SINK 4202RM0331A
0001043910 4491 / N. SIDE REPLACE AIR COMPRESSOR FOR SPRINKLER SYSTEM, 

LOCATED IN SHED ON N. SIDE OF BUILDING.  (4491-ACMP0002)
4491-ACMP0002

0001086965 REPAIR REPLACE BULBS IN ENTRANCE TO MORRIS AUD. 4200RM0160
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WONUM DESCRIPTION LOCATION
0001089832 CIRULATION PUMP NEXT TO WATER HEATER HWHD0002 AND NORTH 

WALL ELECTRICAL FEED WAS REWIRED DUE TO THE FACT THAT THE 
BREAKER COULD NOT BE FOUND.   FIND THE BREAKER AND RELABEL 
APPROIATELY.

4481RM0318K

0001090534 CHECK SUPPLY AIR REGISTERS FOR SWEATING. 2326 4475RM0106
0001092580 CHECK FOR BURNING BALLAST 4481RM0377
0001092581 REPAIR COVER ON LIGHT SWITCH 4201RM0434A
0001092601 RESTORE POWER TO OUTLETS 4487RMB0123
0001095424 4487,C-WING, RESTORE POWER. 4487
0001077564 REPAIR 5 BLINDS IN HIBAY 4251
0001089686 REPLACE BUCKLED CEILING TILE 4566RM0136
0001089852 REPLACE BASE BOARDS IN ROOMS 117 AND 119 4674FLR01
0001090338 SPRAY FOR ROACHES 4203RM1202
0001090523 SPRAY FOR ANTS 4471RMD0104
0001090524 SPRAY FOR ANTS 4471RMA0114
0001090526 SPRAY FOR SPIDER AND REMOVE WEB FROM WINDOW 4487RMC0124B
0001083984 CEILING TILES NEED TO BE MOVED BACK INTO PLACE IN THE ENTRANCE 

HALLWAY TO LAB 108B
4205

0001087030 REPLACE BALLAST AT RECEPTION DESK 4249RM0139
0001070694 REPAIR ROOF 4348
0001084024 CHECK GROUNDING AND LIGHTNING PROTECTION SYSTEM (CONTACT 

USER FOR ENTRY)
4654

0001083831 4760 / 106 PLEASE RECONNECT DI WATER LINE TO TANK 42A 4760RM0106
0001083829 4760 / 106 PLEASE RECONNECT DI WATER LINE TO TANK 42C 4760RM0106
0001095348 SPRAY FOR ANTS 4205RM0114E
0001090323 PICK UP AND DISPOSE OF LAVATORY TOP/ EAST END/ OUTSIDE AND 

CARRY TO LANDFILL
4487-CWING

0001090506 SHUT OFF WATER TO LEAK 4572RM0101
0001089744 REPAIR LEAKING COMMODE 4656RM0108
0001089767 INVESTIGATE AND CLEAN UP DRAINAGE ON FLOOR 4663RMA0168
0001089816 CHECK, REPAIR LEAK 4650RM0113
0001070787 REPAIR SUMP PUMP IN VALVE PIT IW12 IN THE WEST TEST AREA AT THE 

SW CORNER OF 4667.  (THE LARGE VALVE PIT.)
4667

0001077495 CHECK LEAKS IN PIT NEAR 4555 AND REPAIR AS NECESSARY 4555
0001077496 REPAIR/ REPLACE STEAM SUPPLY LINE AND ADD DIRT COVER 4561
0001077720 REPAIR/ REPLACE DRAIN LINE ON SUMP PUMP PIT (S.W. CORNER) 4667SOUTH
0001083875 REPLACE 4" VALVE ON HOT WATER SYSTEM 4610RMB0101
0001090560 4619 / 124 REPLACE CEILING TILES IN HALLWAY OUTSIDE RM. 124 (2031) 4619RM0124
0001090559 4619 / 130 REPLACE CEILING TILES IN HALLWAY OUTSIDE RM. 130 (2031) 4619RM0130
0001090557 4619 / 145 REPLACE CEILING TILES IN HALLWAY OUTSIDE RM. 145 (2031) 4619RM0145
0001057655 REPAIR STEAM EYE TX18 IN E-2, LOST READING 4249
0001083848 CHECK EXTERIOR LIGHTS OUT OF CYCLE BETWEEN B&C ALLEY WAYS 4663
0001090587 CHECK TIMER ON OUTSIDE LIGHTS 4605
0001092571 REPAIR REPLACE LIGHT 4732RM0121
0001057408 REPAIR OR REPLACE BLINDS 4200RM0828B
0001090296 SPRAY FOR WASPS ON THE SOUTH SIDE AND SPRAY FOR ANTS ON THE 

SOUTH EAST CORNER ( REQUESTS AFTER HOURS)
4739

0001090508 SPRAY FOR ANTS IN UPPER PLAYGROUND 4494
0001089841 ORGANIZE/MAINTAIN WORK AREA TO ELIMINATE POTENTIAL FIRE 

HAZARD-REMOVE OLD LIGHT TUBES, ALL OLD EQUIPMENT NO  LONGER 
USED, GENERAL CLEANING.

4653RM0008

0001089660 REMOVE 2 OUTLETS ( NEED ASAP) 4205RM0110
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0001090535 PLEASE SPRAY 116A FOR ROACHES 4708RM0116A
0001090536 PLEASE SPRAY B-32 AND B-24 FOR ANTS. 4708RMB0032
0001090541 CHECK FOR POSSIBLY A DEAD ANIMAL, BAD ODOR IN 4TH FLOOR 

BREAKROOM
4755FLR04

0001091489 REPLACE FLUSH VALVE ON URINAL IN NORTH HALLWAY MENS ROOM 4708RM0110A
0001089835 REMOVE LEAKING WATER HEATER AND CLEAN UP WATER ON FLOOR. 4481RM0318K
0001077480 INVESTIGATE WATER COMING IN THROUGH DOOR (NEED POSSIBLY A 

THRESHOLD INSTALLED???)
4612RM1000

0001077508 REGLUE BASEBOARD NEAR ENTRANCE 4476RM0115
0001070732 OVERFLOWING URINAL 4708RM0110A
0001064224 INSTALL KEY OPERATED SWITCH IN THE EXISTING HOLE PENDANT FOR 

CRN0004, ORIGINAL KEY SWITCH WAS REMOVED
4705-CRN0004

0001064226 REPLACE THE EXISTING KEY OPERATED SWITCH ON THE PENDANT OF 
CRN0001 WITH A NEW KEY OPERATED SWITCH THAT ALLOWS REMOVAL 
OF KEY IN OFF POSITION ONLY

4705-CRN0001

0001064227 REPLACE THE EXISTING KEY OPERATED SWITCH ON THE PENDANT OF 
CRN0002 WITH A NEW KEY OPERATED SWITCH THAT ALLOWS REMOVAL 
OF KEY IN OFF POSITION ONLY

4705-CRN0002

0001070584 CLEAN OFF ROOF IN COURT-YARD E-3. 4712
0001070552 DISPOSE OF SHRUBS AND THROW INTO DUMPSTER AT WEST END OF 

ROCKET PARK
4471WEST

0001102129 4315 TEAR IN FABRIC WEST END SOUTH CORNER 4315
0001095491 REPAIR OR REPLACE DOOR ENTERING PAINT SHOP 4650RM0018
0001102097 ADJUST DOOR 4471RM0220G
0001089804 4609 LADIES RM /  COMMODE FULL  WILL NOT FLUSH 4609
0001084191 ADJUST PULL COLLAR ON SH 0003 WATER WILL NOT COME ON 4628-SH0003
0001084192 CLEAN HEADS ON SH 0002 4628-SH0002
0001084193 REPLACE BROKEN SHOWER HEAD 4619
0001070705 CHECK HOLE IN FLOOR FOR ASBESTOS AND SEAL OR REPLACE TILES 4712RMD0118
0001084124 REPAIR VENT IN CEILING, FALLEN OUT IN HALL NEAR RM 1052 4610FLR01
0001095373 PLEASE RE-GLUE 3 CARPET TILES IN ROOM 1237 4708RM1237
0001095801 DOOR JAM SEAL FOR SUBJECT COM ROOM NEEDS TO BE 

REPLACED/REPAIRED.
4241RM0200

0001095841 SPRAY FOR ANTS 4610RM3057
0001098661 SPRAY FOR ANTS 4610RM5009
0001098705 SPRAY FOR ANTS 4610RM2073
0001102091 SPRAY FOR ROACHES IN ROOM AND IN HALLWAY 4732RM0223
0001102094 SPRAY FOR SPIDERS 4549
0001083837 4663 / C210 REPLACE DAMAGED CEILING TILES IN ROOMS C210, C212 4663RMC0210
0001083838 4663 / B223 REPLACE DAMAGED CEILING TILE. 4663RMB0223
0001084224 SPRAY FOR ANTS 4610RM2055
0001086958 SPRAY FOR BLACK WIDOW SPIDERS  IN ROOM 108 AND SET STICKY 

TRAPS IN ROOM 110 FOR INSECTS
4353FLR01

0001086977 TOWER KILL SWARPS FORMING NEST ON OUTSIDE STAIRWAY OF 
TOWER. YELLOW JACKETS AND SWARP NEST ARE MIDWAY UP STAIRS 
HINDERING SAFE PASS WAY UP THE STAIRS.

4347

0001086992 SET STICKY PADS FOR MICE IN S.E. CR. OF BLDG. 4564SOUTH
0001083793 4207 / OS.EAST PICK-UP AND DISPOSE OF SCRAP METAL, WOOD PALLETS 

& CARDBOARD LOCATED OUTSIDE ROOM 145B. CAN NOT FIT IN 
DUMPSTER.

4207EAST

0001064340 PAINT ROOM 4561RM0208
0001070335 REPAIR CEILING WATER LEAK. 4475RM0143
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0001084203 INSTALL PLUG ON SUMP PUMP 4670
0001084190 USERWOULD LIKE FOR PORTABLE EYEWASH STATION TO BE PUT ON 30 

DAY P M LIST COURTESY CHECK TODAY  9 13 05
4487RMC0185

0001087019 REROUTE CONDENSATE LINE OUTSIDE SOUTH 4660SOUTH
0001095817 4200 MEN ROOM 1ST FLOOR NO LOCK ON 2ND STALL 4200
0001095368 HALLWAY PLEASE REPAIR LEAK AND REPLACE MOLDED CEILING TILE 

IN HALLWAY NEAR SPRINKLER NEAR ROOM 122
4708FLR01

0001089794 REPAIR/ REPLACE BULB/BALLAST OVER DESK (NO LIGHT) 4660RM0101
0001089836 REPAIR OVERHEAD LIGHT 4650RM0104
0001089871 REPLACE 220 OUTLET ON S. WALL 4612RM1500
0001090528 REPAIR REPLACE BULB/BALLAST 4666RM0372
0001095371 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 124D 4708RM0124D
0001095806 REPAIR INOPERABLE ELEVATOR IN EAST END OF AWING 4487A-ELEV0001
0001095824 RESET BREAKER ON OUTSIDE LIGHTS ON BLDG 4755
0001084027 REPLACE DIRTY CEILING TILES 4200RM0914A
0001084107 REPAIR DOOR CLOSER 4493RM0140
0001089663 REPAIR DOOR CLOSER NEAR RM 615, NOT CLOSING PROPERLY 4201FLR06
0001084017 REPLACE MISSING CEILING TILE 4471RM0220G
0001084128 REPAIR FLOOR TILE IN FRONT OF SINK IN KITCHEN 4471RM0178A
0001070657 REPLACE STAINED CEILING TILE AND INSPECT FOR LEAKS 4471RMD0104
0001089867 REPAIR, REPLACE DOOR STOP 4760RM0111
0001089811 4715 /  REPAIR ROOF LEAK IN NORTH ROOM SOUTH WALL. 4715
0001090008 T4185 / OUTSIDE REPLACE SUPPLY FLEXDUCT. 2326 4185
0001110324 UNSTOP URINAL 4619RM0162
0001110395 REPAIR VALVE ON FIRST URNIAL 4619RM0162
0001089833 WATER IS LEAKING ON ELECTRICAL PANEL PNL0024.   FIND THE LEAK 

STOP IT AND CLEAN UP THE WATER.
4481RM0318K

0001110312 4708 / 122 INSTALL DIVERTER UNDER AH0005 (2026) 4708RM0122
0001089682 SPMP1-SUHIAL IN ALARM. 4610
0001083825 4666 ROOM 347A LIGHTS NOT BURNING ENOUGH 4666RM0347A
0001087012 4481 / 259 SINK DRAIN LEAKING  NEED TO FIX. RIGHT SIDE OF LAB ON 

THE EAST WALL. LEAKING INSIDE CABNET.  
4481RM0259

0001087010 4201 / B9 DISASSEMBLE AND CLEAN OUT HEAT EXCHANGERS ON 
POTABLE WATER PUMPS (4201-PMP0002 AND 0003)

4201RMB0009

0001086981 UNSTOP WATER FOUNTAIN ON 3RD FLOOR 4755FLR03
0001086955 REPAIR LIME FEED SYSTEM 4761
0001070393 CEILING TILES STARTING TO SAG DUE TO LEAK.  FIX LEAK IN CEILING 

AND REPLACE TILES  - COULD BECOME A SAFETY ISSUE
4200RM0228

0001090592 SPRAY TRENCHES AND PITS FOR SPIDERS 4619WEST
0001095376 PLEASE SPRAY FOR ANTS IN B24D 4708RMB0024D
0001095377 SPRAY FOR ANTS IN 5010, 5010B, C & D 4610FLR05
0001084068 4203 / ROOF REPAIR EXPANSION JOINT ON EXHAUST FAN ON ROOF. 2326 4203

0001084056 SPRAY FOR ANTS (AFTER HOURS IF POSSIBLE) 4494RM0001
0001064390 REPAIR LEAKING FLEX DUCT MARKED WITH PAPER ON CEILING TILE. 

2026
4487RMB0210

0001070623 4650 ROOM 16 REPAIR ROUND SINK CAN'T WASH HANDS 4650RM0016
0001027767 REPAIR INTERLOCK THAT SHUTS OFF WATER BLASTER IF ROLLUP DOOR 

IS OPENED FROM OUTSIDE
4707RM0150

0001070429 REPAIR/REPLACE LIGHTS IN PAINT STORAGE BUILDING 4682
0001083987 REPLACE BALLAST 4614RM0105
0001064256 REPLACE BULB 4623RM0125
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0001077725 4607 /  HIGHBAY EAST SIDE-DISCONNECT S0001-PROVIDE APPROVED 

LOCK(S) AND/OR TAG(S) - ANNOTATE TAG-
4607EAST

0001064441 HOIST 006 NOT OPERATING. 4760-HST0006
0001070768 4203 6TH FLR STAIRWELL LOOSE KNOB ON DOOR   CHECKING 4203
0001077743 4708 ROOM 110 URINAL OVERFLOWING 4708RM0110
0001083789 DOOR KNOB LOOSE 4200RMG0026E
0001064347 REPLACE BALLAST/ BLINKING FLOURESCENT LIGHT 4250RM0030
0001070505 EMERGENCY LIGHT OUTSIDE ROOM 28 IS NOT WORKING. 4250RM0028
0001083991 HINGE LOOSE CWING DOOR OPEN WEST SIDE DOOR 8 4663
0001077694 REPAIR COUPLING ON INFLUENT LINE 4761
0001057854 4650 / 0105 R/R BULBS AND BALLAST 4650RM0105
0001070579 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6106
0001070626 4200 ROLL-UP DOOR LOOSE SENSOR 4200
0001064513 LOCK OUT/TAG OUT CIRCUITS IN TOWER 8/25/05 7:00AM FOR OUTAGE 4707TOWER
0001064422 4707 / T100 INSTALL A TRIPPING -PROOF COVERING OVER THE HEAVY 

DUTY WIRE COMING FROM THE MILLER WELDER THAT COULD CAUSE 
SOMEONE TO TRIP HAZARD WHICH IS LOCATED ON THE SOUTH SIDE OF 
ROOM T100 OF BUILDING 4707 TOWER.

4707RMT0100

0001064423 4707 / T104 REPLACE MISSING/DEFECTIVE ELECTRICAL COVER LOCATED 
IN THE CEILING ON THE 7TH LEVEL NORTH SIDE IN THE TOWER OF 
BUILDING 4707.

4707RMT0104

0001064424 4707 / T106 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHT ON THE 
NORTH WALL IN ROOM T106 OF BUILDING 4707.

4707RMT0106

0001064425 4707 / T106 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHT ON THE 
SOUTH WALL IN ROOM T106 OF BUILDING 4707.

4707RMT0106

0001083827 4201 east door open 4202
0001077747 4711 HI_BAY LIGHTS ON IN ALARM 4711
0001070778 REPLACE BREAKER #35 IN PANEL B  (2013) 4663RMA0109
0001083919 SPRAY FOR ANTS 4494RM0001
0001083964 RETRIEVE SNAKE FROM RECYCLING BIN 4200RMG0034
0001083955 INVESTIGATE SKUNK ODOR 4777
0001077581 REPAIR LEAKING WATER FOUNTAIN/ WATER ON FLOOR 4464RM0105
0001070365 CLEAN OUT STORM DRAIN 4705NORTH
0001064456 REPAIR HOT WATER SIDE ON SINK, LEAKING 4708RM0106
0001064263 4663 /  REPLACE CHECK VALVE IN AIR COMPRESSOR TANK AND 

UNLOADER ON PRESSURE SWITCH.
4663

0001064025 UNSTOP SINK 4207RM0117
0001083869 REMOVE WASP NEST IN CORNER OF EAST LOADING DOCK 4493
0001083866 SPRAY FOR ANTS 4471RMA0111
0001070500 REPAIR CONDENSATE LEAK 4663RMA0106
0001070353 REPLACE DAMAGED CEILING TILES (2031) 4610RM2049
0001070583 REPLACE DAMAGED CEILING TILES (2031) 4610RM2035
0001077582 4203 NORTH HALLWAY TO BASEMENT KNOBS OFF DOUBLE DOORS 4203
0001070352 REPLACE DAMAGED CEILING TILES (2031) 4610RM2042
0001083826 4200 BASEMENT MEN ROOM WATER IN FLOOR FROM TOILET RUNNING 4200
0001057855 4650 / 0118 EVALUALTE AND REPAIR REOCCURING TRIPPING BREAKER 4650RM0118
0001064333 REPAIR REPLACE BULB/BALLAST 4705RMC0105
0001064491 REPAIR REPLACE BULB/BALLAST , NO LIGHTS 4705RME0101
0001064508 REPLACE BALLAST 4619RM0162
0001083808 4607 / 110 NEAR ROOM 109-LT0003-REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4607RM0110

0001077696 RESTORE POWER TO OUTLET 4200RM0828
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0001077699 REPLACE BULBS IN THE VISITORS GALLERY 4205
0001064502 4316 /  4316 UNCLOG FLOOR DRAIN IN EQUIPMENT ROOM 107. 4316RM0107
0001064429 4707-SEWER-ALARM  SEWER ALARM IN ALARM AT 4707 4707
0001057908 REPAIR LEAKING PUMP 4201BSMT
0001083828 SPRAY FOR WASPS UNDER AWNING OF KEY CARD DOOR 4244
0001070771 4610-SPMP1-SUHIAL  SUMP IN HI ALARM. 4610
0001033610 REPAIR EXHAUST FAN/ S.S. O.S. 4760-EAF0023
0001077494 REPLACE MAIN 2 1/2" STEAM VALVE OUTSIDE OF PIT NEAR 4554 4554
0001064474 RELOCATE PIPING FROM WEST END OF 4650 TO M1 YARD 4650
0001070536 REPAIR LEAK IN BRADLEY BASIN TYPE SINK 4561RM0114
0001070559 REPAIR WHITE MILKY SUBSTANCE LEAKING ONTO FLOOR 4629
0001070649 UNSTOP URINAL 4649RM0104
0001070728 CHECK FOR LEAKS AROUND WEST DOOR IN THE LTA 4619RM0145
0001077761 PERFORM WATER CLEAN UP NEAR RM. 128 4485
0001070380 PUMP OUT AND CLEAN OUT CONTAINMENT ON THE SOUTH SIDE  OF 

TEST STAND 115
4583A

0001070379 CLEAN OUT CONTAINMENT ON N.E. SIDE OF BLDG 4583
0001064115 PATCH AND PAINT ROOMS 101 AND 102 4483FLR01
0001064445 PATCH AND PAINT WALL 4491RM0132C
0001064370 PRIME AND PAINT FRAME ON AIRDRYER 4718-1
0001083805 REPAIR/ REPLACE BULBS/BALLASTS ABOVE ROOM 178 IN ATTIC 4471
0001083865 REPLACE LIGHT BULBS 4471RMA0111
0001077623 4610/RM5028 /  REPAIR COMMODE SEAT 4610RM5028
0001077730 4542 /  CLEAN HEADS SHEW 0001 4542-SHEW0001
0001083899 RESTROOM COLD WATER FAUCET LEAKING 4614RM0106
0001077533 RESET BREAKER 4610RM3098C
0001064051 REPLACE BALLAST IN HALLWAY OUTSIDE OF ROOM 822 4200
0001077484 REPLACE TORN RUBBER AT N.W. ENTRANCE WHERE CARPET AND TILE 

JOIN/ TRIPPING HAZZARD IN ROOM 129
4612

0001083912 DRAWER UNIT COMING LOOSE FROM DESK (CUBICAL) NEEDS 2 X 4 AND 
HARDWARE TO REPAIR

4203RM4204

0001057828 REPAIR LOOSE SHEET METAL AT RAMP 4619RM0158
0001057561 PAINT 3 WALLS ABOVE CHAIR RAIL, CHAIR RAIL AND BASEBOARDS 4202RM0400B
0001057559 LIGHT SENSOR NOT WORKING IN HALLWAY FROM RM 3052-3043 4610
0001064217 FILL IN SMALL ROUND HOLE IN PARKING LOT 4241EAST
0001064359 PERFORM CLEAN UP CONSISTING OF BOXES, ETC. OUTSIDE OF ROOM 4663RMB0180
0001064428 4200 / SOUTH WASH ROADWAY DOWN IN FRONT OF DOCKS (2033) 4200SOUTH
0001083803 REPAIR CEILING LEAK AND FALLEN CEILING 4708RM1210
0001057422 4705 ROOM A105 AIR LOCK DOORS NOT WORKING PROPERLY 4705
0001077684 UNSTOP THIRD COMMODE 4203RM3006A
0001077573 REPAIR CEILING LEAK 4481RM0323
0001077756 4487 / B110 -R21K PNL0029-LABEL ELECTRICAL PANEL AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-NO PANEL 
LABEL EXIST IN THIS BOX

4487RMB0110

0001084183 NORTH DOOR INTO GRIND SHOP WON'T LOCK --DOOR 5 4705RMC0101
0001070582 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6325
0001057395 PATCH  CONCRETE WALL AND LOWER CONTAINMENT DRAIN LINE 4542EAST
0001083975 REPLACE DAMAGED CEILING TILES IN BWING  HALLWAY GOING TO C 

WING
4663-BWING

0001077738 REPLACE LIGHT BULBS 4200-ELEV0004
0001070718 REPAIR WATER FOUNTAIN IN HALL NEAR RM B110 4712FLR01
0001033528 REPAIR POTABLE WATER PUMP 4201
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WONUM DESCRIPTION LOCATION
0001070496 REPAIR/REPLACE BULB BALLAST  ROOMS 1113, 1114  (50% BULBS OUT) 4708RM1114
0001064260 4755 / 226-1 PLEASE REPLACE BURNED OUT LIGHT BULBS 4755RM0226
0001064261 4708 / 180 THE ELECTRICAL OUTLET RP16S/2 AT MARKER 5X --TUBE SHOP, 

WEST HIGHBAY  END FINISH TABLE IS IN NEED OF REPAIR
4708RM0180

0001064110 4663 / VERIFY THAT ACP-1, BCP-1, AND CCP-1 ARE WIRED CORRECTLY 
(ISOLATED GROUNDS & EQUIPMENT GROUNDS CORRECT) AND THAT 
ALL LUGS ARE TIGHT.

4663RMA0109

0001064070 REPAIR REPLACE BULB/BALLAST IN RM'S 101,  104 & 106 4739FLR01
0001077636 REPLACE BASEMENT NORTH STAIRWAY DOOR HANDLE. 4203BSMT
0001077724 4646 / 109 REPAIR OR REPLACE DOOR ON FIRST FLOOR SOUTH 

ENTRANCE. THIS IS A SAFETY HAZARD.
4646RM0109

0001077680 SPRAY FOR DEER TICKS ON UPPER AND LOWER PLAYGROUNDS 4494
0001078374 RETRIEVE SNAKE FROM LADIES DRESSING ROOM 4748RM0002
0001077505 GASOLINE LEAK (HYDROGEN) 4612RM1002
0001077591 UNSTOP LAST COMMODE IN MEN'S RM IN THE PTC ( RM R2) HIBAY AREA 4612FLR01

0001077614 REPLACE STEAM VALVE IN FIELD 4561NORTH
0001077621 DRAIN BACKING UP IN CAFETERIA AFTER GARBAGE DISPOSAL 

REPAIRED
4610

0001057393 RELOCATE OCCUPANCY SENSOR/LIGHT SWITCH OR INSTALL A 
DIFFERENT STYLE. EXISTING DEVICE IS OBSCURED AND TIMES OUT ON 
USER PUTTING THEM IN THE DARK.

4207RM0100A

0001084008 4244 / 100A REPAIR EXTERIOR LIGHT WEST END OF BUILDING 4244RM0100A
0001077570 REPAIR CEILING LEAK 4624
0001077543 REPAIR HOLE IN SIDING ON OUTSIDE WALL 4619RM0149
0001070655 REPAIR CEILING LEAK 4471RMC0111A
0001084094 UNSTOP FLOOR DRAIN 4612RM0104A
0001084062 4650 / 0111 REPAIR LEAKING URINAL / WATER ON FLOOR 4650RM0111
0001084086 4612-WATER-LEAK    FROM  REPORTS WATER LEAK IN 

FRONT OF RM 1312. 
4612FLR01

0001033206 REPAIR SUMP PUMP BASEMENT SE LEG 4670
0001084087 DOORKNOB COMES OFF IN YOUR HAND WHEN TRYING TO ENTER A114.  

NEEDS TO BE REPLACED.
4705RMA0114

0001084092 THE PUSH BAR ON THE INSIDE OF THE SOUTHEAST DOOR CAME LOOSE 
EXPOSING SOME SCREWW.  THE PUCH BAR NEEDS TO BE REATTACHED.  
THE PUSH BAR IS ON THE INSIDE OF THE ROOM ON THE WALL  NEXT TO 
THE DOOR.

4705RMC0101

0001064414 4707 / B L1&L2 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 
FIXTURES, WALLS AND RAILINGS ON THE LEVEL BEWTEEN LEVELS 1 
AND 2 OF BUILDING 4707 TOWER.

4707

0001064411 4707 / LEVEL 2 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 
FIXTURES, WALLS AND RAILINGS ON THE LEVEL 3 OF BUILDING 4707 
TOWER.

4707

0001043923 RESTORE HOT WATER TO RM AREA OF 325 TO 312 4481FLR01
0001070585 STOPPED UP SINK IN BARBER SHOP/BLDG. 4203 4203RM1108
0001070568 REPLACE COMMODE IN 1ST STALL 4203RM3006A
0001064469 COMMODE CONTINOUSLY FLUSHING 4202RM0331A
0001064369 CHECK, REPAIR LEAK 4201RMB0011
0001070460 REPLACE CEILING TILES IN ROOMS 141B, 250. 4708
0001064495 INSTALL SPRAY FOAM IN OPENINGS OF ROOF OVER 157B AROUND PIPES 

UNDER AH23. 2026
4707RM0157B

0001089769 REPLACE THEATER LIGHTS IN HALLWAY 4663FLR02
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WONUM DESCRIPTION LOCATION
0001089720 UNSTOP WATER FOUNTAIN NEAR RM 115 4485FLR01
0001077739 INOPERABLE ELEVATOR 4200-ELEV0002
0001077763 REPAIR/ REPLACE SPOT LIGHT 4663RMA0201B
0001077726 4666 / 263 -PANEL MCC0003-PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - 

ANNOTATE TAG-CONDENSATE PUMP #1 SWITCH - NO ENDING DATE ON 
TAG

4666RM0263

0001050842 REPLACE DAMAGED WOOD AROUND A-C UNIT ON THE SOUTHERN SIDE . 4618-ROOF0001

0001084045 SPRAY FOR ANTS 4202RM0422A
0001077624 4203 / 6001 THE TWO LEFT SINKS IN THE 6TH FLOOR WOMEN`S 

BATHROOM HAVE NOT BEEN DRAINING VERY WELL LATELY.   PLEASE 
HAVE THE PLUMBER LOOK INTO THE MATTER BEFORE THEY 
COMPLETELY STOP AND BACK UP ALL OVER THE FLOOR.

4203RM6001

0001070410 UNSTOP 2 SINKS 4203RM6001
0001038774 REPAIR ELEVATOR EXHAUST FAN 4572
0001070667 REPLACE BULBS IN ELEVATOR 4572
0001083898 REPLACE LIGHTBULB IN CLOSET (EQUIPMENT ROOM) 4610RM3019
0001083910 4200 EAST DOOR STAYING OPEN 4200
0001070383 REPAIR BROKEN HANDRAIL  ON THE EAST OF BLDG. GOING TO 4203 4200EAST
0001070711 CLEAN AREA AROUND AIR HANDLER AT ENTRANCE TO 109 & 110 4759FLR01
0001077464 PERFORM GENERAL CLEAN UP NEAR REST ROOMS ON THE WEST SIDE OF 

BLDG
4473

0001077693 PUMP OUT LATHE AND SAW IN MBL LAB/ S.W. END OF BLDG. (WATER 
PUMP)

4493RM0160

0001064052 4200 / HALLWAY  PLEASE REPAIR WALLPAPER ON THE WAL OUTSIDE 
ROOM 410

4200

0001077531 REPAIR LOCK ON ROLL UP DOOR 4619RM0152
0001070692 CHECK FOR SEWAGE ODOR 4203FLR01
0001083786 UNSTOP SINKS IN ROOMS 5006 AND 5435 4203FLR05
0001083771 REPLACE OUTLET THAT IS NO LONGER WORKING 4663RMC0167
0001077659 REPAIR/ REPLACE BULBS/BALLASTS 4494RM0002
0001064199 REPAIR/ REPLACE BULBS/BALLASTS IN ROOMS 103, 123, 125, 126 AND 130 4654FLR01

0001064200 REPLACE TWO  MISSING DIFFUSERS IN ROOM  AND N HALLWAY  
OUTSIDE ROOM 131

4654RM0123

0001070294 REPAIR REPLACE BULB/BALLAST 4755RMB0100
0001057730 REMOVE GRAFFITI ON THE WALL IN THE SOUTHEAST CORNER OF THE 

BASEMENT WHERE THE CHILLED WATER COMES INTO THE BUILDING
4708BSMT

0001057620 PAINT WOODEN ACCESS PANEL OVERHEAD (2335) 4481RM0259
0001070312 RELPLACE BULBS 4481RM0365
0001057756 4207 / 107A REPAIR AND LEVEL RAISED COMPUTER ROOM FLOOR AS 

NECESSARY. MISMATCHED TILES AND NUMEROUS HOLES PATCHED 
WITH SHEET METAL.  APPROX 230 SQ FT.

4207RM0107A

0001070606 4708 / 1128 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 1128 4708RM1128
0001070684 RESET BREAKER/ HALF OF THE LIGHTS ARE OFF 4610FLR05
0001064165 PAINT 2 WALLS 4203RM1108
0001057830 RECAULK ROLL UP DOOR 4619RM0148
0001084029 UNSTOP COMMODE 4732RM0153
0001083948 MENS ROOM 355 UNSTOP 1ST SINK 4481RM0355
0001070575 REPAIR REPLACE BULB/BALLAST, LIGHTS FLICKERING 4202RM0510D
0001084036 MISSING CEILING TILES IN N. HALLWAY OF 2ND FLOOR 4200
0001077544 PAINT EDGE OF STEEL TRENCH OUTSIDE OF ROOM 153A 4619RM0153
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0001064089 CLEAN UP AROUND BLDG. IN SOUTH PARKING LOT (FORKLIFT AND 

OPERATOR WILL BE NEEDED)  CONTACT USER FOR DETAILS
4189SOUTH

0001083795 REPLACE LOCKSET 4200RM0916A
0001064371 4205 / 110 HIGH CUT 3 1/2" DIA HOLE THROUGH  SOUTH EXTERIOR WALL, 

INSTALL 1/4" SS. PLATE. INSTALL 5 SHEET METAL SCREWS, INSTALL 3/8" 
BOLTS THROUGH I-BEAM ON INSIDE OF WALL. NOTE DO NOT CAULK 
THIS PLATE IT WILL BE REMOVED AT A LATER TIME.

4205RM0110

0001057717 EMPTY SCRAP METAL BIN BLDG. 4638 YARD.    ( LABORERS) 4638
0001064109 4487 / A221 BALLAST NEEDS REPLACING 4487RMA0221
0001070643 BREAKER OFF AND SWITCHED BACK ON 4487
0001083832 4711-ROOF0001 /  REPLACE 2 DAMAGED 12`` WIRLEY  BIRDS. 4711-ROOF0001
0001077731 ADJUST WATER FLOW TO TOILETS 4619RM0149
0001070513 INSULATE CHILL WATER STRAINER RM155C 4487
0001057862 INSULATE CHILLWATER LINE 4718-1
0001064101 INSULATE SUPPLY WATER LINE T0298
0001057860 INSULATE CHILLWATER LINE 4487RMB0211
0001070514 INSULATE LINE TO DXAC1 4759
0001057524 CLEAN UP DEAD LADYBUGS IN ROOMS 100, 100A, AND 201 IN BLDG. 4190. 4190RM0100

0001083933 4487 / 1ST FLOO RESET MAIN BREAKER 4487FLR01
0001083951 NO LIGHTS 4200RM0222
0001070669 UNSTOP FLOOR DRAIN 4610RMB0100
0001070693 REPAIR LEAK ON CHILL WATER LINE 4610RME0011
0001070786 UNSTOP DRAIN IN STAIRWELL 4663RMB0001
0001043958 REPAIR REPLACE LEAK UNDER SINK IN KITCHEN 4203RM1101
0001070588 REPLACE LEAKING  COLD WATER VALVE ON SOUTH WALL 4619RMB0136
0001077657 REPAIR LEAK IN WATER FOUNTAIN AND CLEAN UP WATER THAT 

LEAKED INTO CONFERENCE ROOM IN CONFERFENCE ROOM 105 THE 
WATER FOUNTAIN IS ACROSS FROM ROOM 105

4464

0001077590 DRAINS BACKING UP 4708RM1129A
0001077577 4207 / 117 SINK IN BREAK ROOM CLOGGED. NEED QUICK ASSIST ! 4207RM0117
0001057705 UNSTOP MIDDLE SINK 4200RM0814
0001083956 REPAIR/REPLACE BULBS BALLAST ROOM A284 (JANITOR REPLACED 

BULBS - PROBABLY NEEDS NEW BALLAST)
4663

0001087049 REPLACE FLOURESCENT BULBS IN STAIRWELL AT TOP OF STAIRS ON 
S.W. SIDE BY EMI LAB

4708

0001089741 REPLACE OUTLETS AND COVERS 4715SOUTH
0001077504 WATER LEAKING FROM CEILING OR BLOWING THROUGH WINDOW 

(MONDAY NIGHT)
4610RM3065

0001084106 REPAIR REPLACE BULB/BALLAST 4200RM0604
0001070797 UNSTOP SINK 4202RM0428
0001070516 REPAIR/REPLACE TOILET SEAT WOMENS RESTROOM 4201RM0624
0001070434 MENS ROOM LEAK ON SINK 4481RM0327
0001084058 CONTINUOUS RUNNING URINAL 4649RM0104
0001084070 REPAIR LEAKING COMMODE IN LADIES RR 4676
0001084069 UNSTOP COMMODE 4671RM0103
0001070295 REPAIR CEILING LEAK APPARENTLY THE CEILING TILE HAD COLLAPSED 

TO THE FLOOR AND WET A COUPLE OF BOXED FILES,
4471RM0214

0001057348 CHECK, REPAIR FIRE DOOR, WON'T STAY OPEN OUTSIDE RM B270 4487FLR02-B
0001057453 RESET BREAKER/ NO LIGHTS 4663RMA0182
0001064103 REPLACE BULBS IN ROOMS 4045, 4010 AND IN STAIRWELL NEXT TO 

ROOM 4006
4610FLR04
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0001064132 REPAIR REPLACE EMERGENCY LIGHT NEAR RM 3051 4610FLR03
0001064134 REPAIR REPLACE BULB/BALLAST OVER DESK 4610RM3069
0001050533 4612 /  4612 RM. 1508 REPLACE MOTOR & FAN SHEAVES ON EXHAUST FAN 

PT&I FIND.  THE FAN IS THE ROOF OF THIS WING
4612RM1508

0001070590 REMOVE POSSIBLE WASP NEST FROM LIGHT FIXTURE (WASPS HAVE 
BEEN SEEN GOING IN AND OUT)

4493RM0120

0001070631 4650-WATER-LEAK DRAIN CLOGGED IN E1 CAUSING WATER LEAK INTO 
HALLWAY.

4650

0001064188 REPAIR LEAK UNDER SINK 4471RM0192F
0001064163 RESTORE WATER PRESSURE IN SINK IN CONTROL RM 4761FLR01
0001057873 REPAIR WATER LEAK ON WEST END WALL OF EQUIPMENT ROOM 4202BSMT
0001039223 4760 /  REPAIR OR REPLACE SUMP 2 4760
0001033659 REPAIR LEAKING HOT WATER HEATER 0001 4244
0001070449 SPRAY FOR ANTS AT AMBULANCE 4249EAST
0001070465 REMOVE DEAD CAT NEAR SIDE WALK ON THE S.W. SIDE 4207
0001070389 SPRAY FOR BUGS 4471RMA0106
0001064055 4561 / TUNNEL THE SIX (6) EMERGENCY LIGHTS IN THE TUNNEL DO NOT 

WORK.  THEY SHOULD BE REPLACED WITH NEW EMERGENCY LIGHTS.  
THESE WILL REQUIRE A NEW MAXIMO LABEL.

4561

0001070604 ADJUST LOCK ON DOOR, NOT CATCHING 4200RM0101F
0001070535 SPRAY FOR ANTS 4619RM0164
0001050764 REPAIR ROOF LEAK ABOVE ROOM 35E 4250
0001070367 LEAK (STEAM PIPES TESTED DAY BEFORE) - REPLACE CEILING TILES 4566RM0137
0001070476 REPAIR, ADJUST DOOR 4494RM0013
0001070537 REPAIR BROKEN DOOR KNOB 4708RM1128
0001057421 4705 room a104b TEMP. SENSOR LOOSE ON WALL 4705RMA0104B
0001050742 CEILING LEAKING  4708RM0115
0001050528 4708 / 133 PLEASE CHECK FAN IN 133.  MAKING LOUD NOISE 4708RM0133
0001057776 REPLACE DAMAGED CEILING TILES OUTSIDE RM.135 (2031) 4471FLR01
0001064449 REPAIR OUTLET 4250RM0029
0001057520 AMP PANELS AND TEST AMPAGE TO  EQUIPMENT  ( NEED DONE ON 

8/16/05)
4663RMA0109

0001064056 4659 / OUTSIDE BUILDING 4659 HAS A DISCONNECT SWITCH ON THE 
OUTSIDE WITH A SUN BLEACHED LABEL THAT IDENTIFIES IT AS BEING 
BOTTOM FED.  THE LABEL IS UNREADABLE.

4659

0001050792 REPAIR WATER LEAK IN DUCT WORK 4555RM0106
0001057363 DISPOSE OF EMPTY BOXES 7244A
0001064458 CHECK OPERATION OF AUTOMATIC DOORS ON THE EAST SIDE ( AT 

RSFCU)
4202EAST

0001050770 REPLACE  LIGHT OVER DESK 4487RMB0223B
0001044269 REPAIR DAMAGED CEILING AND REINSTALL LIGHTS 4760RM0118
0001070357 PROVIDE GROUNDED OUTLETS ON WEST WALL OF THIS ROOM.  WE 

HAVE DISCOVERED LACK OF GROUND ON THESE OUTETS AFFECTS 
COMPUTER EQUIPMENT ADVERSELY.

4491RM0111

0001084132 SPRAY FOR ANTS 4201RM0619
0001057417 CLEAN UP SIPDER WEBS OFF THE DOORS, WALLS  AND CLEAN UP THE 

FLOORS  IN ROOM 120F OF BUILDING 4707.
4707RM0120F

0001070701 REPAIR CEILING LEAK (2023) 4481RM0323
0001070702 UNSTOP FLOOR DRAIN (2023) 4481RM0323
0001070348 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6254
0001070349 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6131
0001064389 REPAIR FLEX DUCT LEAKING AT PAPER MARKED ON CEILING TILE. 2026 4487RMB0218
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0001050486 REPLACE MOTOR BEARINGS ON SUMP0001 4487A-SPMP001A
0001046441 REPLACE BULB IN BATTERY ROOM 4487RMA0001
0001064409 4707 / LEVEL 4 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 

FIXTURES, WALLS AND RAILINGS ON THE LEVEL 4 OF BUILDING 4707 
TOWER.

4707

0000535906 REPAIR/RESURFACE ROOF MEMBRANE AND INSTALL E-ZDRAIN POND 
ELIMINATORS IN LOW AREAS OF ROOF.

4712-ROOF0001

0001070715 NO POWER/ WIRE DOWN 4566
0001064308 WATER CLEAN UP 4708RM0141A
0001057376 PUMP OUT SPRAY BOOTH 4650RM0018
0001050827 DUMP GRAVEL AROUND CENTRAL UNIT 4605SOUTH
0001050723 FILL IN MUD HOLES AND PROPERLY DRAIN AREA, SOUTH SIDE 4494SOUTH
0001057416 CLEAN UP SIPDER WEBS OFF THE DOORS, WALLS  AND CLEAN UP THE 

FLOORS  IN ROOM 120E OF BUILDING 4707.
4707RM0120E

0001074235 INVESTIGATE OUTDOOR POWER LINE CUT IN HALF 4194
0001077574 AUTOMATIC DOORS OPENING AND CLOSING ON THEIR OWN 4202EAST
0001057897 CLEAN OUT GUTTER A-WING. 4487-ROOF0006
0001064242 CLEAN DEBRIS OUT OF GUTTER. BETWEEN A&B WING ON WEST END 

OVER THE SMOKING AREA METAL ROOF. 2333
4487-ROOF0026

0001077526 REPLACE BULB OVER RAMP 4485
0001064494 REPAIR COMMODE, WON'T FLUSH 4487RMC0221
0001064277 4201 WATER IN FLOOR IN B9 4201
0001064161 PRESSURE WASH TEST FRAME AND FLOOR 4619RM0145
0001057352 PRESSURE WASH DISTRIBUTION LOADING DOCK 4471SOUTH
0001064487 SPRAY FOR ANTS 4482RM0100
0001068024 SPRAY FOR ANTS 4610RM1044
0001070299 PROVIDE MOUSE STICKY PADS (MICE HAVE BEEN SEEN OUTSIDE OF 

BLDG.)  CONTACT USER FOR DETAILS
4485

0001064477 REPLACE HAND RAIL IN ELEVATOR 4200-ELEV0004
0001050785 REPLACE MISSING CEILING TILES NEAR RM B130 4487FLR01-B
0001070546 CHECK, REPAIR LEAK 4471RMC0112D
0001070534 4487A-STMP1 IN E9 IS IN LOW ALARM 4487
0001070525 WATER LEAK ABOVE CEILING IN FRONT OF B4 4203
0001070474 CHECK, REPAIR LEAK BEHIND RM 116 4708FLR01
0001050573 ON HILL---MOVE GRAVEL FROM 4660 YARD TO FUEL TANK ON HILL AT 

4567 TO REPAIR ROAD DAMAGE
4567

0001057419 EQUIPMENT ROOM NEEDS TO BE CLEANED          E7 IS ON THE EAST END 
OF A WING

4487RMA0183F

0001050578 SPRAY BOMB CHILLWATER PUMP 4481
0001070341 REPAIR WATER LEAK IN THE RO SYSTEM 4700
0001057525 REPLACE BURNED OUT LIGHT IN ENTRANCE HALL OF BLDG. 4190. 4190RM0100
0001064450 REPAIR SAFETY EMERGENCY LIGHT 4250RM0029
0001070487 ELEVATOR 3 1ST FLOOR UP ARROW LIGHT BULB NEEDS REPLACED 4202
0001050788 REPAIR SPRAY PUMP 4650RM0019
0001050870 APOXY COAT SUMP PUMP 4650RM0029
0001044146 4707 / HIGH BAY PATCH HOLE IN PIPE CHASE COVER IN FRONT OF 

VACUUM PLASMA SPRAY LAB #157, BLDG. 4707, HIGH BAY, EAST END.
4707

0001077478 4487 ROOM124L /  NEED RAT PROBLEM TAKEN CARE OF.SEE JANITOR. 4487
0001077498 SPRAY FOR ANTS 4610RM1083
0001057572 REPLACE STAINED CEILING TILES 4712RMD0117
0001057710 REPLACE CEILING TILE THAT HAS BURNED MARKS ON IT 4487RMC0135
0001070659 RESET POWER TO GAS PUMPS 4611
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0001070346 CHECK FOR ROOF LEAK 4612RM1020
0001064493 CUT DOOR OFF APROX. 1" TO IMPORVE AIR FLOW 4481RM0218
0001070703 RM 101 NORTH ENTRANCE DOOR IS BROKEN.  REPAIR BOTH THE 

OVERHEAD CLOSER ASSEMBLY AND THE LATCH SO THAT THE DOOR 
WILL REMAIN CLOSED.

4630FLR01

0001070403 SPRAY FOR ANTS 4777
0001070544 PERFORM WATER CLEANUP 4481
0001070461 REMOVE AND FLUSH LINES LOW FLOW ON EYEWASH 4761-SHEW0005
0001070499 UNSTOP SINK 4650RM0019
0001070617 4674/RM116 /  PRIME FLOOR DRAIN 4674RM0116
0001050510 REPAIR REPLACE BULB/BALLAST IN HALL NEAR RM B204 4663FLR02-B
0001077667 4471 / 150/151 SPRAY FOR BUGS IN BOTH OFFICES 4471FLR01
0001077682 SPRAY FOR ANTS 4610RM3081
0001070304 MIDDLE TOLIET LEAKING IN WOMEN`S BATHROOM 4612RM1013
0001070782 REPAIR STEAM VALVE ON STEAM STATION 4612RM0023
0001077524 CHECK, REPAIR PUMP IN PIT 4524
0001057438 4705 / A106 THE ELECTRICAL OUTLET ON THE  NORTH WALL IS LOOSE 

AND HAGGING OUT OF THE WALL.
4705RMA0106

0001057661 REPAIR/ REPLACE INCANDESCENT SCREW IN BULBS 4707RM0125
0001057391 RELOCATE OCCUPANCY SENSOR/LIGHT SWITCH. EXISTING DEVICE IS 

OBSCURED AND TIMES OUT ON USERS PUTTING THEM IN THE DARK.  
LOCATED BEHIND WALL AT COPY MACHINE. NEED TO MOVE TO OTHER 
SIDE OF WALL INTO CORRIDOR.

4207RM0107B

0001067922 REPAIR REPLACE BULB/BALLAST 4476RM0110
0001070311 REPLACE  LIGHT COVER 4481RM0365
0001070378 REPAIR REPLACE BULB/BALLAST 4487RMW0102
0001070446 REPAIR EMERGENCY LIGHT 4487RMC0120
0001057409 REPAIR REPLACE BULB/BALLAST 4250RM0035
0001064087 REPAIR/ REPLACE BULB/ BALLAST 4203RM4253
0001064367 REPAIR REPLACE BULB/BALLAST NEAR RM 3434, IN RM 3420 &  3243 4203FLR03
0001064368 REPAIR, REPLACE BULB/BALLAST IN RM'S 3150, 3223 & 3224 4203FLR03
0001064438 NO LIGHTS IN ROOMS 209B AND 222 4201FLR02
0001065144 SPRAY FOR ANTS 4708RM0216
0001070483 REPAIR EMERGENCY LIGHT IN HALL NEAR RM B229A 4487FLR02-B
0001070652 INVESTIGATE A FALSE CEILING GRILL FROM THE AC DUCTWORK THAT 

HAS FALLEN
4200RMP0106

0001039108 PERFORM LIGHTING SURVEY AND REPLACE CEILING MOUNTED LIGHT 
FIXTURES WITH APPROPRIATE ENERGY EFFICIENT FIXTURES.

4707RM0160

0001057774 REPLACE POTABLE WATER FILTER (2023) 4666RM0284
0001070624 4708 SOUTH TUNNEL REPLACE BROKEN WATER JET CONTACT 4708
0001070494 UNSTOP MIDDLE COMMODE MENS ROOM RM 116 4674RM0116
0001070515 CUT HOLE FOR DRAIN COVER LID FROM AIR HANDLER IN BASEMENT 4619RM0136
0001070305 SOUTHEAST AUTOMATIC DOOR OF 4241 IS INOPERATIVE. 4241RM0121D
0001070473 REPAIR/REPLACE BULBS BALLAST RM 604-10 4200RM0604
0001070484 REPAIR REPLACE BULB/BALLAST 4487RMB0249A
0001070553 REPLACE BULBS IN HAZMAT ROOM AT RECEIVING DOCK 4471FLR01
0001037435 REPAIR SOAP DISPENSER 4249RM0119A
0001050488 REPAIR REPLACE BULB/BALLAST 4755RM0402
0001038933 STENCIL ACMP'S 4650RM0029
0001050793 SPRAY FOR ANTS 4712RMB0202B
0001064457 UNSTOP COMMODE 4487RMC0221
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WONUM DESCRIPTION LOCATION
0001044177 CLEAN PITS AT ALL MECHANICAL ROOMS.  LEAVES AND DEBRIS ARE 

CLOGGING DRAINS
4708RMB0039

0001050838 REPACE RELIEF VALVE ON STEAM LINE.   AND   FAMILER. 4707
0001070766 4200 HALLWAY NEXT TO MAIL ROOM WATER IN FLOOR   IN 

ROUTE TO CLEAN UP
4200

0001043865 REPAIR EXHAUST FAN 4487RMA0208M
0001050512 REPAIR ACMP, INOP. 4561RM0104
0001064106 4628 /  CLEAN HEADS ON SH 0001 4628
0001064107 4623 NE OUTSIDE /  REPAIR EYEWASH BOWL 4623NORTH
0001064108 4643 OUTSIDE /  CLEAN HEADS ON SHOWER 4643
0001064290 4639 /  REPAIR DRAIN ON SH 0001 4639-SH0001
0001064482 REPAIR EYEWASH BUTTON ON SINK 4708RM0138
0001070307 REPAIR 2ND COMMODE, NOT MAKING A COMPLETE FLUSH 4610RM1017A
0001057775 REPLACE DAMAGED CEILING TILES OUTSIDE RM.133 (2031) 4471FLR01
0001070326 REPAIR OVERFLOWING COMMODE 4493RM0108
0001050689 REPAIR OVERHEAD CRANE, SMOKING 4607-CRN0001
0001050662 REPAIR LIGHT AT TOP OF HANDICAPPED RAMP ON S.W. SIDE OF BLDG. 4491SOUTH
0001057866 REPAIR INOPERABLE EXHAUST  FUME HOOD 4471RM0191F
0001064444 REPLACE BULBS IN S.E. LEG OF TOWER 4670SOUTH
0001038925 PAINT LADDER IN STEAM PIT 4539
0001050483 CLEAN UP BASEMENT 4487BSMT-A
0001050607 REATTACH WALL PAPER (NEEDS TO BE COMPLETED BY 8/9/05 4610RM2058A
0001050513 PAINT WEST WALL IN FOYER OUTSIDE RM 1212 4241FLR01
0001064213 SPRAY FOR MOSQUITOES IN HIBAY IN SIDE OF ROOM 145 4619RM0145
0001064415 4707 / L1-L7 SPRAY FOR SPIDERS FOR LEVEL  1, LEVEL BEWTEEN LEVELS 

1 AND LEVEL  2,  LEVEL  3, LEVEL  4, LEVEL  5, LEVEL  6 AND LEVEL  7 OF 
BUILDING 4707 TOWER.

4707

0001044173 REPAIR/REPLACE LIGHTS.  USE COMPACT FLUORESCENTS. 4708RMB0018A
0001044222 CHECK, REPAIR OPERATION OF ROLL-UP DOOR 4653RM0001
0001050784 REPLACE MISSING/FALLEN CEILING TILES 4471RM0203
0001050501 REPAIR REPLACE BULB/BALLAST IN PLENUM AREA 4487RMC0178A
0001064358 4707-SEWER-ALARM IS IN ALARM 4707
0001064343 CHANGE FILTER ON FILTER POD 4209
0001064319 SINK CONTINOUSLY RUNNING 4436RM0118
0001064269 4708 /  REPAIR LEAKING FAUCET RM136 4708RM0136
0001064130 CHECK, ELIMINATE ODOR 4487RMA0124L
0001057798 CHANGE WATER FILTER REGULARLY 4708RM0121
0001057702 REPAIR LOOSE SEAT ON THIRD COMMODE 4203RM6006A
0001057700 RESTORE  COLD WATER TO  MIDDLE SINK 4203RM6001A
0001057697 REPAIR LEAKING TRAP IN MIDDLE SINK 4202RM0624A
0001057693 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RM0506
0001057683 REPAIR LOOSE COMMODE SEAT 4202RM0230
0001064253 REPAIR REPLACE BULB/BALLAST, FLICKERING 4201RM0238B
0001057368 REMOVE BRACKET AND RETHREAD BACK BOX 4663
0001044263 CLEAN OUT GUTTER ON BOTH SIDES . 4774-ROOF0001
0001057347 REPAIR ICE MACHINE (USER STATES ICE MACHINE IS IN ROOM 110) 4674-ICE0001
0001033529 REPAIR POTABLE WATER PUMP 4202
0001050546 REPAIR LEAKING HUMIDIFIER IN THE 100 AREA 4650
0001064356 REPAIR INOPERABLE ELEVATORS 4610
0001061077 REPAIR 1ST URINAL OVERFLOWING WHEN FLUSHED 4708RM0136
0001057851 REPLACE FILTER BAG ON PROCESS WATER SYSTEM 4209
0001057850 REPLACE COMMODE SEAT 4201RM0626
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WONUM DESCRIPTION LOCATION
0001057372 PICK UP SCRAP PIPE AND OLD EYEWASH AND DISPOSE OF 4475WEST
0001050753 4649/RM149 /  LAST COMMODE LEAKING 4649
0001050755 4666/RM235A /  CONTINOUS RUNNING URINAL 4666RM0235A
0001050550 EAST TEST AREA CHARLIE 1 GATE NOT WORKING MSFC
0001050676 PATCH & PAINT DAMAGED WALLS 4572RM0203
0001050767 INSULATE DRIPPING LINE OVERHEAD IN ROOM 35E 4250
0001070282 REPAIR/ REPLACE OUTLET/ SPARKING 4610RM2045
0001057675 PROVIDE OPERATOR AND FLAGMAN TO SET MOTOR 4607
0001050872 REPAIR/ REPLACE/ RESET SENSOR LIGHT 4249RM0153
0001044095 REPLACE OUTLET WITH 110VAC, FURNACE PLUG IN CENTER OF THE 

ROOM
4481RM0402

0001057496 REPLACE SUMP PUMP IN PIT ON THE SOUTH SIDE 4554SOUTH
0001057684 REPAIR FIRST SINK LEAKING ON HW SIDE 4203RM2001A
0001057681 REPAIR LEAKING SINK TRAP 4203RM1001A
0001057678 UNSTOP DRAIN, DRAINING SLOW 4202RM0117
0001043955 REPAIR/ REPLACE LOOSE FLOOR TILE 4203RM6006A
0001064143 REMOVE SPIDER LOCATED UNDER THE  WEST STAIRCASE BETWEEN 8TH 

& 9TH FLOOR ( VISIBLE FROM THE LANDING GOING UP TO THE 9TH FLR) 4200

0001064159 SPRAY FOR ANTS/ POSSIBLY AFTER HOURS 4708RM0123
0001057558 REPLACE BALLAST 4203RM6315
0001057664 AUDIBLE ALARM:NOTIFIED 4644
0001057799 CUT THREE SHEETS OF PLYWOOD IN HALF 4663RMB0180
0001057454 ADJUST DOOR CLOSURE ON KEY CARD DOOR 4471RM0220G
0001057461 REPAIR LOOSE CEILING TILE, HANGING DOWN 4471RM0220G
0001039217 4760 / 102,106 MAKE OPERATIONAL EXHAUST ALARMS IN ROOMS 102 & 

106
4760FLR01

0001050425 4755 / WEST ELV REPLACE CONTROL RELAY 4755WEST
0001050426 4203 / PENTHOUSE/ REPLACE ELEVATOR CONTROL RELAYS 4203PENT
0001050604 CHECK, REPAIR FRIEGHT ELEVATOR, TWO PASSENGERS STUCK 

BETWEEN THE 1ST & 2ND FLOORS
4203

0001057418 REPAIR/REPLACE BULBS AND BALLASTS  IN ROOM 120F OF BUILDING 
4707.

4707RM0120F

0001050508 CHECK FOR CONDENDATE LEAK 4663RMA0200A
0001057652 UNSTOP DRAIN ON AH ON NORTH END OF BLDG. 4539NORTH
0001043898 4712 REPLACE EXIT LIGHT BY ROOMS D122B & D100C (WITH NON 

ELECTRICIAL REFLECTIVE)
4712

0001027991 COLUMN NORTH END OF ROOM-LTS-0010-REPAIR/REPLACE DEFECTIVE 
ELECTRICAL POWER CORD-EMERGENCY LIGHT

4674-LTS0010

0001057713 SPRAY FOR WASPS AT ALL ENTRANCES 4244
0001057764 4487 BC 103 & 104 HORNETS OUTSIDE ROOMS 4487RMBC0103
0001057707 UNSTOP MIDDLE SINK 4481RM0440
0001057636 UNSTOP HANDICAPPED COMMODE 4471RM0155A
0001057511 REPAIR LEAKING AH 4612RM1401
0001057529 URINAL LEAKING 4610RM2017
0001057530 USER WANTS PORT EYEWASH STATION REMOVED 4549RM0110
0001057551 EXTEND CIRCUIT 11 ON BCP1 AND ADD 20' FLEX AND RECEPTACLE 4663RMA0109
0001050691 CHECK FOR GROUNDING ON EQUIPMENT 4663RMA0109
0001050504 INOPERBABLE  SERVICE ELEVATOR 4203
0001050539 REPAIR EXHAUST FAN 4715RM0101
0001044124 REPAIR LIGHT FIXTURE OVER SINK 4610RM5001
0001050674 REPAIR SERVICE ELEV. USER STUCK ON THE 1ST FLOOR 4203FLR01
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0001039017 REPLACE BALLAST 4663RMA0181A
0001050746 4202-LIGHTS  LIGHTS AT 3RD FLOOR LANDING IN STAIRWELL OFF PER 

  FROM  
4202

0001057446 REPAIR SUMP PUMP IN EAST TEST AREA (ON ELECTRICAL END) 4554
0001038973 4628 / 100 PLEASE REPAIR ELECTRONIC FRONT DOOR LOCKING SYSTEM 

SO THAT IT OPENS WHEN THE FIRE DETECTION SYSTEM GOES INTO 
ALARM. PLEASE ADD BUTTON FOR MSA TO OPEN DOOR FROM HER DESK.

4628RM0100

0001050863 NORTH WEST EXTERIOR DOOR TO 102 STICKING. 4760RM0102
0001050864 INTERIOR DOOR TO 114 STICKING. 4760RM0114
0001043906 4653 / 20 REPLACE DAMAGED CEILING TILES (2031) 4653RM0020
0001142172 4666 PARKING LOT LIGHTS NOT COMING ON 4666
0001130019 CHECK AND REPLACE BLOWN BULB IN EAST PARKING LOT 4485EAST
0001136055 REPAIR CEILING LEAK (LEAKING HOT WATER) 4619RMB0137A
0001136205 REPAIR LEAKING STEAM VALVE ON BOILER 4605RM0031
0001147969 OVERFLOWING URINAL 4250RM0071
0001136512 REPAIR DAMAGE TO SIDING WESTERN SIDE. 4653-ROOF0002
0001136120 4205-CORRIDOR 100A DOOR HAS A MALFUNCTIONING MAGNET NEAR 

RM107. 
4205FLR01

0001118307 REPAIR HANDICAP OPENER AT MAIN ENTRANCE, NOT FUNCTIONING 
PROPERLY

4205FLR01

0001133044 Base wide power outage caused by failure of primary one. MSFC
0001136042 REPAIR REPLACE BULB/BALLAST, LIGHT FLICKERING 4610RM3059
0001118407 EAST ENTRANCE AUTO OPENING AND  4202
0001118373 INSTALL FLUSH KIT ON 1ST URINAL 4610RM1015A
0001118383 REPAIR WATER FOUNTAIN IN HALL NEAR RM 3051 4610FLR03
0001110728 REPAIR CLAM SHELL AND REPLACE DOOR LIFTS 4530
0001134501 REPAIR CONTINUOUSLY RUNNING COMMODE IN MIDDLE STALL 4251RM0007
0001124205 REPAIR CEILING LEAK , TILE WET AND SAGGING 4708RM1212
0001129940 REPAIR REPLACE BULB/BALLAST 4708RM1237
0001130084 INOPERABLE ELEVATOR 4200-ELEV0004
0001130092 REPLACE COVER OVER  FLOURESENT LIGHT 4610RMC0100
0001130119 USER STUCK ON 3RD FLOOR ON ELEV0002 4203-ELEV0002
0001130125 USER STUCK ON ELEV0004 ON THE 6TH FLOOR 4203-ELEV0004
0001129939 REPAIR LOOSE COMMODE SEAT 4708RM0110
0001130437 4676 SHEWOOO1 /  ADJUST PRESSURE ON EYEWASH 4676-SHEW0001
0001123878 FIRST COMMODE NOT FLUSHING WELL 4487RMC0135
0001123877 REPAIR STEAM PIPE LEAK/ STEAM SHOOTING UP TO CEILING 4483
0001133079 REMOVE AND RELOCATE HOIST STOPS (POC   AT 544-5510) 4711-HST0009

0001136005 OUTSIDE PLEASE DISASSEMBLE, MOVE AND REASSEMBLE 2 TON A-
FRAME CRANE ON NORTH EAST CORNER OF 4670 TO 4571.  PLEASE 
EXPEDITE.

4670

0001136177 REPLACE BULB ON SERVING LINE 4471RM0178A
0001136105 UNSTOP 1ST COMMODE, OVERFLOWED 4487RMB0209M
0001110283 NEED DOOR (COVER) ON SUPPLY BOX 4759
0001118308 CHECK, ADJUST MAGNET ON DOOR, NOT LATCHING/RELEASING 

PROPERLY
4205RM0101

0001118582 REATTACH EDGING AT BOTTOM OF DESK WITH SCREW 4201RM0439
0001123505 REPAIR REPLACE PANIC HARDWARE ON EAST ENTRANCE DOOR 4200GROUND
0001118424 4666 / 233 REPLACE DAMAGED CEILING TILES (2031) 4666RM0233
0001136135 REPLACE DAMAGED CEILING TILES IN HALLWAY (2031) 4619RM0221
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0001136134 REPLACE DAMAGED CEILING TILES IN HALLWAY (2031) 4619RM0214
0001136133 REPLACE DAMAGED CEILING TILES IN HALLWAY (2031) 4619RM0215
0001136132 REPLACE DAMAGED CEILING TILES IN HALLWAY (2031) 4619RM0208
0001136131 REPLACE DAMAGED CEILING TILES IN HALLWAY (2031) 4619RM0203
0001129896 REPLACE/REPAIR BULBS BALLAST ROOM A109 4663
0001130000 REPAIR REPLACE BULB/BALLAST 4663RMA0173
0001133081 PLEASE REPAIR/REPLACE EMERGENCY LIGHT IN LADIES RESTROOM 1219 4708RM1219

0001136086 HANDICAPPED ELEVATOR DOORS STUCK OPEN ON SECOND FLOOR 4663EAST
0001118876 REPAIR CABINET UNDER SINK IN KITCHEN 4471RM0178A
0001123792 REMOUNT FIRE EXTINGUISHER BRACKET TO DIFFERENT LOCATION 

(CONTACT USER FOR DETAILS)
4471RM0178

0001102617 INSTALL GUTTER EXTENSION ON ROOF OUTSIDE AND ABOVE ROOM 
153A

4619RM0153

0001118945 FOG PICNIC AREA 10/24/05 MSFC
0001118874 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4476

0001118866 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES IN THE NBS AREA

4705FLR01

0001118741 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4475

0001118645 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4777

0001118470 REPAIR LEAKING URINAL AND ADJUST WATER PRESSURE 4481RM0112
0001110306 REPAIR/REPLACE BALLASTS 4201RM0112
0001121038 TURN STEAM ON TO BUILDING 4663
0001123506 TURN STEAM ON BUILDING 4621
0001123672 4656/E1 /  REPAIR FLOAT ON CONDENSATE PUMP 4656RM0106A
0001123673 4656/E2 /  REPAIR  FLOAT ON CONDENSATE PUMP 4656RM0118
0001118609 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4715

0001130077 CHECK NOISE IN EQ. RM 4649
0001130078 REPAIR LEAKING URINAL 4619RM0162
0001130146 4605/E1 /  CHANGE STEAM SUPPLY FROM PACKAGE BOILER TO ARMY 

STEAM
4605RM0031

0001130446 REPAIR WATER FOUNTAIN NEAR RM 100, WON'T TURN OFF 4619FLR01
0001118524 REPAIR REPLACE BULB/BALLAST IN SHOP AREA 4671FLR01
0001118538 REPLACE BULBS/BALLASTS 4572FLR02
0001118953 REPLACE GROUND STRAP ON FUEL TANK FOR GENERATOR #2. 4663
0001123677 REPLACE BALLAST IN HALL NEAR RM 100 BULB REPLACED BUT LIGHT 

STILL FLICKERS
4485RM0100

0001123698 REPLACE ACMP #2/ BAD MOTOR 4487RMB0126F
0001132978 REPAIR LATCH ON DOOR 4572RM0204
0001132979 REPAIR LOCKSET 4572RM0206
0001135990 REPLACE DAMAGED CEILING TILES 4619RM0127
0001118889 SPRAY FOR ANTS ( NEEDS TO BE ON A FRIDAY AT 3:30PM) 4203RM4253
0001123674 4752 /  CHANGE GLUE TRAPS FILLED WITH BUGS. 4752
0001118350 RESTORE LIGHTS ON COOLING TOWER 4473
0001118286 STRONG SEWAGE SMELL B-WING RM B160 (POSSIBLE GRINDER BACK UP) 4663

0001118590 REPAIR STEAM LEAK IN PIT AT THE CORNER OF RIDEOUT RD AND 
MARTIN RD NEAR BUILDING 4600.

4600
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0001118594 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH17A 4705RM0101
0001098758 PERFORM WATED CLEANUP IN DOORWAY OF E1 4200RMG0001
0001102079 PAINT STEEL CHECKER PLATE 4619RM0146
0001118617 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4312

0001118591 THE FRONT COVER OF A PAPER TOWEL DISPENSER LOCATED EAST & 
DIRECTLY BEHIND THE HAND WASHING SINK IS BROKE IN MEN`S ROOM 
136.  PLEASE REPLACE OR REPAIR.

4708RM0136

0001118500 REMOVE AND CAP OPEN CONTROL AIR LINES ATTACHED TO D.I. WATER 
TANK.

4700

0001110350 REPAIR FAUCET, STEADY STREAM , WON'T TURN COMPLETELY OFF 4202RM0533
0001110335 CHECK WATER IN COMMODES FOR BEING HOT 4202FLR04
0001102297 REPAIR LEAKING WATER FOUNTAIN OS OF ROOM 319 4202
0001118542 ADJUST DOOR OR CUT BOTTOM OF DOOR TO INSURE PROPER CLOSURE 4487RMB0176
0001118901 SPRAY FOR TERMITES AND SET TRAPS FOR MICE 4619RM0134
0001118909 SPRAY FOR SPIDERS 4732RM0130
0001118939 SPRAY FOR BLACKWIDOW SPIDERS 4619RM0152
0001118895 REPAIR MAGNET ON EXIT DOOR BY LOADING DOCK AND ELEVATORS 

(CONTACT USER AT ROOM A129 FOR DETAILS)
4487-AWING

0001118950 HALL 102 EXIT DOOR NEAR ROOM 102 STICKS TO POINT A SMALL 
PERSON CANNOT OPEN IT .WHEN THE SUN HEATS THE DOOR IT EXPANDS 
AND STICKS VERY HARD IN THE METAL DOOR FRAME. DOOR STICKS 
AROUND 2PM ON A SUNNY DAY

4464FLR01

0001120963 SEWAGE ODOR 4203
0001118633 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4464

0001118602 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4702

0001118551 SOAP DISPENSER HAS FALLEN DOWN AND IS STUCK TO THE FLOOR OF 
THE LADIES RESTROOM.  NEEDS REATTACHED

4201RM0303A

0001113403 REMOVE SHOWER 4348RM0101
0001112740 REPAIR CONTINUOUSLY RUNNING URINAL 4200RM0219
0001118441 REPLACE LIGHT BULB IN MENS RR NEAR ROOM 260A 4493FLR02
0001118461 RESET BREAKER 4250RM0007
0001118497 INVESTIGATE RATTLING LIGHT FIXTURES 4200RM0918B
0001095488 REPAIR CEILING LEAK 4708RM1128
0001113429 REPLACE DAMAGED CEILING TILES (2031) 4203RM1009
0001113428 REPLACE DAMAGED CEILING TILES (2031) 4610RM2046
0001110766 PRE-FILTER AIR FILTER IS IN HIGH ALARM. 4708A-AH0005
0001039132 REPAIR PERSONNEL ELEVATOR ON THE TOWER, INOPERABLE 4185-ELEV0001
0001110351 REPLACE THERMOSTAT ON GENERATOR #1 4761-GEN0001
0001110754 REPLACE / REPAIR LIGHT IN MENS ROOM. 4646RM0106
0001097589 RECORD AMPAGE DRAW ON AH-SUPPLY AIR FANS 4619RMB0136
0001118902 REMOVE CONDUIT FROM EAST WALL 4619RM0153
0001102077 INSTALL USER PROVIDED LIGHTS IN S.W. CORNER 4619RM0145
0001118391 REPLACE BALLAST IN ADP HUTCH 4610RM2012
0001118316 DOOR KNOB HAS COME OFF THE WEST ENTRANCE PERSONEL DOOR 4755RM0102
0001118637 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4482

0001102654 REPLACE MOLDED TILE AND REPAIR LEAK 4760RM0107
0001113389 REPLACE PROPANE LINE IN PIT 4567RM0106
0001118423 4666 / 210 REPLACE DAMAGED CEILING TILES (2031) 4666FLR02
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0001118924 REPAIR MIDDLE SINK LEAKING AT TRAP 4201RM0623
0001118923 REPAIR LEAKING FLUSH VALVE ON URINAL 4201RM0506
0001118921 REPAIR LEAK ON SINK AT P.O. 4201RM0407
0001118919 TIGHTEN LOOSE COMMODE SEAT, ON 3RD COMMODE 4201RM0405
0001118916 UNSTOP DRAIN ON FOUNTAIN IN SOUTH HALLWAY 4201FLR01
0001084097 CORRECT WIRING TO 4205-CRIT1-PWR PHASE MONITOR, PUTTING HIGH 

VOLTAGE ON LOAD SIDE:NOTIFIED  
4205

0001084116 CORRECT WIRING TO 4205-CRIT3-PWR   PHASE MONITOR BY PUTTING 
HIGH VOLTAGE ON LOAD SIDE

4205

0001118912 REPAIR LEAK UNDER 1ST COMMODE 4201RMB0013
0001118580 UNSTOP URINAL 4712RMA0103
0001098682 REAM OUT UNDERGROUND PIPE FROM TRENCH TO OIL/WATER 

SEPARATOR PIT AND REMOVE DEBRIS FROM TRENCH ON THE WEST END 
OF BUILDING.

4659WEST

0001095479 APOXY COAT STAND BY SUBMERGIBLE PUMP 4761
0001095354 TAG CONDENSER WATER BLOW DOWN VALVES TO KEEP OPEN 4473FLR01
0001118557 4203 ODOR NEXT TO CAFE. 4203
0001102652 REPAIR REPLACE BALLAST 4656RM0203
0001118426 4650 / 110 REPAIR/REPLACE BULBS AND BALLAST 4650RM0110
0001118487 REPAIR/ REPLACE LIGHTS IN FREIGHT ELEVATOR 4666
0001118515 REMOVE ELECTRICAL WIRE AND CONDUIT TO FIRSTJUNCTION BOX ON 

  SENSOR G455
4619RM0215

0001110317 4755 /  REPAIR LEAKING STEAM PIPE. ROOM 119 E-1. 4755RM0119
0001102616 CHANGE STEAM RELIEF VALVE 4755RM0400B
0001102156 REPAIR LEFT COMMODE/ LEAKING WHILE SITING 4487RMB0259M
0001098701 CHANGE FILTER IN ICE MACHINE 4202FLR04
0001095453 INVESTIGATE SEWER ODOR IN ROOMS 601 A,B, C 4200RM0601
0001095547 CLEAN STRAINER ON CONDENSER ON WATER PUMP #3 4570RMB0010
0001095548 CLEAN STRAINER ON CONDENSER WATER PUMP #4 4570RMB0010
0001110739 UNSTOP 2ND SINK 4610RM3037
0001118366 REPAIR LEAKING STEAM CONDENSATE PUMP #2 4659WEST
0001118376 CLEAN HEADS ON SHEW 0002 4643-SHEW0002
0001118490 UNSTOP SLOP SINK 4561RM0114
0001118535 REPAIR, SECURE OVERHEAD VENT, BOWED DOWN, ABOUT TO FALL 4200RM0601A
0001095570 REPLACE POTABLE WATER FILTER OUTSIDE RM.110 (2023) 4654RM0110
0001110727 PARKING LOT LIGHTS INOPERABLE IN  LOT IN FRONT OF BLDG. 4610
0001110348 4610 /  REPAIR OR REPLACE EXHAUST FAN.  ROOM 1015A. 4610RM1015A
0001118431 4650 / 103 REPAIR/REPLACE BULBS AND BALLAST 4650RM0103
0001118432 4650 / 105 REPAIR/REPLACE BULBS AND BALLAST 4650RM0105
0001118438 4650 / 000 REPLACE BULBS AND BALLAST IN HALLWAY NEAR 120 4650
0001118486 REPAIR, REPLACE 8 FT. FLOUR. BULBS 4612RM1301D
0001102126 4619 ROOM 215 REMOVE   SENSOR (GE 455) CONDUIT & WIRE 4619RM0215
0001102127 4619 ROOM 217 REMOVE   SENSOR (GE 455) CONDUIT & WIRE 4619RM0217
0001118527 REPAIR ENTRANCE DOOR/ FALLING OFF 4609RM0101
0001118467 REPAIR REPLACE EMERGENCY LIGHT IN HALL NEAR RM BC151 4487FLR01-BC
0001118891 REPAIR / REPLACE  BROKEN CERMAIC LIGHT FIXTURE 4549RM0108
0001118897 REPAIR REPLACE BULB/BALLAST 4674RM0201A
0001136110 OUTSIDE NORTH EAST CORNER EXTERIOR LIGHTS ARE NOT TURNING 

OFF. NEED LIGHT SENSOR REPLACED TO SAVE POWER. LIGHT OVER 
DOOR IS ON AND TWO OTHERS IN CIRCUIT

4481

0001136486 INSTALL THERMOSTAT ON WATER HEATER JACKET ON GEN0002 4663
0001136487 SPRAY FOR ANTS 4203RM4132
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0001136484 SPRAY FOR SPIDERS 4492RM0191
0001136495 REMOVE WASP NEST FROM CEDAR TREE NEXT TO SLIDE IN THE UPPER 

PLAYGROUND
4494

0001118421 4666 / 224 REPLACE DAMAGED CEILING TILES (2031) 4666RM0224
0001095349 PAINT RESTROOM 4650RM0016
0001098681 REPAIR POT HOLES IN PARKING LOT. 4659
0001102157 REMOVE OLD PALLETS 4660SOUTH
0001095404 WALLS/CEILING IN RECEIVING/BACK DOOR AREA NEED REPAIR AND 

CLEANING
4708RM0138

0001118554 RESET BREAKER ( 2ND TIME) 4202RM0215
0001130407 REPLACE MOTOR ON ACMP #1 4561-ACMP0001
0001118344 INSTALL LIGHT MOTION DECTORS IN MENS RESTROOM 4572RM0202
0001120994 REPLACE MOTOR COUPLING 4203-HWP0003
0001118364 REPAIR/REPLACE BALLASTS IN RM 104 AND DOWN HALLWAY (8 ARE 

OUT)
4566

0001126797 INVESTIGATE ELECTRICAL ODOR 4566RM0133
0001130048 REPAIR LEAKING WATER FOUNTAIN/ WATER RUNNING DOWN THE 

HALLWAY AT MAIN ENTRANCE
4712

0001102656 FOYER FIRE DOOR LEADING TO THE FOYER LOCATED ADJACENT TO 
ROOM 340 HAS AN AIR GAP BETWEEN THE TOP OF THE GLASS AND THE 
DOOR FRAME.  REPOSITION AND FIX GLASS IN PROPER LOCATION IN 
FRAME OR REPLACE GLASS WITH PROPERLY SIZED GLASS.

4666FLR01

0001102634 REPAIR REPLACE BULB/BALLAST 4487RMA0169L
0001118466 REPLACE BALLAST 4487RMA0154
0001123879 REPLACE CEILING LIGHT 4471RMC0113
0001110310 4200 HANG SIGN ON WALL BETWEEN EAST D00R & CHARLIE'S GRAILL 4200
0001110722 4604 / OUTSIDE GUTTERS HAVE TREES GROWING IN THEM.  GUTTERS 

NEED CLEANING. STOPPED UP GUTTERS ADDS TO THE ROOF LEAKING. 
LEAKING ROOFS CAUSE MOLD!  MOLD IS BAD!

4604

0001118534 PERFORM WATER CLEAN UP IN MENS ROOM ON NORTH HALL NEXT TO 
ROOM 719

4200FLR07

0001123651 PERFORM GENERAL CLEAN UP 4475RM0130
0001102619 EPOXY COAT SUMP PUMP IN PAINT SHOP 4610
0001123820 BREAKER HAS BEEN TRIPPED 4202RM0215
0001123874 REPAIR LIGHTS IN WEST STAIRWELL 4201WEST
0001118434 4650 / 107 REPLACE BULBS AND BALLAST 4650RM0107
0001095347 RELOCATE CRANE FROM 4755 TO 4619, CRANE WILL BE AT 4755 BY 9/26/05 4755

0001102643 SUMP PUMP IN ALARM 4670-UPS0001
0001095839 4638 / 100 SHEAR AND ROLL A 1/8 INCH PLATE.     4638RM0100
0001090006 4663 / E-19 REPAIR ALUMINUM WALL PANEL THAT IS LOOSE ON SOUTH 

SIDE OUTSIDE E-19. 2325
4663RMC0301A

0001110354 REPLACE BULB 4471RM0192F
0001110399 REPAIR REPLACE BULB/BALLAST 4203RM3247
0001110704 REPLACE LENS ON LIGHT FIXTURE 4203RM6006A
0001110711 FLIP LIGHT SWITCH BACK ON THAT WAS TURNED OFF ON FRIDAY 4203RMB0311
0001110767 REPAIR AUTOMATIC DOORS ON THE WEST SIDE, WON'T OPEN 4201WEST
0001112870 RESTORE POWER TO COMPUTERS IN ROOMS 322 AND 336 4201FLR03
0001092591 REPAIR BROKEN GATE VALVE ON STEAM INLET LINE, EAST SIDE 4759EAST
0001110735 4555 EXTERIOR LIGHTS OFF 4555
0001110309 4700 LOW PUMP PRESSURE 4700
0001118890 BACK UP GENERATOR BEEPING 4605
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0001129954 POWER TO OUTLET CUTTING IN AND OUT 4481RM0318G
0001135995 4201 / B9 BASEMENT-DISCONNECT EE 907-PROVIDE APPROVED LOCK(S) 

AND/OR TAG(S) - ANNOTATE TAG-
4201RMB0009

0001136151 REPAIR REPLACE BULB/BALLAST 4471RM0182
0001105690 REPIPE SIX SAFETY VALVES (SEE USER FOR DETAILS) 4675
0001110323 REPAIR LIGHT IN ENTRANCE/ NOT BURNING 4619RM0162
0001110364 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN FIRST FLOOR 

NORTH HALLWAY
4708FLR01

0001110713 CHECK POWER TO STOVE 4663RMA0101
0001102677 REPLACE BULBS/BALLASTS 4200RM0334
0001089655 REPAIR LEAK AT BASE OF COMMODE 4619RM0149
0001110376 4629 LADIES ROOM TOILET IS BACKING UP.  4629
0001110400 4653 / 5 WATER LEAKING OVER ELECTRICAL BOX. 4653RM0005
0001105663 REPLACE BALLAST 4492RM0181
0001095811 REMOVE AND REPLACE GRATING AFTER PAINTERS PAINT 

CONTAINMENT
4732

0001096668 REPAIR LATCH ON ENTRANCE DOOR 4200RMG0004
0001102256 INSTALL HASP ON CENTER STALL DOOR 4250RM0070
0001110360 PLEASE REPAIR EXIT DOOR IN THE AIR SHOWER IN THE EAST CLEAN 

ROOM.  THE FRAME THAT HOLDS THE GLASS IS LOOSE
4708RM0151

0001113431 RESTORE HOT WATER TO 300 AREA (2023) 4481RM0300
0001118420 4666 / 213 REPLACE DAMAGED CEILING TILES (2031) 4666RM0213
0001118419 4666 / 210B REPLACE DAMAGED CEILING TILES (2031) 4666RM0210B
0001123627 HOT WATER WON'T RUN 4494RM0018
0001123508 DRAINS STOPPED UP - CAFETERIA 1ST FLOOR 4708RM0138
0001123499 REPAIR LEAKING COMMODE, LEAKS WHEN FLUSHED 4203RM3006A
0001121991 REPAIR SPOUT ON FAUCET 4203RM1101
0001121029 INVESTIGATE WATER COMING THROUGH FLOOR TILES 4244RM0103
0001121010 ADJUST STEAM HEAT IN RECEIVING AREA, TOO HOT 4471FLR01
0001120167 REPAIR PIPE LEAK 4471RM0162A
0001118893 REPLACE BULBS ON NORTH END OF BLDG. 4728NORTH
0001118875 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES IN THE GRINDING RM
4705

0001118872 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4201

0001118865 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH15 4705-AH0015
0001118805 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH16 4705-AH0016
0001118639 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH7 4705-AH0007
0001118635 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH7A 4705
0001118632 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH8 4705-AH0008
0001118631 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH8A 4705
0001118629 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH5 4705-AH0005
0001118620 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH12A 4705
0001118603 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH13A 4705
0001118597 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH14 4705-AH0014
0001095366 REPAIR EROSION IN GRAVEL RD. 4524
0001095462 REMOVE TRASH, PALLETS, BOXES, ETC. 4663-BCWING
0001102351 REPLACE TRAP ON WATER FOUNTAIN 4727
0001095326 CLEAN UP AREA INSIDE FENCE 4619EAST
0001120959 REPAIR CONTINUOUSLY RUNNING URINAL 4481RM0112
0001118957 REPAIR STEAM LEAK IN S.W. CORNER 4705RMC0101
0001118906 REPLACE BLOWN GASKET ON STEAM STATION 4200RMG0001
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0001092620 REPAIR SOUTH PERIMETER FENCE & GATE. 4657SOUTH
0001090304 OUTSIDE 185--REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-ASPHALT 

BROKEN UP IN CHUNKS, CAUSING TRIP HAZARD. REMOVE OLD STUFF 
AND RESURFACE

4663FLR01

0001102086 REPAIR LIGHTS/SENSORS ON THE OUTSIDE, AT B & C WINGS ( PER 
SECURITY REVIEW ON AN ROI SEPT. 23, 05)

4663

0001102178 4663 / OUTSIDE SURVEY EXTERIOR LIGHTING. VERIFY PROPER 
OPERATION OF CONTROLS. REPAIR ALL DEFECTIVE LIGHTING AND 
CONTROLS.

4663

0001118903 REPAIR STEAM REGULATOR ON STEAM STATION 4610RMB0101
0001118943 UNSTOP FLOOR DRAIN AT EAST SIDE STAIRWELL 4570
0001118944 REPAIR CONDENSATE LINE ON BOILER #1 4675
0001095574 REPLACE POTABLE WATER FILTER (2023) 4666RM0284
0001095539 UNSTOP SINK 4619RM0162
0001095823 REPAIR LEAKING SINK/   NOTIFIED 4583RM0124
0001098759 UNSTOP COMMODE 4650RM0030
0001118333 CEILING TILES IN BREEZEWAY MOVED FOR WORK - NEED TO BE PUT 

BACK INTO PLACE
4250

0001118343 CEILING TILES NEED TO BE REPLACED ROOMS 102, 104, AND 205 4656RM0102
0001118401 REPLACE BROKEN TILE 4312RM0108
0001113401 S.W. HIBAY DOOR WON'T CLOSE 4656SOUTH
0001118341 ALARM PANEL O2 DETECTOR IN HIGH MODE (FALSE ALARM) 4628RM0101
0001118394 REPLACE LIGHT COVER LENSE ON CEILING BALLAST FIXTURE ROOM 

D101
4663

0001113399 REPAIR LEAKING WATER PIPE 4628RM0112
0001098656 FILL IN LARGE POT HOLE ON WEST END OF BLDG. JUST SOUTH OF THE 

4244 SIGN IN PARKING LOT (IF UNSURE, CONTACT USER )
4244WEST

0001118284 MENS BATHROOM 2ND FLOOR URNAL RUNNING 2ND ON RIGHT 4200
0001110698 UNSTOP SINK 4203RM1108
0001077588 ELECTRICALLY CONNNECT PLASMA CUTTER IN SHEET METAL SHOP. 4650RM0015
0001102260 REPLACE BULBS 4610RM5038
0001102647 INVESTIGATE POWER STRIP ALONG THE WALL/ NO POWER 4663RMM0103
0001105687 INSTALL GUARDS OR RELOCATE LIGHT(S) TO A MINIMUM HEIGHT OF 7 

FEET-NEAR BOTH SIDES OF STEPS TO UPPER LEVEL
4732RM0131

0001110737 4663-CAFE  BILLY RAY'S REPORTS NO POWER TO OVEN.  4663
0001113420 RESTORE POWER TO CARDREADERS IN RMS 136 AND 138. 4707
0001118425 4650 / 120A REPAIR/REPLACE BULBS AND BALLAST 4650RM0120A
0001118329 SECURE AND FRY OUT ELECTRICAL WET POWER PANEL 4653RM0005
0001102277 REPAIR STEP #2 ON SECOND SET OF STEPS IN S.W. STAIRWELL--COMING 

APART
4656SOUTH

0001102279 CHECK AND REPAIR DAMAGED CEILING IN ROOMS C180B AND C184 4487
0001110367 REPAIR CARPETED THRESHOLD / NORTH INTERIOR DOOR 4207NORTH
0001110709 STALL DOOR NOT LOCKING 4728RM0106
0001113432 REPAIR SPLIT IN RIDGE FLASHING . 4485-ROOF0001
0001110337 REPLACE FLOURESCENT LIGHTS 4200RM0322
0001113442 REPAIR REPLACE BULB/BALLAST 4200RM0328
0001118309 LIGHT OUT MENS RESTROOM 1ST FLOOR 4203
0001118326 REPAIR/REPLACE BALLAST 4201RM0607
0001118335 NEEDS BULBS REMOVED - TOO LIGHT IN ROOM 4200RM0612
0001118351 CHECK BREAKER #12 IN PANEL LP21A 4487RMB0101
0001118369 LOST POWER TO OVERHEAD LIGHTS IN RM'S 308, 310 & 310A 4201FLR03
0001110721 REPAIR TANK DRAIN ON COMPRESSOR 4487RMAB0101
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0001102269 REPAIR HOT WATER ON SINK , WON'T TURN OFF 4471RM0188E
0001102082 UNSTOP SINK 4200RM0331
0001113417 SPRAY FOR MOSQUITOES IN ROOMS 121A AND IN 123 4207FLR01
0001083929 4464 / 102 FUME HOOD NOT PULLING 100 CFM PROPERLY, UNIT HAS BEEN 

TAGGED OUT DUE TO YEARLY INSPECTION.
4464RM0102

0001092611 CONVERT AN EXISTING 220-VOLT ELECTRICAL OUTLET ON THE EAST 
WALL OF ROOM 113 TO TWO 110-VOLT OUTLETS.

4491RM0113

0001110267 LOOSE CARPETING NEEDS TO BE RE-GLUED 4200RM0340
0001110712 ADJUST CARD READER DOOR 4203RMB0311
0001113426 REPLACE DAMAGED CEILING TILES (2031) 4610RM2035
0001113425 REPLACE DAMAGED CEILING TILES (2031) 4610RM2030
0001113424 REPLACE DAMAGED CEILING TILES (2031) 4610RM2001
0001077741 EPOXY COAT HOT WATER PUMP BASES RM E22 4708RMB0024G
0001105704 4487 C 159 /  REPAIR EYEWASH NOZZELS 4487RMC0159
0001110358 REPAIR LEAKING STEAM LINE IN MODULE #2 4659
0001110740 UNSTOP FIRST URINAL 4610RM3051
0001110741 UNSTOP 1ST URINAL 4610RM5028
0001110743 UNSTOP FLOOR DRAIN 4619
0001102280 REPAIR FAN SWITCH IN ROOM 1111 4612RM1111
0001095364 ATTACH BOOKSHELF TO WALL, ALLOWING PASSAGE OF PIPES BEHIND 

THE UNIT.
4728RM0101

0001098659 REPLACE CEILING TILES IN HALL NEAR DRINK MACHINED 4250FLR01
0001102186 REPAIR MAGNETIC LOCK ON DOOR 43 4663
0001089808 4201 / 303 LOCATED IN THIS ROOM ARE THE COFFEE MACHINES, THE 

COPY MACHINE AND PRINTER.  IT IS VERY DARK IN THIS SMALL ROOM 
AS THE OVERHEAD CEILING LIGHTS HAVE GONE OUT.

4201RM0303

0001092599 REPAIR REPLACE BULB/BALLAST 4201RM0236
0001110371 SPRAY FOR ANTS 4203RM6145
0001110295 ADJUST AND SECURE RAISED FLOOR PEDESTALS 4663RMM0103
0001095438 THE DOOR STOP FOR CONFERENCE ROOM 509 IS BROKEN.  THANK YOU 4200RM0509
0001110340 SPRAY FOR ANTS 4610RM2063
0001084179 4203 / 1300 FAR CORNER OF EATING AREA ON  RIGHT SIDE THE LARGE 

GLASS WINDOW IS BEROKEN AND NEEDS REPLACING. 
4203RM1300

0001089719 CLEAN SECONDARY CONTAINMENT ON GENERATOR ( ENVIR. FINDING 
13515)

4566

0001095834 REPAIR AUTOMATIC DOORS AT CREDIT UNION/ DRAGGING AND MAKING 
NOISE

4202EAST

0001102124 4759 / 102 INSTALL NEW FILTERS IN UNIT ROOM. 102. 2326 4759RM0102
0001102271 BURNING SMELL POSSIBLE BAD BALLAST. 4566
0001102207 4663, B-WING, DOOR 23, ADJUST DOOR SO IT WILL LATCH. 4663-BWING
0001102262 REPAIR LOCK IN DOUBLE DOORS AT LOADING DOCK ( OUTSIDE OF POST 

OFFICE)
4200GROUND

0001102267 REPAIR DOOR LATCH ON DOOR #3 4752FLR01
0001098727 OS.N. NEED PEST CONTROL SERVICES. LARGE FIRE ANT BED NEXT TO 

SIDEWALK TO NORTH PARKING LOT. (BETWEEN SIDEWALK AND STORM 
DRAIN NEAR SATELITE ANTENNA). 

4207NORTH

0001098732 BLDG  NEED PEST CONTROL SERVICES. CHECK, REMOVE AND/OR 
REPLACE "GLUE TRAPS" AS NECESSARY.

4629

0001102649 REPAIR/ REPLACE BULB/ BALLAST/ LIGHT GOING OFF AND ON 
CONTINOUSLY

4663RMB0222

0001110330 COVER SHOP TABLE 4650RM0029
0001083905 PUMP 2 LOADS 4594 SUPERSUCKER DELIVER TO 4761 4761
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0001102123 4708 / LOBBY PLEASE REPLACE BURNED OUT AND DIM LIGHT BULBS IN 

THE BASEMENT ELEVATOR LOBBY.
4708BSMT

0001110301 4708 /  REPLACE LIGHTS IN ROOM B67. 4708
0001089809 4715 /  RE INSULATE PIPING TO HEATER. NORTH ROOM. 4715
0001092593 REINSULATE CONTROL VALVE ON STEAM STATION 4723WEST
0001095803 INSULATE STEAM AND CONDENSATE LINES 4487RMC0154
0001110293 PRIME FLOOR DRAIN 4572RMM0103
0001110294 PRIME FLOOR DRAIN 4572RM0202
0001105709 REPLACE STAINED AND MOLDY CEILING TILES 4623RM0109
0001105710 REPLACE STAINED CEILING TILES 4623RM0117
0001105712 REPLACE SEVEN STAINED CEILING TILES IN NORTH HALLWAY 4623NORTH
0001089723 PAINT ROOM 4200RM0101A
0001102218 4202 west auto door catching on bottom dunn checking 4202
0001102281 REPAIR/REPLACE MISSING/DEFECTIVE ELECTRICAL 

RECEPTACLE(S)/COVER(S)-MIDDLE OF THE SOUTH WALL NEAR VENT 
FAN 5 DISCONNECT. RECPT IS BROKEN AND LIVE

4760RM0102

0001105696 REPAIR REPLACE BULB/BALLAST 4755RM0321
0001089774 REPLACE LIGHTS IN ROOM BC190 4487-BCWING
0001089824 LEAK IN COIL OVER AH001 IN BASEMENT IS GETTING MOTOR WET AND 

FLOODING FLOOR BLDG. 4570
4570

0001090588 UNSTOP SINK IN KITCHEN 4650RM0011
0001105688 UNSTOP 1ST SINK 4666RM0357
0001090305 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-CHILLED WATER VALVE LEAKING, CAUSING SLIP 
HAZARD

4663RMC0106

0001090321 4612RM1308 /  REROUTE DRAIN ON SANDING MACHINE 4612RM1308
0001102204 4202-WEST AUTO ENTRANCE EXTERIOR DOOR IS NOT CLOSING. 4202
0001105656 SPRAY FOR WASPS INSIDE GATE AREA/ WEST SIDE OF BLDG. 4475WEST
0001105698 SPRAY FOR ROACHES 4666RM0233
0001110300 4705 /  REPAIR LIGHTS IN HALLWAY OUTSIDE ROOM B200  B203. 4705
0001110287 MAKE NECESSARY REPAIRS TO HANDICAPPED DOOR OPERATORS IN 

EAST CAFETERIA LOBBY
4610EAST

0001105678 REPAIR STRAIN RELIEF ON POWER CORD LEADING TO LEDAL LIGHTED 
TABLE

4610RM3076

0001098716 REPAIR WOODEN DESK DRAWER 4654RM0105
0001102243 REPAIR METAL DOORS ON THE NORTH SIDE, NOT CLOSING PROPERLY 4203NORTH
0001102311 REMOVE ELECTRICITY , WIRE , AND , CONDUIT FROM FAN BLOWN OVER 

ON 4481.
4481-ROOF0001

0001102312 4202 WEST AUTOMATIC DOOR NOT WORKING 4202
0001102197 CONTINUOSLY RUNNING COMMODE 4251RM0007
0001092629 4200 ROOM 354 FLICKERING LIGHTS 4200RM0354
0001095457 REPAIR ROOF LEAK 4549RM0103
0001083836 4656 / E-2 SEAL PENETRATIONS IN WALL . 2326 4656RM0118
0001118290 ANTS CLIMBING THE WALLS - PLEASE SPRAY 4471RM0213
0001118323 SPRAY FOR WASPS ON THE S.W. CORNER, TOP OF BLDG. 4200
0001102672 SPRAY FOR ROACHES 4200FLR06
0001110274 KILL ANTS ROOM A114 4471
0001102090 REPAIR HAND HELD SPRAYER 4494RM0014
0001098697 TWO COMMODES OVERFLOWING/ WATER ON FLOOR 4203RM1001A
0001095527 DISCONNECT IN AIR LINE WON'T SHUT OFF 4487RMAB0202
0001095523 CONTINOUSLY RUNNING FAUCET 4201RM0504
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0001095396 REPAIR LEAKING SUPPLY LINE ON WATER FOUNTAIN IN NORTH 

HALLWAY
4200

0001095394 UNSTOP SLOW DRAINING URINAL 4200RM0515
0001095393 REPLACE BROKEN SEAT ON 1ST COMMODE 4200RM0511
0001095392 PO LEAKING 4200RM0513
0001095391 REPAIR LEAK ON HOT WATER ON  1ST SINK 4200RM0429
0001095390 UNSTOP MIDDLE URINAL, DRAINING SLOW 4200RM0425
0001095387 UNSTOP SINK, DRAINING SLOW 4200RM0218
0001095386 TRAP ON MIDDLE SINK LEAKING 4200RM0215
0001092577 REPAIR LEAKING HOT WATER FAUCET 4200RMP0103
0001090499 REPAIR WATER LEAK AROUND COMMODE ON THE RIGHT. 4250RM0071
0001105679 CALIBRATE PH METER AND FLOW METER AT MANHOLE 39 4671
0001102212 4203 4TH FLOOR LADIES RESTROOM HAS A STRONG ODOR. 4203RM4001A
0001089725 PAINT ROOM 4200RM0116
0001095318 REPAIR REPLACE BULB/BALLAST IN VISITORS GALLERY 4205FLR01
0001095537 PERFORM GENERAL CLEAN UP IN EQUIPMENT RM 4203PENT
0001095536 PERFORM GENERAL CLEAN UP IN EQUIPMENT RM 4203FLR06
0001095535 PERFORM GENERAL CLEAN UP IN EQUIPMENT RM 4203FLR05
0001095533 PERFORM GENERAL CLEAN UP IN EQUIPMENT RM 4203FLR03
0001095532 PERFORM GENERAL CLEAN UP IN EQUIPMENT RM 4203FLR02
0001095531 PERFORM GENERAL CLEAN UP IN EQUIPMENT RM 4203BSMT
0001095490 INSPECT FIRE EXTINGUISHER MONTHY AND ANNOTATE CARD 4650RM0022
0001095836 REPAIR/ REPLACE BULB/BALLAST OUTSIDE OF BLDG. ON S.W. CORNER 4728SOUTH
0001102147 UNSTOP SINK 4702RM0102
0001102089 UNSTOP FLOOR DRAIN 4494RM0014
0001084090 E TEST AREA /  REMOVE BUILT UP DIRT AND RE-GRADE AROUND PIT TO 

AID DRAINAGE. PIT IS EAST OF 4550, OVER HILL, WEST OF OXYGEN 
TANK.

MSFC

0001095568 4760-ALARM  SECURITY REPORTS A DIESEL ENGINE FIRE PUMP 
CONTROLLER ALARM. 

4760

0001090307 HIGHBAY SOUTHSIDE-DISCONNECT PCHWP #7 (S0023)-PROVIDE 
APPROVED LOCK(S) AND/OR TAG(S) - ANNOTATE TAG-THE IMPROPER 
LOCK ALSO HAD NO START DATE OR ESTIMATED COMPETION DATE ON 
THE TAG.

4473FLR01

0001110320 4487A-ACMP0004 /  REPAIR DRAIN PIPING AND INSTALL DRAIN PAN. 4487A-ACMP0004
0001050796 REPAIR CONDENSATE LEAK AND REPLACE  DAMAGED CEILING TILE 4612RM1038A
0001102137 CLEAN FILTERS ON EW 0002 4487A-EW0002
0001102162 REMOVE WATER FROM SUMP PUMP PAN AND PUT SENSOR BACK IN PAN 

(   UNABLE TO DETECT WHEN IN ALARM)
4663RMB0160

0001102234 4464 /  CHANGE FLITERS ON EW 0004 4464-EW0004
0001102236 4487 AB 102 /  CLEAN HEADS ON SHEW 0001 4487RMAB0102
0001102288 UNSTOP OVERFLOWING COMMODE 4646RM0106
0001102299 REPAIR LEAKING WATER FOUNTAIN IN HALLWAY NEAR ROOM 3051 4610
0001102310 CONNECT WATER PIPE TO HEAT EXCHANGER 4619RMB0140
0001095584 RESTORE POWER TO COMPUTERS 4711RMW0175
0001095780 4707 / 109A WEST WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY 

LIGHTS-
4707RM0109A

0001033367 PUMP NEEDES TO BE PULLED AND REBUILT OR REPLACED, SUMP0001, E-
1

4570-SPMP001

0001098739 CENTER SINK IN MEN`S ROOM LEAKS HEAVILY FROM THE HOT WATER 
FAUCET WHEN THE HOT WATER IS TURNED ON.

4666RM0245A

0001102135 REPLACE COMMODE SEAT 4629RM0101
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0001102134 INSTALL SUPPLY AIR FILTER RACK (2026) 4650RM0032B
0001092576 REPLACE BALLASTS IN HALLWAY NEAR 1071, 1081 AND 1084 4610
0001092626 REPAIR REPLACE BULBS, ALL OUT BUT ONE 4610RM1058A
0001095514 HIBAY REPLACE ELECTRICAL ON AIR COMPRESSOR. 4711FLR01
0001095833 REPAIR ELEV0001 4202-ELEV0001
0001098757 REPAIR ELEVATOR 4200-ELEV0002
0001102073 COMMODES WON'T FLUSH 4619RM0149
0001083872 REPLACE EMERGENCYLIGHTS IN ROOM 121 AND IN STAIRWELL 4674
0001083890 LIGHT FIXTURES NEED COVERS 4583RM0123
0001102309 REPLACE MISSING EYEWASH BOTTLES IN CENTER HIBAY 4650FLR01
0001102611 INSTALL WATER FILTER IN WATER LINE TO HEAT EXCHANGER NEAR 

GILLMORE PUMP
4619BSMT

0001098728 UPS BUILDING, CHECK & REPAIR EMERGENCY LIGHTING AS NECESSARY. 4644FLR01

0001098752 NO POWER TO LIGHTS IN HIBAY 4649
0001095560 CUT ONE TC FOR POWER OUTAGE MSFC
0001077619 Reglue loose carpet squares in rooms 10A, and 10B 4494
0001098718 4666 ROOM 341 WATER IN FLOOR 4666RM0341
0001102133 REPAIR STEAM LEAK (2023) 4487RMC0171
0001098657 REPAIR LEAKING POTABLE WATER PUMP 4201-PMP0002
0001095442 REROUTE PVC PIPE THAT IS BLOCKING ACCESS TO PLATFORM ARROUND 

UNIT. ROOM 103. BLDG. 4707 AH0009
4707

0001098674 ADJUST DOOR, NOT CLOSING PROPERLY 4663RMA0201
0001039224 4708 /  REPAIR OR REPLACE SUMP 3A 4708
0001095580 REPAIR LOOSE COMMODE SEAT 4570RM0154
0001110734 4610 ROOM 1085 SPRAY FOR ANTS 4610RM1085
0001110396 4705-WATER-LEAK  SECURITY REPORTED A WATER LEAK IN RM B100. 4705RMB0100
0001110357 STEAM VALVE PRESSURE IS IN LOW ALARM CAUSING ROOM 201 SPACE 

TEMP TO DROP. STEAM VALVE IS LOCATED IN ROOM 105
4760

0001110344 UNSTOP FLOOR DRAIN BACKING UP IN RM'S 351 & 355 4481FLR01
0001110338 UNSTOP COMMODE 4711RMW0117
0001098694 LOST POWER 4202RM0215
0001102083 CHECK BURNING ODOR 4481RM0419
0001102608 PEST CONTROL: 4250 Room 29, Ants in kitchen area. 4250
0001092592 REINSULATE CONTROL VALVE ON CHILL WATER 4475RM0143
0001102099 REPAIR REPLACE BALLAST 4610RM3098
0001102076 REPLACE  DAMAGED CEILING TILES IN ROOMS 147A AND 148A 4619FLR01
0001102667 INVESTIGATE NOISY PIPES 4708RM1128
0001095480 REPAIR REPLACE BULB/BALLAST 4761RM0106
0001095786 REPAIR REPLACE BULB/BALLAST 4759RM0105
0001098734 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 103 4708RM0103
0001083914 4205 SW DOOR COMING OUT OF EQUIPMENT ROOM HOLE IN SIDEWALK 

NEEDS REPAIR.
4205

0001057671 TIGHTEN ALL PICNIC TABLES IN PICNIC AREA 4743
0001110370 CHECK , REPAIR LEAK, WATER ON THE FLOOR 4200RM0721
0001110373 4711 OUTSIDE RMW175 THERE IS A LEAK THROUGH THE CEILING. 4711
0001086972 PROVIDE GRAVEL AROUND TANKS AND BOTTLES 4539
0001050887 PAINT ACCESS LADDER WITH NON SKID PAINT 4473
0001089750 PATCH AND PAINT  HOLES IN WALL IN ROOMS 712 B&C 4200RM0712
0001095795 INSULATE STEAM VALVE 4487RMC0157
0001086993 PAINT HARDWARE ON ROLL UP DOOR LOCATED IN BUNKER AREA 4656
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0001102293 REPLACE BULBS/BALLAST IN PENTHOUSE AREA (CONTACT USER IN 

ROOM 416 FOR DETAILS)
4202

0001095487 INSPECT FIRE EXTINGUISHER MONTHY AND ANNOTATE CARD 4650RM0029
0001044208 REPAIR AND PAINT METAL HANDRAILS IN EAST END STEP WELL 

BETWEEN B&C WING 
4663

0001090521 LABEL ALL PIPE 4481RM0402B
0001090522 LABEL ALL PIPE 4481RM0511
0001084046 4566 / 104-106 ROOM 104, ROOM 105 AND ROOM 106 HAVE EMERGENCY 

LIGHTS WHICH DO NOT BURN THE REQUIRED 90 MIN.  REPLACE WITH 
NEW E-LIGHTS.  HALLWAY LTS0004 HAS A BURNT OUT BULB.  REPLACE 
BULB.

4566

0001089858 REPAIR OVERHEAD LIGHTS OVER ENGINE 12 AND 13 4667RM0101
0001102682 REPLACE BULBS IN TRACK LIGHTING IN RM'S 25, 27 & 29 ( APPROX. 15 

BULBS)
4207FLR01

0001095367 SPRAY FOR MOSQUITOES 4712RMB0203A
0001098743 REPAIR BOTH PROFUSELY LEAKING STEAM CONDENSATE   PUMPS ON 

THE WEST END OF BUILDING.
4659WEST

0001111677 INVESTIGATE SEWER ODOR 4663RMB0160
0001095332 RESTORE POWER TO MID01-07. 4650
0001097897 PUMP OUT WASTE OIL AND WATER TANK 4656
0001084012 4312-ROOF0001 /  CLEAN OUT GUTTERS . 4312-ROOF0001
0001095344 REPLACE LIGHT IN FIXTURE IN EAST STAIRWELL BETWEEN SECOND 

AND THIRD FLOOR
4201EAST

0001095383 REPLACE BALLASTS 4200RM0424
0001095522 REPLACE BALLAST IN HALL NEAR ROOM 517 4201FLR05
0001098074 REPLACE BULBS 4201RM0242
0001098670 REPAIR CHAIN ON ROLL-UP DOOR 4561
0001070713 REPLACE 208- 30 AMP THREE PHASE  RECEPTACLE 4605RM0014
0001095484 REPAIR/REPLACE MISSING , DEFECTIVE STRAIN RELIEF ON ELEC. PLUG 

ON ICE MACHINE
4650RM0024

0001105675 LOST BANK OF LIGHTS 4759RM0101
0001102191 REPAIR/ REPLACE BULBS 4203RM5002
0001110394 REPAIR CEILING LIGHT ABOVE 4203/3244.  REPLACE BULBS AND 

POSSIBLY BALLAST.
4203RM3244

0001110265 CLEAN UP ELECTRICAL MATERIAL IN  NORTH HIBAY 4650RM0022
0001102626 REPAIR CONTINUOUSLY RUNNING COMMODE IN HANDICAP STALL 4251RM0007
0001102104 UNSTOP FIRST SINK 4203RMB0003A
0001090021 VACUUM OUT HANGER DOOR TRACKS IN RM'S 145 & 146 4619FLR01
0001095557 REPLACE BULB/BALLAST 4610RM3098
0001098666 NEED BREAKER RESET. 4650
0001098755 PROVIDE ADEQUATE LIGHTING IN THE STAIRWELL, HALLWAY AREA 4707RMT0106
0001089842 ORGANIZE/MAINTAIN WORK AREA TO ELIMINATE POTENTIAL FIRE 

HAZARD-GENERAL CLEAN UP NEEDED, BOXES, TRASH AND GENERAL 
CLUTTER

4653RM0025

0001043852 (ACTUALLY BLDG 4744-DEMOLISHED)--REPAIR/PAINT CORROSIVE AREAS-
EED2005POL013/ DRUM STORAGE CONTAINMENT IS CRACKING. 
RECOMMEND SEALING THE CRACKS IN THE CONTAINMENT

4732

0001102637 REPAIR FLUSH VALVE ON URINAL , KEEPS STICKING 4481RM0112
0001095579 REPAIR OR REPLACE 3 INCH STEAM PRESSURE RELIEF VALVE. RM. 1110 

B.
4708RM1110B

0001095339 REPAIR STEAM VALVE ON HOT WATER CONVERTER 4755RM0102
0001089815 UNSTOP SECOND COMMODE ON RIGHT 4487RMB0285L
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WONUM DESCRIPTION LOCATION
0001070747 REPAIR LEAK ON XRAY BOOTH BY RED LIGHT IN WEST HIBAY (NOTICED 

ON AUDIT FINDING)
4708WEST

0001064135 REPLACE STEAM TRAP IN RM 22 4707FLR01
0001086959 REPAIR REPLACE BULB/BALLAST 4487RMAB0106
0001092579 REPAIR REPLACE BALLAST IN HALL NEAR RM 516 4200FLR05
0001098750 NO LIGHTS 4306RM0107
0001102249 REPAIR REPLACE BULB BALLAST 4200RM0220A
0001102264 REPLACE BULBS 4201RM0305
0001070727 CHECK, REPAIR ROOF LEAK 4619RM0154
0001089710 SPRAY SPIDER AND REMOVE WEB FROM OUTSIDE WINDOW OF ROOM 

124B
4487

0001077677 DOOR WON'T STAY SHUT 4612RM1309
0001087028 REPLACE CARPET IN HALL OF C-WING , 1ST FLR 4487FLR01-C
0001089766 FIRST FLOOR / WEST END/ WATER FOUNTAIN DRAINING SLOWLY 4663-AWING
0001090567 4605 / 13D ELECTRICAL OUTLET ABOVE EW0002 CHANGED TO GFI UNIT 4605RM0013D
0001095328 REPAIR COMMODE, SPRAYING WATER 4251RM0007
0001090518 LABEL ALL PIPE 4481RM0359
0001083782 DISCONNECT LIGHTS THAT STAY ON CONTINOUSLY IN HIBAY (DRAWING 

INSECTS)
4555

0001083885 REPAIR REPLACE BALLASTS - FIXTURE IS HIGH 4566RM0105
0001090332 REPAIR REPLACE BALLAST 4492RM0105
0001090589 REPAIR REPLACE BALLAST OVER 1ST STALL 4202RM0330
0001095419 TV NOT WORKING PROPERLY (CONNECTED TO PROJECTOR) 4200RM0815
0001095317 REPAIR LIGHTS ON ELEVATOR BUTTONS 4203-ELEV0002
0001095804 SPRAY FOR ANTS 4203RM3414C
0001084010 4467 / ALL SAFETY FINDINGS 11022- MOLD GROWTH ON SURFACES, ALL 

OF BUILDING.  REMOVE MOLD.
4467

0001077745 REPAIR LOOSE DUCT INSULATION IN THE EQUIPMENT ROOM 4623
0001095323 REINSTALL LARGE HEATING AND AIR DUCT THAT HAS FALLEN FROM 

THE SECOND LEVEL
4619RM0145

0001073849 RELOCATE HVAC SENSOR 4207RM0030
0001070599 REPLACE BALLAST 4666RM0374
0001070600 REPLACE BALLAST 4666RM0345
0001070706 NO LIGHTS IN FOYER OF RR 4712RMA0117
0001077467 REPLACE ALL FAILED AND DIM LAMPS IN OVERHEAD LIGHTING, ROOM 

106G, BLDG. 4707.
4707RM0106G

0001077668 4619 / 145 CENTER HI BAY--ELECTRICAL RECEPTACLE(S) WITH HOT AND 
GROUND REVERSED-REPAIR/REPLACE-TP2/CK5

4619RM0145

0001077691 WEST ENTRANCE LIGHTS OUT IN HALLWAY 4755
0001083954 LAB HAS 110 OUTLET NEEDS 220 OUTLET ON THE SOUTH WALL 4612RM1510
0001064401 4707 / T100 REPAIR/REPLACE BURNT OUT BULBS IN ROOM T100 OF 

BUILDING 4707 TOWER.
4707RMT0100

0001083797 CONSOLE LIGHTS INOPERABLE 4629RM0108
0001095504 RESTORE POWER 4708RM0180
0001095778 SPRAY FOR ANTS IN FIRST CUBICLE 4492RM0187
0001095779 SPRAY FOR ANTS 4202RM0325
0001095447 SPRAY FOR ANTS 4610RM2059
0001095530 SPRAY FOR ANTS 4610RM5037
0001092574 RESTORE POWER 4200RM0916B
0001090553 4712 / 109 REPLACE DAMAGED CEILING TILES  (2031) 4712FLR01
0001070547 REPAINT SERVICE  PARKING SPACES ON NORTH SIDE (LOT BEHIND 

MEDICAL CENTER)
4249NORTH
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0001090311 RESTORE POWER TO RM'S 122 & 122A 4202FLR01
0001050499 REPAIR ELEV0005, INOPERABLE 4203-ELEV0005
0001083842 4663 / B-WING REPLACE LIGHT BULBS IN THEATER LIGHTS IN B-WING 

HALLWAY - 2ND FLOOR
4663FLR02

0001077754 4554 / 106 NORTH WALL NEXT TO FIRE ALARM PANEL-PANEL 4554-0001-
LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION 
OR EQUIPMENT BEING POWERED-

4554RM0106

0001083911 ELECTRIC DOOR 12 (BASEMENT)  EASTSIDE STILL NOT WORKING 
PROPERLY

4200

0001095414 REPAIR FLASHING OF EAST END ROOF. 2326 4727EAST
0001090015 REPAIR LOOSE SIDING OUTSIDE ROOM 149 4619
0001083820 EAST HANGER DOOR NORTHSIDE WILL NOT CLOSE 4619RM0145
0001044239 4607 / 110 REPAIR/REPLACE BULBS/BALLASTS.  MOST OF THE LIGHTS ARE 

NOT WORKING IN THIS AREA.   PLEASE WORK AS SOON AS POSSIBLE. 4607RM0110

0001090013 4650 / 0118 CHANGE GFI CIRCUIT BREAKERS TO STANDARD CIRCUIT 
BREAKERS.  THANK YOU.

4650RM0118

0001090496 RELOCATE ELECTRICAL OUTLET ON WALL APPROX 18 INCHES ABOVE 
EMERGENCY EYEWASH STATION, OR CONVERT OUTLET TO SAFER GFI 
TYPE OUTLET.

4605RM0013D

0001090580 REPLACE BULBS IN ELEVATOR NEAR ROOM 254 4666
0001070414 INSTALL CORRECT CYLINDERS IN ALL EQUIPMENT RM. LOCKS 4205FLR01
0001083817 REPLACE CEILING TILES 4739RM0106
0001095336 REPAIR CARPET AT ENTRANCE DOOR #1 4619FLR01
0001064439 REPAIR BROKEN CABLE ON ROLL UP DOOR # 16 4483
0001089688 SPRAY PICNIC PAVILION FOR INSECTS FOR CFC KICKOFF BEFORE 9/20/05 

PAST KIDS PLAYGROUND
MSFC

0001089752 SPRAY FOR ANTS IN RM'S 5122 & 5123 4203FLR03
0001070781 REMOVED AN OUTDATED ISO POSTER--NEEDS TOUCH UP AND PAINTING. 4250RM0035

0001083804 HEAVY EQUIPMENT SUPPORT TO PUMP OUT 2 500 GALLON TANS AND 
MOVE THEM TO 4744

4640

0001083841 4663 / A101 CLEAN AIR VENTS 4663RMA0101
0001057871 BLACK TOP EDGE OF N.E. PARKING LOT TO PREVENT FLOODING UNDER 

FENCE (REFER TO WO 914446)
4619NORTH

0001083844 4622 / OUTSIDE REFILL TWO LARGE HOLES THAT WERE LEFT AFTER 
WATER LINE REPAIRS WERE MADE A COUPLE OF MONTHS AGO.

4622

0001084201 REMOVE SEVERAL PALLETS IN EAST PARKING LOT 4656
0001095508 REPLACE BULB IN 8TH FLOOR EAST STAIRWELL 4200FLR08
0001095455 REPAIR MAGNET ON DOOR NEAR RM 6107 4203FLR06
0001090569 4436-ROOF0001 /  REPLACE STAINED CEILING TILES IN RM. 107,BLD 4436. 4436-ROOF0001
0001090581 REPAIR LOOSE CEILING TILE IN HALL NEAR RM 2039 4610
0001077605 SECURE DANGLING WIRES LOCATED ABOVE COLUMNS F & K 4708RM1110
0001050687 BOUNCING ELEVATOR 4203-ELEV0003
0001084076 MAIN GATE TO TEST AREA CH1A; TOP UPPER ROLLERS DAMAGED 

MAKING IT DIFFICULT TO CLOSE. 
4666

0001086985 UNSTOP SINK IN S.E. HIBAY 4656FLR01
0001089693 UNSTOP OVER FLOWING COMMODE 4609RM0101
0001089695 LADIES ROOM 4001 HAS A SINK THAT DRAINS VERY SLOWLY.  

REQUESTOR DOES NOT NEED TO BE TOLD WHEN WORK IS 
DONE/COMPLETED.

4610RM4001

0001064471 PRIME AND PAINT PIPE SUPPORT 4612RM1002
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0001064472 4249 / HALLWAY REPAIR WALL (PAINT) IN HALLWAY FROM DAMAGE 

DONE BY WORKERS WHILE WORKING ON WORK ORDER # 1027633 
(REPLACING VENTS IN ROOMS 151A AND 143).

4249

0001095452 REPAIR REPLACE BULB/BALLAST, CHECK FIXTURE 4200RM0712B
0001098667 REPAIR REPLACE BULB/BALLAST , NO LIGHTS WORKING 4471RM0191F
0001089753 REPAIR CONDENSATE LEAK 4777RM0101A
0001089728 REPAIR DRIPPING FAUCET 4566RM0104
0001090520 REPLACE SPRAYER ON SINK 4663RMA0101
0001098672 UNCLOG HEADS ON EW0001 4483-EW0001
0001095466 REPAIR MAGNETICS THAT HOLD DOOR BACK 4200RMG0013
0001095577 ANTS NEED EXTERMINATION, ESPECIALLY ALONG OUTER WALLS AND 

DOORWAYS.
4705RMC0101

0001095578 SPRAY FOR ANTS.  ANTS ALL OVER DESK AND KEYBOARD. 4728RM0103
0001095776 SPRAY FOR ANTS 4705RMA0103
0001095810 SPRAY FOR ANTS AND BUGS AROUND AH0002 4727-AH0002
0001095434 4202 ACMP-1 IN ALARM AK CHECKING 4202-ACMP0001
0001089850 SPRAY FOR ANTS 4610RM1043
0001167960 4653 /  REPLACE DAMAGED CEILING; TILES IN RM`S 1,6,13. 4653
0001167328 4650 / 23 REPLACE OUTLET ON AC UNIT (2313) 4650RM0023
0001169924 4203 MEN ROOM 1ST FLOOR URINAL RUNNING & SINK FAUCET WANT 

QUIT RUNNING 
4203

0001173418 SPRAY FOR ANTS 4200RM0425
0001147813 INSTALL FLUORESCENT BULBS IN FLOOR LIGHT STATUS FIXTURES. 4550
0001159836 PAINT PIPE SUPPORTS & BOLLARDS. 4487
0001153807 4629 / 108 CONSOLE WORKSTATION IMCC 29 LIGHTS OUT. 4629RM0108
0001167294 HOT!  PLEASE TURN DOWN THE THERMOSTAT 4610RM2059
0001154013 PATCH, PRIME AND PAINT UNDER WINDOWS 4487RMC0177A
0001154294 REPLACE FILTER DATE ON FILTER POT 1 & 2 4823
0001167249 REPLACE DAMAGED FLOOR TILE AROUND URINAL AND HANDICAP 

STALL, TRIPPING HAZZARD
4241RM0110

0001173329 RM1082A IS INVESTED WITH ANTS. 4610RM1082A
0001160167 PUMP OUT CONTAINMENT OF RINGER CRANE AND BRING TO 

HAZARDOUS WASTE YARD
4515

0001147767 REPAIR CEILING TILES ABOUT TO FALL OUT IN THE HALL OUTSIDE RM 
206

4471FLR01

0001167160 SPRAY FOR ANTS 4481RM0107
0001148306 INSULATE STEAM LINES IN B001, & B003 4487
0001147891 RAIN BLOWING IN THROUGH WINDOW OFF OF AC UNIT 4707RMT0108
0001163158 REPLACE DAMAGED CEILING TILES 4619RM0210
0001163160 REPLACE DAMAGED CEILING TILE 4619RM0128
0001167164 UNSTOP COMMODE, BACKING UP IN MEN'S RM NEAR 105 4205RM0106D
0001147904 6, 13, 1 REPAIR ROOF LEAKS AND REPLACE DAMAGED CIELING TILES 4653FLR01
0001147863 REPAIR ROOF LEAK 4250RM0036
0001160629 REPAIR/REPLACE CONDENSATE PUMPS 4619RMB0137A
0001163076 EXTERIOR EMERGENCY SHOWER IS CONTINUOSLY RUNNING 4776
0001163099 REPAIR LEAKING URINAL 4551RM0203
0001163102 REPAIR LEAKING VALVE ON HOT WATER SYSTEM 4612RM1300
0001169937 4650 / 0119 R/R BULBS AND BALLAST 4650RM0119
0001147682 RESET BREAKER TO OUTSIDE N.E. LIGHTS 4541NORTH
0001173319 NO POWER TO OUTLET 4207RM0140D
0001173363 REPAIR LIGHT COVER ON FLOURESCENT LIGHT HANGING FROM CEILING 4241RM0121D
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0001173413 REPAIR REPLACE BULB/BALLAST 4485RM0105
0001173456 RESTORE LIGHTING IN MEZZININE ROOM OVER 36. 4250RM0036
0001147840 LABEL PIPING ON THE OUTSIDE OF BLDG. 4567
0001167280 SPRAY FOR ROACHES 4755FLR04
0001167309 SPRAY FOR ANTS 4705RMB0100
0001147876 REPAIR LEAKING FAUCET ON LAST SINK ON THE RIGHT 4203RM4006
0001167295 HORRIBLE ODOR COMING FROM VENT 4610RM2058
0001148312 PLEASE REPAIR OVERHEAD LEAK IN ROOM 202 4708RM0202
0001147843 REPLACE FLOOR TILES 4650RM0113
0001160654 REPLACE DAMAGED CEILING TILES 4663RMM0117
0001153950 OUTSIDE PARKING LOT LIGHTS ON N.E. AND N.W. SIDE OF BLDG. NOT 

BURNING
4570

0001139089 REPAIR/ REPLACE BULBS/BALLASTS IN ROOM 111 4723
0001142155 REPAIR OLD SPLIT & HOLES IN ROOF BETWEEN THE 5TH & 6TH VENTS. 4667-ROOF0001
0001142154 REPAIR SPLIT IN ROOF MEMBRANE BETWEEN THE  6TH & 7TH VENTS. 4667-ROOF0001
0001160106 REPLACE CHARCOAL FILTER IN SINK 4487RMC0174
0001159977 REPAIR LEAK ON MIDDLE SINK 4200RM0515
0001159976 TIGHTEN LOOSE COMMODE SEAT 4200RM0429
0001159975 REPAIR LEAKING P.O. 4200RM0427
0001159970 REPAIR LEAKING TRAP ON SINK 4200RM0215
0001147702 LIGHT GAS HEATERS 8023
0001144637 REPAIR REPLACE BULB/BALLAST 4200RM0149B
0001159895 4663 / M WING CLEAN STRAINER ON CRU0009 (2023) 4663-MWING
0001153903 REPAIR OVERHEAD LEAK , DAMAGED CEILING, ONE FALLEN OUT 4200RM0510B
0001153833 BREAKER TRIPPED AGAIN ( SPACE HEATER WAS NOT IN THE ROOM AT 

THE TIME!!)
4600

0001159916 RELOCATE ELECTRICAL OUTLET 4600RM2126
0001160168 RELOCATE OUTLET 4600RM3310
0001160658 SPRAY FOR ANTS IN 1108 & 1119A 4708FLR01
0001142499 PLACE DOOR BACK O TRACK.  DOOR0012, EAST END 4707FLR01
0001147735 REPLACE JUNCTION BOX COVER ABOVE FAN DISCONNECT 954 4570RMB0055
0001147970 REPAIR/ REPLACE ONLY ONE BULB/BALLAST OUT OF THE TWO THAT 

ARE OUT
4487RMC0245

0001160099 4481-WATER LEAK  SECURITY REPORTS LEAK IN HALLWAY BETWEEN 
RMS 310 AND 308. 

4481

0001154310 4674 RM 116 /  REPAIR LEAK ON TRAP UNDER SINK 4674RM0116
0001169899 REPAIR CEILING LEAK 4487RMA0109
0001169900 REPAIR SOURCE OF LEAK 4487RMA0104M
0001169972 REPAIR LEAKING URINAL 4711RMW0117
0001167207 REMOVE UNUSED POWER / TELEPHONE POLE, LOCATED IN FRONT OF 

ENTRY DOOR,  INSIDE LAB 109A, BLDG, 4707.
4707RM0109A

0001153962 ASSEMBLE HOT WATER PUMP 4612
0001142156 REPAIR MAJOR SPLIT IN ROOF BETWEEN THE 2ND & 3RD VENT FROM 

EAST.
4667-ROOF0001

0001136162 REMOVE RUST PRIME AND PAINT PRIMARY CHILLED WATER PUMP#5 
BASE.

4473

0001098684 REPLACE GLASS IN DOOR 4650RM0131
0001077556 REPAIR RIGID PIPE VICE 4705
0001154000 4667 RM 102 /  UNSTOP UTILITY SINK 4667RM0102
0001169918 CLEAN AROUND COMMODE FOR MOLD 4487RMA0104M
0001167159 EMPTY WATER CANS 4708RM1212
0001123701 INSTALL PRIVACY SHIELD ON ROTATING FILE CABINET 4249RM0139
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0001160107 UNSTOP MIDDLE COMMODE 4203RM3006
0001160021 UNSTOP SINK 4202RM0230
0001159984 REPAIR LEAKING FLUSH VALVE ON URINAL 4200RM0814
0001159983 UNSTOP COMMODE 4200RM0717
0001147922 REPAIR/ REPLACE OVERHEAD FLOURESCENT LIGHT LOCATED IN FRONT 

OF RM 149P (GOING OFF AND ON)
4200RM0149K

0001160115 REPAIR/ REPLACE BULB/BALLAST NEXT TO SHOP AREA/ LOCATED 
OUTSIDE/ EAST SIDE

4205

0001160124 UNSTOP 3RD SINK 4483RM0106
0001159992 HOT WATER RETURN @ NORTH PENTHOUSE FOR AH2 IS DRIPPING 

WATER.
4205

0001159857 ADJUST DOOR ON S.S. MAIN ENTRANCE 4702
0001159849 REPLACE BROKEN COMMODE SEAT IN THE LAST STALL 4200RM0511
0001160190 REPAIR LEAK ON INFLUENT LINE 4761
0001160223 PLEASE SPRAY FOR ANTS 4705RMB0119
0001160229 PLEASE SPRAY FOR ANT IN AND AROUND ROOM 1228 4708RM1228
0001160231 PLEASE SPRAY FOR ANTS AROUND COPIER NEAR ROOM 1219 4708RM1228
0001160630 SPRAY FOR ANTS 4200RMG0001A
0001148276 GLUE DOWN CARPET SQUARES AT DOOR WAY OF ROOM 25 4250RM0025
0001153967 ADJUST CLOSER ON BREAKROOM DOOR 4600RM4001
0001153981 REPLACE CEILING TILE & INSULATION IN MENS RESTROOM. 4659RM0013
0001158023 REPAIR/ ADJUST CARD READER DOOR 4610RM1027
0001159931 ADJUST EXTERIOR DOOR AT MIDDLE ENTRANCE TO BASEMENT, WON'T 

CLOSE
4666BSMT

0001159933 INSTALL WEATHER STRIPPING AROUND EXTERIOR DOOR 4244RM0100E
0001136050 PATCH AND PAINT WALL BEHIND NEW CRU UNIT #6 IN A109..HVAC 

FAMILIAR.
4663RMA0109

0001160241 RESET BREAKER 4202RM0416
0001160613 REPAIR OUTLET/BREAKER IN BREAK AREA NEAR RM 119A 4205FLR01
0001160614 REPAIR EAST SIDE SLIDING DOOR/ STUCK IN OPEN POSITION 4202
0001148337 RESTORE POWER TO CUBICLE 3308 AND 3310 4600RM3308
0001142385 RESET TIMER AND CHECK BULBS ON NORTH SIDE OF BLDG. (NEED TO 

COME ON AT 5:00 P.M. AND GO OFF AT 7:00 A.M).
4583NORTH

0001142514 REPAIR LOOSE COVER ON OVER HEAD ELEC PNL ( POC HAS KEY) 4674RM0111
0001153879 NO POWER TO OUTLETS 4600RM3112
0001148341 4650 / 110 REMOVE CONDUIT FROM FLOOR AREA  / LEAVE FLUSH WITH 

FLOOR OR BELOW 
4650RM0110

0001160080 RESET BREAKER IN 1085A & C 4610FLR01
0001160110 RESET BREAKER 4610RM1085C
0001160149 CHECK, REPAIR STOVE EYE, SPARKING 4663RMA0101
0001159842 REPAIR CEILING LEAK 4612RM0019
0001159905 4619 W HIBAY /  REPLACED RUBBER SEAL ON SHEW0002 4619-SHEW0002
0001147725 REPLACE CLEAR PLASTIC LIGHT LENS COVER IN ROOMS 1501 AND 1508 4612
0001148313 DISCONNECT POWER FROM WORK BENCHES 4650RM0110
0001153858 4708 RM 1207A /  REPAIR LIGHTS IN EQUIPMENT ROOM 4708RM1207A
0001153980 REPLACE LIGHT DIFFUSER & BULBS. 4659FLR01
0001159846 REPAIR, REPLACE BULB/BALLAST 4610RM4044A
0001159923 RESET BREAKER 4600RM2401
0001159934 CHECK, REPAIR LAMPS IN CALL BOARDS ON ELEV 2  & 3 4202
0001154016 SPRAY FOR ANTS 4487RMC0151
0001154004 NO HOT WATER 4201RM0123
0001144648 UNSTOP COMMODE 4200RM0152
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0001077755 4708 / 1128A -PNL0075-LABEL ELECTRICAL PANEL AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-PANEL NOT 
LABELED

4708RM1128A

0001153979 REPAIR HEATER...BLOWING COLD AIR. 4659RM0014
0001142458 UNCLOG SINK 4200RM0327
0001142447 UNSTOP LAVATORY 4200RM0817
0001160139 REPAIR PARKING LOT LIGHTS 4627
0001148296 REPAIR MOLDING AROUND  SOUTH ENTRANCE WAY DOOR (POSSIBLY 

DOOR #168)
4732

0001147941 CONTINOUSLY RUNNING FAUCET 4708RM0243
0001144614 NO HOT WATER 4353RM0130
0001142482 REPAIR HANDLE ON SECOND COMMODE 4200RM0215
0001142465 REPAIR COMMODE 4200RM0721
0001159920 SET TRAPS FOR MICE THROUGH OUT THE BLDG. 4312FLR01
0001159921 SPRAY FOR ANTS ON RM'S 154 & 156 4707FLR01
0001159944 SPRAY FOR ANTS 4610RM3051
0001153901 REPAIR LEAKING STEAM PRESSURE RELIEF VALVE ON THE WEST SIDE 

OF THE TOWER
4707TOWER

0001153985 RESTROOM 18A, WATER IN A SINK IS DRAINING VERY SLOWLY.  THE 
SINK IS LOCATED NEAR THE MIRROR.

4250RM0018A

0001142056 REPLACE HOOKS ON FLAG POLE ROPES 4663
0001147999 INSTALL PAN UNDER CONDENSATE PUMPS 4583RM0183
0001154003 4572 RM 105 /  UNSTOP COMMODE 4572RM0105
0001147899 REPAIR ICE MACHINE 4494RM0014
0001147732 REPAIR REPLACE BULB/BALLAST 4200RM0600
0001148275 REPAIR/ REPLACE BULBS/BALLASTS 4250RM0059C
0001148319 REPLACE BALLAST IN DOORWAY IN CUBICLE 5 4200RM0604
0001153868 REPLACE BULB OVER DESK 4200RMG0013
0001153893 REPLACE BALLAST OVER DESK 4200RMG0013
0001154230 REPAIR REPLACE BULB/BALLAST OVER FILING CABINET 4200RM0612-02
0001157813 REPAIR REPLACE BULB/BALLAST OVER CUBICLE 12 4200RM0612-12
0001160062 RESTORE POWER TO DOOR # 32 4483
0001160103 CHECK, RESTORE POWER TO 4100 AREA 4203FLR04
0001160109 REPAIR REPLACE BURNING BALLAST 4202RMB0109
0001160022 FRONT MAIN ENTRANCE DOOR STUCK OPEN 4485
0001153895 REPLACE DOOR STOP 4650RM0018A
0001154273 REPLACE STAINED/MOLDED CEILING TILE AND INSPECT FOR LEAKS 

ABOVE THE TILE.  REPAIR LEAKS IF ANY ARE FOUND.
4487RMA0109

0001136195 REPLACE EMERGENCY LIGHT ABOVE DOOR 4315RM0104
0001159855 LOST POWER 4492RM0191
0001154242 REPAIR ROOF LEAK IN RM 14B 4605RM0014
0001167172 ROOF LEAK 4605RM0009
0001142380 REPLACE BALLAST IN HALL NEAR ROOM 506 4200FLR05
0001142389 REPLACE BULBS IN EAST LOADING ZONE 4205EAST
0001160075 SPRAY FOR BUGS - ELEVATOR MACHINE ROOM #5 4610
0001160120 SPRAY FOR ANTS IN 113 & 116 4708FLR01
0001160135 REMOVE MOUSE TRAP, DEAD SNAKE IN IT 4708RMB0024F
0001153936 UNCLOG GARBAGE DISPOSAL 4494
0001147983 ATTIC REATTACH VENT IN ATTIC ON EAST END SOUTH SIDE. 2323 4250SOUTH
0001139062 REPAIR CAL-ROD HEATER 4572RM0106
0001139060 REPAIR ORE REPLACE HEATER IN SOUTH WEST CORNER OF HIBAY 4572RM0106
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0001149602 4708 /  GUAGE MISSING ON STEAM LINE ABOVE CONDENSATE PUMP. RM. 

1123A
4708RM1123A

0001167387 4610RM5000 /  UNSTOP DRAIN ON SECOND SINK 4610RM5000
0001167388 4610RM4002 /  UNSTOP SINK DRAIN 4610RM4002
0001163169 NO HOT WATER 4629FLR01
0001160083 TIGHTEN BRACKETS ON URINAL PARTITIONS. 2026 4755RM0104
0001159859 REPAIR LATCH ON 3RD STALL DOOR 4600RM4007
0001153852 REPLACE TRAP ABOVE DOOR OF ROOM E10 4471RM0187C
0001160633 REPAIR GIBS ON ELEV0001 4200-ELEV0001
0001153928 INSULATE STEAM AND CONDENSATE LINES 4612RM1215
0001153851 INSULATE AIR DUCT AT STRIP HEATER 4436RM0112
0001154266 ADJUST DOOR CLOSURE ON NORTH SIDE AREA 4203RM1203
0001159939 REPAIR OR REPLACE DEAD BOLT ON EXTERIOR DOOR 4623RM0100
0001144605 REPAIR REPLACE BULB/BALLAST 4487RMA0205B
0001154322 CLEAN VENTS IN THE RM 113 AREA 4570FLR01
0001156841 CLEAN UP DEBRI UNDER LEAKING AH 4570RMB0010
0001163074 SPRAY FOR ANTS 4200RMG0013
0001142532 4203 / ROOF 1 REPAIR TEAR AROUND DRAIN ON EPDM FROM WIND 

FLAPPING MEMBRANE WHICH IS TORN LOOSE FROM BASE. 2325
4203-ROOF0001

0001159884 W.ENT. REPAIR MAIN ENTRANCE EXTERIOR DOUBLE DOOR #1 (LEFT SIDE 
DEAD-BOLT STUCK CLOSED), LOCATED ON  WEST SIDE OF BUILD FACING 
RIDEOUT ROAD.

4207WEST

0001160617 REGLUE CARPET 4481RM0318E
0001160588 CONTINUOSLY RUNNING WATER FOUNTAIN NEAR THE ELEVATORS BY 

ROOM 2054
4610FLR02

0001160639 REPAIR SAFETY SHOWER HAS FROZEN AND BURSTED 4539-SHEW0002
0001135994 REPAIR M-H LIGHT 4619RMB0140
0001142365 REPLACE "A" PHASE FUSE FOR 4727 KW METER. METER LOCATED 

OUTSIDE ON EAST SIDE.
4727

0001147738 RUN 3/4" CONDUIT FROM TROUGH UNDER   PANEL TO KW METER 
CABINET. LEAVE PULL STRING/WIRE.

4715

0001154267 ELEVATOR IS CYCLING 4550
0001153944 REPAIR STMV3-STMP; STEAM PRESSURE EXTREMELY HIGH. 4666
0001159907 CHECK HEATERS IN NORTH HIBAY/ TOO COLD 4650
0001159912 UNSTOP DRAIN 4650RM0117
0001160137 CLEAN DRAINS ON ROOF 4610RMC0100
0001142077 4755 / SOUTH  UPPER LIMIT NEEDS ADJUSTING ON THE AUX. HOIST. 

CRN0001
4755-CRN0001

0001147844 REPLACE THE WARNING LIGHT ON CRANE#0005 IN BLDG.#4708 4708RM0160
0001159991 REPAIR LEAKING SPUD ON MIDDLE URINAL 4201RM0315A
0001159989 REPAIR LEAKING FLUSH VALVE ON 1ST COMMODE 4201RM0303A
0001159875 SPRAY FOR ANTS 4610RM1049
0001136046 PAINT PLATFORM ON THE WEST SIDE OF BLDG 4656WEST
0001159936 CHECK LOW TO NO STEAM ON THE EAST END OF BLDG. 4653
0001160014 4600 /  CHECK HOTWATER SYSTEM ,NO HOT WATER IN BATHROOM ON 

5TH FLOOR
4600FLR05

0001159924 PRESSURE WASH SLAB PREFERABLY BY THE WEEK OF  DEC. 05 4564
0001160042 REMOVE LADDER FROM PENTHOUSE (SEE USER FOR DETAILS) 4202PENT
0001142426 REPAIR FLUSH HANDLE KIT 4708RM0211
0001142427 REPAIR FLUSH VALVE 4708RM0211
0001142430 REPAIR FLUSH VALVE 4708RM1221
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0001147980 PVC DRAIN PIPE IS LOOSE FROM KITCHEN SINK LEAKING AND FLOODING 4249RM0124

0001144594 REPAIR REPLACE BULB/BALLAST OVER TABLE IN B137B 4487RMB0137
0001147931 RESET BREAKER 4485RM0107A
0001126847 LOAD TEST HOIST 4777-HST0001
0001142145 REPLACE CEILING TILE 4494RM0003
0001144646 REPLACE DAMAGED CEILING TILES 4702RM0104
0001147747 ADJUST DOOR, STICKING CASING READER TO GO IN TO ALARM 4663RMM0117
0001147905 CUT ACCESS OVER DOORWAY IN DRYWALL TO LOCATE LEAK. CONTCAT 

 
4493RM0160

0001142198 REPLACE MOLDED CEILING TILE IN ROOM AND IN HALL 4250RM0023
0001147729 UNSTOP FLOOR DRAIN 4583RM0183
0001147919 UNSTOP COMMODE 4610RM3019
0001147972 UNSTOP SINK AND ADJUST SPRAYER 4619RM0149
0001147985 CHECK OUT STEAM LEAK OVER CONDENSATE TANK/PUMPS 4674RM0103
0001148001 REPAIR LEAK ON OVERHEAD CONDENSATE LINE 4583RM0183
0001147880 SPRAY FOR ANTS 4708RM1114
0001148010 RESTORE WATER TO HOT WATER SIDE IN THE EAST END OF BLDG. ( 

THERE IS NO WATER COMING OUT OF THE HOT SIDE)
4353EAST

0001153939 REPAIR STMV2; HIGH PRESSURE POPOFF IS BLOWING OFF. 4707
0001153920 REPAIR LEAKING PIPE 4492RM0112
0001153905 CHECK BANGING NOISE 4353RM0114
0001153892 REPAIR LEAK ON INFLUENT LINE 4761
0001147976 REPAIR STEAM LEAK 4493SOUTH
0001147839 REPAIR LEAKING URINAL 4203RM3006
0001147789 REPAIR OVERFLOWING COMMODE, FLOODING THE FLOOR 4200RM0923
0001144623 UNSTOP SINK 4200RM0817
0001147994 UNSTOP DRAIN AT EYEWASH FLOOR DRAIN 4471RM0191
0001153827 4610/RM3019 /  REPAIR LEAKING COMMODE 4610RM3019
0001130037 4494 / E-2 REMOVE ACCESS PANEL ON AH0001 (2026) 4494-AH0001
0001136504 REPAIR BACKED OUT SCREWS. 4658-ROOF0001
0001147846 4481-RM351 LADIES RESTROOM HAS A TOILET THAT WILL NOT STOP 

RUNNING.
4481RM0351

0001126819 INSTALL LONGER EXTENSION CORD ON POWER CONDITIONER 4612RM1301
0001057720 REPLACE OXYGEN DEFICIENCY ALARM SIGNS 4718-1
0001148008 4610-SPMP1-ALARM 4610
0001147716 INSULATE STEAM LINE AT NE STEAM STATION 4485
0001147727 INSULATE 1" CONDENSATE LINE 4583RM0154
0001142147 INSULATE WATER LINE  OUTSIDE OF RM 18 4650RM0018
0001144629 STRIP PAINT ON HOIST HOOKS, ON CRN0003 IN EAST HI-BAY BLDG. 4619.    

(PAINTERS)
4619-CRN0003

0001136139 RELOCATE DSN0001 SAMPLE SIGN 4761
0001136044 PATCH AND PAINT WALL WHERE SHELVES HAVE BEEN REMOVED 

(PERFORM WORK AFTER COMPLETION OF  WO 1136043)
4487RMC0177A

0001135992 4353 / OUTSIDE MOVE THE EXISTING SERVICE VEHICLE SPACES ON THE 
NORTH SIDE OF THE BUILDING AND PLACE THEM AT THE EAST END OF 
THE SAME PARKING AREA.  PAINT NO PARKING WHERE THE SPACES USE 
TO BE.   STRIGHTEN AND PAINT BOLLARDS AROUND FIRE HYDRANT.

4353

0001147906 REPAIR LEAKING WINDOWS.  WINDOWS ARE LOCATED ACROSS FORM 
371I AND FACE THE COURTYARD.  LEAKS HAVE BEEN MARKED WITH A 
DRY ERASE MARKER.

4666RM0371
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0001133022 REPLACE BOTH DOOR CLOSERS ON DOOR #1, MAIN ENTRANCE 4705FLR01
0001153828 4464 / EXTERIOR DOOR ON SOUTH SIDE OF BUILDING.  MAGNETIC LOCK  

WOBBLES.  LOOKING UP AT LOCK ONE OF THE TWO BOLTS IS MISSING 
FROM THE EXTERIOR DOOR CARD LOCK SYSTEM

4464

0001153992 REPAIR CONTINUOUSLY RUNNING COMMODE IN 1ST STALL 4200RM0154
0001144704 UNSTOP FLOOR DRAIN 4666RM0234
0001147393 CHANGE SINK FILTERS FOR WASTE WATER 4646
0001142498 REPAIR CEILING LEAK IN ROOM 36. 2325 4250RM0036
0001130133 REPLACE BULBS/BALLAST IN 2ND FLOOR CONFERENCE ROOM-BLDG 4241 4241RM0121D

0001147731 ADJUST URINALS, ONE IS CONTINUOUSLY RUNNING AND ONE IS 
OVERFLOWING WHEN FLUSHED 

4481RM0355

0001144650 E-2 HAS A BROKEN CONDENSATE LINE THAT IS LEAKING WATER 
EVERYWHERE. 

4583

0001147761 AIR LOCK DOOR AT EAST END OF BLDG. WON'T OPEN 4708EAST
0001147733 REPAIR REPLACE BULB/BALLAST 4755RM0321
0001147950 VERIFY OR INSTALL GFI OUTLETS ( RESTRICTED ACCESS) 4612RM1038
0001148327 4650-LIGHTS  LIGHT ON WALL IN SOUTH END OF 4650 NEEDS REPLACING 4650
0001153934 REPAIR/ REPLACE BULBS/BALLASTS 4610RM5015
0001154251 REPAIR REPLACE BULB/BALLAST 4610RM4029
0001154289 REPLACE BALLAST 4612RM0021
0001156839 REMOVE OUTLET THAT IS SHOOTING SPARKS 4774
0001159959 4653 / 23 REPAIR DRIPPING HOT WATER VALVE. 4653RM0023
0001160159 UNSTOP COMMODE 4554RM0103
0001160160 UNSTOP FLOOR DRAIN 4570RMB0055
0001130016 4705 / COL H N  PLEASE REPLACE FLUORESCENT LAMPS IN WORK LIGHTS 

ON COLUMNS H AND N IN HIGH BAY OF 4705.
4705

0001147804 TOILET IN MENS ROOM IS LEAKING.  IT APPEARS THAT THE SEAL AT THE 
BASE OF THE TOILATE IS LEAKING.  THIS IS CAUSING AN 
ACCUMULATION OF WATER AT THE BASE.  THIS COULD BE A 
SLIP/TRIP/FALL HAZARD.

4487RMA0104M

0001126775 REPAIR 1000 WATT LIGHTS IN THE 3RD LEVEL 4619RM0145
0001147736 REPAIR FLUSH VALVE ON URINAL 4732RM0121
0001147829 REMOVE SPOON FROM GARBAGE DISPOSAL 4494RM0014
0001136148 REPAIR STEADY REST IN MACHINE SHOP 4650
0001147898 CHECK, REPAIR ROOF LEAK IN MAIN HALLWAY ON THE WEST END 4619FLR01
0001147684 REPAIR OVERFLOWING URINALS 4610RM4033
0001147772 REPLACE BALLAST 4619RM0165
0001144675 HALLWAY PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE 

SECOND FLOOR NORTHWEST HALLWAY
4708FLR02

0001147739 REPLACE RECEPTACLE COVER ON EAST WALL 4708RMB0030
0001144620 CHECK POWER TO HALLWAY LIGHTS/ NO POWER TO MOTION SENSOR 4708RM0217
0001136059 REPLACE LIGHT IN STAIRWELL NEAR ROOM 3000 4610
0001144635 REPAIR OVERFLOWING COMMODE AND LEAKING SINK 4312RM0102A
0001147699 CHECK CONTINUALLY FLUSHING COMMODE AND COMMODE THAT IS 

DIFFICULT TO FLUSH
4202RM0231A

0001142469 TIGHTEN MIDDLE COMMODE SEAT 4201RM0133
0001142474 REPAIR LEAKING FAUCET 4201RM0315
0001147794 REPLACE PIPE WELDED TO CONTAINMENT AND RETHREAD 4472RM0006
0001148279 RESTORE INDUSTRIAL WATER 4711RMW0140
0001148329 UNSTOP DRAIN IN SINK 4471RM0220G
0001150635 LOW WATER PRESSURE TO SINK 4761RM0103
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0001142471 REPAIR MIDDLE SINK, LEAKING 4201RM0205
0001144643 SINKS BACKED UP IN RM'S 6006 & 6440 4203FLR06
0001147696 CONTINOUSLY RUNNING COMMODE 4202RM0231A
0001142526 4250 / E-2 INVESTIGATE WATER ON CARPET OUTSIDE E2 4250RM0019
0001150032 RESTORE POWER TO CONDUCTIVITY METER 4628RM0132
0001154023 REMOVE CONDUIT AND OUTLET FROM EWS CABINET 4727RM0105B
0001154233 REPAIR/ REPLACE LIGHTS ON WALL 4619RM0152
0001154309 4663 / E2 REPLACE CONTROL TRANSFORMER 4663RMB0001
0001159935 RELAMP CALL BUTTON PANELS IN ALL ELEVATORS 4201
0001142490 THE WATER FOUNTAIN LOCATED OUTSIDE THE RESTROOMS NEAR A213 

WILL NOT STOP RUNNING.  AN EMPLOYEE TURNED OFF THE VALVE 
SUPPLING WATER TO THE FOUNTAIN.

4705RMA0213

0001142425 REPLACE AIR COMPRESSOR ON FIRE PROTECTION 4205
0001142442 CONTINUOUSLY RUNNING URINAL 4760RM0112
0001144626 ANT INFESTATION AROUND PARKING LOT.  OCCUPANTS REPORT ANTS 

ALL OVER THEIR VEHICLES IF THEY PARK NEAR THE GRASS.
4708

0001147902 CALIBRATE PH-METER AND FLOW METER IN MANHOLE 39 MSFC
0001147734 REPLACE BROKEN CEILING TILE (ABOVE COMPUTER) 4200RM0217C
0001136193 ADJUST CEILING GRID AND HANGING WIRE TO CORRECT SAGGING TILES 

( NEEDS TO BE DONE 11/07/05)
4200RM0916B

0001133068 4205 / 104D NEED TO HAVE SOME EQUIPMENT LOAD TESTED. MOBILE 
CRANE (LAB. 109 AND 111), PRESTO LIFT (LAB. 101), PALLET LIFT (LAB. 
101), DAYTO TABLE TOP LIFT (LAB. 103)

4205RM0104D

0001142555 FLUSH WATER LINES IN WATER FOUNTAIN ON THE 4TH FLOOR 4200FLR04
0001143022 NO LIGHTS/ MOTION SENSOR 4471RM0155
0001153997 4487 ROOM C128 LIGHT FIXTURE HANGING  DOWN 4487RMC0128
0001147810 RESTORE STEAM SERVICE TO AUTOCLAVE ROOM 120,  BLDG 4707. 4707RM0120
0001142164 INSULATE STEAM LINE AT HEAT EXCHANGER 4674RM0103
0001147799 INSULATE CHILL WATER STRAINERS AIR HANDLERS #8, 9, 11, 18 - SOUTH 

HIBAY
4755

0001142026 REPAIR BROKEN WINDOW IN MENS RR 4482
0001147707 SPRAY BOMB HWP0002 4612D-HWP0002
0001147703 REPAIR LEAKING TRAP ON EAST SIDE BOILER FEEDWATER TANK 4718RM0115
0001113410 REPAIR CHAIN LENGTH FENCE AT GATE C 10 MSFC
0001118347 TOILET IS NOT FLUSHING 4205RM0100V
0001160034 UNSTOP 2ND URINAL 4707RM0105A
0001147785 HALF OF LIGHTS ARE OUT ON FIRST FLOOR 4487-AWING
0001160046 UNSTOP OVERFLOWING SINK 4494RM0006
0001159908 OVERFLOWING URINAL 4708
0001159873 REPAIR WATER FOUNTAIN O/S RM 212 4202FLR02
0001154327 UNSTOP SINK 4202RM0231A
0001147933 REPAIR CONTINUOUSLY RUNNING URINAL 4202RM0230
0001147724 REPLACE WET/ MOLDY CEILING TILES IN ROOMS 1500 (3) 1501,  1502  (1) 

1504 (4) 1504B (3)
4612

0001147866 REPAIR HANDLE DOOR, CARD READER DOOR 4583RM0180B
0001147897 REPAIR LOCKS AND STALL DOORS 4610RM2054
0001148011 GLUE DOWN CARPET TILES IN SOUTH HALL BY DOOR 4610RM4043
0001148273 REPAIR DOOR 4646RM0109A
0001135996 REPAIR REPLACE LIGHTS IN ROW 1, CIRCUIT 6 4619RMB0139
0001139054 REPAIR ELEVATOR 4201-ELEV0001
0001142506 REPAIR REPLACE BULB/BALLAST 4755RM0105
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0001130422 REMOVE LEAD-BASED PAINT FROM CRANE RAILS AND BRIDGE FOR 

INSTALLATION IN NEW RSRM PROCESSING BUILDING IN THE EAST TEST 
AREA

4561RM0221

0001142477 REPAIR LEAKING SEWER ARM ON 1ST SINK 4201RM0408
0001142478 REPAIR LAST COMMODE, WON'T FLUSH 4201RM0623
0001142460 REPAIR LEAKING FAUCET 4202RM0329
0001142459 1ST URINAL DRAINING SLOW 4202RM0330
0001142453 UNCLOG SINK 4200RM0513
0001142451 UNCLOG LAVATORY 4200RM0614
0001147795 PERFORM WATER CLEAN UP 4200RM0923
0001144642 REPAIR CONTINUOUSLY RUNNING COMMODE 4610RM5028
0001147792 REPAIR RELIEF VALVE POPING OFF 4650RM0126
0001147793 REPAIR STEAM LEAKING PIT ON THE WEST SIDE , OUTSIDE 4678WEST
0001144655 4203 SOUTH ENTRY DOOR NEXT TO CAFÉ 4203
0001136016 REPLACE CEILING TILES IN HALLWAY OUTSIDE ROOMS 614 AND 615A 4202FLR06
0001130363 REPLACE CEILING TILE 4202RM0518
0001136201 4LADIESRR DOOR CAN FALL ON SOMEONE ELSE. IN FIRST STALL 4201RM0303A
0001154025 PATCH HOLE IN HALLWAY 4663
0001148322 REPAIR CEILING LEAK IN ROOMS 602-4 AND 602-2 4200FLR06
0001148323 REPLACE FALLEN CEILING TILE 4200RM0611B
0001147777 SPRAY FOR ANTS 4619RM0141
0001147781 SPRAY FOR ANTS 4610RM1079
0001129997 REPAIR/ REPLACE HOT WATER HEATER  IN ROOM E8 4619RME0008
0001130050 REPAIR CEILING LEAK IN HALLWAY ACROSS FROM ROOM 108 4628
0001130148 REPAIR LEAKING STEAM COIL ON AH 1 4566RM0114
0001130402 REPAIR LEAKING STEAM VALVE 4566RM0114
0001130403 UNSTOP FLOOR DRAIN 4650RM0126
0001133031 REMOVE EMERGENCY EYEWASH (4623-SHEW0003) IN ROOM AND 

REPLACE WITH PORTABLE EYEWASH UNIT.  CAP OFF AND SEAL DRAIN 
AND PIPING FROM REMOVED EYEWASH.

4623-SHEW0003

0001133032 REMOVE EMERGENCY EYEWASH IN ROOM AND REPLACE WITH 
PORTABLE EYEWASH UNIT.  CAP OFF AND SEAL DRAIN AND PIPING 
FROM REMOVED EYEWASH.

4623RM0118

0001130039 4201 / 308 CUT ACCESS PANEL IN MIXING BOX ABOVE RM. 308 (2026) 4201RM0308
0001153031 NO LIGHTS IN THE WOMENS BATHROOM 4466
0001142408 Exhaust fan 7 is off and in alarm. 4711
0001144599 REPLACE  CORD ON 220 HEATER 8023RM0103
0001102177 4650 /  REPLACE PERSONNEL DOOR ON WEST END OF BUILDING. 4650WEST
0001142080 INOPERABLE ELEVATOR 4572
0001144679 STAIRWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN THE SECOND 

FLOOR NORTHWEST STAIRWELL
4708FLR02

0001144660 CHARLIE 1 GATE RELEASE TRUCK STUCK UNDER GATE MSFC
0001134500 TRANSFER PAINT BOOTH WATER FROM 4640 TO 4761 4640
0001139042 4561A / OUTSIDE GUTTERS ARE FULL OF PINE NEEDLES. 4561
0001160175 REPAIR PRESSURE RELIEF VALVE BLOWING STEAM 4727RM0103
0001160176 4200 LADIES ROOM 1ST FLR TOILET RUNNING 4200
0001153927 SPRAY FOR ANTS IN RM'S 129A & B 4707RM0129A
0001153940 SPRAY FOR ANTS 4481RM0352
0001153941 SPRAY ANTS AT THE ELEVATOR ON THE EAST END OF 2ND FLOOR 4610FLR02
0001153898 REPAIR METAL THAT HAS COME LOOSE ON THE RISER PART OF STEPS 

ON THE EAST END OF THE RM
4481RM0303

0001153902 REPLACE BULB/BALLAST OVER DESK 4610RM5037
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0001153908 REPAIR OR REPLACE BULB/BALLAST IN HALL NEAR RM 3043 4610FLR03
0001153878 REPLACE LIGHT BALLAST IN ROOM 2072 AND IN ROOM 2052 OVER DESK 4610
0001147979 HEATER NOT WORKING 4760RM0116
0001147954 4707 / NORTH  REPAIR/REPLACE LIGHT ON EXTERIOR NORTH SIDE OF 

4707; TO THE RIGHT OF THE ENTRANCE (BEHIND TREE).
4707NORTH

0001147841 R/R VAPOR LIGHT IN HIGH BAY NE CORNER 4650RM0104A
0001144678 PLEASE REPLACE BURNED OUT LIGHT BULBS IN THE ENTRANCE OF THE 

WEST HIBAY
4708RM0180

0001142544 CONNECT POWER TO HEATERS 4759RM0103
0001142138 CHECK, REPAIR ELEV0001, JUMPING BETWEEN FLOORS 4201-ELEV0001
0001139075 4203 ELEV-2 DOORS NOT OPENING 4203-ELEV0002
0001139039 REPAIR ELEVATOR 4550-ELEV0001
0001139069 REPAIR STEAM LEAK AT EAST END OF BLDG. 4492EAST
0001142431 REPAIR MENS ROOM FLUSH VALVE 4203RM1006A
0001142437 REPAIR LEAKING TRAP ON SINK 4250RM0018B
0001153935 SECOND COMMODE CONTINUOSLY RUNNING 4487RMA0124L
0001147870 REPAIR ACMP MAKING NOISE, LOCATED UNDER STAIRWELL TO 

BASEMENT 
4708BSMT

0001153976 UNSTOP COMMODE IN HANDICAP STALL 4481RM0440
0001154015 REPAIR LEAKING STEAM LINE 4707RMT0106
0001123703 REPAIR HOLE IN OUTSIDE SIDING 4619RM0152
0001129956 REPAIR REPLACE BALLAST IN RM'S 306, 334 & 340 4201FLR03
0001126820 PUT VACUUM PUMPS ON RUBBER PADS AND INSTALL COVERS 4612RM1301
0001147968 REPAIR LEAKING WINDOW 4201RM0242A
0001139067 INSULATE STEAM VALVE AT STEAM STATION ON THE WEST END 4250WEST
0001139068 INSULATE STEAM VALVE 4705RME0101
0001147996 UNSTOP URINAL 4650RM0027
0001147895 REPAIR URINAL , CONTINUOUSLY RUNNING, OVERFLOWING 4663RMA0272
0001147971 FIRE ESCAPE DOOR  IN THE 3200 AREA IS LOCKED 4600FLR03
0001147888 CEILING LEAK 4202RMB0104A
0001144611 REPLACE WATER DAMAGED SHEET ROCK IN HALL NEAR B155C 4487FLR01-B
0001153820 4705 / A213 THE NORTH END OF THE RAILING ON THE MEZZANINE 

OUTSIDE OF ROOM A213 IS MISSING TWO BOLTS THAT SECURE THE 
RAILING TO THE COLUMN.

4705RMA0213

0001123704 REPAIR HOLE IN EAST WALL OF WEST HIBAY ABOVE ROLLUP DOOR 4619
0001148315 SPRAY FOR ROACHES 4481RM0418
0001136182 POLE LIGHT CONTINUOSLY ON. 4823
0001148293 CHECK, REPAIR OR REPLACE EMERGENCY LIGHT IN RM'S 108 & 110 4728FLR01
0001148298 CHECK, REPAIR OR REPLACE EMERGENCY LIGHT IN RM'S 111 & ON WALL 

LEADING TO RM 111
4728FLR01

0001133073 UNSTOP SINK 4207RM0120
0001136064 UNSTOP SINK 4207RM0120
0001142390 CHECK WATER FOUNTAIN (WATER LOOKS MILKY) 4249NORTH
0001142454 REPAIR LEAKING TRAP ON MIDDLE SINK 4202RM0113A
0001147966 REPAIR LEAKING URINAL 4306RM0105
0001148294 URINAL NOT FLUSHING PROPERLY 4732RM0121
0001147838 REPAIR EMERGENCY LIGHTS IN RM'S 111A, 101, 122 HALLWAY AND 147 4493FLR01
0001142142 CHECK, REPAIR OVERHEAD LEAK 4708RM1261
0001142143 REPAIR LEAKING FAUCET 4200RMP0103
0001136469 SERVICE ELEVATOR 4550
0001142046 REPAIR REPLACE LIGHTS, ROW OUT 4600RM4408
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0001142052 RESTORE POWER TO THE MACHINES AND TO ONE ROW OF LIGHTS IN 

THE 3300 AREA
4600

0001142163 RESTORE POWER TO FLOOR OUTLETS 4600RM3420
0001147809 PLUG INS DON`T WORK. MICROWAVE CAUSE GFC PLUGS TO TRIP. 4600RM2401
0001147885 RESET BREAKERS TO ROOMS 1070 AND 1072/ NO POWER TO COMPUTERS 4610FLR01

0001147923 RESET BREAKER 4600RM4105
0001142488 INSULATE STEAM LINES AT HEATER 4482RM0101
0001142496 CLEAN OFF ROOF AND GUTTERS OUT. THE SMALL ROOF OVER DOOR #26, 

SOUTH SIDE OF BUILDING .
4619-ROOF0025

0001144689 CLEAN LEAVES OUT OF GUTTER ON THE SOUTH SIDE OF A-WING ON 
EAST END. 2333

4487-AWING

0001147691 ADJUST NORTH AUTOMATIC DOORS 4203
0001130380 REPAIR/ REPLACE BULBS/ BALLASTS 4572RM0104
0001148295 UNSTOP SINK 4732RM0164
0001144693 REPLACE EYEWASH BOTTLE AT R M 22 4650RM0022
0001133080 REPAIR/REPLACE BROKEN DOOR KNOB. 4607RM0104
0001136145 REPLACE CEILING TILE ABOUT TO FALL 4202RM0601A
0001139029 ADJUST  DOOR/ WON'T SHUT AT MAIN ENTRANCE 4705
0001147695 RESECURE CABINETS 4650RM0019
0001129957 REPAIR REPLACE BALLAST IN RM'S 200, 204, 207 & 216 4201FLR02
0001142378 REPAIR BALLAST IN HALL NEAR RM B243 4487FLR02-B
0001142144 REPLACE BALLAST 4481RM0408B
0001142480 RESET POWER TO GENERATOR BATTERY CHARGER 4250
0001144630 CHANGE 110 VAC CKT BREAKER ON THE SOUTH WALL NEAR RM 369 TO 

TWO SINGLE BREAKERS
4481

0001144703 ADJUST AUTOMATIC DOORS ON THE WEST SIDE 4203FLR01
0001147894 SPRAY FOR TERMITES 4612RM1210
0001118883 REPAIR/ REPLACE EXHAUST FAN 4610RM1033A
0001147774 DOOR JAMBED/ WON'T OPEN 4600RM3008
0001147805 LOOSE AND CRACKED TILE ON STAIRWELL TO BASEMENT.  (SECOND 

STEP FROM THE TOP)
4201RMB0071

0001144624 REMOVE CONCRETE PAD THAT HELD OLD COMPRESSOR. RM. 154   E2 4583RM0154
0001133038 PAINT ROOM 4201RM0520E
0001147948 REMOVE ASBESTOS INSULATION 4707RM0109A
0001136028 4201 / OUTSIDE FILL HOLE IN GRASS ISLAND AT THE MIDDLE, EAST END, 

OF THE PARKING LOT ON THE SOUTH SIDE OF BUILDING 4201.  IT 
APPEARS A TREE WAS REMOVED AND THE HOLE NOT FILLED IN.

4201

0001130004 4471 / 181 NORTH SIDE OF ROOM-NEW PANEL-LABEL ELECTRICAL PANEL 
AND BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-

4471RM0181

0001147938 NO HOT WATER IN WEST END OF BLDG. 4610FLR05
0001142373 REMOVE CUT OFF BOLTS AND CONDUIT IN PARKING LOT IN SWING ARM 

AREA
4638

0001147952 ADJUST OVERHEAD DOOR, WEARING AT THE TOP AND OUT OF 
ALIGNMENT

4623RM0104

0001139058 REPAIR REPLACE BULB/BALLAST IN HALL AT RM'S B149 & B153 4487FLR01-B
0001139059 REPAIR REPLACE BULB/BALLAST IN B-WING QUARTER SECTION ON THE 

1ST FLOOR 
4487FLR01-B

0001142126 NO LIGHTS IN EAST END/BWING HALLWAY AND IN ROOM B159L 4487-BWING
0001130439 4700-replace cylanoid valve & test system per hicks. 4700
0001142029 REPAIR BROKEN P-TRAP IN SINK NEXT TO WINDOW 4705RMA0205
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0001129880 NO HOT WATER 4200RM0215
0001136085 REPAIR/ REPLACE LOOSE CARPET TILE IN  5TH FLOOR HALLWAY NEAR 

ROOM 504
4200SOUTH

0001139071 REPAIR/ REPLACE  LOCK ON INNER DOOR (LOCKING PEOPLE INSIDE) 4755RM0108
0001118510 REPAIR LEAKING PIPING AT CONDENSATE PUMP. 4708RMB0001A
0001142158 REPAIR LEAKING URINAL 4728RM0106
0001123756 LOWER NOT WORKING AND UPPER LIMIT NEEDS ADJUSTING. CRN0008 

BLDG.#4650
4650-CRN0008

0001147748 4600 ROOM 3013 FLOOR PLUG LOST POWER UNDER TABLE 4600RM3013
0001123804 ROLL UP DOOR ON EAST SIDE OF BUILDING HAS COME LOOSE 4205
0001142036 CHECK FOR WASP NEST AND SPRAY 4481RM0106
0001135980 REPAIR SLIDING HIBAY DOOR ON THE EAST END 4619EAST
0001142024 REPAIR ENTRY DOOR BESIDE ELEVATOR 4705
0001142043 REPAIR/ADJUST DOOR ON THE NORTH SIDE ENTRANCE, CARD READER 

ON DOOR ( OLD SIDE OF BLDG.)
4610FLR01

0001136140 ADJUST FIRE DOOR TO STAIRWELL ACROSS FROM RM G15A 4200GROUND
0001136189 REPAIR BROKEN DOOR LOCK IN B148 WEST END OF BWING INSIDE RM 

E20 ( JANITORS RM)
4663FLR01-B

0001136194 REPLACE MOLDY CEILING TILES 4353RM0116
0001136475 LOOSE CARPET SQUARE IN SOUTH HALLWAY BETWEEN CONFERENCE 

ROOM 504 AND ROOM 502. CARPET SQUARE NEEDS TO BE REGLUED
4200RM0504

0001142502 UNSTOP DRAIN ON SINK 4643RM0102
0001142166 RESET BREAKER 4202RM0122
0001139073 4628 ROOM 105A LOST POWER 4628RM0105A
0001133040 REPAIR LIGHT SWITCH 4200RM0420F
0001123865 CHECK POWER TO LIGHTS, BULBS HAVE BEEN CHANGED AND IT IS 

DARK
4561RM0215

0001129952 REPAIR/RESTORE LIGHTS IN THE BASEMENT AT THE NORTH EAST LEG 4670BSMT
0001142087 SPRAY FOR WASPS 4718-1
0001142127 SPRAY FOR ANTS 4250RM0039
0001130397 SPMP3-SUHIAL HIGH IN ALARM. 4708
0001142182 SPRAY FOR ANTS ON S.W. END OUTSIDE ENTRANCE OF DR. 13 4610SOUTH
0001142189 EXTERMINATE FOR RATS 4777FLR01
0001142195 SPRAY FOR ANTS 4471RMC0113
0001142376 SPRAY FOR WASPS IN ROOMS 5402 AND 5407 4203FLR05
0001124201 4570 HWC-2 IN LOW TEMP ALARM 4570
0001136803 PERFORM GENERAL CLEAN UP 4202RM0601A
0001130366 CLEAN LIGHT FIXTURES OF LADY BUGS NEAR RM. 208 NEAR ELEVATOR 4202RM0208
0001123760 SEAL HOLES IN CEILING AND WALL.  TOUCH-UP PAINT. 4491RM0113
0001118501 REMOVE ALL AIR COMPRESSORS NOT IN USE. 4755
0001142037 REPLACE 2" POTABLE WATER VALVE TO RESTROOM'S ON THE WEST END 4663RMB0001

0001136500 4649 SOUTH HI-BAY DOORS WANT CLOSE MAPLES CHECKING 4649SOUTH
0001142045 REPLACE FLOOR TILES IN FRONT OF NEW WATER FOUNTAIN 4619RM0118
0001136141 REPAIR ROOF LEAK 4202RM0601A
0001142093 REPAIR LIGHTS 4666RM0284
0001139031 SPRAY FOR WASPS ON THE 22ND & 26TH FLOORS 4670
0001144658 4312 URIANL LEAKING IN MEN ROOM 4312
0001144651 REPAIR OVERHEAD LEAK 4650RM0015
0001133046 PAINT ROOM 4702RM0104
0001142100 PERFORM WATER CLEANUP IN MENS ROOM 4482
0001142114 WATER CLEAN UP 4201RMB0015
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0001142073 4201-WATER LEAK  SECURITY REPORTS STANDING WATER IN E1(B9).  

CLEANUP WILL BEGIN AT 0700 
4201

0001136160 REMOVE DEBRIS FROM OIL/WATER SEPARATOR PIT & INSTALL CLEAN 
OIL ABSORBENT SOCK.

4659WEST

0001147706 CLEAN DRAIN PAN ON ACMP0005 4619-ACMP0005
0001136493 REPAIR BUTTON ON WATER FOUNTAIN, WON'T TURN OFF PROPERLY. 

LOCATED NEAR RM 3051
4610FLR03

0001139046 RE-SECURE WATER LINE ON EAST WALL RM.31.E1 4605RM0031
0001142184 REPAIR LEAKING BRADLEY BASIN 4561RM0114
0001142501 REPAIR LEAKING BACKFLOW PREVENTOR 4623
0001142511 REPLACE SPUD ON URNIAL 4663RMB0221
0001124198 4561 HWP-1 OFF IN ALARM 4561-HWP0001
0001124199 4674 HWP-1 ON IN ALARM 4674-HWP0001
0001142151 REPAIR PIPE LEAK INSIDE HALLWAY DOOR 4708RMB0030
0001124172 4250 /  REPAIR EXTERIOR LIGHTS 2 AND 3 FROM WEST END.  NORTH  SIDE 

OF BUILDING.
4250NORTH

0001142481 RESET ELEVATOR LOBBY CLOCK TO CST 4200FLR01
0001124159 CLEAN VENTS OUTSIDE OF ROOM 1085 ENTRANCEWAY 4610
0001102644 PERFORM WATER CLEAN UP 4200RM0719
0001089657 REPAIR UNDERGROUND WATER LEAK 4715
0001118473 REPAIR LEAKING FLUSH VALVE ON URINAL 4702RM0109
0001139090 RESET BREAKER 4202RM0122
0001118512 REPAIR ALL LEAKS (INCLUDING WHAT APPEARS TO BE AN AIR BLEED 

VALVE), REINSULATE PIPING, AND CLEAN FLOOR
4708RMB0001

0001118925 REPLACE TRAP PRIMER ON POTABLE WATER 4203RMB0200
0001123633 REPAIR LEAKING SINK IN ROOM 101B 4348
0001124189 COMMODE NOT FLUSHING PROPERLY 4200RM0919
0001126772 CHECK UNDERGROUND WATER LEAK LOCATED ON THE WEST END OF 

PARKING LOT BETWEEN 4244 & 4241
4244

0001130073 INVESTIGATE WET/ MOLDY SMELL 4487RMC0128
0001136191 REPAIR LEAKING SINK 4249RM0121
0001123719 MENS RESTROOM URINAL WATER RUNNING CAUSING RUST 4551RM0203
0001129941 REPAIR STEAM LEAK IN BASEMENT. 4670RMB0103
0001136455 CHECK PIECE OF PLASTIC HANGING DOWN FROM INSIDE SERVICE  

ELEVATOR/ TRIPPING HAZZARD
4203

0001139028 REPAIR ELECTRIC RECEPTACLES ON FUME HOOD 4739RM0100
0001142377 INOPERABLE ELEVATOR ON EAST END / AWING 4487-AWING
0001123693 CLEAN UP S.W. CORNER OF LTA AREA 4619RM0145
0001130395 PROVIDE WATER CLEAN UP AND PLASIC TO COVER EQUIPMENT 4650RM0112
0001129975 REPAIR SLIDE BOLT ON DOUBLE DOOR 4491RM0113
0001070757 4708 / 121 INCREASE THE CURRENT CAPABILITY OF AN EXISTING CIRCUIT 

FROM 208, 75 AMPS, 1-PHASE TO 208, 120 AMPS, 1-PHASE LOCATED ON 
THE NORTH WALL.

4708RM0121

0001136061 REPAIR/ REPLACE BULBS/BALLASTS OVER DESK 4610RM3077
0001136157 REPAIR FLOOD LIGHTS BETWEEN 4732 & 4734, VERY DARK AT NIGHT 4732
0001123799 REINSULATE PIPE ON STEAM STATION 4655
0001142084 REPAIR CEILING LEAK 4663RMC0107
0001142096 UNSTOP URINAL/ WON'T FLUSH 4663RMB0221
0001142098 INOPERABLE WATER FOUNTAIN ON EAST END 4663-CWING
0001142057 4666 SW MIDDLE DOOR IS NOT CLOSING PROPERLY. 4666
0001130029 4711-HBLGT-LCTL1, RESTORE LIGHTS TO   CONTROL FROM LOCAL 

CONTROL. 
4711RMW0140
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0001130404 ISOLATE THE   RECEPTACLE TO A DEDICATED CIRCUIT IN E-20. 4663
0001135997 INSTALL ELBOW COVER ON THE EAST WALL OF RM 4619RM0164E
0001136048 REPAIR REPLACE BULB/BALLAST 4707RM0130
0001133091 PAINT ARM BOARDS TO GATES IN EAST AND WEST TEST AREAS MSFC
0001123502 REPLACE  BROKEN MIRROR ON THE N.E. LOADING DOCK 4471
0001136220 UNSTOP WATER FOUNTAIN BY ROOM 330 4200FLR03
0001136463 REPAIR 1ST COMMODE, OVERFLOWING 4493RM0107
0001139041 REPAIR PILOT POSITIONER ON STEAM REGULATOR 4702RM0100
0001123692 PAINT EAST  WALL BEHIND FIRE EXTINGUISHER RED/ WEST H.B. 4619RM0155
0001118547 PAINT H-BEAM PIPE SUPPORT ON THE WEST SIDE OF TS115 NEAR 

HYDROGEN TANK FACING EAST WITH RUST-RESISTANT PAINT.
4583

0001136511 REPAIR AND CLEAN OUT GUTTERS. 4653-ROOF0001
0001147714 REPAIR WORK BENCH 4650RM0019B
0001147778 REPLACE WET AND DAMAGED CEILING TILES 4200RMG0030
0001136508 OUTS REPAIR OF THE NORTHERN OUTSIDE LIGHTS FOR SAFETY 

PURPOSES OF WALKING FROM 4705 TO PARKING LOT ON OTHER SIDE OF 
FENCE.  VERY DARK AT 5:30PM IN WINTER.

4707NORTH

0001135982 INSULATE CHILL WATER LINE 4250RM0023
0001136492 CHANGE OUT SINK FILTER 4612RM1205
0001139066 4605 /  REMOVE OLD EYEWASH STAND E 1 4605RM0031
0001139048 REPLACE LEAKING STEAM TRAP ON STEAM STATION 4666RM0108
0001139052 REPAIR LEAKING STEAM VALVE 4666RM0108
0001123752 PARKING PLEASE REPLACE/REPAIR BURNED OUT LIGHT BULBS IN 

NORTH UPPER PARKING LOT OF BUILDING 4708
4708NORTH

0001132986 REPAIR EXIT LIGHTS ON NORTH END OF BLDG. 4728NORTH
0001095835 REPAIR THE PUSH TO TALK TELEPHONE/ INOPERABLE 4610-ELEV0001
0001139024 CALIBRATE PH AND FLOW METER AT MANHOLE 39 4761
0001124190 REPAIR/ REPLACE EMERGENCY LIGHT 4353RM0108A
0001136169 TURN POWER OFF AT GRILL 4200
0001142089 REPAIR LEAKING VALVE ON URINAL 4610RM5028
0001123645 REPAIR LIGHT SWITCH, WON'T STAY ON , USER IN THE DARK 4200RM0420F
0001123717 REPAIR ICE MAKER FOR THE REGRIGERATOR 4200RM0912
0001136214 4708 / 138 PLEASE REPLACE COMMODE SEATS IN MEN`S RESTROOM 138C 

AND LADIES RESTROOM 138B
4708RM0138

0001136215 4708 / 138C PLEASE REPLACE SINK IN MEN`S RESTROOM 138C. 4708RM0138C
0001142090 REPAIR CONTINUOSLY RUNNING COMMODE 4761RM0103
0001142091 CHECK, REPAIR ALL COMMODES OVERFLOWING 4315RM0106A
0001142102 NO HOT WATER 4353RM0130
0001142085 REPLACE CEILING TILE (READY TO COLLAPSE DUE TO MOISTURE) 4663RMC0107
0001123761 EMERGENCY LIGHTS ARE OUT IN STAIRWELL B2S3, BETWEEN THE FIRST 

AND SECOND FLOORS.
4487

0001126807 REPLACE LENS 4249RM0136
0001130014 4241 / 121D-2 UNSECURED ELECTRICAL WIRING IN 2ND FLOOR COMM 

ROOM OF 4241. CIRCUITS ARE LIVE. SECURE WIRING.
4241RM0121D

0001139065 ADJUST NORTH AUTOMATIC  DOORS, CLOSING TOO FAST 4203NORTH
0001142081 RESET RELAY ON LIGHTS IN 4100 AREA 4203FLR04
0001201472 REPAIR LEAKING AIRHOSE REEL ( OUTSIDE RM 179) 4711RMW0140
0001197870 STEAM TRAP:  MAIN DRIP LEG LOCATED IN E2. REMOTE SIGNAL LOST, 

BATTERY MAY NEED TO BE REPLACE.
4249

0001181559 4491-ACMP0003 /  RM.136 E 1. INSTALL ELECTRIC CONDENSATE DRAIN. 4491-ACMP0003
0001188166 4650 /  REPAIR STEAM LEAK IN OVERHEAD LINE. RM126. 4650RM0126
0001195266 REPAIR WATER LEAK IN PARKING LOT 4550SOUTH
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0001201496 4492 E-2 CONDESATE LINE LEAK 4492
0001197889 CHECK NORTH, EAST AND SOUTH PARKING LOT FOR  SOLAR PANELS 

FLAPPING AND LEANING POLES
4600

0001197874 REPAIR/REPLACE BALLAST 4708RM1231
0001195503 REPAIR LIGHT COVER ON FIXTURE AND REPLACE BULBS IN VENT HOOD 4610RMC0100
0001181512 REPAIR/ REPLACE DAMAGED FLOOR TILE 4485RM0117
0001181538 CHECK INDOOR/OUTDOOR CARPET IN MAIN ENTRANCE OF BLDG./ 

BUCKLED/ TRIPPING HAZZARD
4612

0001188173 REPLACE STAINED CEILING IN OR NEAR ROOMS A217A, A217B, A219S, 
A222, A237A, A237B, A241,A264, AND A266

4487FLR02

0001204660 INVESTIGATE CEILING TILE ABOUT TO FALL 4471RMA0108A
0001181425 SCRAPE PRIME AND PAINT BASE ON PRIMARY CHILLED WATER PUMP 7. 4473

0001201516 ANTS ARE BACK, PLEASE SPRAY AGAIN AS SOON AS POSSIBLE. 4705RMB0120
0001181472 4650 / 104 CHECK REFRIGERATION UNIT IN LAB 4650RM0104
0001153972 REPAIR ROOF LEAK 4663RMC0174
0001201447 PLEASE SPRAY ROOM 1212 FOR ANTS.  THEY HAVE MOVED TO CUBICLE 8 

THIS MORNING
4708RM1212

0001201452 SPRAY FOR ANTS IN LOBBY 4203BSMT
0001173475 SEAL L-B ON WALL WEST OF E-7 SOUTH WEST SIDE. ELECT. 4619
0001181532 4207 / 103 PAINT WALLS WHILE ROOM IS VACANT. 4207RM0103
0001201326 REPAIR STEAM LEAK ON S.E. CORNER OF WEST HIBAY AREA 4619SOUTH
0001201402 CHECK FOR WATER LEAK IN PC/TC AREA NEAR ROOM 25 4612
0001201426 CHECK OVER HEAD PIPES, BANGING AND SWINGING 4653RM0008
0001195274 REPLACE LIGHT ON UPS SYSTEM IN  OFFICE 4473
0001201455 REFASTEN WATER FOUNTAIN TO WALL SO SHARP METAL EDGE IS NOT 

SHOWING-- LOCATED ON SECOND FLOOR HALL/ MAIN ENTRANCE--
BETWEEN ROOMS 2054 AND 2055

4610FLR02

0001195249 OVERFLOWING COMMODE 4610RM1079
0001195426 REPLACE SCREENS IN EYEWASH 4623RM0124
0001160173 NO HEAT (INOPERABLE HEATER) 4619RM0145
0001204669 RESTORE STEAM TO BLDG 4583
0001204701 UNSTOP DRAIN ON WATER BASIN AND REPAIR LEAKING VALVE 4619RM0126
0001201245 E-4--CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-CONDENSATE LEAK ABOVE AND BETWEEN AIR 
COMPRESSORS

4207RM0127A

0001201336 4471 / 188J SOUTH WALL --CLEAN UP WATER ON FLOOR AND TAKE 
MEASURES TO PREVENT FUTURE LEAKAGE-OVERHEAD WATER LEAK 
RIGHT OF MENS ROOM NEAR HEATER BLOWER

4471RM0188J

0001201246 SEAL PENETRATIONS IN FIRE BARRIER WALL WITH U.L. RATED 
MATERIALS-OPENING APROX 18X18 UNPROTECTED

4207RM0142

0001201382 SPRAY FOR ANTS 4244RM0111
0001197910 REMOVE MATERIALS FROM EQUIPMENT ROOM AND STORE PROPERLY- 4481RM0300
0001173604 REPAIR EMERGENCY LIGHT IN ELEVATOR LOBBY 4600FLR05
0001195334 REPAIR LIGHTS IN ELEV0002 4610-ELEV0002
0001126755 REPAIR NOISY EXHAUST FAN 4353RM0154
0001201261 CHECK, REPAIR LEAK, WATER UNDER TILES 4200RM0614
0001195535 UNSTOP SINK 4200RM0719
0001195549 CHECK, REPAIR LEAKING COMMODE 4755RM0108
0001201383 UNSTOP FLOOR DRAIN, BACKING UP 4200RMG0009
0001177067 4570-ROOF0005 /  ROOF DRAIN IS CLOGGED ,N.W. CORNER OF LOWER 

ROOF.
4570-ROOF0005
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0001201433 REPLACE STAINED CEILING TILES (DUE TO MOLD) 4200RM0408C
0001201485 4485-RM121 TOILET IS FLUSHING SLOW. 4485RM0121
0001195589 4600 CRITICAL POWER & POWER TO BLDG.TOGGLES ON A DAILY BASES 

  CHECKING PODS ON MAIN BREAKER
4600

0001195386 REPLACE EMERGENCY EXIT SIGN (2013) 4353RM0150
0001181402 REPLACE DAMAGED FLOOR TILES O/S RM W100C, O/S W100B & O/S W110 4711FLR01

0001181403 REPLACE DAMAGED FLOOR TILES O/S RM E115, O/S RM E114, & O/S E118 4711FLR01
0001181405 REPLACE DAMAGED FLOOR TILES IN HALL OUTSIDE RM W140, @ SW 

DOOR, IN HALL O/S W132 & IN ROOM W133
4711FLR01

0001197905 REPLACE DOOR KNOB 4561RM0214A
0001195470 REPAIR/REPLACE DOOR KNOB, FELL OFF BETWEEN T100 & T106 4707TOWER
0001181545 REPAIR CEILING LEAK 4570RMB0001
0001201349 RESTORE POWER TO OUTLET 4244RM0115
0001195337 REPAIR REPLACE CEILING TILES 4471RM0162
0001195336 PUT CEILING TILE IN PLACE 4471RM0153C
0001174922 4203 /  PAINT BOLLARDS AROUND DUMPSTERS AND LIGHT POLE. 4203
0001177058 4473 /  PAINT BOLLARDS. 4473
0001188159 4705 / OUTSIDE REATTACH DANGER HIGH VOLTAGE SIGN LAYING ON 

GROUND BEHIND FENCED ELECTRICAL STATION WEST SIDE BEHIND 
NBS. 2335

4705

0001188212 REWIRE MILLING MACHINE 4619RM0157
0001195459 REPAIR/REPLACE BULBS/BALLASTS 4708RM0121
0001195581 RESET BREAKER 4306RM0101
0001163139 DIG UP AND REPAIR UNDERGROUND WATER LEAK NEAR STEAM PIT ON 

S.W. CORNER OF BLDG.
4666

0001201399 SOUTH ENTRANCE DOOR WON'T CLOSE 4610SOUTH
0001190918 BOTH LAVATORIES DRAINING SLOW 4650RM0111
0001195475 RESTORE STEAM TO ALL UNIT HEATERS 4554FLR01
0001181398 REPLACE EMERGENCY LIGHT 0005 4583-LTS0005
0001181399 REPLACE EMERGENCY LIGHT IN TEST CELL 106 4583
0001188243 REPAIR REPLACE BULB/BALLAST OVER DESK 4250RM0015
0001194572 REPAIR REPLACE BULB/BALLAST IN CORRIDORS 4205FLR01
0001190945 REINSULATE STEAM LINES 4727RM0116
0001209597 SPRAY ANTS 4203RM3001A
0001209437 REPAIR KNOB ON ENTRANCE DOORTO MENS ROOM AND  TIGHTEN KNOB 

IN 5001
4203RM5006A

0001213041 REPAIR INOPERABLE ROLL UP DOOR ON THE NE SIDE 4561
0001184502 4663-PARKING LOT LIGHTS  SECURITY REPORTS WEST SIDE PARKING 

LOT LIGHTS OFF. 
4663

0001188249 CHECK POWER TO THE WATER FOUNTAIN ON THE 2ND FLOOR NEAR 
MENS ROOM

4666RM0253

0001195308 REPAIR REPLACE BULB/BALLAST 4610RM4032
0001195367 REPLACE BALLAST 4723RM0111A
0001195377 REPAIR/ REPLACE  LIGHT SWITCH COVER 4623RM0102
0001195268 ADJUST STEAM REGULATORS/ VALVE RELIEVING 4702RM0116
0001195327 CLEAN UP PIGEON FECEES ASAP  4752SOUTH
0001195445 REPAIR LAST COMMODE 4708RMB0029
0001195222 4656 / HI-BAY STRIP OFF THE HOOKS ON THE NEW CRANE.       ( PAINTERS 

)
4656

0001188316 NO POWER 4600RM4102
0001195305 REPAIR REPLACE BULB/BALLAST 4610RM1043
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0001195360 OVERFLOWING URINAL 4708RMB0029
0001177085 REPLACE STAINED CEILING TILES 4666RM0261
0001139061 REPAIR BREAKER ON NORTH WALL TO MIDDLE HEATER 4572RM0106
0001163154 PATCH HOLES IN EAST WALL 4619RM0148
0001195567 SPRAY FOR ANTS 4203RM2415
0001173410 NO LIGHTS 4316
0001169859 REPLACE BULBS IN STAIRWELL  BETWEEN 4TH AND 5TH FLOORS 4201EAST
0001160205 REINSTALL LIGHTS THAT WERE REMOVED DURING CEILING REPAIR 4760RM0118
0001167287 PLEASE DETERMINE THE WATTAGE OF LAMPS MV OR MH IN NORTH AND 

SOUTH HIGH BAY AREAS OF BUILDING 4755. AT LEAST ONE SAMPLE 
FROM EACH AREA  THIS INFO CAN BE PROVIDED ON THE BASSIS OF 
MAITENANCE RECORDS INSTEAD OF  PHYSICAL INSPECTION.

4241RM0204

0001188277 REPAIR COMMODE RUNNING 4650RM0111
0001181627 UNSTOP 3RD COMMODE 4566RM0144
0001195281 4600EAST DOOR STANDING OPEN   CHECKING 4600
0001197906 TIGHTEN LOOSE URINAL 4561RM0114
0001173549 4600 / ALL CHECK FOR PROPER OPERATION OF HOT WATER 

DISTRIBUTION SYSTEM (ESPECIALLY THE RECIRCULATING PUMPS) 
THROUGHOUT THE BUILDING.  REPAIR AS REQUIRED.

4600

0001195556 REPAIR LEAKING COMMODE/ LEAKING WHEN FLUSHED 4663RMB0162
0001190931 SPRAY FOR ANTS 4200RM0112
0001190927 PRIME FLOOR DRAINS 4650RM0016
0001173322 WANTS DOORKNOB INSTALLED ON ADJACENT ROOM - PREVIOUSLY 

SEALED
4200RM0212

0001181587 REPAIR LOOSE DOOR HANDLE  EAST DOOR 4674
0001173327 RM5061 TICKING SOUND COMING FROM CEILING. 4610
0001195423 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM1006

0001195441 UNCLOG FLOOR DRAINS 4487RMB0259M
0001195297 UNSTOP COMMODE 4203RM3006
0001195413 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM6001

0001195414 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 
BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM5001

0001195417 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 
BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM4001

0001195410 REPAIR BATHROOM LEAK 4566RM0144
0001195207 CHECK REPAIR LEAK, POSSIBLY URINAL 4492RM0105
0001190972 4202 /  B100 EQUIPMENT RM POTABLE WATER VALVE LEAKING 4202RMB0100
0001190971 4202 /  MENS RM 115 FIRST COMMODE STOPPED UP 4202RM0115
0001190969 4202 /  LADIES RM 231A SECOND COMMODE LEAKING AT BASE 4202RM0231A
0001190968 4202 /  MENS RM 534 MIDDLE URINAL LEAKING FLUSH VALVE 4202RM0534
0001190967 4202 /  JANITORS CLOSET 533 LEAKING FAUCET 4202RM0533
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0001190966 4202 /  LADIES RM 624A LAST COMMODE STOPPED UP 4202RM0624A
0001190965 4201 /  MENS RM 211 FIRST SINK LEAKING TRAP 4201RM0211
0001190964 4201 /  LADIES RM FIRST SINK DRAINS SLOW 4201RM0133
0001173405 4705 RM B 128 /  REPAIR LEAK ON DRAIN EW 0005 RM B 128 4705RMB0128
0001173481 DISASSEMBLE CLEAN AND ADJUST WATER PRESSURE ON SPRAY HEADS 

CHANGE FILTERS
4767

0001184470 UNSTOP SINK 4650RM0125
0001190928 FLUSH VALVE LEAKING 4650RM0027
0001195219 4666/RM266 /  REPAIR LEAK ON POTABLE WATER LINE 4666FLR02
0001195247 STMV3 HIGH IN ALARM @ 32PSI WITH SET POINT OF 12 PSI. 4666
0001188168 4620 /  CONDENSATE PUMP IN CONTINUOS RUN. 4620
0001167339 PAINT AND MARK PARKING SPOTS ON NORTH END OF BLDG AS 

FOLLOWS - 1ST SPOT - TRANSIT - NEXT 5 SPOTS - SERVICE VEHICLES
4249

0001190997 4542 / OUTSIDE REMOVE CHAIN HOIST. 4542
0001195453 REPAIR LIGHT/BALLAST 4200RM0818F
0001188204 CHECK, REPAIR LIGHTS IN EAST & WEST PARKING LOTS, NOT COMING 

ON
4663

0001181497 REPAIR HST005, INOPERABLE 4760-HST0005
0001181556 REPAIR LIGHTS O.S. ROOM 216 4732
0001195260 PLEASE TIGHTEN TOILET SEATS IN MEN`S RESTROOM 4708RM0241A
0001195250 SEWAGE BACKUP 4708RM0138
0001188261 FIRST FLOOR LADIES ROOM STOPPED UP COMMODE 4203RM1001A
0001188242 4TH FLOOR MENS RESTROOM CENTER URINAL VALVE JAMBS ON FULL 

BLAST
4203

0001188234 STEAM TRAP IS LOST. IT IS FOR THE MAIN DRIP LEG AND IS LOCATED IN 
E-2.

4249

0001188232 STEAM TRAP COLD. IT IS LOCATED ABOVE ROOM 68. 4250
0001173608 FLUSH WATER LINES ON WATER FOUNTAIN, WATER IS MUDDY 4200FLR05
0001190920 REPAIR CONDENSATE LEAK ON STEAM STATION 4583RM0114
0001190921 PRIME FLOOR DRAINS 4610RM1015A
0001190923 PRIME FLOOR DRAINS 4619RM0144
0001190925 PRIME ALL FLOOR DRAINS 4663RMC0102A
0001195229 CHECK OIL PANS IN ELEVATOR PIT 4600
0001160644 4607 / EAST END REPAIR GUTTER LEAK OVER EAST ENTRANCE DOOR. 4607EAST
0001184521 PUMP TWO TANKS AND DELIVER TO 4744 4640
0001188264 REPLACE PIPING ON MAKE UP WATER LINE 4708RMB0039
0001167359 REPAIR/REPLACE BALLAST 4241RM0116
0001167353 REPLACE BALLAST 4201RM0624A
0001188240 UNSTOP COMMODE 4663RMA0210
0001184493 REPAIR LIGHTS/BREAKER 4494RM0012
0001181611 PERFORM WATER CLEAN UP IN  N.E. STAIRWELL/ TUNNEL 4708
0001167905 TIGHTEN LOOSE PANEL COVER (IRV-4) OUTSIDE OF ROOM 154 4619
0001173315 4707 / 137 RED WARNING LIGHT ON ROOF IS NOT WORKING. 4707RM0137
0001188137 HISSING SOUND COMING FROM ABOVE CEILING - SOUNDS LIKE STEAM 

LEAK - MIDDLE ENTRANCE NEAR MENS ROOM
4493

0001163155 PATCH HOLES IN WALL BY BSMT ELEVATOR, B139 4619RMB0139
0001173577 4564-ROOF0001 /  REMOVE OR REPAIR BROKEN CONDUIT AND EXPOSED 

WIRE.
4564-ROOF0001

0001177937 REPAIR REPLACE BULB/BALLAST IN RM'S 514 & 520E 4201FLR05
0001181407 REPAIR LOOSE OUTLET AT LAMP IN LOBBY NEAR ROCKET ENGINE 4203FLR01
0001181499 REPAIR INOPERATIVE ACMP 4561-ACMP0001
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0001184501 4203-DOORS  SECURITY REPORTS OUTSIDE DOORS TO SW ENTRANCE 

STUCK OPEN.  
4203

0001195598 RESET BREAKER ON VENT HOOD 4203RM1101
0001184495 REPAIR LEAKING CONDENSATE PUMP 4619RM0145
0001167398 4612 E 6 /  UNSTOP FLOOR DRAIN 4612RM1511
0001167225 TIGHTEN PACKING ON VALVE LEAKING 4623NORTH
0001167393 4610 RM 116 /  CHANGE FLUSH VALVE ON URINAL 4610RM1015A
0001167394 4650 RM 27 /  UNSTOP COMMODE MENS RM 27 4650RM0027
0001167397 4718.1 /  CLEAR DRAIN ON EYEWASH 4718-1
0001173432 REPAIR CONDENSATE LEAK 4666RM0263
0001188220 CLEAN MOLD FROM HVAC VENT 4475
0001167283 CLEAN OUT GUTTER EASTERN SIDE OF BUILDING. 4732-ROOF0002
0001188142 INCREASE AIR FLOW BY REPLACING DUCT 4612RM1303
0001167127 CUT OFF I-BEAMS PERTRUDING FROM SLAB AT THE WEST END OF 

CWING
4663-CWING

0001197933 SPRAY FOR ANTS 4612RM1301
0001201232  ANTS IN OFFICE. PLEASE COME AND SPRAY. THANKS 4705RMA0210A
0001201272 PLEASE SPRAY FOR ANTS. 4705RMA0207
0001201273 PLEASE SPRAY FOR ANTS. 4705RMA0208
0001201274 PLEASE SPRAY FOR ANTS. 4705RMA0210B
0001190935 REPAIR EMERGENCY LIGHTS BETWEEN FLOORS 4 & 5, & 5 & 6TH 4203
0001190936 REPAIR REPLACE EMERGENCY LIGHTS BETWEEN 1ST, 2ND, 3RD & 4TH 

FLOORS
4203

0001190938 REPAIR REPLACE EMERGENCY LIGHTS IN STAIRS FROM 2ND FLOOR TO 
4TH , SOUTH END

4203

0001190939 REPAIR, REPLACE EMERGENCY LIGHTS FROM THE 4TH FLOOR TO THE 
7TH FLOOR STAIRWELL, SOUTH END

4203

0001201275 RESTORE POWER TO OUTLETS IN ROOMS 4252 AND 4253 4203FLR04
0001184507 CALIBRATE PH AND FLOW METER AT MANHOLE 39 4761
0001184505 4650 / 205 MOVE EQUIPMENT ACCESS LADDER FROM HALLWAY TO THE 

OTHER SIDE OF THE WALL WITH BETTER ACCESS AND LESS INTRUSION 
TO THE HALLWAY. 2322

4650RM0205

0001188169 4610-SUMP002A /  REPAIR FLOAT. IN CONSTANT RUN MODE. 4610-SPMP002A
0001188170 4610RMB0100 /  REPLACE LEAKING VALVE BY STEAM STATION. 4610RMB0100
0001181518 4760-SHEW0001 /  FIX DRAIN ON SHOWER EYE WASH 4760-SHEW0001
0001184512 ADJUST DOOR CLOSURE ON N.E. PATIO DOOR 4200
0001188148 ADJUST CLOSURE ON EAST ENTRY DOOR 4600EAST
0001181576 SPRAY FOR ANTS 4610RM3061
0001184525 KILL ANTS 6TH FLOOR LADIES ROOM 4200RM0613
0001188286 SPRAY FOR BUGS 4481RM0307A
0001188314 SPRAY FOR ANTS 4705RMA0212
0001043962 4718 /  REPAIR OR REPLACE BUMPER STRIP ON ROLL UP DOOR #0003 

WEST SIDE OF BUILDING.
4718WEST

0001167224 REPAIR PERIMETER FLASHING , NORTH SIDE. 4612-ROOF0004
0001184482 INSTALL FLASHING AROUND WINDOW AIR CONDITIONER. 2326 4660
0001188245 REPAIR THE LATCH ON THE BOTTOM OF THE HALF DOOR 4200RM0612
0001167351 REPAIR/REPLACE BALLAST 4561RM0214
0001177090 REPLACE THREE LIGHTS IN HALLWAY OF 9TH FLOOR 4200NORTH
0001201228 CLEAN UP WATER 4491RM0136
0001195557 CWING ELEVATOR GATE / NOT CLOSING 4663-CWING
0001195538 REPAIR CEILING LEAK 4755RM0103
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0001195616 4708 / STAIRWAY PLEASE ADJUST DOOR TO STAIRWAY - 2ND FLOOR 

SOUTHWEST ENTRANCE.  DOOR WILL NOT LATCH CLOSED
4708FLR02

0001147833 TIG WELD BOLTS ON FEEDWATERTANK 4718
0001173423 LABEL WATER/AIR LINES 4612RM1027
0001173424 LABEL WATER/AIR LINES 4612RM1508
0001173425 LABEL WATER/AIR LINES IN ROOM 1510 4612RM1510
0001173458 THE CONCRETE ON THE OUTSIDE RAMP NEAR THE MAILROOM IS 

BREAKING UP.  IT COULD CAUSE A SLIP/TRIP HAZARD FOR PERSONNEL 
USING THE RAMP. RAMP NEEDS TO BE PATCHED ASAP

4200RMG0035

0001195620 SPRAY FOR ANTS ROOM 122A 4583RM0122
0001167267 LIGHTS OUT 4200RM0604
0001167978 REPLACE BALLAST IN LADIER RR NEAR LOBBY 4249RM0119A
0001142040 RECOAT ROOF SURFACE . 4657-ROOF0002
0001142041 REPLACE MISSING DOWNSPOUT ELBOW ( 2X3). 4657-ROOF0002
0001184473 REPAIR LIGHT GUARD AND REPLACE BULBS 4487RMA0127
0001188152 REPAIR UNIT HEATER/UNIT HEATER CONTROL. THEROSTAT SHOOTS 

SPARKS WHEN ADJUSTED IN EQUIPMENT ROOM #1.
4475

0001173619 CHECK CIRCUITS IN ROOMS 3045, 3043 AND 3047 4610RM3045
0001195454 REPAIR REPLACE THEATRE LIGHTS IN 2ND FLR, B-WING 4663FLR02-B
0001197867 LIGHTS OUT - PUMP SHUT DOWN - ELECTRICAL SHORT?  HIS CELL 

PHONE:  (256) 572-4904
4734

0001195599 HOT WATER CONTINOUSLY RUNNING ON SINK 4705RMA0110A
0001195537 OVERFLOWING COMMODE 4487RMA0234M
0001195409 REPAIR LEAK ON CONDENSATE WATER PUMP 4473
0001195496 4610 NW. DRIVEWAY, CLEAN UP BROKEN GLASS (BULB). 4610NORTH
0001173439 WELD NEW STUDS AND WELD FRAME ON REAR DOOR SECTION OF #1 

BOILER (SEE USER FOR DETAILS)
4675

0001188225 ROPE HAS CAME OFF PULLEY ON GATE TO COMPACTOR 4391
0001195532 REPAIR REPLACE BULB/BALLAST BY CRANE LADDER IN THE SOUTH 

WEST CORNER
4752

0001195530 REPAIR LIGHTS IN DISPLAY CABINET IN THE LOBBY 4732FLR01
0001173402 DISCONNECT ELECTRICAL DISCONNECT 4207RM0103
0001184487 CHECK OIL PINS IN PIT UNDER ELEV. 4600
0001169942 4549-ROOF0001 /  CLEAN OUT ALL THE GUTTERS, AND DEBRIS ON ROOF. 4549-ROOF0001
0001177068 T4561A-ROOF0001 /  CLEAN OUT GUTTER OF TRAILER 4561 MSFC
0001184481 PUMP PIT AT TEST STAND 500 4524
0001197882 4708 / 221 PLEASE SPRAY 221 FOR ANTS. 4708RM0221
0001197900 SPRAY FOR ANTS 4705RMC0107
0001195781 STEAM PIPE LEAKING CAUSING CEILING TILE TO CRUMBLE ONTO DESK 

BELOW - REPAIR LEAK/REPLACE TILE
4472RM0003

0001197887 4203 /  LADIES RM 3001A 1ST SINK STOPPED UP 4203RM3001A
0001197884 4203 /  MENS RM 5003A  TRAP LEAKING ON 1ST SINK 4203
0001195472 SHUT OFF CHILL WATER 4619RM0160
0001195501 UNSTOP COMMODE 4663RMA0210
0001195578 REPAIR TWO COMMODES, ONE STOPPED UP AND ONE LEAKING 4663RMA0210
0001190917 REPAIR OR REPLACE TOILET PAPER DISPENCER IN HANDYCAP STALL 4650RM0111
0001173552 REPAIR OVERHEAD WATER LEAK 4570BSMT
0001177051 REPAIR WATER VALVE 1002, EAST TEST AREA, OUTSIDE, SW OF 

BUILDING 4550.
4550

0001181630 CHECK, REPAIR LEAKS IN RM 1053A & POSSIBLY SEEPING INTO RM 1053B 4610FLR01

0001188237 UNSTOP DRAIN IN FLOOR PIT 4619RM0166
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0001195280 4747 / 108 INSTALL NEW FILTERS IN AHU IN ROOM 108. 2326 4747RM0108
0001195357 RESET BREAKER IN ROOMS 101A AND B 4482RM0101
0001195471 RELOCATE  OVER HEAD VENT 4728RM0100E
0001195467 4761-ROOF0001 /  REPLACE AIR FILTERS , AIRHANDLER ON LOWER ROOF. 4761-ROOF0001

0001195301 REMOVE ALL ELECTRICAL FROM 3 TANKS ON THE EAST SIDE 4700EAST
0001190932 REPAIR INOPERABLE EXHAUST FAN 4623RM0103
0001181390 REPAIR REPLACE BULB/BALLAST 4666RM0263
0001181550 REPAIR LIGHT O.S. OF HALLWAY BY ROOM 162 4732
0001123814 CRACK IN SIDEWALK NEEDS TO BE REPAIRED - SAFETY HAZARD - 

COMING FROM S ENTRANCE OF PARKING LOT IT IS THE 3RD SECTION OF 
CONCRETE

4203

0001181600 EQUIPMENT ROOM DOORS ARE BROKEN 4487-ABWING
0001181606 4674 / ENTRY ON THE GROUND-LEVEL SOUTH ENTRANCE DOOR, THE 

INSIDE DOOR HANDLE IS BROKEN AND NEEDS REPAIR.
4674SOUTH

0001194761 SPRAY FOR ANTS 4200RM0613
0001195309 SPRAY FOR ANTS 4708RM1125
0001195315 SPRAY FOR ANTS 4612RM2404
0001195322 SPRAY FOR ANTS 4203RM3416
0001195374 SPRAY FOR ANTS IN S.E. CORNER OF BLDG. 4209SOUTH
0001163075 REPAIR REPLACE BULB/BALLAST IN RM'S A219 & A247M 4487FLR02-A
0001167158 REPAIR/ REPLACE BULB/BALLAST 4487RMA0225A
0001173465 REPAIR REPLACE BALLAST  OUTSIDE RM 121D-6 4241FLR01
0001181434 REPLACE TRAP ON SINK IN HIBAY 4656FLR01
0001173525 REPAIR LEAKING STEAM VALVE IN BEAD BLAST ROOM 4760
0001181386 STMV2 HIGH IN ALARM @ 60PSI. LOCATED OUTSIDE OF E-4. 4707
0001188151 REPAIR LEAKING STEAM VALVE IN EQUIPMENT ROOM #2. 4475RM0143
0001188164 4705 / B125 CAULK AROUND DRAIN IN WALL OUTSIDE WALL. 2326 4705RMB0125
0001188336 MOVE TANK FROM 4705 MACHINE SHOP TO 4640 TAKE EMPTY TANK 

BACK
4640

0001188338 REPAIR CEILING LEAK 4487RMB0102C
0001184500 4649 E-1 STEAM LEAK WEATHERS CHECKING 4649RM0109
0001195267 REPAIR VALVE ON HOT WATER SYSTEM IN E-1. 4723
0001195502 UNSTOP COMMODE 4203RM1001A
0001195526 UNSTOP COMMODE 4487RMA0234M
0001173367 REPLACE BULBS 4605RM0013A
0001173369 REPLACE BULBS 4605RM0012
0001177087 REPAIR/ REPLACE EMERGENCY LIGHTS 4666RM0361
0001181381 REPLACE 12 FLOURESCENT BULBS 4605RM0012
0001181430 RESET BREAKER 4610RM3045A
0001177091 REPLACE EMERGENCY LIGHTS IN STAIRWELL NEXT TO ROOM 362 4666
0001163087 REPLACE METAL EXTERIOR DOOR (ROTTEN AT BOTTOM) 4705RMC0101
0001184522 CUT OFF BOLTS THAT ARE STICKING UP FROM FLOOR/ TRIPPING 

HAZZARD O.S. OF ROOM
4471RM0178B

0001177052 4653 / 1 & 31 REMOVE DEAD BUGS FROM LIGHT COVER; THEN WASH 
LIGHT COVERS. LIGHTS ARE LOCATED IN ROOMS 1 AND 31 (EAST AND 
WEST HIGH BAY).

4653

0001147949 REPAIR POWER SUPPLY TO SUPER CONDUCTING MAGNET #CRYO 
MAGNETICS-CS4 2991( CONTACT USER BEFORE HAND)

4205RM0111

0001177073 REPLACE BULB OVER DESK 4200RM0716
0001167318 LIGHTS OUT IN WOMENS RR 4200RM0614
0001167332 REPAIR/REPLACE BALLASTS 4200RM0518
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0001181540 REPAIR BROKEN LIGHT 4471RMA0105
0001184476 REPAIR REPLACE BULB/BALLAST IN HALL NEAR B159 4487FLR01-B
0001188250 CHECK STEAM RELIEF LEAK 4667
0001181496 REPAIR LEAKING VALVE, WASHING POURING OUT ON THE SOUTH SIDE 4531SOUTH
0001181625 REPAIR STEAM LEAK ON CONDENSATE RETURN LINE, S.E. CORNER OF 

HIBAY
4655RM0100

0001167231 REPLACE LIGHTS IN ROOM 104 WEST SIDE BASKETBALL COURTS 4315RM0104
0001201410 RESTORE POWER TO SUMP0001 (2013) 4700-SPMP001
0001195430 SPRAY BASEMENT FOR ROACHES AND ANTS 4708BSMT
0001195541 NO LIGHTS IN HIBAY/ HAZZARD ROOM 4471
0001173376 PAINT AND PATCH OUTSIDE ROOM 120 4353RM0120
0001169947 LABEL FLUID LINE ON EAST WALL PROTRUDING FROM CEILING 4612RM1025
0001188197 REPAIR ROLL UP DOOR ON WEST END OF HIBAY/ WON'T CLOSE 4761
0001167980 REPAIR LEAKING FLUSH VALVE ON 2ND COMMODE ON THE RIGHT 4203RM4001A
0001181536 CHECK EXTERIOR PENTHOUSE LIGHTS/ NOT WORKING 4201
0001160605 CHECK LIGHT WITH WATER RUNNING IN FROM CEILING LEAK 4708RM0151
0001181441 UNSTOP WATER FOUNTAIN NEAR MEN'S RM 4203FLR02
0001181445 REPAIR LEAKING FAUCET 4203RM1005
0001181446 1ST URINAL DRAINING SLOW 4203RM2006
0001181447 UNSTOP MIDDLE SINK 4203RM2001A
0001181448 SINK DRAINING SLOW 4203RM3005
0001181449 REPAIR LEAK ON WATER FOUNTAIN, LEAKING AT BUBBLER 4203
0001181451 1ST COMMODE LEAKING 4203RM4006A
0001181453 REPAIR LEAKING TRAP ON 1ST SINK 4203RM4001A
0001181455 HANDICAP URINAL DRAINING SLOW 4203RM5006A
0001181470 SEWER ARM LEAKING ON SINK 4203RM6440
0001173466 REPAIR REPLACE BALLAST 4241RM0204
0001188147 REMOVE BOLTS AND EXCESS AIR TANK IN ROOM E4 4472
0001169881 4200 / 408C ONE OVERHEAD LIGHT IS OUT. 4200RM0408C
0001173607 REPAIR, REPLACE LIGHT IN ENTRANCE TO LADIES RM 4200RMG0003
0001195364 UNSTOP LAST STALL COMMODE 4708RM0167
0001173595 REPLACE DAMAGED CEILING TILES (2031) 4708RM1259B
0001181542 REPAIR LEAKING STEAM COIL 4200-SAF0001
0001188291  CHECKING ODOR (GAS)?? 8023
0001169944 4549-ROOF0002 /  REPAIR DOWNSPOUT . 4549-ROOF0002
0001181534 4612RM1202 /  FIRST LAVATORY SLOW TO DRAIN 4612RM1202
0001181541 REPAIR LEAKING COMMODE 4531RM0101
0001181544 CONTINUOSLY RUNNING COMMODE AND URINAL 4531RM0101
0001181409 CARD READER DOOR NOT CLOSING PROPERLY 4200EAST
0001181539 REPAIR DOOR HANDLE 4650RM0019N
0001169933 4566-ROOF0001 /  CLEAN DEBRIS AND LEAVES OFF THE ROOF 4566-ROOF0001
0001173474 SEAL HOLES IN WALL UNDER HOOD AT GREEN FANS ON WEST SIDE OF 

157 , SOUTH SIDE 4619.2326
4619RM0157

0001169912 ADJUST FLOW OF WATER FOUNTAIN 4200RM0932
0001181422 SMOKE AND COLD AIR ARE ENTERING A114 FROM THE NORTHEAST 

CORNER OF THE ROOM FROM THE EXTERIOR OF THE BUILDING.
4705RMA0114

0001160676 REPAIR ROOF LEAK OUTSIDE ROOM 5022. 4610-ROOF0001
0001167940 REPLACE INLINE TRAP ON STEAM STATION ON THE SOUTHWEST 

CORNER
4483

0001167941 REPLACE IN LINE F&T TRAP ON STEAM STATION 4491RM0136
0001167942 REPLACE INLINE ARMSTRONG TRAP ON STEAM STATION 4487RMC0157
0001167943 REPLACE INLINE RELIANCE TRAP ON STEAM STATION 4487RMC0157
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0001167963 REPLACE BUCKET TRAP ON STEAM STATION 4708RM1280
0001173459 REPAIR SLOW DRAINING SINK IN MEN`S ROOM. 4250RM0071
0001173501 UNSTOP MIDDLE COMMODE 4203RM3001A
0001188153 UNSTOP DRAIN TO SALAD BAR 4203RM1300
0001188187 4200 /  FIRST FLOOR MENS ROOM LEAKING SINK 4200RM0152
0001163122 4250 / HALLWAY REPAIR GOUGE IN ALL & REPAINT. 4250
0001181473 4755 / 234 PLEASE REPLACE LIGHT BULBS IN ROOM 234 CUBICLE 1 4755RM0234
0001173328 RM5110. AFTER POWER FAILURE, LIGHTS IN ROOM DIDN'T COME BACK 

ON.
4600

0001173451 CLEAN  AC FILTERS 4201RMB0022
0001177059 CLEAN  AC VENTS OF BLACK PARTICLES 4201RM0601B
0001195213 4610 / 2062 A LIGHT IS COMPLETELY OUT IN SUITE/ROOM 2062. 4610RM2062
0001190930 REPAIR REPLACE BULB/BALLAST 4723RM0110
0001190975 REPLACE BULBS IN ROOMS 110, 111, AND 122 4723
0001188267 REPLACE BALLAST 4610RM5000
0001188268 REPLACE BALLAST 4610RM2039A
0001188138 HIBAY REPLACE SEALS IN INFLUENT PUMPS 4761
0001188275 CLEAN OUT GUTTERS ON THE NORTH SIDE 4723NORTH
0001188294 4631 CHWP'S OFF IN ALARM 4631
0001167422 REMOVE SOME BULBS, TOO BRIGHT ( SEE USER) 4200RM0914C
0001167411 REPLACE LIGHT OVER DESK 4200RM0604
0001167401 REPLACE BULB OVER DESK 4200RM0420A
0001167342 REPAIR/REPLACE BALLAST 4203RM3420
0001167322 REPAIR/REPLACE BALLAST 4200RM0812A
0001167152 PLEASE RELOCATE ELECTRICAL OUTLETS FROM CEILING TO TEST 

CHAMBER.  TWO CIRCUITS ALREADY EXIST IN BOXES ON CEILING.  RUN 
CONDUIT FROM CURRENT BOXES TO NEW BOXES AT TEST SYSTEM 
SUPPORT BEAM.

4571

0001181557 REPAIR LIGHTS O.S. ROOM 116 4732
0001195387 RECONNECT DUCTWORK FOR SUPPLY AIR IN RM 220 (2026) 4200FLR02
0001195484 CLOGGED TOILET MENS ROOM A104 4487RMA0104M
0001181615 REPAIR EMERGENCY LIGHTING 4241-LTS0026
0001173373 ADJUST EAST ENTRANCE DOOR 4485EAST
0001163134 INSULATE VALVE ON SAFETY SHOWER SOUTH EAST CORNER OF 

BUILDING
4776

0001173602 SET TRAPS FOR MICE 4583RM0173A
0001160225 REPLACE DAMAGED CEILING TILE IN ROOM M101. 2031 4663RMM0101
0001195396 REPLACE DAMAGED CEILING TILES (2031) 4666RM0233
0001195395 REPLACE DAMAGED CEILING TILES (2031) 4666RM0231
0001169908 REPAIR BAND ON PIPE OUTSIDE RM B27B 4708RMB0027B
0001181623 REPAIR ROLLUP DOOR/ WON'T OPEN 4561
0001160606 REPLACE BULB/ BALLAST/ FLICKERING LIGHT 4200RMG0011
0001167229 CLEAN DEBRI OFF ROOF AND OUT OF GUTTER SOUTHERN END OF 

BUILDING.
4612-ROOF0002

0001167215 REPAIR ROLL-UP DOOR #3, BOLT RUBBING CHAIN 4623
0001167237 REPAIR ROLL UP DOOR#2, BOLT RUBBIBG CHAIN 4623
0001167241 CHECK ALIGNMENT ON ROLL UP DOOR#3 4623
0001167974 REPLACE INLINE RELIANCE 1/2" ON PRIMARY STEAM STATION 4476RM0105
0001167975 REPLACE INLINE ARMSTRONG 1/2" TRAP PRIMARY STEAM STATION 4476RM0105
0001177107 SPRAY FOR ANTS 4200RM0923
0001177113 SPRAY FOR ANTS IN HALL NEAR ROOM 4009 4610
0001177123 SPRAY FOR ANTS 4708RM0106
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0001178188 4629 / BLDG NEED PEST CONTROL SERVICES TO CHECK AND CHANGE 

OUT GLUE-BOARDS.
4629

0001173470 UNSTOP SINK 4491RM0117
0001173557 SPRAY FOR ANTS 4610RM2047
0001173581 SPRAY FOR ANTS 4610RM3059
0001190979 4619 / S. BSMT THERE IS WATER STANDING IN THE FLOOR OF THE SOUTH 

BASEMENT 4619.
4619BSMT

0001167230 CLEAN OUT GUTTER NORTHERN SIDE , AND EASTERN END OF MAIN 
BUILDING .

4612-ROOF0003

0001173555 CLEAN OUT CONTAINMENT 4583
0001181475 REPAIR LEAK BEHIND SPRAY BOOTH 4707RM0154
0001177064 UNSTOP SINK IN BREAK ROOM NEAR VENDING MACHINES , EAST SIDE 

OF BLDG
4650EAST

0001177066 HIGH SIDE STEAM PRESSURE IS IN HIGH ALARM AT 221 PSIG. LOCATED IN 
E4

4619

0001177100 FLUSH HANDLE LEAKING ON 2ND URNIAL 4610RM2090
0001181418 4663B  E1 DOORWAY  DEAD CAT LOCATED IN NEED OF DISPOSAL 4663
0001181489 SPRAY FOR ANTS 4705RMA0206
0001173527 FRONT ENTRANCE DOOR TO CREDIT UNION STICKING 4202
0001173599 REPAIR, ADJUST AUTOMATIC DOOR ON WEST END, NOT CLOSING 4202WEST
0001177047 CHECK RECEPTACLE LOOSING POWER 4207RM0140D
0001147892 ROOF LEAK 4493RM0140
0001173542 REPAIR STEAM LEAKS E1 4476RM0105
0001173606 INCREASE STEAM PRESSURE 4708RMB0039
0001167939 REPLACE OFF SET F&T STEAM TRAP ON STEAM STATION 4464RM0120
0001175363 4250RM70 /  UNCLOG LAVATORY 4250RM0070
0001181558 REPAIR LIGHTS O.S. ROOM 108A 4732
0001181554 ELEVATOR DOORS WON'T OPEN/ MOVING SLOWLY 4200-ELEV0003
0001177125 REPAIR ELEVATOR 4200-ELEV0002
0001173416 REPAIR COVER TO AIR VENT IN THE 4500 AREA IN EAST TEST AREA MSFC
0001167209 REPLACE POTABLE WATER FILTER (2023) 4654RM0110
0001167986 4481 / NE DOCK OUTSIDE DOOR , NUMBER 12. THE LOWER LATCH IS 

BROKEN. VERY HARD TO OPEN DOOR OFF THE NORHT EAST LOADING 
DOCK FOR WIDE LOADS.

4481NORTH

0001181393 ADJUST DOOR 4494RM0022
0001181506 CHECK FOR FALLEN TILES, DEBRIS ON THE FLOOR 4666RM0250B
0001160179 4707-MAIN ENTRANCE  DOORS WILL NOT OPEN AUTOMATICALLY. 4707
0001160623 REPLACE FRONT OUTSIDE LIGHT AT EAST END ENTRANCE 4755EAST
0001184488 RESET ALL ELEVATORS DURING FIRE ALARM 4202
0001163066 REPAIR DIMMER SWITCH ON LIGHTS 4203RM4002
0001159858 UNSTOP URINAL 4251RM0008
0001181513 RESET BREAKER 4200RM0609
0001090502 REPAINT CEILING 4760RM0118
0001177103 SINK DRAIINING SLOW 4663RMC0173
0001167245 NEW PUMP LEAKING (BACK SHOP) 4554
0001167368 WATER DRIPPING FROM PIPE IN CEILING - CEILING TILE  FALLEN - 

ALCOVE AREA OUTSIDE ROOM 1103
4600RM1103

0001173450 REPLACE TOLIET SEAT 4610RM5028
0001173546 SOUTH HIGHBAY BETWEEN COLUMS A8 AND A9,FAUCET LEAKING 4650SOUTH
0001177124 UNSTOP SINK 4663RMC0103B
0001173371 REPAIR PARKING LOT LIGHTS 4674
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0001181415 4200 EAST BASEMENT DOOR IS MALFUNCTIONING.  SECURITY IS 

STANDING BY. 
4200

0001169958 REPAIR ROOF LEAK THAT IS DRIPPING FROM LIGHT FIXTURE ONTO THE 
CONFERENCE TABLE.

4250RM0035E

0001154239 REPAIR AUTOMATIC DOORS ON THE NORTH SIDE 4707NORTH
0001167380 4708 / E 1 REPLACE   SUMP PUMP SENSOR (2313) 4708RMB0039
0001181400 RESET BREAKER 4612RM1310
0001153888 SCRAPE & PAINT PEELING PAINT ON LN2 TANK. 4623
0001188139 LADIES RESTROOM 3RD COMMODE OVERFLOWING 4566RM0148
0001167153 REPAIR ROOF ON DUGOUT AT FIELD #1 4609
0001173404 4708-ACMP0003 /  REPAIR AIR LEAK ON COMPRESSOR.B 1 4708-ACMP0003
0001173467 CHECK FOR SOURCE OF ODOR IN VENTALATION 4200RM0914C
0001173532 TWO STAINED CEILING TILES IN HALLWAY OUTSIDE OF ROOM BC140 

BLDG. 4487.  ALSO, TWO MORE STAINED CEILING TILES ABOUT 15 FEET 
AND 20 FEET IN HALLWAY SOUTH OF ROOM BC140.  REPLACE CELING 
TILES AND CHECK FOR WATER LEAKS.

4487RMBC0140

0001181384 ADJUST DOOR CLOSER ON DOOR 4205RM0101E
0001173544 REPLACED VALVE ON CW LINE. ,PUMP LEAKING 4205FLR01
0001160675 CLEAN DEBRIS OFF ROOF AND OUT OF GUTTER AT EASTERN ENTRANCE . 4610-ROOF0004

0001181507 CONTINUOSLY RUNNING URINAL 4483RM0106
0001173541 URINAL WON`T FLUSH.,ROOM A 122 M 4487RMA0122M
0001173385 4705 / A124 REPLACE BULBS IN 3 FIXTURES OF LARGE TENT. SCISSOR LIFT 

REQUIRED. WE HAVE ONE IN THE AREA.
4705

0001160636 PAINT HOT WATER PUMP 4650RM0029
0001159955 PAINT BOMB HOT WATER PUMP 4650RM0029
0001181437 SPRAY FOR ANTS 4708RM0115
0001173419 REPAIR LIGHTS 4487RMB0149A
0001177109 REPLACE BALLAST, BALLAST BURNED OUT 4471RM0182
0001169857 REPAIR REPLACE LIGHTS IN ELEVATOR MACHINE ROOM 4200
0001159971 CALIBRATE CONDUCTIVITY ANALYZER 4628RM0132
0001160019 REPLACE SWITCH ON CHEMICAL PUMP 4675RM0100
0001163484 REPAIR REPLACE BULB/BALLAST IN RM 24 4306FLR01
0001169860 REPAIR LEAK AROUND WINDOW 4244RM0115
0001167184 CHECK SMELL OF BURNING BELTS ON EAST END OF BLDG. NEAR ROOM 

191
4492EAST

0001173428 UNSTOP URINAL IN MEN'S RM BEHIND HVAC SHOP 4650RM0027
0001173510 UNSTOP MIDDLE SINK AND RIGHT HAND SINK 4570RM0105
0001173515 CHANGE OUT FILTER UNDER SINK 4663RMA0176
0001173524 REPAIR 3RD COMMODE, OVERFLOWING WHEN FLUSHED 4666RM0253A
0001167906 CHECK WATER FAUCET FOR LEAD 4663RMA0208
0001147814 HALLWAY NEAR ROOM 104-ELECTRICAL PANEL -0003 & PNL0002( SFN 

13778) KAA-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE 
THE FUNCTION OR EQUIPMENT BEING POWERED-ALL BREAKERS 
IDENTIFIED AS SPARES ARE IN THE ON POSITION

4464

0001147875 REPAIR REPLACE BULB/BALLAST IN LOBBY 4315RM0100
0001147947 REPAIR HINGE ON LIGHT COVER 4202RM0111
0001153913 REPAIR REPLACE BULB/BALLAST IN TUNNEL 4566
0001147955 4200 / ELEV 4 REPLACE CAR GATE DOOR ROLLERS 4200-ELEV0004
0001148331 REPAIR/ REPLACE CEILING LIGHT ABOVE DESK 4610RM1085
0001153839 REPAIR EXHAUST FAN 4612RM1202
0001167329 TS500EAST TEST  /  CHANGE FILTERS IN PORTABLE DXC UNIT 4530
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WONUM DESCRIPTION LOCATION
0001163141 REPAIR REPLACE CANNED LIGHTS, NEED DONE BY 12/13/05 DUE TO 

MEETINGS ON 12/14/05
4200RM0715

0001167275 TRIED TO RUN CHRISTMAS TREE ON SAME CIRCUIT AS HEATER - 
DOESN'T WORK

4200RM0149

0001167376 4494-RESTROOM LIGHT  LIGHT OUT IN RM 9 OF 4494. 4494RM0009
0001167403 REPAIR VENT HOOD IN KITCHEN NOT BLOWING OUT THE SMOKE 4203RM1101
0001153866 REPLACE LIGHT SWITCH 4200RM0526F
0001163127 4739 SOUTH DOOR WANT CLOSE 4739RM0106
0001144684 MOVE POWER ON/OFF CIRCUIT BREAKER BOX (208VAC, 70A, 1PHASE) 

FROM NORTH WALL, EXTEND WIRING INTO ADJACENT ROOM, AND 
REATTACH BREAKER BOX ON SOUTH WALL OF ROOM.  AT BOX`S 
ORIGINAL LOCATION, PLACE A JUNCTION BOX FOR THE WIRING 
EXTENSION.

4708RM0121

0001173312 REPAIR ELEV0004, INOPERATIVE, STUCK ON THE 6TH FLOOR 4200-ELEV0004
0001169916 SPRAY FOR ANTS IN MENS AND LADIES RM'S 4200FLR07
0001167226 UNSTOP DRAIN ON EYEWASH 4612RM1318
0001167382 4610RM2090 /  REPAIR OR REPLACE STRAINER ON MIDDLE SINK 4610RM2090
0001167383 4610RM3090D /  REPAIR OR REPLACE SEAT ON THIRD COMMODE 4610RM3090
0001167385 4610RM4033 /  ADJUST  FLUSH VALVE MIDDLE COMMODE 4610RM4033
0001167386 4610RM5028 /  FLUSH VALVE ON FIRST COMMODE LEAKING 4610RM5028
0001163101 SEWER ODOR 4612RM1202
0001163067 CHECK WEST END LIGHT SENSOR MAKING NOISE 4600RM4006
0001159938 PRIME AND PAINT METAL FRAME 4650
0001167907 RESET BREAKER IN 100 AREA 4244RM0100
0001160091 ASSIST SECURITY WITH IDENTIFICATION OF AN ALARM. 4761WEST
0001163096 RESET BREAKER 4200RM0609
0001163137 REPAIR REPLACE BULBS IN HOOD AND GRILL AREA 4203RM1101
0001163138 REPAIR LIGHTS IN ROOM 4481RM0262
0001163142 REPAIR AUTOMATIC DOORS AT EAST ENTRANCE IN THE BASEMENT 4200GROUND
0001147946 REPLACE MISSING CEILING TILE 4610RM3049
0001160641 REPAIR/ REPLACE AUTOMATIC DOOR CLOSURE ON EXTERIOR DOOR ON 

WEST END OF BWING
4663

0001163110 REPLACE CRACKED CEILNG TILE 4610RM2049
0001163135 CLEAN SCREENS ON EYEWASH 4776-SHEW0001
0001160244 RELOCATE ELECTRICAL OUTLET 4600RM5420
0001160632 NO POWER TO OUTLETS 4600RM4111
0001160656 RELOCATE OUTLET 4600RM3110
0001160670 LIGHT SENSOR NEEDS TO BE RELOCATED FROM DOOR ENTRY TO ABOVE 

DESK.  LIGHTS NEED TO BE BRIGHTER
4600RM5409

0001160667 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 2ND FLOOR HALLWAY 
NEAR ROOM 216

4708FLR02

0001169961 SLOW RPM OF EXHAUST FAN 4612RM1300
0001167193 4619 NE BASEMENT STEAM LEAK 4619
0001148320 REPLACE OVERHEAD LIGHT 4200RM0604-17
0001160647 REPAIR LIMITS ON ROLLUP DOOR/ NORTH SIDE 4649
0001160100 4205-WATER LEAK  SECURITY REPORTS LEAK IN MAIN LOBBY. 4205
0001160114 OVERFLOWING WATER FOUNTAIN NEAR MENS RR 4203FLR04
0001147787 NO LIGHTS ON LEVEL 13, 14, AND 15 4707TOWER
0001160207 REPLACE SWITCH EMG LIGHT #1 4712RMA0101
0001160208 REPLACE BULB IN EMG LIGHT # 4 4712RMA0112
0001160209 HALL 108 REPLACE SWITCH EMG LIGHT #5 4712FLR01
0001160210 H -D12 REPLACE BULB LIGHT #6 4712
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0001160238 REMOVE BOX OF LIGHT BULBS 4759RM0101
0001159881 HST 0009 NOT OPERATIONAL 4760-HST0009
0001163119 4612 / HIGH BAY OVERHEAD CRANE # CRN0002, EAST END, BLDG. 4707 

HIGH BAY, HAS LOOSE PENDANT HANGER RAIL.  RAIL HAS SLID NORTH, 
ALLOWING CONTACT WITH BUILDING STRUCTURE.  CRANE HAS BEEN 
REMOVED FROM SERVICE AND TAGGED OUT.

4612

0001181492 B WING OUTSIDE OF E-2 IS A DEAD CAT. 4663
0001173548 REPAIR REPLACE RELEIF VALVE ON WATERHEATER,ROOM 104 4705
0001173571 INVESTIGATE  MILKY WATER COMING FROM WATER FOUNTAIN 

LOCATED NEAR BC157
4487

0001175578 4471RMA112 /  REPAIR TOILETPAPER DISPENSER 4471RMA0112
0001175707 4471 RMA110 /  REPAIR LOOSE COMMODE SEAT 4471
0001181395 ADJUST STEAM PRESSURE 4702RM0113
0001167154 REPAIR GAUGES AND VALVES ON STEAM STATION IN THE SOUTH WEST 

SIDE OF BLDG.
4667

0001167156 ADJUST STEAM PRESSURE ON STEAM STATION 4667
0001167157 CHECK STEAM SUPPLY TO HEATERS IN CONTROL ROOM 4667
0001139082 REPLACE STEAM GAUGE AND VALVE ON STEAM STATION 4666RM0108
0001160041 REPLACE CEILING TILE OUTSIDE OF ROOM 410 4202RM0410
0001160038 REPLACE CEIING TILE OUTSIDE OF ROOM 4202RM0303
0001173585 4487 ROOM A116 LEAK IN CEILING CHECK TUESDAY LABEL 24 ALL GONE 

FOR THE DAY
4487RMA0116

0001163172 REPAIR LEAK UNDER SINK 4666RM0235A
0001173433 CHECK SEWER ODOR 4610FLR06
0001173576 4567-ROOF0001 /  UNCLOGE ROOF DRAIN WATER STANDING. 4567-ROOF0001
0001167981 SPRAY FOR ANTS (COME TO ROOM 110 FOR DETAILS) 4570
0001167987 4203 / 3417 PERSISTANT ANT PROBLEM. NEED PEST CONTROL. 4203RM3417
0001169864 SPRAY FOR ANTS 4708RM1241
0001177093 4600 CRITICAL POWER IN ALARM   CHECKING 4600
0001173372 CHECK OPERATION OF LIGHTS IN EAST PARKING LOT, NOT ALL COMING 

ON
4666EAST

0001154012 REPAIR FESTOON ARM ON CRN0001 NORTH HOIST  AND CHECK ARMS ON 
CRN0002,3,4.

4755-CRN0001

0001139094 CLEAN OUT HYDRAULIC OIL CONTAINMENT 4542
0001139093 CLEAN OUT RINGER CRANE CONTAINMENT 4515
0001147916 CLEAN OUT GUTTER NORTHERN WING. 4666-ROOF0001
0001147974 REPAIR LEAKING GUTTER 4619RM0136
0001167330 4566 / 154A REPLACE DAMAGED CORNER TRIM ON OUTSIDE WALL OF 

BLDG. 2326
4566RM0154A

0001148285 REPLACE GLASS IN PICTUIRE 4650RM0019
0001167885 WATER CLEAN UP 4708RMB0027B
0001038876 4203 / 1007 THE DISHWASHER EXHAUST DUCT RUNS THROUGH THE 

CEILING IN RM 1007 TO THE OUTSIDE OF THE BUILDING. THIS DUCT IS 
LEAKING WATER ONTO THE CELING TILE AND WILL SOON CAUSE THE 
TILE TO FAIL.

4203RM1007

0001167953 SPRAY FOR ANTS 4728RM0100E
0001167955 4705 / C1901 THE MACHINE SHOP (C110) AND TWO ADJOINING OFFICES, 

(C110 & C111) NEED TO SPRAYED FOR ANTS.
4705

0001163133 THERE ARE ANTS TRAVELLING ALONG THE EXPOSED COMMUNICATION 
WIRES LOCATED ON THE EAST WALL BETWEEN THE FIRST AND SECOND 
FLOORS.  THEY ARE VISIBLE HALFWAY UP THE STAIRS ON THE NORTH 
END OF THE MEZZININE.

4705RM0124
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0001163168 SPRAY FOR ANTS 4200RM0511
0001142518 PAINT RM 4200RM0340
0001147915 CLEAN OUT GUTTER CENTER SECTION . 4666-ROOF0002
0001147914 CLEAN OUT GUTTER SOUTHERN WING. 4666-ROOF0003
0001167129 STEAM TRAP COLD @ 4250. IT IS LOCATED ABOVE ROOM 68. 4250
0001167131 STEAM TRAP LOST FOR 4249 SQ HEATERS. IT IS LOCATED IN E-2. 4249
0001167134 STEAM TRAP LOST FOR MAIN DRIP LEG LOCATED IN E-2. 4249
0001163109 REPAIR REPLACE BULB/BALLAST 4623RM0118
0001160054 REPAIR LIGHTS UNDER MEZZANINE 4655
0001159990 CHECK RED CLEARANCE LIGHTS ON ROOF 4619
0001160195 REPAIR ROLL UP DOOR 4628RM0115
0001147770 RESET BREAKER 4315RM0107
0001167922 REPAIR WATER FOUNTAIN, CONTINUOUSLY RUNNING OUTSIDE RM 110 4708FLR01
0001167304 4748 water fountain leaking 4748
0001167323 2ND URINAL HAS NO WATER 4200RM0219
0001167343 LOCATE AND REPAIR OVERHEAD WATER LEAK NEAR SPRINKLER HEAD 4487RMA0109

0001167426 REPAIR BUSTED PIPE 4708RMB0027
0001167262 REPLACE AIR FILTERS DXAC0002 4551RM0200
0001147835 REPAIR REPLACE CONDENSATE VALVE  IN STEAM STATION 4666RM0108
0001110710 EXHAUST FAN 2 (MENS ROOM) IS NOT MOVING AIR, ALTHOUGH FAN IS 

RUNNING.
4728RM0106

0001160240 REPLACE MISSING CEILING TILES 4471RM0173A
0001169968 REPLACE CEILING TILE 4708RMB0027B
0001173314 4708 / 1204A RE-SECURE LOOSE HANDRAIL IN 1204A 4708RM1204A
0001167938 REPLACE INLINE NICOLSON STEAM TRAP ON STATION 4306RM0106
0001167936 REPLACE TRAP ON STEAM STATION 4312WEST
0001167935 REPLACE IN LINE STEAM TRAP IN WESTEND SHED 4353WEST
0001159860 CLEAN UP FALLEN CEILING 4200RM0160
0001169883 EMPTY OVERFLOW PAN 4650RM0018
0001153870 REPAIR/REPLACE BALLAST IN RM'S 300 & 313 4202FLR03
0001163149 UNSTOP SINK 4483RM0105
0001143560 REPAIR REPLACE LIGHT, OUTSIDE, EAST SIDE 4205EAST
0001153915 REPAIR OR REPLACE BULB/BALLAST IN RM'S 4236, 4228, 4240 & 4217 4203FLR04
0001153954 REPAIR OR REPLACE BULB/BALLAST 4202RM0612
0001163089 UNSTOP SINK DRAIN 4471RM0220G
0001163080 INVESTIGATE SEWER ODOR IN ROOMS 109 AND 110 4702FLR01
0001160603 REPAIR CEILING LEAK, WATER POURING FROM PIPES IN CLEAN RM 4708RM0151
0001160598 4707 / HIGH BAY REPAIR WATER LEAK COMING THROUGH CEILING IN 

MAIN NORTH ENTRY HALLWAY, BETWEEN ROOMS 104 AND 105.  WATER 
RUNNING DOWN WALL AND COLLECTING ON FLOOR.

4707

0001160226 REPAIR RUPTURED JOINT IN WATER LINE THAT SUPPLIES SINK UNDER 
FUME HOOD.  RECURRENT PROBLEM, PLEASE REPLACE COMPRESSION 
JOINT WITH FLARED FITTING.

4707RM0101

0001154284 REPLACE BALLAST IN ROOM 4203RM2129
0001167967 REPLACE INLINE F&T TLV TRAP ON STEAM STATION 4650RM0019N
0001167968 REPLACE INLINE BANNERS AND JONERS TRAP 4566RM0147
0001173417 CHECK FOR OVERFLOW FROM STEAM LINE ON THE WEST SIDE OF BLDG, 

CAUSING SEVERE ICE PATCHES
4728WEST

0001177062 WATER ON FLOOR 4610RM2090
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0001173394 4708 / 1228 IDENTIFY & ELIMINATE ODER (LIKE OPEN SEWAGE LINE) IN 

ROOM 1228.  OCCURS DAILY, USUALLY AROUND 3:00 P.M.  CAN ONLY 
SMELL IN OFFICE, NOT IN HALLWAY.  ROOM OCCUPANTS ARE 
BECOMING NAUSEOUS

4708RM1228

0001173526 REPLACE FILTER ON FILTER POT 4209
0001133065 4471 / E-8 REPAIR FAN ON SPACE HEATER (2013) 4471RM0195A
0001167185 REPLACE BULBS 4707RM0103
0001167352 REPLACE FLUORESCENT TUBES, ROOM 100A 4777RM0100
0001173386 4705 / C101 MOVE AN EXISTING BREAKER BOX FROM BUSS BAR ON EAST 

WALL TO BUSS BAR ON SOUTH WALL IN THE MACHINE SHOP.
4705RMC0101

0001173507 REPAIR REPLACE BULB/BALLAST 4705RMC0109
0001167925 PUMPAREA REPAIR STEAM LEAK AT MODULE 2. 4659
0001160635 CHECK, REPAIR WATER HEATER, MAKING NOISE 4650RM0135
0001173431 HOOK UP WATER LINE TO COFFEE POT IN HALLWAY 4663FLR02-A
0001154275 RESECURE CEILING TILES NEAR ROOM 105 4708FLR01
0001153922 REMOVE OLD STARTER FROM WALL 4472RME0001
0001160039 REMOVE ITEMS FROM ELECTRICAL CLOSET 4202RM0323
0001167307 ELEVATOR 3 AND 4 SLIPPING. 4600
0001160056 REPLACE BULBS 4708RM1129A
0001147981 REMOVE DEFLECTOR ON VENT PER HVAC TECH. 4485RM0107A
0001148311 CHECK, LABEL FLUID LINES IN THE N.E CORNER OF RM ( CONTROLLED 

ACCESS, USER IS IN RM 1036)
4612RM1025

0001154026 CLEAN, SEAL, AND PAINT SHOWER STALLS ONE AND TWO 4315
0001167163 PERFORM CLEANUP 4612RM1318
0001153847 4653 / 31 REPLACE LIGHT BULBS IN HIGH BAY (MACHINE SHOP). 4653RM0031
0001154308 4711 / W133 RELOCATE POWER / TELEPOLE  AND GROUND WIRE TO TEST 

BENCH IN ROOM W133.  POINT OF CONTACT   CELL 426-
4163.

4711RMW0133

0001160122 REPLACE BULBS 4707RM0130
0001160193 CHECK HEAT TRACE ON INFLUENT LINES 4761
0001163153 WIRE ROLL UP DOOR TO GO DOWN WITH OUT HOLDING BUTTON, BSMT 

ELEVATOR
4619RMB0139

0001167150 EMERGENCY LIGHT NOT WORKING IN HALLWAY NEAR E-4. FINDING ID 
6466

4619RMB0137A

0001167202 RESET BREAKER 4610RM3045A
0001167238 REPAIR CLOSE BUTTON ON ROLLUP DOOR # 2 4623
0001167340 RESET BREAKER 4610RM3045
0001167402 REPAIR/REPLACE BULB IN JANITORS CLOSET 4666RM0388
0001167296 REPLACE AIR FILTERS DXAC0001 4551RM0201
0001160058 REPLACE BALLST 4561RM0214
0001167904 MOVE CRANE PENDANT 4619RM0157
0001169969 REPAIR STEAM LEAK IN S.W. STEAM PIT 4621
0001173325 REPAIR CEILING LEAK 4250RM0044A
0001173338 REPAIR LEAKING FLUSH VALVE ON URINAL 4711RMW0117
0001173343 UNSTOP URINAL 4481RM0112
0001160627 REPLACE RETURN AIR GRILL WITH FILTER GRILL ON VAV#2 4755
0001173448 UNSTOP FLOOR DRAIN 4708RM0140
0001173437 REPAIR CEILING LEAK, WET CEILING TILES 4471RMD0104
0001160018 CEILING LEAK 4708RM1259A
0001153824 4348 / 101B THE EXHAUST FAN DOES NOT  EXHAUST THE BATHROOM 

WELL.   CHECK FAN AND DUCT FOR OBSTRUCTION.   INSTALL NEW 
SWITCH SO FAN CAN RUN WITHOUT LIGHT BEING ON.

4348RM0101
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0001167971 REPLACE OFFSET F&T   AND   ON STEAM STATION 4203BSMT
0001167949 REPLACE OFF SET F&T DURHAM/BUSH TRAP ON STEAM STATION 4705RME0107
0001167944 REPLACE INLINE   AND   TRAP ON STEAM STATION 4759EAST
0001167410 SPRAY FOR ANTS 4200RM0606
0001167890 SPRAY FOR ANTS 4610RM2061
0001167910 SPRAY FOR ANTS 4610RM4004
0001167913 SPRAY FOR ROACHES 4481RM0438A
0001167916 SPRAY FOR ANTS 4610RM5013
0001167920 SPRAY FOR ANTS 4610RM4013
0001167313 TURN GAS OFF TO HEATERS 8023
0001160620 REPLACE WASHERS AROUND HOT AND COLD WATER FAUCETS THAT 

ARE DRIPPING
4755RM0112A

0001160069 REPAIR LEAKING URINAL 4708RMB0029
0001153853 SINK BACKED UP IN THE MENS ROOM 4249RM0121
0001148347 4708 /  RE LABEL STEAM PIPING.  RM.1123A 4708RM1123A
0001167265 WOMENS RESTROOM ANTS EVERYWHERE 4610RM5001
0001153890 INSULATE LN2 LINES ON TANK FILL & DISCHARGE. 4623
0001169885 RESET TRIPPED BREAKER 4202RM0120
0001169886 REPAIR AUTOMATIC DOOR NOT CLOSING 4202WEST
0001169950 REPAIR REPLACE BULB/BALLAST IN STAIRWELL BETWEEN 1ST & 2ND 

FLOORS
4200

0001173347 REPAIR LEAKING VALVE ON FOUNTAIN 4748
0001173356 REPAIR MIDDLE URINAL , CONTINUOUSLY RUNNING 4200RM0515
0001173357 REPAIR LEAKING FAUCET 4200RM0605
0001173359 UNSTOP MIDDLE COMMODE 4200RM0717
0001173362 REPAIR LEAKING FAUCET ON LAST SINK 4200RM0814
0001173365 REPAIR LEAKING FAUCET 4200RM0813
0001163156 REPAIR BASEBOARD HALLWAY OUTSIDE 202A 4619RM0202
0001159868 REPAIR REPLACE BROKEN DOOR KNOB 4619RM0148A
0001167316 CHECK LOCK ON DOOR 4201RM0320
0001167900 REPLACE SCREWS IN NORTH DOOR CLOSURE 4663RMM0101C
0001167918 REPAIR DOOR KNOBS ON  NORTH 3RD & 4TH FLOOR STAIRWELL DOORS 4203

0001254168 RESET BREAKER 4200RM0822
0001254069 SPRAY FOR ANTS IN/ NEAR  WATER FOUNTAIN NEAR ROOM 5001 4610FLR05
0001254072 REMOVE CARDBOARD, ETC. 4202BSMT
0001254073 CLEAN UP WATER STANDING UNDERNEATH ACMP#3 4202BSMT
0001254150 CLEAN E3 EQUIPMENT ROOM NUMBER 137 ON SOUTH WEST SIDE. 4491RM0137
0001247882 CLEAN DIRT OUT OF IGLOO 8302
0001254012 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN NORTH HALLWAY 

ON THE FIRST FLOOR
4708FLR01

0001254013 PLEASE CHECK OUTLET AND INSTALL OUTLET COVER ON OUTLET ON 
NORTHWEST WALL OF 138A.  OUTLET COVER IS MISSING.

4708RM0138A

0001254141 SOUTH WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4738RM0101
0001254282 REPAIR REPLACE BULB/BALLAST 4656RM0213
0001254285 REPAIR/ REPLACE WEAK EMERGENCY LIGHT 4755RM0112A
0001256828 URINAL CONSTANTLY FLUSHING 4711RME0122
0001247961 REPAIR LEAKING STEAM VALVE OUTSIDE ON NORTH EXTERIOR. 4660NORTH
0001251335 4610-E1-LEAK  WATER STANDING IN E1 AT 4610 .  LABORERS TO BE 

NOTIFIED.
4610

0001224717 REPAIR LIGHTNING CIRCUIT (LCTL3) FOR HIGH BAY LIGHTS. 4705RM0124
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0001224493 FROM WORK ORDER 0001166548 TASK 10: EXERCISE ALL BREAKERS IN 

DISTRIBUTION PANELS 3-4 TIMES
4671-PNL0001

0001224614 REPAIR/REPLACE BULBS/BALLASTS OVER WORK AREA. 4250RM0035
0001224783 REPLACE THERMOSTAT SWITCH 4610-GEN0001
0001224620 REPAIR PERIMETER FLASHING . 4487-ROOF0015
0001235195 REPAIR BLISTER 4702-ROOF0002
0001242343 4190 / OUTSIDE REPLACE SCREEN ON OUTSIDE MAKE UP AIR VENT. 2326 4190
0001254100 4471 ROOM C105 LEAK ABOVE CEILING 4471RMC0105
0001251329 4487 ROOM B247M TOILET RUNNING 4487FLR02-B
0001251321 UNSTOP LEFT SINK 4200RM0606
0001231269 4493 / 108 REPAIR CEILING LEAK IN MENS ROOM (2023) 4493RM0108
0001254193 REPAIR DOOR KNOB, FALLEN OFF OF FIRE DOOR LOCATED IN HALL 

BEHIND SERVICE ELEVATOR 
4203FLR01

0001247928 ELEVATOR IS DROPPING THREE TO FOUR FEET AT A TIME 4550
0001248076 SUMP PUMP 3 IS IN ALARM. LOCATED IN A-E7. 4708
0001248077 REPLACE BULBS IN HALLWAY O.S. ROOMS 1028 AND 1034 4610FLR01
0001254080 ADJUST OR REPLACE PRESSURE SWITCH ON ACMP#1 4618FLR02
0001254093 PERSON STUCK IN ELEVATOR #1. NOTIFIED ELEVATOR PERSONNEL. 4200-ELEV0001
0001254180 STUCK ON ELEV001 4200FLR01
0001254096 SEWER ALARM ACTIVATED. 4707
0001231430 PAINT CONFERENCE ROOM 32 AT BUILDING 4650. 4650RM0032
0001253964 INSULATE STEAM LINE AT NORTH ROOF 4566
0001253966 INSULATE CHILLED WATER LINE OUTSIDE AT WINDTUNNEL ROOM 131 4732
0001247956 REPAIR LEAKING VALVE ON CONDENSATE PUMP OUTSIDE ON WEST END 

OF BLDG
4660

0001248026 4656 /  ADJUST FLOAT ON CONDENSATE TANK 4656
0001248027 4656 /  REPLACE STEAM TRAP ON STEAM STATION IN E2 4656RM0118
0001231563 REPAIR/ REPLACE PENDANT CONTROL BUTTON 4650-CRN0006
0001239235 REPAIR SWTICH ON OVERHEAD CRANE 4650RM0022
0001227824 INSULATE CHILL WATER SUPPLY AND RETURN LINES 4619RM0160B
0001251258 OVERFLOWING URINAL 4708RM0165
0001239021 INSTALL EXTENSION ON DRAIN 4205-SHEW0006
0001239056 REPAIR FLUSH VALVE ON COMMODE NEAR WALL 4610RM1079
0001239053 REPLACE MOTOR ON ROOF OF MALFUNCTIONING FUME HOOD 4612RM1504
0001239125 4612 EQ RM 08 /  REPAIR LIGHTS IN E08 . E08 IS ON THE SOUTH SIDE OF A 

WING 
4612RM1503

0001224644 REPAIR LEAKY FAUCET IN RM 3 4639RM0003
0001247869 UNSTOP SINK 4201RM0601A
0001247923 REPAIR PLUMBING LEAK IN BASMENT  SOUTH STAIRWELL 4203BSMT
0001247905 PLEASE REPLACE BURNED OUT LIGHT BULBS IN HALLWAY OUTSIDE OF 

ROOM 1215
4708FLR02

0001247996 4708 / BASEMENT PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN 
BASEMENT HALLWAY

4708BSMT

0001254207 UNSTOP TWO SINKS 4471RMA0112
0001254264 REPAIR PIPE HANGER ON WOMEN`S LAVATORY. HANGER IN E1. 4475RM0114
0001254297 FLUSH WATER FOUNTAIN , WATER IS MILKY. LOCATED NEAR RM BC157 4487FLR01-BC

0001254310 ADJUST FLOW OF WATER FOUNTAIN (TOO HIGH) 4708RM0151
0001247972 REPAIR STEAM LEAK ON STRAINER 4707RM0125
0001231317 2 EXHAUST FAN IN FIRST FLOOR MEN`S ROOM DOES NOT WORK 4241RM0121D
0001251290 REPAIR REPLACE BULB/BALLAST 4202RM0204A
0001251340 RESET TRIPPED BREAKER IN ELEVATOR LOBBY/ NO LIGHTS 4200PENT
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0001247694 REPLACE BALLAST 4705RMA0101D
0001242335 4612 / 10 --REPLACE TEMPORARY WIRING (EXTENSION CORD/FLEXIBLE 

CABLE) WITH PERMANENT WIRING-(CORD RUNNING UP THE WALL INTO 
THE CEILING)

4612RM0010

0001242321 REPLACE CRACKED LENS COVER ON FLOURESECENT LIGHT FIXTURE 4612RM1209
0001231491 REPAIR LIGHTS IN EAST STAIRWELL OF CWING, BETWEEN 1ST & 2ND 

FLOORS
4663-CWING

0001248045 REPAIR DOOR DAMPER AT TOP OF DOOR AND STOPPER AT BOTTOM OF 
FRONT MAIN ENTRANCE DOOR

4605

0001248021 UNSTOP SINK 4663RMB0110B
0001247868 REPAIR LEAKING WATER FOUNTAIN 4663RMM0117
0001239210 STMV STEAM PRESSURE IN ALARM. 4707
0001247974 EMPTY METAL DUMPSTER ON THE NORTH SIDE OF BLDG 4705NORTH
0001239007 REPAIR GRINDER IN MACHINE SHOP 4650FLR01
0001239218 4708 / 1105 PLEASE REPAIR EMERGENCY LIGHT IN 1105. 4708RM1105
0001247602 4708 / B27D PLEASE REPLACE BURNED OUT LIGHT BULBS IN B27D 4708RMB0027D
0001247819 REPAIR REPLACE BULB/BALLAST 4767RM0001
0001251276 PROVIDE POWER TO TIME CLOCK 4663RMB0224
0001251333 REPAIR REPLACE INDICATOR LIGHTS 4249RM0154
0001253979 REPAIR  LIGHT  ROOM  122 4485RM0122
0001254242 NORTH AND SOUTH SECTIONS OF CEILING LIGHTS NEED REPAIR. HAVE 

MULTIPLE LIGHTS OUT MAY NEED BALLAST.
4464RM0102

0001239127 4612 E09 /  REPLACE GUTTER OVER EQUIPMENT ROOM DOOR LEAKING 
ON DOOR

4612RM0104A

0001242365 REPAIR GENERATOR CONTAINMENT (CONCRETE WALL ON THE WEST 
SIDE)

4705

0001254142 PLEASE REPAIR COMMODE IN LADIES RESTROOM ... FLUSHING 
CONTINUOUSLY

4708RM1219

0001254170 REPAIR LAST URINAL, NOT FLUSHING PROPERLY 4727RM0104
0001239112 4610 /  RM 2087 UNSTOP DRAIN ON SINK 4610RM2087
0001239213 REPAIR SECOND COMMODE LEAKING IN THE BACK 4610RM3039
0001242360 COMMODE WON'T FLUSH 4610RM1079
0001247740 CHECK STEAM, RAW STEAM COMING OUT OF OVERFLOW VENTS 4555
0001247815 BATHROOM SINK WATER GUSHES UNDERNEATH THE SINK FROM THE 

COLD LINE - WOMENS RESTROOM
4610RM1079

0001224844 REPAIR LEAK AT WEST END OF STAIRWELL AND HAVE WALL REPAIRED 
ONCE LEAK IS REPAIRED

4202WEST

0001227813 REPAIR OVERFLOWING URINAL 4200RM0814
0001247917 REPAIR LEAKS IN STEAM STATION WEST SIDE OF BUILDING. 4728WEST
0001247959 REPAIR OR REPLACE LEAKING STEAM PRESSURE VALVE ON EAST 

EXTERIOR.
4759EAST

0001247987 REPAIR OVER HEAD LEAK IN HALL OUTSIDE RM 133 4475FLR01
0001248015 REPAIR CONTINUOUSLY RUNNING COMMODE IN LADIES RM, LAST RM 

ON THE SECOND FLOOR, EAST END OF AWING
4487FLR02-A

0001248032 COMMODE WON'T FLUSH 4203RM1001A
0001248033 CHECK, REPAIR LEAK 4203RMB0101
0001247944 4649 / 100A LIGHTS OUT IN PABX NODE ROOM. RELAMP AS NECESSARY. 4649RM0100A
0001247953 HALLWAY OUTSIDE ROOM 109-PNL KN2 CIR 21 -REPAIR/REPLACE 

INOPERATIVE EMERGENCY LIGHTS-
4728RM0109

0001254183 OPEN ROLL UP DOOR 4707RM0109A
0001247723 4718 SUMP-2 IN ALARM 4718
0001247735 4200 EAST DOOR STUCK OPEN 4200
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0001247629 4610 / 2094 REPLACE BLOWN LIGHTS (2013) 4610RM2094
0001235244 PLEASE REPLACE BURNED OUT LIGHT BULB IN 1213-2 4708RM1213
0001239048 REPAIR REPLACE BULB/BALLAST OVER SINK 4732RM0121
0001239214 INOPERABLE ELEVATOR 4572
0001242364 REPAIR REPLACE BULBS BALLAST 4612RM1206
0001242387 4610 / 3079 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4610RM3079
0001242391 4610 / B101 E-1--EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 

ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-1" LB FITTING NOT 
COVERED, INSULATION CRACKING ON WIRING IN CONDUIT.

4610RMB0101

0001242396 4610 / 1037 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4610RM1037
0001247778 ELEVATORS #1 AND #3 NOT RUNNING 4203
0001239031 REPAIR  LIGHT  IN  HALL  NEXT  TO  ROOM  318J. 4481FLR01
0001227869 4708RMB0018B /  FROM WORK ORDER 0001153416 TASK 10: THOROUGHLY 

CLEAN ROOM AND AREA AROUND EQUIPMENT.
4708RMB0018B

0001227872 NEED WORK ORDER TO CLEAN E1 EQUIPMENTROOM RM. 105 SOUTH 
SIDE.DO NOT HAVE PM .

4476RM0105

0001231206 FILL IN HOLE WITH DIRT AND GRAVEL  AND  TEMPORARILY PLACE 
BARRICADE AROUND HOLE ON S.E. SIDE OF BLDG. NEXT TO PARKING 
LOT (SEE USER FOR DETAILS)

4471SOUTH

0001224680 PAINT BASEBOARD IN STAIRS AT N.E. ENTRANCE 4619NORTH
0001239026 INSTALL EXTENSION ON DRAIN 4205-SHEW0010
0001224799 PISTOL RANGE COVERED AREA--REMOVE/REPAIR TRIPPING/SLIPPING 

HAZARD-EAST END OF COVERED AREA SLAB HAS IMMEDIATE DROP-OFF 
CAUSING A HAZARD

4608

0001239227 REPLACE 2X2 CEILING TILE O.S. OF ROOM 1500 4612
0001242386 4610 / 4025 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET HAS 

COME LOOSE AT DOOR WAY CAUSING A TRIPPING HAZARD
4610RM4025

0001243119 REPAIR MAGNET IN HALL 4312FLR01
0001247701 4539 / 100 SOUTH WALL NEXT TO WATER FOUNTAIN--REPAIR/REPLACE 

DEFECTIVE GROUND FAULT CIRCUIT INTERRUPTER (GFCI)-
4539RM0100

0001259842 NEED ROACH TRAPS THROUGHOUT FLOOR 4663FLR02-B
0001259979 ANT HILLS NEED TO BE SPRAYED UNDER SLIDES ON LOWER 

PLAYGROUNG
4494

0001259745 4203 / 6006 THE HANDLE ON THE DOOR IS ABOUT TO FALL OFF 4203RM6006
0001259969 4487 / A100 REPAIR PANIC BAR ON NORTHERN DOOR AT ENTRY TO 

4487/A100
4487RMA0100

0001247957 UNSTOP DRAIN ON WATER FOUNTAIN AT SOUTH DOOR IN M117 4663FLR01-M
0001247824 ANCHOR EQUIPMENT TO FLOOR IN SHEET METAL SHOP. 2322 4650FLR01
0001231521 NO LIGHTS/ REPLACE BULBS 4201RM0226A
0001231589 REPAIR REPLACE BULB/BALLAST, LIGHT FLICKERING 4249RM0139
0001239231 CLEAN OUT SPRAY BOOTH 4650RM0018
0001247814 STRAIGHTEN POST EAST SIDE 4663
0001247912 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-
4656RM0106

0001247910 NEAR ROOM 212--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4656FLR02
0001254113 RESET BREAKER 4200RM0508E
0001254146 ALL ELECTRICAL OUTLETS IN ROOM 107  AND SATELLITE ROOMS ARE 

DEAD EXCEPT FOR THE ORANGE OUTLETS.
4205RM0107

0001247719 RESECURE LOOSE DOOR HANDLE ON EAST ENTRANCE DOOR, SOUTH 
HALL

4201FLR01

0001231384 PAINT CHILLWATER PUMP 4566-CHWP0002
0001231419 PAINT LATTER ON SOUTH SIDE OF BUILDING .OUTSIDE 4650SOUTH

Page 82 of 330



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001231550 4600 / 5006 & 7 IN RESTROOMS 5006 AND 5007 REWORK ALL SOAP 

DISPENSER INSTALLATIONS WITH NUT LOCKING DEVICES TO PREVENT 
ATTACHMENT LOOSENING (SOAP BOTTLE SPINS WHEN REMOVING 
DISPENSER PUMP FOR REFILL).

4600FLR05

0001209496 PULL PUMP AND CARRY TO SHOP FOR REPAIR. 4570RMB0010
0001231462 CLEAN HEADS AND FLUSH SYSTEM WATER DIRTY ON SAFETY SHOWERS 

AND EYEWASHES
4715

0001235218 REPAIR LEAKING MIDDLE URINAL IN MENS RR 4551
0001235279 REPAIR 1ST URINAL ,WON'T FLUSH AND IS FULL OF URINE 4612RM0002
0001247590 REPAIR COMMODE LEAKING FROM THE BACK 4555RM0103
0001247603 REPLACE MOLDY CEILING TILES OUTSIDE OF RM 1410 4612RM1410
0001247707 4638 /  OUTSIDE BUILDING IN STORAGE AREA--REPLACE/RE-CERTIFY 

PRESSURE RELIEF VALVE-
4638

0001242337 4612 / 2400 E-7-4612-ACMP-0001-REPLACE/RE-CERTIFY PRESSURE RELIEF 
VALVE-

4612RM2400

0001242392 4610 / 3076 --REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-"GAST"  AIR 
COMPRESSOR

4610RM3076

0001231369 4674-PNL0017 /  BREAKERS 13, AND 25 DO NOT FUNCTION CORRECTLY. 4674-PNL0017
0001231399 REPAIR OR REPLACE BREAKERS 13  39  8 4674-PNL0008
0001231272 4531 / 100 NEXT TO RESTROOM--REPAIR/REPLACE DEFECTIVE GROUND 

FAULT CIRCUIT INTERRUPTER (GFCI)-
4531RM0100

0001247872 REPAIR/ REPLACE BULB/ BALLAST IN HALLWAY NEAR ROOM 100 AND 
122

4485FLR01

0001231425 REPAIR LIGHTS AT MAIN LOBBY STAIRWELL  3RD FLOOR 4666FLR02
0001231426 REPAIR REPLACE LIGHTS IN NORTH END HALL OF 3RD FLOOR 4666
0001231375 4203 NEAR 5215 /  REPAIR LIGHT NEAR 5215 4203RM5215
0001251317 4481 / 405 REPLACE BALLAST IN LIGHTS NORTH WEST CORNER OF LAB. 

THEY GO ON AND OFF.
4481RM0405

0001253967 REPAIR HANGING LIGHT COVER ON FIXTURE NEAR RM 100 4485FLR01
0001247616 PATCH HOLES IN BLOCK WALL , N.E. SIDE 4728NORTH
0001249847 REPLACE SUMP PUMP FLOAT SHAFT OR STRAIGHTEN FLOAT SHAFT/ 

FLOAT IS STICKING
4708RMB0001C

0001251262 UNSTOP HANDICAPPED COMMODE 4487RMC0139
0001224860 REPAIR REPLACE BULB/BALLAST IN 6127, 6129 & 6130 4203FLR03
0001239080 REPAIR DOOR HANDLE 4663RMM0103
0001239054 PUMP OUT ANTI-FREEZE FROM CONTAINMENT IN AB-WING ALLEY 4663
0001247594 CLEAN UP WATER ON THE FLOOR NEXT TO ICE MACHINE 4650RM0027
0001213011 INSTALL LARGER FLOAT AND ADJUST TO COME ON 4672-SPMP001
0001231488 CHECK, REPAIR SUMP PUMP IN PIT , SOUTH OF LH2 STORAGE AREA 4672
0001256922 ADJUST DOOR TO DOCK/ WON'T CLOSE 4203
0001237751 REMOVE 8" PVC PIPE FOR STORAGE 4761RM0101
0001242316 INVESTIGATE BANGING PIPES 4353RM0106
0001242371 4485 ROOM 132 TRIPPED BREAKER 4485RM0132
0001239205 INVESTIGATE BURNING SMELL (ALREADY DONE ON FRIDAY) 4494RM0012
0001224782 REPLACE RELAY ABOVE CEILING 4200RM0108A
0001224449 REPLACE BULB 4650RM0016
0001231394 PLEASE REPLACE FLICKERING AND BURNED OUT LIGHT BULBS IN 

BREAK ROOM 127
4708RM0127

0001231404 REPAIR 1ST & 3RD COMMODE, FLUSH SENSORS NOT WORKING 4600RM1006
0001231428 REPAIR REPLACE BULB/BALLAST OUTSIDE RM 231 4666
0001231429 REPAIR REPLACE BULB/BALLAST IN HALL OUTSIDE RM 234 4666FLR02
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0001238971 4708 / 133A PLEASE REPAIR LIGHTS IN 133A - LIGHTS IN THE SOUTHWEST 

CORNER KEEP GOING OUT
4708RM0133A

0001247696 CHECK MESSAGE SIGN ON THE CORNER OF MARTIN & RIDEOUT 4610
0001247769 LIGHT SWITCH SPARKING 4708RM0230
0001247687 HOT WATER FAUCET TO SINK WON'T SHUT OFF 4755RM0106
0001247691 UNSTOP COMMODE 4475RM0107
0001239055 REPAIR OVERHEAD LEAK 4650RM0120
0001231332 PRESSURE WASH AND PAINT FLOOR 4727RM0103
0001224786 REPAIR/ REPLACE WALL PAPER FALLING OFF OF WALL 4200RM0526D
0001254032 UNSTOP SINK 4201RM0609
0001224457 INVESTIGATE DRAINAGE-WATER COVERS ACROSS DRIVEWAYS SOUTH 

OF SW CORNER
4436

0001231483 CLEAN UP BROKEN GLASS IN EAST PARKING LOT 4600EAST
0001239145 REPAIR COUPLING ON INFLUENT LINE 4761
0001247724 UNSTOP SINK, DRAINING SLOWLY 4202RM0430A
0001254038 MODIFY RETURN AIR DUCT TO ALLOW FILTER TO BE CHANGED. 4541RM0107
0001251311 SPRAY FOR ANTS IN LOBBY 4312
0001247614 SEAL AROUND PIPES ON THE NORTH SIDE 4618NORTH
0001247804 BACKFILL FILTER TANKS 4473
0001247823 CHECK FOR LEAK AND REPLACE WET CEILING TILES 4663/B-WING 

HALLWAY OUTSIDE OF M200.
4663RMM0200

0001238953 REPAIR REPLACE BULB/BALLAST IN HALL NEAR 510K 4200FLR05
0001239036 LABEL ELECTRICAL BOX ON WALL 4200RMG0034
0001247792 REMOVE EXIT SIGN FROM BLOCKED EXIT DOOR IN CHARLIES GRILL 4200RMG0009
0001254006 PLEASE RESECURE LIGHT COVER.  COVER IS HANGING DOWN 4708RM0163
0001254007 PLEASE REMOVE EXIT SIGN OVER IN MECHANICAL CHASE OVER REAR 

DOOR TO 121
4708RM0153

0001254008 PLEASE REPLACE DIM AND BURNED OUT LIGHT BULBS IN MECHANICAL 
CHASE 153

4708RM0153

0001254140 REPAIR/REPLACE LIGHT BULBS. 4200RM0328A
0001254232 REPAIR FLOOR OUTLET, SPARKING 4200RM0602
0001253963 INSULATE STEAM VALVES AND STEAM LINES E1 4610
0001224699 PATCH AND PAINT AREA WHERE CLOCKS WERE REMOVED 4663RMM0200
0001231336 CAULK WINDOWS ON THE EAST END OF BLDG 4251EAST
0001231327 PATCH AND PAINT WALLS 4244RM0115
0001247698 4316-ROOF0002 /  IN STALL LARGER BASE PLATE FOR LEG ON DUCT 

WORK. 
4316-ROOF0002

0001247697 4316-ROOF0002 /  REPAIR BASE FLASHING AT PERIMETER . 4316-ROOF0002
0001231469 REPAIR LATCH  ON ROOF HATCH. 4707-ROOF0011
0001247883 LABEL CIRCUITS AND PANELS, BG, & BF ( LABEL 24 ON DOOR, IF USER IS 

NOT IN, CONTACT ALTERNATE ON LABEL FOR ACCESS)
4612RM1510

0001238970 PATCH HOLES IN WALL FROM OLD PIPES . 4705-ROOF0011
0001242381 4250-ROOF0001 /  REPLACE STAINED CEILING TILES IN NORTH HALLWAY 

OUTSIDE RM. 57.
4250-ROOF0001

0001247586 UNSTOP WATER FOUNTAIN NEAR RM 120 4732FLR01
0001247805 LARGE ROACHES SWARMING THE 4TH FLOOR ROOMS 422 A,B,C - NEED 

ROACH HOTELS AND SPRAY
4200RM0422

0001247807 REMOVE DEAD BIRD ON BENCH NORTH SIDE OF BLDG 4201NORTH
0001247774 REPAIR HASP ON ENTRANCE DOOR M1YARD
0001242347 4481 / HALL 604 FLOOR TILE IN HALL NEAR ROOM 604 NEED 

REPLACEMENT
4481RM0604

0001227844 REPAIR SHEET ROCK 4493RM0140
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0001227845 REPLACE CEILING TILES IN 102B 4493RM0102
0001254097 SEWER-ALARM IN ALARM. 4707
0001256868 CONTINOUSLY FLUSHING COMMODE IN LRR ACROSS FROM ROOM 105G 4205
0001247997 4708 / BASEMENT PLEASE SPRAY BASEMENT OFFICES FOR ANTS AND 

ROACHES.
4708BSMT

0001253973 UNSTOP SINK ON WEST END HALL 4250WEST
0001229993 CAD-WELD GROUND STRAPS 4554
0001239103 VERIFY POWER ON GATE D-8 MSFC
0001247569 4663 / E 7 NEED LABORS FOR CLEAN UP (URGENT) 4663RMA0017
0001224748 REPLACE BROKEN GLASS IN NORTH SIDE MAIN ENTRANCE DOOR, A-

WING
4663FLR01-A

0001227837 UNSTOP FIRST SINK 4201RM0527
0001231229 REPLACE WATER HEATER . RM. 127A 4207RM0127A
0001239014 UNSTOP SINK 4201RMB0007
0001239029 STOPPED UP SINK IN LADIES RESTROOM 4201RMB0007
0001239078 4201 / L RESTRM THE FIRST SINK IN THE LADIES RESTROOM ON THE 3RD 

FLOOR OF BUILDING 4201 DOESN`T RUN ANYTHING BUT HOT WATER. 4201RM0303A

0001247650 INVESTIGATE SEWER ODOR 4203RMB0001A
0001253977 REPAIR LEAKING PUMP TO HOT WATER SYSTEM 4755RM0119
0001247889 CHECK SELF CLOSING MECHANISM ON DOOR LOCATED AT N.W. CORNER 

OF BLDG.
4436NORTH

0001247927 REPAIR INSIDE DOOR HANDLE THAT HAS FALLEN OFF 4583RM0180
0001247799 REPAIR REPLACE LOOSE FLOOR TILES IN HALL OF 1ST FLOOR & RM 110 4561FLR01
0001247816 DOOR KNOB ON EMERGENCY DOOR NORTH 4TH FLOOR STAIRWELL NOT 

FITTED PROPERLY - HAS DAMAGED DOORFRAME LEAVING SHARP 
METAL EDGES

4203

0001247809 CLEAN UP BROKEN GLASS AT DUMPSTER ON LOADING DOCK, EAST END 4202EAST

0001224863 REATTACH "LOW CLEARENCE" SIGN ON VACUUM PIPE, OUTSIDE ON THE 
WEST SIDE OF BLDG

4732

0001254251 CLEAN STAIRS TO E-4, LABOR 4619RMB0137A
0001224814 REPLACE BULBS 4656RM0113
0001227797 REPAIR LIGHT ON THE OUTSIDE OF RM 1038, SOUTH SIDE 4612SOUTH
0001231351 REPLACE BULB IN HALLWAY BY FIRE ALARM PANEL 4653FLR01
0001235251 LABEL TUBING ON PNEUMATIC LINES ( NEED ASAP, SAFETY ISSUE) 4572
0001239142 TEST REPAIR PH SENSOR MAN HOLE 39 4700
0001247922 RESET BREAKER 4201RM0334
0001247962 LOST POWER TO OUTLETS 4200RM0808A
0001247988 RESTORE POWER TO OUTLET 4200RM0822
0001231281 BREAKER WON'T RESET 4674RM0119
0001254156 CLEAN E11 EQUIPMENTROOM NO. 301 DO NOT HAVE PM OR BAR CODE. 4481RM0301
0001254152 CLEAN ROOM 262 E6EQUIPMENT ROOM.  DO NOT HAVE PM OR BARCODE. 4481RM0262

0001256860 NEED PM AND BAR CODE TO CLEAN EQUIPMENTROOM NO. 171 N.E. SIDE 
OUTSIDE.

4566

0001256857 NEED PM AND BAR CODE TO CLEAN E2 EQPT.ROOM NO. B10 IN 
BASEMENT.

4570

0001254047 REPAIR REPLACE DOOR STOP, INSIDE DOOR 4605RM0013
0001247644 SPRAY FOR ANTS IN LOBBY 4200
0001253968 CHECK SEWAGE ODOR IN RM 167 4619RM0167
0001253969 UNSTOP FLOOR DRAIN 4660RM0100
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0001254017 REPAIR BENT STEAM PIPE, OVERFLOWING LOCATED IN EAST END, 

HIBAY
4483FLR01

0001254065 REPAIR CONTINUOUSLY RUNNING URINAL 4202RMB0115
0001247708 CHECK LOSS OF POWER IN THE C105 AREA 4663FLR01-C
0001235242 PLEASE REPLACE BURNED OUT LIGHT BULB IN 4755/215 4755RM0215
0001231333 REPAIR/ REPLACE BULBS/ BALLASTS 4653RM0025
0001224766 REPAIR BREAKER #1 ON NORTH WALL 4619RM0145
0001239032 REPAIR  LIGHT  IN  MENS  BATHROOM  ROOM 355 . 4481RM0355
0001247760 REPAIR LIGHT IN ROOM A109 . 4471RMA0109
0001247772 REPAIR REPLACE BULBS BALLAST 4249RM0132
0001227868 4708RMB0018B /  FROM WORK ORDER 0001153416 TASK 10: THOROUGHLY 

CLEAN ROOM AND AREA AROUND EQUIPMENT.
4708RMB0018B

0001239005 OS.NORTH CLEAN LEAVES AND DEBRIS IN STAIRWELL OUTSIDE 
EQUIPMENT ROOM E-1, CLOGGING DRAIN & CREATING RISK OF 
FLOODING.

4207

0001224747 REPLACE SAGGING CEILING TILES 4200RM0228
0001247734 4315 MEN ROOM TOILET STOPPED UP 4315
0001242367 NEEDS A T,  2 HAND VALVES, AND 2 HOSE BIBS ATTACHED TO A 1 INCH 

WATER LINE ON ITHE SOUTH WALL HIBAY
4555

0001235207 CHECK, REPAIR NOISY AIR VENT 4200RMG0009
0001235223 ROLL UP DOOR STUCK IN OPEN POSITION 4561EAST
0001251347 REPAIR REPLACE BALLASTS 4487RMB0218
0001231596 REPAIR STICKING  FLUSH VALVE ON URINAL 4251RM0008
0001224842 4201 / B-11A FAUCET IN ROOM IS CONSTANTLY RUNNING.  FAUCET 

HANDLE IS STRIPPED AND IS NO HELP IN STOPPING THE WATER.
4201RMB0011A

0001239156 4200 /  5TH FLOOR NORTH FOUNTAIN DRAINS SLOW 4200FLR05
0001239157 4201 /  MENS RM 123 1ST URINAL FLUSH VALVE LEAKING 4201RM0123
0001239158 4201 /  LADIES RM 133 MIDDLE SINK DRAINS SLOW 4201RM0133
0001242330 REPAIR PIPE LEAK BEHIND SERVING LINE 4203RM1300
0001239148 4200 /  MENS RM 219 MIDDLE COMMODE STOPPED UP 4200RM0219
0001239151 4200 /  LADIES RM 325 LEAKING TRAP ON 1ST SINK 4200RM0325
0001239152 4200 /  JANITORS CLOSET RM 327 SINK STOPPED UP 4200RM0327
0001239155 4200 /  LADIES RM 511 1ST COMMODE FLUSH VALVE LEAKING 4200RM0511
0001217309 TEMPORARILY REMOVE FLOOR RECEPTACLE IN N.W CORNER ON 2/17/06 

AFTER 12:00PM, REPLACE ON 2/21/06
4202RM0510

0001247570 4705 / OUTSIDE THE LIGHTS IN THE PARKING LOT LOCATED ON THE HILL 
TO THE WEST OF BUILDING 4705 WERE NOT WORKING THIS MORNING.  IT 
HAS BEEN REPORTED THAT THERE WAS APLANNED POWER OUTAGE 
THAT MAY HAVE EFFECTED THE TIMER.

4705

0001247713 REPLACE CEILING TILE 4200RM0510F
0001217084 NO HOT WATER IN RM'S 1038 & 1509 4612FLR01
0001217158 REPLACE RELIEF VALVE ON STEAM STATION 4555
0001231553 4600 / 2006 & 7 IN RESTROOMS 2006 AND 2007 REWORK ALL SOAP 

DISPENSER INSTALLATIONS WITH NUT LOCKING DEVICES TO PREVENT 
ATTACHMENT LOOSENING (SOAP BOTTLE SPINS WHEN REMOVING 
DISPENSER PUMP FOR REFILL).

4600FLR02

0001227854 CLEAN BUGS FROM LIGHT FIXTURES THROUGH OUT THE SUITE 4203RM2413
0001247583 PUMP OUT OIL HOLDING TANK O.S. / S.W. CORNER 4656SOUTH
0001220332 REPLACE LIGHT IN GYM/ROOM 104 4315RM0104
0001224746 REPAIR REPLACE BULB/BALLAST IN HALL OUTSIDE RM 224 4200FLR02
0001227882 REPAIR REPLACE BULB/BALLAST 4200RMG0009
0001239169 4649 CHECK REPORTED STEAM LEAK . 4649EAST
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0001235190 REPLACE LIGHT SWITCH 4663RMC0214
0001235199 REPAIR DAMAGED CORD ON MARVEL SAW IN   SHOP. 4650FLR01
0001239219 4708 / 1209 PLEASE REMOVE TWO LIGHT BULBS OVER DESK IN 1209 4708RM1209
0001242326 FREIGHT ELEVATOR MAKING NOISE 4663
0001236589 CHANGE OUT COUPLING ON NOZZLE ON FUEL OIL TANK 4660
0001231326 REPAIR LEAKING OVERHEAD HEATER 4676FLR01
0001239160 4201 /  LADIES RM 205 1ST SINK FAUCET LEAKING 4201RM0205
0001238957 REPAIR LEAK UNDER SINK 4312RM0102A
0001239049 SINK DOESN'T HAVE AREATOR, AND DRAINS VERY SLOW 4732RM0164
0001238964 REPAIR REPLACE EMERGENCY LIGHTS IN HALL NEAR RM'S 3063, 3068 & 

3072
4610FLR03

0001239040 REPAIR LIGHT FIXTURE (FALLING) 4728RM0109
0001217276 LABEL CIRCUITS 4612RM1510
0001224811 DRILL HOLE IN WALL TO VENT EXHAUST FROM PORTABLE AC 4612RM1510
0001235253 REPAIR OVERHEAD HEATER IN HIGHBAY 4705FLR01
0001247926 REPLACE MISSING CEILING TILES 4203RM1001
0001231239 REPAIR REPLACE BULB/BALLAST 4200RM0424
0001231322 REPAIR REPLACE BALLAST 4200RM0419
0001242404 UNSTOP 1ST COMMODE 4203RM3006A
0001224850 REPAIR ROOF LEAK AND REPLACE DAMAGED CEILING TILES AFTER 

LEAK IS REPAIRED
4491

0001224871 REPLACE MISSING CEILING TILE 4471RMA0102E
0001231143 REPLACE MISSING FLOOR TILES 4471RMB0101
0001242362 4727 / W DOOR REPLACE BATTERY IN OUTSIDE DOOR PUSHBUTTON 4727
0001242400 RESTORE POWER TO OUTLETS 4755RM0409
0001235214 SECURE DOOR ( DOOR IS PROPED UP, NOT AN EXIT OR ENTRANCE) 4610RM1001A
0001235248 REPAIR DOOR LOCK ON ENTRANCE TO CONTROL ROOM 4761FLR01
0001220323 REPAIR INSULATION AROUND FRONT DOORS AND WALL 4624
0001217180 REPAIR/REPLACE STEAM BLOW DOWN VALVE ON MODULE 1 NP201. 4659
0001231365 4649 /  SEWER ODOR IN MENS RM 104 4649RM0104
0001231219 REPAIR STEAM LEAK ON NORTH WALL NEAR ROOM 131 4619RM0146
0001231416 SUMP PUMP NOT WORKING NEEDS REPAIR 4551
0001224616 NEED MISSING INSULATION REPLACED IN MIDDLE PUMP HOUSE. 4628
0001242338 4711 / W174 THERE IS AN ANT INFESTATION IN 4711. RIGHT NOW THERE IS 

A PARTICULAR CONCENTRATION IN ROOMS W174 AND W126, BUT THEY 
MOVE FROM ROOM TO ROOM THROUGHOUT THE WHOLE BUILDING. 
PLEASE TREAT THE BUILDING, OR AT LEAST THOSE ROOMS, FOR ANTS.

4711RMW0174

0001235226 4202 ROOM 103 FLICKERING LIGHTS 4202RM0103
0001220385 REPAIR/ REPLACE/ REROUTE  DOWNSPOUT DRIPPING WATER ON 

ELECTRICAL BOX
4732SOUTH

0001242385 4610 / 2055A --INSTALL GUARDS OR RELOCATE LIGHT(S) TO A MINIMUM 
HEIGHT OF 7 FEET-

4610RM2055A

0001242389 4610 / 2054A --INSTALL GUARDS OR RELOCATE LIGHT(S) TO A MINIMUM 
HEIGHT OF 7 FEET-

4610RM2054A

0001242393 4610 / 4000 --INSTALL GUARDS OR RELOCATE LIGHT(S) TO A MINIMUM 
HEIGHT OF 7 FEET-

4610RM4000

0001254016 REPAIR REPLACE BULB/BALLAST, JUST INSIDE THE DOOR 4711RME0180
0001254029 REPLACE BALLAST OVER STALLS 4705RMA0213C
0001254173 4705 / A100 LIGHT BULB LIGHT FIXTURE OVER REFRIGERATOR NEEDS 

GUARD.
4705RMA0100

Page 87 of 330

(b)(4)



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001217102 TOUCH UP PAINT ON WALL AND AREA AFTER DOOR IS REMOVED, SOUTH 

END OF HALL ( USER IS IN RM 916B)
4200FLR09

0001248046 INVESTIGATE BROWN WATER COMINNG OUT OF WATER FOUNTAIN 
NEAR ROOM 4005

4203FLR04

0001238958 TURN OFF POTABLE WATER SUPPLY TO ENTIRE BLDG. 4712
0001238981 REPLACE FLOATS 4708RMB0001A
0001238982 REPAIR  LEAKING STEAM TRAP 4776
0001239113 LADIES RESTROOM A110 1ST COMMODE LEAKING 4471
0001239201 UNSTOP WATER FOUNTAIN NEAR ROOM B19 4708
0001242373 4727 NORTH SIDE WATER COMING OUT OF PIPE 4727NORTH
0001224518 4663A-LTS0004 /  FROM WORK ORDER 0001138648 TASK 10: CLEAN 

EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD
4663A-LTS0004

0001224519 4655-LTS0003 /  FROM WORK ORDER 0001137561 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4655-LTS0003

0001224513 4619-LTS0081 /  FROM WORK ORDER 0001143781 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4619-LTS0081

0001220382 CONSOLE TASK LIGHTING OUT. 4629RM0108
0001217129 4566 / 158 LEAK IN THE CEILING 4566RM0158
0001195258 REMOVE PANELS ON AH-1 TO ALLOW ACCESS TO COIL. 2326 4522RMT0101
0001201333 4244 /  NEAR ROOM 115--REPAIR/REPLACE INOPERATIVE EXIT SIGN-

EMERGENCY PART OF THE LIGHT NOT WORKING.
4244

0001224635 4241 /  REPLACE SELF POWERED EXIT SIGN FOUND TO BE DEFECTIVE. 
OUTSIDE RM.102

4241FLR01

0001227822 4200 RM113C /  BULBS OUT IN ROOM 4200RM0113
0001224584 REPAIR LOOSE CARPET 4494RM0010
0001247582 REPLACE STAINED CEILING TILE IN HALLWAY NEAR ROOM 56 4250
0001239111 4705-ROOF0007 /  PIPE VENT BLOWING HOT WATER ON TO ROOF, 

LOCATION OVER B-200 AREA. THIS IS CAUSING RUST STAINS ON NEW 
METAL ROOF.

4705-ROOF0007

0001239168 NEEDS TW0  500 LB THERMAL CHAMBERS MOVED 4475RM0112
0001247695 4316-ROOF0002 /  REPLACE STAINED CEILING TILES IN HALWAY NEXT  TO 

BATH ROOMS .
4316-ROOF0002

0001247704 4566 RM 158 /  REPLACE CEILING TILE 4566RM0158
0001247852 REPAIR RAISED FLOOR IN CDC AREA. 4207RM0107
0001247802 REPLACE MISSING BRICKS IN COLUMN AT WEST ENTRANCE 4727WEST
0001247655 REPAIR STEAM LEAK ON WEST END 4707RM0139
0001239128 REPAIR REPLACE BULBS BALLAST - BOSS SITTING IN THE DARK 4241RM0102
0001201241 NORTH WALL-PNL-0012-REPAIR/REPLACE DEFECTIVE ELECTRIC PANEL-

PANEL FACE PLACE LOOSE EXPOSING LIVE WIRING
4207RM0140

0001217010 REPAIR HEATER 4348RM0100
0001239050 SPRAY FOR ANTS IN 2413 AND 2413C 4203RM2413
0001231337 CLEAN COIL ON PREHEAT 4612RM1511
0001231267 4203 HANDLE ON THE DOOR TO THE CAFETERIA IS LOOSE. 4203RM1300
0001247929 SPRAY FOR ANTS 4610RM1076
0001247943 SPRAY FOR ANTS 4203RM5304
0001254103 REPLACE LIGHT OUT OVER RAMP 4485
0001224833 REPAIR AND REINSULATE LEAKING CONDENSATE LINE IN HIGH BAY 

NEAR ROOM 107.
4761FLR01

0001235222 REPLACE SHEETROCK 4628RM0129
0001239010 NO LIGHTS, CHECK SENSOR 4487RMA0122M
0001217046 REPLACE MOTOR BEARINGS IN EXHAUST FAN AT EVE OF BUILDING.  

CONTACT   FOR LOCATION. PT&I FIND
4735
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0001231343 PROVIDE POWER TO WALLPACK LIGHTS ON THE NORTH SIDE OF BLDG. 

OUTSIDE
4619NORTH

0001217212 REPLACE LIGHT SWITCH, INSTALL OCCUPANCY/MOTION DETECTOR 
TYPE.

4207RMB0001

0001217214 SECURE ELECTRICAL CORD AT TV 4249RM0137
0001217242 4203-LIGHTS  5TH FLOOR LIGHTS OFF 4203
0001224456 INVESTIGATE DRAINAGE (WATER COVERS DRIVEWAY LOCATED S.E. OF 

S.E. CORNER WHEN RAINS) (SLIPPING HAZZARD)
4436

0001238977 4491 /  RM119UNCLOG URINAL. 4491RM0119
0001220384 REPLACE BULB IN HALLWAY BETWEEN ROOMS 436 AND 438 4200FLR04
0001217103 SUCK OUT TANK AT 4640 WTH SUPER SUCKER AND TAKE TO 4761 AND 

OFFLOAD WITH GREENWAY'S SUPPORT
4640

0001224462 REPAIR REPLACE BULB/BALLAST IN HALL NEAR 300 4201FLR03
0001224491 CHECK AND REFILL BATTERY 4207-BATB0001
0001239149 REPAIR STEAM LEAK BETWEEN 4481 AND 4468 ON WEST SIDE 4481
0001217125 4666 / E-1 REPLACE POTABLE WATER FILTER (2023) 4666RM0284
0001217124 4666 / E-2 REPLACE POTABLE WATER FILTER (2023) 4666RM0263
0001217122 4566 / 114 REPLACE POTABLE WATER FILTER (2023) 4566RM0114
0001213007 4659 / PUMPAREA REPAIR STEAM LEAK IN FRONT OF MODULE 2. 4659
0001227835 REPAIR STRAIN RELIEF ON LIMIT ON ROLL UP DOOR 4761
0001227838 REPAIR ELEV0003, NOT WORKING PROPERLY 4202-ELEV0003
0001231244 WEST OF REFUELING TANKS-S/N# 195829-REATTACH CLIP FOR BETTER 

GROUNDING CONTACT-
4823

0001231549 REPAIR HANDICAPPED ELEVATOR/ INOPERABLE 4487-CWING
0001231555 REPAIR REPLACE BULB/BALLAST 4739RM0101
0001231571 4657 / EAST GATE/ REPLACE BULB OR REPAIR WARNING LIGHT ON THE 

EAST GATE.
4657EAST

0001235193 REMOVE PERSONNELL AND REPAIR ELEVATOR TRIPPING OUT 4200-ELEV0003
0001235212 LOST POWER 4619RM0165
0001224825 REPAIR GUTTER AT N.W SIDE  MAIN ENTRANCE, FELL OFF 4631
0001235192 CHECK POWER TO POWER STRIP 4481RM0359
0001231459 LIGHTS NEED WORK IN STOCK ROOM. 1 OF 3 UNITS OPERATING AT THIS 

TIME.
4481RM0407B

0001224582 REPLACE BULBS IN WEST STAIRWELL BETWEEN 4TH AND 5TH FLOOR 4202WEST
0001224443 CHECK LIGHTS, MOTION SENSOR LIGHTS NOT STAYING ON 4203RM5252E
0001220378 REPAIR EMERGENCY LIGHTING IN WEST END STAIRWELL BETWEEN 4TH 

& 5TH FLOORS
4202

0001217078 INSULATE EFFLUENT LINE INTO BLDG. 4761
0001209429 REMOVE SOUND PROOF PANEL FROM  SHEET ROCK WALL FOR 

INVESTIGATION  (CONTACT USER WHEN READY TO DO WORK SO HE CAN 
BE THERE)

4207RM0140A

0001212998 REPLACE CEILING TILES 4493RM0102
0001209392 REPAIR LEAKING CONDENSATE TANK AND PUMP. BASEMENT. 4201BSMT
0001220371 REPAIR LIGHTS 4201RM0606A
0001204783 REPAIR/REPLACE EMERGENCY LIGHT 4566RM0104
0001231442 RESTORE POWER TO ROOM 4203RM6429
0001220333 GROUND TANK 4348
0001224500 FROM WORK ORDER 0001183242 TASK 10: CLEAN EXTERIOR OF 

EMERGENCY LIGHT AND LAMP HEAD
4561-LTS0009

0001231356 4491 / 134 REPLACE DAMAGED CEILING TILES (2031) 4491RM0134
0001231355 4491 / 107 REPLACE DAMAGED CEILING TILES (2031) 4491RM0107
0001231354 4491 / 115 REPLACE DAMAGED CEILING TILES (2031) 4491RM0115
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0001231258 REPLACE STAINED CEILING TILES IN RM`S. 1231,AND 1232. 4708-ROOF0003
0001217245 REPAIR CEILING LEAK IN HALL OUTSIDE RM 135 4708FLR01
0001209551 REPAIR LEAK IN NORTH STAIRWELL BETWEEN THE 5TH & 6TH FLOORS 4203
0001227886 PROVIDE CORE SAMPLE OF ROOF, DOWN TO THE CONCRETE DECK. 4203ROOF
0001231310 TIGHTEN LOOSE TOILET SEATS 4312RM0111A
0001224775 ORGANIZE , MAINTAIN WORK AREA TO ELIMINATE POTENTIAL FIRE 

HAZZARD IN ALL STORAGE AREAS
4650

0001224767 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0021
0001231220 RESTORE POWER TO NORTH HIBAY DOOR 4619RM0146
0001231264 R/R  BULBS (INCAN. TYPE) 4650RM0124
0001231273 ELEVATOR #2 STUCK ON THIRD FLOOR 4610-ELEV0002
0001209458 4708 /  REPAIR OPERATOR ON WATER JET E7. 4708RMB0001C
0001231287 ADJUST DOOR CLOSER, AND SECURITY STRIP ON DOUBLE DOORS 4203RM6220
0001231288 ADJUST DOOR CLOSER, AND SECURITY STRIP ON DOUBLE DOORS 4203RM6230
0001231424 UNSTOP COMMODE 4707RM0105A
0001231243 HANGER CEILING--REPLACE TEMPORARY WIRING (EXTENSION 

CORD/FLEXIBLE CABLE) WITH PERMANENT WIRING-
HANGER

0001227831 REPAIR WIRES ON HYDRAULIC PRESS 4759RM0101
0001212991 REPAIR REPLACE LEAKING QUICK DISCONNECTS 4650FLR01
0001231548 REPAIR ICE MAKER/ NOT MAKING ICE 4315RM0100
0001217201 REPAIR REPLACE BALLAST IN RM'S 4027, 4021 & 4035 4610FLR04
0001224523 4732-LTS0030 /  FROM WORK ORDER 0001092114 TASK 30: CHECK 

CONDITION OF LAMPS
4732-LTS0030

0001224524 4747-LTS0007 /  FROM WORK ORDER 0001092134 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4747-LTS0007

0001231271 4708 / E-7 RESTORE POWER TO SUMP0015 4708-SPMP003A
0001204702 RESTORE HOT WATER TO MENS AND WOMENS RR ON EAST END 4471
0001224649 REPAIR LEAK ON #1 INFLUENT PUMP 4761RM0101
0001217279 INSTALL WATER FILTER (CONTACT USER FOR DETAILS) 4663FLR02-A
0001224732 4670 /  FIRST COMMODE STOPPED UP IN RM 100A 4670RM0100A
0001195604 HOOK UP POWER AMPLIFYER ROOM 126E 4623RM0126
0001217253 REPAIR/REPLACE BULBS/BALLASTS IN ROOMS 154, 155, AND 156 4707FLR01
0001217302 REPLACE MOTOR ON PORTABLE BARREL PUMP 4761
0001224798 MEZZANINE--REPAIR/REPLACE DEFECTIVE ELECTRICAL POWER 

JUNCTION/PULL BOX-JUNCTIONBOX LOWER THAN 7 FEET HAS KNOCK-
OUT MISSING EXPOSING LIVE WIRING

4623RM0104

0001226286 REPAIR ELEV0002, INOPERABLE 4619-ELEV0002
0001217143 REPLACE LIGHT IN MEN`S SHOWER ROOM 4315RM0103
0001231490 SPRAY FOR ANTS 4610RM4032
0001231569 SPRAY FOR ANTS 4203RM2201
0001224460 REPAIR LIGHT 4650RM0019H
0001224459 REPAIR LIGHT 4650RM0019C
0001231298 REPAIR POWER HACK SAW 4650FLR01
0001220326 REPAIR REPLACE BULB/BALLAST 4610RM2009
0001220343 REPAIR/REPLACE  BULBS/BALLAST 4610RM2009
0001231458 REPLACE BALLAST NEAR 2092 4610FLR02
0001224794 4605-11-1-2.5.7 ENSURING THAT MONITORING IS CONDUCTED TO 

EVALUATE THE PROPER FUNCTIONING OF FUME HOODS-
4605RM0011

0001209422 PAINT OFFICE 4200RM0109
0001227799 UNSTOP OVERFLOWING COMMODE 4200RM0511
0001227812 CHECK BANGING NOISE COMING FROM BELOW RM 4610RM1059
0001227862 4663 /  FLUSH POTALBE WATER TO FOUNTAINS IN C WING 4663-CWING
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0001224531 4658-LTS0001 /  FROM WORK ORDER 0001062656 TASK 10: CLEAN 

EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD
4658-LTS0001

0001224532 4481-LTS0013 /  FROM WORK ORDER 0001062676 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4481-LTS0013

0001239226 INOPERABLE ELEVATOR 4200-ELEV0004
0001231227 PLEASE REPLACE BURNED OUT LIGHT BULBS IN STAIRWAY OF WEST 

VIEWING GALLERY.
4708WEST

0001224793 REPAIR/REPLACE INOPERATIVE EXIT SIGN-"EXIT" LIGHT ABOVE DOOR 
TO ROOM 8 - THE EMERGENCY PART OF THE LIGHT DOES NOT APPEAR 
TO BE WORKING.

4605RM0008

0001217264 LPF (4723-PNL0007) HAS SEVERAL BREAKERS MARKED SPARE ON THE 
DIRECTORY BUT ALL ARE ON.  I NEED TO KNOW THE CIRCUIT NUMBER 
OF BREAKERS THAT ARE TRUELY SPARE. IF FEWER THAN 5 CIRCUITS 
ARE AVAILABLE ALSO CHECK PANEL LPD (PNL -00005).

4723-PNL0007

0001195206 REPAIR RE-CIRCULATING WATER ( SEE USER) 4747FLR01
0001239147 SPRAY FOR ROACHES IN ROOM 815 AND IN LADIES AND MENS RR (LET 

USER KNOW WHEN SPRAYED SO THEY CAN VACUUM)
4200FLR08

0001136017 REPAIR INSULATION AT RIDGE  ON ROOF0001. 4635
0001231435 ADJUST NORTH DOOR/ NOT CLOSING 4485NORTH
0001224534 4241-LTS0002 /  FROM WORK ORDER 0001046995 TASK 10: PERFORM 1.5 

HOUR LIGHT OPERATIONAL TEST
4241-LTS0002

0001227833 REPAIR CONDENSATE LEAK 4761RM0102
0001224613 CEILING LIGHTS OUT OVER CUBICLE B-39 4201RMB0039
0001231582 RESET BREAKER 4200RM0602
0001212999 MSFC /  DIG OUT OLD REPAIRS, FILL, COMPACT AND REPAVE POTHOLE 

AT THE INTERSECTION OF MARSHALL AND MORRIS ROADS.
MSFC

0001235247 CHECK POWER TO EQUIPMENT 4200RMG0009
0001239065 INVESTIGATE ELECTRICAL SMELL IN ROOMS 516 AND 516A 4200FLR05
0001239123 RESTORE POWER TO COMPUTERS 4200RM0404
0001239202 RESTORE POWER TO COMPUTER 4244RM0106
0001239046 UNSTOP COMMODE, FULL OF WASTE 4610RM1078
0001217284 REPAIR BUTTON ON AUTOMATIC DOOR FOR HANDICAPPED RR 4487RMC0219
0001224770 T236 /  NORTH ENTRANCE--REPAIR/REPLACE INOPERATIVE EMERGENCY 

LIGHTS-
T0236

0001231303 RESET HOODS 4203RM1101
0001224592 REPAIR FLOAT IN SOUTH SUMP OF COOLING TOWER 4607
0001217344 SUPPORT  4619
0001209332 REPAIR REPLACE BULB/BALLAST , COVER IS STUCK 4566RM0116
0001209505 REPAIR REPLACE BULB/BALLAST 4202RM0125A
0001209579 ADJUST AUTOMATIC DOORS ON THE N.E SIDE NEAR RM C162 4487-CWING
0001209796 REPAIR REPLACE BULB/BALLAST IN ENTRANCE FOYER AND OUTSIDE RM 

119
4476FLR01

0001231515 ROLL UP DOOR WON'T GO UP 4251NORTH
0001224622 REPAIR PULLEY ON CURTAIN IN NORTH HIBAY/ EAST END OF BLDG. / 

WON'T RAISE UP CURTAIN ON ONE END) 
4755EAST

0001227829 REPAIR ROLLUP DOOR IN HIBAY/ WON'T OPEN 4561
0001231301 REPAIR REPLACE LIGHT IN HALL NEAR RM A203 4487FLR02-A
0001213012 REPLACE DIRTY, SOOTED CEILING TILES IN FITTERS SHOP/BREAK AREA 4705FLR01
0001220373 REPAIR LOOSE SINK , SINK HAS COME LOOSE FROM THE WALL 4244RM0103
0001231397 PLEASE REPAIR UTILITY SINK IN B28.  DRAINING SLOWLY 4708RMB0028
0001231528 REPAIR LEAKING AIRLINE AT ENTRANCE TO RM A105 4705RMA0105
0001231423 PLACE GRATING IN BASEMENT E-4. 4619BSMT

Page 91 of 330

(b)(4)



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001213069 REPAIR LOOSE HAND RAIL ACROSS FROM LRR 257 IN STAIRWELL NEAR 

TOP FLIGHT OF STAIRS ON RIGHT SIDE
4666

0001224631 4628 / 121 PATCH BRICK WALL PENETRATION WITH SHEET METAL 4628RM0121
0001224632 4628 / 125 PATCH BRICK WALL PENETRATION WITH SHEET METAL 4628RM0125
0001224633 4628 / 117 PATCH BRICK WALL PENETRATION WITH SHEET METAL 4628RM0117
0001224805 LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION 

OR EQUIPMENT BEING POWERED-BREAKERS 17, 18, 19, 20, 21 ON WITH NO 
IDENTIFICATION.

4493RM0105

0001227819 4481 /  REPAIR  LIGHTS  IN  E 3 4481RM0300A
0001231289 SPRAY FOR ANTS IN THE MEN'S AND LADIES RM'S 4728
0001231455 SPRAY ANTS IN HALL NEAR RM 1119 4708FLR01
0001188280 RE-WORK RIGID TUBING CONNECTING AIR COMPRESSOR TO BUILDING 

WALL TO INCLUDE EXPANSION / VIBRATION LOOP. THE COMPRESSOR IN 
MOUNTED ON VIBRATION MOUNTS AND MOVES; THE WALL DOES NOT.

4653RM0008

0001213042 INCREASE LIGHTING IN HIBAY, AREA TOO DIM FOR WELDERS 4561FLR01
0001220314 REPAIR CABLE CONNECTION ON LOADING DOCK #2  AND PUT 

PROTECTION AROUND CONDUIT ON DOCKS 2---7 
4631

0001217128 4566 / 158 LIGHT IN THE CELING IS MAKING A HUMMING NOISE 4566RM0158
0001217208 DISCONNECT POWRE TO SPRAY BOOTH 4471RM0191
0001217055 REPLACE FLOOR LOOSE/ DAMAGED FLOOR TILE 4471RMC0112D
0001231228 REPLACE STEAM CONDENSATE BLOW DOWN VALVE ON MODULE 4 HEAT 

EXCHANGER.
4659

0001231470 SEWER ODOR IN RM115 WOMENS RESTROOM 4619RM0115
0001231484 REPAIR LEAK UNDER BRADLEY BASIN 4561RM0115
0001235188 REPAIR LEAKING COMMODE 4614RM0106
0001235215 REPLACE RELIEF VALVE ON STEAM STATION IN BWING OF BASEMENT 4487BSMT
0001231381 4203 NEXT 2315 /  LIGHT NEXT TO 2315 NEEDS REPAIRED 4203RM2315
0001235273 REPAIR AUTOMATIC DOOR ON THE EAST SIDE OF BLDG 4200FLR01
0001217099 REMOVE DOOR, PERMINATELY AT THE END OF THE SOUTH HALL 4200FLR09
0001217219 REPLACE CEILING TILES AT FRONT ENTRANCE BY EXIT SIGN 4605FLR01
0001231283 REPAIR/ REPLACE LOCK ON DOOR 4650RM0031B
0001231403 REPLACE WATER DAMAGED CEILING TILES 4203RMB0311
0001224820 REPAIR LATCH ON STALL DOOR 4702RM0110
0001224600 REPAIR LEAKING CONDENSATE LINE OCMING FROM INSULATION 

WHERE IT GOES THROUGH WEST WALL
4485RM0126

0001231246 RESTORE HEAT TO STEAM HEATERS 4761RM0101
0001231600 REPLACE COMMODE SEAT 4491RM0135
0001238956 OVERFLOWING COMMODE 4493RM0107
0001231363 4708 / 135 REPLACE DAMAGED CEILING TILES (2031) 4708RM0135
0001231362 4708 / 234 REPLACE DAMAGED CEILING TILES (2031) 4708RM0234
0001217213 SEWAGE ODOR 4241
0001235250 UNSTOP COMMODE ON LEFT 4487RMB0285L
0001220370 REPAIR REPLACE BULB/BALLAST OVER STALL 4203RM3001A
0001224646 REPAIR REPLACE BULB/BALLAST 4487RMA0157
0001227816 UNSTOP COMMODE 4487RMB0189M
0001227836 BOILER PRESSURE IS IN LOW ALARM. 4718
0001227855 REPAIR OVERFLOWING COMMODE 4494RM0009
0001242318 REPLACE BULBS (NEED BY 2/22/06 IF POSSIBLE) 4200RM0160
0001217097 CLEAN  AC FILTERS AND POSSIBLY COVER GRATE TO PREVENT BLACK 

PARTICLES FROM FALLEN ON DESK
4202RM0511

0001231578 4203 PARKING LOT LIGHT NOT ENOUGH BURNING 4203
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0001224501 FROM WORK ORDER 0001176319 TASK 10: CLEAN EXTERIOR OF 

EMERGENCY LIGHT AND LAMP HEAD
4700-LTS0002

0001224832 TWO OVERHEAD NEON LIGHTS HAVE BURNED OUT. THEY NEED TO BE 
REPLACED.

4666RM0290

0001231294 REPAIR EMERGENCY LIGHT, BEEPING ( LOCATED IN THE SIGN SHOP UP 
STAIRS)

4650RM0018

0001217254 FIND ELECTRICAL DISCONNECT FOR BOILER AND LABEL 4628RM0132
0001238955 LOST POWER 4619RM0165
0001217210 REPAIR REPLACE BULB/BALLAST IN 4044B & 4040 4610FLR04
0001217164 REPAIR/REPLACE BULBS/BALLASTS 4605RM0013D
0001238974 4711 / W133 PLEASE SPRAY FOR ANTS IN LAB. W133,  BLDG. 4711. 4711RMW0133
0001238989 SPRAY FOR ANTS 4600RM1311
0001235208 UNSTOP THIRD COMMODE 4708RMB0020
0001235256 REPAIR LEAK ON INFLUENT LINE IN HIBAY 4761FLR01
0001235220 REPAIR STEAM LEAK ON REGULATOR 4493RM0109
0001195317 CHECK FOR LEAKS, URINE ON THE FLOOR 4666RM0253A
0001201280 REPLACE STEAM PRESSURE RELIEF VALVE IN B10. 4570RMB0010
0001224733 4619 /  CLEAN HEADS ON EYEWASH SHEW0002 4619-SHEW0002
0001231562 REPLACE SEAT ON SECOND COMMODE 4666RM0253A
0001224489 LOST POWER TO OUTLETS 4250RM0076
0001224550 REPAIR REPLACE BULB/BALLAST OVER DESK 4250RM0068
0001209356 CLEAN OUT GUTTER. 4723-ROOF0001
0001217336 REPLACE GUAGE ON HEAT EXCHANGER IN E9 4619RME0009
0001217196 REPAIRED SPRAYER ON EYEWASH EW0005 4605-EW0005
0001217280 CHANGE FILTER ON ICE MACHINE , WEST END OF A-WING 4663FLR01-A
0001220364 REPAIR LEAK ON STEAM TRAP IN E2 4650RM0126
0001220365 CONNECT DRAIN ON AIR COMPRESSER IN E 1 4605RM0031
0001224440 UNSTOP SINK 4570RM0154
0001201350 REPLACE BALLAST 4663RMA0223
0001224605 REPLACE BULBS IN LOBBY 4610
0001209357 REPLACE CEILING TILE 4650RM0207
0001220348 4600 / 5116 --REPLACE CEILING TILES- 4600RM5116
0001198714 REPAIR/ REPLACE EXTERIOR LIGHTS ON NORTH SIDE OF ROOM 122 4570
0001201364 REPLACE FLOURESCENT LIGHT BULB 4487RMB0121B
0001204727 4481 / 318 I VENT IN CENTER OF LAB NOT OPERATING WHEN SWITCH IS 

TURNED ON. NEED TO CHECK FAN AND CIRCUIT. SWITCH LIGHT SHOWS 
POWER IS PRESENT. NO AIR FLOW HOWEVER.

4481RM0318

0001217347 REPLACE BROKEN COVER ON OUTSIDE LIGHT ON THE WEST SIDE 4472WEST
0001209460 REPLACE BALLAST/BULBS OVER DESK 4250RM0036
0001209462 REPAIR/REPLACE BULBS/BALLASTS IN ROOMS 10 AND 36E 4250FLR01
0001197925 REMOVE LABEL FROM ABOVE DOORWAY 4471RM0213B
0001209389 REPLACE FAUCET ON 2ND SINK 4659FLR01
0001209571 4663 /  TURN POTALBE ON FOR CONTRACTOR TO CHECK FOR LEAKS  

THEN SHUT BACK OFF
4663

0001209576 REPAIR LEAKING FIRST SINK AND ALSO INVESTIGATE ODOR 4666RM0253A
0001217012 REPAIR AUTOMATIC BUTTON TO HANDICAP ACCESS 4200RM0919
0001217075 REPAIR/REPLACE BULB/BALLAST 4200RM0518C
0001217187 CHECK BREAKER , KEEPS TRIPPING IN RM'S 510E, F, L & K 4200FLR05
0001217250 REPAIR REPLACE 4' BULBS OVER MILL MACHINE 4774FLR01
0001213062 REPLACE BULB IN HIBAY 4761
0001173540 REPAIR LIGHTS NOT BURNING. 4760RM0102
0001142129 EXTERIOR ROLLUP DOOR WON'T CLOSE IN EAST HIBAY 4708RM0151
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0001224769 OBTAIN AND POST PERMIT FOR MICROWAVE 4650RM0019F
0001204707 INSULATE CHEMICAL LINE TO FEED WATER TANK (CONTACT USER FOR 

DETAILS)
4718RM0115

0001224597 ADJUST, REPAIR EMERGENCY EXIT DOOR NEXT TO RM 111 4629FLR01
0001209425 CONTINUOSLY RUNNING URINAL 4200RM0425
0001216991 CONTINUOSLY RUNNING URINAL 4200RM0425
0001217111 REPAIR BROKEN FLUSH  HANDLE 1ST COMMODE 4250RM0018A
0001204734 4487 /  PAINT BASE ON ACMP0001.  E9 4487RMA0001
0001209270 REPAIR OVER HEAD LEAK AROUND VENT BOX 4205RM0104
0001209362 REPAIR VALLEY LEAKING NORTH WEST CORNER. 4250
0001224617 CLEAN OUT GUTTER ON LOWER SECTIONS  OF A-WING. 4487-ROOF0001
0001224796 E-1--CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-
4623RM0107

0001224698 CHECK WEST SIDE ELEVATOR/ WON'T GO UP 4201FLR01
0001224503 FROM WORK ORDER 0001169626 TASK 10: PERFORM 30 SECOND LIGHT 

OPERATIONAL TEST
4732-LTS0023

0001224516 4734-LTS0003 /  FROM WORK ORDER 0001144556 TASK 30: NOTE ANY 
LIGHT DEFICIENCY ON PM RECORD

4734-LTS0003

0001201525 REPLACE PENTHOUSE DOOR. PAINT DOOR AND JAMB. 4203PENT
0001167232 SOUTH SIDE OF BASEMENT FLOODED 3"DEEP 4619
0001224688 TURN WATER ON TO REST ROOMS PER CAGLE CONTRACTORS 4663
0001224677 4205 / 110 LAB --INSPECT/TEST EYEWASH ON A MONTHLY BASIS-WEST 

WALL
4205RM0110

0001201370 REPAIR CERAMIC TILE , FELL OFF THE WALL 4494RM0017
0001224739 CHECK OUTLET, SPARKING 4200RM0213
0001224708 GLUE DOWN CARPET AT ENTRANCE 4566RM0110A
0001201360 RESTORE LIGHTING IN RESTROOM 100A. 4667RM0100A
0001217305 4650 /  CLEAN AND CHANGE COOLANT IN DRILL PRESS        BAND SAW 

POWER HACKSAW IN   SHOP
4650

0001201546 REPAIR LEAKING FAUCET ON THIRD SINK 4203RM3006A
0001201453 GRAVEL AREA FOR PORTABLE BOILER 4705EAST
0001224562 REPAIR LEAKING COMMODE 4203RM6001A
0001224444 UNSTOP OVERFLOWING COMMODE 4203RMB0003A
0001217298 4605 / E33 PLEASE CLEAN PUMP OIL UP IN ROOM E33 4605RM0033
0001217142 INVESTIGATE SEWER ODOR 4487RMC0161
0001224609 REPLACE PRESSURE SWITCH 4202BSMT
0001217327 REPLACE DAMAGED CEILING TILES (2031) 4610RM1080
0001181570 4481 /  INVESTIGATE AND REPAIR STEAM BLOWING FROM ROOF VENT. 

CENTER NORTH SIDE.
4481NORTH

0001217118 4761  AUDIBLE ALARM   CHECKING WEST SIDE ELECTICIAL 
PANEL

4761

0001217222 4718-SUMP-SPMP2 IS IN ALARM. 4718
0001217221 4718-SUMP1-SPMP1 IS IN ALARM.  4718
0001209463 4200 DOOR#12 IS MALFUNCTIONING. 4200
0001217273 REPAIR LEAKING COMMODE 4494RM0008
0001217274 REPAIR LEAKING SINK 4494RM0006
0001202089 UNSTOP SINK IN BREAK ROOM 4203RM4437
0001195605 INSULATE 8' OF PVC PIPE FOR SAND FILTER SYSTEM (CONTACT USER 

FOR DETAILS)
4473

0001217313 B-2 PLEASE SPRAY B27B-2 FOR BUGS 4708RMB0027
0001217316 PLEASE SPRAY 1212 AND 1228 FOR ANTS. 4708RM1212
0001224768 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0021
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0001224776 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0021D
0001224778 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0021
0001224779 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0126
0001209342 REPAIR LIGHT ON WEST END OF BLDG. O.S. 4244WEST
0001209520 REPLACE LIGHT ON EAST STAIRWELL/ SIXTH FLOOR LANDING 4200EAST
0001224539 4203-LTS0065 /  FROM WORK ORDER 0000982697 TASK 10: PERFORM 30 

SECOND LIGHT OPERATIONAL TEST
4203-LTS0065

0001224540 4203-LTS0093 /  FROM WORK ORDER 0000982856 TASK 10: PERFORM 30 
SECOND LIGHT OPERATIONAL TEST

4203-LTS0093

0001224641 4203 / 6436 REPLACE DAMAGED CEILING TILE. 2031 4203RM6436
0001224841 4487B / E-18 REPAIR STEAM LEAK ON STEAM STATION (2023) 4487RMB0004
0001217121 4654 / 110 REPLACE POTABLE WATER FILTER (2023) 4654RM0110
0001224506 RESTORE POWER 4553
0001224541 4553-LTS0006 /  FROM WORK ORDER 0000971825 TASK 10: VERIFY 

OPERATION
4553-LTS0006

0001197865 DRILL TWO DRAIN HOLES IN NORTH SIDE PUMP CONTAINMEMT 4473NORTH
0001231259 REPLACE STAINED CEILING TILES IN RM.1209. 4708-ROOF0003
0001231257 REPLACE STAINED CEILING TILES IN RM. 1212, AND IN THE HALWAY. 4708-ROOF0003
0001227851 REPLACE TRAP ON CONVERTER 4610RMB0101
0001201328 REPAIR 1000 WATT LIGHTS ON THE NORTH SIDE, 3RD LEVEL OF THE LTA 4619RM0145

0001209423 CHECK WALL PACK LIGHTS 4619NORTH
0001217247 REPAIR REPLACE BULB/BALLAST 4705RMA0201
0001220345 4600 / 2111 --REPAIR OR PLUG OPENING OR INSTALL GUARDRAIL/COVER 

ON FLOOR OPENING GREATER THAN 1 INCH-FLOOR POWER PANEL 
COVER BROKEN

4600RM2111

0001224510 4627-LTS0005 /  FROM WORK ORDER 0001162822 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4627-LTS0005

0001224716 VERIFY POWER IS ON TO GAS PUMPS. 4611
0001224773 4650 / 209 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4650RM0209
0001224803 EAST WALL-4627-LTS0005-REPAIR/REPLACE INOPERATIVE EMERGENCY 

LIGHTS-
4627RM0107

0001224843 4610-ELEVATOR2  ELEVATOR MALFUNCTIONING.  ELECTRICIANS 
NOTIFIED.

4610-ELEV0002

0001227884 RESET BREAKER 4663RMA0101
0001209536 REPLACE BAD CEILING TILE 4250RM0035H
0001227811 REPAIR/ REPLACE BROKEN HANDLE ON COMMODE 4627RM0114
0001224704 4600 / 5007 RESTROOM STALL DOOR DOES NOT LATCH BECAUSE LATCH 

AND CATCH ARE NOT ALIGNED PROPERLY.  RESTROOM STALL DOOR IS 
THE SECOND STALL FROM THE RESTROOM ENTRY DOOR.

4600RM5007

0001227803 REPAIR AUTOMATIC DOOR OPENER ON HANDICAPPED DOOR LOCATED 
NEAR C167 IN HALLWAY

4487-CWING

0001201297 4760-ROOF0001 /  REPAIR FLASHING OF PAINT BOOTH VENT. 4760-ROOF0001
0001201368 THE OPENING FOR ACCESS INTO CEILING IS TOO SMALL TO GET 

MATERIAL ABOVE CEILING.
4619RM0147A

0001217177 IN FRONT OF ROOM 247 REPLACE FLOOR TILES WHICH HAVE POPPED UP. 4481RM0247

0001217252 CHANGE OUT FILTER ON PROCESS WATER SYSTEM 4209
0001217194 THERE IS A BIG TRIPPING HAZARD NEAR THE DUMPSTERS ON THE WEST 

SIDE OF 4666 THAT NEEDS TO BE SMOOTHED OVER.
4666WEST

0001209569 DODD ROAD FLASHING LIGHT HAS FALLEN DOWN MSFC
0001217263 SPRAY FOR ANTS IN THE FIRST FLOOR RESTROOMS. 4203FLR01
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0001216997 REPAIR LEAK IN STEAM COIL 4487RMBC0109
0001213030 UNSTOP SINK 4200RM0605
0001213038 REPLACE FLOOR TILES THAT ARE MARKED WITH AN X 4491RM0129
0001217113 REPLACE DOOR STOPS IN 128, 128A AND DOUBLE DOORS IN HALLWAY 4619FLR01
0001195561 REPAIR/PATCH WALLS & PAINT MOST OF ROOM.  ALSO LOOK FROM 

ROOM ACROSS HALLWAY TO SECTION OF WALL WITH DAMAGE AND 
REPAIR/PATCH & PAINT, AS WELL.

4203RM4135

0001201224 REPAIR FIRST URINAL/ NOT FLUSHING PROPERLY 4312RM0111
0001197907 REPLACE LIGHT IN HALL NEAR ROOM 100 4561
0001197903 REPLACE LIGHT BULB 4561RM0223
0001195500 4200 / HALLWAY BASEMENT HALLWAY FROM LOADING DOCKS TO FORM 

ROOM ENTRANCE/EXIT, THERE ARE 2 OVERHEAD LIGHTS THAT NEED 
FLOURESENT LIGHT BULBS REPLACED. BASEMENT ASST. BLDG 
MANAGER.

4200

0001197908 REPAIR/REPLACE PAPER TOWEL DISPENSER.  IT IS EXTREMELY HARD TO 
USE.

4250RM0070

0001217346 SEWAGE BACKING UP 4708RM0138
0001217239 UNSTOP SINK, BACKING UP 4203RM1101
0001217197 REPAIR OVER HEAD LEAK 4708RMB0027
0001209397 REPAIR REPLACE BULB/BALLAST 4200RM0346C
0001209404 REPAIR REPLACE BULB/BALLAST NEAR 516 4200FLR05
0001209413 REPLACE BULB IN CEILING 4200RMG0030
0001209419 REPAIR HANGING LIGHT COVER O.S. OF ROOM 324A 4200
0001224452 INVESTIGATE POWER GOING OFF AND ON IN ROOMS 510F, 510K, AND 

510L
4200FLR05

0001224455 RESET BREAKER 4200RM0518
0001224478 REPAIR NORTH LIGHT ON FLAGPOLE. 4200
0001201332 REPAIR/REPLACE MOULDING AROUND CARPET AT DOORWAY 4244WEST
0001209504 REPLACE GLASS ON PICTURE FRAM 4200RM0950
0001224859 SPRAY FOR ANTS 4203RM1242
0001227857 4203 ROOM 1230 SPRAY FOR ANTS 4203RM1230
0001195560 HALL BETWEEN ROOM 6004 AND 6003 IN HALLWAY, THERE`S A CEILING 

TILE WITH A MAJOR STAIN.  PLEASE LOOK FOR ROOF LEAKS & REPAIR IF 
NEEDED & THEN REPLACE CEILING TILE SO AS TO NOT ALLOW FOR 
MOLD GROWTH.

4203FLR06

0001201289 4760-ROOF0006 /  SEAL AROUND WALL VENT OVER ROOF. 4760-ROOF0006
0001201277 REPLACE LIGHT ABOVE DESK/ BALLAST 4200RM0220C
0001177084 REPLACE RUSTY VENT IN CEILING 4666RM0234
0001217159 CHECK AND MAKE REPAIRS TO BLOWER FAN VENT O.S. OF BLDG. 

(CONTACT USER IF NEEDED)
4660

0001231539 UNSTOP 1ST SINK 4491RM0121
0001220389 REINSTALL EXIT SIGN 4205RM0105
0001217147 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-ONE LAMP HEAD 

DOES NOT WORK
4487RMBC0200

0001217146 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-EMERGENCY 
LIGHT HAS (1) LIGHT OUT

4487RMB0182

0001202337 REPLACE BALLAST 4487RMB0267A
0001201403 PAINT PICNIC TABLES ON THE SOUTH LOADING DOCK 4471SOUTH
0001204689 4755 / ELEVATOR PLEASE REPLACE BURNED OUT LIGHT BULBS IN 4755 

FREIGHT ELEVATOR
4755

0001217198 REPAIR, REPLACE BALLAST IN 4003, 4026 & 4031 4610FLR04
0001224685 SPRAY FOR ANTS 4610RM1061
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0001220356 4619-SPMP4-SUHIAL IN HIGH ALARM. 4619-SPMP004
0001224608 REPLACE AIR BLEEDER ON CHILL WATER LINE OUTSIDE OF E10 4487RMA0195
0001224604 REPAIR STEAM REGULATOR 4491
0001224585 SPRAY FOR ANTS IN JANITORS CLOSET, (RM 1008) AND 1007, AND 1006 4600FLR01
0001231391 ROOF SEAL LEAKING GUTTER ON WEST SIDE OF BLDG. 2325 4727WEST
0001224563 UNSTOP WATER FOUNTAIN ACROSS FROM RM 3004 4203FLR03
0001231590 SPRAY FOR ANTS IN HALL NEAR RM 4032 4610FLR04
0001224659 SEWAGE ODOR 4610RM3067
0001231276 REPAIR URINAL, WON'T FLUSH 4610RM2090
0001231366 4609 /  COMMODE STOPPED UP IN MENS RM101 4609RM0101
0001231471 CLEAN STRAINER ON CONDENSER PUMP 1 IN E2 4570
0001231472 CLEAN STRAINER ON CHILL WATER PUMP 2 IN E1 4570
0001231473 CLEAN STRAINER ON CHILL WATER PUMP 1 IN E1 4570-CHWP0001
0001217209 DISCONNECT PIPES AND WATER FROM SPRAY BOOTH 4471RM0191
0001220351 4571 / OUTSIDE PLEASE RELOCATE TWO OF THE WORK PLATFORMS 

FROM THE WEST SIDE OF 4571 TO THE OUTDOOR TEST RANGE.  A CRANE 
WILL BE REQUIRED.  PLEASE CONTACT REQUESTOR FOR LAYOUT 
REQUIREMENTS.

4571

0001224566 ADJUST STEEL GRATE TO FILL HOLE , LOCATED ON THE SOUTH SIDE 4572SOUTH
0001224694 CONTINOUSLY RUNNING WATER FOUNTAIN NEAR ROOM 2006 4203FLR02
0001224447 WATER LEAKING AROUND HANDLES OF SINK 4612RM1013
0001224542 4610 WEST DOOR PUSH HANDLE HAS FALLEN OFF 4610
0001220390 REPLACE DAMAGED CEILING TILES OUTSIDE RM 219B 4202FLR02
0001220361 REPLACE DAMAGED CEILING TILES (2031) 4708RM0135
0001217203 REPAIR REPLACE BULB, BALLAST IN 4010, & 4014 4610FLR04
0001224464 FOYER PLEASE REPLACE BURNED OUT LIGHT BULBS IN FRONT LOBBY 

NEAR CAFETERIA
4708FLR01

0001224465 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 106 4708RM0106
0001204634 REPAIR ROOF LEAK IN THE NORTH WEST CORNER OF BLDG 4624
0001224599 REMOVE HANDICAP RAILS FROM ALL RESTROOMS 4712
0001224686 UNSTOP SINK 4494RM0010
0001188186 4572 / ELEV RM INSTALL STRIP HEATER 4572
0001201337 4471 / 191 WEST WALL--EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE 

OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-COVER MISSING 
ON WALL OUTLET

4471RM0191

0001204640 RESET TIMER TO LIGHTS IN ROOMS 129, 132 AND 132B 4491
0001209339 REPAIR/ REPLACE BULB/BALLAST 4493RM0108
0001213006 4638 / 100 REPLACE WATER PUMP AND BY-PASS HOSE. TRUCK # 103 4638RM0100
0001195235 REPAIR LEAK AROUND CHILLWATER TANK 4202BSMT
0001201356 REPAIR REPLACE BULBS IN CORRIDOR 4205FLR01
0001195212 4619 / E-6 PAINT BRACES TO ROOF LADDER AT ENTRANCE TO E-6. 4619RM0222
0001195469 4631 / A109 PLACE 30"X30"X5" (VERIFY WITH USER) CONCRETE SLAB FOR 

TABLE SAW SUPPORT
4631RMA0109

0001195512 LOWER EXISTING SHELF 4650RM0019B
0001217151 UNSTOP DRAIN FEEDING TO DISH MACHINE 4203RM1102
0001217002 REPAIR STATIONARY DOOR LATCH 4663RMB0109
0001217080 EAST SIDE/ O.S. DOOR NEAR ROOM 230 WON'T LATCH 4561FLR02
0001209535 SPRAY FOR ANTS/ WEST HIBAY/ NEAR RM. 160 (see user for details) 4708
0001209390 REPAIR LEAKS IN STEAM STATION. 4555
0001209534 TURN ON WATER TO ROOMS 102, 103, 205 AND 207 4663
0001209324 BEEPING  LIGHT SENSOR 4650RM0103
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0001213005 4666 / OUTSIDE REPAIR WARNING SIGN AT THE NORTHEAST CORNER OF 

4666.  THIS SIGN HAS REQUIRED REPAIR SEVERAL TIMES OVER THE PAST 
6 MONTHS.

4666NORTH

0001213020 DOOR #10 AUTOMATIC DOOR BUTTONS (INSIDE AND OUT) ARE NOT 
WORKING. WEST SIDE OF BUILDING, DOOR 10. STOPPED WORKING 
DURING THE LAST BIG RAIN.

4666WEST

0001213061 SPRAY FOR ANTS 4203RM2434
0001213070 SPRAY FOR ANTS 4200RM0331
0001195273 REPAIR LEAKING STEAM COIL IN MAIN HALL ABOVE VENDING 

MACHINES
4491

0001209315 4200 LOADING DOCK LIGHT OUT   CHECKING 4200
0001201502 4670 SUMP'S IN ALARM 4670-SPMP001A
0001204662 REPAIR ROOF LEAK 4655RM0113
0001201542 REPAIR ROOF LEAK IN ROOM AND IN HIBAY 4655RM0119
0001204710 REPAIR ROOF LEAK, WATER IN LIGHT FIXTURE 4708RM0240
0001209292 REPLACE FLEX JOINT ON EAF0023 4760-EAF0023
0001209546 REPAIR BOTH COMMODES, 1ST IS STOPPED UP AND THE FLUSH VALVE 

BROKEN ON THE 2ND.
4627RM0114

0001160221 REPAIR OR REPLACE CONTROL VALVE ON HOT WATER LINE 4610RM3049
0001201515 CHECK, REPAIR PARKING LOT LIGHTS ON THE NORTH SIDE OF BLDG 4487NORTH
0001173360 REPAIR LEAK ON WATER LINE 4707RM0138D
0001201482 REPAIR/ADJUST DOOR, WON'T STAY CLOSED 4201RM0614
0001201550 DOOR WON'T OPEN 4708RM1110B
0001204657 REPAIR MAGNETIC LOCK ON FRONT ENTRANCE DOOR 4315
0001209341 RESET BREAKER 4708RM1107
0001209376 TURN OFF EXIT  LIGHTS ABOVE EMERGENCY DOOR LEADING TO ANNEX 

(SHINING IN USERS EYES)
4629

0001201404 RESET BREAKER TO OUTLET 4487RMC0162
0001190952 PAINT METAL STRUCTURE IN HIBAY, SEE USER 4656FLR01
0001209493 REPAIR REPLACE BULB/BALLAST OVER SINK 4494RM0017
0001204696 SPRAY FOR ANTS NEAR WOODEN DOUBLE DOORS IN LOBBY 4203RM1100
0001204715 WATER IN LIGHT FIXTURE ON NORTH HIBAY 4755NORTH
0001204723 REPLACE FLOURESCENT LIGHT 4714
0001209304 CHECK ALL EMERGENCY LIGHTS/  DUE TO POWER OUTAGE THE NIGHT 

BEFORE
4739

0001217028 4200 EAST BASEMENT DOOR NOT WORKING 4200EAST
0001213035 REPAIR DAMAGED CELING AND GRID, SAGGING AND ABOUT TO FALL 4200RM0601A
0001209398 UNSTOP COMMODE, FULL AND STINKING 4708RMB0029
0001184477 REPLACE MOTOR ON HEATER 4491RM0137
0001188198 REPAIR OUTDOOR LIGHTS ABOVE ROOM E9 DOOR 4207
0001188227 REPAIR REPLACE BALLAST 4561RM0103D
0001188241 REPAIR REPLACE BALLAST 4203RM4001A
0001188335 REPAIR REPLACE BULB/BALLAST 4203RM1238
0001190937 REPAIR REPLACE EMERGENCY LIGHTS IN STAIRWELLS FROM BASEMENT 

TO 2ND FLOOR ON THE SOUTH END
4203

0001190960 4315 / 103 REPLACE LIGHT IN MEN`S DRESSING ROOM 4315RM0103
0001190984 REPLACE BULB 4203RM3120
0001144665 INVESTIGATE STEAM BLOWING FROM PIPE ON WEST END MECHANICAL 

ROOM
4250WEST

0001167357 PAINT OFFICE 4200RM0111
0001201420 OUTSIDE REMOVE/REPLACE COOLING TOWER SCREENS AND PANELS 

FOR CLEANIG. 2326
4614
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0001201464 PATCH HOLE IN WALL IN HIGH BAY. 2326 4612RM1500
0001201424 REMOVE DEAD PIGEONS AND CLEAN ON EITHER END OF LARGE 

ROLLING DOORS.
4752

0001201250 REPAIR REPLACE BULB/BALLAST 4493RM0140
0001204705 LOST POWER 4203RM3137
0001204726 EAST HANDICAPPED ELEVATOR IS INOPERABLE 4663EAST
0001217067 REPAIR OUTSIDE DOOR TO M102, HANGING OPEN , IT CAN BE PULLED 

CLOSED BUT WON'T CLOSE BY ITSELF
4663RMM0102

0001201454 GRAVEL ROAD FROM RANGER ROAD TO BOILER STORAGE AREA 4660
0001213071 PUMP OUT CONTAINMENT AND CLEAN, AT TEST STAND 115 4583
0001195245 VERIFY/MODIFY WIRING CONFIGURATION FROM TEMPORARY 

ELECTRICAL PANEL FOR ONSITE HEATER SETUP.
4571

0001209375 CHECK HI INLET TEMP. FAULT ON GENERATOR 4755
0001209394 REPAIR LIGHTS OVER SINK 4244RM0103
0001204773 REPAIR REPLACE BULB/BALLAST IN RM'S 101 & 105 4759FLR01
0001209276 4708 / 136 REPAIR HANDICAP DOOR OPENER IN MEN`S RESTROOM 136.  

WHEN THE DOOR OPENER BUTTON IS PUSHED FROM INSIDE THE MEN`S 
RESTROOM, THE HANDICAP DOOR WILL NOT OPEN

4708RM0136

0001184478 CHECK BREAKER THAT KEEPS TRIPPING AND BUZZING LIGHT 4655RM0105
0001209335 EAST ELEVATOR NOT STOPPING AT FLOOR LEVELS 4755EAST
0001209275 4708 / 1202A PLEASE REMOVE ONE LIGHT BULB OVER DESK IN 1202A 4708RM1202A
0001163072 REPLACE ELECTRICAL RECEPTACLE TO MATCH WALL UNIT PLUG 4775RM0106
0001204677 4190 / 100A --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4190RM0100A
0001204678 4189 / 100 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4189RM0100
0001204763 RESET TRIPPED CIRCUIT #13, HANDLE #2 4244
0001209359 REPAIR LIGHTS IN E3, 4485 4485RM0126
0001201483 REPLACE BROKEN 220 OUTLET 4650RM0029
0001201513 4670 SUMP IN ALARM 4670-SPMP001A
0001201223 REPLACE HANDLES ON DOOR HATCHES 4200-ELEV0001
0001201406 109&112A REPLACE 3 LIGHT BULBS RM. 109&1 BULB RM.112A 4628FLR01
0001201492 4200 ELEVATOR 2 LIGHTS NOT WORKING 4200
0001204659 REPAIR/ REPLACE SPOT LIGHT 4610RM3100
0001204764 REPAIR ELEV 1& 2, INOPERABLE 4708
0001184523 PAINT CONCRETE PAD O.S. OF ROOM 4471RM0178B
0001204765 REPLACE DEFECTIVE BACK FLOW PREVENTER 4705RMB0119C
0001204693 REPAIR CEILING LEAK 4472FLR01
0001201544 REPAIR LEAKING FLUSH VALVE ON LEFT COMMODE 4494RM0009
0001201503 UNIT HEATER DRIPPING RM110 4759
0001201244 EQUIPMENT ROOM-ADRY0001-REPLACE/RE-CERTIFY PRESSURE RELIEF 

VALVE-AIR COMPRESSOR
4207RM0127

0001195355 REPLACE SUMP PUMP UNDER NORTH STAIRWELL 4570
0001201240 -4207-LTS0034-REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4207RM0145B
0001201242 DOOR TO 142A--REPAIR/REPLACE INOPERATIVE EXIT SIGN- 4207RM0142A
0001204656 RESET BREAKER/ LIGHTS AND TV IN FRONT OF ROOM NOT WORKING 4200RM0121
0001195399 LAB SINK FAUCET LEAKS AT TOP WHERE VACCUUM BREAK IS. SINK IN 

ROOM 102 NORTH WEST CORNER.  LAB SINK FACET POOLING WATER ON 
BENCHTOP WHEN IN USE NEEDS TO BE FIXED

4464RM0102

0001201226 REPAIR CEILING LEAK IN ROOM 135 F AND H 4493RM0135
0001201320 CLEAN IN AND AROUND LIGHT FIXTURES 4200RMG0035
0001201434 CLEAN OUT DRAINS IN SOUTH PARKKING LOT OF LEAVES 4201SOUTH
0001204711 REPAIR AIR SHOWER 4708RM0151
0001204703 REPAIR INOPERABLE HEATER FAN ELEMENT 4623RM0101
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0001201304 4619 / B139 POWER REGULATOR TRIPPING OUT, C PHASE 4619RMB0139
0001197937 REPLACE FLOURESCENT BULBS IN ROOMS 100, 106 AND IN SPRAY CELL 4739FLR01
0001188256 SEAL ROOF PENATRATIONS OVER TEST CELL #1 , & #2. 4605-ROOF0001
0001188257 SEAL AROUND VENTS OVER ROOM 9. 4605-ROOF0001
0001201428 REPAIR ROOF LEAK 4650RM0207
0001201323 REPAIR LEAKING FAUCETS ON SINK 4663RMC0171
0001209524 REPAIR SPRAYER ON SINK 4663RMA0101
0001209573 4674 /  CLEANED STRAINER ON CONDENSATE LINE ON CONVERTER E 2 4674RM0103
0001217218 REPAIR HOT WATER SIDE ON SINK 4663RMC0171
0001204750 WIRE MOTOR ON SUMP005 (2013) 4708RMB0039
0001201407 RESTORE POWER TO SUMP0015 (2013) 4708-SPMP003A
0001201409 RESTORE POWER TO SUMP0006 (2013) 4760-SPMP0006
0001213017 REPLACE FLOURESCENT LIGHTS ON NORTH SIDE OF KITCHEN 4610RMC0100
0001216983 REPAIR REPLACE THEATER LIGHTS IN HALL ON BWING, 2ND FLOOR 4663FLR02-C
0001217079 4705 / 124 LIGHTS NEED TO BE TURNED OFF IN THE STORAGE AREA 

ABOVE THE TOOL CRIB. CALL ME IF THERE IS A QUESTION   OR 759-
5200.

4705RM0124

0001201507 4739-RM 106  WATER ON FLOOR AND SOME TILES FROM CEILING.  
SECURITY NOTIFIED AND HVAC WILL INVESTIGATE.

4739RM0106

0001204550 REPLACE MOLDY DAMAGED CEILING TILES IN 1120A & 1120B 4612FLR01
0001204758 DOUBLE DOORS INTO OFFICE SUITE IS INTERMITTENLY LOCKING 

CORRECTLY.  WORK NEEDS TO CORRECT THE WAY THE DOOR LOCKS 
WHEN CLOSED.

4666RM0371

0001188217 REPLACE INSULATION ON PIPES GOING TO HVAC UNIT 4475RM0118
0001188219 REPLACE INSULATION ON PIPES 4475RM0119
0001201437 REPAIR LOCK ON CARD READER DOOR 4487RMA0110
0001197877 LOST STEAM TO BUILDING 4619. 4619
0001188279 REPLACE DANGER SIGN ON ELECTRICAL SUBSTATION ON NORTH SIDE 

OF 4705. 2335
4705NORTH

0001220329 REPAIR UNDERGROUND WATER LEAK IN COURTYARD WHERE 
FOUNTAIN WAS REMOVED

4200EAST

0001220298 REPAIR OUTER AUTOMATIC  DOOR IN SOUTH COURTYARD / OPENING 
AND CLOSING VERY SLOWLY 

4202SOUTH

0001217091 REPAIR REPLACE BULB/BALLAST 4610RM3005
0001217278 REPAIR REPLACE BALLAST 4708RM1234
0001224527 4732-LTS0016 /  FROM WORK ORDER 0001092307 TASK 30: CHECK 

CONDITION OF LAMPS
4732-LTS0016

0001224528 4732-LTS0016 /  FROM WORK ORDER 0001092307 TASK 30: CHECK 
CONDITION OF LAMPS

4732-LTS0016

0001216985 4207 / SE.ENT. REPAIR LOOSE CARPET EDGE AT  SOUTH EAST ENTRANCE 
TO BUILDING. TRIP HAZARD.

4207

0001220346 4600 / 4215 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET EDGE 
IS STICKING UP

4600RM4215

0001201416 LEVEL RAISED FLOOR BEHIND RACK # 206 & 207. 4207RM0145
0001216989 CUT HOLE 18"X24" IN NORTH HIBAY WALL BETWEEN ROOMS 100 AND 122 

(CONTACT USER FOR DETAILS)
4755

0001220376 TIGHTEN MAGNET ON ENTRANCE DOOR 4315FLR01
0001217293 SPRAY FOR ANTS 4200RM0215
0001220315 SPRAY KITCHEN AREA FOR ANTS 4203FLR04
0001220319 INSPECT AND SPRAY FOR PAPER MITES 4491RM0125
0001217047 REPAIR COMMODE, LEAKING AT THE BASE 4663RMC0267
0001217112 UNSTOP SINK 4650RM0018
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001209565 UNCLOG ROOF DRAIN. 4570
0001197898 REPLACE BULBS IN HIGH CEILING 4612RM1322
0001209338 REPAIR UP AND DOWN LIGHT ON FIRST FLOOR ELEVATOR/ NOT 

LIGHTING
4203-ELEV0003

0001209563 PLEASE REPLACE BURNED OUT LIGHT BULBS IN NORTHEAST HALLWAY 
ON THE FIRST FLOOR.

4708FLR01

0001213066 EAST ELEVATOR INOPERABLE 4755EAST
0001217358 RESET TRIPPED BREAKER 4708RM0103
0001209526 SPRAY FOR SEWER FLIES 4732RM0164
0001209523 SPRAY FOR ANTS 4708RM1231
0001209439 SPRAY FOR ANTS IN ROOM 100 AND SURROUNDING ROOMS 4655RM0100
0001209476 SPRAY FOR ANTS 4203RM1101
0001209513 SPRAY FOR ANTS 4610RM1072
0001209557 REPAIR LEAK OUTSIDE MAIN ENTRANCE DOOR 4570
0001197862 PICK UP PALLETS, SCRAP INSULLATION, AND BOXES IN THE ALLEY 

BETWEEN B & C WINGS
4663

0001201540 LOST BUILING POWER TO BUILDINGS 4666 AND 4561. 4666
0001181574 2ND SET OF DOORS WILL NOT OPEN AT NORTH ENTRANCE 4610
0001195210 4659 / 7 REPLACE CEILING TILES. 4659RM0007
0001209319 ENTRY REPAIR MAIN ENTRANCE DOOR.  DOOR IS DIFFICULT TO CLOSE. 4630FLR01
0001188172 REPLACE STAINED CEILING IN OR NEAR ROOMS A109, A120, A128, A137, 

A140
4487-AWING

0001130130 REPAIR LEAKING VALVE, CORRODED 4702RM0117C
0001181563 4491 /  RM.137 E 3. REPLACE UNIT HEATER. 4491RM0137
0001188251 REPAIR OR REPLACE WATER FOUNTAIN IN NORTH HALL 4201FLR01
0001201545 UNSTOP MIDDLE COMMODE 4203RM3006A
0001204679 4203 /  MENS RM 1006A MIDDLE URINAL DRAINS SLOW 4203RM1006A
0001204682 4202 /  LADIES RM 535A MIDDLE SINK  LEAKING SEWER ARM 4202RM0535A
0001204683 4202 /  MENS RM 534 URINAL DRAINS SLOW 4202RM0534
0001204684 4202 /  JANITORS CLOSET 229 FAUCET LEAKING 4202RM0229
0001204685 4202 /  231A LADIES RM 1ST COMMODE LEAKING AT SPUD 4202RM0231A
0001204687 4202 /  JANITORS CLOSET B114 SINK DRAINS SLOW 4202RMB0114
0001204755 LADIES BATHROOM , THE FIRST TOILET HAS A PUDDLE AROUND IT 

WHERE THE TOILET IS LEAKING ONTO THE FLOOR
4200RMG0003

0001209346 ROLL UP DOOR NE CORNER WILL NOT OPEN - NEEDS IT OPENED TO 
MOVE EQUIPMENT

4561

0001195601 TRANSFER COOLANT FROM 4640 TO 4744 4640
0001195378 WELD SECTION OF FRAME ON REAR DOOR OF #1 BOILER (SEE USER FOR 

DETAILS)
4675-BLR0001

0001197896 REPAIR WATER LEAK 4707RM0138D
0001204675 CHECK, SECURE POWER TO JUNCTION BOX IN 2ND FLOOR STAIRWELL, 

WATER COMING THROUGH BOX
4572FLR02

0001209433 REPLACE LIGHT FIXTURE FALLING OUT OF CEILING 4483RM0106
0001217023 THE LADIES RESTROOM HAS A STUCK COMMODE VALVE . 4705RMB0201
0001197924 4761 / 105 REPAIR STEAM LEAK FROM AHU ON ROOF ACCESSED FROM 

ROOM 105. 2323
4761RM0105

0001195218 4666/E2 /  INSULATE STEAM LINE OVER OUTSIDE DOOR 4666RM0263
0001217150 SPRAY FOR ANTS 4203RM1100
0001217200 119, 120 EXTERMINATE ANTS IN MEN`S RESTROOM (ROOM 119) AND 

ADJACENT JANITOR CLOSET (ROOM 120).
4491FLR01

0001201259 REPAIR CEILING LEAK/ WET CARPET 4250RM0073
0001204643 REPAIR ROOF LEAK 4481RM0403
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WONUM DESCRIPTION LOCATION
0001204714 REPAIR ROOF LEAK 4610RM5018
0001209400 CLOSE COVER ON LIGHT FIXTURE 4663RMB0217
0001217015 PUT UP STEEL WIRE FENCE THAT HAS FALLEN DOWN AT GATE 056 AT 

FIRING RANGE
4608

0001213045 UNSTOP 2ND COMMODE 4251RM0007
0001209421 INVESTIGATE DRAINAGE ODOR 4200RMG0013
0001204724 REPAIR LEAKING FLUSH HANDLE ON COMMODE 4200RMG0003
0001213033 1-21-06 8:00PM: STEAM LEAK IN BASEMENT IS CAUSING FIRE ALARMS. 4487BSMT
0001195485 REPAIR WATER LEAK IN BACK ELECTRICAL ROOM 4316
0001188141 REPLACE LIGHT COVERS WITH  DEFLECTIVE LIGHT COVERS ON 

FLOURESCENT LIGHTS  IN ROOMS 102A AND 102B
4249RM0102

0001195407 REPAIR REPLACE BULB/BALLAST, COVER ON FIXTURE IS PAINTED SHUT 4471RMC0103D

0001217334 CHECK ODOR FROM FLOOR DRAIN 4663
0001220363 UNSTOP SINK IN MENS RM 116 4674RM0116
0001224483 SUMP PUMP CONTINUOSLY RUNNING 4670BSMT
0001224565 REPAIR LEAKING FAUCET IN JANITOR'S CLOSET 4572RM0103
0001224594 NO HOT WATER GOING TO LAB SINK 4612RM1207
0001224610 HIGH BAY REPAIR LEAKING ICE MACHINE THAT HAS WATER RUNNING 

OUT ON THE FLOOR.  (DRAIN MAY BE STOPPED UP.)
4659FLR01

0001216982 REPLACE 10 FLOURESCENT LIGHT BULBS IN FRONT HALLWAY 4605
0001209550 WATER IN LIGHT FIXTURE 4755RM0122
0001209294 NOISEY EXHAUST FAN LOCATED ON WEST WALL..NO BAR CODE 4735
0001209482 4203-WATER-LEAK CALLED IN FOR LABORERS TO CLEAN UP WATER 

LEAK.
4203

0001195340 REPAIR REPLACE BULB/BALLAST OUTSIDE OF RM 319 4200FLR03
0001195321 REPAIR REPLACE BULB/BALLAST 4200RM0410A
0001195531 REPAIR/REPLACE BLINDS 4732RM0111
0001209481 4203-WATER-LEAK   WATER LEAK ON 6TH FLOOR. 4203
0001195449 REPLACE RELIEF VALVE ON STEAM STATION 4491RM0136
0001217049 UNSTOP SINK IN JANITORS CLOSET 4249FLR01
0001217137 REPLACE ALL COMMODE SEATS 4727RM0104
0001217138 REPLACE ALL COMMODE SEATS 4727RM0105
0001217059 INOPERABLE ELEVATOR 4572
0001195388 FORM AND GROUT CHILL WATER PUMP (2334) 4666RM0284
0001197921 4566 /  REPAIR SOURCE OF STEAM BLOWING OUT OF CLAY DRAIN PIPE. 4566
0001197922 4566 /  REPAIR/REPLACE LEAKING STEAM LINE RUNNING AROUND THE 

EXTERIOR TOP OF THE BUILDING.
4566

0001195237 REPLACE FALLEN CEILING PANEL ON N.W. CORNER 4202PENT
0001209321 RM 31 REMOVE AND REPLACE ACCESS PANEL (2031) 4250FLR01
0001195379 4493 REPAIR LOOSE DOOR HANDLE BETWEEN ROOMS 140 & 160 4493RM0160
0001173400 4707 / HIGH BAY STOP WATER LEAK COMING IN THROUGH ROOF VENT IN 

SOUTH EAST END OF HIGH BAY.  WATER AND DEBRIS FALLING ON 
MATERIAL CUTTING TABLE, MOTOR PROCESSING AREA.

4707SOUTH

0001195474 PIPE RELIEF ON HOT WATER HEATER TO FLOOR DRAIN 4727RM0103
0001209575 4583 /  REPLACE BROKEN SHOWER HEAD 4583
0001213028 REPLACE STEAM TRAP 4650RM0208
0001201253 REPAIR STEAM LEAK 4619RMB0137A
0001201309 4561RM114 /  REPAIR LEAKING URNIAL 4561RM0114
0001201306 4704 / 102 BATHROOM COMPLETELY INOPERABLE. NO WATER IN TOILET 

AND URINAL GUSHES WATER WHEN FLUSHED.
4704RM0102
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0001195479 HANDICAP MEN`S TOILET LEAKING WHEN FLUSHED. NEEDS PACKING 

TIGHTENED
4464RM0106

0001195480 SINK IN MENS ROOM SOUTH SIDE NEEDS WASHER REPLACED. NEW 
WASHER WILL SAVE WATER AND ELECTRICAL USE.

4464RM0106

0001188282 REPAIR, REPLACE TOLIET SEAT 4207RM0126
0001197869 STEAM TRAP:  SQ HEATER LOCATED IN E2 IS IN FAULT. REMOTE SIGNAL 

LOST. 
4249RM0127

0001197868 STEAM TRAP:  SQ HEATER IS IN COLD ALARM. LOCATED IN FRONT OF 
THE BASEMENT STAIRS. SIGNAL AND BATTERY ARE GOOD. 

4241

0001213021 SWITCH 1-PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - ANNOTATE 
TAG-CONDENSATE PUMP SWITCH 1

4666RM0108

0001213022 PLEASE REPLACE WATER FILTER TO ICE MAKER. 4666RM0339
0001217000 REPAIR STEAM PIPE O.S. ROOM 205 4650
0001217131 4650 RM27 /  UNSTOP COMMODE 4650RM0027
0001217132 4566 /  HANDLE LEAKING ON 1ST URINAL IN ROOM 144, MENS RM 4566RM0144
0001217134 4674 /  REPAIR LEAKING FLUSH VALVE ON 3RD URINAL IN ROOM 116 4674RM0116
0001217136 4666 /  REPAIR LEAKING VALVE ON SINK IN ROOM 339 4666RM0339
0001201468 RESET BREAKERS 4203RM4253
0001201471 RESET BREAKER 4203RM4253
0001271564 REPAIR REPLACE BULB/BALLAST OVER DESK AND COPIER 4485RM0132
0001267498 REPLACE LIGHT BULB OVER PARTITION 4485RM0100
0001287267 REPAIR STEAM LEAK ATSTEAM STATION IN E2 EQPT. ROOM NO. 126 

SOUTH WEST OUTSIDE.
4650RM0126

0001254277 REPAINT THREE PARKING SPACES TO READ "SERVICE VEHICLE" 
INSTEAD OF RETAIL STORE

4471NORTH

0001256849 4650 / NORTH PAINT STEEL FRAME SHED ON NORTH SIDE OF 4650. 4650NORTH
0001267494 4610 /  REPAIR OR REPLACE FAUCETS ON 3RD LAV 4610
0001267608 4646 /  TIGHTEN TRAP ON SINK IN R M 200 4646RM0200
0001271549 TIGHTEN TOILET SEAT IN RM 144 4566RM0144
0001274853 PROPERLY MOUNT PORTABLE SAFETY EYEWASH UNIT AT AN 

ACCEPTABLE HEIGHT.
4675RM0100

0001281263 4605 /  UNSTOP FLOOR DRAIN E 1 4605RM0031
0001259663 REPAIR REPLACE BULBS BALLAST ROOM 1818D 4200
0001259748 4708 / 1204B REPAIR CEILING LEAK IN 1204B OVER CUBICLE 11. 4708RM1204B
0001201302 4619 / 123 REPLACE AIR GRILL IN CEILING OUTSIDE ROOM 123. 4619RM0123
0001260180 REPAIR MECHANICAL LOCK ON DOCK 6 4631
0001281429 REPAIR CEILING GRID 4485RM0114
0001274825 REPAIR/REPLACE BULBS/ BALLASTS IN CUBICLES 4131, 4144, 4146 4203FLR04
0001274828 REPAIR/ REPLACE BULBS/BALLASTS IN CUBICLES 4147 AND 4152 4203FLR04
0001274829 REPAIR/ REPLACE BULBS/BALLASTS IN CUBICLES 4201, 4202, 4205 AND 

4206
4203FLR04

0001281266 REPAIR LEAK 4708RMB0034
0001260213 4306 /  NEED WORK ORDER TO REPAIR STEAM VALVE LEAKING 

CONDENSATE ON FLOOR IN EQPT. ROOMNO. 106 NORTH WEST OUTSIDE. 4306

0001267328 INVESTIGATE PIPE LEAK 4708RMB0027
0001274855 WATER COOLER IN FIRST FLOOR VENDING AREA IS LEAKING 4241RM0118
0001259738 4650 / OUTSIDE INSTALL NEW SIDING ON N.W. SHED. 2326 4650
0001278253 SPRAY FOR TERMITES IN THE CALIBRATION AREA AND RM 119A ( SEE 

USER)
4650SOUTH

0001274685 PLEASE SPRAY FOURTH FLOOR OF 4755 FOR ROACHES 4755FLR04
0001274686 PLEASE SPRAY FIRST FLOOR OF 4755 FOR ROACHES 4755FLR01
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0001260046 4610 /  NEED WORK ORDER TO REPAIR OVERHEAD STEAM LINE LEAKING 

CONDENSATE ON FLOORIN E2 EQPT. ROOM NO. B100 BASEMENT. 4610

0001267495 4610 /  REHANG PAPER DISPENSER IN RM 1015A 4610RM1015A
0001260233 REPLACE LIGHTS OVER SINK 4200RMP0105
0001267409 REPLACE FLOURESCENT LIGHT BULBS IN ROOMS 956 AND 956A 4200FLR09
0001274877 REPAIR DOOR KNOB THAT HAS FALLEN OFF ON BOTH SIDES 4494RM0020
0001102112 UNSTOP MOP SINK 4755RM0108
0001260273 REPAIR OIL LEAK ON FILTER PRESS 4761RM0101
0001254302 RESTORE POWER TO OUTLET 4491RM0113A
0001260117 4200-PNL0063 /  4200-PNL0063 REPLACE BRAKER IT NEEDS TO BE 20 AMP 

SNGL POLE
4200-PNL0063

0001271514 REPLACE BULB 4202RM0533
0001263628 REPAIR EMERGENCY LIGHT SIGN 4315RM0104
0001260210 4670 /  LAV. SLOW TO DRAIN IN RM 100A 4670RM0100A
0001267255 4481 /  TIGHTEN EYEWASH ON FAUCET RM377 EW0013 4481-EW0013
0001267631 UNSTOP SINK 4619RM0123
0001281410 REPAIR MOTION SENSOR ON LIGHTS, NOT COMING ON 4203RM5252
0001254204 4203 / 3139 RE-ATTACHED SIGN WITH SCREWS. JUST OUTSIDE 3139 THERE 

IS A FIRE EXTINGUISHER WITH SIGN THAT IS TO BE ABOUT 6 INCHES 
FROM CEILING...THE SIGN WAS NOT SCREWED IN AS DESIGNED AND HAS 
FALLEN TO THE FLOOR.

4203RM3139

0001267504 REPLACE LIGHT BULB OVER DRINK MACHINE 4485RM0104
0001267500 REPLACE LIGHT BULB OVER PARTITION 4485RM0111
0001278239 CLEAN UP AREA'S IN RM'S 111 & 114 4485FLR01
0001271571 REPLACE DAMAGED INDOOR/OUTDOOR CARPET AT DOOR 3 4481FLR01
0001274800 REPLACE SANDPAPER ON SANDER IN CARPENTER SHOP 4650FLR01
0001260209 4670 /  SEWER ODOR IN RM 100A 4670RM0100A
0001287008 ELEVATOR STUCK ON 5TH FLOOR 4200-ELEV0004
0001281570 REPAIR AWING ELEVATOR 4487-AWING
0001267619 REPAIR C-WING HANDICAP ELEVATOR, INOPERATIVE 4487C-ELEV0001
0001267456 4631 / A102 --REPAIR/REPLACE DEFECTIVE ELECTRICAL POWER 

JUNCTION/PULL BOX-JUNCTION BOX WITH KNOCKOUTS EXPOSED IS 
INSTALLED ON THE FLOOR

4631RMA0102

0001267587 CHANGE OUT LOCK SET ON DOOR TO ROOF IN PENTHOUSE 4201PENT
0001267452 UNSTOP SINK 4201RMB0011A
0001274881 SPRAY FOR TERMITES 4493RM0140
0001254337 4650 / NORTH INSTALL WEATHERSTRIP ON EXIT NORTH SIDE . 2326 4650NORTH
0001274862 LADIES RM 508 LAST COMMODE STOPPED UP 4201RM0508
0001274863 LADIES RM 408 1ST SINK FAUCET LEAKING 4201RM0408
0001274870 UNSTOP COMMODE 4203RM4006
0001274871 UNSTOP URINAL 4493RM0108
0001263671 REPAIR REPLACE BULB/BALLAST, LIGHT FLICKERING 4471RMA0101
0001281636 4485  RM.  107A /  REPAIR  SIX  LIGHTS  IN  ROOM  107A 4485RM0107A
0001281637 4485 /  REPAIR  LIGHTS  >  TEN  LIGHTS  ARE  NOT  WORKING 4485
0001281643 CHANGE BALLASTS AND TUBES 4485RM0114
0001267501 REPLACE LIGHT BULB OVER DESK AND  PARTITION IN ROOMS 114A AND 

114B
4485FLR01

0001267410 WATER LEAK IN CEILING SOUTH WEST CORNER, WHEN IT RAINS HARD . 4481RM0101A

0001267325 REPAIR INSULATION HANGING DOWN FROM ROLLUP DR#24 4483
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0001259855 4650 / S.W.  REPAIR / REPLACE FLEX CONNECTOR ON EAF-2 ON SOUTH 

WEST AREA OF BLDG. 2026
4650

0001260049  IN A-WING BASEMENT DRILL TW0 (2) HOLES IN   CONCRETE THROUGH 
TO THE OUTSIDE.

4487-AWING

0001271539 4612 /  PATCH AROUND VENT PIPE 4612
0001281291 UNSTOP COMMODE ROOM 30 4650RM0030
0001281393 REPAIR SPRAYER FOR INSECTASIDE RIG 4677
0001281646 CHECK, REPAIR LEAK UNDER EQUIPMENT ON THE WEST END 4202BSMT
0001281725 REPAIR LEAK BEHIND FIRST COMMODE 4707RM0105C
0001281726 REPAIR WATER LEAK IN CEILING 4708RM0180
0001284433 MENS RM 6TH FLOOR LEAKING FAUCET 4201RM0623
0001281619 SPRAY FOR TERMITES 4619RM0134
0001281686 BUGS - FLYING TERMITES OR ANTS - PLEASE SPRAY - ROOM 101 4727
0001281698 UNSTOP HANDICAPPED COMMODE 4203RM3006A
0001281699 REPAIR FLUSH VALVE ON URINAL 4487RMA0122M
0001267564 4707 / HIGH BAY RESTORE  EAST CRANE OPERATION IN BLDG. 4707 HIGH 

BAY.  CRANE STOPPED WITH LOAD SUSPENDED ABOVE FLOOR.
4707

0001281628 REPLACE SCREWS IN GUARD ON ACMP0002 4200-ACMP0002
0001274810 PATCH HOLES IN METAL ROOF. 4752-ROOF0002
0001274725 4705 /  REPAIR BRICK WALL-WEST -DOOR#   B119F 4705RMB0119F
0001274824 REPAIR LEAKING VALVE ON CHILL WATER SYSTEM IN E1. 4561
0001281581 4306 LOST POWER TO CUBICAL 6 4306
0001281375 RESTORE POWER TO STARTER ON GENERATOR (2013) 4207
0001274627 4663B-RM113 HAS NO HOT WATER.    NOTIFIED. 4663-BWING
0001271524 4705 / MAIN REPLACE CIRCULAR LAMP 4705
0001274631 REPAIR OR REPLACE LIGHT EAST STAIRWELL 2ND FLR LANDING 4718
0001274672 REPAIR REPLACE BULB/BALLAST 4755RM0112A
0001281355 4670 SECURITY IS REQUESTING THE ASSISTANCE OF AN ELEVATOR 

MECHANIC DUE TO SOMEONE BEING STUCK ON THE ELEVATOR.
4670RME0003

0001281625 REPAIR/ REPLACE LIGHT COVER ON LIGHT FIXTURE DANGLING OVER 
OCCUPANTS HEAD

4727RM0102-12

0001267659 4613 /  NEED WORK ORDER TO REPLACE DOOR CLOSERE1 EQPT. ROOM 
NO. 100 NORTHEAST OUTSIDE.

4613RM0100

0001281707 4760 /  REMOVE OR CUT OFF A TIMBER THAT IS RUNNING THROUGH THE 
LADDER THAT GOES UP TO HV0010 AT THE S.W. CORNER OF 
PAINTBOOTH

4760

0001281739 REPLACE BROKEN WOODEN DOOR 4202RM0113
0001260001 PAINT THREASHOLD OF RM E-8 YELLOW 4619RME0008
0001283648 UNSTOP SINK 4708RMB0019
0001274812 REPAIR INOPERABLE BRADLEY BASIN 4619RM0162
0001260238 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-
4670RMB0100

0001274642 CLEAN HEADS ON EW0001 IN RM 12 4605-EW0001
0001274675 REPAIR OR REPLACE DOOR LOCK IN FITTERS SHOP 4705FLR01
0001281437 REPLACE CEILING TILE ABOUT TO FALL 4200RM0601C
0001281386 REPLACE LIGHT BULBS OVER DESK IN ROOMS 4030, 4039, 4043. 4610FLR04
0001281387 REPLACE BALLAST. 4610RM4021
0001254041 REPLACE BULBS/BALLASTS ON EAST END OF SOUTH ENTRANCE 4705SOUTH
0001086990 REPAIR GAUGE ON DIESEL STORAGE TANK 4611
0001281553 MIDDLE SINK STOPPED UP 4200RM0429
0001281557 URINAL LEAKING AT FLUSH VALVE 4200RM0219
0001281559 JANITORS CLOSET 1ST FLOOR SINK STOPPED UP 4200FLR01
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0001281560 LADIES RM 1ST SINK  DRAINS SLOW 4200RM0154
0001281622 REPLACE COMMODE SEAT IN HANDICAP RM 4485RM0129A
0001271537 PATCH HOLES WHERE A SIGN WAS REMOVED 4823
0001281516 SPRAY FOR TERMITES IN THE RM 100 AREA 4207FLR01
0001281575 OUTSIDE PLEASE SPRAY FIRE ANT MOUNDS AROUND ENTRY GATE OF 

THE OUTDOOR TEST RANGE.
4571

0001281616 SPRAY FOR TERMITES IN HALL NEAR ROOM 126 4619
0001281309 4727 / WEST DOOR WEST SIDE OUTSIDE DOOR LIGHT IS OUT OR BROKEN 

AND IS A SAFETY HAZARD AFTER DARK.  THANK YOU
4727WEST

0001281320 REMOVE BULBS TO REDUCE GLARE ( SEE OCCUPANT ) 4727RM0102
0001263660 REPAIR DAMAGED DOWNSPOUT. 4482-ROOF0001
0001281545 RELOCATE SUPPLY AIR REGISTER IN RAISED FLOOR. LOCATED UNDER 

OCCUPANTS  CHAIR,  MOVE APPROX 2 FEET INTO (NORTH EAST) 
CORNER. 

4207RM0103

0001281361 4667 / OUTSIDE REMOVE DIRT PILE COMPLETELY FROM WEST END OF 
BUILDING.

4667WEST

0001259835 REPAIR VALVE HANDLE EXTENSION FOR MAIN STEAM IN STEAM PIT 4532
0001259837 REPAIR VALVE HANDLE EXTENSION FOR MAIN STEAM IN STEAM PIT 4583
0001278286 REPLACE BALLAST AND BULBS IN LIGHTS IN ROOM 1002. 4203RM1002
0001274617 REPAIR SEAL ON ROLLUP DOOR. 2326 4604
0001259854 4760 / N.E.  REPAIR/REPLACE FLASHING OVER OVERHEAD DOOR AT 

PAINT SHOP. 2326
4760

0001263634 RESECURE COVER ON VENT FAN OVER ROOM 508. 4481-ROOF0001
0001267365 REPLACE MISSING RAISED FLOOR TILES IN SOUTH EAST SIDE OF HIBAY 4656FLR01
0001259301 PAINT OUT PARKING SPACES 2056 THROUGH 2067 ON THE SOUTH SIDE 

PARKING LOT
4200SOUTH

0001259618 PAINT OUT PARKING SPACES 93 THROUGH 97, NORTH PARKING LOT 4200NORTH
0001267384 CHECK ROOM FOR ADEQUATE LIGHTING, TOO DARK 4200RM0732
0001260062 4347 / 100 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4347RM0100
0001267242 REPAIR/ REPLACE LIGHTS IN ELEVATOR 4202-ELEV0002
0001274589 REPAIR OUTSIDE LIGHT (INOPERABLE) 4612
0001267352 REPAIR LIGHTS IN BLDG 4703 4703RM0100
0001110732 TEMPORARILY PLUG N & W ENTRANCE TO MANHOLE 105 MSFC
0001267331 REPAIR BROKEN TOLIET PAPER HOLDER IN LAST STALL 4201RM0123
0001267621 REPAIR LOOSE COMMODE. 4241RM0119
0001267622 REPAIR LEAK ON LAVATORY DRAIN. 4241RM0110
0001267624 UNCLOG COMMODE 4207RM0019
0001281272 SQUARES OF BLUE CARPET HAVE COME UNDONE FROM FLOOR.  NEEDS 

TO BE GLUED BACK IN PLACE.
4583RM0171C

0001281401 4347 / 104TOWER EXTERMINATE WASPS AT TOP OF 4347 TOWER.  WO 
1260045 WAS FOR THE SAME THING.   WO WAS CLOSED BUT WASPS 
REMAIN.  I USUALLY KILL 5-10 OF THEM EACH TIME I ENTER THE 
CONTROL ROOM.

4347RM0104

0001213057 4628 / OUTSIDE  REPLACE 2 WARNING LIGHT BULBS ON PERIMETER 
FENCE

4628

0001260168 REPAIR REPLACE BULBS BALLAST IN ROOM C102 4631RMC0102
0001260274 REPAIR REPLACE MOTION SENSOR ON LIGHTS 4600RM2204
0001260037 REPLACE BULBS 4200RM0508B
0001263672 REPLACE BALLAST 4203RM5427
0001259736 REPLACE BALLAST 1ST FLOOR STAIRWELL 4572
0001267323 REPLACE EXTERIOR LIGHT 4205RM0106
0001278295 4749 /  SINK STOPPED UP IN LADIES RM 4749RM0102
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0001278297 4749 /  REPLACE HOSE BIBB AT FIRST AID STATION 4749
0001278298 4749 /  REPLACE BUBBLER ON OUTSIDE FOUNTAIN 4749
0001267625 REPAIR ROOF LEAK. 4487RMA0183F
0001260086 CONTINUOUSLY RUNNING URINAL 4202RMB0115
0001278301 4202 /  JANITORS CLOSET 622 SINK DRAINS SLOW 4202RM0622
0001278300 4749 /  COMMODE STOPPED UP IN MENS RM 4749RM0104
0001278303 4202 /  MENS RM 534 MIDDLE URINAL DRAINS SLOW 4202RM0534
0001278304 4202 /  JANITORS CLOSET LEAKING AT PO 4202
0001281311 4627 / OUTSIDE WASP AT THE MAIN ENTRANCE DOOR MAKING A NEST. 4627

0001281578 4476 LADIES ROOM TOILET RUNNING 4476
0001281633 4708 / 254 PLEASE REPAIR LEAK IN CEILING IN ROOM 254. 4708RM0254
0001260056 REPAIR/ REPLACE REFLECTORS ON HWY 20 CROSSOVER MSFC
0001281595 4203 / ROOF 1 REPAIR ROOF DAMAGE AROUND DRAINS. 2326 4203-ROOF0001
0001274573 REPAIR REPLACE BULB/BALLAST 4755RM0333
0001274603 CHECK POWER FEED TO MACHINARY, TRIPPING OUT GFI AND CHECK 

DIGITAL READ OUT
4711RMW0140

0001267473 WEST WALL-KBA PNL0042-REPAIR/REPLACE DEFECTIVE ELECTRICAL 
PANEL-COVER IS LOOSE DUE TO SCREWS MISSING IN COVER

4711RMW0147

0001247677 4653 / 19 MOVE ELECTRICAL BOX OVER A COUPLE OF INCHES SUCH THAT 
REFRIDGERATOR IS NOT BLOCKING ELECTRICAL BOX.

4653RM0019

0001281482 REMOVE DEAD SKUNK AT DRIVEWAY BY ROAD BETWEEN 4249 AND THE 
NEW DAY CARE CENTER

4249

0001281488 SPRAY FOR ANTS 4653RM0030
0001260159 REPAIR PROCESS WATER LEAK 4761RM0107
0001281518 REPAIR LEAKING FAUCET, WON'T TURN OFF ON THE HOT SIDE 4201RM0303A
0001267239 EXTEND AIR LINE FROM 4663 C184 TO C183 4663
0001274666 UNSTOP COMMODE 4627RM0110
0001274687 REPAIR LEAKING OVERHEAD WATER LINE IN WEST HIBAY ON SOUTH 

WALL NEAR EMERGENCY SHOWER
4619

0001281451 4707-SEWER-ALARM. 4707RM0119
0001281540 REPAIR HOT WATER LEAK 4708RMB0030
0001259929 4707 / 106D HALLWAY--REPAIR/REPLACE INOPERATIVE EMERGENCY 

LIGHTS-
4707RM0106D

0001267586 UNSTOP SINK 4708RM1131A
0001267594 UNSTOP SINK 4244RM0117
0001259881 4708 / 1191 REPLACE BULBS IN FLUORESCENT LIGHTING IN EMI LAB 

ENTRY WAY, LOCKER ROOM TO THE RIGHT OF THE ENTRY WAY, IN THE 
OFFICE AREA OUTSIDE THE EMI CHAMBERS, AND AROUND THE OUTSIDE 
OF THE EMI CHAMBERS.

4708RM1191

0001260134 4755 /  4TH FLOOR STAIRWELL--REPAIR/REPLACE INOPERATIVE 
EMERGENCY LIGHTS-EMERGENCY LIGHT IN STAIRWELL INOP

4755FLR04

0001271566 REPAIR LEAK BEHIND 2ND COMMODE 4203RM3001A
0001254333 4666 / E-2 REMOVE AND REPLACE POTABLE WATER FILTER (2023) 4666RM0263
0001267339 REPAIR LEAK, ROOM FLOODING 4708RMB0027
0001267335 UNSTOP FIRST SINK 4566RM0120
0001267441 4612 /  NEED WORK ORDER TO REPAIR LEAKING HOT WATER HEATER IN 

E6 EQPT. ROOM NO. 1511SOUTH MIDDLE OUTSIDE.
4612RM1511

0001274575 PUMPAREA REPAIR STEAM GAUGE ON MODULE 4 IN THE PUMP AREA. 4659
0001256904 REPLACE CEILING TILES IN RM`S 101,& HALLWAY ,& 115. 4436-ROOF0001
0001256903 REPLACE CEILING TILES IN RM`S 105 & 107. 4436-ROOF0001
0001263632 RESECURE TWO LOOSE DOWNSPOUTS . 4480-ROOF0001
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0001263659 REPLACE LOUVER FAN MOTOR 4708RM1132C
0001266417 REPLACE BULBS (SEE USER FOR DETAILS) 4732RM0161
0001267582 ELEVATOR INOPERABLE 4572
0001267652 4612 /  NEED WORK ORDER TO REPLACE LIGHT BULBSIN CEILING IN E3 

EQPT. ROOM NO. 3ON ROOF.
4612RM0030

0001274591 REPLACE PHOTO EYE ON NORTH SIDE OF CAFETERIA 4612NORTH
0001256932 SEWAGE ODOR 4200RMG0009
0001259714 ELECTRICAL PROBLEMS WITH WATER SUMP PUMP IN PIT ON NORTH 

SIDE OF BUILDING
4570

0001248044 REPAIR REPLACE INOPERATIVE EXTERIOR LIGHTS AT B & C WINGS, PER 
SECURITY FINDING

4663

0001254099 4627 POWER OFF HALF BULD PER SECURITY 4627
0001259695 4707 RM 105D /  REPAIR LIGHTS IN 105D LOCATED INSIDE MENS ROOM 

NORTH SIDE
4707RM0105D

0001260136 4708 / 1110 NORTH WALL NORTH-WEST CORNER--REPAIR/REPLACE 
INOPERATIVE EMERGENCY LIGHTS-EMERGENCY LIGHT HAS ONE BULB 
OUT

4708RM1110

0001267505 RESTORE POWER IN NORTH HALLWAY AND IN ROOM 120 4708
0001248042 REPAIR WATER LEAK OVER TRANSFORMER AND REMOVE AWNING 

OVER TRANSFORMER BOX, SOUTH WALL IN E2
4663RMB0001

0001259861 NEEDS INDUSTRIAL OVEN WIRED UP 4656RM0102
0001259953 4202 / ELEV 2 REPAIR ELEVATOR 4202-ELEV0002
0001259997 RESTORE POWER TO AH23 ON 2ND FLOOR WEST END 4610-AH0023
0001267314 REPLACE BALLAST IN HALLWAY 4610RM1084
0001254350 4705-N / 101E NORTH SIDE OVER STORAGE AREA--CLEAN UP WATER ON 

FLOOR AND TAKE MEASURES TO PREVENT FUTURE LEAKAGE-
4705

0001271554 COFFEE AREA 3439 SINK DRAINS SLOW 4203RM3439
0001271559 LADIES RM 1001A 1ST COMMODE STOPPED UP 4203RM1001A
0001271592 UNSTOP BOTH SINKS 4200RM0613
0001259740 4436 / 112 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-WOODEN 

THRESHOLD AT LOADING DOCK DOUBLE DOORS BROKEN
4436RM0112

0001267333 ADJUST CARD READER DOOR, NOT LATCHING 4571FLR01
0001259760 REPAIR MAIN AIR LINE 4608
0001260266 REPAIR FLOAT ON CONDENSATE TANK 4566RM0147
0001267512 REPAIR/ REPLACE EMERGENCY LIGHT NEAR ROOM 3051 4610
0001267513 REPAIR/ REPLACE BULB/BALLAST OVER SINK 4610RM4035
0001267663 4612 /  -EED WORK ORDER TO REPLACE LIGHT BULBS IN OVERHEAD IN E4 

EQPT. ROOM NO. 1400NORTH EAST OUTSIDE.
4612RM1400

0001271508 RESET BREAKER 4628RM0121
0001254235 REPAIR BASEBOARD, FELL OFF 4471RM0178A
0001267392 REPAIR DOOR, OFF HINGES AT WEST SIDE ENTRANCE 4200WEST
0001267573 CONTINUOUSLY RUNNING COMMODE ACROSS FROM ROOM 105F 4205RM0106H
0001267580 LEAKING PIPE IN CONNECTING CORRIDOR NEAR B-WING HALLWAY.  

THIS IS LOCATED NEAR THE NORTHEAST CORNER OF THE 
INTERSECTION.  THIS HAS BEEN PREVIOUSLY REPORTED BY R. BURNS.  
REPAIR AND THEN REPLACE TILE SO RECURRING LEAKS WILL BE 
NOTICED.

4487-BWING

0001267602 NO STEAM TO WATER HEATER TO WIND TUNNEL 4732
0001267620 THERE IS A WATER LEAK WHICH IS ACCUMULATING ON THE FLOOR IN 

THE PASSAGE FROM C101 INTO C105.  THIS CREATES A SLIP AND FALL 
HAZARD.

4705RMC0101

0001267665 4708 / 138 PLEASE REPAIR CONTINUOUS RUNNING FAUCET IN 138 4708RM0138
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0001259684 4610 / 4023 REPLACE DAMAGED CEILING TILES (2031) 4610RM4023
0001259681 4610 / 4038 REPLACE DAMAGED CEILING TILES (2031) 4610RM4038
0001251344 RELABEL BREAKER PANEL LOCATED RIGHT OF  ENTRY DOOR OF ROOM 4612RM1038B
0001259644 4708 / 138 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 138 4708RM0138
0001259646 4708 / 241 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 241 4708RM0241
0001260153 REPAIR REPLACE BULBS BALLAST WOMENS BATHROOM ROOM 1035A 

FIRST FLOOR
4610RM1035A

0001263630 REPLACE MISSING DUPLEX ELECT. OUTLET COVER IN ROOM 32A. 4650RM0032A
0001267288 REPAIR NORTH ENTRANCE DOOR, WON'T CLOSE 4610NORTH
0001247945 4207 / B1 REPAIR MASONRY WALL. GROUTE AROUND LIGHT SWITCH AT 

ENTRANCE TO ROOM.
4207RMB0001

0001267278 SPRAY FOR GNATS 4200RM0108
0001267258 LOST POWER 4200RM0312
0001259993 4610 / 1009 SECURE GUARDS IN E-3. 2026 4610RM1009
0001259902 4487 / B WING REPAIR LOOSE DOWNSPOUT ON WEST END NORTH SIDE 

NEAR E-15. 2026
4487-BWING

0001231230 REPAIR CORD ON ROLL-UP DOOR 4539
0001247688 REPLACE BALLAST 4566RM0123
0001247702 4542 / N/A WEST WALL--SECURE LIGHT TO PREVENT IT FROM FALLING 

AND STRIKING EMPLOYEE-
4542

0001259900 4705 / E-4 SWEEP OUT TRASH AND LEAVES FROM INSIDE E-4. 2333 4705RMM0100A
0001260102 4708 RM. 214 /  UNCLOG LAV. DRAIN. 4708RM0214
0001260108 4708 RM.137 /  REPAIR ALL COMMODE SEATS. 4708RM0137
0001247746 REPAIR LEAK ON BLOW DOWN LINES 4473
0001259927 NONE OF THE ELEVATORS ARE WORKING 4600
0001259637 4708 / 135 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 135 4708RM0135
0001259919 REPLACE BALLAST IN FLOURESCENT LIGHT IN HALL NEAR ROOM 3071 4610FLR03
0001259932 4707 / 119 NEAR ROOM 103 ENTRANCE --REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-BATTERY RUNS DOWN
4707RM0119

0001260031 REPAIR O.S. LIGHTS 4610RM1047
0001260166 REPAIR REPLACE BULBS BALLAST IN HALLWAY OFF STAIRWAY BY 

EQUIPMENT ROOM
4610

0001267474 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 
FUTURE LEAKAGE-

4711RMW0139

0001263637 REPAIR LOOSE CORNER FLASHING ,S.E. CORNER . 4481-ROOF0001
0001253965 INSULATE CHILLED WATER LINE OUTSIDE RM 131 4732
0001259758 SAW CUT ASPHALT NORTH 4202 4202
0001260141 4708 / 150 AIRLOCK, NORTH WALL--REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4708RM0150

0001274618 REPLACE INLINE T-STAT 4767
0001267578 LEAK IN HALLWAY CEILING IN FRONT OF DOOR TO BC140.  THIS LEAK 

WAS CHECKED AND TILES WERE REPLACED WITHIN THE PAST 4 
MONTHS.  ORIGINAL WORK REQUEST WAS SUBMITTED BY R. BURNS.

4487RMBC0140

0001267540 REPAIR COMMODE, LEAKING WHEN FLUSHED 4203RM3001A
0001271551 LADIES RM 5001A 1ST COMMODE STOPPED UP 4203RM5001A
0001271552 MENS RM 5006A TRAP LEAKING ON MIDDLE SINK 4203RM5006A
0001271553 JANITORS CLOSET 4005 TIGHTEN NO HUB BANDS ON PIPING ABOVE 

CEILING
4203RM4005

0001259651 4492 /  NEED WORK ORDER TO REPAIR WATER LEAKON COMPRESSOR 
LINE IN E2 EQPT. ROOM NO.102

4492RM0102

0001260078 REPAIR REPLACE LIGHTS THAT ARE OUT ON THE INSIDE AND OUTSIDE 
OF ALL 3 ELEVATORS

4202
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0001267579 REMOVE BROKEN STEP FROM NEAR PAVILLIOON 4743
0001254203 4203 / 2102 REMOVE FOAM TAPE REMAINS, PATCH & PAINT WALL 

OUTSIDE 2102. SIZE OF WALL ABOUT 8 FEET TALL BY 14 FEET WIDE.
4203RM2102

0001254051 PHYSICAL HAZARD AREA, WALKING, OR HEAD HAZARD IS NOT MARKED 4823

0001267330 INSULATE CHILL WATER TIME ON PABX SYSTEM 4207RM0140
0001274566 SPRAY FOR ANTS 4708RM0219
0001254138 REPLACE FLOURESCENT LIGHT 4200RM0733
0001256896 REPAIR.REPLACE BULBS/BALLASTS NEEDED. 4250RM0035
0001247964 REPLACE SOLENOID VALVE ON BLOW DOWN LINE ON CHEMICAL FEED 

SYSTEM IN EQUIPMENT RM
4628FLR01

0001274619 REPAIR LEAKING STEAM PIPE O.S. T100 4707TOWER
0001259912 4705 / NBS RESECURE METAL SIDING THAT IS LOOSE ON S.W. UPPER 

CORNER AT ROLL BACK DOORS.2325
4705

0001267394 REPAIR ROOF LEAK LEAKING THROUGH LIGHT FIXTURE ONTO DESK 4471RMA0115B
0001254372 RELOCATE FIRE EXTINGUISHER FROM 102-1 TO OUTSIDE OF 106, 

HALLWAY
4727FLR01

0001263597 REPLACE ROTTEN WOOD BOARDS IN VALVE PIT ON WEST SIDE OF 
NORTH WING

4666WEST

0001254048 PAINT STANDS FOR SHEET METAL SHOP GREY. 4650
0001271523 4610 / N.W.ROOF REPAIR DOWNSPOUT (2026) 4610
0001263638 PATCH HOLES IN WALL , EAST END. 4481-ROOF0001
0001259876 ELEVATOR DOORS LOCKED A WING EAST END OFF DOCK 4487
0001259882 4708 / 1191 BULBS ARE BURNED OUT IN EXIT SIGNS IN EMI LAB. BULBS 

NEED TO BE REPLACED IN FIVE SIGNS.
4708RM1191

0001260138 4708 / 1324D WEST END--REPAIR/REPLACE INOPERATIVE EMERGENCY 
LIGHTS-

4708WEST

0001248070 REPAIR BROKEN LIGHT COVER TO ENTRANCE OF ROOM 4705RMA0101
0001256943 REPAIR THE LIGHTS IN E-1 EQUIPMENT ROOM. 4727RM0103
0001260030 INOPERABLE WALL PACKS 4612NORTH
0001260139 4708 / 1219 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4708RM1219
0001267298 REMOVE ELECTRICAL CONDUIT AND WIRING OUTSIDE OF THE MACHINE 

SHOP ON THE WEST SIDE
4705WEST

0001267321 RELOCATE BREAKER BOX OUT, TO ANOTHER BUS BOX IN MACHINE 
SHOP

4705FLR01

0001267570 4708 / B14 PLEASE REPLACE BURNED OUT LIGHT BULBS 4708RMB0014
0001254250 PAINT THRESHOLD, 157 4619RM0157
0001259735 HANG WHITEBOARD IN ROOM 808E 4200RM0808
0001274794 PLACE MOUSE POISON THROUGHOUT BLDG. 4194 TO HELP CONTROL 

RODENTS.
4194FLR01

0001274694 REPLACE BULBS IN ROOMS 151, 152, 124 AND 167 4732FLR01
0001254144 SOUTH WALL BEHIND BENCH GRINDER-N/A-ELECTRICAL RECEPTACLE(S) 

WITH OPEN GROUND- REPAIR/REPLACE-
4554RM0106

0001256843 REPAIR REPLACE BULB/BALLAST OUTSIDE RM 510K 4200FLR05
0001260029 LIGHTS WON'T COME ON 4201RM0528
0001267322 REPAIR AUTOMATIC DOOR OPENER ON HANDICAPPED DOOR/ EAST 

ENTRANCE
4205

0001274780 FRONT LOBBY DOOR WON'T CLOSE/ NEEDS ADJUSTING 4485NORTH
0001254244 REPAIR DAMAGED STEAM PIPE INSULATION, E-4 4619RMB0137A
0001259737 REPLACE BALLAST IN HALL NEAR ROOM 611C 4200
0001247839 4203 ROOM B 106 EMERG. LIGHT NOT WORKING 4203RMB0106
0001259939 MENS ROOM URINAL WATER LEAKING 4203RM2006
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0001267431 UNSTOP ALL SINKS IN MENS RR 4203RM1006A
0001274782 UNSTOP COMMODE 4708RM1119
0001274683 SPRAY FOR ANTS IN FIELDS # 1 AND # 2 4609
0001260099 4707 RM.105C /  REPAIR WATER LINE TO SINK FAUCET 4707RM0105C
0001260095 4705 A101 /  WATER FOUNTAIN PRESSURE IS TO LOW. 4705RMA0101
0001267532 COMMODE LEAKS WHEN FLUSHED. 4760RM0110
0001267562 CHECK STEAM SYSTEM FOR BANGING PIPES / EAST SIDE OF BLDG. 4487-BWING
0001274600 REPAIR EXHAUST FAN 4203RM1300
0001254317 REPAIR/ REPLACE BALLAST 4200RM0712E
0001254241 REPAIR/REPLACE LIGHT OVER DESK IN FRONT OF COFFEE POT 4200RM0818
0001260283 REPAIR REPLACE BULB/BALLAST OVER STALL 4312RM0101
0001274597 REPAIR LEAK UNDER SINK 4708RM0138
0001274608 4202 /  PROPERLY SUPPORT SMALLER POTABLE HOT WATER PIPE. RM. 

B100. CEILING.
4202RMB0100

0001274636 4205 ASSIST SECURITY IDENTIFY AND UNKNOWN ODOR. 4205RM0109
0001274643 UNSTOP MIDDLE COMMODE 4487RMC0139
0001267635 REPLACE FLICKERING FLOURESCENT LIGHT 4200RMG0028
0001267618 REPAIR URINAL, OVERFLOWING WHEN FLUSHED 4705RMA0213A
0001267630 REPAIR/ REPLACE BULBS/ BALLAST 4481RM0213
0001259996 4631 / A107 EXTEND HOSE ON LATHES. 2326 4631RMA0107
0001267436 4487 / A185M UNSTOP  COMMODE. 4487RMA0185M
0001254342 4705 / E-14 --CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 

PREVENT FUTURE LEAKAGE-
4705RMC0113

0001254345 4705 / C101 NEAR COLUMN 3--CLEAN UP WATER ON FLOOR AND TAKE 
MEASURES TO PREVENT FUTURE LEAKAGE-

4705RMC0101

0001259761 2ND FLOOR MENS ROOM TOILETS STUCK RUNNING FULL BLAST 4619RM0209
0001259762 1ST FLOOR MENS ROOM ADJUST SINK VOLUME WATER FLOW - TOO 

SLOW
4619RM0149

0001260092 4481 /  UNSTOP DRAIN ON EW0004 IN RM 406 SOUTH WALL 4481-EW0004
0001260116 4767 /  INSTALL DRAIN EXTENSION ON SHEW0001 4767-SHEW0001
0001260201 4708 / 1204B REPLACE DAMAGED CEILING TILES (2031) 4708RM1204B
0001259685 4610 / 4018 REPLACE DAMAGED CEILING TILES (2031) 4610RM4018
0001247975 REPAIR LEAK ON T4728/ WEST SIDE 4728
0001259871 4650 / ROOF 8 REPAIR LEAKS IN GUTTER AT SHOP DOOR # 11 AND # 9. 2325 4650-ROOF0008

0001260236 REPAIR WIRE MESH COVERING THE VENTS IN RESTROOMS AT THE 
TENNIS FACILITY

4748

0001248003 4650 /  PAINT LADDER AT ICE MACHINE WITH NONSKID PAINT. 4650
0001267362 REPAIR LOOSE DOOR KNOB ON WEST END/ FOURTH FLOOR STAIRWELL 4202FLR04

0001259931 4707 / 131 HALLWAY RIGHT OF ROOM 131-DD226-REPLACE/RE-CERTIFY 
PRESSURE RELIEF VALVE-

4707RM0131

0001247709 REPLACE LIGHTS OVER STAIRS NEAR ROOM 113 4476FLR01
0001259868 4494 / E-2 CLEAN OUT TRASH AND SWEEP FLOOR. 2333 4494RM0130
0001253980 REPLACE BALLAST IN LIGHT. 4207-LTS0001
0001259865 4650 / OUTSIDE PATCH SIDING DAMAGED ON NORTH EAST CORNER OF 

HVAC SHOP. 2326
4650

0001260147 WATER LEAK IN CEILING - TILE SAGGING 4471RMD0104
0001259910 4705 /  CLEAN OUT DRAIN IN FRONT OF ROLL UP DOOR 6 SOUTH SIDE OF 

BUILDING.
4705

0001254076 REPLACE BULBS 4202PENT
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0001260161 INSTALL AIR VENT VALVES ON SAF COILS ON AIR HANDLER AH00B2 - 

ROOM B2RE1
4207

0001251342 PATCH SHEETROCK 4619RM0130
0001251346 SCRAPE AND REPAINT AROUND ELECTRICAL OUTLETS ON SOUTH WALL 4612RM1507

0001267479 PATCH POTHOLESAT INTERSECTION OF GEMINI AV AND TIROS ST 4718
0001267475 HALL NEAR ROOM W158--REMOVE LOOSE CEILING TILE.  POST SIGNS 

WARNING PERSONNEL OF FALLING HAZARDS. -CEILING GRID IS BENT 
AND BROKEN

4711FLR01

0001267264 TIGHTEN CAR ROLLER GUIDES 4201-ELEV0002
0001254218 REPLACE BALLAST (MAN IN ROOM IS LEGALLY BLIND) 4353RM0137
0001256951 REPLACE ALTERNATED SWITCH ON ACMP #1 4202-ACMP0001
0001251354 PATCH ROAD WITH ASPHALT ON MERCURY ROAD LEADING TO 

BLDG.4482
MSFC

0001254015 REPAIR POT HOLE IN 2ND PARKING LOT ENTRANCE ON THE RIGHT TO 
BLDG. 4202, JUST OFF MARSHALL ROAD

4202

0001254292 REPAIR PARKING LOT WITH COLD PATCH/ S.W. CORNER AT TOWER 4550SOUTH
0001251345 SCRAPE AND REPAINT AROUND SOUTH AIR VENT IN CEILING AND 

SCRAPE AND PAINT AS NEEDED ON SOUTH WALL
4612RM1509

0001267416 PATCH HOLES IN BRICKWALL    SOUTHEAST WALL 4207
0001267418 PATCH HOLES IN BLOCKWALL SOUTHEAST 4823
0001267571 4631 / C112 SPRAY FOR BUGS 4631RMC0112
0001267574 SPRAY RED FIRE ANT MOUND ON THE SOUTH SIDE, OUTSIDE RM 110 4623SOUTH
0001254290 HOT WATER FAUCET CONTINOUSLY RUNNING (IS TEMPORARILY 

TURNED OFF)
4674RM0122

0001260048 4610 /  REPAIR OR REPLACE FAUCET ON 2ND LAV, RM 1015A 4610RM1015A
0001260055 REPAIR LEAKING AIR HOSES 4650
0001267510 UNSTOP SINK 4610RM3051B
0001267400 REPAIR DOOR HANDLE NEAR HVAC SHOP 4650EAST
0001267607 4200 BASEMENT ELEVATOR LOBBY REHANG CLOCK LOOSE ON WALL 4200
0001267492 4650 / E-1 REPAIR STEAM LEAK ON STEAM STATION. CALL OUT PER 

    RESPONDING. (2023)
4650RM0031

0001254335 4566 / 114 REMOVE AND REPLACE POTABLE WATER FILTER (2023) 4566RM0114
0001254331 4654 / 110 REMOVE AND REPLACE POTABLE WATER FILTER OUTSIDE RM. 

110(2023)
4654RM0110

0001251318 4200 / 100 ONCE AGAIN, IT`S TIME TO FIX THE WOODEN STRIPS BETWEEN 
THE PAVERS ON THE DECKS AROUND 4200.  THIS IS A RECURRING, 
ANNUAL ISSUE AND NEEDS TO BE PERMANENTLY FIXED.

4200

0001259119 REPAIR SINK AND ADJUST HOT WATER , TOO HOT 4650RM0016
0001263600 CONTINOUSLY RUNNING COMMODE 4646RM0200
0001263624 REMOVE EYEWASH AND REPLACE WITH PORTABLE EYEWASH 4623RM0124
0001263629 REPAIR DAMPER IN DUCT MAKING NOISE. TC 2326 4629RM0108
0001267272 CLOSE TWO AIR VENTS 4727RM0111
0001256957 CHECK SOUTH SIDE ROOF DUE TO HIGH WINDS 4700SOUTH
0001259903 4702 / OUTSIDE REPAIR MOWER DAMAGED DOWNSPOUT ON S.W. 

CORNER. 2325
4702

0001259904 4487 / C-WING ON EAST END SOUTH SIDE REPAIR OR REPLACE 
DOWNSPOUT THAT WAS DAMAGED BY MOWERS. 2325

4487-CWING

0001259966 4476-ROOF0001 /  REPAIR WALL FLASHING POP-RIVITES COMING OUT. 4476-ROOF0001
0001247838 4708 SUMP-3 IN ALARM 4708
0001254318 UNSTOP DRAIN IN SHOWERS 4315RM0103A
0001260100 4708 RM. B29 /  REPAIR OR REPLACE LAVATORY FAUCET. 4708RMB0029
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0001239061 PAINT IN THREE GOVERNMENT VEHICLE PARKING SPACES IN S.W. 

CORNER
4201SOUTH

0001260065 4610 /  NEED WORK ORDER TO REPAIR LEAKING GUAGE ON WATER LINE 
IN E1 EQPT ROOMNO.B101 IN BASEMENT.

4610RMB0101

0001253986 REPAIR/REPLACE TILE AND PETITION NEAR LEAST URINAL 4200RM0606
0001247860 REPAIR LEAKING FAUCET 4203RM3005
0001259841 PERFORM CLEANUP 4200RMG0001
0001259749 4492 /  NEED WORK ORDER TO REPAIR LEAKING OIL LINE AROUND BLUE 

AIR COMPRESSOR IN E2EQPT.ROOMNO. 102 INSIDE.
4492RM0102

0001254301 REPLACE BROKEN FLOOR TILE 4491RM0113
0001259732 MENS ROOM DOORKNOB HAS FALLEN APART - REPAIR OR REPLACE 4203RM6006
0001259930 4707 / 150 UPSTAIRS BEHIND ROOM 150--REPAIR/REPLACE NOSING ON 

STEPS (TRIP HAZARD)-TOP WOODEN STEP TO MEZZANINE DAMAGED 
CAUSING HAZARD

4707RM0150

0001260142 4708 / 138D --REMOVE LOOSE CEILING TILE.  POST SIGNS WARNING 
PERSONNEL OF FALLING HAZARDS. -

4708RM0138D

0001267252 4708 / 241 PLEASE REPAIR SINKS IN MEN`S RESTROOM 241, DRAINING 
VERY SLOWLY

4708RM0241

0001267297 REMOVE OLD POTABLE WATER LINE, OUTSIDE MACHINE SHOP ON THE 
WEST SIDE

4705WEST

0001260235 NEAR THE BACK DOOR OF THE ROOM.--REPAIR/REPLACE INOPERATIVE 
EMERGENCY LIGHTS-BULBS REMOVED FROM LIGHTING FIXTURE WITH 
EMERGENCY LIGHT FUNCTION. REPLACE BULBS AND TEST.

4473RM1001

0001263605 4475 / 121 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4475RM0121
0001263610 REPLACE BULB 4200RM0508B
0001263635 CLEAN LEAVES OFF AWING WEST END. 4481-ROOF0001
0001267370 REPAIR CEILING LEAK AND REPLACE CEILING TILE 4487RMC0170
0001267534 REPAIR OR REPLACE COMMODE SEAT IN SECOND STALL. 4705RMA0101D
0001267535 REPAIR LEAKING COMMODE. 4707RM0105A
0001267537 REPAIR DRAIN LINE 4708RMB0029
0001267251 4760 / 118 STEAM LEAK ABOVE 118 WILL DAMAGE CEILING 4760RM0118
0001251269 PAINT COVER PLATE LOCATE NEAR TOP OF SOUTH DOORS 4752SOUTH
0001254121 REPAIR LEAKING HOT WATER SIDE OF SINK 4610RM1017A
0001260028 REPAIR LEAKING WATER LINE ON WEST END 4650WEST
0001239086 REINSTALL CAGE 4728RM0110
0001260063 4650 / 0104 CLEAN AIR INTAKE VENTS 4650RM0104
0001254236 REATTACH FIRE EXTINGUISHER 4471RM0178A
0001260042 4475-ROOF0001 /  REPLACE MISSING AND STAINED CEILING TILES IN 

HALLWAY OUTSIDE OF ROOM 39.
4475-ROOF0001

0001263640 REPLACE TOP OF VENT BLOWIN OFF IN STORM. 4481-ROOF0001
0001254120 REPLACE BULB OVER STALL 4312RM0101
0001253957 REPLACE BROKEN 2 X 4`S ON SHED. 4348
0001259640 4600 / 4001 PREVENT WIND FROM OPENING THE BREAKROOM BALCONY 

DOOR BY EITHER TIGHTENING THE CLOSURE OR INSTALLING A LATCH.  
IF A LATCH IS INSTALLED, IT MUST BE OPERABLE FROM BOTH INSIDE 
AND OUTSIDE THE DOOR.

4600RM4001

0001267432 SPRAY FOR ANTS 4203RM3439
0001259908 4705 / OUTSIDE REPLACE SMALL AWNING OVER DOUBLE DOORS AT 

CENTER OF NORTH SIDE NEAR PIPE FITTERS  SHOP. 2326
4705

0001247849 RESTORE POWER TO WATER COOLER IN LOBBY(2013) 4718FLR01
0001247848 RESTORE POWER TO WATER COOLER IN LOBBY (2013) 4728FLR01
0001247847 RESTORE POWER TO WATER COOLER (2013) 4759RM0101
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0001267250 4760 / 119 STEAM LEAK 119 HEATER 4760RM0119
0001260067 4728 /  NEED WORK ORDER TO REPAIR AIRHANDLERIN E1 LEAKING 

WATER ON FLOOR IN ROOM II3 NORTH WEST CORNER OUTSIDE.
4728RM0113

0001259790 4200 STEAM PRESSURE HIGH   NOTIFIED 4200
0001263607 4760 / 112 URINAL IN MEN`S ROOM DOES NOT RUN ENOUGH WATER TO 

CLEAR.
4760RM0112

0001259765 SAW CUT ASPHALT 4482
0001259766 SAW CUT ASPHALT SW CORNER 4550
0001267415 REPAIR HOLES IN BRICK SOUTH WALL 4207SOUTH
0001259708 RESTORE POWER / SUBSTATION BLEW SMOKE 4554
0001254059 REPLACE BULBS 4200RM0228
0001247886 REPLACE BULB 4312RM0101
0001267240 REMOVE WELDER PLUG STUB-OUT 4612
0001260270 NO POWER IN CUBICLE 9 4727RM0115
0001259973 4755 /  SOUTH HIGH BAY CATWALK--REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4755

0001259899 4705 / E-4 REPAIR THREE LIGHT FIXTURES NOT BURNING ON EAST SIDE 
OF E-4.

4705RMM0100A

0001256817 REPAIR REPLACE BULB/BALLAST IN RM'S A110, & A114A 4705FLR01
0001254119 REMOVE/ABANDON CONDUIT AND WIRES 4612RM1212
0001247715 TOUCH UP PAINT ON HIBAY EXIT DOOR IN PENTHOUSE 4203PENT
0001250687 PLUG HOLE IN WALL 4619RM0147C
0001267477 PERFORM REQUIRED TESTING AND INSPECTION ON CRANE- 4711RMW0129
0001260110 4619 /  2ND COMMODE WANT FLUSH IN RM 209 4619RM0209
0001260216 4674 /  BOTH SINKS SLOW TO DRAIN IN RM 119 4674RM0119
0001260218 4610 /  SEWER ODOR IN RM 1015A 4610RM1015A
0001260219 4610 /  HANDLE LEAKING ON FIRST URNIAL IN RM 1015A 4610RM1015A
0001267360 REPAIR SUMP PUMP 4675
0001274587 4663 /  REPLACE SUMP PUMP IN RETURN AIR SHAFT TO PREVENT WATER 

ENTERING VENT.1-1/2 ZOLLIER PUMP
4663

0001256911 NO LIGHTS 4203RM4131
0001253974 CHECK TORQUEING ON CRANE #0003 4707-CRN0003
0001260096 4705 E10 /  REPAIR WATER LEAK. 4705RME0107
0001260097 4705 A101 /  LOCATE AND REPAIR SOURCE OF ODOR IN RESTROOM. 4705RMA0101
0001253958 I HAVE A LEAK FROM THE CEILING IN MY OFFICE 4481/419C.  4481RM0419C
0001271507 CONTINUOSLY RUNNING URINAL 4483RM0106
0001260175 4727 ROOM 107 NO POWER 4727RM0107
0001259779 4207 RM 150, HOSC ANNED, RESTORE POWER TO ROOM. 4207RM0150
0001263653 REPAIR STEAM LEAK (2023) 4650RM0126
0001260278 REPAIR REPLACE LIGHTS AT ENTRANCE 4200RM0160
0001259918 REPAIR REPLACE BULBS BALLAST ROOM A182 4663RMA0182
0001242317 REPLACE BULB 4203RMB0108
0001259976 4755 / 215 NORTH WALL--INSTALL MISSING EMERGENCY LIGHT(S)- 4755RM0215
0001251314 4203-ROOF0001 /  REPAIR DAMAGE AT ROOF DRANE. 4203-ROOF0001
0001247631 4312-ROOF0001 /  CLEAN OUT GUTTER ON SOUTH SIDE. 4312-ROOF0001
0001247763 PROVIDE A LOAD OF GRAVEL, DISTRIBUTE 30FT. RADIOUS AROUND 

BURN STACK, 1 INCH THICK
4583A

0001247908 CLEAN UP DEBRIS AND PRESSURE WASH NEXT TO EAST SIDE OF BLDG. 
2333

4480EAST

0001253961 MOVE SUPPORT BEAM BACK TO AVOID HITTING HEAD ON BEAM 
LOCATION IS AT THE ACCESS HATCH TO ROOF.  

4761

0001242357 REPAIR BROKEN WATER LINE ACROSS FROM BUILDING 4670 4670
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0001254132 REPAIR REPLACE WATER HEATER 4612RM1300
0001254270 REPAIR VALVE ON TANK #1 4635-1
0001254357 REPAIR LEAKING STEAM STATION 4618RM0101A
0001235259 REPAIR ROLL UP DOOR OPERATOR,  # 4707DOOR 0010,  BLDG. 4707, ROOM 

109A.  DOOR IS IN UP POSITION,  CONTROL PANEL IS IN ALARM.
4707RM0109A

0001247954 REPLACE FILTERS IN SUPPLY AIR VENT (2026) 4650RM0032B
0001242366 LADIES RESTROOM SINK FAUCET LEAKS 4203RM1001
0001238988 REPAIR BROKEN WINDOW 4708RM1266B
0001239197 STEAM LEAK IN E-2 (B200). 4203RMB0200
0001267309 DOOR WILL NOT CLOSE/LATCH, WARPED, NEEDS REPLACED 4663RMA0109
0001247765 REPAIR WATER LEAK ABOVE TRANSFORMER 4203RMB0101
0001259863 REPAIR BUSTED DI WATER LINE SPRAYING ON ELEVATOR CONTROLS - B 

WING BASEMENT
4487

0001260243 WATER DRIPPING FROM PIPE ON WEST END OF TENNIS FACILITY 4748
0001260198 REPAIR 2ND COMMODE, STOPPED AND WON'T FLUSH 4202RM0330
0001259776 BASE WIDE POWER OUTAGE.  MULTIPLE CRAFTS RESPONDED TO 

SEVERAL AREAS.
4200

0001242342 4631 / A107 INSTALL QUICK CONNECT ON EXHAUST HOSE. 2326 4631RMA0107
0001254254 REPLACE DAMAGED CEILING TILE, OUTSIDE ROOM 214 IN HALLWAY 4619RM0214
0001254260 REPLACE DAMAGED CEILING TILE, 149 4619RM0149
0001242348 4571 / OUTSIDE PLEASE CAULK CONTAINER INTERFACE (ESPECIALLY 

FASTENERS) ABOVE NORTH HATCH.
4571

0001247822 REPLACE CEILING TILE 4663/A-WING OUTSIDE M103. 4663RMM0103
0001259872 REPLACE FILTER ON PROCESSED WATER SYSTEM 4209
0001259672 4708 / 1239 REPLACE DAMAGED CEILING TILES (2031) 4708
0001259671 4708 / 1259A REPLACE DAMAGED CEILING TILES (2031) 4708RM1259A
0001259667 4754 EAST DOOR WANT CLOSE 4754
0001242370 FOUL ODER COMING FROM RESTROOM, COKE MACHINE AREA ON 1ST 

FLOOR - PIPES BACKED UP?
4241

0001239221 4708 / 241A PLEASE IDENTIFY AND ELIMINATE RATTLING NOISE IN MEN`S 
ROOM 241A & ADJOINING OFFICE 239.   OCCUPANTS SAY IT SOUNDS LIKE 
A VALVE THAT OPENS AND SHUTS OR A LOOSE PIECE OF EQUIPMENT.

4708RM0241A

0001247909 SW CORNER OF BUILDING--REPIPE CONDENSATE DRAIN TO A PROPER 
DRAIN TO PREVENT SCALDING.-

4656

0001256906 CLEAN SCREENS ON EYEWASH EW0001 4760-EW0001
0001247666 REPAIR REPLACE BULB/BALLAST STAIRWELL , WEST END OF 1ST FLR, B-

WING
4663-BWING

0001251268 CHECK HEAT VENT 4650RM0015
0001254058 REPAIR M-4 PUMP 4650
0001247686 REPLACE DAMAGED CEILING TILES IN HALL NEAR 114 & 116A, TILES ARE 

SAGGING AND ABOUT TO FALL OUT
4249FLR01

0001256942 ADJUST GLASS DOOR TO BREAK RM , DOOR SLAMMING 4600FLR04
0001254294 REPAIR REPLACE BULB/BALLAST 4705RMB0203A
0001254340 4705 / B214 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-ONE 

HEAD DOES NOT WORK
4705RMB0214

0001259675 4666 / 207 REPLACE DAMAGED CEILING TILES (2031) 4666RM0207
0001259674 4666 / 224 REPLACE DAMAGED CEILING TILES (2031) 4666RM0224
0001259673 4708 / 1234 REPLACE DAMAGED CEILING TILES (2031) 4708RM1234
0001256893 REPAIR CEILING IN B206. 2331 4705RMB0206
0001256905 REPAIR DRAIN ON EYEWASH EW0006 4705-EW0006
0001259830 REPAIR FLUSH VALVE ON COMMODE 4619RM0133
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0001259838 REPLACE 2" MAIN STEAM VALVE 4530
0001260013 4760 SOUTHSIDE SPARKS FLYING PER SECURITY 4760
0001248069 REPLACE LIGHT FIXTURE AND BULB AND  PLASTIC COVER HANGING 

DOWN OVER COMPUTER
4705RMA0207

0001254240 REPLACE THEATER LIGHT BULB  IN BWING HALLWAY 4663-BWING
0001259917 REPAIR REPLACE BULBS BALLAST IN ROOM A171 4663
0001259935 ELEVATOR #3 UP AND DOWN LIGHT NOT WORKING 4202
0001209528 REPLACE 35 PSI, STEAM PRESSURE RELIEF VALVE WITH 50 PSI VALVE 4600
0001259754 OPEN TOP OF ELEVATOR TO CARRY TALL CARGO 4200
0001254202 4203 / B004 DOWN FROM B004 IN MAIN HALLWAY REPAIR CEILING TILES 

THAT HAVE BEEN REQUESTED REPLACEMENT MANY, MANY TIMES!  OR 
TELL ME WHY THIS CEILING AREA NEEDS TO BE OPEN!  AREA AT A 
SPRINKLER.

4203RMB0004

0001256869 ADJUST CARD READER DOOR, DOOR WON'T STAY CLOSED 4612RM1322
0001259692 4650 / WEST END PATCH HOLE IN CORNER OF BLDG. OUTSIDE WEST END. 

2026
4650WEST

0001259687 4610 / E-4 REPLACE FILTERS ON FID0002 (2026) 4610-FID0002
0001239198 PAINT FRONT STEPS WITH NON SKID PAINT (CONTACT USER FOR 

DETAILS)
T0236

0001239114 REPAIR REPLACE BULBS BALLAST 3RD FLOOR NEAR ELEVATOR 4203
0001239199 4202 EAST STAIRWELL 2ND FLOOR LIGHT OUT 4202EAST
0001256886 REPAIR ELEV0001 4550-ELEV0001
0001248057 REPAIR LOW FLOW ON EYEWASH EW0001 4631-EW0001
0001254133 REPAIR STEAM LEAK NEAR ROOM 11 4650EAST
0001256816 REPAIR REPLACE BULB/BALLAST OVER DESK, AND SECURE COVER ON A 

LIGHT FIXTURE
4705RMA0208

0001256815 REPAIR REPLACE BULB/BALLAST IN HALL NEAR 209, COVER STUCK 4705FLR02
0001254296 REPAIR EXHAUST FAN 4708RM1132C
0001247913 PNL-P1-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 

FUNCTION OR EQUIPMENT BEING POWERED-
4656RM0114

0001259884 4202 /  4TH FLOOR NORTH HALLWAY FOUNTAIN DRAINS SLOW 4202FLR04
0001260155 SPRAY FOR ANTS IN JANITOR'S CLOSET ON 2ND FLOOR 4200
0001259891 4201 /  5TH FLOOR LADIES RM 1ST SINK LEAKING TRAP 4201RM0508
0001259892 4201 /  4TH FLOOR SOUTH HALLWAY FOUNTAIN DRAINS SLOW 4201FLR04
0001259952 4200 /  1ST FLOOR MENS RM COMMODE STOPPED UP 4200RM0152
0001259955 4200 /  G4  MENS RM URINAL DRAINS SLOW 4200RMG0004
0001259956 4200 /  E1 STEAM STATION DRAIN PAN STOPPED UP 4200RMG0001
0001259999 UNSTOP SINK 4203RM4006A
0001260107 UNSTOP SINK 4660RM0101
0001254291 TIGHTEN LOOSE COMMODE SEAT 4312RM0101
0001259678 4666 / 110 REPLACE DAMAGED CEILING TILES (2031) 4666RM0110
0001259676 4666 / 213 REPLACE DAMAGED CEILING TILES (2031) 4666RM0213
0001259810 4201 ALL ELEVATORS NOT WORKING. 4200-ELEV0001
0001247714 REPAIR/ MODIFY LOCK UP CAGE IN MIDDLE HIBAY 4650
0001247893 REPAIR FLOOR TILES AND TRANSITION STRIP IN HALL NEAR RM 605 4481FLR01
0001260177 4707-SEWER-ALARM  SEWER ALARM IN ALARM AT 4707. 4707
0001259843 EAST GROUND ELECTRONIC DOOR IS OPENING AND CLOSING ON ITS 

OWN
4200EAST

0001242315 PATCH AND PAINT BAD SPOT ON WALL 4207RM0140D
0001224496 REPLACE BREAKERS 17.27.34.IN PNL BOARD ENGINE RM SOUTHWALL 4667-PNL0003
0001260047 MENS REST ROOM UNSTOP 1ST AND 2ND SINKS ROOM A213 4705
0001260094 4760 RM.112 /  REPAIR OR REPLACE AERATOR ON LAVATORY FAUCET 4760RM0112
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0001259660 STEAM LINE GAUGES PEGGED - RELIEF VALVE GOING OFF 4747
0001254298 4638 / YARD EMPTY THE METAL DUMPSTER.   LABORS ( 2333) 4638
0001256912 REPLACE BATTERIES 4708-GEN0002
0001247820 INSTALL CATCH PAN ON CRANE 4767RM0001
0001254135 RE-CONNECT WATER LINES TO ICE MACHINE AND WATER FOUNTAIN 

WITH CUT OFF VALVES
4748

0001256872 REPAIR FLUSH VALVE ON OVERFLOWING URINAL 4493RM0137
0001259707 UNSTOP SECOND COMMODE 4485RM0117
0001259706 RESTORE POWER TO ROOM 4124 AND SURROUNDING CUBICLES 4600RM4124
0001198500 REPAIR SHEETROCK DAMAGED FROM WATER LEAK IN ROOMS 200 AND 

262
4570FLR02

0001259869 4494 / E-2 REPLACE RUBBER DRAIN HOSE THAT HAS SEVERAL HOLES IN 
IT AND IS FLOODING EQ. RM . FLOOR. 2323

4494RM0130

0001259645 4705 /  NEED WORK ORDER TO REPAIR OVER HEADSTEAM LINE LEAKING 
WATER ON FLOOR IN NORTHHIBAY AROUND COLUM NO. 3.

4705

0001239203 REPLACE BALLAST O.S. OF ROOM 603 (FLICKERING LIGHT) 4201RM0603
0001242399 REPLACE BULB 4201RM0614A
0001244633 REPLACE FLOURESCENT BULBS IN STAIRWELL BETWEEN 2ND AND 3RD 

FLOOR 
4201

0001259848 REPAIR DUCT WORK TO DIFFUSER 4612RM1209
0001259864 INSTALL HASP DOOR #9 C-200 OUTSIDE 4705
0001254046 REPAIR REPLACE ROTATING BEACON BULBS IN RM'S 10, 13A, 13C AND 

OUTSIDE AT FENCE
4605FLR01

0001256879 R/R BULBS AND BALLAST HALLWAYS NEAR 124,117,116 4650FLR01
0001259744 NO LIGHT IN ELEVATOR - TOWER PORTION 4707
0001259844 REPAIR LIGHTS IN ELEVATOR 4200-ELEV0001
0001254039 CLEAN UP  SCRAP MATERAL/ DEBRIS BETWEEN 4759 & 4739 4759
0001254074 CLEAN OUT LIGHT FIXTURE IN HALL NEAR ROOM OF LADYBUGS 4202RM0127
0001254286 REPAIR LEAKING PUMP NEAR ELECTRIC MOTOR IN EQUIPMENT ROOM IN 

SOUTH HIBAY
4755RM0119

0001259652 UNSTOP HANDICAPPED COMMODE 4203RM3006A
0001259948 4200 /  4TH FLOOR LADIES RM 1ST COMMODE LEAKING WHEN FLUSHED 4200RM0429
0001259949 4200 /  1ST FLOOR NORTH LOBBY FOUNTAIN DRAINS SLOW 4200FLR01
0001247580 4670-PNL0026 /  FROM WORK ORDER 0001166512 TASK 10: EXERCISE ALL 

BREAKERS IN DISTRIBUTION PANELS 3-4 TIMES
4670-PNL0026

0001247581 4670-PNL0026 /  FROM WORK ORDER 0001166512 TASK 10: EXERCISE ALL 
BREAKERS IN DISTRIBUTION PANELS 3-4 TIMES

4670-PNL0026

0001256908 REPAIR  LIGHT  IN  HALL  AT  ROOM  408 . 4481RM0408
0001224672 REPLACE TEMPORARY WIRING (EXTENSION CORD/FLEXIBLE CABLE) 

WITH PERMANENT WIRING-CONSTRUCTION WORK LIGHTS ARE STILL 
PRESENT IN RAFTERS AND NEED TO BE REMOVED

4205RM0100T

0001231373 4203 NEAR 3132 /  REPLACE BULBS ONLY ONE BURNING 4203RM3132
0001231377 4203 NEXT 4306 /  LIGHT NEXT TO ROOM 4306 NEEDS REPAIRED 4203RM4306
0001231445 REPAIR EMERGENCY LIGHT OUTSIDE OF ROOM 282 IN HALLWAY 4583FLR02
0001247762 VACUUM OFF RETURN AIR GRILL IN HALLWAY ON BOTH SIDES 4612RM1400
0001247773 REMOVE JUNK PALLETS AND CRATES OUTSIDE ON THE SOUTH END OF 

BUILDING
4656

0001242363 REGLUE 7 OR 8 FLOOR TILES 1ST FLOOR HALLWAY BETWEEN WATER 
FOUNTAIN AND EAST ENTRANCE (BROWN, WHITE, AND TAN)

4561

0001247914 REPAIR DUCTWORK AND CLEAN REGISTERS. 2326 4650RM0031B
0001259730 REPLACE MOLDY CEILING TILE 4250RM0068
0001329979 REPAIR WEST SIDE DOORS, INOPERABLE 4465WEST
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0001320592 REPAIR LOOSE COMMODE IN MEN`S ROOM. 4749RM0104
0001320646 REPAIR LEAK ON URINAL IN ROOM 135 4491RM0135
0001330062 MENS RM 425 1ST URINAL DRAINS SLOW 4200RM0425
0001314137 4619 ROOF-1 /  REPAIR OR REPLACE BARREL BOLT ON DOOR GOING OUT 

ON ROOF 
4619-ROOF0001

0001326852 REPLACE 2X2 STAINED CEILING TILE 4610RM3049
0001327125 4487 / BC140 REPLACE 2 STAINED CEILING TILES AND INSPECT FOR 

LEAKS.  BRING A TALL LADDER, THIS ROOM HAS HIGH CEILINGS.  
4487RMBC0140

0001330082 ANCHOR SHOP WORK BENCH IN MACHINE SHOP 4650
0001327208 SPRAY FOR ANTS 4610RM4000
0001327215 SPRAY FOR BLACK WIDOW SPIDERS IN THE O.S. SMOKING AREA 

(ENTRANCE TO TORNADO SHELTER)
4629

0001332827 EMPTY DRAIN PAN OF OILY WATER UNDER COMPRESSOR/AIR DYER AND 
PUT STA-DRY DOWN AROUND DRAIN PAN TO PREVENT SLIPPING FALLS. 4619RMB0136

0001326867 4666-ROOF0002 /  CLEAN OUT ALL THE GUTTERS ON THIS SECTION . 4666-ROOF0002
0001326868 4666-ROOF0003 /  CLEAN OUT ALL THE GUTTERS ON THIS SECTION . 4666-ROOF0003
0001320497 MOVE MINIATURE CRANE FROM 4711 TO 4702 4711
0001320655 DOOR0002,NORTH DOOR, LOCATED ON THE WEST SIDE OF THE HIGH BAY 

NEEDS THE TOP ROLLERS ADJUSTED OR REPLACED. THE DOOR WILL 
CLOSE PART WAY AND THE BOTTOM DRAGS ON THE CONCRETE.

4648

0001314059 4201 / 617 REPLACE STAINED CEILING TILE IN ROOM 617. 2031 4201RM0617
0001314058 4202 / 618A REPLACE DAMAGED CEILING TILE IN ROOM 618A. 2031 4202RM0618A
0001327178 4487 ROOM B189M STOPPED UP TOILET 4487RMB0189M
0001330041 REPLACE BROKEN COMMODE SEAT 4200RM0325
0001332787 TURN ON LIGHTS 4705RMB0209
0001332797 REPAIR INOPERABLE EMERGENCY LIGHT 4707RMT0212
0001327188 REWIRE NEW EXUAST FAN (2013) 4610RM1033A
0001330059 REPLACE LEAKING HEATER VALVE. NORTH SIDE OF ROOM. 4707RMT0112E
0001330060 REPAIR LEAK IN STEAM PIPE NEXT TO STEAM TRAP 049 IN E 6 HALLWAY. 4707

0001337933 4674 / OUTSIDE LEVEL AND FILL ANIMAL CREATED HOLE ON NORTH 
ENTRANCE WALKWAY OF 4674. 2333

4674

0001320644 UNCLOG SLOW DRAINING COMMODE IN ROOM 112 4492RM0112
0001313983 REPAIR OIL LEAK ON OVERHEAD CRANE. 4659
0001313861 REPLACE DAMAGED CEILING TILE IN ROOM 115B. 2031 4471FLR01
0001338123 RESET TRIPPED BREAKER IN KITCHEN 4203FLR04
0001338147 CONTINOUSLY FLUSHING COMMODE 4493RM0107
0001314040 REPLACE BULBS IN FOYER 4203RM5001A
0001317366 CLEAN OUT STORM DRAIN 4700
0001332735 4481 / 407 HOT WATER LEAKING INTO SINK ON THE WEST WALL SINK. 4481RM0407
0001344916 REPAIR DOWN BUTTON IN ELEVATOR LOBBY 4203FLR05
0001345064 REPAIR DOORS ON ELEV0001, OPENING AND CLOSING 4203-ELEV0001
0001345122 REPAIR OVERHEAD HINGE ON DOOR 5 OF BLDG. 4727 4727FLR01
0001332812 REGLUE CARPET IN HALL IN ELEVATOR #2 LOBBY 4200
0001320681 REPAIR REPLACE BULB/BALLAST 4353RM0111
0001338190 4306 /  REPAIR COMMODE,LEAKS WHEN FLUSHED. 4306
0001338242 REPAIR WATER LEAK COMING FROM PIPING LOCATED IN CEILING OF 

HIGH BAY, NEAR COLUMBIA PRESS.  LEAK IS LOCATED IN SOUTH 
CENTRAL PART OF HIGH BAY. CLEAN UP WATER IN FLOOR.

4707RM0119

0001294290 FIELD 3 LEVEL FIELD WITH A TRUCK LOAD OF DIRT FOR FIELD # 3 4609
0001320642 REMOVE NFPA SIGN ON THE SOUTH WEST SIDE OF BLDG 4471RM0188J
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0001338195 CHECK FOR SHORT IN EMERGENCY LIGHT 4203RM5153
0001338176 UNSTOP COMMODES 4723RM0110
0001335804 SPRAY FOR BUGS IN THE BASEMENT 4201BSMT
0001330073 REPAIR DOOR9 LATCH (NEAR E-4),SO IT WILL OPEN FROM OUTSIDE 4707RMT0112E
0001335694 REPAIR/REPLACE LOOSE CEILING TILE 4481RM0236B
0001320457 4628 / 25,119,2 REPLACE 4 LIGHTS 4628FLR01
0001332756 R/R INCAN. LIGHTS (SEVERAL OUT) 4650RM0124
0001332757 R/R BULBS AND BALLAST ROOM 139A EQUIPMENT ROOM AND IN 

HALLWAY NEAR 137
4650FLR01

0001332927 REPAIR ELECTRICAL CONTROL VALVE IN SE. SUMP PIT IN TUNNEL 4708
0001332931 SOUTH HIGHBAY WALL BEHIND CURTAIN PNL 4755-0071 AHU #7--

PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - ANNOTATE TAG-
4755-PNL0071

0001317455 EAST PIT TO BE DRAINED 4473EAST
0001260115 4583 /  NEED WORK ORDER TO REPAIR CONDENSATE PUMP NO. CNDP 0001 

IN E1 EQPT. ROOMNO. 183 OUTSIDE.LEAKING WATER ON FLOOR.
4583-CNDP0001

0001327036 4487 / B212 CORROSION GROWING ON LABORATORY ENTRANCE DOOR 
HANDLE MECHANISM. CORROSION IS GREEN IN COLOR. THE HANDLE 
MECHANISM IS NOT COPPER, SO WOULD LIKE FACILITIES TO REMOVE 
THE CORROSION AND MAKE SURE IT IS NOT ANYTHING HARMFUL

4487RMB0212

0001327022 SWEEP STAIRS - ROOM B139 4619RMB0139
0001326969 CHECK, REPAIR LIGHTS WON'T GO OFF ON DIMMER SWITCH 4200RM0211
0001329993 CALIBRATE PH AND FLOW METER AT MANHOLE 39 4761
0001329984 ON WEST RIDEOUT RD., BLOCK OUT THE WORD STOP AND THE BAR 4612
0001300973 INSTALL LIGHTING IN STORAGE AREA BEHIND RM 19K 4650RM0019K
0001332851 4610 ROOM 3019 WATER DRIPPING FROM SINK CUT OFF   

CHECKED
4610RM3019

0001341984 4203 / 4249 REMOVE HOMEMADE AIR FLOW BLOCKER ON AIR VENT AND 
THEN CLOSE THE INTERNAL LOUVER TO THE VENT SO IT IS CLOSED - 
NOT FLOWING AIR INTO AREA. 

4203RM4249

0001341995 SEAL ROOF COVER ON SWITCH GEAR FOR GEN. 4. 4663-AWING
0001342079 SPRAY FOR ANTS 4485RM0116A
0001342087 SPRAY FOR SPIDERS 4485RM0100A
0001341997 REPLACE RELIEF VALVE,E20 4708RM1280
0001332887 REPAIR LEAK ON MAIN STEAM VALVE TO 4557 4660
0001338310 4619 /  CLEAN HEADS ON SHEW 0001 OUTSIDE SOUTH 4619-SHEW0001
0001317389 REPAIR GUTTERS ON THE WEST SIDE 4607WEST
0001314080 CLEAN UP PUG MIX AND SMOOTH OUT HOLES IN DRIVE WAY TO DIVERT 

WATER FROM BLDG. ON THE SOUTH SIDE ENTRY
4733

0001320732 REPAIR WASH OUT ON THE SIDE OF THE ROAD AT MERCURY AND SOLAR 
CIRCLE

MSFC

0001317430 REPAIR WALL O.S. OF ROOM B259M 4487-BWING
0001332938 CLEAN UP EQUIPMENT ROOM. E 12. AB101. 4487RMAB0101
0001313984 REMOVE DEBRIS FROM OIL/WATER SEPARATOR PIT & INSTALL CLEAN 

OIL OBSORBENT SOCK.
4659WEST

0001320679 REPLACE BALLAST OVER DESK 4201RM0131
0001320682 REPAIR/ REPLACE BULB/ BALLAST IN HALL NEXT TO ROOM 408 4200FLR04
0001324077 4200 / 354 BALLASTS NEED TO BE REPLACED IN 330 COPIER ROOM 

MIDDLE FIXTURE.  A CLEANING MAN SWAPPED THE BULBS AND THEY 
STILL FLASH.

4200RM0354

0001324084 REPLACE BULB IN EXIT STAIRWELL NEAR ROOM 422 LOCATED NEXT TO 
WATER COOLER

4200FLR04

0001338244 SPRAY FOR ANTS IN 105 & 129 4491FLR01
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WONUM DESCRIPTION LOCATION
0001338290 ANT PROBLEM IN CUBICAL 4321 4600RM4321
0001338336 SPRAY FOR ANTS IN ROOMS C118 AND C160 4663-CWING
0001320747 ADJUST #1 FIRE DOOR ( SEE USER FOR LOCATIONS) 4600
0001338079 REPAIR OR REPLACE DOOR MOLDING (2031) 4610RM2071
0001338087 REPLACE DAMAGED CEILING TILES (2031) 4610RM3010A
0001338086 REPLACE DAMAGED CEILING TILES (2031) 4610RM3025
0001338085 REPLACE DAMAGED CEILING TILES (2031) 4610RM3034
0001287350 REPAIR ROOF LEAK 4663RMM0101
0001338010 4708 / B24B PLEASE REPLACE BURNED OUT LIGHT BULBS IN B24B 4708RMB0024B
0001338011 4708 / HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN 

HALLWAY BETWEEN WEST HIBAY AND EMI LAB
4708

0001338173 4619 / 145 FLORESCENT LIGHT NOT WORKING ON 6TH LEVEL PLATFORM, 
SW CORNER OF LTA (RM 145)

4619RM0145

0001338279 4708 / B27 PLEASE REPLACE BURNED OUT LIGHT BULBS OVER B27-20 4708RMB0027
0001338280 4619 / 145 DISCONNECT POWER SOURCE FROM BOTH PORTABLE HEAT 

PUMP UNIT AND BREAKER BOX LOCATED IN SW CORNER UPPER-MOST 
LEVEL (LEVEL 6)

4619RM0145

0001338349 CHECK POWER PANEL RELATED PROBLEMS 4663RMA0109
0001341943 WEST END  STRIP THE PAINT OFF THE HOOK ON THE NEW HOIST. ( 

PAINTERS)   
4718WEST

0001326937 REPAIR LEAK ON TWO SINKS 4200RMG0003
0001332974 UNSTOP HANDICAPPED COMMODE 4203RMB0003A
0001320652 DOOR0002 LOCATED ON THE SOUTH SIDE OF THE HIGH BAY NEEDS TO 

HAVE THE DOWN LIMITS ADJUSTED. THE DOOR GOES DOWN TOO FAR 
AND  CAUSES IT TO BUNCH UP ON THE FLOOR, WHICH COULD CAUSE 
DAMAGE TO THE DOOR.

4655

0001335765 RELOCATE VENT LINE ON CONDENSATE TANK 4487
0001335774 CONTINUOUSLY RUNNING COMMODE ROOM106 4765RM0106
0001320467 STEAM PIT, JUST NORTH WEST OF BUILDING 4561 IN THE FIELD, NEEDS 

THE GRATING REPLACED INSIDE OVER THE DRAIN. 
4561

0001317398 PAINT BRACKET /   FAMILIAR 4650FLR01
0001332803 4203 /  1ST FL LADIES RM REPLACE COMMODE SEATS ON ALL COMMODE 4203RM1001A

0001332762 REPAIR REPLACE BULB/BALLAST IN SUITE AREA 4610RM4043C
0001332884 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN 4755/200 4755RM0200
0001332925 RELOCATE POWER IN CUBICLE AREA UNDERNEATH TABLE IN ROOM 

4200A
4600RM4200A

0001327122 REPLACE/RE-CERTIFY EXPIRED RELEIF VALVE ON DAYTON AIR 
COMPRESSOR; COMPRESSOR IS NOT OF THE HIGH PURITY AIR SYSTEM.

4667RM0101

0001335718 REPAIR HANDLE ON SINK, WON'T TURN OFF 4494RM0016
0001307796 RESTRIPE PARKING SPACES 4306
0001310687 TEST AND INSPECT EXIT LIGHT AND MAINTAIN A WRITTEN LOG OF 

INSPECTIONS-
4200RM0160

0001338061 POWER OUTAGE IN THE 4700 & 4400 AREAS.  MULTIPLE CRAFTS 
RESPONDING.

47AREA

0001341988 4705 NEUTRAL BOUYANCY AREA SE CORNER WATER IN FLOOR 4705
0001338351 REPAIR LIGHTS 4727RM0103
0001338245 REPAIR REPLACE BULB/BALLAST IN 403A & 403B 4755FLR04
0001338286 LIGHTS ARE OUT IN ROOMS 110 AND 112 4755FLR01
0001338148 REPAIR/ REPLACE BULBS/ BALLASTS 4707RM0137
0001320651 SUMP003B LOCATED JUST NORTH OF BUILDING 4670 NEEDS THE 

PACKING TIGHTENED OR REPLACED.
4670
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WONUM DESCRIPTION LOCATION
0001314147 RELABEL CONDENSATE LINE IN SOUTH HIGHBAY 4659SOUTH
0001327013 REPAIR DRAIN ON EYE WASH 4612RM1118
0001320672 REPLACE BULBS/ (CAN'T REMOVE COVERS) 4494RM0002
0001338018 4708 / E-1205 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM E-

1205.
4708

0001338140 REPAIR DRAIN, WATER RUNNING ACROSS THE FLOOR 4203RM1101
0001338141 RESET POWER TO BLDG. 4757
0001338012 4708 / HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN 

HALLWAY NEAR ROOM 1233
4708FLR01

0001338014 4708 / 1261 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 1261 4708RM1261
0001338054 REMOVE SOME OF THE BULBS TO REDUCE GLARE, TOO BRIGHT ( SEE 

USER FOR EXACT BULBS TO BE REMOVED)
4728RM0103

0001335726 REPLACE BALLAST 4610RM4043D
0001338115 REMOVE BIRD 4708RMB0024
0001338146 SPRAY FOR ANTS 4708RM0226
0001338149 SPRAY FOR ANTS IN ROOM AND IN HALLWAY (CONTACT USER FOR 

DETAILS AT   
4610RM2051

0001320585 CLIPS HOLDING DIFUSSER PANEL ON LIGHTS NOT HOLDING 4201RM0315A
0001335724 NOISY MOTION SENSOR 4600RM1006
0001335742 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOM 103 AND IN LADIES RR 105 4728FLR01

0001314024 REPAIR NOISY VENT FAN 4572RM0105
0001326949 OVERFLOWING URINAL 4705RMA0101D
0001320510 DOOR 5 OVERHEAD HINGE OF DOOR IS BROKEN AND HANGS DOWN FOR 

PEOPLE TO HIT THEIR HEAD ON WHEN THEY ENTER THE BUILDING - 
NEEDS TO BE FIXED A.S.A.P.!

4727

0001320512 REPLACE CEILING TILE, FELL OUT IN HALL OUTSIDE RM 606 4202FLR06
0001307713 CHECK, REPAIR LEAKS WHERE STAINED CEILING TILES ARE OUTSIDE OF 

RM 219B
4202FLR02

0001307677 REPLACE  SAGGING CEILING TILE 4202RM0618A
0001320746 REPAIR REPLACE BULBS OVER STAIRWELL 4702NORTH
0001324095 CHECK BLOWN FUSE TO MILLING MACHINE 4759RM0101
0001326851 REPLACE LIGHT ABOVE DOOR 23 4650
0001326901 REPAIR MAIN EMERGENCY LIGHT CONTROLLER 4657
0001320533 CLEAN MILDEW OFF OF SPRAY HEADS/COVERS/ BOWL ON SHEW0009 4761-SHEW0009
0001320552 REPLACE LOOSE BELT GUARD AND SECURE. 2326 4471RM0182
0001320718 4650 / W H B REPAIR LATCH MECHANISM ON FLAMABLE STORAGE 

CABINET. 2326
4650

0001320735 PERFORM WATER CLEANUP 4708RM1221
0001311223 4487 / C157 -BEHIND HWP0003-PROVIDE APPROVED LOCK(S) AND/OR 

TAG(S) - ANNOTATE TAG-LOCK AND TAG IN PLACE ON DISCONNECT, BUT 
NO INDICATION OF WORKERS PRESENT.

4487RMC0157

0001307691 REPLACE BULBS (CONTACT USER TO UNLOCK DOOR) 4674RM0203
0001307505 REPAIR REPLACE BULB/BALLAST 4551RM0200
0001313269 LOWBAY NORTHWEST CORNER WEST OF COLUMN #2--REPAIR/REPLACE 

DEFECTIVE GROUND FAULT CIRCUIT INTERRUPTER (GFCI)- 4572

0001324133 LOST POWER 4561
0001313877 4202 ROOM 110 REMOVE FLOOR OULET IN WALLWAY 4202RM0110
0001324136 LOST POWER ( 2ND TIME) 4485RM0132
0001324094 PLEASE REPAIR HANDICAP DOOR BUTTON.  NOT OPENING DOOR. 4708RM0136
0001320740 220  OUTLET PHASING IS WRONG 4707RM0156A
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WONUM DESCRIPTION LOCATION
0001304494 CHECK, REPAIR OVERHEAD LEAK 4708RM0216
0001320519 REPAIR HANDICAP DOOR ON WEST SIDE - ARMS DISCONNECTED 4727
0001320751 4200 ENGINE DISPLAY STANDS NEED HOLES DRILLED IN THE PLATFORM 

TO PREVENT WATER ACCUMULATION TO AVOID RUSTING AND 
CORROSION.

4200

0001324118 REPAIR DOOR CLOSER ON DOOR#25, B-WING 4663
0001307547 PAINT WALL AND CHECK FOR MOLD IN HALL IN FRONT OF ROOM 119 4476FLR01
0001320479 OVERFLOWING COMMODE/ WATER ON FLOOR 4203RM4006A
0001320584 INVESTIGATE SEWAGE ODOR AT WEST ENTRANCE 4202
0001304502 CHECK LOUD VENT 4476RM0122
0001310640 4628 / 127 REPLACE INSULATION AROUND LN2 LINE. 4628RM0127
0001320699 SPRAY FOR SPIDERS 4623FLR01
0001326902 SPRAY FOR ANTS 4312RM0108
0001326906 SPRAY FOR BLACKWIDOW SPIDERS ON AND AROUND THE BENCH IN 

SMOKING AREA ON THE EAST SIDE OF BLDG
4708EAST

0001320441 UNSTOP DRAIN BY ROOM 105 4755RM0106
0001320606 REPAIR BUSTED MAKE UP WATER LINE 4708RMB0001C
0001320612 REPAIR LEAKING RELIEF VALVE 4708RM1110B
0001320611 REPAIR MAIN CONTROL VALVE ON STEAM STATION #2 4708RMB0001C
0001313885 REPAIR CEILING LEAK 4201RM0617
0001320730 REPLACE DOOR KNOB THAT HAS FALLEN OFF OF DOOR NEAR ROOM 815 4200FLR08

0001307504 INSULATE PIPING ADJACENT TO TEMPERATURE CONTROL VALVE 4718RM0115
0001320540 HEATER MAKING HAMMERING NOISE IN THE NORTHEAST CORNER 4619RM0146
0001294443 4549 / 103 NORTH WALL-PANEL 4549-0002-LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-NO REGISTER

4549RM0103

0001335721 REPAIR REPLACE BULB/BALLAST IN THE HERTIAGE GALLERY 4200FLR01
0001320678 REINSTALL TOILET STALL DOOR LATCH IN WOMEN`S RESTROOM 4007.  

LATCH AND MOUNTING HARDWARE ARE ON THE SHELF IN THE 
RESTROOM.  DOOR IS THE SECOND STALL FROM THE LEFT.

4600RM4007

0001213051 REPLACE BUFFER FOR #2 ELEVATOR 4610-ELEV0002
0001166491 PRESSURE WASH LOOSE PAINT IN BAY AREA 4703FLR01
0001304542 CAULK OVERHANG OVER WEST ENTRANCE DOOR 4491
0001332800 4250 /  LEAK UNDER LAVATORY IN ROOM 71. 4250RM0071
0001301049 PAINT OUTSIDE OF RM 147 4566RM0147
0001314113 CHANGE OUT PLUG TO A 3-PRONG PLUG 4663RMC0112
0001321725 REMOVE TOP FROM  FREIGHT ELEVATOR 4200
0001327206 CHECK POWER TO VACUUM FORM MACHINE IN MODEL SHOP 4631RMA0107
0001327114 REPAIR REPLACE BALLAST ON EMERGENCY LIGHT 4650RM0100A
0001324083 REPLACE BULBS/ COVERS WILL NOT OPEN 4705RMB0115
0001324099 SECOND LIGHT COVER ON LEFT WON'T FASTEN 4705RMB0114
0001324126 224-2 PLEASE REPLACE BURNED OUT LIGHT BULBS. 4755FLR02
0001320503 REPLACE OBSOLETE WALL LIGHT, WITH GRANGER HPS 150W WALL 

PACK P/N 3YA69, OUTSIDE RM 162A
4619FLR01

0001320729 REPAIR LEAKING POTABLE WATER LINE 4612RM1511
0001327152 DESPOSE OF FIRE DAMAGED FLOOR TILES IN WEST HIBAY 4619RM0155
0001327436 REPAIR LATCH ON CABINET DOOR/ LOCKING LATCH WON'T HOLD 4200RM0912
0001314159 CLEAN VENTS 4494FLR01
0001307850 4654 / 110 REPLACE DAMAGED CEILING TILES (2031) 4654RM0110
0001324114 DISCONNECT POWER FROM EQUIPMENT 4481RM0215
0001307737 REPLACE BULBS 4316
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0001324134 LOST A LEG OF POWER.   NOTIFIED. 4561
0001317474 REPAIR COMMODE, WILL NOT FLUSH 4200RM0154
0001326994 REPAIR CHARLIE ONE GATE ENTRY ARM MSFC
0001313991 REPAIR REPLACE BULB/BALLAST 4250RM0003
0001304562 4201 ROOM 624 LEAK IN CEILING TC CHECKING 4201RM0624
0001307583 REPLACE BUCKLED CEILING TILE (CONTACT USER TO UNLOCK ROOM) 4200RM0305
0001307551 REPAIR 1/2" TO 1" GAP IN S.E. EXIT DOOR LEADING FROM CAFETERIA BY 

ROOM 1103
4203

0001301234 4205 M_2WTRDET ALARM   CHECKING 4205
0001320580 4711-HIGH_BAY1-LIGHTS  LIGHTS OFF IN ALARM. 4711
0001313947 RESET BREAKER 4666RM0236
0001313980 REPAIR REPLACE BULB/BALLAST 4732RM0210
0001313907 4616 / 100 --REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-(RED 

"PORTER-CABLE" PANCAKE AIR COMPRESSOR)
4616RM0100

0001314144 REPAIR DRIPPING FAUCET IN RM 1033A 4610RM1033A
0001307512 REINSULATE HOT WATER LINE OVER HOT WATER HEATER 4487RMA0102
0001304508 4194 / OUTSIDE HST0003 IS WILL NOT OPERATE.  BLDG. 4194  ( 2336 ) 4194-HST0003
0001294444 4553 / N/A WEST WALL-PANEL LJ-LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-

4553-PNL0010

0001332770 REPAIR REPLACE FLICKERING LIGHTS 4610RM3054
0001317364 CUT OFF METAL PROTRUSION AT NORTH MAIN ENTRANCE, LOCATED AT 

THE TOP OF THE HANDICAP RAMP ( SEE USER)
4493NORTH

0001313973 REPAIR SERVICE ELEVATOR, INOPERABLE 4203
0001314161 REPAIR REPLACE BULB/BALLAST 4761RM0101
0001319418 REPAIR/ REPLACE BULBS/ BALLAST / (ALMOST IN THE DARK) 4663RMC0214
0001320689 4708 / HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN 2ND 

FLOOR NORTHWEST HALLWAY
4708FLR02

0001320713 CHECK FOR SHORT IN LIGHTS/ REPLACE BULB/ BALLAST IF NEEDED 4723RM0109A
0001326921 4600 / W EXIT REPAIR LIGHTS WEST EXIT HALLWAY  1ST FLOOR 4600
0001326922 4600 / 1005 REPAIR LIGHTS OUTSIDE RM 1005 4600RM1005
0001307672 AMP PANELS 4663RMA0109
0001304580 CLEAN FLOOR FROM DEBRI . STOPING UP DRAIN 4610
0001320687 CLEAN UP INSULATION AND DEBRIS AT STEAM STATION 4619RMB0137A
0001307698 REPAIR OVERHEAD FLOURESCENT LIGHTS IN BLDG. 4767 MIX / CAST 

LAB.
4767

0001320602 NO HOT WATER IN THE RESTROOMS IN THE BASEMENT AND THE FIRST 
FLOOR

4708

0001320517 REPAIR REPLACE LIGHTS IN ALLEY BETWEEN 4703 & 4705 47AREA
0001320521 UNSTOP DRAIN PAN IN HALLWAY 4202FLR06
0001317393 REPACK VALVE ON HOT WATER SUPPLY,E1 4353RM0114
0001326938 REPAIR/REPLACE BULB/BALLAST COVER STUCK ON FIXTURE 4493RM0104
0001320714 COMMODE CONTINUOSLY FLUSHING 4674RM0122
0001320559 BUILD A BIGGER PAINT DRIP PAN 4650
0001301101 CHECK VOLTAGE FOR OUTLET FOR MICROWAVE 4200RM0818
0001310681 REPLACE BALLAST IN HALL NEAR A140 4487-AWING
0001312658 RM A110-PNL 0004-,SFN 16249 RBC151, PNL32 SFN 16248-LABEL 

ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION OR 
EQUIPMENT BEING POWERED-(BREAKERS 33, 35, 36, 37, 38 AND 40 ARE 
MARKED "SPARE" AND ARE IN THE "ON" POSITION. IDENTIFY BREAKERS 
PROPERLY.)

4487FLR01

0001320445 RESET TRIPPED BREAKER 4202RM0215
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0001320524 REMOVE FIRE EXTINGUISHER FROM MENS BATHROOM AND REMOUNT 

IN HALLWAY
4482

0001317395 UNSTOP URINAL 4708RM1119
0001320544 UNSTOP DRAIN IN WATER FOUNTAIN LOCATED IN HALLWAY OUTSIDE 

105A MEN`S ROOM, BLDG. 4707.
4707RM0105A

0001332775 REPAIR OVER HEAD LEAK, SAGGING CEILING TILES 4708RM0216
0001327015 HOT WATER HEATER  LEAKING INTO ROOM 339 4666RM0341
0001332737 4663 / A168 REPAIR LEAK/REPLACE CEILING TILES 4663RMA0168
0001320460 4649 /  DOOR0001 LOCATED ON THE NORTH END OF THE HIGH BAY NEEDS 

TO HAVE A BRACE INSTALLED TO ELIMINATE MOTOR MOVEMENT 
DURING DOOR OPERATION. 

4649

0001256823 REPAIR/ REPLACE WALL PAPER FALLING OFF WALL 4200RM0910A
0001317445 REMOVE AND REPLACE LIGHT LENS IN SERVING AREA (2013) 4471RM0178A
0001314066 REPAIR CEILING TILE AT SPEAKER IN HALL NEAR 1505 4612FLR01
0001314068 REPLACE DOOR STOP ON LOADING DOCK DOOR ON THE EAST END OF 

AWING
4487-AWING

0001301020 LOAD TEST TWO CRANES IN M1 AREA (NEAR BLDG. 4648) M1YARD
0001329983 LUBRICATE AND ADJUST DOORS ON THE EAST END OF C-WING, 

EXTERIOR DOORS
4663-CWING

0001320744 REPLACE STAINED COMMODE SEAT 4249RM0119A
0001330026 4201 /  JANITORS CLOSET 123A TRAP LEAKING ON SINK 4201RM0123A
0001330027 4201 /  LADIES RM 133 REPLACE AERATOR ON 1ST SINK 4201RM0133
0001330029 4200 /  LADIES RM 817 SOAP DISPENSER BROKEN 4200RM0817
0001310699 RELOCATE TOMBSTONE 4202RM0116
0001313867 REPLACE NONWORKING LIGHT BULBS IN E2  & JUST OUTSIDE  DOOR IN 

HALLWAY
4570RMB0010

0001314166 REPLACE BULB IN WEST STAIRWELL BETWEEN THIRD AND FOURTH 
FLOOR

4200WEST

0001326869 4570 /  UNCLOG FLOOR DRAIN OUTSIDE NEXT TO E-2 4570
0001326870 4570 /  REPAIR FAUCET ON 2ND LAV IN RM 154 4570RM0154
0001326871 4572 /  LEAK ON 1ST URNIAL IN RM 105 4572RM0105
0001326872 4583 /  REPAIR VALVE ON BACKFLOW PREVENTER AT CWP0001 IN RM 154 4583-CWP0001

0001326879 4583A /  CLEAN SCREENS ON SHEW0002 4583A-SHEW0002
0001313822 FILL IN POT HOLES ON NEIL RD, WEST OF RIDEOUT, GOING TO UPPER 

PARKING LOT OF 4708
4708

0001314164 COVER FILES AND AREA WHERE LEAKING WITH PLASTIC 4471RMC0111A
0001304499 REPAIR LIGHT  ON O.S. WALL 4619RM0170
0001313876 ADJUST DOOR, DRAGGING ON THE FLOOR 4202RM0204A
0001310686 REPLACE BULB/ BALLAST (BLINKING LIGHT) 4202RM0523
0001307855 4203 /  REPLACE LIGHTS IN E-6 4203RM1002
0001327138 UNSTOP COMMODE 4732RM0210
0001307847 4654 / 118 REPLACE DAMAGED CEILING TILES (2031) 4654FLR01
0001307845 4610 / 1049 REPLACE DAMAGED CEILING TILES (2031) 4610RM1049
0001307841 4610 / 1044 REPLACE DAMAGED CEILING TILES (2031) 4610RM1044
0001317421 REPAIR ROOF LEAK 4674RM0203
0001310653 4205 M.3_WTRDET ALARM 4205
0001307752 CLEAN CHILLWATER COILS 4475-AH0002
0001327066 4200 / PENTHOUS REPLACE TACH ON #1 ELEVATOR 4200PENT
0001327018 INDIVIDUAL STUCK IN ELEVATOR 4202-ELEV0003
0001326941 REPAIR LIGHTS IN ELEVATOR 4200-ELEV0001
0001324157 REPAIR ELEV0004, STUCK ON THE 6TH FLOOR, INOPERABLE 4200-ELEV0004
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0001324067 REMOVE POWER POLE 4707RM0126
0001320558 RE-LAMP CAR CALL ON ELEV0003 4200-ELEV0003
0001307854 4250 / 33 REMOVE SUPPLY REGISTER , TOO MUCH AIR IN ROOM. 2026 4250RM0033
0001320731 REPAIR THE SAFETY CHAIN ON DOCK #2 4631
0001326997 SPRAY FOR ANTS 4610RM2091
0001327020 SPRAY FOR ANTS 4610RM4027
0001326920 4600 / 3014 REPAIR LIGHTS  HALLWAY     RM 3014 4600RM3014
0001320482 REPAIR LEAKING STEAM PIPE IN CEILING 4619RMB0137A
0001321960 DRAIN ODOR 4663RMC0174
0001320499 4348 / 101B REPLACE DEFECTIVE EXHAUST FAN. 2326 4348RM0101
0001320565 4201 WEST ENTRY DOOR IS NOT SECURING PROPERLY. 4201
0001326970 4494 HAS A BURNING SMELL THROUGHOUT THE BUILDING. 4494
0001326900 REPLACE BACK FLOW PERVENTER. 4708
0001313851 REPAIR COVER ON ELECTRICAL BOX ON DOCK #2 4631
0001326874 4663 /  E2 UNSTOP FLOOR DRAINS 4663RMB0001
0001287207 REPAIR SOAP DISPENSER THAT IS PART OF SINK 4203RM3001A
0001314108 CHECK, REPAIR CEILING LEAK, SAGGING TILES OUTSIDE RM 602 4201FLR06
0001320477 UNSTOP SINK 4203RM6006A
0001320478 UNSTOP SINK 4203RM6440
0001326858 UNSTOP SINKS 4203RM6440
0001320668 4708 /  NEED WORK ORDER TO REPLACE LIGHT BULBSIN E13 EQPT. 

ROOM.NO. 1116 INSIDE.
4708RM1116

0001317467 REPLACE STAINED CEILING TILES NEAR RM 1305 4612FLR01
0001326861 REPLACE SAGGING CEILING TILE NEAR WINDOW 4250RM0007
0001326999 REPAIR/ REPLACE BROKEN DOOR KNOB/ EAST STAIRWELL BY LOADING 

DOCK
4202FLR02

0001307797 PAINT SAFETY COLORED PAINT AROUND METAL GRATING IN PARKING 
LOT

4306

0001201415 BAD BREAKER, PANEL PAX-B CIR 12, REMOVE OR REPLACE.  (MAXIMO : 
PNL0022)

4207RM0145

0001320643 REPAIR REPLACE BULB/BALLAST 4494RM0010
0001320650 LOCATED ON THE WEST SIDE OF THE BUILDING,RIGHT INSIDE THE DOOR 

OVERHEAD, THERE IS A 4 FOOT FLOURECENT LIGHT THAT NEEDS THE 
MOUNTING BRACKET REANCHORED TO THE WALL.

4493RM0155

0001320704 4481 / HALL 302 WALL SOCKET 110VAC PULLED FREE FROM THE WALL. 
EXPOSED WIRES IN BROKEN JOINT. HALLWAY NEAR ROOM 302

4481RM0302

0001320975 CHECK OUTLET TO HEATER 4201RM0615
0001320607 REPLACE BULB ABOVE DESK 4493RM0102E
0001324070 SPRAY FOR ANTS 4610RM1067
0001314145 TIGHTEN HANDLE ON SOUTH COMMODE LEAKING IN RM 1033A 4610RM1033A
0001317428 REPAIR CEILING LEAK LEAKING FROM ROOMS 201 AND 202 INTO LADIES 

RR ON FIRST FLOOR
4760RM0110

0001320505 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-(LIGHT IN THE 
CENTER OF THE ROOM, OVERHEAD.)

4629RM0103A

0001320543 REPAIR OVERHEAD LIGHTING IN CONFERENCE ROOM 105,  BLDG. 4707. 4707RM0105
0001267605 PATCH, PAINT BLOCK WALL OUTSIDE OF RM A164 4663FLR01-A
0001297976 PAINT LADDER WITH NON SKID PAINT ON THE RUNGS 4554
0001297986 REPAIR REPLACE VENT FAN 4619RM0162
0001294269 REPLACE BULBS ABOVE ELEVATOR 4200FLR02
0001307788 4618 / E 201A REPAIR BULBS/BALLAST 4618RM0201A
0001247881 REPAIR LIGHTNING RODS 8307
0001247878 REPAIR LIGHTNING RODS 8301
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0001301054 REPLACE BULB 4250RM0021
0001304571 REPAIR LIGHTS IN E 8. 4471RM0195A
0001307501 REPLACE BULB/BALLAST 4471RM0155A
0001307586 REPAIR REPLACE FLICKERING LIGHTS 4200RMG0030
0001310707 REPAIR REPLACE BULB/BALLAST 4202RM0127
0001314078 NO POWER ON EAST WALL 4200RM0940
0001297953 REPAIR, REPLACE BULB/BALLAST IN RM'S 2416, 2427 4203FLR02
0001297959 REPAIR REPLACE BULB/BALLAST IN RM'S 2416 & 2427 4203FLR02
0001301137 REPAIR CLOCK (INOPERABLE) 4200RM0828L
0001301184 REPAIR REPLACE BALLAST 4203RM2419
0001313869 REPAIR/REPLACE BULBS IN E2 4666RM0263
0001313910 4605 /  REPLACE THE RETURN AIR GRILLE IN RM. 13C WITH A FILTER 

GRILLE AND REMOVE FILTER IN DXAC0001.  
4605RM0013C

0001310604 REMOVE WIRES AND CONDUIT BACK TO CUT OFF 4702RM0103C
0001294284 REPLACE MISSING COVER ON POWER OUTLET 4203RM5252C
0001314102 SPRAY FOR ANTS 4610RM1043
0001297989 4205 M_4 ALARM 4205
0001304575 REPAIR REPLACE BALLAST IN HALL NEAR A181 4487FLR01-A
0001297956 REPAIR/ REPLACE CEILING LIGHT 4249RM0131
0001297960 CLEAN FACE OF THREE RE-HEATS ABOVE ROOM 1307 4612
0001301000 REPAIR OVER HEAD LEAK 4203RMB0102
0001310622 ADJUST EAST ENTRANCE DOOR , WILL NOT CLOSE PROPERLY 4487-AWING
0001310638 MODIFY MAIL SLOT IN DUTCH DOOR ( SEE USER FOR DETAILS) 4200RMG0035
0001307741 REPAIR CRACK IN WALL SOUTHSIDE 4619SOUTH
0001307635 4718ROOM102 /  REPAIR SLOW DRAINING LAVATORY. 4718RM0102
0001307607 UNCLOG DRAIN ON LAVATORY IN ROOM 136 4708RM0136
0001294428  INSULATE ABOUT 4` OF 1" LIQUID NITROGEN TUBING ON LN2 VESSEL 

SV16.
4648EAST

0001314022 DRAIN WATER FROM FLAME PIT, WEST SIDE OF BLDG 4572WEST
0001314023 DRAIN WATER FORM PIT INSIDE TEST BAY 4572
0001314027 DRAIN WATER FROM VALVE PIT , WEST SIDE 4572WEST
0001301040 REPAIR LIGHTS IN RM. C101 4705RMC0101
0001307784 4618 / 101 REPAIR BULBS/BALLAST 4618RM0101
0001307785 4618 / 101A REPAIR BULBS/BALLAST 4618RM0101A
0001314100 RESET BREAKERS.. 4619RM0157
0001313976 UNSTOP COMMODE 4705RMA0101
0001301131 REPLACE VALVE AND INSTALL NEW STEAM TRAP ON HEAT EXCHANGER 4485

0001307945 NEED WORK ORDER TO REPAIR DOOR LATCH ATBOTTOM OF E4 EQPT. 
ROOM DOOR SOUTH OFTOWER OUTSIDE.

4707RMT0112E

0001314026 REPAIR BASEBOARD , EAST WALL 4572RM0201
0001310669 4760 /  REPLACE SCREENS ON SHEW0001 IN EAST HIGHBAY 4760-SHEW0001
0001310670 4705 /  REPLACE SCREEN COVERS ON SHEW0003 IN RM B120B 4705-SHEW0003
0001313923 4473 /  CLEAN SCREENS IN EYEWASH ON SHEW0001 4473-SHEW0001
0001314053 4659 /  STEAM VALVE LEAKING IN SOUTH HIGH BAY 4659
0001313949 CHECK, REMOVE DEAD MOUSE 4315RM0107
0001313964 SPRAY FOR ANTS 4610RM2077
0001294524 [SOUTH HIGH BAY] BY COLUMN [C] THERE IS A PIECE OF PLATE MISSING 

OUT OF THE FLOOR. NEED A PIECE OF 3/8`` CHECKER PLATE 
APPROXIMATLY 26`` BY 30`` CUT TO FIT AROUND CONDUIT.

4755RM0117

0001310633 INSULATE STEAM LINE AT STEAM STATION 4653RM0025
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0001317465 REMOVE WOODEN PLATFORM FROM OVERHEAD CRANE IN WEST HIBAY 4708RM0180

0001314013 4200 /  MENS RM 814 LAST COMMODE LEAKING FROM BASE 4200RM0814
0001314016 4200 /  LADIES RM 613 MIDDLE COMMODE STOPPED UP 4200RM0613
0001314118 REMOVE UNUSED WATER LINE 4711RMW0140
0001307720 CHECK BURNING ODOR IN N.W. SIDE CORNER 4570
0001294306 REPAIR REPLACE EMERGENCY LIGHT 4561RM0111
0001294265 REPLACE BULB OVER DESK 4583RM0180
0001310648 REPAIR BROKEN STEP IN WEST STAIRWELL FROM 1ST FLOOR TO 2ND 4610
0001310688 CHALLENGE HOLE PUNCH-REPAIR/REPLACE MISSING/DEFECTIVE STRAIN 

RELIEF ON ELECTRICAL PLUG-
4200RMG0034E

0001313844 REPLAIR / REPLACE BULBS/ BALLASTS 4471RMA0108
0001313988 THE IRRIGATION CONTROL BOX LOCATED BY THE MARSHALL SPACE 

FLIGHT CENTER SIGN IN THE FRONT OF BUILDING 4200 DOES NOT WORK 
AND NEEDS TO BE REPAIRED. 

4200WEST

0001314057 RESET TRIPPED BREAKER 4491RM0126
0001313936 4650-PARKING_LOT-LIGHTS, RETURN TO   CONTROL. 4650
0001307573 REPAIR PERIMETER FLASHING WATER IS COMING OUT BEHIND GUTTER. 4708

0001314152 REPAIR CEILING LEAK AND REPLACE WET CEILING TILE ABOUT TO FALL 4612RM1008

0001313925 4761 /  CLEAN MOLD AND DIRT OFF OF EYEWASH NOZZLES / COVERS / 
BOWL ON SHEW0005

4761-SHEW0005

0001313975 REPAIR STEAM LEAK IN HIBAY 4659RM0014
0001314052 4481 /  REPAIR VALVE ON DRENCH HOSE IN RM 236A ON SH0006 4481-SH0006
0001317390 THERE IS A LARGE AIR LEAK IN THE BASEMENT OF THE NORTH LEG OF 

THE TOWER.  PLEASE REPAIR OR GET TBE TO DO IT.
4670

0001314155 REPLACE 4 TOILET SEATS 4203RM5001A
0001317367 RELOCATE CHECK VALVES ON FILTER SYSTEM 4473
0001317374 REPLACE FILTER ON PROCESSED WATER SYSTEM 4209
0001304154 4203 / 6000 CHECK ROOF DRAIN ELBOW FOR LEAK. 4203RM6000
0001307565 VERIFY PROPER OPERATION OF STEAM RELIEF VALVE 4708RMB0001C
0001307755 REPLACE DEFECTIVE BACKFLOW PREVENTER 4487RMB0001
0001307810 4708 /  REPLACE CONTROL VALVE AND SUCTION PIPING ON  WATER JET 

NW CORNER TUNNEL.
4708

0001320496 UNSTOP COMMODE 4487RMB0189M
0001314029 RESTOE POWER TO BSMT. CUBICLES B51, B53, ETC. 4201BSMT
0001317423 REPLACE LIGHT ABOVE DESK 4200RM0918A
0001297978 PAINT LADDER WITH NON-SKID PAINT ON THE RUNGS 4610
0001294118 CHECK POWER SWITCH THAT CAUSES BREAKER TO TRIP 4200RMG0013
0001307637 REPAIR LIGHTS IN ROWS 1 & 2 8023
0001307638 REPAIR LIGHTS IN ROWS 13 & 14 8023
0001307639 REPAIR LIGHTS IN ROWS 19 & 20 8023
0001307640 REPAIR LIGHTS IN ROWS 31 & 32 8023
0001307722 CHECK BANK OF LIGHTS OUT 4316
0001313959 REPLACE DAMAGED FLOOR TILES IN N.E. HALL NEAR MEN'S ROOM 4760FLR01
0001314067 ADJUST DOORS 4487RMA0167
0001314114 REPAIR/ REPLACE LOOSE FLOOR TILES UNDER SINK AND AROUND 

COMMODE
4241RM0107

0001320426 REPLACE LOCK ON N.E. DOOR 4659FLR01
0001320474 REPLACE DAMAGED, MISSING CEILING TILES 4760RM0107
0001320484 SPRAY FOR BLACK WIDOW SPIDERS 4619RM0170B
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0001307659 4610 /  STEAM LEAK OVERHEAD NEXT TO EE -968 IN RM E-2 4610
0001314092 4646 / HALL 104 REPAIR LIGHTS 4646RM0104
0001314094 4646 / 109 REPAIR LIGHTS 4646RM0109
0001300905 ROOF LEAK 4631RMC0117
0001300903  REPLACE BURNED OUT LIGHT BULBS. 4676
0001300914 REPLACE CONTROL TRANSFORMER ON ACMP0001 4561-ACMP0001
0001300946 REPAIR LOOSE CONDUIT 4202RM0123
0001300961 REPAIR/ REPLACE BULBS/BALLAST 4201RM0106
0001301121 REPAIR OUTLET, PRONG BROKEN OFF IN OUTLET 4315RM0103B
0001307592 REPAIR REPLACE BULB/BALLAST IN PENTHOUSE STAIRWELL 4201
0001307731 REPLACE LIGHT OVER DESK 4203RM3437
0001281303 NO SAFETY LIGHT IN ROOM 4583/113 (INSTALL EMERGENCY LIGHT) 4583RM0113
0001307825 REINSULATE CHILL WATER LINE IN HALL NEAR RM A127 4487FLR01-A
0001310634 INSULATE LINES TO HOTWATER HEATER, ROOM 8 4653RM0008
0001310635 INSULATE LINES TO HOTWATER HEATER.ROOM 114 4566RM0114
0001300952 PAINT OUT 3RD ROW PARKING SPACE MARKED "SECURITY" 4200SOUTH
0001304551 TOUCH UP PAINT IN ROOM 4203RM4217
0001294364 4203 / 5101 PATCH AND PAINT FLAT WHITE PAINT ON 1 SQUARE FOOT 

OUTSIDE THE ROOM`S DOORWAY WHERE INCORRECT ROOM NUMBER 
WAS TAKEN DOWN AND RELOCATED TO THE CORRECT ROOM.

4203RM5101

0001313859 UNCLOG JANITOR SINK IN ROOM 127. 4735FLR01
0001313860 CHECK SLOW DRAINING LAVATORY DRAINS IN ROOM 209. 4735
0001314032 4760 ROOM 102 /  STEAM LEAK 4760RM0102
0001314035 4200 /  MENS RM 425 1ST URINAL FLUSH VALVE LEAKING 4200RM0425
0001314036 4200 /  FOUNTAIN IN NORTH HALLWAY LOW PRESSURE 4200
0001314039 4200 /  RM 219 MENS RM  1ST COMMODE LEAKING AT BASE 4200RM0219
0001304533 REPAIR LIGHT FIXTURE, LIGHTS WILL NOT STAY ON 4755RM0204
0001307669 REPLACE FLOURESCENT LIGHTS IN MENS ROOM AND CHECK THE 

LADIES ROOM AS WELL
4609

0001317461 LOST POWER 4610RM4039
0001307824 MENS RM LAST COMMODE LEAKING AT BASE 4203RM3006A
0001287315 4315 / OUTSIDE  THE CONCRETE PLANTER WEST END OF BUILDING 4315 

HAS WATER IN IT.   DRILL ONE 1/2 INCH HOLE AT THE BOTTOM OF EACH 
SIDE TO PROVIDE DRAINAGE.

4315

0001304591 RESET BREAKER/ NO POWER 4485RM0104
0001287247 4588 / OUTSIDE SAFETY INSPECTOR HAS REQUESTED THAT THE 

STANDARD MOTHBALL SIGN AND A FENCE BE USED AS A BLOCKADE. 
4588

0001301208 REPAIR REPLACE BULB/BALLAST ( NEED BY COB 4/27/06) 4201RMP0002
0001304525 4735 /  REPLACE VALVE ON POTABLE WATER LINE 4735
0001304530 UNSTOP FIRST COMMODE 4487RMC0221
0001304576 CHECK SEWAGE ODOR ON THE EAST END OF BLDG 4494EAST
0001310711 4653 /  ROOM 12,HANDICAP RESTROOM, NEEDS THE TOILET SEAT 

REPAIRED OR REPLACED. 
4653RM0012

0001313972 UNSTOP SINK 4650RM0011
0001314041 4667 CHECK AC POWER FAULT ON FAS PANEL 4667
0001300993 4471 /  UNCLOG DRAIN IN E-4 4471RM0198D
0001300994 4471 /  REPAIRED LEAKING VALVES IN E-1 4471RM0176
0001301135 ROLL UP DOOR WON'T RAISE OR LOWER 4583WEST
0001300866 PULL AND REPAIR SEWAGE PUMP 4708BSMT
0001301152 SPRAY FOR FIRE ANTS 4608
0001301158 SPRAY FOR WASP AND BEES IN AND AROUND DUMPSTER AND LIFT LID 

TO REMOVE NEST
4491
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0001317424 CLEAN OUT DRAIN  IN STAIRWELL/ SOUTH VAULT ENTRANCE BY DOOR 

21
4207

0001314149 EXTERIOR REPAIR TWO POT HOLES IN ROAD, NORTHEAST CORNER OF 
ROAD

4471

0001281399 FILL IN POT HOLES WITH ASPHALT IN CENTER OF PARKING LOT AND IN 
N.W. ENTRANCE

4492

0001281608 REPAIR POT HOLE ON MORRIS ROAD MSFC
0001313223 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE EXTERIOR 

SOUTHWEST STAIRWELL OF BUILDING 4708.
4708

0001314061 4708 / 1210-2 REMOVE LIGHT BULBS PER  S REQUEST 4708RM1210
0001314088 REPAIR LIGHTS FLASHING ON AND OFF 4708RM0127
0001314154 NO LIGHT IN ENTRANCE OF LADIES RR (DARK) 4612RM1007
0001317426 RESTORE POWER TO RECEPTACLE 4654RM0124
0001317370 RECONNECT POWER TO DOCK LOCK ON DOCK#1 4631
0001307664 CHANGE OUT INDUSTRIAL WATER FILTERS 4605RM0008
0001304567 CLEAN UP THE ROOM AT THE TOP OF TOWER.       ( TRASH, OLD BLINDS, 

AND DEBRIS )
4476

0001307879 CLEAR CARDBOARD, ETC. FROM AROUND GAS CYLINDER O.S. OF ROOM 
1508

4612

0001297972 CONTINIOUS RUNNING COMMODE 4670RM0100A
0001297973 STOPPED UP COMMODE 4666RM0114
0001313854 WATER LINE LEAKING ON WEST WALL 4656RM0106A
0001313868 REPAIR VALVE ON WATER HEATER IN E 2 4666RM0263
0001313870 LEAKING COMMODE 4566RM0144
0001310661 4612 / 1105 CHECK ROOF OR STACK OVER ROOM 1105 FROM FUME HOOD 

DUCT. 2325
4612RM1105

0001307570 REPAIR ROOF LEAK OVER ROOM 116. 2325 4708RM0116
0001301060 4727 / 115-18 REPAIR ROOF LEAK OVER CUBICLE 115-18. 4727RM0115-18
0001307679 OPEN REGISTER/DEFUSER 4705RMA0102A
0001307853 4663 / E-3 REMOVE SHEET METAL COVER OVER VENT LOUVER IN WEST 

END OF E-3. 2026
4663RMB0169A

0001307567 REPLACE SPIDER GEAR ON SUMP0001 (2022) 4202-SPMP001A
0001301001 CHECK, REPAIR ROOF LEAK, WATER DRIPPING INTO LIGHT FIXTURE 4471RMA0115
0001307764 ADJUST DOOR, NOT CLOSING PROPERLY 4202RM0215D
0001304583 UNSTOP FLOOR DRAIN RM 1500 4612RM1500
0001301247 REPLACE SCREEN IN EYEWASH 4487
0001287614 REPAIR VALVE ON HOTWATER LINE IN CEILING IN E1 EQPT. ROOM 

NO.B10 B WING BASEMENT.
4663RMB0010

0001310610 REPAIR CONTINUOUSLY RUNNING COMMODE 4610RM1079
0001310665 4610 /  UNSTOP SINK 4610
0001307861 SET STICKY TRAPS FOR MICE 4485RM0119
0001307744 REPAIR HOLES IN BLOCK WALL 4663
0001294245 MOUNT LCD SCREEN 4207RM0025B
0001307609 REPAIR DRIPPING FAUCET IN ROOM B126 4705RMB0126
0001307632 4755 ROOM E-1 /  CHECK AND REPAIR LEAKING VALVE. 4755RM0114
0001307633 4755 ROOM214 /  CHECK HOT WATER. 4755RM0214
0001307634 4732ROOM164 /  REPAIR LOOSE COMMODE SEAT. 4732RM0164
0001300863 FIRST URINAL WON'T FLUSH 4312RM0111
0001310671 4203 /  3001A LADIES RM 1ST SINK DRAINS SLOW 4203RM3001A
0001310673 4203 /  2006A MENS  RM LAST COMMODE STOPPED UP 4203RM2006A
0001310674 4203 /  JANITORS CLOSET 2ND FLOOR FAUCET LEAKING 4203FLR02
0001294196 REPAIR LIGHTS IN RM 101 4190RM0101
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0001294197 REPAIR LIGHT IN ENTRANCE AREA 4190FLR01
0001294237 REPLACE BALLAST 4201RM0418
0001310698 RELOCATE FLOOR TOMBSTONE 4202RM0127A
0001313875 RESET BREAKER 4200RM0603
0001294400 ROOM 150 REPAIR EXHAUST FAN. 4464RM0150
0001301222 REPAIR/ REPLACE TWO BULBS/ BALLASTS / CWING FLOOR2 NEAR ROOM 

C200
4487-CWING

0001304555 REPLACE WATER DAMAGED CEILING TILES) 4201RM0617
0001294381 4610 / 4021 REPLACE DAMAGED CEILING TILES  (2031) 4610RM4021
0001307837 4203 / 6119 REPLACE DAMAGED CEILING TILES (2031) 4203RM6119
0001307838 4203 / 1005 REPLACE DAMAGED CEILING TILES (2031) 4203RM1005
0001287398 REPAIR CEILING LEAK/ DAMAGED CEILING TILES 4471RMA0115B
0001310704 CHECK BURNING ELECTRICAL ODOR 4487RMC0203
0001307870 REPAIR OVERFLOWING COMMODE 4471RM0155
0001310708 REPAIR LEAKING SINK 4711RMW0116
0001313864 REPAIR LEAKING FAUCET IN ROOM 119 4485RM0119
0001301175 FILL IN AROUND CONCRETE WITH DIRT ON THE S.E. SIDE, ENTRANCE 4436
0001294203 REPAIR LIGHTS IN E-2 4674RM0103
0001294209 REPLACE LIGHT COVER IN ROOM 3 4194RM0003
0001310144 REPLACE THERMOSTAT AND COVERS ON EAST WALL 4202RM0127A
0001310414 REPLACE THERMOSTAT AND COVERS ON WEST WALL 4202RM0127
0001300977 CLEAN OUT AND CHANGE COOLANT IN POWER HACK SAW   

SHOP
4650FLR01

0001307883 AS PREVIOUSLY DISCUSSED WITH CARPENTERS IN 4200, PLEASE MODIFY 
THE LEGS OF LARGE TABLE IN G30 SO THAT FINAL TABLE HEIGHT IS 28 
INCHES

4200RMG0030

0001294128 REMOVE WATER FROM LIGHT IN STAIRWELL BETWEEN 9TH & 10TH FLR 4550

0001307768 REPLACE THEATER LIGHTS IN SECOND FLOOR HALLWAY 4663-BWING
0001313889 REPAIR KNOB ON THE STAIRWELL DOOR ON 1ST FLOOR NEAR CREDIT 

UNION
4202EAST

0001307754 REPAIR INOPERABLE EXHAUST FAN 4244RM0101
0001310623 RESET BREAKER 4202RM0215
0001307864 REPAIR LEAKING COMMODE 4471RM0155A
0001307888 DRAIN PAN ABOVE 201 NOT DRAINING PROPERLY AND CAUSING 

DAMAGE TO CEILING.
4760RM0201

0001310695 UNSTOP SINK 4708RM0211
0001313829 REPAIR OVERFLOWING COMMODE 4487RMA0185M
0001307813 ADJUST ACCORDION TYPE AUTOMATIC DOOR AT THE N.E. CORNER 

ENTRANCE
4487-CWING

0001281282 RELOCATE M-H LIGHT , BLOCKING MOVEMENT FOR CRANE ON THE 6TH 
LEVEL

4619RM0145

0001307735 RESET BREAKER/ NO LIGHTS 4610RM2019
0001310621 RESET BREAKER IN ROOM AND SURROUNDING AREAS 4727RM0112
0001301172 REPAIR REPLACE BULB/BALLAST 4732RM0120
0001307533 4727 / 102-6 REMOVE ONE BULB FROM LIGHT OVER CUBICLE 6 IN ROOM 

102.
4727RM0102

0001307534 4727 / 102-6 REMOVE ONE BULB FROM LIGHT OVER CUBICLE 6 IN ROOM 
102.

4727RM0102

0001307668 REPAIR REPLACE BULB/BALLAST 4666RM0371
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0001291103 4200 / UNKNOWN IRRIGATION PUMPS TO SUPPLY WATER TO THE 

OUTDOOR SPRINKLER SYSTEMS IN THE 4200 COMPLEX NEED TO BE 
TURNED ON. ALSO NEED IRRIGATION SYSTEMS SERVICED AND 
REPAIRED TO OPERIBLE CONDITION. REPAIR BROKEN OR MISSING 
SPRINKLER HEADS.

4200

0001301104 REPAIR ROLL UP DOOR ON NORTH END THAT WON'T CLOSE 4209NORTH
0001301240 REPAIR EPDM ROOM MEMBRANE ON SOUTH SIDE EQ. RM. 2325 4202-ROOF0001
0001287621 REPAIR REPLACE BULB/BALLAST 4203RM5310
0001314138 4315 MEN ROOM TOILET STOPPED UP 4315
0001313939 SECURTIY REPORTS A WATER LEAK ON THE SOUTH SIDE OF 4483. 4483
0001278270 THERE IS WATER LEAKING ONTO THE HVAC DUCTWORK ABOVE THE 

DOOR TO ROOM B108.
4705RMB0108

0001301058 REPAIR REPLACE VENT FAN ON WEST WALL 4754FLR01
0001307851 4203 / 3437 SEND GUY TO BORROW OUR LADDER FROM JANITOR`S 

CLOSET AND REMOVE BLOCKAGE AT AIR VENT NEAREST AND ABOVE 
CUBICLE.

4203RM3437

0001294257 FIRST COMMODE CONTINUOUSLY RUNNING 4200RM0154
0001294341 NO WATER TO SINKS 4200RM0814
0001307608 REPAIR CONTINUOS RUNNING TOILET. 4708
0001307811 4202  RM.230 /  ADJUST DRAGGING DOOR 4202RM0230
0001291082 4571 / OUTSIDE PLEASE REMOVE OLD WARNING LIGHT (LYING ON 

GROUND) JUST OUTSIDE ENTRY GATE TO THE OUTDOOR RANGE.
4571

0001307739 SPRAY FOR ROACHES (ESPECIALLY IN THE KITCHEN AND AROUND THE 
COKE MACHINE)

4755FLR04

0001301244 HVAC REQUEST ADJUST VENTS.2326 4727RM0112
0001311108 4572 / N/A LOWBAY-CRN 4572-0001-PERFORM REQUIRED TESTING AND 

INSPECTION ON CRANE-
4572-CRN0001

0001307724 REPAIR LOOSE HINGE ON SWINGING DOUBLE DOORS AT 128 EXIT 4491RM0128
0001304482 REPAIR LEAK AROUND COMMODE 4663RMA0210
0001304558 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOM E179 (4) AND (2) IN 

HALLWAY
4711

0001287588 4650-ROOF0006 /  PATCH HOLES IN NORTHERN WALL. 4650-ROOF0006
0001287589 4650-ROOF0001 /  PATCH HOLES IN NORTHERN WALL. 4650-ROOF0001
0001301006 4202 WATER LEAK 6TH FLR EAST END 4202
0001304556 REPAIR RUBBER CASING FALLING OFF OF ROLLUP DOOR 4205RM0110
0001307500 UNSTOP COMMODE 4471RM0155A
0001287472 PREP  WEST ROOM ENTRANCE DOOR FOR ELECTRO MECHANICAL HINGE 4654RM0132A

0001301140 REPLACE DAMAGED CEILING TILES IN HALL NEAR 1083 4610FLR01
0001307531 ADJUST LATCH ON KEY CARD ENTRY DOOR BY LOADING DOCK 4487-AWING
0001304559 REPAIR/ REPLACE BULBS AND BALLASTS IN ROOMS W128 (1) AND 

W175(5)
4711WEST

0001307541 REPLACE BULBS AT ELEVATOR 4600FLR02
0001291123 REPLACE 2 LIGHT FIXTURES 4707RMT0106
0001287421 UNSTOP COMMODES IN MEN'S RR ON NORTH AND SOUTH ENDS 4207
0001291113 MOVE OFFICE POWER POLE APPROXIMATELY 3 FEET TO THE CORNER OF 

CUBICLES 111D & 111E. SEE   FOR ANY DETAILS. CELL 
PHONE 604-9378.

4493RM0111

0001301180 RESET TRIPPED BREAKER 4249RM0112
0001307516 TAKE OUT BULBS GLARING ON COMPUTER (SEE USER FOR DETAILS) 4485RM0123
0001287409 REPLACE DAMAGED SHEETROCK 4241RM0123
0001301114 REPAIR COMMODE.LEAKS WHEN FLUSHED. 4705RMA0101D
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0001300931 UNSTOP DRAIN IN SOUTH PARKING LOT 4200SOUTH
0001300933 UNSTOP DRAIN IN SOUTH PARKING LOT 4201SOUTH
0001301092 4619 /  REPAIR LEAK IN  AIR LINE NEXT TO HIGH PRESSURE AIR PANEL. 

OUTSIDE ROOM 154.
4619FLR01

0001301138 REPLACED STAINED CEILING TILES IN 1060 & NEAR 1067 IN HALL 4610FLR01
0001301221 CHECK FOR POSSIBLE CEIING LEAK IN HALL NEAR BC140 AND REPLACE 

STAINED CEILING TILE
4487-BCWING

0001307645 TIGHTEN DOOR KNOB ON THIRD FLOOR DOOR ON EAST END LEADING TO 
STAIR WELL

4202FLR03

0001304486 REMOVE EMERGENCY EVACUATION PLEXIGLASS SLEEVES AND BRING 
TO EOC BLDG. 4202 RM B014

4190RM0101

0001304487 REMOVE EMERGENCY EVACUATION PLEXIGLASS SLEEVES NEAR RM 9 
AND BRING TO EOC BLDG. 4202 RM B014

4194FLR01

0001304488 REMOVE EMERGENCY EVACUATION PLEXIGLASS SLEEVES AND BRING 
TO EOC BLDG. 4202 RM B014

T0269

0001291072 CHANGE OUT TWO BULBS TO 4 BULBS IN LIGHT FIXTURE (NOT ENOUGH 
LIGHT)

4200RMG0011

0001307734 REPAIR BROKEN DOOR HANDLE ON ENTRANCE DOOR 4203RM6006
0001281284 REPAIR UNDER GROUND WATER LEAK BETWEEN 4619 & 4620 4619
0001129994 REPLACE BALLAST 4200RM0206C
0001129991 REPAIR CEILING LEAK 4708RM1212
0001130367 REPLACE CEILING TILE NEAR ROOM 208 4202RM0208
0001130362 REPAIR CEILING TILES NEAR ELEVATOR 4202FLR06
0001130351 REPLACE BULBS 4202RM0104
0001130161 REPLACE FILTER ON PROCESSED WATER SYSTEM 4209
0001130390 UNSTOP URINAL 4200RMG0004
0001132987 REPAIR OUTSIDE DOOR NEXT TO P-110, WILL NOT OPEN WITH OUT FORCE 4200PENT

0001129955 REPAIR REPLACE BALLAST 4201RM0427
0001129999 ADJUST STEAM VALVE OVER HEAD, PIPES BANGING 4471RM0187A
0001133037 REPLACE BATTERIES IN EMERGENCY LIGHTS IN A107, A109 AND A112 4471FLR01
0001133014 NO COLD WATER TO SINKS 4249RM0121
0001132999 CHECK DINGY WATER IN SINK 4200RM0325
0001130153 SET LIMITS ON ROLL-UP DOOR 4649NORTH
0001132988 NO SECURITY LIGHTS IN ROOMS 109 AND 110 4728FLR01
0001130442 REPAIR/ REPLACE FLUSH HANDLE ON COMMODE NEXT TO 

HANDICAPPED COMMODE
4200RMG0003

0001133057 4207 STEAM LOW HWC TEMPS WETHERA &   CHECKING 4207
0001129919 4250 ROOM 18A ODOR ALSO OTHER LADIES ROOM NEXT TO RM4 4250RM0018A
0001130123 CHECK OPERATION OF ELEV0001, PAUSED BETWENN 8TH AND 9TH 

FLOORS
4200-ELEV0001

0001130111 REPAIR ACMP, LOST OPERATION TO SHOP AIR . 4671
0001130110 REPAIR CALL BUTTONS ON ELEV0003, SPARKS COMING FROM BUTTONS 4202-ELEV0003

0001130035 4663C-WEST END HAS A WATER LEAK OUTSIDE THE MAIN ENTRANCE. 4663
0001130079 EXTERMINATE FOR RATS IN RM'S 187 & 187A 4471FLR01
0001130128 REPAIR LIGHT COVER, FELL OFF 4610RMC0100
0001130018 TOUCH UP PAINT ON WALL 4487RMAB0103
0001130065 COMMODE CONTINOUSLY FLUSHING 4663RMB0223
0001131720 RESTORE STEAM TO REHEAT COILS IN C-WING 4708
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0001130421 EAST TEST AREA EXIT GATE (C1) ARM TO THE GATE IS TOO SHORT.  

NEEDS TO BE EXTENDED.  VEHICLES CAN DRIVE AROUND GATE 
WITHOUT KEYCARDING OUT.

MSFC

0001126833 REPLACE DAMAGED CEILING TILES (2031) 4708RM1212
0001129935 REMOVE AND CLEAN FILTERS 4464-EW0004
0001129928 YEARLY INSPECTION SHOWS FUME HOOD NOT MOVING ENOUGH AIR. 

MOTOR SOUNDS GOOD NEED TO CHECK BELT DRIVE.
4481RM0236A

0001126838 REPAIR LEAKING STEAM VALVE 4612RME0003
0001130415 SPRAY FOR ANTS 4471RM0232
0001130413 REPAIR REPLACE BULB/BALLAST RM'S B200A, & B200D 4487FLR02-B
0001126769 REPLACE DOOR STOP ON WEST  FOYER DOOR #9 4485
0001126757 REPLACE 1" RELIEF VALVE ON STEAM 4485
0001124217 REPAIR LEAKING STEAM VALVE 4570RMB0010
0001124203 4561 STEAM IN LOW ALARM 4561
0001118548 OUTSIDE KILL FIRE ANTS IN NORTHWEST CORNER OF SOUTH PARKING 

LOT IN  & AROUND THE WALK WAY EXIT/ENTRANCE.
4250

0001124211 UNSTOP FLOOR DRAIN 4612RM1400
0001124200 4476 HWC-1 HIGH HWS TEMP 4476
0001124196 4723 HWP-1 OR 2 OFF IN ALARM 4723
0001118474 REMOVE WHITE PARKING LANE STRIPS FOR 3 PARKING SPACES. CROSS-

HATCH WITH YELLOW PAINT AREA FOR ABOVE 3 SPACES - ADD SIGN 
"NO PARKING" USING YELLOW PAINT IN THIS AREA

4600

0001124187 4667 / 102D FIX LIGHTS OR CHANGE OUT BULBS IN EQUIPMENT ROOM 4667RM0102D
0001124168 4708 / 140 PLEASE REPLACE BURNED OUT SPOTLIGHTS OVER SERVING 

LINE.
4708RM0140

0001124166 4708RMB0038 /  REMOVE DEAD RODENTS FROM FLOOR AND SUMP PIT.  E-
2

4708RMB0038

0001123668 4705 / OUTSIDE FLYING INSECTS OUTSIDE THE EXTERIOR DOOR 
BETWEEN A110 AND A114 NEED TO BE EXTERMINATED.  THE INSECTS 
ARE NESTING UNDER THE OVERHANG AND ALONG THE EAVES OUTSIDE 
OF ELECTRICAL ROOM E-1.

4705

0001118546 SINK IN MEN`S BATHROOM IS STOPPED UP.  DRAINS VERY, VERY 
SLOWLY.

4194RM0017

0001118478 TOWER AREA ACROSS FROM ROOMS 112A DISCONNECT--PROVIDE 
APPROVED LOCK(S) AND/OR TAG(S) - ANNOTATE TAG-(NO TAG)

4707TOWER

0001123773 RESET BREAKER IN ROOMS 226 AND 229 4708FLR02
0001123492 TURN ON 3 ELECTRICAL CIRCUITS AT THE PAVILLION AREA PRIOR TO 

THE PICNIC ON TUESDAY
4752

0001123759 "WALLPAPER" IS PEELING; NEEDS TO BE RE-GLUED OR RECOVERED. 4200RM0538
0001123755 REPLACE/REPAIR EMERGENCY LIGHT IN MEN`S RESTROOM 1221 4708RM1221
0001123846 EQUIPMENT ROOM AIR HANDLER HAS SQUEAKY BELT (TORTURING 

ANYONE WITHIN HEARING DISTANCE) ROOM A204
4244

0001123805 UNSTOP COMMODE 4471RM0155A
0001126828 4202 AUTOMATIC DOORS NOT WORKING PROPERLY   CHECKING 4202

0001126825 4707 STEAM 1 IN LOW ALARM FEEDS SOFIA SPRAY BOOTH 4707
0001123498 REPAIR LEAKING FAUCET 4203RM2005
0001123497 REPAIR SLOW DRAINING URINAL 4203RM2006A
0001123268 REPAIR LEAKING COMMODE 4203RM1001A
0001123705 PRESSURE WASH AND PAINT PERSONNEL DOOR IN THE ALLEY AT THE 

EAST END OF WEST HIBAY
4619
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0001123691 SOMETHING BITING HER FACE AND LEAVING WELTS ROOM 111 - PLEASE 

SPRAY
4202

0001124184 SPRAY FOR GIANT HUNGRY COCKROACHES - PLEASE HURRY 4566RM0100
0001123758 REPAIR LEAKING CONDENSATE PUMP 4554FLR01
0001123840 REPAIR WOODEN ENTRANCEWAY LEADING TO PICNIC GROUNDS 4749
0001123768 REPAIR STEAM REGULATOR ON N.E. CORNER 4655
0001118505 REPAIR/REPLACE ALL BURNED OUT LIGHTS. 4708RM0119
0001123685 SPRAY FOR WASPS 4252
0001123683 HOT WATER FAUCET WON'T SHUT OFF 4612RM2407
0001123682 ELEVATOR SHAKING ABOVE THIRD FLOOR 4200-ELEV0003
0001118964 REPAIR REPLACE BULB/BALLAST IN NORTH SIDE STAIRWELL BETWEEN 

2ND AND 3RD FLOOR ( STAIRWELL IS DARK)
4666

0001118511 SUMP PUMPS HAVE BAD SWITCHES AND STUCK FLOATS. 
REPAIR/REPLACE UNITS.

4708RMB0001

0001118393 REPLACE BALLASTS IN 3 FIXTURES ROOM D101 4663
0001123662 4200 / 120 REPLACE CEILING TILES (2031) 4200RM0120
0001123623 UNSTOP OVERFLOWING COMMODES 4674RM0116
0001118917 REPAIR LEAKING SPUD ON URINAL 4201RM0211
0001124248 REPAIR REPLACE BULB/BALLAST 4200RM0340B
0001113413 RESTORE POWER TO OUTSIDE LIGHTS ON COOLING TOWERS 4473
0001118365 CHECK FOR WATER LEAK, ROOM 101C 4663
0001118443 RESET BREAKER 4202RM0422A
0001110302 4607  / OUTSIDE REPAIR LIGHT FIXTURE OR REPLACE BULB IN LIGHT 

THAT IS ON THE OUTSIDE OVER THE EXIT DOOR ON THE WEST SIDE OF 
THE BUILDING.

4607

0001110296 SPRAY FOR ANTS 4481RM0101A
0001118355 HAVE A BAT HANGING AROUNG THE SOUTH ENTRANCE OF BUILDING - 

THEY ARE AFRAID IT MIGHT BE SICK
4476

0001110285 REPLACE BAD BREAKER IN PANEL LP 4487RMAB0140
0001105682 UNSTOP SINK 4200RM0331
0001118871 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4200

0001118638 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4494

0001118641 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4492

0001110765 AIR FILTER IS IN HIGH ALARM. 4650-DXAC0001
0001102618 REPLACE STEAM TRAP 4707RMT0112E
0001120999 BATHROOM THE EMERGENCY LIGHT IN THE BATHROOM NEXT TO ROOM 

A116 DOES NOT WORK WHEN POWER IS LOST.  THE LIGHT OPERATES 
WHEN THE TEST BUTTON IS PRESSED, BUT THE LIGHT DOES NOT 
OPERATE DURING A POWER LOSS.

4705FLR01

0001110289 PRIME FLOOR TRAP (FLO0R DRAINS) 4570RM0154
0001118429 4650 / 100 REPAIR/REPLACE BULBS AND BALLAST 4650RM0100
0001121043 IDENTIFY AND ELIMINATE LOUD NOISE COMING FROM THE SOUTH 

WALL IN ROOM 1128.  RE:  WORK ORDER:   0001102667   DESC:  
INVESTIGATE NOISY PIPES - DID NOT CORRECT THE PROBLEM

4708RM1128

0001118607 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4731

0001118606 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4712

0001110329 CLOSE WINDOW 4610RM2067
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0001110328 REPLACE HOT WATER VALVE 4610RM1053C
0001105677 REPAIR/ REPLACE LIGHT 4666RM0259
0001118536 RESET BREAKER 4202RM0215
0001121012 CHECK FOR LIVE WIRES IN ELEC BOX UNEARTHED IN FIELD , S.W. SIDE 

OF BDG.
4572

0001110749 REPAIR LEAKING COMMODE 4481RM0355
0001110748 REPLACE BROKEN COMMODE 4481RM0351
0001110313 4250 / OUTSIDE CLEAN UP TRASH & PALLET AROUND DUMPSTER ON THE 

WEST END OF BUILDING.
4250WEST

0001118588 PLEASE REPAIR TOILET IN LADIES ROOM 166 4708RM0166
0001118359 UNSTOP HANDICAP COMMODE ( PAPER TOWELS IN COMMODE) 4250RM0018A
0001118352 REPAIR OR REPLACE MOTION SENSOR ON LIGHTS 4493RM0133
0001120902 ADJUST KEY CARD DOOR/ NOT CLOSING PROPERLY 4610RM1027
0001118941 REPAIR REPLACE VENTHOOD 4711RME0125
0001118913 REPAIR HOSE BIBB LEAKING ON WATER HEATER 4201RMB0009
0001113422 REPLACE DAMAGED CEILING TILES (2031) 4610RM2011
0001113408 4200 / 116 TOUCH UP PAINT ON WALLS 4200RM0116
0001110343 INVESTIGATE WATER LEAK 4205RM0110
0001110403 REPAIR REPLACE BULB/BALLAST  IN BASEMENT IN THE N.E. LEG 4670BSMT
0001110764 AIR FILTER IS IN HIGH ALARM. 4619-AH0024
0001110746 REPAIR LEAKING CHILL WATER VALVE 4605RM0031
0001110745 UNSTOP COMMODE 4605RM0001
0001110406 CLEAN UP PARTICLES ON DESK 4200RM0918
0001095384 SPRAY FOR ANTS 4711RMW0111
0001095382 REPAIR DOORS 4201-ELEV0003
0001092623 REMOVE SOME OF THE BULBS IN RM, TOO BRIGHT 4200RM0216A
0001095359 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE RM. 1022 

(2031)
4610RM1022

0001095358 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE RM. 1049 
(2031)

4610RM1049

0001102665 4629/RM101 /  REPAIR LEAK AT BACK OF COMMODE 4629RM0101
0001098699 SERVICE GENERATOR BEHIND FENCE  BY CHANGING OIL AND FUEL,ETC. 

(SERIAL # 2193190)
4572

0001102664 4660 /  CLEAN HEADS 4660
0001095553 REPLACE BLOWN FUSE ON EAST HANGER DOOR 4619RM0146
0001095549 REPLACE BALLAST IN HALLWAY NEAR ROOM B220 4487
0001095379 GATE VALVE WON'T OPEN 4612RM1002
0001095352 REPAIR REPLACE BULB/BALLAST AND COVER ON LIGHT FIXTURE 

HANGING LOOSE
4202RM0422

0001095525 REPLACE LIGHTS IN ELEVATOR 4200-ELEV0004
0001098673 PROVIDE STICKY PADS FOR INSECTS ( SEE USER FOR PLACEMENT) 4200RM0603
0001095489 FLEXIBLE CORD/CABLE SPLICED , REPAIR TO NEC REQUIREMENTS OR 

REPLACE CORD/CABLE
4650RM0021D

0001095799 SEAL PENETRATIONS AROUND DUCT THRU WALL ON AH-1. 2026 4727-AH0001
0001095798 SEAL PENETRATIONS AROUND DUCT THRU WALL IN E-1 ON AH-2. 2026 4727-AH0002
0001095465 REPAIR/ REPLACE SENSOR LIGHTS 4203RM6415
0001102625 REPAIR LEAKING COLD WATER FAUCET 4607RM0113
0001095497 PLEASE REPAIR CEILING LEAK AND REPLACE WET CEILING TILE. 4708RM1202A
0001095495 PLEASE REPAIR CEILING LEAK AND REPLACE WET CEILING TILE 

OUTSIDE THE NEAR B-33 AND B-31
4708RMB0031

0001095493 ALL A/C VENTS THROUGHOUT BLDG NEED TO BE CLEANED DUE TO 
MOLD GROWTH.

4467FLR01
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0001102609 REPAIR CEILING LEAK 4755RM0307
0001102350 REPAIR WINDOW BLIND, WON'T CLOSE 4202RM0320
0001095576 REPLACE MISSING SCREEN ON SINK FAUCET.  TIGHTEN LOOSE TOILET 

SEAT.
4629RM0101

0001095572 REPLACE POTABLE WATER FILTER (2023) 4666RM0108
0001095520 REPAIR STEAM LEAK IN STEAM STATION EAST END OUTSIDE. 4708EAST
0001102653 PATCH HOLE IN CONCRETE FLOOR IN SHEET METAL IDIQ STORAGE 

CAGE. 2334
4650RM0021

0001102337 INVESTIGATE VIBRATING STEAM LINE IN ROOM E4 4707TOWER
0001102325 REPAIR LEAKING BASIN IN HIBAY 4251
0001102324 HANDICAPPED ACCESS DOOR OPENING SLOWLY AND NOT FULLY 

CLOSING
4202WEST

0001095516 REPLACE ELECTRICAL PLUG ON ENVIRONMENTAL CHAMBER SYSTEM. 4711RME0179
0001095350 REPLACE BULBS IN HALLWAY NEAR ROOM W126 AND W166 4711
0001098761 SPRAY FOR ANTS 4205RM0115B
0001095483 INSPECT FIRE EXTINGUISHER MONTHY AND ANNOTATE CARD 4650RM0021
0001102229 ELEVATOR STUCK (   AWARE) 4203-ELEV0001
0001099461 REPAIR REPLACE BULB/BALLAST 4755RM0222A
0001098756 REPAIR REPLACE WATER HEATER, NO HOT WATER 4612RM1204
0001102184 REPAIR DUCT INSULATION 4475RM0114
0001098660 REPAINT TWO HANDICAPPED PARKING SPACES IN PARKING LOT NEAR 

MAIN ENTRANCE
4612WEST

0001095782 PERFORM GENERAL CLEAN UP 4610RM1031
0001095538 UNSTOP COMMODE 4650RM0030A
0001102278 CHECK AND REPAIR DAMAGED CEILING TILES IN ROOM C178 B,C, D 4487
0001102145 SPRAY FOR ANTS 4610RM3082
0001102136 REPLACE WAX RING ON 2ND COMMODE 4619RM0149
0001095813 PERFORM WATER CLEAN UP 4201RMB0009
0001095793 REPAIR/ REPLACE BULBS/BALLASTS 4202RM0127
0001095789 REPAIR/ REPLACE AIR HOSE 4550
0001095513 W108 REPLACE POWER CORD TO BELL JAR SYSTEM. 4711RMW0108
0001089674 REPAIR SMALL HOLE IN FLOOR (POSSIBLE TRIPPING HAZZARD) 4610RM2025
0001089771 REPLACE BLINKING LIGHT IN HALL 4202RM0127
0001086956 REPAIR WOODEN STEP OUTSIDE RM 12 4605FLR01
0001086851 SPRAY FOR WASPS 4487RMAB0140
0001086994 REPAIR LOOSE CARPET ON STEPS NEXT TO RAMP IN "N" WING, LOCATED 

BETWEEN B & C WINGS ON THE 2ND FLOOR
4663FLR02

0001084121 REPLACE SIX 2X2 CEILING TILES IN HALLWAY NEAR ROOM 1312 4612
0001090335 RESTORE POWER TO PRINTER 4200RM0916B
0001089770 REPLACE LIGHT BULBS IN BWING ENTRANCE/ FIRST FLOOR/ EAST END 4663-BWING
0001089762 REPAIR REPLACE BALLAST IN HALL NEAR RM 5003 4610FLR03
0001084103 UNSTOP LAST SINK 4200RM0154
0001089703 REPAIR AIR LEAK IN BOX ON TARGET #7 4608
0001090306 DOOR #9  EAST WALL--EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE 

OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-ELECTRICAL 
ELBOW PULL IN RIDGED CONDUIT COVER OFF EXPOSING LIVE WIRING

4663RMC0185

0001090303 REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE- 4663RMC0177
0001089739 SPRAY FOR SPIDERS IN THE ENTIRE BLDG ( AFTER HOURS) 4244
0001084061 4623 / 126 ACROSS FROM ROOM 126A-LIGHT SWITCH-EXPOSED 

ELECTRICAL WIRING- REPAIR/REPLACE OR ELIMINATE POTENTIAL 
EXPOSURE TO LIVE WIRES-

4623RM0126
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0001083824 SPRAY FOR ANTS IN ROOMS 1, 2, AND 3 4767FLR01
0001089676 REPAIR LEAKING URINAL/ WATER ON FLOOR 4250RM0071
0001090302 REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-WORTHINGTON AIR 

COMPRESSOR RELIEF VALVE CERTIFICATION OUTDATED
4711RMW0140

0001090301 CLEAN DEBRIS NORTH SIDE OF BUILDING TO HELP STOP LEAK COMING 
UNDER WALL.

4348-ROOF0001

0001089729 REPAIR REPLACE BULB/BALLAST 4707RM0106A
0001089724 PAINT ROOM 4200RM0101F
0001083944 4610RMCAFETERIA /  REPAIR BLOCKED DRAIN ON GARBAGE DISPOSAL 4610RMC0100
0001083940 4612 / 1308 UNCLOG DRAIN 4612RM1308
0001092648 REPAIR, REPLACE LOCK ON DOOR TO EQUIPMENT RM 4705RM0121
0001087002 RMB190 REPAIR THUMB LATCH ON DOOR 4487FLR01-B
0001090556 4487 / B302 REPLACE DAMAGED CEILING TILES  (2031) 4487RMB0302
0001090012 4705 / LG. TENT RE-BULB 3+ LIGHT FIXTURES IN THE HIGH BAY LARGE 

TENT BEFORE THE #2 ECLSS RACK RETURNS TO THE TENT. THE SCISSOR 
LIFT HAS BEEN LEFT AROUND THE CORNER FOR USE TO RE-BULB.

4705

0001090333 REPAIR LAST COMMODE LEAKING 4492RM0105
0001087046 REPAIR TABLE VICE IN FITTERS SHOP 4705FLR01
0001084189 GUTTER CLEAN DEBRIS OUT OF GUTTER ON SOUTH SIDE. 2333 4702SOUTH
0001089796 4203-ROOF0001 /  REPAIR MAJOR SPLIT AT ROOF DRAIN, WIND DAMAGE . 4203-ROOF0001

0001089795 4203-ROOF0001 /  REPAIR PATCH BLOWN UP BY WIND, INSULATION  IS 
EXPOSED .

4203-ROOF0001

0001089847 WELD AREA--REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-
CERTIFICATION OF RELIEF VALVE ON GREEN SPEEDAIRE AIR 
COMPRESSOR HAS EXPIRED

4656RM0100

0001089714 4663M UPS1 SAF OFF IN ALARM   CHECKING 4663
0001090537 OUTSIDE PLEASE CHECK  THE GENERATOR AT THE SOUTHWEST CORNER 

OF 4708, MAY BE LOCKED IN THE �RUN� MODE. NORMALLY IT RUNS 
ONCE A MONTH FOR 30 MINUTES TO AN HOUR.  HAS RUN TODAY FOR 
LONGER THAN AN HOUR AND IS STILL RUNNING.

4708

0001086980 INVESTIGATE PARKING LOT LIGHTS / ON DUIRNG THE DAY 4201SOUTH
0001086978 COMMODES  NOT FLUSHING 4207RM0120
0001083962 NOISY ELEVATOR 4732-ELEV0002
0001084016 REPLACE LIGHT BULBS OVER DESK 4471RM0208
0001083777 WATER LINES NEED TO BE LABELED 4628RM0113
0001089812 REPLACE LIGHTS FACING TYROS ROAD 4487RMC0236
0001090530 REPAIR REPLACE EMERGENCY LIGHT 4755RM0228
0001084081 4205-AH12  UNIT NEEDS NEW INSULATION ON CHILLED WATER PIPING.  

CURRENT PROBLEMS CAUSING CONDENSATION.
4205

0001090501 REPAIR STEAM LEAK/ WATER IN FLOOR 4494RM0130
0001090320 4727 / E-1 INSTALL NEW FILTERS IN AHU`S. 2326 4727RM0103
0001090017 REPAIR LIGHT OUTSIDE ROOM 170 4619
0001083908 LABEL PIPES IN CEILING (BASEMENT) 4619RM0140
0001090004 4707 TOWER /  REPAIR HANDRAILS ON 2ND LEVEL SOUTHWEST CORNER  

OF TOWER
4707TOWER

0001089696 LIGHT AT TOP OF STAIRS ON WEST END OF 4493 IS NOT WORKING. 4493WEST
0001090554 4712 / 102 REPLACE DAMAGED CEILING TILES  (2031) 4712FLR01
0001083843 TOWER REPLACE BROKEN CHAINS, LATCHES, AND MISSING "DO NOT 

ENTER" SIGN AT GROUND ENTRANCE OF STAIRS TO TOWER. INSTALL 
RAILS AROUND TOP LEVEL.

4614
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0001090513 REPAIR VENT HOODS 4205RM0104
0001089831 REPAIR CARPET ON STEPS AT THE WEST END OF BLDG. TRIPPING 

HAZZARD
4312WEST

0001083897 REPLACE LIGHTBULB IN THE CEILING OVER THE DESK 4610RM3069
0001083862 4767 / MIX/CAST SPRAY TO ELIMINATE SPIDERS AND ANTS INSIDE MIX / 

CAST LAB, BLDG. 4767.
4767

0001083833 4711-ROOF0003 /  REPLACE DAMAGED 12`` WIRLEY BIRD. 4711-ROOF0003
0001083985 MENS ROOM 4TH FLOOR WATER ON THE FLOOR - SINK OR TOILET 

OVERFLOWED
4755

0001084026 ADJUST NORTH DOOR TO CONFERENCE ROOM 4728RM0109
0001089658 REPAIR WOODEN BENCH ON THE WEST SIDE 4663WEST
0001070570 REPAIR LEAKING SINK FAUCET 4491RM0135
0001070424 WATER ON FLOOR 4755RM0122
0001070479 REPLACE DAMAGED CEILING TILES 4663RMD0200
0001077547 REPAIR LOCK ON OUTSIDE DOOR--WON'T LOCK 4466NORTH
0001077601 UNSTOP SINKS 4203RM1108
0001077600 REPAIR BLOWN LIGHT IN STAIRWELL LANDING AT MAIN ENTRANCE, 1ST 

FLOOR
4610FLR01

0001070287 INVESTIGATE WATER BUBBLING FROM FLOOR 4732RM0132
0001077541 REPAIR LIGHT FIXTURE AND REPLACE BALLAST OVER DRILL PRESS 4671RM0101
0001077625 REPLACE BALLAST AND TUBES IN ROOM 4481RM0229
0001083906 SHARP CORNER PROTRUDING ON METAL LIGHT SWITCH - COULD CAUSE 

INJURY
4619RM0160

0001070619 UNSTOP SINK IN JANITORS CLOSET (PUMP NOT WORKING) 4203FLR01
0001074791 SPRAY FOR ANTS 4203RM3146
0001070333 4728 STEAM LEAK ON CROSS COUNTRY LINE 4728
0001064427 4200 / CR 504 THERE ARE LIGHTBULBS OUT IN CONFERENCE ROOM 504 .  

THANK YOU.
4200RM0504

0001077493 REPACK STEAM VALVE IN PIT S.W. OF 4550 4550SOUTH
0001070331 4612 RM 1008 REPAIR LIGHT SWITCH 4612RM1008
0001070620 4207 CHECK DRAIN OUTSIDE E-1 BASEMENT 4207
0001070485 REPAIR REPLACE BULB/BALLAST 4487RMB0233
0001070551 RESTORE POWER TO COMPUTERS 4491RM0127
0001070472 Monday 8-29-05 at 0800, remove power to   Onicon Flow meter at conduit T and 

wire nut
4473

0001064378 COMMODE CONTINUALLY FLUSHING (FIRST STALL) 4202RM0331A
0001077746 LIGHT SWITCH BROKEN CANNOT TURN OUT THE LIGHTS 4612RM1008
0001070404 REMOVE 500K TEST MACHINARY FOR EXCESS 4619RM0153
0001077721 4629 / 108 DOOR FROM 108 TO PROTECTIVE AREA STICKING NOT SECURE. 4629RM0108

0001064114 CLEAN FACE OF CHILLWATER COIL ON AH 31 4707-AH0031
0001077517 4718 / OUTSIDE CLEAN UP DEBRIS AROUND COOLING TOWER ON EAST 

END OF 4718.
4718EAST

0001070658 OVERFLOWING COMMODE 4708RMB0029
0001070452 APPOXY COAT PUMP IN   SHOP 4650RM0029
0001070431 AUTOMATIC DOOR OPENS FROM THE OUTSIDE BUT NOT THE INSIDE 

(LOBBY)
4200

0001070506 THERE ARE ABOUT 5 CEILING TILES IN THE HALLWAY IN FRONT OF 
ROOM 26 THAT LOOK LIKE THEY ARE WET AND POSSIBLY HAVE MOLD.  
THEIR IS APPARENTLY SOME TYPE OF LEAK IN THE CEILING THAT 
NEEDS TO BE ADDRESSED AS WELL AS REPLACING THE CEILING TILES

4250FLR01
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0001064320 RESET BREAKER 4485RM0135
0001070430 SQUEEKY AIR HANDLING UNIT 4610
0001070589 REMOVE LINES AND FLUSH SYSTEM NO FLOW 4761-SHEW0001
0001070581 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6307
0001070580 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6109
0001077628 YELLOWJACKETS IN THE LIGHT FIXTURE AT THE EAST END OF B-WING 

ENTRANCEWAY
4487

0001065528 SPRAY FOR ANTS 4708RM0103
0001064426 4200 / 523 THE AREA AROUND THE OVERHEAD LIGHTS IN THE MAIL 

ROOM NEED TO BE CLEANED.
4200RM0523

0001064212 SPRAY FOR MOSQUITOES INSIDE ROOM 4485RM0124
0001077538 SEWER ALARM ACTIVATED. 4707
0001077675 REPAIR/ REPLACE BULB BALLAST CENTER BLINKING 4610RM1025
0001070436 AIR COND.VENTS DRIPPING WATER 4555RM0106
0001070310 UNSTOP COMMODE 4251RM0008
0001064410 4707 / LEVEL 3 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 

FIXTURES, WALLS AND RAILINGS ON THE LEVEL 3 OF BUILDING 4707 
TOWER.

4707

0001077664 REPLACE LIGHT BULBS 4610RMC0100
0001077660 REPAIR URINAL 4712RMA0103
0001077510 REPAIR SUMP PUMP 4650RM0023
0001070492 APPROXIMATELY THREE CEILING TILES NEED TO BE REPLACED IN 

4194/RM.1 DUE TO CONDENSATION FROM A/C UNIT ABOVE.
4194RM0001

0001064431 REPLACE MISSING LIGHT COVER 4494RM0020
0001064373 SPRAY FOR ANTS 4610RM2058A
0001057402 SPRAY FOR ROACHES 4202BSMT
0001064309 INCREASE AMPAGE 4708RM0121
0001064301 REPAIR FLICKERING LIGHT 4201RM0607
0001057719 CLEAN AND PAINT RUSTED TRIM AROUND TOP OF BUILDING 4718-1
0001064313 CLEAN VENTS IN ROOMS A101 AND A107 4663-AWING
0001064295 CHECK POWER TO SAW 4612RM1123
0001057754 URINAL WON'T FLUSH 4656RM0108
0001057706 REPAIR/ REPLACE PORCH LIGHT ON S.S. OF BLDG. AT DOOR 17 4481SOUTH
0001057484 HST 0005 (CRANE)  NOT WORKING 4760-HST0005
0001064270 4760 /  CONTINOUSLY RUNNING COMMODE RM 112. 4760RM0112
0001064268 4711 /  UNSTOP SINK RME122 4711
0001070401 REPAIR MIDDLE URINAL, CONTINUOUSLY RUNNING 4201RM0506
0001056136 CHECK FOR LEAK OUTSIDE RM 6, CARPET WET 4250FLR01
0001064123 SCRAPE OR PAINT GRID WORK IN CEILING 4249RM0147
0001064142 UNSTOP COMMODE 4493RM0107
0001064391 UNSTOP FLOOR DRAIN UNDER NEW AIR COMPRESSOR 4583RM0183
0001057510 ADJUST DOOR 4471RM0208
0001057864 BUILD STAND FOR ACMP 4650
0001064137 REPAIR REPLACE LIGHT FIXTURE ON THE OUTSIDE, NORTH SIDE 4555
0001057698 REPAIR H.W. SIDE OF FAUCET LEAKING 4203RM5005
0001057692 UNSTOP MIDDLE COMMODE 4203RM3001A
0001057501 4570 PIT CLARK CHECKED STOPPED UP DRAIN 4570
0001057722 REPAIR/REPLACE LIGHTS AND CLEAN ALL LENSES 4718-1
0001057721 REPAIR/REPLACE SOUTH DOOR 4718-1
0001064402 4707 / T112E REPAIR/REPLACE BULBS AND BALLASTS IN ROOM T112E (E-

4) OF BUILDING 4707 TOWER.
4707RMT0112E

0001057831 CLEAN OUT TRENCH ON THE SOUTH SIDE 4619SOUTH
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WONUM DESCRIPTION LOCATION
0001057369 SPRAY FOR ANTS IN ROOMS 5043, 5047 AND 5049 4610FLR05
0001057441 REPAIR REFRIGERATOR/ NOT COOLING 4494RM0014
0001064399 4707 / T112E REPAIR THE FAN ON THE HEATER IN ROOM T112E (E-4) OF 

BUILDING 4707 TOWER.
4707RMT0112E

0001064203 STRIPE LINES IN FRONT OF CARD READER 4629
0001057738 CLEAN AND PAINT ALL EXTERIOR DOORS 4718-1
0001057472 ICE MAKER NO LONGER WORKING 4674RM0110
0001057424 4202 EAST AUTO DOORS NOT CLOSING PROPERLY 4202
0001057426 4611 LOST POWER FROM POWER OUTAGE 4611
0001064345 PERFORM WATER CLEAN UP 4203-ELEV0001
0001064326 SPRAY FOR ANTS IN ROOMS 100E AND 110 (CONTACT USER) 4728FLR01
0001057355 REPAIR LIGHT FIXTURE AND REPLACE BALLAST 4476RM0109
0001064384 SPRAY FOR ANTS 4494RM0009
0001064381 REMOVE LARGE PILE OF SCALE ON THE EAST SIDE, OUTSIDE 4675EAST
0001057390 RELOCATE A-FRAME HOIST IN BLDG. 4205. 4205FLR01
0001057378 N-COOLER REPAIR/REPLACE BULBS AND BALLASTS  IN THE NORTH SIDE 

COOLER ROOM OF BUILDING 472O.
4720

0001057859 4612/RM1312 /  COMMODE LEAKING 4612RM1312
0001050737 NORTHEAST CORNER-PANEL 4522-0003-LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-BREAKERS 6,11,12,19 AND 20 ARE NOT LABELED.

4522RMT0202

0001057500 INVESTIGATE MOLD GROWTH ON CEILING OF 1ST FLOOR JANITORS 
CLOSET OF BUILDING 4241. SEE BUILDING MANAGER

4241RM0117

0001064194 REPAIR WATER FOUNTAIN NEAR RM. 1051A 4610
0001064191 RESTORE POWER TO COMPUTERS 4207RM0101
0001064281 4707-SEWER-ALARM, IN ALARM, 4707
0001064289 4610RM1053A /  2ND LAV LEAKING AT DRAIN 4610RM1053A
0001057712 INVESTIGATE LIQUID THAT HAS DRIPPED FROM SPRINKLER SYSTEM 4487RMB0121B
0001057465 PAINT YELLOW SAFETY AREA AT ESCAPE HATCH, SEE USER 4619RM0146
0001057448 CHECK OPERATION OF SOUTH SIDE AUTOMATIC DOORS 4202SOUTH
0001064388 REPLACE COUNTER FLASHING. 4707-ROOF0026
0001057899 REPAIR DAMAGED DOWNSPOUT. 4487-ROOF0021
0001057800 REPAIR TWO LEAKING PIPES IN BSMT. MACHINERY SPACE 4201BSMT
0001064185 REPAIR LEAKING URINAL 4707RM0105A
0001064175 PLEASE REPLACE B24 DOORWAY LIGHT 4708RMB0024
0001064172 FABRICATE METAL GUARD RAILS FOR CARD READERS 4207
0001057694 UNSTOP WATER FOUNTAIN IN NORTH HALL 4202FLR05
0001057685 REPAIR HOT WATER SIDE ON SINK, LEAKING 4202RM0231A
0001050761 4727-ROOF0001 /  SEAL LOUVER ON SOUTHERN END OF BUILDING . 4727-ROOF0001
0001050759 4727-ROOF0002 /  CLEAN DARK STAINS OFF WALL. IN THE SOUTHWEST 

CORNER .
4727-ROOF0002

0001050429 REPAIR DAMAGED CARPET AT S.E. ENTRANCE 4201FLR01
0001050428 REPAIR CARPET NEAR COKE MACHINE IN HALLWAY 4200FLR03
0001044127 4628 / BACK LIGHT IN MIDDLE PUMP HOUSE NOT WORKING. 4628
0001044121 TOUCH UP NBS AREA POOL WHERE DEMO WAS PERFORMED 4705
0001050779 REPAIR EMERGENCY LIGHT 4481RM0302
0001050448 REMOVE POSSIBLY A DEAD ANIMAL UNDER RAISED FLOOR 4487RMC0187
0001044156 4250 ROOM 71 STOPPED UP TOILET 4250RM0071
0001043858 REPAIR, REPLACE BULB/BALLAST 4732RM0222
0001050606 REPLACE TIMER ON LIGHT SWITCH WITH REGULAR SWITCH, AT AH0009 4493-AH0009

0001050688 REPAIR LEAKING MAKE UP WATER LINE 4570RMB0010
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WONUM DESCRIPTION LOCATION
0001044108 SPRAY FOR ROACHES 4487RMA0238
0001044094 REPLACE OUTLET WITH 110VAC, UNDER WORK BENCH 4481RM0357
0001044041 REPAIR FLUSH VALVE STICKING ON URINAL IN N.E. MENS RR 4250
0001044172 REPAIR/REPLACE LIGHTS. 4708RMB0018D
0001050757 4727-ROOF0005 /  SEAL DOWNSPOUT OUTLET. 4727-ROOF0005
0001050866 PAINT ACCESS LADDER IN NBS AREA/ LADDER RUNGS NEED NONSKID 

PAINT
4705

0001044256 REPAIR LEAK ON STEAM PRESSURE GUAGE VALVE ON STEAM STATION 4612RM1511

0001043968 UPDATE DIRECTORY SIGN 4200FLR02
0001050661 OVERFLOWING URINAL 4200RMP0105
0001044160 4202 ELEVATORS NOT WORKING PROPERLY   CHECKING 4202
0001050598 4612 / 1126 REPLACE FAILING SWITCH THAT CONTROLS LIGHTING IN 

STORE ROOM 1126,  BLDG. 4612.  SWITCH IS LOCATED IN DOUBLE GANG 
BOX, LOCATED IN HALLWAY OUTSIDE STORE ROOM.

4612RM1126

0001050597 REPLACE BALLAST 4712RMA0119A
0001050561 LEAKING HOSE BIB FACUET OUTSIDE.SOUTH 4610SOUTH
0001050801 PATCH AND PAINT WALL NEAR ROOM 4487RMB0130
0001050685 SPRAY FOR ANTS 4708RMB0032
0001050859 4659/RM13 /  REPAIR LEAKING URINAL 4659RM0013
0001039171 REPLACE CEILING TILE 4732RM0105
0001050724 SPRAY FOR MOSQUITOS ON THE SOUTH SIDE OF BLDG. 4494SOUTH
0001050721 REPAIR DOOR JAMB, BENT ON HINGES 4205RM0100D
0001044268 REPAIR, REPLACE WATER HEATER ( SEE USER FOR DETAILS) 4481RM0236
0001050710 4315 / 104 EMERGENCY LIGHT ABOVE DOOR TO ROOM 104 IS NOT 

WORKING
4315RM0104

0001050734 REPLACE BALLAST 4471RM0178A
0001043886 ADJUST WATER PRESSURE ON WATER FOUNTAIN NEAR RM 400 4481RM0400
0001050463 4610 /  REPLACE CEILING IN HALLWAY NEAR ROOM 1082 4610
0001043877 REPAIR OVERHEAD LIGHTS IN CAR 4200-ELEV0002
0001044026 SPRAY FOR ROACHES IN RM AREA 4561RM0122A
0001050829 REPLACE BULBS / BALLASTS IN ELEVATOR LOBBY 4203FLR01
0001044273 SPRAY FOR ANTS OUTSIDE RM 2079 4610FLR02
0001043905 4653 / 29 REPLACE DAMAGED CEILING TILES (2031) 4653RM0029
0001050556 REPAIR/REPLACE BULBS AND BALLASTS IN THE CEILING STAIRWAY 

LANDINGS BETWEEN THE FIRST AND SECOND FLOORS OF  BUILDING 
4712.

4712

0001050876 REPAIR BREAKER, RETURN AIR FAN KEEPS TRIPPING OUT 4612B-AH0001
0001050530 4708 / 124E PLEASE REPLACE BURNED OUT LIGHT BULBS 4708RM0124E
0001050527 4708 / 132 PLEASE SPRAY 132 FOR ANTS 4708RM0132
0001050526 4708 / BASEMENT PLEASE CHECK EXHAUST FAN IN BASEMENT MEN`S 

ROOM.  NO AIRFLOW.
4708RMB0029

0001044223 WELD 14 CHAIRS 4471
0001038864 4650 / 0120 R/R BULBS & BALLAST 4650RM0120
0001050471 4712 BALLAST SMOKING CAUSED FIRE ALARM 4712
0001044084 REPLACE OUTLET WITH 110VAC PLUG NEAR THE LARGE LAMINAR AIR 

HOOD
4481RM0507

0001044031 4674RM116 /  REPAIR LEAKING URNIAL 4674RM0116
0001044029 4674/RM116 /  PRIME  FLOOR DRAIN 4674RM0116
0001038832 REPAIR ICE MACHINE/ NOT MAKING ICE 4200RM0912
0001050610 UNSTOP ALL COMMODES 4570RMB0004
0001050768 REPLACE DAMAGED CEILING TILES IN THE HALL NEAR RM D103 4471FLR01
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WONUM DESCRIPTION LOCATION
0001050889 REPAIR ONGOING CONDENSATE LEAK 4487RMA0165
0001044068 RESET BREAKER TO DESK ON THE LEFT IN 1101 4612RM1101
0001044067 REPAIR REPLACE FLUSH VALVE ON 3RD COMMODE, FULL OF WASTE 4203RM1001A
0001043916 SECURE COVER ON ELECTRICAL BOX ON THE SOUTH SIDE AT SHIPPING 

AREA
4471SOUTH

0001043953 PAINT PROCESSING PUMP BETWEEN 4712 & 4711 4712
0001043952 REPAIR REPLACE BULB/BALLAST OVER TOOL RM 4705FLR01
0001033548 PLEASE REPAIR PAPER TOWEL DISPENSER.  HANDLE BROKEN 4708RMB0029
0001037872 REWIRE CABLE WITH FLEX ON WORK BENCH 4663RMC0161
0001033243 REPAIR LEAK BEHIND COMMODE 4201RM0133
0001033242 REPLACE DAMAGED CEILING TILE IN ROOM 249B. 2031 4708RM0249B
0001028022 PNL 0001-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 

FUNCTION OR EQUIPMENT BEING POWERED-BREAKERS ON WITH NO ID 4735-PNL0001

0001038821 SPRAY FOR ANTS 4201RM0226B
0001039011 REPAIR FREIGHT ELEVATOR 4203
0001033382 REPAIR LIGHT FLICKERING OVER DESK IN ROOM C112C 4471
0001033384 REPAIR REPLACE LEAKING FAUCET IN SHOWER 4650RM0027
0001033394 REPAIR LEAK ON BALL VALVE ABOVE TRANSFORMER 4203RMB0101
0001033615 4760 / 102 CHECK , REPAIR OR REPLACE FAN EAF-008. 4760-EAF0008
0001038917 REPAIR REPLACE BULB/BALLAST 4476RM0108
0001038912 CLEAN VENTS IN THE CEILING 4494RM0014
0001027978 ODOR, PRIME FLOOR DRAIN 4655RM0107
0001038802 UNSTOP 2ND SINK 4201RM0205
0001038951 SPRAY FOR SPIDERS IN THE HANDRAIL AND FOR WASPS ON THE CEILING 

ON THE CWING LOADING DOCK
4487-CWING

0001033577 REPAIR STICKING DOOR 4660RM0102
0001038968 4650 / 16 REPLACE DAMAGED CEILING TILE IN RESTROOM  . 2031 4650RM0016
0001038963 4628 / 24 PLEASE REPAIR LOOSE THRESHOLD IN DOORWAY TO ROOM 121. 4628RM0121

0001033338 SPRAY WEEKLY FOR BUGS AND BECOME A SAFETY ISSUE 4566
0001027957 BAD SEWER SMELL NEAR B12 4708
0001038759 DRAIN COOLING TOWER FOR CLEANING 4614
0001039204 REPAIR COMMODE IN 3RD STALL, WON'T FLUSH 4202RM0231A
0001033356 4202-WATER  USER REPORTS NO COLD WATER IN 6TH FLOOR WOMEN'S 

BATHROOM. 
4202RM0624A

0001033491 REPAIR REPLACE BALLAST 4610RM2098
0001033489 DRILL HOLE FOR SPLIT AC UNIT 4612RM1510
0001027942 PLEASE SPRAY FOR ANTS AND PUT OUT RAT POISON OR TRAPS. 4653RM0015
0001038812 UNSTOP MIDDLE SINK 4570RM0105
0001033449 INSTALL HOT AND COLD DECK TEMPERATURE INDICATOR 4663A-AH021A
0001033309 UNSTOP 1ST URINAL 4663RMC0205
0001038905 CHECK POWER TO ROLL UP DOOR 4715
0001038899 4732-SLIDING-DOOR FAILING TO OPEN 4732-DOOR0005
0001038897 CLEAR BEES NEST FROM HEADS ON SHEW 0001       AND SHEW 0002 

OUTSIDE SOUTH
4628

0001039084 REPLACE GOVERN0R ON GENERATOR AT 4605 4650
0001033286 INSTALL LIGHT BULBS THAT ARE BURNED OUT 4654RM0103
0001033486 REPAIR LEAKING COMMODE 4481RM0327
0001033550 PLEASE SPRAY FOR ANTS IN ROOM 244 4708RM0244
0001027883 REPAIR ROOF LEAK OVER ROOM 250 . 2325 4708RM0250
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WONUM DESCRIPTION LOCATION
0001033420 FABRICATE SIGN TO READ NO IDLING OF VEHICLES  AND INSTALL 

OUSIDE WALL NEXT TO AIR HANDLER
4628

0001033419 REPLACE DRAIN PAN 4312
0001033415 REPLACE INSULATION ON BRASS PIPE GOING TO A/C UNIT 4570RM0103
0001033516 CHECK FOR WATER LEAK IN ROOMS 203, 204 AND 205 IN SOUTH WALL 

AND CEILING
4572SOUTH

0001033512 REPAIR REPLACE BULB/BALLAST IN SOUTH END STAIRWELL, BETWEEN 
4TH AND 5TH FLOORS AT THE LANDING

4203

0001027826 CLEAN DUCT/VENTS BLACK PARTICLES COMING FROM VENTS 4202RM0122
0001033329 UNCLOG SINK IN ROOM 2434 OF BUILDING 4203. 4203RM2432
0001033277 CLEAR HEADS ON SHEW 0001 4675-SHEW0001
0001033508 LOOSE CARPET  SQUARE CREATING TRIP HAZARD. 4629RM0110
0001033228 SPRAY FOR ANTS IN RM'S 3085 & 3098A 4610FLR03
0001028086 MOVE RETURN AIR GRILLE FROM NEAR 305 TO S.E. TOWARD 304 DOWN 

THE HALLWAY. 2326
4203RMB0300

0001033544 CHECK LOW INDUSTRIAL WATER PRESSURE 4566FLR01
0001038974 4619 / 145 AC POWER PROBLEM ON 6TH LEVEL OF HIGH BAY.  POWER NOT 

GETTING TO AC UNIT.  UNIT USED TO WORK. 
4619RM0145

0001033299 WATER LEAK IN THE CEILING 4732RM0162
0001033380 REPAIR REPLACE BULB/BALLAST 4471RMA0109
0001027861 REPAIR/REPLACE LIGHTS IN OFFICE (1 ENTIRE ROW OUT) 4610RM1006
0001039041 REMOVE SHOWER/ EYEWASH ON THE WEST END OF BLDG. 4475WEST
0001039036 REMOVE RACOON FROM DUMPSTER ON THE NORTH SIDE , EAST END 4471
0001033639 REPAIR URINAL LEAKING, WATER ON THE FLOOR 4202RM0623
0001033405 UNSTOP COMMODE. 4487RMA0185M
0001033401 NEED TO HAVE OFFICE AREA SPRAYED FOR ANTS. 4201RM0330A
0001038771 SPRAY FOR ANTS 4241RM0100
0001038751 ELEVATOR IN BLDG 4619, RM 145 (LTA) INTERMITTENLY FAILS TO 

RECOGNIZE WHAT FLOOR IT IS ON AND WILL NOT RESPOND CORRECTLY 
TO PUSH BUTTON COMMANDS.

4619RM0145

0001033546 REPAIR ELEVATOR CALL BUTTON ON SIXTH FLOOR LOBBY ELEVATOR 4203FLR06
0001038875 4612 / 1126 REPAIR OVERHEAD LIGHTING IN CHEMICAL STORAGE ROOM, 

1126, BLDG. 4612.
4612RM1126

0001039004 4476 SE OUTSIDE REPAIR EMERG. SHOWER LEAKING WATER 4476
0001038926 SPRAY FOR ANTS 4201RM0200
0001027804 CHECK FOR A HIGH PRESSURE AIR LEAK. 4619
0001027778 REPAIR/ REPLACE BULBS/BALLASTS OVER STAIRWELL 4674
0001028067 REPAIR CEILING LEAK, DRIPPING IN LIGHT FIXTURE 4708RM0103
0001027751 REPLACE BALLASTS IN ROOMS 178A AND 150A 4471
0001027912 SOUND OF DRIPPING WATER NEAR SOUTHERN END OF ROOM (NEAR 

WINDOWS) IN CEILING SUGGESTING ROOF LEAK.  DRIP SEEMS TO BE 
HITTING CEILING TILES NEAR LIGHT FIXTURES.

4487RMC0105

0001027745 REMOVE BIRD NEST OUTSIDE OF DOOR 10 NEAR DUMPSTER 4481
0001027688 REPAIR CEILING LEAK 4610RMC0100
0001021195 REPLACE BULBS 4485RM0106
0001021194 REPAIR STEAM LEAK/ LEAKING INTO FLOOR 4659
0001027734 REPLACE STAINED  CEILING  TILES IN ROOM 22. 4653RM0022A
0001027730 CLEAN ALL DEBRIS OFF OF ROOF AND WASH AREA CLEAN. 4553-ROOF0002
0001027785 4312 WEST ENTRANCE IS STICKING 4312
0001027736 REPAIR STEAM CONTROL VALVE 4707RM0138D
0001027581 REPAIR COUPLING ON INFLUENT LINE 4761
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0001027811 REPAIR AUTOMATIC DOORS ON THE SOUTH EAST CORNER FACING 4203, 

DOORS STAYING OPEN
4201FLR01

0001027673 PERFORM INFRARED INSPECTIONS ON ELECTRICAL DISTRIBUTION 
EQUIPMENT

4205

0001027904 REPAIR JUNCTION BOX  FOR ELEVATOR #3 IN ELEVATOR PIT. 4200
0001027899 REPLACE LIGHT LENSE IN RM'S 940, 940A & 940B / NEED 7/11/05 4200FLR09
0001027953 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RM0331A
0001027949 REPAIR LOOSE COVER ON FLOOR DRAIN, TRIPPING HAZZARD 4200RM0331
0001027946 REPLACE HOSE ON SUMP PUMP 4524
0001028069 MOISTURE CONDENSING ON INSIDE WALL, NO AIR FLOW 4475RM0124
0001027639 4205-M_2WTRDET CLEAN UP WATER FROM STRAINERS BEING CLEANED 

ON DAY SHIFT
4205

0001027777 REPAIR BASEBOARD IN HALLWAY NEAR REST ROOM/ SOUTH SIDE/ MAIN 
LOBBY

4674SOUTH

0001027772 INVESTIGATE WATER COMING FROM UNDERNEATH RAISED FLOOR IN 
ROOM 3022

4207

0001027769 REPAIR DOOR LATCH ON WEST END HIBAY DOOR #33 4619WEST
0001028064 UNSTOP MIDDLE COMMODE 4481RM0327
0001027612 CLEAN STRAINER 4205-AH0010
0001027698 REPLACE BULB OVER PETITON 4491RM0119
0001027696 REPAIR FLICKERING LIGHT AT RAMP 4485
0001027692 4707 / 226A REPAIR / REPLACE EMERGENCY LIGHT IN OFFICE 226A, BLDG. 

4707.
4707RM0226A

0001027656 REPAIR REPLACE BULB/BALLAST 4202RM0123
0001021175 4200 / 328C REPAIR DUCTWORK ON REGISTER ABOVE CEILING (2026) 4200RM0328C
0001027775 CHECK, REPAIR WATER LEAK NEAR RM 104 OUTSIDE 4205EAST
0001027749 REPAIR ELEV0001, INOPERABLE 4201-ELEV0001
0001021188 4650 / 27 RESTORE PROPER WATER FLOW TO WASH BASIN IN RESTROOM 

BEHIND HVAC SHOP.
4650RM0027

0001027724 REPAIR CRACK IN WALL NEAR OUT SIDE DOOR ON ROOF. 4570-ROOF0003
0000960363 INSTALL LIGHTING NEAR THE EMI LAB ENTRANCE 4708RM1191
0000960352 EAST WALL-PANEL 003-LABEL ELECTRICAL PANEL AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-LEGEND 
DOES NOT MATCH BREAKER CONFIGURATION

4541-PNL0003

0001021386 COMMODE SLOW TO FLUSH 4487RMA0185M
0001359591 REPAIR/ REPLACE HEAD BOLT 4614RM0104A
0001350998 4205 ROOM 100X EWA AUDIBLE ALARM 4205RM0100X
0001351243 REPAIR CONTINUOUSLY RUNNING COMMODE 4472RM0008
0001351239 REPAIR OR REPLACE EMERGENCY LIGHT IN RM 120 4705RM0120
0001351237 REPAIR OR REPLACE EXIT LIGHT ABOVE NORTH DOOR 4705RM0120
0001351233 UNSTOP STINKY COMMODE, FULL OF WASTE 4732RM0133
0001356676 MOISTURE ALARM M.1 LOCATED IN E20 IS IN ALARM. 4708
0001356623 RESET AUTOMATIC DOORS ON THE EAST SIDE, GROUND FLOOR 4200GROUND
0001351280 REPAIR ALL LIGHTS IN E-1 4707RM0129C
0001350990 STEAM VALVE LEAKING ON WEST HEAT EXCHANGER 4657
0001356678 REPAIR BALLAST IN RM'S 101, 101A & 101D 4481FLR01
0001351208 UNSTOP ALL COMMODES IN RM'S 133 & 153 4733FLR01
0001356819 7804 NITROGEN LEAK MSFC
0001356555 UNSTOP 1ST COMMODE 4202RM0624A
0001351029 SPRAY YELLOW JACKET NEST ON THE SOUTH SIDE OF BLDG. 4610SOUTH
0001351026 PERFORM GENERAL CLEAN UP IN 116 THROUGH 122A 4200FLR01
0001351291 REPAIR CONCRETE RAMP NEAR LOADING DOCK SOUTH ENTRANCE 4610SOUTH
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0001350991 REMOVE BEES NEST FROM EYEWASH PIPING ON SHEW 0001 STOPPING 

FLOW ON WASH
4660-SHEW0001

0001337905 REPLACE WATER DAMAGED CEILING TILE 4200RMG0042
0001345052 OUTSIDE EAST WALL OF ROOM 101-4734 LT-0002-REPAIR/REPLACE 

INOPERATIVE EMERGENCY LIGHTS-
4734RM0100

0001338340 4705 DXAC-2 STOPPED UP DRAIN 4705-DXAC0002
0001335761 REPAIR REPLACE VENTS, ONE WILL NOT OPEN AND THE OTHER IS 

COVERED OR HAS SOMETHING BLOCKING IT
4485RM0128A

0001335744 REPLACE DAMAGED CEILING TILES, SOME HAVE FALLEN OUT 4708RM1210
0001335674 SPRAY FOR ANTS 4610RM3073
0001335757 CHECK, REPAIR LEAK, WATER RUNNING INTO FLOOR DRAIN 4663RMC0106
0001341958 REPLACE BALLAST IN HALL NEAR ROOM 346 4666
0001338133 ELEVATOR DRIPPING OIL ONTO STAIRWELL 4572
0001345116 MENS ROOM 1ST FLOOR REPAIR MALFUNCTIONING FLUSH HANDLE ON 

THE URINAL NEXT TO STALL
4202

0001344983 REPAIR ROOF LEAK ON 6TH FLOOR NE CORNER 4203RM6305
0001344980 REPLACE BALLAST IN HALLWAY NEAR ROOM A143 4487
0001335767 CLEAN  SCREENS ON EW 0007 4707-EW0007
0001344909 4650 / S.- HI-B CHANGE WIRE ROPE ON CRN0003 IN THE SOUTH HI-BAY , 

WEST END OF BLDG. 4650.  (2336)
4650-CRN0003

0001361804 REPLACE FLICKERING LIGHT IN LADIES RR NEXT TO ROOM 1029 4610RM1035A
0001345152 WOMENS SINK STOPPED UP ON THE 3RD FLOOR 4200
0001354309 SEAL AROUND PIPE COMING OUT BLOCK WALL 4567
0001341960 REPAIR LEAK ON POTABLE WATER FILTER HOUSING IN KITCHEN AREA 4623
0001332881 REPAIR CEILING LEAK 4200RMG0042
0001332872 UNSTOP SINK DRAIN 4619RM0168
0001338220 REPAIR LEAKING SINK FAUCET IN HANDICAPPED RR NEAR ROOM 103 4493RM0106
0001338216 REPAIR CEILING LEAK 4619RMB0137A
0001356857 RESET BREAKER 4619FLR04
0001356837 REPAIR BROKEN HANDLE ON WEST EXIT DOUBLE DOORS (HANDLE 

LOCATED BEHIND WELD SHOP)
4705

0001356828 UNSTOP COMMODE IN MENS RR NEAR T108 4707
0001330085 CLEAN DEBRI OFF OF CORNER OF SIDEWALK/ N.W. O.S. 4650
0001330084 REPLACE FLICKERING LIGHT 4200RM0228
0001329991 REPAIR LIGHT ON FIRST LEVEL EAST STAIRWELL (POSSIBLE SENSOR 

RELATED)
4755

0001338311 4705 /  CLEAN LEAVES AND MUD ON FLOOR THAT WASHED IN FROM 
FLOODING RAINS. E-4 AT 4705

4705RMM0100A

0001332890 PERIMITER FLASHING CRACKED OPEN ROOF-1 4612-ROOF0001
0001338021 4708 / 242 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 242. 4708RM0242
0001338019 4708 / 1236 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 1236 

EXCEPT FOR DIRECTLY ABOVE THE DESK.
4708RM1236

0001338015 4708 / 1232 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 1232 4708RM1232
0001344986 REPAIR BRADLEY BASIN, WATER SPRAYING ALL OVER THE FLOOR 4705RM0101D
0001345198 SPRAY FOR FLIES 4541RM0103
0001356535 4649 / MAIN REPLACE MISSING LIGHT LENS 4649
0001345119 CARPET SQUARES ARE UNEVEN AND STICKING UP 4200RM0518C
0001332769 PERFORM WATER CLEANUP 4708RM1218
0001338212 4702 / E-1 --EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 

ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-(SQUARE JUNCTION 
BOX FEEDING CBS0003 AND CBS0004 MISSING COVER)

4702RM0113
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0001338219 4203 / LOBBY SPRAY FOR BUGS IN LOBBY WHERE COFFEE CART IS 

LOCATED.
4203

0001338215 4704 / 100 -NEAR PNL 0006-PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - 
ANNOTATE TAG-

4704RM0100

0001338181 4241 /  URINAL LEAKS WHEN FLUSHED IN ROOM 120M. 4241RM0120
0001338174 4727 / HALL 114 GLUE CARPET DOWN THAT IS COMING UP OUTSIDE 

ROOM 114 IN HALLWAY
4727RM0114

0001335696 4487 / SW ENTRY CARPET TRIM IS A TRIP/FALL HAZARD AT THE 
SOUTHWEST ENTRANCE OF 4487/A-WING.  GLUE CARPET TRIM DOWN.

4487

0001345214 THE LEAK IS FROM A CEILING VENT IN 109C. 4205RM0108C
0001021360 4761-ELLUENT-PHLVL IS IN LOW ALARM 4761
0001327207 BAY DOOR #21 WON'T GO UP 4483
0001326930 4485 /  RESECURE COMMODE SEAT IN ROOM 129. 4485RM0129
0001326927 4735 /  UNSTOP FLOOR DRAIN IN ROOM 121. 4735
0001330057 REATTACH "FIRE EXTINGUSHER" SIGN TO WALL IN BREAK ROOM. THIS 

TIME, USE SCREWS INSTEAD OF STICKY-BACK TAPE.
4207RM0117

0001345114 REPAIR REPLACE BULB/BALLAST 4200-ELEV0001
0001345111 REPAIR SWINGING DOOR 4491RM0126
0001345102 REPAIR REPLACE BALLAST 4755RM0204
0001345091 UNSTOP COMMODE 4487RMB0189M
0001344993 REMOVE A DEAD RABBIT IN B30, AND A BIRD FROM STICKY PAD NEAR 

FRIGHT ELEV.
4708BSMT

0001332754 R/R BULBS AND BALLAST ONE FULL ROW IN ROOM 127 ALSO IN ROOM 
129

4650FLR01

0001332752 REPLACE CEILING TILES FROM ROOF LEAK 4650RM0108
0001338345 REPAIR OR REPLACE LIGHTS BETWEEN 1ST AND 2ND FLOOR IN 

STAIRWELL (2013)
4708RM0139

0001337961 PERFORM GENERAL CLEAN UP 4732RM0165
0001338271 CHANGE OUT LIGHT SWITCHES 4619RM0165
0001332817 UNSTOP ALL SINKS 4203FLR02
0001338233 REPAIR CEILING LEAK IN 221-1 4708RM0221
0001338227 CHECK BLUE FLUID RUNNING OUT OF STEAM LINES NEAR NORTH WALL 

AT COLUMN 13 
4705FLR01

0001354277 CHECK 480 VOLT  ELECTRICAL OUTLET FOR DRIPPING WATER 4487RMC0159
0001344859 REMOVE PALLETS AND PLYWOOD ON N.W. SIDE ENTRANCE 4716NORTH
0001342596 REPLACE BULB 4200RM0120
0001356553 UNSTOP SINK 4200RM0325
0001351316 DISCONNECT CIRCUIT BREAKERS 40 AND 42 FROM PANEL RA 4203RM1002
0001351052 REPLACE LIGHTS OUT IN THIS TEST ROOM. 4612RM1211
0001351258 REPAIR/ REPLACE MAIN ENTRANCE DOOR CLOSURE 4612WEST
0001341975 CHECK POWER 4205RM0113A
0001327571 REPAIR/ REPLACE BULB/ BALLAST ON WEST STAIRWELL BETWEEN 

THIRD AND FOURTH FLOOR
4200

0001338299 SPRAY ROACHES IN 107 SUITE 4200RM0107
0001327030 4650 / 109 REPAIR  CEILING LEAK (POSSIBLY HUMIDIFIER) 4650RM0109
0001327061 CHECK ELEVATOR #3  SECURITY SAID IT WAS RUNNING ERRATICI 4203-ELEV0003
0001327016 REPAIR STOPPED UP SINK IN PAINT SHOP 4650
0001327000 FURNISH 3 LIGHT COVERS  TO B300 4203
0001317448 POOR LIGHTING, BULBS ARE OUT, NEED REPLACING. 4200RM0334A
0001317446 REPLACE CEILING TILE IN SERVING AREA  (2031) 4471RM0178A
0001344891 REPAIR REPLACE BULB/BALLAST IN HALL OUTSIDE OF RM 106 4244FLR01
0001344890 UNSTOP LAST COMMODE, CRAMMED FULL OF PAPER TOWELS 4200RMG0004
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0001344889 REPLACE STAINED CEILING TILE 4202RM0613
0001337939 REPAIR STEAM & CONDENSATE LEAKS AT THE WEST END  OF THE PUMP 

AREA.
4659WEST

0001338038 LADY`S RESTROOM--REPAIR/REPLACE INOPERATIVE EMERGENCY 
LIGHTS-

4476RM0102

0001338145 REPAIR DOOR LOCK/ INOPERABLE 4491RM0127
0001338137 RESET TRIPPED BREAKER IN ROOMS 420, 422 AND 424 4202FLR04
0001338118 UNSTOP SINK 4755RM0106
0001327177 4707 CLEAN OUT CHIPPER BOX BEHIND BLDG. 4707
0001327074 SPRAY FOR ANTS IN ROOMS 4023-4027 AND IN HALLWAY 4610FLR04
0001327003 REPAIR/ REPLACE BULBS/BALLASTS 4494RM0016
0001345011 REPLACE DAMAGED CEILING TILES (2031) 4650RM0030A
0001345008 CHECK TEST AREA BUILDINGS FOR POWER LOSS MSFC
0001356831 DRAIN LEAKS INTO LOWER CABINET OF SINK ON WEST WALL OF THIS 

ROOM
4728RM0101

0001320716 REPAIR LEAKING WATER FOUNTAIN/ (NEXT TO ELECTRICAL CORD) O.S. 
ROOM 108

4485FLR01

0001314126 TOILET IN MEN`S ROOM STOPPED UP 4315RM0103
0001320677 REMOVE SAND BLAST MATERIAL AND TAKE TO LANDFILL 4745
0001310700 REMOVE WASP NESTS AT EXHAUST VENTS ON THE SOUTH SIDE, 

OUTSIDE
4244SOUTH

0001310644 4200 / E STAIRS IT HAS BEEN REPORTED TO ME THAT A LIGHT IS OUT IN 
THE STAIRWELL BETWEEN THE 3RD AND 4TH FLOORS.  I BELIEVE THIS IS 
IN THE EASTERN STAIRWELL, BUT BOTH STAIRWELLS SHOULD BE 
CHECKED.

4200EAST

0001320498 EMPTY BUCKET OF WATER IN 5TH AND 6TH FLOOR STAIRWELL/ S.W. 4202
0001320492 DRAIN OIL FROM ACMP. ON S.S. OF BLDG. 4645
0001320440 SPRAY FOR ANTS 4727RM0107
0001317469 RESTORE POWER TO OUTLETS 4610RM4031
0001326846 REPAIR LEAK IN B309, POSSIBLY COMING FROM COKE MACHINE IN 

CAFETERIA
4203RMB0309

0001332777 COVER AREA AND PROVIDE CONTAINER TO CATCH LEAK 4708RM0216
0001332767 REPAIR REPLACE BULB/BALLAST IN NORTH SIDE OF LOBBY 4201FLR01
0001332811 REPAIR HOT WATER ON SINK, WON'T TURN OFF 4610RM3019
0001344830 REPAIR REPLACE BULB/BALLAST IN HALL NEAR RM 1118 4612FLR01
0001337910 REPAIR INSULATION AROUND BANDSAW ON THE EAST AND NORTH 

SIDES
4559

0001327134 HIGHBAY WEST WALL BETWEEN ENGINES 1 & 2--REPAIR/REPLACE 
INOPERATIVE EMERGENCY LIGHTS-

4667FLR01

0001301019 REPLACE LIGHT AT ENTRANCE TO MENS  ROOM 4203RM3006A
0001300877 REPAIR REPLACE BULB/BALLAST IN HALL NEAR RM'S E120 & E112 4711FLR01
0001351133 REPLACE LOOSE FLOOR TILES 4728RM0108
0001300886 REPAIR OVER HEAD LEAK ( COMING FROM CONDENSATION IN LINES 

FROM DISHWASHER) AND HAVE DAMAGED CEILING TILES REPLACED
4203RM1019

0001314017 PROVIDE POWER TO FAN 4619RM0160B
0001313998 REPLACE BALLAST 4487RMB0248
0001313993 CHECK FOR WATER LEAK CAUSING CEILING TILE TO BULGE IN HALL 

NEAR ROOM AB212
4487-ABWING

0001314018 REPLACE BULBS 4551BSMT
0001350987 SECURE LOOSE CEILING TILES 4200RM0734
0001332703 REPAIR/ADJUST DOOR NOT LATCHING 4663RMC0210
0001350949 UNSTOP COMMODE 4732RM0121
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0001348841 TURN LIGHTS ON FOR JANITORS 4200RM0160
0001348833 LOST POWER 4201RM0108B
0001327135 EAST WALL--REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-DAYTON 

AIR COMPRESSOR
4667RM0102D

0001294457 TOP DESK DRAWER MISSING SCREWS, ATTACH PENCIL DRAWER TO 
DESK

4600RM5124

0001294412 LADIES RESTROOM LEAKY FAUCET LAST SINK 4201RM0509
0001304509 CHANGE OUT OUTLETS 4663RMA0109
0001304484 REPAIR MECHANICAL ARM ON CHARLIE 6 GATE 4666
0001301950 REPAIR LEAKING WATER FOUNTAIN 4494RM0010
0001294201 CAP OFF AN ELECTRICAL OUTLET 4202RM0210
0001300858 BUGS IN ROOM, COMING OUT OF THE WALL, NEEDS SPRAYING. 4200RMG0026C
0001320600 REPAIR LIGHTS IN STAIRS AT E-13. 4200RMR0001
0001301021 REPAIR REPLACE BULBS BALLAST ROOM 828T 4200RM0828
0001314106 REPAIR REPLACE BULB/BALLAST 4481RM0307A
0001314075 REPLACE BROKEN TOILET SEAT 4494RM0009
0001320596 REPAIR LIGHTS IN ROOM 423 OR E-5. 4200RM0423
0001320593 UNCLOG FLOOR DRAIN IN E-4. 4491RM0109
0001320579 4464 /  CLEAN FILTERS AND BOWL ON SHEW0001 4464-SHEW0001
0001314063 REPAIR SAGGING CEILING TILES IN HALL BETWEEN 1510 & 1507 4612FLR01
0001307848 4654 / 125 REPLACE DAMAGED CEILING TILES (2031) 4654RM0125
0001307844 4610 / 1022 REPLACE DAMAGED CEILING TILES (2031) 4610RM1022
0001307595 REATTACH JUNCTION BOX COVER ON SOUTH WALL 4551BSMT
0001307834 4203 / 6304 REPLACE DAMAGED CEILING TILES (2031) 4203RM6304
0001307617 CHECK OPERATIONS ON PNEUMATIC CONTROL VALVE 4761
0001307582 UNSTOP MIDDLE SINK 4481RM0440
0001304548 TOUCH UP PAINT IN ROOM 4004 4203RM4004
0001307821 JANITORS CLOSET 218 SINK DRAINS SLOW 4200RM0218
0001294337 REPAIR HOLE IN METAL GRATING 4619RM0160A
0001291111 4650 HI-BAY LIGHTS D ON IN ALARM    CHECKING 4650
0001294300 SPRAY FOR TICKS AND TERMITES AT THE LOWER PLAYGROUND ( AFTER 

HOURS)
4494

0001294275 REPAIR EAST END ELEVATOR, INOPERABLE 4755-ELEV0002
0001310655 4200 ROLLUP DOOR LOOSE ELECTRICAL BOX   CHECKING 4200
0001310639 VERIFY OPERATION OF   SUMP LEVEL SENSOR IN NE PIT AND REPORT 

FINDINGS. IT'S LOCATED IN 4670 ROOM B100.
4670

0001307517 REPLACE BULBS (2X2) O.S. OF ROOM 129 4249
0001307875 REPAIR REPLACE BALLAST 4471RMA0111
0001313897 CLEAN UP BARBER SHOP 4203RM1108
0001313895 REPAIR REPLACE BULB/BALLAST 4200RMG0032
0001313887 PATCH AND PAINT WALLS 4202RM0502
0001301037 REPAIR LEAK IN CEILING IN ROOM 115, CUBE 27. 4727RM0115-27
0001301042 ADJUST PRESSURE ON MIDDLE URINAL IN RM 110 4666RM0110
0001307675 4202 /  REPAIR ROOF LEAK WHERE VENTS FROM CONDENSATE AND SUMP 

PUMPS EXIT ROOF FROM BASEMENT 
4202

0001287541 4207  / OS.NE. NEEDS LABOR SUPPORT TO CLEAN-UP STORM DEBRIS 
OUTSIDE AROUND TV STUDIO.

4207

0001287517 4708 /  REPAIR OR REPLACE LEAKING HOT WATER PUMP 0007.  B1C.  E-7 4708RMB0001C
0001327148 4201 / E-1 BASEMENT--REMOVE DEBRIS FROM CONTAINMENT AREA-

EED2006STM012. DEBRIS IN THE CONTAINMENT FOR AN EMERGENCY 
GENERATOR

4201RMB0009
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0001338322 REPLACE CEILING TILE THAT HAS PIPE COMING THROUGH AND CAP OFF 

PIPE
4200RM0105

0001338268 CHECK ROOM FOR MOLD SMELL 4487RMC0100
0001291135 EXIT SIGN IS INOPERATIVE 4619RM0155
0001281679 REPAIR AUTOMATIC DOOR #3 (INOPERABLE) 4610
0001021348 REPLACE RETURN AIR GRILLE AT THE NORTH EAST ENTRANCE 4619
0001338266 ADJUST THE SPINNER ON THE BARBER CHAIRS 4203RM1108
0001301166 CLEAN RM THE UPPER LIMIT NEEDS ADJUSTING ON CRN0008 IN THE 

CLEAN RM. BLDG.4707.
4707-CRN0008

0001301061 4207 / OS.EAST PICK UP & DISPOSE OF SCRAP METAL, PARTS AND WIRE 
LOCATED EAST OUTSIDE BUILDING ROOM145B.

4207EAST

0001281617 SPRAY FOR TERMITES 4612RM1202
0001294195 REPAIR LIGHT IN RM 102 4190RM0102
0001294194 CLEAN FILTERS ON EYEWASH SHEW0001 INSIDE EAST 4464-SHEW0001
0001291109 4631 / B103 ADJUST DOOR CLOSURE ON DOUBLE DOORS LEADING TO 

HALLWAY.  NOT ALWAYS CLOSING ENOUGH FOR THE MAGNETS TO 
CATCH

4631RMB0103

0001345150 REPAIR OVERHEAD LIGHTING IN CLEAN ROOM 131A  & B. 4707RM0131
0001021318 CHECK STRIP HEATERS IN ZONE 1 4705-AH0003
0001287593 4203 ROOM 3417 REPAIR COVER ON LIGHT LOOSE 4203RM3417
0001287226 REPAIR REPLACE BULB/BALLAST 4707RMT0112
0001287219 PAINT CONDENSATE PUMP 4650RM0029
0001287196 LIGHT GLOWING RED IN HALL NEAR RM 121 4476
0001304537 4610 / 1033A CHECK NOISY EXHAUST FAN IN MENS ROOM. 2326 4610RM1033A
0001287251 4207 / 18 SINK FAUCET STRAINER SPRAYING WATER OUT ONTO FLOOR & 

PERSONS. (MENS R`RM)
4207RM0018

0001287245 4727 / 102-19 STICKY PADS NEEDED FOR MICE. 4727RM0102-19
0001300868 REPAIR STEAM LEAK ON HEATER BY SOUTH HANGER/ EAST SIDE OF 

DOOR
4619RM0145

0001300851 REPLACE BALLAST IN HALL O.S. ROOM W115 4711
0001298018 WATER FOUNTAIN CONTINOUSLY RUNNING (NEAR ROOM 3051) 4610FLR03
0001294375 4666 / 110 REPLACE DAMAGED CEILING TILES  (2031) 4666RM0110
0001307662 REPAIR/ REPLACE BULBS/BALLAST 4244RM0103
0001294369 4666 / 207 REPLACE DAMAGED CEILING TILES  (2031) 4666RM0207
0001294365 4487 / 265 REPLACE DAMAGED CEILING TILES  (2031) 4487
0001300987 UNSTOP ROOF DRAINS 4674
0001313905 4707 / 136/138 WE ARE HAVING A PROBLEM WITH MICE. 4707FLR01
0001307616 4481 / 440 MIDDLE SINK IN LADIES ROOM IS NOT DRAINING. NEED TO 

CLEAR THE SINK TRAP
4481RM0440

0001307610 REPAIR OR REPLACE LEAKING UNION ON MAKE UP WATER 4707
0001297993 4708 / E-7 REMOVE WIRING FROM HWP0007 (2013) 4708RMB0001C
0001310683 FIX LIGHT COVERS THAT ARE BOWING UP AND NOT CENTERED IN LIGHT 

FIXTURE.
4705RMA0206

0001300910 CLEAN UP WATER ON THE STAIRWELL END OF BLDG 4583
0001281293 REPAIR LEAKING HANDLE ON URINAL IN RM 144 4566RM0144
0001281286 PUMPAREA SPRAY WOOD BORING BEES AND WOOD AT THE DEWAR FILL 

STATION.
4659

0001281285 REPAIR SLIDING GLASS DOORS THAT ARE STICKING. 4648RM0101
0001314070 NO LIGHTS 4202RMB0104
0001320733 4481 / MENSROOM   IF SO, IN THE EAST SIDE MEN`S ROOM THE RIGHT 

MOST SINK IS NOT DRAINING MUCH AT ALL... ROOM 442
4481

0001327185 UNSTOP  SINK (  4619RM0163
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0001326936 CHECK, REPAIR ELEV0003 OPERATING INTERMITTENTLY 4200-ELEV0003
0001330074 PNL0001-SFN 16466 & PNL0002-SFN 16465 - LABEL ELECTRICAL PANELS TO 

INDICATE FUNCTION OR EQUIP BEING POWERED
4660

0001327095 4250 / 71 REPAIR URINAL IN MEN`S ROOM THAT IS STICKING AND 
CONTINUOUSLY RUNNING.

4250RM0071

0001314079 REPAIR/ REPLACE BULB/ BALLAST 4200RM0149G
0001284453 REPAIR/ REPLACE BULBS/BALLASTS 4728RM0110
0001284447 4209 GEN-1 LOW FUEL ALARM 4209-GEN0001
0001287591 4711 /  REPAIR LIGHTS ON MEZZININE OVER ROOM E113A. 4711RME0113A
0001281569 CLEAN OUT DRAIN IN DOOR WAY OF DOOR #5, SOUTH SIDE 4705SOUTH
0001281556 FAUCET  LEAKING ON HW SIDE 4200RM0218
0001281554 MENS RM 1ST COMMODE SEAT LOOSE 4200RM0425
0001320509 E-1--PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - ANNOTATE TAG-

(LO/TO TAG USED ON CW SUPPLY DRAIN VALVE NEAR AIR HANDLER. 
REPLACE WITH OPERATIONAL CONTROL TAG.)

4646RM0110

0001281501 REPAIR REPLACE BULB/BALLAST IN THE CENTRAL CORRIDOR 4205FLR01
0001287319 4663 / E-17 --CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 

PREVENT FUTURE LEAKAGE-WATER LEAKING FROM A CW PIPE PLUG 
OVERHEAD

4663RMC0106

0001294514 REPAIR SPLITS IN ROOF MEMBRANE DUE TO WIND AND LOOSE 
MEMBRANE .

4203-ROOF0001

0001294512 PICK UP REMOVED GUTTER ON NORTH SIDE BLDG. 2333 4471NORTH
0001294517 REPAIR LEAKING   VALVE TO COMMODE IN RM 100 4609RM0100
0001307660 4619 /  AIREATOR NEEDS CLEANING ON BOTH LAV.S 4619
0001313863 ADJUST PRESSURE ON WATER FOUNTAIN BY ROOM 113. 4485RM0113
0001313862 REPAIR LOOSE COMMODE SEAT IN ROOM121. 4735FLR01
0001314160 REPAIR AIR LEAK ON FILTER PRESS 4761RM0101
0001313858 REPAIR LEAK ON COMMODE IN ROOM 119. 4249RM0119
0001281533 REPLACE MISSING CEILING TILES 4487RMC0164
0001281530 UNSTOP SLOW DRAINING SNK 4487RMC0161
0001294538 THERE ARE BARE WIRES HANGING DOWN OVER THE AIR COMPRESSOR. 

THEY ARE PROBABLY NOT HOT, BUT THEY MIGHT BE. THEY NEED 
CAPPED OR REMOVED.

4312RM0115

0001254158 CLEAN E4 EQUIPMENTROOM NO.300 DO NOT HAVE PM OR BAR CODE. 4481RM0300
0001267372 ADD ANOTHER HOSE TO RADIAL ARM SAW 4631
0001267368 ELEVATOR ONE DOORS WON'T CLOSE 4200-ELEV0001
0001263658 TEST CELL 103-HST-0002-PERFORM REQUIRED TESTING AND INSPECTION 

ON CRANE-LABEL NOT LEGIBLE
4583-HST0002

0001256833 REPLACE LOOSE COMMODE SEAT (PINCHING) 4200RM0613
0001320530 EMPTY OVERFLOWING PAN 4650RM0018
0001247615 REPAIR LOCK ON DOOR #29/ WEST SIDE OF   SHOP 4650
0001254145 NORTH WALL BEHIND RECIPROCATING SAW-N/A-ELECTRICAL 

RECEPTACLE(S) WITH OPEN GROUND- REPAIR/REPLACE-
4554RM0106

0001254143 PLEASE REPAIR LEAKING FAUCET IN LADIES RESTROOM 243. 4708RM0243
0001274792 REPLACE DEFECTIVE BACK FLOW PREVENTER 4612RM1511
0001274791 REPAIR REPLACE BULB/BALLAST ON THE 3RD LEVEL 4619RM0145
0001271561 JANITORS CLOSET B002 SINK DRAINS SLOW 4203RMB0002
0001271558 1ST FLOOR JANITORS CLOSET  TIGHTEN NO HUB BANDS ON DRAIN 

PIPING ABOVE CEILING
4203FLR01

0001271556 2ND FLOOR LADIES RM 2001A  1ST SINK STOPPED UP 4203RM2001A
0001260220 4674 /  1ST SINK SLOWTO DRAIN IN RM 116 4674RM0116
0001259992 LIGHT SWITCH IS NOT WORKING 4570RM0260
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0001274688 REPAIR WATER BASIN VALVE (WHEN STEPPING ON VALVE NO WATER 

COMES OUT)
4619RM0162

0001274680 RESET BREAKER TO CEILING LIGHTS IN S.W. CORNER OF FLOOR 4203FLR06
0001274679 CLEAN UP GLASS ON S.E. SIDE OF BLDG. 4712SOUTH
0001267541 REPAIR STEAM LEAK IN ROOM AND IN THE GRINDING SHOP 4705RM0101
0001260237 SOUTH WALL-MCC0002-LABEL CIRCUIT TO INDICATE ITS FUNCTION.- 4670RMB0100
0001260132 REPAIR AUTOMATIC LOCK ON DOCK 2 4631
0001260027 REPAIR HANDLE ON O.S. DOOR 4203RM6006A
0001259874 REPLACE BALLAST 4612RM1500
0001267497 REPLACE LIGHT BULB OVER PARTITION IN ROOMS 108 AND 110 4485FLR01
0001260038 WELD STUDS IN REAR DOOR OF #2 BOILER 4675
0001320529 SPRAY FOR ANTS 4485RM0128
0001259694 4619 / WEST BAY TRIPPING/SLIPPING HAZARD/ REPAIR/ REPLACE GRATE 

INSIDE MIDDLE ROLL UP DOOR
4619

0001259690 4200 / 610 REPAIR DUCTWORK ABOVE THE CEILING (2026) 4200RM0610
0001254094 SPRINKLER HEAD IN ROOM W157 IS LEAKING AND IS DAMAGING 

CEILING TILES. 
4711RMW0157

0001254201 4650 / E-2 RESTORE HOT WATER TO SYSTEM (2023) 4650RM0126
0001247595 REPAIR MIXER ON CLARIFIER 4761RM0101
0001254179 REPAIR CONTINUOUSLY RUNNING URINAL 4570RM0154
0001267353 POSSIBLE STEAM LEAK ON THE SOUTHSIDE OF THE BLDG. 4483SOUTH
0001267326 TOUCH UP PAINT IN ROOM 4203RM3002
0001284455 FRIEGHT ELEVATOR INOPERABLE 4705
0001281314 DRAIN PAN HOSE CLOGGED/WATER ON FLOOR OF ROOM 183/4583 (AIR 

HANDLER/ERQUIPMENT ROOM).
4583RM0183

0001307537 REPAIR HOT WATER HANDLE ON SINK, WILL NOT TURN OFF 4201RM0315
0001314131 4481 /  UNCLOG SLOW DRAINING SINK IN ROOM 351B. 4481RM0351B
0001254129 REPAIR LEAKING PIPE 4663RMC0260
0001271591 4205 /  ROOM 108, DOOR0013 NEEDS TO HAVE THE DOWN LIMITS RESET. 

WHEN THE DOOR CONTACTS THE FLOOR THE SAFETY SWITCH IS 
ACTIVATED AND THE DOOR RAISES AUTOMATICALLY.

4205RM0108

0001271589 4653 / HALLWAY REPAIR/REPLACE BULBS/BALLASTS. 4653
0001021247 Security reports door #7 will not latch. 4666
0001256954 REPLACE BULBS IN ELEVATOR ON AWING FLR01./ NO LIGHTS 4487-AWING
0001291071 CHECK FOR LEAKS WHERE DAMAGED CEILING TILES ARE, HAVE TILES 

REPLACED
4205RM0111

0001307693 MAKE NEEDED REPAIRS TO SUMP PUMP BASE ON SOUTHSIDE PMP 4670
0001307682 REPAIR REPLACE BULB/BALLAST IN LOBBY , AND HALL LEADING FROM 

LOBBY AND RM E179
4711FLR01

0001307678 REPAIR REPLACE BULB/BALLAST TO ENTRANCE TO CLEAN RM A104 4705FLR01
0001307671 REPAIR COMMODE, LEAKING AT THE WALL 4666RM0253
0001294465 WATER  IN MENS  RESTROOM FLOOR 4708RM1221
0001254112 REPAIR STICKING FLUSH VALVE ON URINAL 4711RMW0138
0001247835 HYDRALIC ARM IS NOT WORKING. 4491
0001254111 REPLACE DAMAGED FLOOR TILES 4200RM0714
0001247758 REPLACE COUPLING ON SUMP0002 (2322) 4487B-SPMP001B
0001288984 CHANGE OIL IN VACUUM PUMP 4571
0001284435 MENS RM 5TH FLOOR COMMODE STOPPED UP 4201RM0506
0001284432 JANITORS CLOSET 6TH FLOOR SINK LEAKING AT PO 4201RM0620
0001281354 4251 / 11 FLUORESCENT LIGHTS ARE OUT. 4251RM0011
0001254258 SWEEP AND CLEAN STORAGE ROOM 152, LABOR 4619RM0152
0001259950 4203 / ELEV 2 REPAIR ELEVATOR 4203-ELEV0002
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0001259704 VACUUM WET CARPET BY DOOR IN ROOM M211 4663RMB0211
0001259724 PAINT LADDER IN E23 4708 4708
0001291105 4566 /  REPAIR LIGHT. 00013 4566-LTS0013
0001267450 4655 / 111 E1--CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 

PREVENT FUTURE LEAKAGE-
4655RM0111

0001284422 REMOVE POWER POLE FROM CENTER OF RM 4485RM0107A
0001254253 PAINT LADDER IN ELEVATOR PIT, SOUTHSIDE OF BLDG NEAR 149 4619RM0149
0001254243 CLEAN UP OIL IN FLOOR NEAR E-4 IN HALLWAY 4619RMB0137A
0001320653 DOOR0002 LOCATED ON THE SOUTH SIDE OF THE HIGH BAY NEEDS TO 

HAVE THE SAFETY STRIP ON THE BOTTOM EDGE OF THE DOOR 
REPAIRED.

4655

0001326950 REATTACH MENS REST ROOM SIGN 4487RMB0259M
0001260087 STEAM PROBLEMS - ONLY 50 LBS ON THE LINE 4707RM0156
0001260068 4728 /  NEED WORK ORDER TO REPAIR AIR HANDLERAH0001 LEAKING 

WATER ON FLOOR IN E1
4728-AH0001

0001260061 4312 / E-1 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-OIL ON THE 
FLOOR UNDER THE AIR COMPRESSORS, RUNNING OUT INTO THE 
PASSAGEWAY, CAUSING A SLIP HAZARD ON THE TILE FLOOR.

4312RM0115

0001324096 PORTABLE APPLIANCE IS PLUGGED INTO A POWER STRIP AND EXCEEDS 
THE WATTAGE RATING ON THE POWER STRIP

4629RM0103

0001324068 LIGHT FLICKERING 4200RMG0030
0001259926 4707 /  EAST MEZZANINE--REINSULATE PIPING.- 4707EAST
0001320645 REPAIR OR REPLACE LEAKING LAVATOTY FAUCET IN ROOM 105 4492RM0105
0001259920 4629 / 108 LOOSE CARPET AT MECHANICAL EQUIPMENT ROOM E-3 DOOR,  

PREVENTING DOOR FROM OPENING. REPAIR OR REPLACE AS 
NECESSARY.

4629RM0108

0001259720 SPRAY FOR ANTS IN ROOMS B14 AND B15 4708BSMT
0001259911 4705 / NBS REPLACE RUSTED OUT DOWNPIPE ON AWNING AT S. W. 

ENTRANCE.2325
4705

0001281600 4200 /  G4 MENS RM 1ST SINK DRAINS SLOW 4200RMG0004
0001314098 REPAIR EXHAUST FAN 4491RM0119
0001320535 STOPPED UP FLOOR DRAIN 4663RMB0001
0001256900 REPAIR STEAM LEAK INSIDE AT THE SOUTHWEST CORNER OF THE 

BUILDING.  CONDENSATE IS DRIPPING ON FLOOR.
4676

0001291100 CLEAN UP WATER 4610RMB0101
0001291094 REPAIR DISCHARGE LINE ON SUMP PUMP 4675
0001259636 4738 / 101 EMERGENCY LIGHTS INOPERATIVE, AND NEEDS 

REPLACEMENT.
4738RM0101

0001247578 4673-PNL0001 /  FROM WORK ORDER 0001166566 TASK 10: EXERCISE ALL 
BREAKERS IN DISTRIBUTION PANELS 3-4 TIMES

4673-PNL0001

0001329978 REPAIR REPLACE BULB/BALLAST 4566RM0158A
0001278242 REPAIR  6 1/2" HOLE IN WALL 4666RM0365A
0001278238 REPAIR/ REPLACE BULB/ BALLAST IN  FLOURESCENT LIGHT 4200RM0408
0001267609 4653 /  UNSTOP FLOOR DRAIN IN E 1 4653RM0025
0001267538 NEED WORK ORDER TO REPAIR CHIPPED OUTCONCRETE IN DOOR WAY 

ON WEST END.
4201

0001267536 UNCLOG FLOOR DRAIN 4708RMB0001A
0001274880 REPLACE BULBS 4203RM5313
0001281388 REPLACE LIGHT BULB OVER FURNITURE IN ROOM. 4203RM3143
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0001281377 THERE IS A SIGNIFICANT AMOUNT OF WATER DRIPPING FROM THE 

CEILING AT A STEADY RATE IN THE NW CORNER OF 4205/RM 101E AND, 
TO A LESSER EXTENT, IN THE HALLWAY OUTSIDE THE ROOM WHICH 
MUST BE REPAIRED BEFORE SIGNIFICANT DAMAGE IS DONE.

4205RM0101E

0001278272 4203 / ROOF 1 REPAIR EPDM TEARS RESULTING FROM WIND UPLIFT. 2325 4203-ROOF0001

0001287489 CARPET NEEDS TO BE GLUED DOWN IN DOORWAY BETWEEN ROOM G30 
AND G30B.

4200RMG0030

0001281324 REPAIR REPLACE BULB/BALLAST OVER CONFERENCE TABLE 4485RM0106
0001281317 REMOVE SOME BULBS TO REDUCE GLARE ( SEE OCCUPANT) 4727RM0102-12
0001281058 MODIFY ELECTRIC HINGE FOR DOOR 4200RMG0001
0001287551 RESET BREAKER 4200RM0818C
0001281580 4653 SPRAY FOR ANTS ROOM 30A 4653RM0030A
0001267612 4680 /  ADJUST PRESSURE ON EYEWASH SHEW 1 4680-SHEW0001
0001304512 4648 / INSIDE PLEASE SPRAY FOR BUGS INSIDE & OUTSIDE THE BUILDING 4648

0001267531 WATER LEAK UNDER SINK. 4739RM0101
0001301081 INSTALL DOOR STOP ON SECOND DOOR 4610RM1033A
0001301080 TIGHTEN LOOSE COMMODE SEAT ON FIRST STALL 4610RM1033A
0001317412 INVESTIGATE SEWER SMELL 4610RM3049
0001304579 REPAIR LEAKING VALVE HANDLE ON URINAL IN MENS ROOM 4623
0001317429 REPAIR CORNER OF WALL IN HALLWAY O.S. B159L NEAR ELEVATOR 4487-BWING
0001317422 REPAIR ROOF LEAK 4200RM0916B
0001330043 4610 /  DRAIN ON FOOD STEAMER CLOGGED IN CAFERTERIA RM100 4610RMC0100
0001307786 4618 / 102 REPAIR BULBS/BALLAST 4618RM0102
0001307725 4705 / A114A EXIT SIGNS NEED TO BE PLACED OVER THE DOOR FROM 

A114A TO A116 AND ALSO ON THE INSIDE OF DOOR OF A116 LEADING TO 
THE HALLWAY.

4705FLR01

0001247925 REMOVE LOOSE CEILING TILES, POST SIGNS WARNING PERSONNEL OF 
FALLING HAZZARD ( ALL FLRS)

4656

0001301036 PERFORM WATER CLEANUP 4623RM0107
0001247940 4663C ACMP-1 LOW ALARM 4663C-ACMP0001
0001267519 REPLACE LIGHT BULBS. 4638
0001274671 REPAIR EAST ELEVATOR, INOPERATIVE 4755-ELEV0002
0001254247 4207ANNEX --SECUE RACK TO RAISED FLOOR (CONTACT USER BEFORE 

BEGINNING WORK)
4207

0001254185 ATTACH/ SECURE CABLE TRAY IN HIBAY 4554FLR01
0001267426 LOST POWER 4202RM0402
0001267276 REPLACE SCREEN ON CONDENSATE PUMP 4607
0001267275 OVERFLOWING COMMODE 4203RM1006A
0001300996 4708RM1119 /  UNCLOG FLOOR DRAIN 4708RM1119
0001301249 R/R BULBS AND BALLAST 4650RM0120
0001301245 CHANGE THE WAY THE DOOR OPENS TO THE WOMEN`S RESTROOM SO 

THAT THE DELAYED OPENING IS ONLY ACTIVATED WHEN THE 
HANDICAP BUTTON IS PUSHED.

4727RM0105

0001300980 REPAIR 4 .IN GRINDER 4650FLR01
0001300976 CLEAN OUT AND CHANGE COOLANT MABLE SAW IN   SHOP 4650FLR01

0001300974 REMOVE LOOSE BOARDS ON LOCKUP IN MIDDLES HY BAY 4650FLR01
0001287633 REPAIR/ REPLACE BULBS/ BALLASTS 4202RM0520
0001287444 NORTH WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4561RM0101
0001326844 SEWER ODOR 4610RM3049
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0001021231 GENERATOR ON ALARM 4692
0001344913 UNSTOP COMMODE 4203RMB0003A
0001344886 REPAIR LEAK ON VALVE AT AIR COMPRESSOR 3 IN E-4 4612-ACMP0003
0001344882 LEAKING VALVE OUTSIDE E4 4707
0001274634 4727 WEST END DOOR IS NOT SECURING PROPERLY PER SECURITY.  4727WEST
0001274809 THE OVERHEAD NEON LIGHT HAS FAILED 4203RM3440
0001320627 REPAIR DOOR/ WON'T OPEN 4760RM0122
0001242372 INSTALL SLIDE BOLT ON EQUIPMENT ROOM DOOR (INSIDE) ROOM 248 4666
0001292724 REPAIR/ REPLACE OVERHEAD LIGHTS 4666RM0250B
0001307934 REPAIR LEAKINQ HOT WATER LINE RUNNING TO ELECTRIC PUMP IN E1 

EQPT.ROOM NO. 129C SOUTH OUTSIDE.
4707RM0129C

0001307889 REPAIR CEILING 4760RM0201
0001287356 4312 WEST DOOR STICKING WILL WAIT UNTIL MONDAY FOR REPAIR 4312WEST
0001356863 ELECTRICAL POWER CORD DEFECTIVE (GROUND PRONG BROKEN OFF OF 

CORD TO RIDGID PIPE THREADER).
4703RM0103

0001242359 SPRAY FOR ANTS 4610RM1078
0001300890 4667 /  REPAIR LEAKING STEAM VALVE 4667
0001351147 SPRAY FOR ANTS 4485RM0128A
0001338049 MOVE TOMBSTONE TO ANOTHER LOCATION (TRIPPING HAZZARD) 4202RM0314C
0001253992 REPAIR/ REPLACE OUTSIDE LIGHT ON S.E. DOOR 4566
0001253011 REPAIR/ REPLACE BULBS/ BALLASTS 4570RM0200
0001330025 4201 /  MENS RM 211 LAST COMMODE LEAKING WHEN FLUSHED 4201RM0211
0001254225 ADJUST WATER TEMP IN SINKS, TOO COLD 4619RM0126
0001247932 PLEASE REPLACE BURNED OUT LIGHT BULBS IN HALLWAY OUTSIDE OF 

ROOM 1219
4708FLR02

0001320513 CHECK, REPAIR OVER HEAD LEAK OUTSIDE OF RM 606 4202FLR06
0001254272 SPRAY FOR ANTS 4203RM1006A
0001254215 UNSTOP 2ND COMMODE 4487RMB0228M
0001281591 FLOODED ROOM 4728RM0103
0001281632 4760 / 201 WATER LEAKING THROUGH CEILING 4760RM0201
0001281631 4718 /  STAIR NEAR ROOM 100--REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4718

0001281456 SEWER ALARM ACTIVATED. 4707
0001281370 4205 HAS A LEAK IN THE NORTH CORRIDOR. 4205
0001344924 INVESTIGATE DEAD ANIMAL SMELL BETWEEN A&B WING 4663
0001242324 REPLACE BEARING IN EXHAUST FAN/  N.W. BWING BATTERY ROOM 4487-BWING
0001338082 REPLACE DAMAGED CEILING TILES (2031) 4610RM3087
0001281666 REPAIR COMMODE 4200RM0614
0001281650 CLEAN OUT LIGHT FIXTURE OUTSIDE OF RM 618 4202FLR06
0001281648 REPAIR, REPLACE LOOSE CEILING TILE OUTSIDE OF RM 520 4202FLR05
0001287286 LADIES RM 3001A FAUCET LEAKING ON HW SIDE 4203RM3001A
0001251320 4201-ROOF0002 /  PATCH HOLES IN ROOF`. 4201-ROOF0002
0001327130 SPRAY FOR ANTS 4610RM3061
0001351079 UNLOCK 4TH STALL DOOR 4631RMC0113
0001326875 4619 /  REPAIR LEAK AT FLASH TANK AT STEAM STATION IN RM 137A 4619RM0137
0001251315 4203-ROOF0001 /  REPAIR WIND DAMAGE AT OVERFLOW DRAIN IN 

E.P.D.M. ROOF.
4203-ROOF0001

0001259988 REPAIR EMERGENCY LIGHT OUTSIDE OF ROOM 4203RM1107
0001335728 REMOVE DEAD BIRD AT MAIN ENTRANCE NEAR SMOKING AREA AND 

ONE ON LOADING DOCK (SEE USER FOR DETAILS)
4487

0001326856 REPLACE DOOR KNOB 4707RMT0110
0001320632 RESTORE HOT WATER 4570RM0105
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0001256880 R/R BULBS AND BALLAST 100A, 104A, 4650FLR01
0001248018 REPLACE LOOSE AND MISSING ANCHORS IN LADDER BETWEEN A AND B 

WING AND IS NOT SAFE TO CLIMB.  
4663

0001310646 VACUUM WATER FROM DRAIN PAN 4650RM0018
0001297936 SHUT DOWN FIRST FLOOR ELEVATORS ON EAST SIDE 4202FLR01
0001327170 REPAIR REPLACE LOCK ON ELEVATOR SHOP DOOR 4200RMG0001B
0001327169 SPRAY FOR ANTS AT ALL ENTRANCE'S ON THE NORTH SIDE 4708NORTH
0001294453 REPAIR/ REPLACE BULBS/ BALLASTS OVER FURNITURE IN ROOMS 3305, 

3306, 3303
4203FLR03

0001294403 LOCATE DEAD ANIMAL (POSSIBLY IN CEILING) 4566RM0115
0001294391 CLEAN COILS AND DRAIN PAN 4707-AH0011
0001294232 REPAIR CEILING LEAK 4600RM5112
0001295454 REPLACE BALLAST 4200RM0530A
0001294241 EMPTY 5 GALLON BUCKET NEAR LOCKERS 4708RM1126
0001294220 REPAIR ELECTRICAL HANGING HEATER 4348RM0100
0001242378 4755 / 307 RESTORE POWER TO WATER FOUNTAIN (2013) 4755RM0307
0001320464 CHANGE SOLUTION ON EW 0001 4493-EW0001
0001320462 REPAIR LIGHTS IN E-10 4705RME0107
0001267583 SPRAY FOR GNATS 4491RM0113
0001287339 ADJUST HVAC CONTROLS TOO HOT 4201RM0503A
0001263639 REPLACE MISSING ELBOW ,N.E. CORNER . 4481-ROOF0001
0001281428 UNSTOP SINK 4494RM0010
0001256938 REPAIR N.W. SLIDING DOOR, INOPERABLE 4708FLR01
0001253956 REMOVE OLD METAL SIDING AND REPLACE AFTER CARPENTERS REPAIR 

FRAMING.
4348

0001247768 NO POWER TO CUBICLE AREA'S 4631RMB0103
0001253960 UNSTOP COMMODE 4203RM3006A
0001253951 REPAIR BROKEN DOOR CLOSER LEADING FROM HIBAY TO SOUTH SIDE 

OF BLDG
4251FLR01

0001256921 REPLACE BELT ON MONARCH LATHE 4650FLR01
0001281260 4663 / B WING REPLACE 50 WATT THEATER TYPE BULBS 6EA 4663-BWING
0001256916 REMOVE CELL PHONE FROM COMMODE IN LAST STALL 4200RM0606
0001256910 TISSUE HOLDER CENTER PIECE IS MISSING IN 1ST STALL 4202RM0115
0001271538 SEAL AROUND  VALVES E-1 4823
0001271526 4650 / 15 CUT ALUMINUM PLATES FOR DOORS. 2326 4650RM0015
0001271521 4487B / E-18 ADJUST STEAM PRESSURE (2023) 4487RMB0001
0001281446 REPAIR LIGHT COVER THAT WON'T FASTEN IN HALLWAY NEAR ROOM 

102
4306

0001291155 REPLACE FLOURESCENT LIGHTS IN WORK AREA 4754
0001291151 REPAIR/ REPLACE FLOURESCENT LIGHTS IN CEILING IN NORTH HIBAY 4755
0001274620 REPAIR/ REPLACE BULBS/BALLAST 4707RM0130
0001274605 REPAIR HINGE ON DOUBLE DOORS ON N.E. SIDE OF BLDG. NEAR RM. C167 4487NORTH

0001274590 REPAIR OUTSIDE LIGHT ON NORTH SIDE OF 1300 WING (INOPERABLE) 4612NORTH
0001267603 REPLACE DAMAGED CEILING TILES 4663RMA0168
0001261475 FILL IN HOLES NEAR CWING WEST END WITH DIRT 4663-CWING
0001259617 PAINT SPACES 2091 THROUGH 2095 "TRANSIENT 2 HRS." ON THE SOUTH 

SIDE, PARKING LOT
4200

0001256819 REPAIR/ REPLACE ROTTEN WALL 4471RM0178A
0001254354 REPAIR/ REPLACE LIGHT IN HALL NEAR ROOM B221 4487FLR02
0001254309 REPAIR HYDRAULIC SYSTEM ON PORTABLE LOADING RAMP 4640
0001254284 REPLACE FRONT ENTRANCE O.S. LIGHT 4755
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0001256809 REPLACE STOP VALVES ON SINK 4708RM0243
0001256807 REPLACE DOOR THRESHOLD AT LOADING DOCK 4436RM0112
0001256806 REPAIR/ REPLACE LATCH ON STALL DOOR 4619RM0209
0001254019 SECURITY GATE C6 STUCK IN UP POSITION. 4666
0001254293 REPLACE BULBS 4200RM0514
0001320613 REPAIR VENT FAN (INOPERABLE) 4707RMT0112D
0001314021 CAULK BOTTOM EDGE WALL ON THE WEST SIDE OF TEST BAY 4572FLR01
0001239143 PAINT CONDENSATE PUMP (WILL DELIVER TO PAINT SHOP) 4570RMB0010
0001320608 REPAIR EMERGENCY LIGHT BLINKING RED 4493RM0157
0001301204 PAINT ROOM 4203RM1108
0001314400 THE DOOR GOING INTO E-8 IS HARD TO OPEN. 4471RM0195A
0001301192 UNSTOP SINK DRAIN 4203RM1108
0001247888 COVER GLASS PANEL ON DOOR WITH A METAL PLATE LOCATED AT N.W. 

CORNER OF BLDG.
4436

0001278250 PAINT THE PARKING LOT CURB AT THE EAST END OF THE BUILDING ON 
THE BACK ROW FOR ONE "ASSIGNED GOVERNMENT VEHICLE" PARKING 
SPACE.  CONTACT THE BUILDING MANAGER FOR EXACT LOCATION.

4600

0001267585 UNSTOP TWO COMMODES 4708RM1129A
0001267355 POSSIBLE STEAM LEAK IN E-2. 4650RM0126
0001267301 PERSONNEL DOOR WON'T CLOSE IN ALLEY NEAR RM. 126 4619
0001260101 4708 E-7 /  UNCLOG FLOOR DRAIN. 4708RMB0001C
0001247970 UNSTOP SINK 4610RM2019A
0001259941 ELEVATOR #1 NOT CLOSING - DOOR STAYS 4" OPEN AND DOWN LIGHT 

REMAINS LIT
4202

0001259940 REPAIR COMPUTER DESK 4353RM0115
0001248075 REPAIR OVERFLOWING COMMODE IN 1ST STALL 4251RM0007
0001248063 REPAIR REPLACE BULB/BALLAST IN RM'S 202, 203 & 204 4656
0001260093 4739 RM101 /  UNCLOG SINK DFAIN. 4739RM0101
0001247934 INSPECT LOOSE INSULATION 4635-4
0001247599 REPAIR LEAKING HANDICAPPED COMMODE 4493RM0137
0001247591 REPAIR LEAKING STEAM PIPES/ EAST SIDE/ NEAR ROOM C169 4487-CWING
0001254040 REPAIR REPLACE BULB/BALLAST AND LIGHTS IN EQUIPMENT, SEE USER 4759RM0101

0001247653 UNSTOP SINK 4610RM2019
0001274840 CLEAN UP DEBRI AT REAR OF BLDG. NEAR DOOR #5 ON SOUTH SIDE OF 

BLDG.
4493SOUTH

0001247692 WATER LEAK 4609RM0101
0001259767 MENS RESTROOM SPRAY FOR ANTS 4200RM0814
0001259763 REPLACE BALLAST IN HALL BETWEEN ROOMS 3071 AND 3073 4610FLR03
0001254311 REPAIR FLASHING LOOSE BETWEEN B-C WING EAST END 4487EAST
0001301132 REPAIR WATER LINE HIT BY DRILLING MACHINE 4619EAST
0001301117 CONTINIOUS RUNNING URNIAL IN RM 4033 4610RM4033
0001301116 REPAIR DRIPPING SINK FAUCET IN ROOM A101. 4705RMA0101
0001294231 REPAIR MOTOR ON RETURN AIR FAN 4708RMB0003
0001294238 REPLACE BALLAST 4201RM0505
0001304524 4473 /  REPLACE HIGH POINT VENT ON SECONDARY PUMP 4 4473
0001313958 REPLACE DAMAGED FLOOR TILES NEAR THE DOOR 4760RM0111
0001307874 UNSTOP FIRST COMMODE ON THE RIGHT 4487RMC0221
0001307869 CLEAR MOOR CEMETARY OF TREES, ETC WITH A BOB CAT 4628SOUTH
0001307758 ANCHOR CYLINDER RACK  IN THE DISTRIBUTION AREA 4631FLR01
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0001307612 PUMP WATER FROM ROLL OFF BOX IN WEST TEST AREA AND DELIVER 

TO 4761
MSFC

0001327083 REPAIR HANDRAIL EAST SIDE BUILDING - OUTSIDE LOADING DOCK 4551
0001327082 REPAIR SUMP PUMP VALVE PIT EAST SIDE 4572
0001238976 4491 /  RM 135 REPAIR COMMODE SEAT 4491RM0135
0001238975 4481 / 236B FLOOR TILES NEED TO BE REPLACED UNDER THE TENT 

CLEAN ROOM. 
4481RM0236B

0001239035 REPAIR LOOSE RAISED FLOOR TILE 4207RM0145
0001239019 INSTALL EXTENSION ON DRAIN 4205-SHEW0004
0001239017 INSTALL EXTENSION ON DRAIN 4205-SHEW0002
0001239129 MENS ROOM 2ND FLOOR URINAL DRY 4200RM0219
0001239118 REPAIR REPLACE BALLAST BULBS FOR 2 FIXTURES 4251RM0003
0001287359 4436-RM109  WATER UNDER FLOORING IN COMPUTER ROOM 109 PER 

USER.
4436RM0109

0001284472 SAW CUT ASPHALT 4492
0001260167 PUT CEILING TILES BACK INTO CEILING 4631RMC0102
0001267623 REPAIRED LEAK ON VALVE. 4207RM0127A
0001267424 ROOM E-4 IN THE TUNNEL IS INFESTED WITH ROACHES. 4708RMB0008
0001267315 REPLACE BAD BREAKER IN MCC-0001 4539-MCC0001
0001242355 REPAIR BAD BALLAST MAKING BURNING SMELL 4708RM1241A
0001248001 4708 /  REPLACE BLOWN LIGHT BULBS IN E-10 4708RM1105B
0001247958 UNSTOP DRAIN ON FIRST LAV , IN MENS RM C102 4663FLR01-C
0001247993 4708 / 1107 PLEASE SPRAY 1107 FOR ANTS 4708RM1107
0001263609 REPLACE CONDENSATE TANK DRAIN 4566RM0147
0001260269 REPAIR REPLACE BULB/BALLAST OVER STALLS 4203RM2001
0001260265 REPAIR LEAKING STEAM VALVE TO HEAT EXCHANGER 4566RM0147
0001260261 UNSTOP COMMODE 4583RM0159
0001259975 4755 / 321A NORTH WALL (CARPETED WALL)--REPAIR/REPLACE 

MISSING/DEFECTIVE ELECTRICAL RECEPTACLE(S)/COVER(S)-COVERS 
NEED REPLACING.  CARPET RUNS UP TO EXPOSED WIRING.

4755RM0321A

0001259967 4476-ROOF0001 /  REMOVE DEBRIS OFF ROOF FROM CELL PHONE TOWER 
REPAIR . 

4476-ROOF0001

0001247854 REPAIR FLUSH VALVE ON COMMODE IN RM 103 4555RM0103
0001247850 RESTORE POWER TO WATER COOLER (2013) 4755RM0400
0001260281 PLUG DRAINS ON SOUTH SIDE OF TEST CELLS IN RM'S 118 THROUGH 124 4623FLR01
0001260228 REPAIR WATER LEAKING AT MAIN ENTRANCE IN LOBBY 4707FLR01
0001260186 UNSTOP COMMODE 4583RM0159
0001256821 REPAIR REPLACE BULB/BALLAST IN STAIRWELL AT 15TH LEVEL AND 

ROOF
4550

0001256820 REPLACE MISSING CEILING TILES 4705RMA0100
0001254378 REPAIR REPLACE BULB/BALLAST, LIGHTS FLICKERING 4200RM0715
0001254199 4707 SEWER ALARM WEATHERS CHECKING 4707
0001247845 REPLACE BATTERY IN EMG LIGHT STAIRWELL NEAR RM 200 (  4755RM0200
0001247844 STAIRS REPLACE BATTERY IN EMG. LIGHT STAIRS NEAR ROOM 215 4755FLR02
0001278257 THE EMERGENCY LIGHTS ARE FLASHING OFF AND ON AND BEEPING IN 

ROOM 11A
4493

0001267336 REPLACE LEAKING URINAL 4561RM0114
0001274860 SOUTH HALLWAY FOUNTAIN DRAINS SLOW 4201
0001274858 JANITORS CLOSET SINK DRAINS SLOW 4201
0001274857 LADIES RM B116A LAST COMMODE LEAKING AT SPUD 4202RMB0116A
0001274854 RECEPTACLES IN ROOM 200 ARE FED FROM A 35A BREAKER. REPLACE 

BREAKER WITH A 1P, 20A
4241RM0200
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0001274850 REPAIR STEAM TRAP LEAK IN TRENCH AT PUMP B VAPORIZER. 4657
0001274640 REPLACE BROKEN COLD WATER KNOB ON SINK IN MEN`S RESTROOM 4251RM0008
0001274639 REPLACE 2 - 12`` WHIRLEE BIRDS ON ROOF. 4492-ROOF0001
0001259994 4480 / OUTSIDE HAVE CEMENT MAN SEAL SEAM AT BASE OF WALL ON 

EAST SIDE OF 4480.
4480

0001254010 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN ROOM 117 4708RM0117
0001254009 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN ROOM 111 4708RM0111
0001256937 POWER SUPPLY TO KEY SWITCH HAS POPPED OUT OF PLACE 4571
0001256931 ELEVATOR STUCK ON 4TH FLOOR 4202-ELEV0001
0001287369 CLEAN UP ASBESTOS FALLEN FROM CEILING 4200RM0932A
0001281486 NO LIGHTS IN THE 3200 AREA 4203FLR03
0001281519 SPRAY FOR TERMITES (OR TERMITE LOOK ALIKES) 4702RM0100
0001247941 4200-ROOF0002 /  REPLACE DAMAGED PVC DRAIN ON ROOF OF 

PENTHOUSE.
4200-ROOF0002

0001259867 4494 / E-2 PLACE GRAVEL ON A PATH FROM ACCESS ROAD TO EQ. RM 
STEPS SO THERE IS ACCESS WITHOUT WADING THROUGH MUD. 2333

4494RM0130

0001247780 TOILET DOES NOT FLUSH PROPERLY MENS RESTROOM AREA 101 1ST 
FLOOR

4205

0001247770 REPAIR WELDER LEAD ENDS 4650
0001251331 ONE LIGHT IN THE EMERGENCY LIGHT ON THE WEST SIDE OF THE 

ROOMIS NOT WORKING.
4705RMC0203

0001247829 4203 REPAIR ELEVATOR #3. 4203-ELEV0003
0001247664 REPAIR, REPLACE BULB/BALLAST IN A109E, & A109 4471FLR01
0001247663 CHECK POWER TO RM 4494RM0002
0001247662 UNSTOP SINK 4494RM0002
0001247817 REPLACE BATTERIES IN THE EMERGENCY LIGHT RM 110 4353
0001320483 SWEEP RAMP AREA OUTSIDE E4 4619RMB0137A
0001320472 DOOR OFF TRACK ON THE WEST END 4201WEST
0001294344 EF2-FAN...OFF/ALARM. LAYNE NOTIFIED 4600
0001320450 4650 / 0000 R/R BULBS AND BALLAST IN HALLWAY NEAR SOUTH 

ENTRANCE
4650

0001317478 REPAIR ANY LOOSE INSULATION AND INSULATE ALL EXPOSED PIPING 
ON STEAM STATION

4619RMB0137A

0001317468 REPLACE STAINED CEILING TILES NEAR RM 1301 4612FLR01
0001317462 REPAIR REPLACE BULB/BALLAST 4656RM0110
0001301011 REPAIR LAWN SPRINKLER JOCKEY PUMP. SHAFT COUPLING THROWN. 4200-PMP0004
0001297981 REPLACE BALLAST 4249RM0131
0001278251 REPAIR ELEV0003, STUCK ON THE 2ND FLOOR 4200-ELEV0003
0001274873 REPLACE DOOR STOP 4249RM0117
0001274867 JANITORS CLOSET 123A  LEAKING FAUCET 4201RM0123A
0001307699 REINSULATE LEAKING VALVES ON CHWP. 1 AND 2 4623RM0107
0001307574 CHECK ODOR FROM FLOOR DRAIN IN MENS RM 1015A 4610RM1015A
0001301095 PAINT MANHOLE 60 EAST OF BUILDING 4646. 4646EAST
0001294432 4201 /  MENS RM 123 2ND COMMODE STOPPED UP 4201RM0123
0001297952 REPAIR REPLACE BULB/BALLAST IN 2128, 2233 & 2234 4203FLR02
0001301096 4347 / TOWER REPLACE/REPAIR LIGHTING ON STAIRS OF 4347 TOWER.  

NONE OF THE LIGHTS WORK AND THE SWITCH IS STIFF AND DIFFICULT 
TO OPERATE.

4347

0001294421 4610 / E-2 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-WATER ON THE 
FLOOR IN FRONT OF VSC 001, 002, 003

4610RMB0100

0001259894 4201 /  2ND FLOOR MENS RM 1ST COMMODE OVERFLOWING WHEN 
FLUSHED

4201RM0211

Page 158 of 330



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001259889 4201 /  6TH FLOOR MENS RM LAST COMMODE LEAKING WHEN FLUSHED 4201RM0623

0001259888 4201 /  1ST FLOOR NORTH HALLWAY FOUNTAIN LEAKING AT SUPPLY 
LINE

4201FLR01

0001294154 REPLACE BULB 4203RM6107
0001231427 REPAIR REPLACE BULB/BALLAST OUTSIDE RM 380 4666
0001231402 CHECK BAD SMELL IN LADIES RM 4200RM0325
0001274803 4663 / B204 REPLACE SPOT LIGHTS. 4663RMB0204
0001267281 4708 ROOM B27 WET CEILING TILE 4708RMB0027
0001313927 4761 /  CLEAN MOLD AND DIRT OFF OF EYEWASH NOZZLES /COVERS / 

BOWL ON SHEW0003
4761-SHEW0003

0001313898 WATER RUNNING DOWN WEST WALL 4663RMB0001
0001313832 4541 /  REPAIR UNDERGROUND LEAK ON NORTH SIDE OF BUILDING. SEE 

JIM DURHAM FOR EXACT LOCATION.
4541NORTH

0001281668 4241 / 204-13 INVESTIGATE LEAK IN 1ST FLOOR JANITORS CLOSET. SEE 
BUILDING MANAGER

4241RM0204-13

0001254341 4705 / C101 -EAST OVERHEAD CRANE, ON THE BRIDGE-EXPOSED 
ELECTRICAL WIRING- REPAIR/REPLACE OR ELIMINATE POTENTIAL 
EXPOSURE TO LIVE WIRES-DOORS REMOVED FROM LINE VOLTAGE 
PANELS EXPOSING BARE CONDUCTORS.

4705RMC0101

0001254174 4612 / 1308 UNSTOP DRAIN TO POLISHING UNIT. 4612RM1308
0001254109 CHECK AIR LINES ON BACK OF TARGETS 4627
0001247703 4542 / N/A WEST WALL--SECURE LIGHT TO WALL TO PREVENT IT FROM 

FALLING AND STRIKING EMPLOYEE-
4542

0001254349 4705-N / E101 SW CORNER--CLEAN UP WATER ON FLOOR AND TAKE 
MEASURES TO PREVENT FUTURE LEAKAGE-

4705RME0101

0001254346 4705 / A205 --REPAIR/REPLACE DEFECTIVE ELECTRICAL DISCONNECT-
DISCONNECT HAS OPEINGS EXPOSING WIRES

4705RMA0205

0001231382 REPLACE BALLAST IN HALLWAY NEAR ROOM 100 4485FLR01
0001235278 FLUSH SENSOR ON NOT WORKING ON 2ND AND LAST COMMODE 4631RMC0114
0001235272 REPAIR/REPLACE DOOR STOPS 4708RM1128
0001235255 REPLACE FLEXIBLE COUPLING ON INFLUENT LINE IN HI BAY 4761
0001231437 REPLACE CARPET AROUND OUTLET 4610RM5047
0001231436 REPAIR LIGHT OUTSIDE ROOM 201 IN HALLWAY 4732FLR02
0001239101 4708-SMPMP3-SUHIAL IS IN ALARM. 4708
0001239084 ADJUST SLIDING DOOR ON THE WEST END OF HIBAY 4650
0001224475 ENTIRE LIGHT IS OUT IN ROOM 2062 SUITE.  THIS IS A WALK THRU AREA 

IN AN OFFICE.  THIS LIGHT WAS FIXED ~ 3 WEEKS AGO AND IS OUT 
AGAIN.

4610RM2062

0001231526 CLEAN OVER HEAD VENT IN FITTERS SHOP/BREAK AREA 4705FLR01
0001231285 GFI RECEPTACLE NOT SHUTTING OFF 4539
0001231274 ELEVATOR #1 INOPERABLE 4705-ELEV0001
0001235204 REPAIR HANDLE ON INSIDE OF OFFICE DOOR 4610RM3034
0001235187 PAINT ROOM (USE DARKER COLOR)  (CONTACT USER IN ADVANCE) 4200RM0112
0001235167 REPLACE DEFECTIVE BACKFLOW PREVENTER 4485RM0138
0001231232 REPAIR ROLL UP DOOR IN HIBAY/ WON'T RAISE 4561
0001231210 CLEAN UP OIL LEAKING FROM VENT PIPE 4705RMB0119F
0001231195 REPAIR/ REPLACE WALL PAPER THATS FALLING DOWN 4471RMB0101
0001235276 ADJUST CLOSURE ON DOOR #10 (O.S. DOOR) 4200
0001224808 BACK OF THE ROOM--STORE FLAMMABLE MATERIALS / COMBUSTIBLE 

LIQUIDS IN AUTHORIZED CABINETS (OR ROOMS)-
4650RM0019N
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0001224807 IN HALLWAY--REPLACE EXIT SIGN WITH ONE WITH APPROVED 

LETTERING (REQUIRED HEIGHT AND WIDTH)-EXIT SIGN AT END OF 
CORRIDOR HAS NO CHEVRON INDICATING DIRECTION OF TRAVEL TO 
EXIT

4493RM0122

0001224802 PISTOL RANGE SHED COVERED AREA--REPLACE/RE-CERTIFY PRESSURE 
RELIEF VALVE-NEW WESTWARD AIR COMPRESSOR RELIEF VALVE NOT 
CERTIFIED

4608

0001239137 TRIPPED BREAKER 4200RM0404
0001239131 CHECK ELEVATOR DOORS ON CAR #2 4200-ELEV0002
0001231594 REPAIR AIR SHOWER/ WORKING INTERMITTENTLY 4708RM0151
0001231252 CHECK ALIGNMENT ON ENTRANCE DOOR 4566RM0160
0001235234 REPAIR PIPE LEAK (2023) 4761RM0101
0001239025 PLEASE SECURE LOOSE CARPET TILES 4708RMB0024D
0001224538 4203-LTS0014 /  FROM WORK ORDER 0001008070 TASK 10: PERFORM 30 

SECOND LIGHT OPERATIONAL TEST
4203-LTS0014

0001224504 REPLACED  BULBS IN LIGHT IN EOU . ROOM A127 4487RMA0127
0001239167 4612 B WING /  ADJUST OR REPLACE AUTOMATIC CLOSER SO THAT DOOR 

WILL NOT SLAM SHUT 
4612

0001224535 4663 E-15 /  REPLACE LIGHTS. 4663RMB0180
0001224533 BLDG 4570/E2 /  REPLACE LIGHTS IN B10/ BATTERY RM. 4570RMB0010
0001224529 4747-LTS0007 /  FROM WORK ORDER 0001092134 TASK 30: NOTE ANY 

LIGHT DEFICIENCY ON PM RECORD
4747-LTS0007

0001239163 4201 /  JANITORS CLOSET 407 SINK DRAINS SLOW 4201RM0407
0001224522 4777-LTS0001 /  FROM WORK ORDER 0001104858 TASK 10: CLEAN 

EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD
4777-LTS0001

0001224521 4777-LTS0003 /  FROM WORK ORDER 0001104291 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4777-LTS0003

0001239159 4201 /  JANITORS CLOSET RM 213 SINK DRAINS SLOW 4201RM0213
0001239154 4200 /  JANITORS CLOSET 427 FAUCET LEAKING 4200RM0427
0001224715 EXTERMINATE FOR ANTS IN RM W175 AND ADJOINING OFFICES 4711RMW0175
0001224629 4203 / 6003 REPLACE DAMAGED CEILING TILE IN HALLWAY NEXT TO EQ. 

RM. 2031
4203RM6003

0001224638 4476 / 204A CLEAN UP INSULATION IN EQ. RM. 2333 4476RM0204A
0001224797 E-1--REMOVE MATERIALS FROM EQUIPMENT ROOM AND STORE 

PROPERLY-LEAD ACID BATTERIES ARE STORED ON THE FLOOR IN 
EQUIPMENT ROOM

4623RM0107

0001224703 4705 / A106A REPAIR OR REPLACE LIGHTING IN PARTS INSPECTION AREA. 4705RMA0106A

0001231421 PAINT WINDOWS IN  ROOM 157 BLACK. 4619RM0157
0001231417 SUMP PUMP 1 NOT WORKING NEEDS REPAIR 4567
0001227875 REPLACE OLD DAMAGED COVE BASE IN EAST HALLWAY 4711EAST
0001231360 4708 / 1214 REPLACE DAMAGED CEILING TILES (2031) 4708RM1214
0001231358 4708 / 236 REPLACE DAMAGED CEILING TILES (2031) 4708RM0236
0001231376 4203 NEAR 5414 /  REPLACE BULBS 4203RM5414
0001231374 4203 NEAR 5138 /  REPAIR LIGHT NEAR 5138 ONE BULB OUT 4203RM5138
0001231368 4650 /  SINK LEAKING IN MENS RM 30A 4650RM0030A
0001224573 RESET BREAKER (WEDNESDAY EVENING) 4485RM0107
0001231474 CLEAN STRAINER AT COOLING TOWER NORTH SIDE AND REPLACE 1 

INCH VALVE
4570

0001224625 REPAIR/ REPLACE PLASTIC COVERINGS THAT JOINS CARPET AND TILE 
TOGETHER IN ROOM A114C

4471RMA0114

0001224606 SPRAY FOR ANTS IN LOBBY 4203
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0001231312 DISCONNECT CIRCUIT TO FRYER 4610RMC0100
0001224645 REPAIR NORTH EXTERIOR LIGHTS THAT ARE ON DURING DAYLIGHT . 4708NORTH
0001224627 REPLACE BALLAST 4250RM0051
0001231297 CLEAN EAST AND WEST STRAINERES AND BLOW DOWN LINES 4473
0001231241 STEAM HEATERS BLOWING COLD AIR 4667
0001231212 REPACK GROUND ON THE S.E. SIDE, GROUND IS SETTLING CAUSING SINK 

HOLE
4554

0001220392 REMOVE CAN LABELED PCB STORED IN ELECRICAL RM MARKED MM107 4202FLR01

0001231334 PAINT ROOM 4727RM0114
0001231323 SEWER ALARM ACTIVATED 4707
0001231255 ROLL UP DOOR WON'T CLOSE 4561RM0120
0001231240 SPRAY FOR ANTS AND BUGS IN INSTRUMENTATION LAB 106G,  BLDG. 

4707.
4707RM0106G

0001217108 ADJUST RESTROOM DOORS FOR ADA ( CONTACT USER FOR MORE INFO) 4600

0001217107 ADJUST FIRE DOORS ( CONTACT USER FOR DETAILS) 4600
0001217093 REPAIR ROLL UP DOOR STUCK OPEN 4561
0001216995 REMOUNT COMPRESSED AIR FILTER AND GAUGES TO WALL 

(ASSOCIATED WITH 4648-ACMP0001)
4648RM0104

0001227849 REPAIR REPLACE DOOR LATCH, DOOR WILL NOT OPEN FROM INSIDE 4600RM3303
0001227840 REPAIR WOODEN PLATFORM AT STEAM STATION 4491RM0136
0001227834 REPAIR BOTTOM OF ROLL UP DOOR 4761
0001224752 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 4708/220 4708RM0220
0001224751 PLEASE REPLACED CRACKED TOILET SEAT IN MEN`S RESTROOM 211 4708RM0211
0001224750 I WOULD LIKE TO HAVE SERVICES OF AN ELECTRICIAN TO DETERMINE A 

480V 3PHASE 100A POWER SUPPLY TO INDUCTION FURNACE IN ROOM 
1105, BLDG 4612.

4612RM1105

0001224749 I WOULD LIKE TO HAVE THE SERVICES OF AN ELECTRICAN TO 
DETRMINE POWER SUPPLIES TO AH20, AH21 & RA FANS.

4708RM0244

0001217005 REPLACE BALLAST 4201RM0610
0001216999 REPAIR LIGHT COVER (MISSING SCREWS) 4666RM0218
0001217123 4666 / E-4 REPLACE POTABLE WATER FILTER (2023) 4666RM0108
0001217326 REPLACE DAMAGED CEILING TILES (2031) 4610RM1067
0001217206 REPAIR REPLACE BULB/BALLAST IN RM'S 4026 & 4027 4610FLR04
0001217013 CHECK GROUNDING FOR BLDG. (NEED TO KNOW RESISTANCE) 4571
0001217056 CUT OFF TWO BOLTS  AT GROUND LEVEL OUTSIDE RM 198C ( OLD 

LOADING DOCK)
4471FLR01

0001217024 PLEASE RE-GLUE 3 CARPET TILES IN ROOM 1237 - RECENTLY RE-GLUED 
AND COMING UP AGAIN

4708RM1237

0001217269 INVESTIGATE WATER LEAK IN THE EAST PARKING LOT 4650EAST
0001217260 REPAIR REPLACE MOTOR ON EXHAUST FAN 4471RM0155
0001220335 REPLACE BULB OVER DESK 4487RMB0121B
0001220301 SPRAY FOR ANTS 4203RM2434
0001217033 4473 /  REFILL PORTABLE EYEWASH 4473
0001217357 REPLACE CEILING LIGHT OVER DESK 4203RM4200
0001217117 4650 REPAIR POTABLE WATER LINE OUTSIDE E-1 4650
0001224815 REPLACE BALLAST/ (BLINKING LIGHT) 4200RM0149
0001224791 REPAIR/ REPLACE CANOPY LIGHTS AT WEST ENTRANCE ON NORTH SIDE 

OF BLDG. 
4610NORTH

0001224788 REPLACE THERMOSTAT ON GEN.#3 4663-ABWING
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0001224760 REPAIR BOTTOM BLOW PIPE TO #1 BOILER IN BILGE (SEE USER FOR 

DETAILS)
4567RM0106

0001209545 REPAIR DOORS ON ELEV0003, OPENING AND CLOSING 4200-ELEV0003
0001213060 4646 /  REPLACE FILTERS ON SINK AT RM105 4646RM0105
0001213059 4583 /  CLEAN SCREENS ON EW 0001 4583-EW0001
0001220339 PUT AUTOMATIC DOOR BACK ON TRACK  AT LOBBY ENTRANCE 4200FLR01
0001220328 REPAIR UNDERGROUND WATER LEAK ON THE S.W CORNER OF BLDG 4201
0001220327 SPRAY FOR ANTS 4728RM0108
0001224681 REPAIR LIGHT AT BOTTOM OF N.E. STAIRS 4619NORTH
0001227878 CLEAN CHILL WATER COIL SURFACE 4207-AH0003
0001227877 REPAIR INSULATION ON CHWP0002 STRAINER 4207-CHWP0002
0001209391 REPAIR LEAK ON MAKEUP WATER LINE IN RM E2 4663RMB0001
0001227805 REPAIR/ REPLACE BULBS/BALLAST 4666RM0123
0001227800 REPAIR STEAM LEAK 4659RM0015
0001227796 REPLACE FLOURESCENT LIGHT COVER 4202RM0604
0001224862 ELEVATOR STUCK ON 6TH FLOOR 4619RM0145
0001209363 REPAIR LEAK ON SOUTHERN WALL. 4493
0001209352 PLEASE CHECK LIGHTS IN 4755 ROOM 308.  LIGHTS IN 308 AND HALLWAY 

ARE NOT WORKING
4755RM0308

0001224461 REPAIR LEAKING COMMODE 4728RM0105
0001224458 RESET BREAKER 4485RM0107
0001224451 REPLACE RUBBER TIPS ON DOOR STOPS 4203RM6230
0001224724 BOILER PIPE GOING INTO ROOM 120 IS LEAKING WATER. 4570
0001224446 REPAIR/REPLACE RAISED FLOOR TILE (TRIPPING HAZZARD) 4476RM0113A
0001220394 REPLACE BULBS IN HALLWAY BETWEEN ROOMS 436 AND 438 4200FLR04
0001220391 REINSTALL AND ACTIVATE MAGNETIC LOCKS 4205RM0105
0001224553 REPAIR INSULATION ON MAKE UP AIR DUCT 4491-AH0001
0001217100 MODIFY AIR VENT 4612RM1303
0001217098 UNSTOP SINK AND FLOOR DRAIN (SINK LEADS TO FLOOR DRAIN) 4561RM0110
0001217074 REPLACE COVER ON INDUSTRIAL WATER VENT PIT/ N.W. OF BLDG. 4667
0001217295 REPAIR BROKEN  WINDOW BEHIND #1 BOILER 4567WEST
0001217272 REPAIR/ REPLACE BULBS/BALLASTS IN ROOM 12 AND IN THE MENS RR 4194FLR01
0001209340 REPAIR/ REPLACE DOOR STOP ON DOOR 4251RM0007
0001213000 4653 / E-2 REPAIR PUMP LEAKING WATER, 2" OF WATER ON FLOOR: 

CLEAN UP WATER.
4653RM0008

0001235216 PATCH/PAINT WALL UNDER WINDOW 4244RM0114
0001209427 4481-HWS-HWP4 TOGGELING 4481-HWP0004
0001201235 UNLOAD DUMPSTER ON THE NORTH SIDE OF FITTERS SHOP 4705NORTH
0001204766 REPLACE DEFECTIVE BACK FLOW PREVENTER 4707RM0138D
0001201498 P.   REPORTS A STEAM LEAK ON THE COIL ON DXAC1 4566
0001201300 4760-ROOF0001 /  CLEAN AND RESEAL PIPE VENTS ON ROOF. 4760-ROOF0001
0001209285 ADJUST UPPER LIMITS ON CRN0001 .             CRAFT CODE( 2336 ) 4555-CRN0001
0001204655 SUMP1 AND SUMP2 IN ALARM. 4670-SPMP001A
0001201422 REPAIR LEAK ON VALVE AT STEAM STATION 4610RMB0100
0001201268 OUTSIDE ON OUTDOOR TEST RANGE (SOUTHWEST OF 4571) PLEASE 

WEATHERSTRIP AND/OR CAULK AROUND LARGE (50 FT X 20 FT) 
CONTAINTER AT THE INTERFACE OF CONTAINER BASE AND CONCRETE 
SLAB.

4571

0001201421 REPLACE LEAKING PIPE AND FITTINGS ON STEAM LINE TO HEAT 
EXCHANGER ,NW CORNER

4610RMB0100

0001209303 CHECK ALL EMERGENCY LIGHTS/ OUT DUE TO POWER OUTAGE THE 
NIGHT BEFORE

4707
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0001209301 REPLACE BROKEN BULB IN FIXTURE 4251RM0007
0001204784 REPAIR/ REPLACE EMERGENCY LIGHT 4566-LTS0006
0001209561 REPAIR LEAK IN RM. 113 N.W. CORNER . 4727-ROOF0001
0001209541 NORTH SIDE ROOM 132 OVER WINDOW BENCH 4 CEILING LIGHT 

FIXTURES HAVE CEASED WORKING WITH THE LIGHT SWITCH.
4464RM0132

0001209539 RE-INSTALL THE REFLECTIVE CHANNELIZER / TRAFFIC CONES AT MSFC 
BLDG. 4708 - NORTH PARKING LOT - EAST PEDESTRIAN CROSSING

4708

0001209300 REPAINT PARKING BLOCK NEXT TO HANDICAP SPACE, FACING WEST 4493
0001201338 4471 / 178B EAST WALL OF SHIPPING OFFICE-EXTENSION CORD-REPLACE 

FLEXIBLE ELECTRICAL CORD/CABLE ROUTED THROUGH WALL WITH 
PERMANENT WIRING-EXTENSION CORD RUNNING THROUGH WALL TO 
ATTIC PLACED BY TECHNICIAN

4471RM0178B

0001201390 CHECK, REPAIR MOTOR BESIDE HOT WATER TANK SOUTH SIDE WIND 
TUNNEL

4732

0001201335 4471 / 187W --REPAIR/REPLACE INOPERATIVE EXIT SIGN- 4471RM0187
0001201334 4244 / 108 SOUT OVER THE DOOR BY THE SODA MACHINE--

REPAIR/REPLACE INOPERATIVE EXIT SIGN-
4244RM0108

0001201430 CLEAN OUT  DRAINS IN TRENCHES OUTSIDE OF BLDG. 4541
0001201398 SPRAY FOR ANTS 4203RM1300
0001201369 REPLACE BALLAST 4610RM3091
0001201347 REPAIR OR REPLACE SOAP DISPENSERS 4707RM0105A
0001201348 AUTOMATIC DOOR ON SOUTH ENTRANCE WON'T CLOSE 4202SOUTH
0001201322 ASSIST WITH LOAD TESTING OF CRANES 4656
0001195362 UNSTOP COMMODE 4708RMB0020
0001195349 REPLACE FALLEN CEILING TILE 4202PENT
0001195316 OVERFLOWING URINAL 4708RMB0029
0001195313 REPAIR/ REPLACE CATCH ON LENS 4663RMA0182
0001195312 REPLACE BALLAST 4663RMA0178
0001201285 4250 DOOR 2 SPRAY FOR ANTS SOUTH DOOR NEXT TO  4250
0001195254 REPAIR GATES AROUND SOFTBALL FIELD MSFC
0001195252 PATCH/PAINT WALL ( SEE USER) 4203RM3415
0001190970 4202 /  JANITORS CLOSET 229 SINK DRAINS SLOW 4202RM0229
0001188326 UNSTOP LAST COMMODE 4610RM4002
0001188143 ELEVATOR #1 CATCH AND LOCK OUT FOR LABORERS TO CLEAN 4200-ELEV0001
0001188134 REPLACE MOTORSHOP LIGHTS - 4650
0001188203 CHECK, REPAIR OVERHEAD LEAK 4705RMB0100
0001195215 REPAIR STEAM LEAK ON AIR HANDLER INSIDE DOOR ON RIGHT 4666RM0263
0001188313 4670 SUMP-2 IN ALARM AFTER POWER OUTAGE   CHECKING 4670
0001184485 RE LAMP RM. A106 WITH ENERGY EFFICIENT BULBS. 4663RMA0106
0001184484 REPAIR EXTERIOR LIGHTS ON IN DAYTIME. 4570
0001184483 INSIDE EGRESS DOOR  CLOSURE IS BROKEN.  CLOSURE DOSE NOT 

DAMPEN DOOR CAUSING IT TO "SLAM" SHUT.
4612RM1412

0001197920 4205 LAB 109 DOOR WANT LOCK   CHECKING 4205RM0109
0001195486 CHECK POWER TO COMPUTER KEY BOARD 4244RM0115
0001197909 REPLACE TEMPORARY WIRING (EXTENSION CORD/FLEXIBLE CABLE) 

WITH PERMANENT WIRING-REMOVE TEMP CORD COMING FROM 
BOTTOM OF MCC2

4481RM0300A

0001195429 REPAIR/REPLACE LEAKING FAUCETS 4473RM1003
0001195473 SUPPORT STEAM PIPE ON NORTH WALL, EAST WALL & CEILING 4727RM0103
0001190986 4250 SOUTH OUTSIDE REPAIR OR REPLACE BULDS 2 OUT 2 FLICKERING 4250
0001197939 UNSTOP SINKS 4200RM0154
0001190919 FIRST LAVATORY SLOW TO DRAIN 4583RM0115
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0001188239 CHANGE MOTION TIMER LIGHT SWITCH TO TIMER TYPE SWITCH, SET 

FOR 4 HOURS
4207RM0116

0001190926 FIRST LAVATORY SLOW TO DRAIN 4663RMC0102A
0001188341 SPRAY FOR ANTS 4583RM0180
0001195609 REPAIR/ REPLACE BALLAST IN CEILING 4705RMA0215
0001195600 REPLACE LIGHT OVER DESK 4201RM0432
0001195597 SPRAY FOR ANTS 4203RM3414
0001195204 REPAIR LIGHTS AT 6TH FLOOR LANDING IN EAST STAIRWELL 4200FLR06
0001191006 REPAIR EROSION NORTH WEST CORNER OF BLDG 4708
0001197871 STEAM TRAP:  COLD ALARM. LOCATED ABOVE ROOM 68. SIGNAL AND 

BATTERY STRENGTH ARE GOOD. 
4250

0001190991 REPLACE BULBS 4200RMP0101
0001188233 STEAM TRAP LOST. IT IS FOR THE SQ HEATERS AND IS LOCATED IN E-2. 4249

0001197866 TURN WATER OFF ROOMS 102 & 103 C-WING FOR REPAIRS - CAGLE 
CONTRACTORS

4663

0001195783 REPAIR/ REPLACE BALLAST ROOM 236A 4201RM0236
0001188304 HEATER IN ROOM 101 IS LEAKING. WILL BE TURNED OVER TO THE 

PIPEFITTERS
4759

0001201293 4760-ROOF0001 /  REINSTALL SCREWS COMING OUT AROUND PERIMETER. 4760-ROOF0001

0001201225 REPAIR CEILING LEAK/  AND REPLACE CEILING TILE FULL OF WATER IN 
ROOM 102B

4493RM0102

0001195353 REPAIR COMMODE, LEAKS WHEN FLUSHED 4739RM0101
0001195346 4600 / 1203 MOTION/LIGHT SENSOR NEEDS TO BE RELOCATED/MOVED TO 

ANOTHER AREA IN THAT OFFICE.
4600RM1203

0001195342 CHECK FOR A TRIPPED BREAKER 4561RMA0204
0001195482 4600 ELEVATOR #2 IS MALFUNCTIONING AND HAS SOMEONE STUCK IN 

IT.
4600

0001188188 4241 /  INSTALL WATER FILTER ON DRINKING FOUNTAIN BETWEEN RMS. 
109 AND 110.

4241

0001201279 THE LIGHTS ATTACHED TO COLUMNS S & V ARE NOT WORKING. THESE 
LIGHTS ARE IN THE SHEET METAL DEPT. OF BUILDING 4705. THANK  
YOU.

4705

0001195314 REPAIR REPLACE LOOSE FLOOR TILES IN HALL IN FRONT OF RM 212 4201FLR02
0001195468 4761-ROOF0002 /  HIGH BAY ROOF, ROUTE STEAM OFF ROOF. 4761-ROOF0002
0001209396 REPAIR LEAKING FAUCET 4610RM3085
0001201480 UNSTOP COMMODE 4487RMC0161
0001201463 REPAIR AIR SHOWER TO CLEAN RM 4708RM0151
0001188229 PUMP OUT PIT AT TS 500 4524
0001184513 REPAIR/ REPLACE DOOR HANDLE ON INSIDE DOOR LEADING TO SOUTH 

PARKING LOT
4674

0001188206 COVER EQUIPMENT WITH  PLASTIC DUE TO CEILING LEAK 4650RM0100B
0001209430 CLEAN UP EQUIPMENT RM 4659RM0015
0001209516 REPAIR/REPLACE BULB/BALLAST OVER MIRROR 4610RM3085
0001201396 REPLACE CARPET SQUARES ALONG SOUTH WALL. 4250RM0073
0001209418 NEED INSULATION REPLACED IN MIDDLE PUMP HOUSE. 4628
0001209459 4708 /  CHECK OPERATOR ON WATER JET ROOM E9 4708RMB0001
0001209457 4705 / A207 THERE ARE ANTS COMING FROM THE CEILING DOWN THE 

WALL ONTO THE DESKS. PLEASE SPRAY AGAIN! 
4705RMA0207

0001181624 4760 / 116 HEATER FAN MAKING BAD NOISE. 4760RM0116
0001181423 REMOVE SCREENS AND CLEAN 4464RM0132
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0001181520 4705 / WEST REPAIR LOOSE PIPE ON WEST SIDE OF BLDG. 2326 4705WEST
0001181477 UNSTOP SINK 4200RM0327
0001021274 REPAIR KINK IN CABLE IN OVER HEAD CRN IN WEST END OF HIBAY 4619RM0155
0001173530 REMOVE FULL GLUE TRAPS AND REPLACE 4752
0001173509 DISCONNECT DUST COLLECTOR LOCATED ON THE SOUTH SIDE NEAR 

LOADING DOCK
4471SOUTH

0001173498 REPAIR FLUSH HANDLE ON LAST COMMODE 4650RM0027
0001173596 WOMEN`S RESTROOM - SINK NEEDS TO BE UNCLOGGED 4200RM0325
0001173594 RELOCATE LIGHT SENSOR OVER DESK. 4600RM5413
0001173479 REPLACE DAMAGED CEILING TILE NEXT TO VENT IN H ALLWAY AT 

ROOM 125. 2031
4353RM0125

0001173454 ROLL UP DOOR STUCK OPEN 4561
0001181620 REPAIR CONTINUOUSLY RUNNING COMMODE 4531RM0101
0001173420 REPLACE BULBS/BALLASTS 4487RMB0155
0001173323 REPAIR THE LEAKS ON THE HOT WATER SYSTEM - EQUIPMENT ROOM 4561RM0104
0001181547 LIGHTS OUT IN ROOM 4610RM1039
0001181523 4203 ROOM 2416 SRAY FOR ANTS 4203RM2416
0001177105 CHANGE OUT SCREEN ASSEMBLY IN EQUIP RM 39 AB WING 4487RMAB0102
0001181414 REPAIR LIGHT OVER DESK 4600RM1102E
0001173444 REPAIR REPLACE BULB/BALLAST 4610RM1012
0001173426 RESTORE POWER TO OUTLET ON THE NORTH SIDE OF CUBICLE 4600
0001173313 4708 / EXTERIOR PLEASE REPAIR EXTERIOR LIGHTS ON THE SOUTH AND 

WEST ENDS OF 4708.  REPORT THAT LIGHTS IN SW CORNER ARE NOT 
WORKING.

4708

0001173582 SPRAY FOR ANTS 4200RM0606
0001169938 4650 / 129 R/R BULBS AND BALLAST 4650RM0129
0001169931 4708 / 1108A REPAIR INSULATION ON CHILL WATER VALVE (2332) 4708RM1108A
0001173550 SPRAY FOR ANTS 4610RM1066
0001173514 SPRAY FOR ANTS 4708RM0163
0001169971 SPRAY FOR ANTS 4200RM0919
0001169967 NO LIGHTS 4200RMG0009
0001169956 INVESTIGATE SEWER BACK UP 4707RM0130
0001169946 SPRAY FOR ANTS 4610RMC0100
0001167191 4487 / A127 EMERGENCY LIGHT IN PROTECTIVE AREA OUTSIDE ROOM 

A127 IS NOT LIGHTING UP.
4487RMA0127

0001177115 REPAIR LEAKING FLUSH VALVE 4610RM5028
0001173575 4542 SHEW 2 /  REPLACE BUSTED TEE ON SHEW 0002 4542-SHEW0002
0001167142 OVERFLOWING COMMODE 4241RM0110
0001167177 REPAIR LOOSE DOOR HANDLE ON 6TH FLOOR, SOUTH STAIRWELL 4203FLR06
0001167176 REPLACE BALLAST 4203RM6006A
0001167392 4610RM1053A /  CLEAN STRAINER  ON SINK 4610RM1053A
0001167389 4610RM3051 /  FLUSH VALVE LEAKING ON FIRST COMMODE 4610RM3051
0001167912 RESTORE STEAM 4708RMB0039
0001167423 SPRAY FOR ANTS 4711RMW0112
0001181560 4491 /  RM.136 E 1. REPAIR LEAKS IN STEM STATION AND RE INSULATE. 4491RM0136
0001167937 PUMP OUT TWO 500 GALLON TANKS AND TAKE TO 4744 4640
0001167367 REPAIR/REPLACE BULBS BALLAST 4203RM1203
0001167356 REPAIR/REPLACE BALLAST ABOVE SECRETARY 4201RM0600
0001166705 REPAIR STEAM LEAK ON THE EAST SIDE AT DEIONIZED WATER 4707EAST
0001159835 SOUTH OF ROOM 134--PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - 

ANNOTATE TAG-WRONG TAG - (ROOM CONTAINING IMPROPER 
LOCKOUT/TAGOUT DID NOT HAVE A CORRECT ROOM NUMBER).

4628RM0134
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0001159834 REPLACE TOILET TISSUE DISPENSER IN MEN`S RESTROOM. 4491RM0119
0001163148 REPAIR BANGING NOISE 4650RM0208
0001167932 SEAL CRACKS AROUND WINDOW TO PREVENT COLD AIR FROM COMING 

THROUGH
4663RMC0105

0001167917 INDIVIDUAL STUCK ON FREIGHT ELEVATOR 4487FLR02-AB
0001167372 LARGE AMOUNT OF ANTS IN LADY'S RESTROOM ON THE 7TH FLOOR OF 

4200.
4200RM0701

0001160061 SPRAY FOR ANTS IN ELEVATOR SHOP 4200
0001160055 UNSTOP TWO COMMODES 4708RM1129A
0001160017 REPLACE DEFECTIVE BREAKER 4481RM0318K
0001160116 REPAIR REPLACE VENT HOOD/ BAD MOTOR 4707RM0130
0001160013 4659/RM13 /  UNSTOP COMMODE 4659RM0013
0001160012 4610 RM 1004 /  CHANGE FILTERS IN CRU0012 4610-CRU0012
0001160077 REPLACE CEILING TILE, FALLING OUT 4200RMG0001A
0001160236 CHECK/REPAIR CEILING LEAK 4493RM0135
0001160035 UNSTOP ALL 3 SINKS 4707RM0105C
0001154285 REPLACE BULBS 4203RM2006
0001154283 REPLACE BULBS 4203RM6130
0001154269 INSULATE STEAM LINES AT HEAT EXCHANGER 4659
0001154018 REPLACE BULBS 4487RMC0179
0001160618 RESTORE POWER TO H&V 13B 4619
0001153818 COMMODE WON'T FLUSH 4487RMA0122M
0001154001 4619 RM 149 /  ADJUST PRESSURE ON COMMODE 4619RM0149
0001160174 REPAIR LEAKING CONDENSATE PUMP ON WEST WALL 4619RM0145
0001154229 RESTORE HOT WATER TO BASEMENT 4201BSMT
0001163069 ROPE CONSTRUCTION AREA IN SOUTH PARKING LOT 4600SOUTH
0001160144 RESET BREAKER 4610RM1085A
0001153831 BEND 6 PIECES OF SHEETMETAL - ELEVATOR MACHINERY 4200
0001153830 MOTION SENSOR NOT WORKING PROPERLY -  IN THE DARK 4600RM3223
0001150637 REPLACE BULBS IN CUBICLE 1315 4600RM1315
0001147797 INSULATE HOT WATER LINE ON AIR HANDLER UNIT S #9, 12, 13 - SOUTH 

HIBAY 
4755

0001148338 REGLUE FLOOR TILE OR REPLACE IN SOUTH HALL NEAR ROOM 433 4481RM0433
0001148333 REPLACE MISSING / BROKEN LIGHT LENS IN ROOMS 1501, 1504, 1508 4612
0001148332 SPRAY FOR ANTS 4610RM2090
0001148280 REPAIR OR REPLACE REHEAT VALVE ON REHEAT 4487RMC0131
0001147721 REPLACE WET/ MOLDY CEILING TILES IN ROOMS 1027 (2) 1034 (2) 1036 (3) 

1038A (2)
4612

0001148003 UNSTOP DRAIN IN STAIRWELL 4570RMB0010
0001147995 CLEAN SCREENS ON EYEWASH 4481RM0504
0001070675 4705-STMVLV-STMP2 IS IN LOW ALARM 4705
0001144632 PATCH AND PAINT HOLES IN  SHEET ROCK WALL 4487RMC0177A
0001147728 REPACK STEAM VALVE ON STEAM STATION 4561
0001145669 PERSON STUCK ON ELEVATOR BETWEEN 2ND AND 3RD FLOOR 4572
0001147712 REPAIR HOT WATER SIDE ON SINK, LEAKING 4610RM5033
0001147705 REPAIR REPLACE BULB/BALLAST 4705RMA0100
0001144686 CHECK CONDENSATE PUMP FOR PROPER OPERATION. LEAKING. RM.126 

E2
4650RM0126

0001144685 REPLACE 2 BURNED OUT LIGHTBULBS IN OVERHEAD FIXTURE, THE 
NEXT TIME YOU HAPPEN TO BE IN THE AREA.  NOT A REAL PROBLEM 
YET BUT IF THE OTHER BULB IN THE FIXTURE OVER MY DESK GOES OUT 
IT WILL BE.

4487RMB0147
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0001147790 REPLACE BALLAST 4200RM0206
0001144677 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE WEST HIBAY 4708RM0180
0001163118 4481 / 104 CIRCUIT BREAKER NUMBER 6 IN PANEL PNL-OO16 NOT 

STAYING ON.  CIRCUIT 6 NEEDS TO BE CHECKED AND PNL 0016 
RELABELED.  CIRCUIT 7 IN BOX SHOWS IT IS ROOM 104 HOWEVER 
CIRCUIT 6 IS THE CIRCUIT PROVIDING POWER.

4481RM0104

0001167268 REPAIR BROKEN LOCK ON 1ST STALL 4491RM0121
0001142448 REPAIR LEAKING WATER CLOSET HANDLE 4200RM0817
0001142053 REPAIR REPLACE BULB/BALLAST OVER DESK 4203RM2424
0001142435 UNSTOP TWO AEREATORS 4250RM0071
0001142433 REPAIR FLUSH VALVE 4203RM3006A
0001142428 UNSTOP AEREATOR 4708RM1119A
0001167239 REPAIR DOOR # 1, BOLT RUBBIBG CHAIN 4623
0001167213 CHECK MOTOR ON STANDBY ACMP 4650RM0029
0001142388 OVERFLOWING COMMODE (ACROSS THE HALL FROM ROOM E177) 4711RME0121
0001147869 SEWER-ALARM IN ALARM. 4707
0001142450 UNCLOG FLOOR DRAIN 4200RM0703
0001142188 UNSTOP FIRST SINK 4471RMA0110A
0001144636 REPAIR ROOF LEAK 4708RM0217
0001144619 NO LIGHTS 4471RM0155
0001144618 MIDDLE URINAL CONTINUOUSLY RUNNING AND ONE HAS OVERFLOWED 4492RM0112

0001167371 WATER LEAKING FROM THE CEILING AT 4600, 1ST FLOOR, WEST 
HALLWAY ON NORTH SIDE. BUCKET IS IN PLACE

4600FLR01

0001159870 REPAIR REPLACE LOCK ON DOOR 4491RM0113
0001154330 REPAIR 220 OUTLET 4612RM1500
0001154324 RAISE SIGNS TO HIGHER POSITION 4635-3
0001153857 NO HOT WATER MENS RESTROOM 4201
0001147978 4203 3RD FLOOR WATER FOUNTAIN WANT SHUT OFF 4203
0001167279 SPRAY THE 3RD FLOOR FOR ROACHES 4755FLR03
0001167276 REPAIR MAGNETIC LOCK ON CARD READER DOOR 4487RMA0110
0001167271 RESTORE POWER TO OUTLETS 4600RM4421
0001177077 REPLACE RUSTED PARTITION NEAR URINALS 4666RM0253A
0001159982 REPAIR ROOF LEAK, TILES OUT 4612RM1130
0001159980 REPAIR LEAKING TRAP ON SINK 4200RM0614
0001159969 REPAIR LEAKING FAUCET ON SINK 4200RM0218
0001167985 REPAIR REPLACE BULB/BALLAST 4708RM0131A
0001167277 BLOWN FUSE CIRCUIT #62 4600RM3218
0001167273 SLIDING PARTITION DOOR LOCKED - NO KEY - NEED OPEN FOR MONDAY 

MEETING - ROOM A219
4487

0001173381 4475 HWP-1 REPAIRED COUPLING 4475-HWP0001
0001167254 BREAKERS TRIPPED ROOMS 4102-4105 4600RM4102
0001153877 REPLACE LIGHT BALLACT IN HALLWAY OUTSIDE ROOM 5023 AND IN 

MEN'S RESTROOM 5000
4610

0001177089 REPLACE LIGHT OVER DESK ASAP 4200RM0918
0001147773 REPAIR HOLE IN DUCT WORK 4760-DXAC0001
0001160596 4650 /  STEAM BLOWING CONTINUOSLY INTO DRAIN. RM.126 E 2 4650RM0126
0001147889 ROOF LEAK 4250RM0044A
0001147760 REPLACE BALLAST 4200RM0515
0001159987 REPAIR LEAKING FAUCET ON SINK 4201RM0213
0001181481 REPAIR STEAM LEAK 4612RM1039
0001181468 FOUNTAIN NEAR MEN'S RM 6006A 4203FLR06
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0001181458 HANDICAP COMMODE LEAKING AT FLUSH HANDLE 4203RM5001A
0001160024 ELEVATOR 2 IS NOT WORKING WHICH WILL NOT ALLOW ELEVATOR 1 

AND 3 COME DOWN.  ELEVATOR 2 IS STUCK ON THE 1ST FLOOR, THE 
OTHERS ON 6TH.

4201-ELEV0002

0001148325 REPLACE THREE MISSING CERAMIC WALL TILES 4200RM0606
0001142530 4707 / TOWER REPLACE PANELS ON HV IN LEVEL 2 4707TOWER
0001142520 PAINT ROOM 4200RM0342A
0001153891 4666/E1 /  ADJUST FLOAT CONTROL ON CONDENSATE TANK 4666RM0284
0001148321 REPLACE BULB AND BALLAST 4200RM0608
0001148318 REPLACE FLOURESCENT LIGHT IN CORNER 4200RM0604-16
0001142507 REPLACE DAMAGED CEILING TILES 4755RM0100B
0001142059 4619-STEAM LEAK WHICH CAUSED THE FIRE ALARM. 4619
0001070780 NEED TO REMOVE VELCRO FROM WALL IN CONFERENCE ROOM 4 AND 

TOUCH UP WITH PAINT.
4250RM0004

0001136482 SPRAY FOR SPIDERS 4207RM0116B
0001136479 UNSTOP COMMODE 4203RM3006
0001136209 4705-W. REQUESTS NEW LIGHT BULBS IN WELDSHOP. 4705
0001136465 SERVICE ELEVATOR MAKING GRINDING SOUND 4663-CWING
0001136453 UNSTOP DRAIN LEADING TO DISHWASHER DISPOSAL 4471RM0178A
0001136094 REPAIR REPLACE BULB/BALLAST IN HALL NEAR 218 4755FLR02
0001135989 REPLACE RETURN AIR GRILLE IN THE CEILING 4619RM0143
0001139044 OUTSIDE THERE ARE WASP NEST LOCATED IN THE EXTERIOR VENTS 

ALONG THE EXTERIOR  WALLS OF ROOMS C101, C103 AND C102 ON 
NORTH SIDE OF HTE BUILDING.  THE NEST NEED TO BE SPRAYED.

4705

0001160222 CLEAN SCREENS EYEWASH 4643-SHEW0002
0001188171 4487 /  B WING EAST FIRE DOORS--REPAIR OR REPLACE THE AUTOMATIC 

CLOSURES SO THE DOORS WILL CLOSE DURING FIRE ALARM 
ACTAVATION.-LEFT LEAF OF DOOR LOOKING EAST DID NOT CLOSE 
PROPERLY. ADJUST RIGHT LEAVE TO LEFT LEAF CLOSES FIRST.

4487-BWING

0001188165 4705 / B117 INSTALL FLASHING ON INSIDE CORNER OUTSIDE OF 
BUILDING SOUTH WEST CORNER BLDG. 2326

4705RMB0117

0001188158 MSFC / OUTSIDE REPAIR BENT CHAIN LINK GATE ON NORTH SIDE 
SOFTBALL FIELD. 2322

MSFC

0001160218 REPLACE LIGHT FIXTURE COVER THAT IS COMING APART AND HANGING 
DOWN.

4250RM0035

0001154301 REPAIR LEAK BEHIND COMMODE 4728RM0105
0001209371 REPAIR WALL UNDER WINDOW AND PAINT DAMAGED WALLS 4244RM0115
0001154291 RELOCATE "NO SMOKING " SIGN TO HIGHER POSISTION ON SIDE OF 

BLDG
4635-2

0001169915 NOISY ELEVATOR 4203-ELEV0001
0001147780 UNSTOP COMMODE 4610RM1079
0001195540 REPAIR REPLACE BULB/BALLAST 4487RMB0216
0001147763 UNSTOP 2ND COMMODE 4200RMP0101
0001167969 REPLACE BUCKET TRAP ON HEAT EXCHANGER 4566RM0147
0001167966 REPLACE INLINE ARMSTRONG TRAP ON STEAM STATION 4628RM0134
0001167965 REPLACE INLINE ARMSTRONG TRAP ON STEAM STATION 4712RMA0106A
0001173354 REPAIR LEAKING FLUSH VALVE ON 1ST COMMODE 4200RM0511
0001173349 REPAIR FROZEN PIPE 4748RM0003
0001195508 REMOVE OLD DRAIN AND SEAL OUTSIDE LADIES RM 4723FLR01
0001195507 REPAIR FENCE AS NEEDED IN COOLING TOWER PIT 4473
0001136062 REPAIR/ REPLACE BULBS/BALLASTS 4610RM3043
0001142140 CONTINOUSLY RUNNING URINAL 4711RME0122
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0001173339 UNSTOP FLOOR DRAIN IN STAIRWELL 4570RMB0010
0001070729 SPRAY FOR YELLOW JACKETS AT N.E. BACK DOOR 4203FLR01
0001204664 REPAIR LEAKING PIPE OVER AIRLOCK 4705RMA0104
0001195421 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM2001

0001172348 RELOCATE FIRE EXTINGUISHER 4200RMG0039B
0001142152 REPAIR EMERGENCY LOCK RELEASE PULL. 4487RMA0112
0001142149 OUTSIDE MAJOR STEAM LEAK OUTSIDE BLDG. 4767,  CAUSING LOUD 

NOISE AND LARGE STEAM CLOUD
4767

0001136076 WATER CLEAN UP 4471RM0178A
0001136068 NO WATER IN MIDDLE SINK 4705RMA0213A
0001136053 FLUSH WATER LINES ON WATER FOUNTAIN IN THE WEST END OF 1ST 

FLR. C-WING, WATER IS MUDDY
4663FLR01-C

0001209435 REPLACE FIVE FLOURESCENT BULBS 4605RM0012
0001160089 4674 HAS SOME LEFT OVER ALARMS FROM THE SWITCH TEST EARLIER 

TONIGHT. 
4674

0001147834 REPAIR REPLACE CONDENSATE PUMP0006 4666-CNDP0006
0001201395 REPLACE STAINED CEILING TILES 4250RM0073
0001201394 4203 ROOM 1003   REPAIRING DOOR KNOB 4203RM1003
0001153948 REPAIR REPLACE BULB/BALLAST 4759RM0101
0001188270 REPAIR REPLACE BULB/BALLAST 4315RM0103A
0001153930 INSULATE STEAM VALVES 4476RM0105
0001153929 INSULATE STEAM, CONDENSATE AND HOT WATER LINES 4612RM0023
0001153924 SPRAY FOR ANTS 4610RM1043
0001188265 UNSTOP COMMODE 4203RM3006A
0001153919 NO POWER TO OUTLETS IN ROOMS 4102 AND 4105 (NOTIFY USER UPON 

ARRIVAL)
4600FLR04

0001197923 4708 / GATE RESET BREAKER 4708
0001204658 REPAIR LEAKING WINDOWS ON WEST END STAIRWELL BETWEEN 

SECOND AND THIRD FLOOR AND THIRD AND FOURTH FLOOR
4201WEST

0001195550 UNSTOP SINK IN HIBAY 4251
0001153909 INVESTIGATE SMELL AND REMOVE DEAD RATS 4777
0001153974 REPLACE MOLDY CARPET 4663RMC0107
0001153973 SPRAY FOR ANTS 4705RMA0101B
0001195529 REPLACE FLICKERING LIGHT (BALLAST) 4200RM0210A
0001195524 CHECK INOPERABLE ELEVATORS 4708
0001195523 UNSTOP COMMODE 4708RM1258B
0001204725 INVESTIGATE POSSIBLE CEILING LEAK (USER ADVISES SHE CAN SEE 

DRIPPING COMING FROM CEILING)
4200RMG0003

0001201551 REPAIR LIGHT COVER 4619RM0149
0001142035 PUMP ANTIFREEZE FROM CONTAINMENT 4674
0001142025 SPRAY FOR ANTS 4610RM1084
0001195403 MENS RM FIRST FL COMMODE STOPPED UP 4200RM0152
0001142565 REPAIR CEILING LEAK 4200RMG0034E
0001159957 4530 / OUTSIDE SAFETY SHOWER (4530-SHEW0002) LOCATED SOUTH OF 

4530 OUTSIDE IS LEAKING.
4530-SHEW0002

0001070724 REPAIR LAST COMMODE, WON'T FLUSH AND FULL OF WASTE 4201RMB0007
0001142562 REPAIR CEILING LEAK 4549RM0103
0001139081 REPAIR LEAKING CONDENSATE PUMP 4666RM0284
0001142092 CHECK OVERHEAD WATER LEAK, POSSIBLE ROOF LEAK 4666RM0372
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0001195277 REPAIR LEAKING WATER FOUNTAIN O.S. OF ROOM 118/ WEST HALLWAY 4619WEST

0001139026 REPLACE RETURN AIR VENT (SEE USER FOR DETAILS) 4663RMA0101C
0001195272 WATER FOUNTAIN DRAINING SLOWLY 4491RM0129
0001188283 REPAIR STEAM LEAK NEAR E1 ON THE OUTSIDE OF BLDG. 4312
0001153955 REPLACE COMMODE WITH ANOTHER ONE 4663RMA0108
0001142476 TIGHTEN LOOSE COMMODE SEAT 4201RM0405
0001142470 REPAIR LEAKING URINAL FROM BOTTOM 4201RM0211
0001195263 PLEASE SPRAY B-14 FOR ANTS. 4708RMB0014
0001239079 REPAIR LEAKING FAUCET 4711RMW0116
0001173389 4600 / 5201 MOVE MOTION LIGHT SENSOR. 4600RM5201
0001195257 ANTS CRAWLING ALL OVER THE DESKS AND EVEN ON EMPLOYEES. 4207RM0140D
0001224764 ORGANIZE, MAINTAIN WORK AREA TO ELIMINATE POTENTIAL HAZZARD 4650RM0019J

0001142456 REPAIR LEAKING WATER FOUNTAIN IN NORTH HALL 4202FLR02
0001153875 SPRAY FOR ANTS IN HALL NEAR ELEVATOR 4610FLR03
0001153867 REPAIR/REPLACE BULB/BALLAST IN HALL OUTSIDE RM 508E 4200FLR05
0001224661 REPAIR STEAM LEAK ON THE OUTSIDE, NORTH SIDE OF BLDG 4767NORTH
0001136184 REPAIR STEAM LEAK IN 2ND STEAM PIT ON THE WEST SIDE 4667WEST
0001167218 REPLACE POTABLE WATER FILTER (2023) 4666RM0108
0001153969 HWC1-HWST IN HIGH ALARM. 4481
0001136166 ADJUST DOOR CLOSER 4205RM0100Y
0001136159 CHECK, REPAIR ALL EXTERIOR DOOR MAGNETS 4205FLR01
0001136149 REPAIR REPLACE BULB/BALLAST IN ELEV0001 4200-ELEV0001
0001175173 4711RMW117 /  REPLACE SPUD AND WASHERS IN VALVE 4711RMW0117
0001163132 PAINT SMALL AREA OF B4203.  PLEASE PAINT RECEPTION AREA OF SUITE 

6415.
4203RM6415

0001173578 4612 RM 1130 /  REPLACE CEILING TILES 4612RM1130
0001173408 4707 / 106G RE ATTACH / REPLACE LOOSE ALUMINUM TRIM AROUND TOP 

STEP IN ENTRY WAY TO ROOM 106G, BLDG. 4707.
4707RM0106G

0001224818 SPRAY FOR ANTS 4702RM0104
0001142170 FLUSH POTABLE WATER LINES, WATER IN COMMODES MUDDY 4476
0001142148 INSULATE CHILL WATER LINE 4650RM0117
0001142119 REPAIR REPLACE LIGHT IN THE B-WING STAIRWELL AT E2 4663-BWING
0001070777 REPLACE BREAKERS #11 AND 12 IN PANEL 48 (2013) 4610RM5001
0001136186 REPLACE LOOSE CEILING TILE 4200RM0916
0001136173 SPRAY FOR CENTIPEEDES 4353RM0137
0001070734 REPAIR BLOCKED STORM SEWER ON NORTH SIDE OF BUILDING. THIS 

WORK SHOULD BE PERFORMED IMMEDIATELY TO PREVENT FLOODING 
IN THE MACHINE SHOP AREA.

4705NORTH

0001136188 4348 / 100 REPLACE BLOWN LIGHT BULBS IN SHOP AREA. 4348RM0100
0001142543 REPLACE WATER DAMAGED CARPET OUTSIDE E2 4250FLR01
0001142542 ADJUST AUTOMATIC DOORS AT THE EAST END NEAR RFCU 4202EAST
0001136029 4207 / 130C PATCH AND PAINT DIRTY DETERIORATED OFFICE WALLS. 4207RM0130
0001136520 REPAIR OR REPLACE BALLAST OVER CUBICLE # 2 4306FLR01
0001136517 REPAIR REPLACE SOAP DISPENSER 4655RM0105
0001136515 REPAIR ELEV0001, USER STUCK ON ELEVATOR 4202-ELEV0001
0001136117 NORTH LOBBY DOOR CLOSER IS BROKEN.  DOOR STANDS OPEN AND 

NEWLY REMODELED LOBBY IS OPEN TO WEATHER.
4705RMA0101

0001142071 4203 RM B-14 WATER IN FLOOR AK CHECKING 4203
0001070712 REPAIR ROOF LEAK BETWEEN A102 & A120 4712FLR01
0001070683 RESET BREAKER/ HALF OF LIGHTS ARE OUT 4610FLR04
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0001070690 REPAIR DOOR LOCK ON NORTH STAIRWELL BASEMENT 4203BSMT
0001142136 PERFORM CLEAN UP 4705RMB0119C
0001142123 REPAIR/ REPLACE EXIT SIGN BY EXIT DOOR G42 4200
0001142086 COMMODE CONTINUOSLY FLUSHING 4619RM0211
0001144625 REMOVE CONCRETE PAD THAT HELD OLD COMPRESSOR.  RM. 8  E-2 4653RM0008
0001129979 REPAIR LEAKING FAUCET 4201RM0620
0001130405 E-20 REPAIR/REPLACE TRANSFORMER THAT FEEDS SPACE HEATERS/   

RECEPTACLE.
4663

0001129973 CHANGE OUT LOCKSET AND DRILL HOLE FOR CYLINDER 4487RMB0251
0001130369 CLEAN OUT LIGHT FIXTURE OF LADY BUGS NEAR RM. 110A 4202RM0110A
0001130396 PATCH AND PAINT WALL WHERE T-STAT WAS REMOVED 4202RM0400
0001133008 REPAIR ELEV0004, INOPERATIVE 4200-ELEV0004
0001130352 COMMODE WON'T FLUSH 4663RMA0174
0001130159 REPLACE BULBS 4200RM0918B
0001130391 OPEN VALVE FOR STEAM SUPPLY TO BLDG. 4620
0001132984 CHECK, REPAIR AUTOMATIC DOOR#3 AT THE EAST END , OPENING AND 

CLOSING
4732EAST

0001129987 REPAIR LOOSE CARRIAGE BOLTS ON FIRST COMMODE 4201RM0211
0001129982 WATER FOUNTAIN DRAINING SLOW IN NORTH HALLWAY 4201FLR05
0001129958 REPAIR CRANE, INOPERATIVE 4653RM0001
0001130023 4201 WEST ENTRY DOOR IS MALFUNCTIONING. 4201
0001133016 SPRAY FOR ANTS 4610RM3098D
0001130445 INDIVIDUAL STUCK ON ELEVATOR ON THIRD FLOOR 4203-ELEV0003
0001130100 SPRAY FOR ANTS 4487RMB0181
0001130069 CHECK BANGING NOISE 4728RM0110
0001130129 RESET BREAKER 4202RM0122
0001129886 WEST END HIBAY ENTRANCE DOOR JAMB AND FOOTING COMING APART 4483

0001130094 UNSTOP LAST COMMODE ABOUT TO OVERFLOW 4200RM0215
0001130017 4241 / 121D-2 REPLACE WATER DAMAGED AND MOLD PRODUCING 

CEILING TILES IN THE WESTERN HALF OF BUILDING 4241. (   AREA)
4241RM0121D

0001130015 4241 / 121D 2 REMOVE CARPET TILES IN 1ST AND 2ND FLOOR KITCHEN 
AREAS OF 4241. REPLACE WITH MSFC STANDARD VINYL TILE.

4241RM0121D

0001130009 REPLACE STEAM TRAP ON SOUTH WALL IN HIGHBAY 4555
0001130847 REPAIR REPLACE BULB IN WALK-IN COOLER 4610RMC0100
0001129915 SPRAY FOR INSECTS 4481RM0351
0001129937 CLEAN HEADS ON E W  0001 NW INSIDE 4483-EW0001
0001129936 REMOVE AND CLEAN FILTERS 4464-EW0001
0001130022 REPAIR LOOSE  MAGNET ON DOOR 150 4207RM0150
0001126835 PLEASE REPLACE BURNED OUT LIGHT BULBS IN MEN`S ROOM 110 4708RM0110
0001129934 UNSTOP JANITORS SINK 4610RM1053C
0001126836 B-1 REPAIR OUTSIDE AIR DAMPER. 2326 4522
0001130438 4680 SHEW 0002 /  CLEAN CLOGGED HEADS 4680-SHEW0002
0001129876 REPAIR CEILING TILE FRAME THAT IS BENT AND HANGING DOWN FROM 

CEILING
4487RMA0219

0001126816 REPAIR LEAKING STEAM PIPE ON WEST SIDE OF EQUIPMENT ROOM 4605
0001126774 REPAIR LAMP POLE LIGHT AT AWING ENTRANCE, SOUTH SIDE 4487-AWING
0001126767 REPLACE LIGHT COVER 4485RM0106
0001126766 REPLACE LIGHT OUTSIDE MAIN ENTRANCE DOOR FACING SOUTH 4485
0001126759 SPRAY FOR ANTS 4610RM3051B
0001126758 REPLACE 1 1/2" RELIEF VALVE ON STEAM 4485
0001129893 CHECK FUSE CONNECTIONS ON LEFT DISCONNECT 4656RM0118
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0001126822 4207 STEAM STATION 1 & 2 IN LOW ALARM 4207
0001124232 NO HOT WATER TO INDUSTRIAL SINK IN WEST HIBAY 4619RM0155
0001118562 4203 / E-1 RESTORE STEAM TO BUILDING AND SET REGULATOR (2023) 4203RMB0101
0001118561 4675 / 100 REPAIR STEAM LEAK ON STEAM HEADER (2023) 4675RM0100
0001124214 REPAIR LEAKING STEAM VALVE AT STEAM GUAGE 4612RM1400
0001124209 CLEAN OUT GUTTER 4249. 4249-ROOF0001
0001124145 PAINT OVER GRAFFITI ON THE INSIDE OF FRIEGHT ELEVATOR DOOR 4203
0001123649 REPLACE STICKY PADS IN BLDG. 4653FLR01
0001118566 4702 RM 117C /  CHANGE FLUID AT EYEWASH STATION AND REQUEST TO 

BE PUT ON P M  LIST RM 117C
4702RM0117C

0001123775 REMOVE ACMP0001 4759-ACMP0001
0001123825 4348 / OUTSIDE PATCH HOLE IN SOUTH WALL. 2326. 4348
0001123823 4464 / 102 FUME HOOD IN ROOM 102 NOT PULLING 100CFM.  THE 

ELECTRICAL PEOPLE HAVE REPLACED MOTOR WITH NEW.  NEED SHEET 
METAL GUYS TO CHECK DUCT WORK FOR BLOCKAGE AND ADJUST 
HOOD TO FLOW 100 CFM OR HIGHER

4464RM0102

0001123821 OUTSIDE REPAIR STEAM PIPE KNOCKING IN EQUIPMENT ROOM AT THE 
SOUTHWEST CORNER OF BUILDING.

4250

0001118623 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH10 4705-AH0010
0001118616 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH11 4705-AH0011
0001124179 RELOCATE SHORTING BLOCK IN KW METER CABINET TO AVOID 

CONTACT WITH METER.
4436NORTH

0001123721 REPLACE BULBS AND CLEAN AIR INTAKE 4203RM1108
0001123678 DOOR WON'T OPEN IN NORTH WING LOBBY AREA 200 LEVEL (HAS 

PLACED SIGN ON IT)
4666

0001123811 REPLACE BREAKERS 9 AND 16 ON PANEL L7 4619RM0145
0001118894 ALIGN EYES ON  ELECTRONIC ROTARY FILE 4566RM0154A
0001118887 MAKE EXTENSION CORD HANGING FROM CEILING PERMANENT 4666RM0234D
0001118885 REPLACE BULBS 4708RM0151
0001118644 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH6 4705-AH0006
0001118642 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH6A 4705
0001123503 CHECK OPERATION OF ELECTICAL HEATER AT THE SOUTH END OF BLDG 4715SOUTH

0001123500 REPAIR WATER FOUNTAIN, LEAKING FROM UNDERNEATH 4203FLR03
0001124246 NO HEAT 4619RM0153
0001123764 USER STUCK ON ELEV. BETWEEN 8TH & 9TH FLOOR 4550-ELEV0001
0001123837 REPAIR SHEETROCK ON WALL CORNER AND INSTALL WALL GUARD 4466
0001118499 FIX 2 OVERHEAD LIGHTS IN ROOM B200B, BUILDING 4487 4487RMB0200B
0001123849 4481 / 440 DOOR TO LADIES ROOM DOES NOT RESPOND TO THE DOOR 

OPEN BUTTON FOR HANDICAP USE.
4481RM0440

0001118385 ANTS - PLEASE SPRAY 4203RM4413
0001126850 REPLACE DAMAGED/MISSING CEILING TILES IN N.E. BREAK ROOM 4760FLR01
0001123713 4707 SEWER ALARM 4707
0001123656 4663 C-WING MEN ROOM ODOR ACROSS FROM RM 147 4663-CWING
0001123653 PROVIDE POWER TO DUPLEX OUTLETS 4619RM0154
0001123646 NO LIGHTS 4570RM0109
0001123640 REPLACE BROKEN LIGHT FIXTURE COVER IN EAST STAIRWELL 

BETWEEN 9TH AND 10TH FLOOR ON FIRST LANDING
4200

0001118922 UNSTOP MIDDLE COMMODE 4201RM0508
0001124237 UNSTOP COMMODE IN HANDICAP STALL 4471RM0155A
0001110716 REPAIR LEAKING PUMP 4707RM0138D
0001110372 REMOVE BROKEN PICTURE FRAME GLASS 4200RM0808D
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0001113414 REPLACE FILTER BAG ON PROCESSED WATER 4209
0001113397 REPAINT NUMBERS ON BACKSTOP TIMBERS ( NEED BY COB 10/14/05) 4608
0001105713 REPLACE ONE STAINED CEILING TILE IN WEST HALLWAY 4623WEST
0001118348 FOUND SNAKE IN THE MENS ROOM - PLEASE PUT SNAKE AWAY AROUND 

BUILDING
4607

0001118339 LIGHT IN ENTRANCE WAY WENT OUT AND IS SMOKING 4244RM0100
0001102636 UNSTOP WATER FOUNTAIN ACROSS FROM RM 602 4201FLR06
0001110275 SECURITY LIGHT OUT (SMALL LIGHT IN TRIM) 4201RM0520
0001110268 KILL ANTS 4707RM0136
0001110266 CLEAN TRASH FROM MOTOR LOCK UP NORTH HI BAY 4650
0001110264 PLEASE EXTERMINATE RAT FAMILY LIVING IN ELECTRICAL ROOM 140C 4487

0001105694 REPAIR REPLACE BULB/BALLAST OVER DESK 4487RMC0174
0001105693 REPAIR/ REPLACE BULB/BALLAST OVER STAGE 4203RM1102
0001118933 INSTALL WATER PROOF ELEC. COVERS ON GFI'S ON MSFC GEN940 4650
0001105714 4705 / C101 NEED THE ROOM SPRAYED FOR ANTS.  THANKS. 4705RMC0101
0001118870 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4472

0001118867 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4734

0001118864 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES IN E12  & E1

4705

0001118621 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4249

0001110762 REPAIR RECESSED LIGHTING FIXTURE UNDER CANOPY AT 4241SE 
ENTRANCE. REPAIR WALL PACK ADJACENT TO CANOPY.

4241RM0121D

0001110321 4650 RM 107 /  CHECK EYEWASH IN RM 107 AT FUME HOOD THIS IS A 
WATER FED UNIT USER WANTS ON P M LIST TO BE CHECKED MONTHLY 4650RM0107

0001118437 4650 / 127 REPLACE BULBS AND BALLAST 4650RM0127
0001118312 FLAKY PAINT, WATER STAINS, GENERAL PAINT TOUCH UPS RM 128 AND 

111
4491RM0128

0001118375 SLOW FLOOR DRAIN 4621RM0100
0001118374 TIGHTEN HANDLE ON SHEW 0001 OUTSIDE SW 4619-SHEW0001
0001118947 REPAIR LEAK ON MAIN STEAM LINE 4675
0001118428 4650 / 100A REPAIR/REPLACE BULBS AND BALLAST 4650RM0100A
0001118427 4650 / 104 REPAIR/REPLACE BULBS AND BALLAST 4650RM0104
0001118418 4666 / 231 REPLACE DAMAGED CEILING TILES (2031) 4666RM0231
0001118625 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4471

0001118624 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4353

0001121042 THE LEFTMOST SINK IN THE MEN`S RESTROOM IS SLOW TO DRAIN. 4674RM0117
0001121041 CHECK, REPAIR CEILING LEAK, TILES SAGGING 4201RMB0015
0001102607 REPAIR REPLACE BLINKING LIGHTS OVER DESK 4566RM0157
0001121034 PAINT STEAM PIT COVERS IN EAST TEST AREA S.W. OF 4524 MSFC
0001121033 REINSTALL ACCELS ON MOTOR IN AH0001 4653-AH0001
0001121026 UNSTOP SINK 4712RMD0122B
0001118896 REPAIR ELEV0001, STUCK ON THE 5TH FLOOR 4203-ELEV0001
0001118489 REPAIR REPLACE DRIP LEG 4675
0001121017 4205  DOOR 108 LOST POWER   CHECKING 4205
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0001110316 4610 / WING A THREE VENT FELL FROM THE CEILING OUTSIDE OF ROOM 

1052.   IT HAS BEEN REPAIRED.   PLEASE CHECK TO MAKE SURE THAT 
THE REMAINING VENTS IN THAT BUILDING WING ARE SECURE.

4610

0001110359 REPLACE SEALS ON ROLLUP DOOR. 2326 4718RM0118
0001118380 SPRAY FOR ROACHES IN SECOND FLOOR, SOUTH END AND HALLWAY ( 

REQUESTS LAST IN THE AFTERNOON)
4732FLR02

0001105661 REPLACE CRACKED CEILING TILE 4200RM0217C
0001118363 RELOCATE AIR DEFLECTOR 4207RM0121A
0001118349 SPRAY FOR ANTS 4202RM0422
0001110349 4711 / W100B SPRAY FOR ANTS IN OFICE. 4711RMW0100B
0001118942 UNSTOP FLOOR DRAIN 4570RMB0010
0001118634 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4483

0001118614 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4203

0001118612 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4728

0001118475 REPAIR DOOR PINS IN DOOR#13 4628RM0132
0001118601 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4738

0001110404 PATCH & PAINT RM 4200RM0101C
0001118585 RESET TIMER ON ALL PARKING LOT LIGHTS , THEY ARE NOT COMING ON 4663

0001110630 YARD---REPLACE HEADER VALVE ON 100 H.P. POTABLE BOILER AND 
DISCHARGE LINE IF NEEDED

4660

0001095421 4718-MID01, RESTORE POWER TO DEVICE. 4718
0001095324 VERIFY ATTACHMENT OF DUCT WORK 4619RM0145
0001095319 REMOVE SNAKE FROM S.S. STAIRWELL 4708SOUTH
0001102252 REMOVE BLACK WIDOW SPIDER IN STALL WITH CABINET 4605RM0003
0001098679 REPAIR/REPLACE LEAKY STEAM VALVE ON HEAT EXCHANGER 

CONDENSATE LINE & REROUTE OUTLET TO DISCHARGE INTO TRENCH.
4659

0001102684 REPLACE CEILING TILES 4755RM0307
0001102242 CHECK ELECTRICAL PANEL 4707RM0160
0001102233 4666/RN257A /  REPAIR BROKEN FAUCET 4666RM0257A
0001098741 REPAIR LEAKING PIPE/WATER HEATER THAT HAS LEFT STANDING 

WATER IN THE ROOM.
4666RM0341

0001102321 COMMODE WON'T FLUSH 4755RM0104
0001095458 REMOVE ELECTRICAL BOX AND CONDUIT 4663RMC0170
0001095456 REPAIR/ REPLACE CONTROL PANEL 4700
0001095820 4600 RM 3085 FAUCET LEAKING 4600
0001097624 RECORD AMPAGE DRAW ON AH-SUPPLY AIR FANS 4619RME0009
0001102681 CHECK, REPAIR PARKING LOT LIGHTS ON THE WEST SIDE, NOT COMING 

ON AT DARK, PLEASE CHECK THE TIMERS
4663

0001102313 4201 water in equipment room floor weathers checking 4201
0001095345 REPAIR BROKEN LIGHT COVER IN HALL NEAR RM 153 4471FLR01
0001095521 UNSTOP WATER FOUNTAIN IN HALL NEAR ROOM 602 4201FLR06
0001095511 REPLACE FLICKERING LIGHT 4610RM2001
0001092649 REPAIR WATER LINE IN S.E. CORNER 4657SOUTH
0001092641 REPLACE BALLAST/ FLICKERING LIGHT 4705RMB0120
0001098676 KILL FIRE ANT COLONY ON THE SOUTHWEST CORNER OF BUILDING AND 

THE ONE NEAR CONCRETE WALK ENTRANCE INTO THE SOUTH PARKING 
LOT AT THE NORTHWEST CORNER OF LOT.

4250
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0001102165 UNSTOP SINK 4610RM3085
0001098742 EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR ELIMINATE 

POTENTIAL EXPOSURE TO LIVE WIRES-RECEPTICAL COVER MISSING ON 
FUME HOOD EXPOSING LIVE ELECTIRCAL PARTS

4205RM0104

0001095792 Water Detection alarm in B wing room B113. 4663
0001098691 BAD SEWAGE ODOR 4487RMA0124L
0001098685 CLEAN STEAM PIT 4561
0001092572 CHECK POWER TO VENT HOOD 4711RMW0108
0001092570 DRILL HOLE FOR CYLINDER AND CHANGE OUT LOCKSET 4487RMC0124A
0001102110 CHECK OPERATION/POWER TO STOVE 4663RMA0101
0001098731 PAINT MEN`S RESTROOM. 4629RM0101
0001098729 ENT. REPLACE MISSING CEILING TILE IN FOYER. 4629FLR01
0001095498 PLEASE SPRAY 1259A FOR ANTS. 4708RM1259A
0001095496 PLEASE REPAIR CEILING LEAK AND REPLACE WET CEILING TILE 

OUTSIDE THE ELEVATOR DOORS ON THE FIRST FLOOR.
4708RM0125

0001102108 REPAIR REPLACE BULB/BALLAST, NO BURNING LIGHTS 4623RM0124
0001095571 REPLACE POTABLE WATER FILTER (2023) 4566RM0114
0001095439 REPAIR MULTIPLE BLISTERS ON ROOF. 4467-ROOF0001
0001102092 REPLACE BULBS IN ROOMS 5002AND 5004 4203FLR05
0001102326 UNSTOP COMMODE 4708RM1119
0001095519 REPAIR SERVICE ELEVATOR SETTING ON 2 ND FLOOR 4203
0001095518 RE LAMP ROOM 1110 B. 4708RM1110
0001095335 REPAIR DOOR CLOSER 4200RM0814
0001095325 PRESSURE WASH MAN LIFT 4619RM0148
0001095486 INSPECT FIRE EXTINGUISHER MONTHY AND ANNOTATE CARD 4650RM0019N
0001095481 REPLACE PLUG ON VACUUM PUMP 4759RM0102A
0001099276 CLEAN OUT OVER FLOW PAN 4650RM0018
0001102201 RESTORE POWER TO CUBICLE 4471RM0191A
0001102187 REPAIR DOOR TO EQUIPMENT RM ON THE NORTH SIDE , BROKEN HINGES 4476NORTH

0001102168 CHECK PRESSURE IN COMMODE, NOT FLUSHING PROPERLY 4207RM0120
0001102166 REPAIR REPLACE BALLAST 4674RM0120
0001095797 REPAIR COMMODE, NOT FLUSHING PROPERLY 4251RM0007
0001095783 PERFORM GENERAL CLEAN UP 4610RM3035
0001095540 REPAIR CONTINUOUSLY RUNNING URINAL 4619RM0149
0001102144 REPLACE STAINED COMMODE SEAT 4619RM0135
0001102272 ELECTRICAL SMELL 4566RM0115
0001102121 4667 / 100 REPAIR/REPLACE BULBS/BALLASTS.  NEEDS TO BE DONE ASAP. 4667RM0100

0001084035 REPLACE TWO CEILING TILES / CHECK FOR POSSIBLE LEAKS 4663RMB0102
0001092638 4610 / E-2 INSTALL NEW FILTER IN UNIT OVERHEAD INSIDE DOOR AT 

BASEMENT E-2. 2026
4610RMB0100

0001087009 4202 / B100 DISASSEMBLE AND CLEAN OUT HEAT EXCHANGERS ON 
POTABLE WATER PUMPS (4202-PMP0002 AND 0003)

4202RMB0100

0001086960 HAMMER NAIL BACK INTO CHAIR OR REMOVE NAIL FROM CHAIR 4200RM0712B
0001086957 CHECK DRAIN LINE BLOWING COFFEE BACK INTO THE SINK 4660
0001089763 REPAIR LIGHT SWITCHES, TRANSFORMERS CATCHING FIRE WHEN 

SWITCHES ARE TURNED ON 
4670BSMT

0001083790 LIGHT BULB NEED TO BE REPLACED 4200RMG0026E
0001083785 REPAIR/ REPLACE SUMP PUMPS 1 AND 2 4667
0001089743 ROOMS 359,  371C, 402B ,511, HAVE SUPPLY PIPES WHICH ARE NOT 

LABELED. WATER HOT COLD PORTABLE ECT.
4481FLR01
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0001089742 PLEASE SPRAY B-27 FOR ROACHES 4708RMB0027
0001084093 TIGHTEN PACKING ON VALVE N WALL 4612RM0023
0001089702 REPAIR ELECTRICAL SYSTEM ON TARGET #9 4608
0001090300 REPLACE STAINED  CEILING TILES IN ROOM 6004, 4203. 4203RM6004
0001090298 4561A / 2 SPRAY FOR FIRE ANTS IN THE WONDOW.   IF YOU CAN PLEASE 

SPRAY FROM THE OUTSIDE.  THE WINDOW HAS BEEN TAPED SHUT. 4561

0001089730 UNSTOP SINK, DRAINING VERY SLOW 4663RMC0173
0001089726 SPRAY FOR ANTS 4610RM4003
0001089722 APPOXY COAT SUMP PUMP 4708
0001083942 T4475 OUTSIDE W /  REMOVE OLD SAFETY SHOWER AND TAKE TO DUMP 

OUTSIDE WEST
4475

0001083821 LEAKING PIPE IN LTA 4619RM0145
0001083811 ADJUST CLUTCH ON DOOR 4752
0001088668 REPAIR THRESHOLD ON EAST ENTRANCE DOOR 4566EAST
0001089718 PLEASE RID ROOM 111 OF SNAKES AND KILL SPIDERS THROUGH OUT 

ENTIRE BUILDING.
4607RM0111

0001084180 4203 / OUTSIDE OUTSIDE NORTH OF BUILING NEAR REAR, THERE IS A 
CAUTION UNEVEN SIDEWALK SIGN BY A PROBLEM CONCRETE PANEL.  
ADDITION WORK IS NEEDED AT THIS LOCATION TO STOP TRIPPING 
HAZARD.

4203

0001083965 WATER  YELLOW IN WATERFOUNTAIN AND CAFETERIA SINKS 4708RM0138
0001084015 4251-ROOF0001 /  CLEAN OUT GUTTERS. 4251-ROOF0001
0001084014 4250-ROOF0001 /  CLEAN OUT GUTTERS. 4250-ROOF0001
0001090555 4487 / B265 REPLACE DAMAGED CEILING TILES  (2031) 4487RMB0265
0001083779 STORM DOOR UPSTAIRS IS STUCK CLOSED 4583
0001090542 REMOVE GRATE FROM DRUM CONTAINMENT 4732EAST
0001090340 SPRAY FOR ANTS 4610RM5045
0001089848 REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-AIR COMPRESSOR HAS 

EXPIRED RELIEF VALVE CERTIFICATION
4642RM0100

0001087048 REINSTALL THE #1 ON DOOR ( # MISSING) 4487RMC0159
0001089797 4241 / 121D 2 AUTOMATIC DOOR AT SOUTH EAST ENTRANCE OF 4241 WILL 

NOT FULLY CLOSE.
4241RM0121D

0001090593 CHANGE OUTLET TO BE COMPATIBLE TO UPS 4200RMG0026E
0001090322 4663RMC173 /  URNIAL DRAINING SLOW 4663RMC0173
0001087033 REPAIR EXHAUST FAN TRIPPING OUT 4610RMB0101
0001087031 RESTORE POWER TO SLIDING DOOR ON THE SOUTH SIDE 4752SOUTH
0001084089 E TEST AREA /  REPAIR/REPLACE PIT LIDS AND MAKE THEM COVER THE 

PIT PROPERLY. PIT IS LOCATED EAST OF 4550, OVER HILL, WEST OF 
OXYGEN TANK.

MSFC

0001089827 REPLACE FILTER ON POT FEEDER SYSTEM 4209
0001084131 REPAIR REPLACE BULB IN STAIRWELL IN NORTH EAST LEG 4670
0001084042 UNSTOP 2ND SINK 4491RM0121
0001089813 SPRAY FOR ANTS 4743
0001089810 4715 /  REPAIR LEAKING GUTTERS. 4715
0001090519 LABEL ALL PIPES 4481RM0371C
0001089780 4494-RM8 HAS A TOILET THAT IS RUNNING OVER. 4494RM0008
0001084125 REPAIR CEILING TILES, AND GRID, FALLEN OUT IN HALL NEAR RM 1052 4610FLR01
0001084123 4200-ROOF0003 /  CLEAN DEBRIS OFF ROOF MAIN BUILDING . 4200-ROOF0003
0001083809 4607 / 110 NEAR MAIN EXIT-LT0004-REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4607RM0110

0001083807 REPLACE DOOR KNOB OR ( INSTALL PANIC BAR)? NEAR ROOM 2043 4610
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0001083802 DOOR 12 WON'T CLOSE/ ELECTRIC SLIDING DOOR 4200RM0200
0001083799 LIGHT OUT ABOVE DESK 4203RM1109
0001083796 REPLACE BALLAST 4200RM0604-13
0001089675 REPLACE ALL FLOOR TILES IN LADIES RM 4244RM0101
0001089670 CHECK, REPAIR WATER HEATER, NOT HEATING 4572RM0103
0001089778 UNSTOP COMMODE IN MENS RR 4250RM0071
0001089768 REPLACE LIGHT BULBS IN CROSS OVER/ GOING FROM  BWING TO C WING 

/ FLR2
4663-BWING

0001089705 PAINT BARRICADES RED AFTER WO#1089704 HAS BEEN COMPLETED 4608
0001090584 REPLACE REGULATORS ON PAINT POT 4650
0001090007 4718 / OUTSIDE REPAIR OR REPLACE DOWNSPOUT CHUTE. 2325 4718
0001084072 DAVID THAXTON CALLED AND REPORTED THAT WATER FOUNTAIN ON 

THE 4TH FLOOR NW END IS DISPENSING BROWN MURKY WATER.
4200

0001083993 4728 HAS A TRIPPED BREAKER 4728
0001090551 4712 / 105 REPLACE DAMAGED CEILING TILES  (2031) 4712FLR01
0001090019 RELOCATE FIRE EXTINGUISHER TO EAST END OF HIBAY 4619RM0155
0001083904 SINK RUNNING WILL NOT TURN OFF 4249RM0117
0001077466 PLEASE SPRAY FOR ANTS 4708RM0220
0001077463 REPAIR CEILING LEAK 4708RMB0027
0001083839 4663 / A-WING REPLACE DAMAGED CEILING TILES IN A-WING HALLWAY 

(EAST END).
4663-AWING

0001084206 DRAIN WATER FROM METAL BIN 4483
0001089700 PAINT RANGE HOUSE NEAR 4608 (RED) 4608
0001089843 NORTHWEST EYEWASH--REPAIR/REPLACE DEFECTIVE EMERGENCY 

EYEWASH-NOZZLES SEEM TO BE PLUGGED AS TOO MUCH FORCE 
(PRESSURE) AND SPRAY WHEN EYEWASH IS ACTIVATED.  
CLEAN/REPLACE NOZZLES

4657FLR01

0001089837 REPAIR EXIT LIGHT NEAR 137 4650RM0137
0001083983 LABORERS TO UNCRATE X-RAY MACHINE (2.6 TONS) COORDINATE WITH 

GREENWAY/ NEED TO DO WORK ON 9/13/05
4471

0001083849 UNSTOP BRADLEY BASIN 4705RM0101D
0001084031 REPAIR/REPLACE BULBS BALLAST 8TH FLOOR ELEVATOR LOBBY 4200
0001089666 CAULK AND SEAL  SHOWER STALLS 4315
0001089829 REPAIR WALL (SEE USER FOR DETAILS) 4656RM0106
0001089825 REPLACE CEILING TILES 4650RM0110
0001089819 REPAIR LEAKING VALVE ON STEAM STATION 4207RM0127
0001084200 INVESTIGAT ELECTRICAL ODOR IN HIBAY 4708
0001086967 REPAIR REPLACE BULB/BALLAST IN ROOM IN THE BACK OF RM 101 4483RM0101
0001064350 4705 / A212 PIPES ON MEZZININE OUTSIDE A212 LEAKING.  WATER 

POOLING ON WALKING SURFACE.
4705RMA0212

0001064483 RESTORE LIGHTS 4353RM0160
0001064331 RESTORE POWER TO CONTROL PANEL ON LIME SILOH 4761
0001070362 INSULATE SUPPLY AIR DUCT ABOVE THE CEILING 4487RMB0270
0001070622 4203 ELEVATOR 1 DOORS MAKING FUNNY NOISE 4203-ELEV0001
0001070615 RESET BREAKER 4203RM6426
0001070490 REPAIR/REPLACE BULBS BALLAST FIXTURE SEEMS TO BE 

MALFUNCTIONING THEY HAVE REPLACED BULBS WITHOUT SUCCESS 
RMS A241 & A225

4487

0001070350 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6133
0001070520 4663A-RM168 HAS A CEILING TILE THAT NEEDS TO BE REPLACED. 4663
0001077491 REPAIR HOLE IN RIGHT FRONT SECTION OF BOILER #3 4660
0001070611 CHECK FOR POSSIBLE OVER HEAD LEAK 4494RM0002
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0001064460 REPLACE BULBS 4759RM0103
0001064397 4205-LIGHT  SECURITY REPORTS LIGHT FIXTURE LEAKING WATER AT 

WEST MAIN ENTRANCE.  
4205

0001077771 REPLACE TOILET SEAT LID 4200RM0429
0001077608 4708 / 112 PLEASE REPAIR SINK, DRAINING SLOWLY 4708RM0112
0001070384 REPAIR REPLACE BULB/BALLAST 4755RM0226
0001070601 SPRAY FOR TERMITES IN NORTH EAST CORNER OF RM 4705FLR01
0001064254 SPRAY FOR ANTS AROUND SINK 4471RM0220G
0001064475 RELOCATE STEEL RACKS FROM WEST END OF 4650 TO M1 YARD 4650
0001077744 REMOVE AND REPLACE SHEETMETAL UNDERPINNING (SKUNK 

CONTROL)
4561

0001070610 (CONTACT USER ) I HAVE BUNDLED TOGETHER AND LABELED A LARGE 
NUMBER OF UNUSED, COMPUTER-RELATED WIRES AND CABLES WHICH 
RUN OUT OF THE WALLS IN THIS ROOM. I NEED FACILITIES TO COME IN 
AND REMOVE THESE WIRES FROM THE WALLS AND OFF THE FLOOR OF 
THE ROOM.

4707RM0102

0001077523 4312-POWER  SECURITY REPORTS POWER PROBLEM IN BUILDING. 4312
0001070325 PAINT WALL WHERE BOARD WAS REMOVED IN HALL ACROSS FROM 508 4202FLR05

0001070656 REPAIR DOOR GOING OUT TO COURTYARD ON THE EAST SIDE 4200GROUND
0001064067 PATCH QUARRY TILE IN LOBBY AREA 4755FLR02
0001070647 REPAIR SECTION OF ROOF ON THE EAST SIDE 4649EAST
0001077714 NO LIGHTS IN MECHAINCAL EQUIPMENT ROOM 4663RMA0301
0001077473 CEILING TILES HAVE BEEN DAMAGED DUE TO RECENT RAIN AND 

BECAUSE ROOF LEAKS. TILES NEED TO BE REPLACED
4707RM0136

0001064316 CHECK, REPAIR ELEV0004 INOPERABLE 4200-ELEV0004
0001070572 REPAIR REPLACE BULB/BALLAST NEAR RM 110 4485FLR01
0001077487 PRESSURE WASH AND PAINT DOUBLE DOORS 4619RM0147C
0001064075 ADJUST WATER PRESSURE ON BRADLEY BASIN 4619RM0126
0001077637 3RD FLR N STAIRWELL DOOR WILL NOT CLOSE PROPERLY 4203
0001077584 4312 LOST POWER IN CHIEF'S OFFICE 4312
0001077692 LIGHT OUT NORTH HIGH BAY (LAB) 4755RM0102
0001077689 SOUTH HIGH BAY CLEAN ROOM WATER DRIPPING FROM CEILING 4755
0001077687 EMERGENCY LIGHT OUT WEST SHOP WALL 4755RM0105
0001070511 UNSTOP 2ND SINK DRAIN MENS ROOM 4619RM0133
0001064486 REPAIR REPLACE BULB/BALLAST IN RM'S 26, 26A & 27 4653FLR01
0001077580 4492 / PARKING  PARKING LOT LIGHTS ARE ON ALL HOURS OF THE DAY 

INSTEAD OF CYCLING OFF DURING DAYLIGHT HOURS.  ARE LIGHTS 
PHOTOCELL CONTROLLED?  BAD PHOTOCELL?

4492

0001077578 4629 / 108 LOOSE CARPET CREATING TRIP HAZARD OUTSIDE RM 110. 4629RM0108
0001077678 NO LIGHTS IN ROOMS 4004 AND 4006 4610FLR04
0001070440 JANITORS SINK REPLACE GASKETS 4650RM0015
0001070281 4250 / 71 REPAIR WATER LEAK AROUND COMMODE ON THE RIGHT. 4250RM0071
0001070459 LIGHT SWITCH BY SOUTH DOOR INOPERABLE. 4612RM1008
0001070342 REPAIR BROKEN LIGHT SWITCH  IT IS ON THE ON POSITION AND CANNOT 

BE TURNED OFF
4612RM1008

0001070639 4619-WATER-LEAK  SECURITY REPORTS LEAK AT RM 154 NEAR EAST HI 
BAY.

4619

0001064377 4205 / 110 EXTE MOUNT SUPPLIED SS PLATE TO THE EAST EXTERIOR 
WALL OF RM.110. SEE E-MAIL FOR MORE DETAILS. 

4205RM0110
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0001064408 4707 / LEVEL 5 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 

FIXTURES, WALLS AND RAILINGS ON THE LEVEL 5 OF BUILDING 4707 
TOWER.

4707

0001077658 REPAIR FLUSH VALVE AND UNSTOP COMMODE 4203RM4001
0001070433 2 WASP NESTS OVER FRONT DOOR AND ANTS THROUGHOUT 4494
0001070354 REPLACE DAMAGED CEILING TILES (2031) 4610RM2030
0001070471 NEEDS PAN BUILT TO CATCH WATER OVERFLOW WHEN AC SUMP PUMP 

MALFUNCTIONS RM B111
4663

0001064396 4707 SEWER ALARM 4707
0001077521 4202 SE AUTO DOOR NOT WORKING   CHECKING 4202
0001064111 BAC49 / PARKING REMOVE PARKING LOT LIGHT FIXTURE (NEAREST SW 

CORNER OF PARKING LOT)
BAC49

0001064325 PERFORM WATER CLEAN UP 4200RM0721
0001064169 DISCONNECT POWER FROM MARBLE SAW IN SHOP AREA 4482FLR01
0001064164 TRACE CIRCUIT ON THE WEST SIDE, GROUND FLOOR OF THE TOWER 4707TOWER
0001057374 LOUD NOISE/ POSSIBLY NOISY AH 4610RM3015
0001070418 REPAIR REPLACE BALLAST 4203RM2216
0001057439 4705 / A107 THERE IS NO FACEPLATE FOR THE ELECTRICAL OUTLET IN 

THE SOUTHEAST CORNER OF THE ROOM UNDER THE VENT GRILL.
4705RMA0107

0001057427 4471 DOOR 4 SOUTH SIDE ON LOADING DOCK NEEDS REPAIR 4471
0001070407 REPAIR AND/OR REPLACE FUME HOOD # 4739-3 SLASH IN ROOM 100 

BUILDING 4739.
4739RM0100

0001057623 PLEASE SPRAY THE HANDRAILS IN THE NE AND NW STAIRWAYS 
LEADING FROM THE PARKING LOT TO BUILDING 4708

4708

0001057743 REPAIR AIRCRAFT WARNING LIGHTS 4476
0001057495 REPAIR REPLACE BULB/BALLAST IN RM'S 113, 115 & 117 4654FLR01
0001057885 REPLACE STAINED CEILING TILES ROOM A-168. 4487RMA0168
0001057865 CHECK FLOOR TILES FOR ASBESTOS 4732RM0130
0001057861 CHECK POWER TO SURGE PROTECTOR 4203RM3127
0001057566 REPAIR REPLACE BULB/BALLAST 4705RMA0100
0001057519 CHECK FOR CRITTERS ABOVE WEST WINDOW 4481RM0101C
0001057518 SPRAY FOR ANTS 4494RM0014
0001064156 4718-POWER  BUILDING POWER IN ALARM AND AIR HANDLERS TURNING 

OFF.
4718

0001064050 REPAIR DUST COLLECTOR/ INOPERABLE 4472
0001057653 REPAIR STEAM EYE TX10:READING COLD 4250RM0060
0001057389 RELOCATE OCCUPANCY SENSOR/LIGHT SWITCH OR INSTALL DIFFERENT 

STYLE. EXISTING DEVICE IS OUTSIDE OFFICE TIMES OUT ON USERS 
PUTTING THEM IN THE DARK .  ALSO COMES ON WHEN OFFICE IS 
UNOCCUPIED.  

4207RM0109

0001057682 REPAIR THIRD  COMMODE LEAKING AT BASE 4203RM2006A
0001057679 REPAIR LEAKING URINAL/ LEAKING WHEN FLUSHED 4203RM1006A
0001057672 REPAIR LOOSE CEILING PANEL/ ABOUT TO FALL 4200RM0511
0001057663 REPLACE BULBS/ ALMOST IN DARK 4203RM5429
0001057582 REPAIR THRESHOLD , TRIPPING HAZZARD 4491RM0101
0001057549 REPLACE BULBS IN OVERHEAD LIGHTS 4708RM1114
0001064407 4707 / LEVEL 6 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 

FIXTURES, WALLS AND RAILINGS ON THE LEVEL 6 OF BUILDING 4707 
TOWER.

4707

0001064406 4707 / LEVEL 7 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 
FIXTURES, WALLS AND RAILINGS ON THE LEVEL 7 OF BUILDING 4707 
TOWER.

4707
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WONUM DESCRIPTION LOCATION
0001057569 URINAL CONTINUALLY RUNNING. RM 18B. LEFT SIDE 4250RM0018B
0001057658 REPAIR STEAM EYE TX31:READING COLD, SQ HEATER IN BASMENT 4241
0001057829 PRESSURE WASH FLOOR 4619RMB0136
0001057825 CLEAN OUT GUTTER , WON'T DRAIN 4619RM0149
0001057823 REPAIR REPLACE BULB/BALLAST 4201RM0224A
0001057575 CLEAN UP BROKEN GLASS NEAR DUMPSTER 4241
0001057574 REPLACE SOAP DISPENSER AT BRADLEY BASIN 4707RM0105
0001057570 REPLACE BULBS IN D WING EXIT SIGN 4712
0001064336 INVESTIGATE ODOR (CAUSING EYE AND THROAT IRRITATION) 4485RM0123
0001057488 REPAIR SUMP PUMP IN THE BASEMENT, INOPERATIVE 4572BSMT
0001057360 UNSTOP ALL SINKS IN LRR 4203RM2001A
0001057911 CLEAN STRAINERS ON PUMP0001 4493RM0155
0001057689 REPAIR LEAKING TRAP IN MIDDLE SINK 4202RM0405
0001057688 UNSTOP STOP DRAIN ON WATER FOUNTAIN IN SOUTH HALL 4202FLR03
0001057795 SPRAY FOR ANTS 4610RM3072
0001057784 REPAIR 3 FLOOR FANS 4483RM0103
0001050714 REPLACE BALLAST 4612RM1501A
0001057856 4650 / 0000 R/R BULBS AND BALLAST HALLWAY NEAR 129 4650
0001064160 REPLACE FLUSH HANDLE IN 3RD STALL 4203RM3001A
0001057468 REPAIR LEAKING SUMP PUMP-WATER GETTING ONTO COMPUTER ROOM 

FLOOR
4663B-SPMP004

0001057853 4650 / 0103 R/R BULBS AND BALLAST 4650RM0103
0001057711 UNSTOP COMMODE 4555RM0104
0001057466 INSTALL ROOM NUMBER ( NUMBER FELL OFF) 4471RMC0113
0001064215 CHECK DIESEL GENERATOR FOR FUEL AND OIL LEAKS 4566
0001064186 REPAIR LEAK UNDER SINK 4732RM0209
0001050671 REATTACH STALL DOOR TO WALL 4200RM0152
0001050656 RESTORE POWER TO COMPUTERS 4708RM1107
0001050427 REPAIR DANGLING METAL STRIP ON WALL 4200RM0504
0001038970 4481 / 259 WET FLOOR WEST SIDE LAB. LEAK IN ROOF HAS LOOSEN 

CEILING TILES AND LIGHT FIXTURE IN CEILING OF LAB. NEED TO 
CORRECT LEAK AND REPAIR CEILING TILES AND CHECK LIGHT MOUNTS 
IN CEILING OF LAB

4481RM0259

0001050806 REPAIR DOOR JAMB 4755RM0102A
0001050511 PATCH AND PAINT WALL 4663RMA0222
0001050450 UNSTOP SINK 4712RMB0205B
0001043855 CLEAN FILTERS AND COILS IN RM'S 411 & 413 4481FLR01
0001043938 REPLACE GLASS IN EXTERIOR WINDOW IN ROOM 1128A 4708RM1128A
0001043912 UNSTOP COMMODE 4649RM0103
0001050602 REPAIR ICE MACHINE 4315RM0100
0001050700 REPAIR REPLACE BULB/BALLAST 4493RM0120
0001044009 PLEASE REPLACE/REPAIR TWO SINKS IN MEN`S RESTROOM 1260A.  THEY 

ARE LOOSE FROM THE WALL
4708RM1260A

0001050487 REPAIR REPLACE BULB/BALLAST 4755RM0333
0001043880 REPAIR EYEWASH 4635-2
0001050877 REPLACE  MISSING CEILING TILES NEAR ROOM C105B, C104 AND C101 4471
0001044174 REPAIR/REPLACE LIGHS IN STAIRWELL NEAR RM B18C AS WELL AS 

LIGHTS IN CORRIDOR OUTSIDE RM B18C
4708BSMT

0001044169 SEAL SEWAGE LIFT STATION AT PUMP 4708-PMP0001 4708RMB0030C
0001050756 4570/B5 /  REPAIR LEAKING URINAL 4570
0001050754 4649/E1 /  REPAIR STEAM VALVE 4649RM0104
0001050868 PAINT LADDER WITH NON SKID PAINT IN STEAM PIT 4539
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0001050790 REPAIR REPLACE BULB/BALLAST 4723RM0105
0001044260 DRINKING FOUNTAIN STOPPED UP 4612RM1318
0001044166 REPAIR/REPLACE BURNED OUT LIGHTS IN THIS ENTIRE SUITE. 4705RMA0210B
0001050663 REPLACE DAMAGED CEILING TILES 4487RMA0104M
0001050567 REPAIR AIRCRAFT WARNING LIGHTS 4572
0001050731 -PANEL MCC 2 SIZE 4 SWITCH-PROVIDE REQUIRED INFORMATION ON THE 

TAG-
4481RM0300A

0001050789 CLEAN UP ASBESTOS 4200RM0119
0001044232 REPAIR LEAKING COMMODE AND URINAL 4610RM4002
0001043992 REPAIR LEAKING SPRINKLER SYSTEM 4201BSMT
0001038862 4650 / 0000 R/R BULBS & BALLAST IN HALLWAY NEAR RM 129 4650
0001050599 4707 / 131A & B PLEASE REPAIR OVERHEAD FLOURESCENT  LIGHTING IN 

CLEAN ROOM 131 A & B, BLDG. 4707. 
4707RM0131A

0001050844 REPLACE MISSING CEILING TILE IN OFFICE 226A, BLDG. 4707. 4707RM0226A
0001050843 REPAIR DOWNSPOUT. ELBOW KNOCKED OPEN BETWEEN A & B WING IN 

THE WEST END LOOP. 2325
4487-ROOF0008

0001050678 PATCH & PAINT DAMAGED WALLS 4572RM0205
0001050858 4674/E2 /  REPAIR POTABLE WATER LINE 4674RM0103
0001044152 4244 / 107 INSTALL NEW REGISTER AND CONTROL-A-FLOW.2326 4244RM0107
0001050518 REPAIR REPLACE BULB/BALLAST 4249RM0149
0001050699 REPLACE BULBS (MAY HAVE TO HAVE CARPENTERS TO REMOVE 

CROWN MOLDING)
4200RM0712A

0001050847 4202 3RD FLOOR LADIES ROOM SINK STOPPED UP 4202RM0331A
0001044157 4666 SW DOORS WANT SHUT   CHECKING 4666
0001050493 CLOSE ROLL UP DOOR 4316
0001050519 REPAIR REPLACE BULB/BALLAST IN HALLNEAR RM 129 4249FLR01
0001044025 REMOVE OR COVER VENT IN DOOR 4610RM1085B
0001044073 REPAIR EXHAUST FAN , BELT BROKEN 4612RM1508
0001050882 REPLACE MISSING FLOOR TILE NEAR RM 409 4481FLR01
0001050878 REPLACE DAMAGED CEILING TILES 4487RMA0104M
0001050626 4487  AH007 /  DRAIN ON UNIT IS CLOGGED AND UNIT IS FULL OF WATER 4487

0001044265 PATCHES HOLES IN WALL OVER ENTERANCE DOOR. 4776-ROOF0001
0001050558 REPLACE ELECTRICAL CONDUIT THAT HAS HAD THE COVERED 

REMOVED.
4676

0001050873 REPAIR REPLACE BULB/BALLAST 4705RMB0117
0001050821 REPAIR/ REPLACE EMERGENCY LIGHT 4610RM2054
0001044253 REMOVE ELECTRICAL WIRE GOING TO ABANDONED FAN ON ROOF OVER 

ROOM 103.
4739-ROOF0003

0001050529 4708 / 136 PLEASE ADJUST AUTOMATIC DOOR CLOSURE TO MEN`S 
RESTROOM.  DOOR STAYING OPENED TOO LONG.

4708RM0136

0001050521 PATCH/PAINT SHEET ROCK 4487RMA0231
0001044225 SPRAY FOR ANTS 4708FLR02
0001044126 ADJUST DOOR NEXT TO LOADING DOCK 4201EAST
0001044228 REPAIR CLOSE BUTTON ON ELEV0002 4203-ELEV0002
0001044040 SPRAY ANTS 4201RM0226A
0001050479 REPLACE METAL ON DUST COLLECTOR, OUTSIDE, NORTH SIDE 4650NORTH
0001050475 REPAIR AND/OR REPLACE FUME HOOD # 4739-3 EXHAUST FAN IN ROOM 

101A BUILDING 4739.
4739RM0100

0001044145 SPRAY FOR WASPS AND REMOVE NEST AT WEST ENTRANCE/ OUTSIDE/ 
UNDER AWNING

4244WEST

0001043985 4209  RM 1 /  RESTORE POWER TO PUMPS TO REMOVE AIR 4209RM0001
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0001043986 COMMODE WON'T FLUSH 4203RM6001A
0001038833 REPAIR LEAKING VALVE 4487RMC0178E
0001050437 4723-ROOF0001 /  CLEAN OUT GUTTER. 4723-ROOF0001
0001050436 4723-ROOF0002 /  CLEAN OUT GUTTER. 4723-ROOF0002
0001043957 POLISH ARMETUR ON ELEV0002 4202-ELEV0002
0001033388 REPAIR REPLACE HAZZARDOUS WARNING LIGHT ON THE N.E. CORNER 

OF BLDG.
4623

0001039135 SPRAY FOR ANTS ON HANDRAILS COMING FROM THE NORTH PARKING 
LOT

4708NORTH

0001039120 4487 B-WING GANDY IN ROUTE TO EMPTY BUCKET OF WATER IN 
HALLWAY

4487

0001038810 CHECK, REPAIR OVERHEAD LEAK 4202RMB0109
0001038804 REPAIR CONTINUOUSLY RUNNING COMMODE 4612RM1003
0001033340 REPAIR FLUSH VALVE ON COMMODE 4666RM0235A
0001033205 FABRICATE SIGNS 4244RM0100C
0001039106 OUTSIDE REPLACE PIXEL OR FLAPPER ASSEMBLY IN SIGN 4610
0001033452 REPAIR REPLACE BULB/BALLAST IN RM'S 610, 611 & 612 4200FLR06
0001033199 SPRAY FOR SPIDERS IN RM AREA'S OF 100 THROUGH 115 AND THE LADIES 

RM
4485FLR01

0001038921 SPRAY FOR BUGS 4708RMB0027
0001038801 REPAIR REPLACE BULB/BALLAST IN RM'S 4120 & 4231 4203FLR04
0001038795 INSPECT & TAG EYE WASH FOR LN2 TANK SV1. 4707
0001037679 CHECK MACHINERY NOT WIRED UP PROPERLY 4619RM0157
0001034460 RESTORE POWER TO ELEV. IN THE SIDE OF THE NBS 4705FLR01
0001033533 RE-ALIGN MAGNETIC LOCKS ON DOUBLE DOORS NEAR MAIN ENTRANCE 4249FLR01

0001028018 WEST WALL-4674 ACMP-0001-REPLACE/RE-CERTIFY PRESSURE RELIEF 
VALVE-

4674-ACMP0001

0001038776 SPRAY FOR WASPS AT DOOR #3 4353
0001033219 WOMEN`S RESTROOM ON THE 3RD FLOOR, SECOND STALL NEEDS A 

LATCH INSTALLED ON THE DOOR IN ORDER FOR IT TO BE ABLE TO SHUT 
AND LOCK.

4201RM0320

0001033654 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RM0430A
0001033316 REPAIR LEAK ON STAIRWELL THAT THE A/C UNIT IS IN - THEY THINK IT 

IS COMING FROM THE A/C
4570

0001033623 N.E. AUTOMATIC DOOR WON'T OPEN 4487-CWING
0001033497 REPLACE BULBS 4610RM2072
0001027801 4718 EXTERIOR DOOR #15'S LATCH NEEDS TO BE REPAIRED OR 

REPLACED PER SECURITY.  CALL SECURITY FOR DOOR LOCATION.
4718

0001038817 REPAIR, REPLACE NOISY EXHAUST FAN 4241RM0110
0001038816 SPRAY FOR ANTS 4610RM2086
0001038815 CHECK ALL COMMODES FOR LEAKS 4202RM0535A
0001038813 REPAIR REPLACE BULB/BALLAST 4471RM0150A
0001039098 REPAIR 2ND COMMODE, WON'T FLUSH 4202RM0429
0001039024 REPAIR HOLE IN CERAMIC SINK 4207RM0018
0001033447 UNSTOP COMMODES AND REPAIR URINAL 4202RM0623
0001038891 REPLACE CEILING TILES IN HALLWAY OUTSIDE RM.207 (2031) 4708RM0207
0001039083 REPAIR CHWP LEAK 4201RMB0009
0001039021 REPAIR REPLACE EMGENCY LIGHT 4493RM0147
0001033379 REPAIR SHORT IN WATER COOLER 4583RM0123
0001039231 INVESTIGATE GAS ODOR 4200RM0613
0001039229 REPAIR LEAKING COMMODE 4481RM0327
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0001033433 REPAIR REPLACE BULB/BALLAST IN SOUTH HALL 4619BSMT
0001033551 REPLACE WALL OUTLET ON SOUTH WALL OF ROOM 4244RM0100A
0001027882 REPAIR OVERHEAD LIGHT OUT IN FRONT OF ROOM 510 A. 4200RM0510A
0001038942 REPAIR OVERHEAD LEAK 4475RM0141
0001033607 COMMODE WILL NOT SHUT OFF IN MEN'S RESTROOM 4666RM0235A
0001033383 INVESTIGATE DRAIN PROBLEMS IN RM'S 118 THROUGH 124 4623FLR01
0001033417 REPAIR WATER COOLER NOT COOLING ACROSS FROM ROOMA270 4663
0001033212 PLEASE REPAIR LEAK IN HALLWAY AND REPLACE STAINED CEILING 

TILE NEAR ROOM 207
4708FLR02

0001033507 MEN`S RESTROOM DOOR SQUEEKS. 4629RM0101
0001027869 REPAIR LEAK AROUND WINDOW 4201RM0314
0001027859 SPRAY FOR ANTS IN RM 104 ( FITTERS OFFICE) 4705FLR01
0001033500 REPAIR/ REPLACE EMERGENCY LIGHT 4712RMA0117C
0001033582 4607 / DOOR 110 REPLACE BULB OR REPAIR SO THAT THE LIGHT OVER 

EXIT DOOR 110 WORKS.
4607

0001033562 REPAIR DEFLECTORS ON SHEW 0001 RM 1047 4610-SHEW0001
0001028079 CLEAR OUT MAIN FLOOR DRAIN IN EQUIPMENT ROOM. 4656RM0118
0001028027 DOOR JAM, CHECK LOCK 4646RM0109
0001027990 CENTER OF ROOM--CLEAN UP WATER ON FLOOR AND TAKE MEASURES 

TO PREVENT FUTURE LEAKAGE-HVAC UNIT LEAKING
4674RM0103

0001027864 INSTALL BARREL BOLT 4561RM0219
0001038939 REPAIR DOOR STICKING, NOT SECURING IN HALL AT RM 207 4471FLR01
0001038754 REPAIR/ REPLACE LOOSE CARPET AT EAST ENTRANCE 4471
0001033631 4666 RM 235A RUNNING TOILET 4666RM0235A
0001027981 REPLACE/REPAIR LOCK IN ACCESS DOOR. E-3 4476RM0117A
0001027715 SPRAY FOR ANTS 4610RM4036
0001027704 REPAIR LEAKING SINK IN N.W. CORNER OF KITCHEN 4610RMC0105
0001039018 SPRAY FOR ANTS 4728RM0103
0001039037 REPAIR BAY DOOR/ OFF OF HINGES LOCATED WEST END/ MIDDLE OF 

BLDG.
4483

0001033626 REPLACE BULB 4712RMA0117C
0001033599 REPAIR/ REPLACE EMERGENCY LIGHT #0001 IN NORTH HALL 4566
0001033597 REPAIR/ REPLACE LOOSE TRED ON STEP ON  FIRST LANDING STAIRWELL 4610

0001033569 SPRAY FOR ANTS 4610RM2038
0001027992 REMOVE/SECURE WIRE ON THE FLOOR, AT COLUMN B, BY THE 

EQUIPMENT ROOM (TRIP HAZARD)
4755RM0117

0001027870 BACK FLUSH CHILL WATER LINE IN THE FEASTIER ROOM 4755
0001039214 4201 ELEVATORS ONLY GOING TO 2ND FLR 4201-ELEV0001
0001028053 4628 ROOM 108 REPLACE LIGHTS BULBS 4628RM0108
0001033267 JANITOR CLOSET SINK IS STOPPED UP  IN ROOM1219A 4610
0001038922 INVESTIGATE ELECTRICAL GROUND STRAP THAT WAS CUT BY MOWER 

ON S.S. EAST END OF BLDG.
4663-CWING

0001033423 REMOVE TAG ON BREAKER # 131517, BREAKER NEEDS RESET FOR USE OF 
RECEPTACLE

4648RM0104

0001027919 SPRAY FOR ANTS 4728RM0108
0001027647 SPRAY FOR ANTS 4728RM0109
0001027780 4207 / 140 DEFECTIVE LIGHT SWITCH. 4207RM0140
0001027711 REPAIR CONTINUOUSLY FLUSHING URINAL 4755RM0214
0001021200 UNSTOP COMMODE 4708RM1119
0001027822 REPAIR  ROOF LEAK 4250RM0041B
0001027609 INOPERABLE CRANE 4707-CRN0001
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0001027674 REPLACE MISSING CEILING TILES 4656RM0106
0001028002 REPAIR LEAKING AIRLINE ON COMPRESSOR 4561RM0104
0001027999 UNSTOP FLOOR DRAIN 4541RM0107
0001027889 REPAIR REPLACE BULB/BALLAST 4487RMAB0220
0001027952 REPAIR REPLACE BURNING BALLAST IN RM B202A 4712FLR02
0001027934 SPRAY FOR ANTS ON WEST WALL 4610RM4038
0001027672 CLEAN HYDRAULIC ELEVATOR PIT ON THE SOUTH SIDE 4619
0001028068 UNSTOP COMMODE 4708RM1119
0001027665 SEWER ALARM ACTIVATED. 4707
0001027618 4707 / 107 INSTALL NEW FILTERS IN AH-7 FOR   2326 4707-AH0007
0001027574 REPAIR WATER JET #1 4663RMB0001
0001027570 REPAIR LOOSE COMMODE 4555RM0104
0001027827 REPAIR POTABLE WATER VALVE 4653RM0011
0001021187 4315 / 103 SHOWER HEADS MAY BE LOOSE. WATER NOT SPRAYING FROM 

HEADS WELL. IN MEN`S DRESSING ROOM .
4315RM0103

0001021192 REPLACE BALLAST 4203RM3107
0001027931 HOT WATER COMING OUT OF COLD WATER FAUCET JANITOR CLOSET ON 

3RD FLOOR
4202

0001027720 REPAIR OR REPLACE GUARD ON EAF0006 (2026) 4610-EAF0006
0000960278 WEST WALL-PANEL NN421-LABEL ELECTRICAL PANEL AND BREAKERS 

TO INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-BREAKER 
#7 IS "ON" BUT NOT LABELED

4525WEST

0001021396 REPAIR LOOSE SOAP DISPENSER 4203RM6001A
0001359619 REPAIR LTS  IN  RM  101B > 4481RM0101B
0001359592 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOMS 101C AND 102A 4481FLR01
0001352157 ALIGN WATER PUMP 4747RM0108
0001351057 DIRTY WATER IN TOILETS AND SINK A112 4663
0001356632 POWER OUTAGE 4200
0001356624 OCCUPANT STUCK IN ELEVATOR 4200
0001351271 DOOR #9--ATTACHED FLEXIBLE ELECTRICAL CORD/CABLE- PROVIDE 

FASTENING MEANS AND MECHANICAL CONNECTIONS THAT ARE 
DESIGNED TO PERMIT REMOVAL FOR MAINTENANCE AND REPAIR-

4747RM0108

0001345020 WATER LEAKING THROUGH CEILING TILES IN SANDRA LEIBOLD'S 
OFFICE

4201RM0605

0001356809 REPAIR CONTINUOSLY RUNNING COMMODE 4614RM0106
0001351021 REPAIR OVERFLOWING WATER FOUNTAIN 4436
0001332804 4203 /  1ST FLOOR LADIES RM STOPPED UP COMMODE 4203RM1001A
0001332739 COVER HOLES IN FLOOR TILES 4481RM0422
0001332723 UNSTOP DRAINS IN KITCHEN 4610RMC0100
0001332802 4749 /  URINAL LEAKS AROUND HANDLE IN MEN`S ROOM. 4749
0001338292 SOUTHSIDE VALVE PIT CHECK POWER TO SUMP PUMPS 4572
0001021374 4487C-RM167  USER REPORTS ELECTRONIC DOOR NEAR ROOM 167 NOT 

WORKING.
4487

0001332976 REATTACH LABEL ON PNL0002 4487RMA0100
0001335709 CHECK FOR LEAKS, WATER STANDING IN THE FLOOR 4708RM0180
0001335704 REPAIR REPLACE BULB/BALLAST 4702RM0118
0001338135 PAINT OVER WORDAGE AT GUN CONTAINER 4571
0001338171 REPAIR LATCH ON STALL DOOR 4650RM0010A
0001338157 CHANGE OUT LOCKSET 4666RM0106
0001335772 ENTRANCEWAY OF EXTERIOR DOOR ADJACENT TO A108L HAS SHED IT`S 

NONSLIP COATING.  REPAINT (AGAIN) OR REPLACE METAL RAMP WITH A 
GRATING OR OTHER NONSLIP SURFACE.

4487RMA0108L
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0001344911 4493 E155 /  CHECK STRAINER 4493RM0155
0001335768 CLEAN SCREENS ON EYEWASH ON  SHEW 0001 4760-SHEW0001
0001354313 REPAIR LOOSE COMMODE IN ROOM 6006A. 4203RM6006A
0001354308 CLEAN HEADS ON SHEW 0001 OUTSIDE SOUTHWEST 4619-SHEW0001
0001354307 CLEAN NOZZELS ON SH 0001 4628-SH0001
0001354306 CLEAN NOZZELS ON SH 0002 4628-SH0002
0001332963 4250 NE DOOR AIRLOCK REPLACE CEILING TILES 4250
0001332819 4316 /  REPAIR CONTINUALLY RUNNING URINAL IN ROOM 104. 4316RM0104
0001338196 REMOVE BLACK LINES FROM WHITEBOARD 4650RM0114
0001338165 TURN ON WATER IN LOWER PLAYGROUND 4494
0001356841 REPAIR ELEVATOR 4203-ELEV0002
0001356788 CONTINOUSLY RUNNING COMMODE 4705RMB0123
0001356779 CONTINUOSLY RUNNING COMMODES 4705RMA0213C
0001338016 4708 / HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS AND 

REPLACE LENS COVERS IN HALLWAY NEAR ROOM 1209
4708

0001348781 CHANGE OUT LOCK SET 4203RM2244
0001345188 UNSTOP SINK AND REPAIR THE FAUCETS 4481RM0442
0001332813 4487 / B144 IN HALLWAY ACROSS FROM B144.  WATER IS DRIPPING FROM 

CEILING. ( UNCLOG DRAIN PAN IN ROOM E33 ON UNIT)
4487RMB0144

0001351124 1ST URINAL DRAINS SLOW 4202RM0115
0001351120 MIDDLE SINK TRAP LEAKING 4202RM0535A
0001351234 RESET TRIPPED BREAKERS 4200RM0160
0001345123 REPAIR AFTER REGULAR WORK HOURS STEAM LEAK EAST END, IN 

TRENCH ON MAIN STEAM LINE.  (MAY BE FLANGE GASKET.)
4659EAST

0001338182 4250 /  REPAIR LEAKING VALVE IN E-2. 4250RM0019
0001338064 LEAKING WATER FAUCET IN THE SOUTH HALLWAY NEAR ROOM 119. 4666RM0119
0001335713 4487 / STAIRS REPLACE STAINED CEILING TILE IN SOUTHWEST 

STAIRWELL AND INSPECT CEILING FOR LEAKS.
4487

0001345206 ROOF DRAIN IS CLOGGED , CLEAN AND REPAIR . 4583-ROOF0004
0001021369 4561 / 221 DOOR WIL NOT CLOSE BETWEEN OFFICES 219 & 221 4561RM0221
0001345153 REPAIR REPLACE FLOOR TILE, CORNER ROLLED UP CAUSING TRIPPING 

HAZZARD 
4491RM0129

0001345035 RESTORE POWER TO OUTLET 4619RM0145
0001356581 4202 ROOM 325A REPAIR CARPET 4202RM0325A
0001345108 REPAIR LEAKING HOT WATER PUMPS 4708RMB0003
0001345082 SPRAY FOR SPIDERS 4705RMA0217B
0001344869 4524 HAS LOST POWER 4524
0001344844 4631 / DOCK 1 PROVIDE DOOR EXTENDER BELL AND BUTTON 4631
0001338343 REPLACE DIRECTIONAL REGISTER (2026) 4650RM0032B
0001337964 COVER FLOOR OUTLET WITH YELLOW AND BLACK SAFETY TAPE 4202RM0119
0001021307 4654 /  UNSTOP DRAIN 1ST AND LAST SINK IN BATHROOM 110 4654RM0110
0001348828 UNSTOP COMMODE 1ST FLOOR MENS RM 4572RM0105
0001338261 REPAIR C-WING HANDICAP ELEVATOR ON THE 1ST FLOOR 4487-CWING
0001338260 UNSTOP MIDDLE COMMODE 4250RM0007
0001335698 REPAIR EMERGENCY LIGHT/ NOT COMING ON WHEN POWER GOES OFF/ 

LOCATED IN THE MIDDLE OF 36G AND 36H
4250

0001332987 REPAIR LEAKING WATER FOUNTAIN IN HALLWAY ACROSS FROM ROOM 
119

4666BSMT

0001354279 CHECK WATER LEAKING FROM ELECTRICAL PANEL 4487RMC0159
0001344843 UNSTOP SECOND COMMODE 4600RM3006
0001354276 REPAIR/ REPLACE HANDLE ON COMMODE 4627RM0110
0001351046 INSIDE LIGHT OUT ON ELEVATOR #3 4202-ELEV0003
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0001356593 PATCH AROUND DRAIN IN BLOCK WALL NORTH SIDE 4491NORTH
0001351180 REPAIR LIGHTS 4659RM0013
0001351257 REGLUE LOOSE BASEBOARD AT MAIN ENTRANCE 4475FLR01
0001351096 SINK IN LADIES RESTROOM 430A STOPPED UP 4TH FLOOR 4202RM0430
0001351091 REPAIR/REPLACE DOORSTOP THAT LEADS INTO SHOP ROOM B101 4487
0001327629 REPLACE BULB/BALLAST ON 9TH FL. WEST STAIRWELL LANDING 4200FLR09
0001327039 4471 /  SAW CUT ASPHALT 4471
0001327038 4619 /  PATCH HOLE IN BLOCKWALL IN HALLWAY 4619
0001327050 ROW OF LIGHTS OFF IN SUITE 4203RM2413
0001314012 4200 /  JANITORS CLOSET 813  FAUCET LEAKING ON HW SIDE 4200RM0813
0001313945 REPLACE LOCK AND TAG WITH APPROPRIATE WARNING TAG- 4663RMB0001
0001313944 WEST HIGHBAY - NORTH WALL--REPLACE LOCK AND TAG WITH 

APPROPRIATE WARNING TAG-
4483FLR01

0001313839 REPAIR WEST ELEVATOR 4755-ELEV0001
0001338377 EMPTY CATCH CANS 4708RM0221
0001344901 REPLACE MISSING PANEL ON JUNCTION BOX ( WIRES EXPOSED) 8037
0001344900 REPLACE LOCK WITH HASP 8037
0001344892 PAINT STORAGE ROOM DOOR ON THE WEST END OF BLDG 4747WEST
0001337928 4714 / 100 NORTHEAST CORNER ON EAST WALL--EXPOSED ELECTRICAL 

WIRING- REPAIR/REPLACE OR ELIMINATE POTENTIAL EXPOSURE TO 
LIVE WIRES-(480V 3P FEEDING PP8 2-4-6)

4714RM0100

0001335776 REPAIR CARPET 4249RM0134
0001327054 SEWER ALARM 4203
0001326998 ELEVATOR RUNNING ROUGH 4732-ELEV0001
0001345010 REPLACE DAMAGED CEILING TILES (2031) 4201RM0604
0001344887 4316-BLDG-LIGHTS, OFF 4316
0001342006 UNSTOP DRAIN ON BRADLEY BASIN IN ROOM 162 4619RM0162
0001327021 COVER HOLES BUS DUCT 4619RM0146
0001313779 UNSTOP URINAL 4663RMC0102
0001351039 OFFICE HAS ANTS AND NEEDS SOMEONE TO SPRAY 4485RM0128A
0001314125 UNSTOP DOWNSPOUT FROM GUTTER AND SEAL FLASHING. 2325 4476-ROOF0003
0001326857 REPAIR REPLACE BULB/BALLAST, LIGHT FLICKERING 4200RM0330
0001326849 UNSTOP 1ST COMMODE, ALMOST RUNNING OVER WHEN FLUSHED 4251RM0007
0001326848 REPAIR REPLACE BULB/BALLAST 4612RM2403
0001344961 4656 /  REINSULATE POTABLE WATER LINE IN SW CORNER OF RM E-2 4656RM0118
0001344954 8037 / OUTSIDE REMOVE SILT FROM PAVEMENT. REMOVE DEBRIS AND 

TRASH FROM AREA, INCLUDING RIPRAP AREA.
8037

0001356664 4200 / G26D EMERGENCY LIGHTS IN BACK OF ROOM DID NOT WORK 
DURING POWER OUTAGE ON 6/23 A.M.

4200RMG0026D

0001356639 JANITOR SINK IS CLOGGED AND FAUCET DRIPS 4728RM0104
0001348764 REPAIR LEAK ON STRAINER ON LN 2 PUMP A ,IN WEST END OF HIBAY 4659
0001342065 CHECK, REPAIR LEAKS AND HAVE STAINED CEILINLG TILES REPLACED 4202RM0601A
0001338335 4205 / 101 HB SPRAY FOR SPIDERS ALONG EAST WALL.  BLACK WIDOWS 

HAVE BEEN SPOTTED IN THIS AREA.
4205RM0101

0001332783 UNSTOP SINK IN KITCHEN AREA 4203FLR03
0001332766 EXTERMINATE FOR MICE 4619RM0100
0001332764 REPAIR REPLACE BULB/BALLAST IN HALL NEAR 2054 4610FLR02
0001332761 REPAIR REPLACE BULB/BALLAST IN 3049 & 3074 4610FLR03
0001356739 REPLACE CONDUIT COVER ON ELBOW AT BUILDING 4631 DOCK -2 4631
0001356538 SUMP PUMP 1 IS IN ALARM. LOCATED IN E1. HVAC NOTIFIED. 4610
0001351136 BREAKER HAS TRIPPED IN KITCHEN AREA 4485RM0104
0001348763 REPAIR LEAK ON COND PUMP AT WEST END OF PAD 4657WEST
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0001337969 4555-HIGH_BAY-LIGHTS ARE OFF AND IN ALARM. 4555RM0102
0001326945 PATCH OPENING IN WEST WALL OF ROOM WHERE ACCESS WAS CUT TO 

ACCESS PIPING. 2326
4619RM0300

0001301017 REPAIR LIGHT IS OUT IN LADIES RESTROOM 4485RM0117
0001351130 SOAP DISPENSER NEEDS TO BE REMOUNTED TO THE  WALL IN MENS 

RESTROOM
4612RM1406

0001300888 REPAIR BROKEN ARM ON ENTRANCE GATE TO WEST TEST AREA MSFC
0001298010 REPAIR NOZZLE ON WATER HOSE AT CAR WASH 4483
0001304557 REPAIR COMMODE NOT FLUSHING/ NORTH END/ MAIN CORRIDOR 4205RM0100V
0001351129 NO WATER COMING FROM FAUCET WHEN HOT WATER IS TURNED ON 4612RM2406
0001314030 REPLACE LIGHT BULB IN 10' FLOURESCENT LIGHT FIXTURE IN LAB 

AREA/ NORTH HIBAY
4755

0001314019 REPAIR HOLE IN METAL FLOOR PLATE 4551BSMT
0001310675 4203 /  B003A MENS RM MIDDLE URINAL LEAKING AT SPUD 4203RMB0003A
0001310668 4666 /  RM 253A CONTINOUS RUNNING COMMODE 4666RM0253A
0001310667 4610 /  SINK LEAKING 4610
0001310666 4619 /  RM 149 UNSTOP COMMODE 4619RM0149
0001310663 4675 /  REPLACE ZOLLIER SUMP PUMP 1 1/2 INCH DISCHARGE 4675
0001327143 4750 / GRILLS CLEAN GRILL NEXT TO BLDG. 4750 AND REMOVE OLD 

CARPET LYING NEXT TO GRILL
4750

0001338023 4674 / OUTSIDE PAINT REPAIRS TO HANDRAIL.  2335 4674
0001350984 REPAIR REPLACE BULB/BALLAST IN 1ST FLOOR STAIRWELL LANDING 4200FLR01
0001348846 CHECK MEN'S AND LADIES RM'S, VERY HOT WATER IN COMMODES IN 

LADIES RM
4202FLR04

0001344840 REPAIR ROOF LEAK AND DAMAGED CEILING TILES NEAR RM 603 4201FLR06
0001341986 4203 / 6 NOR 6TH FLOOR NORTH STAIRWALL DOOR KNOB IS LOOSE AND 

NEEDS TO BE REPAIRED OR REPLACED.
4203FLR06

0001294419 INSTALL MEDIUM SIZE SLIDING BOLTS ON BOTH SIDES OF THE 
ADJOINING DOORS (NOT MAIN DOOR) FOR ROOMS 221, 219, 210B, 109, AND 
113A 

4666RM0221

0001304529 SPRAY FOR FIRE ANTS AT NASA MEATBALL TENT 4471
0001304490 CHECK FLOOR TILES FOR ASBESTOS 4619RM0166
0001304485 REMOVE EMERGENCY EVACUATION SLEEVES AND BRING TO EOC , BLDG 

4202 RM B104
4189RM0101

0001294206 REPLACE LOCK ON WEST ENTRY DOOR (NOTIFY USER BEFORE STARTING 
JOB)

4312

0001301260 CHECK FOR SHORTAGE IN WALL OUTLET 4353RM0131
0001301257 SPRAY FOR ANTS 4610RM1022
0001298002 4203 /  4203 RM. 1300 RESTORED POWER TO RECEPTICLE BEHIND DRINK 

MACHINE 
4203RM1300

0001294409 REPLACE BALLAST ROOM 624E 4201RM0624
0001320702 4665 / OUTSIDE SPRAY FOR FIRE ANTS THROUGHOUT THE GROUNDS 

ESPECIALLY ON THE LEFT SIDE OF THE ROAD (EDGE) LEADING TO THE 
TEST STANDS.

4665

0001314115 CHECK DUST PARTICLES COMING FROM VENTS 4471RM0178A
0001314082 SMOOTH OUT GRAVEL AND FILL IN POT HOLES AT EAST ENTRANCE TO 

PARKING LOT, LOCATED BETWEEN BLDG. 4244 & 4241
4244

0001320599 REPAIR LIGHTS IN STAIRS AT E-14. 4200RMR0002
0001320597 REPAIR LIGHTS IN HALL NEAR ROOM 730A. 4200RM0730A
0001314065 REPLACE STAINED CEILING TILES NEAR RM 1509 4612FLR01
0001307849 4654 / 132 REPLACE DAMAGED CEILING TILES (2031) 4654FLR01
0001307840 4203 / 6147 REPLACE DAMAGED CEILING TILES (2031) 4203RM6147
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0001307839 4203 / 6142 REPLACE DAMAGED CEILING TILES (2031) 4203RM6142
0001313986 CHECK COLORED WATER ON FOUNTAIN NEXT TO ROOM 222. 4735
0001313982 REPAIR STEAM LEAKS IN TRENCH AND NORTH OF FENCED AREA REPAIR 

UNDERGROUND STEAM LEAK.
4657

0001307835 4203 / 6130 REPLACE DAMAGED CEILING TILES (2031) 4203RM6130
0001310631 SPRAY FOR ANTS 4487RMA0129
0001310616 RELOCATE TOMBSTONE IN FLOOR TO WEST WALL 4663RMC0164
0001310609 REPAIR AIRHOSE REEL, KEEPS HANGING UP 4605RM0012
0001304550 TOUCH UP PAINT IN ROOM 4203RM4142
0001307554 CHECK ALL WATER FOUNTAINS (NO WATER) 4752
0001021296 4612 / WEST REPLACE DAMAGED PVC ELBOW DRAIN. 4612WEST
0001301123 SPRAY FOR ANTS 4249RM0112
0001307871 CHECK, REPAIR ELECTRICAL CONNECTION TO CUBICLE 4207RM0103
0001301173 REATTACH LOOSE WEATHER STRIPPING ON DOOR 100 4656FLR01
0001301145 CLEAN AIR INTAKE AREA ( CONCRETE) COVERED IN PINE CONES AND 

DEBRIS LOCATED AT THE WEST END OF A-WING
4487

0001344966 METAL PLATE ON FLOOR MAKING WALKING SURFACE UNLEVEL - 
POSSIBLE TRIP HAZARD

4619

0001344965 CUT OFF BOLTS ON CONCRETE PAD - CAUSING TRIP HAZARD 4619
0001294348 REPLACE BACK FLOW PREVENTER FOR DI WATER 4760
0001320553 REPLACE DAMAGED 2 X 2 CEILING TILES 4612RM1008
0001307522 POC:  BUILDING 4659 TO GET ACCESS.  REPAIR STEAM LEAK ON THE 

WEST SIDE OF THE PAD.
4657WEST

0001307502 REPAIR LEAK UNDER MIDDLE SINK 4200RM0219
0001307540 REPLACE BULBS AT ELEV., FIRST FLOOR LOBBY AND IN HALL ACROSS 

FROM LADIES RR
4600FLR01

0001300941 4748 /  MICE IN LADIES DRESSING ROOM AT TENNIS FACILITY 4748RM0002
0001307524 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-
4203RMB0101

0001287542 4485 / 123 REMOVE LIGHT BULBS IN CEILING, CAUSING A GLARE ON 
COMPUTER, HURTING EYES,  NEED AS SOON AS POSSIBLE.  JANITOR 
REQUESTED A WORK ORDER TO BE ENTERED.  QUESTIONS, PLEASE CALL 
ME AT ABOVE NO.

4485RM0123

0001348801 REPAIR WATER FOUNTAIN OUTSIDE RM B223 4663FLR02-B
0001344950 REPAIR/ REPLACE TWO FLOOR TILES 4561RM0122A
0001287547 4638 / 100 REPAIR OVERHEAD LIGHTS. 4638RM0100
0001281645 REPAIR LOOSE AIR DUCT IN CEILING 4485RM0114
0001294208 REPAIR LEAKING VALVE ON STEAM STATION IN E-1 4610RMB0101
0001294205 REPAIR LIGHTS AROUND ELECTRIAL PANELS IN SE LEG OF BASEMENT 4670
0001281644 REHANG LIGHT FIXTURE 4485RM0114
0001281640 REPLACE BALLAST (no lights) 4708RMB0014
0001294191 PATCH AROUND WATER VALVE NEXT TO DOOR#18 4619FLR01
0001294189 PATCH HOLE IN BLOCKWALL WHERE PIPE WAS REMOVED NORTHEAST 

END OF BUILDING
4353

0001350960 REPAIR REPLACE BULBS BALLAST HALL LIGHT OUTSIDE ROOM A232 2ND 
FLOOR AWING

4487

0001335778 4708 LIGHT CIRCUIT 7 ON IN ALARM 4708
0001287197 FREIGHT ELEVATOR DOWN 4708
0001287235 REMOVE SOME LIGHT BULBS, TOO BRIGHT IN RM'S 112-12 & 112-9 4727FLR01
0001287234 REMOVE SOME BULBS FROM FIXTURE, TOO BRIGHT 4727RM0102-11
0001287230 REPLACE BAD STEAM TRAP ON CONDENSATE LINE 4703SOUTH
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0001287249 4207 / 107 CEILING TILES FALLEN OUT IN CDC. REPLACE 

MISSING/DAMAGED CEILING TILES AS NECESSARY. 
4207RM0107

0001294183 REMOVE DEAD BIRD FROM PLAYGROUND 4494
0001294366 4487 / 302 REPLACE DAMAGED CEILING TILES  (2031) 4487
0001300998 CHANGE OUT LOCK  AND CUT HOLE FOR CYLINDER IN 1020A 4610RM1020
0001310694 REPAIR/REPLACE INOPERATIVE EXIT SIGN-(ALL SIX "EXIT" SIGN LIGHTS 

DO NOT WORK IN EMERGENCY MODE.)
4200RM0160

0001310693 ABOVE PNL 0054-EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 
ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-TRANSFORMER AND 
BOX OPEN LESS THAN 7`-SHOCK HAZARD

4200RM0225

0001313909 4619 ROOF 11 /  REPAIR FABRIC FLASHING BETWEEN ROOF AND HIGHBAY 
WALL

4619-ROOF0011

0001313908 4616 / 100 --REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-(ORANGE 
"POW`R PROFILE" AIR COMPRESSOR)

4616RM0100

0001313902 4727 / OUTSIDE PAINT  "RESERVED" ON PARKING SPOT IN BACK OF 
BUILDING FOR DEPUTY DEPARTMENT MANAGER.  

4727

0001348812 4353 AIR COMPRESSOR OFF 4353-ACMP0001
0001300930 REPLACE BOTTOM STEP T0236
0001281292 TIGHEN PACKING ON CONDENSATEPUMPS DISCHARGE VALVES SOUTH 

SIDE OFF BLD.
4660

0001330080 UNSTOP SINK NEXT TO STALL 4201RM0105
0001330075 UNSTOP HANDICAP COMMODE 4203RM3006A
0001327094 4663 /  PROPERLY SUPPORT COPPER WATER PIPE THAT FEEDS WATER 

JET. ROOM B001.E 2
4663RMB0001

0001284498 REPLACE BULBS 4623RM0122
0001281563 REPAIR ROLL UP DOOR NEAR T100 HALL, INOPERABLE 4707TOWER
0001281561 SEWER ODOR IN ROOM 4200RMG0013
0001281548 REPAIR BLEACHER NEAR FIELD # 3 4609
0001320536 REPAIR ELEV0003, STUCK ON THE 4TH FLOOR AND INOPERABLE 4610-ELEV0003
0001281502 REPAIR REPLACE BULB/BALLAST IN THE SOUTH CORRIDOR 4205SOUTH
0001287316 4619 /  EAST HI BAY, NW CORNER--CLEAN UP WATER ON FLOOR AND 

TAKE MEASURES TO PREVENT FUTURE LEAKAGE-
4619EAST

0001320504 REPAIR/REPLACE MISSING/DEFECTIVE STRAIN RELIEF ON ELECTRICAL 
PLUG-(STRAIN RELIEF ON FIVE DUPLEX OUTLET CORD TO RECEPTICAL IS 
DEFECTIVE. REPAIR.)

4629RM0103

0001294503 MARK PARKING SLOT ON WEST SIDE OF 4727 OUTSIDE OF EQUIPMENT 
ROOM (E1) AS "SERVICE VEHICLE".

4727

0001294497 REPLACE BALLAST IN LIGHT. 4315RM0104
0001313857 CHECK FOUL ODOR IN ROOM 137B. 4249RM0137B
0001313855 REPLACED BALL FLOAT ON PIT WESTEND CENTER TUNNEL. 4708
0001267391 REPLACE EMERGENCY LIGHT IN HALLWAY NEAR ROOM B139 4487-BWING
0001267383 REPAIR FLICKERING LIGHT IN HALL NEAR ROOM 101 4492FLR01
0001263656 OUSTSIDE SOUTH SIDE-HST-0004-PERFORM REQUIRED TESTING AND 

INSPECTION ON CRANE-LABEL IS NOT LEGIBLE
4583

0001263654 RE: WORK ORDER 0001163115  -- THIS PROBLEM HAS RETURNED.  THERE 
IS A LOT OF NOISE COMING FROM THE DUCT WORK IN C104.  THIS NOISE 
TRAVELS THROUGH THE DUCTS TO NEARBY ROOMS.

4487RMC0104

0001267256 4207 /  CLEAN NOZZLES ON SHEW0002 4207-SHEW0002
0001256884 REPLACE BULBS 4487RMB0221
0001021265 REPAIR LEAKING FLUSH VALVE ON COMMODE 4549RM0109
0001274771 REPLACE BROKEN HOT WATER HANDLE ON SINK 4251RM0008
0001271562 B001A LADIES RM COMMODE SEAT LOOSE ON LAST COMMODE 4203RMB0001A
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0001271560 MENS RM 1006A 1ST URINAL  SPUD LEAKING WHEN FLUSHED 4203RM1006A
0001274731 REPAIR SHAFT FOR MSFC#484 4483
0001274695 REPLACE BULBS IN ROOMS 216 AND 227 4732FLR02
0001260217 4674 /  SEWER ODOR IN RM 116 4674RM0116
0001278262 REPAIR OVERHEAD HEATER STEAM LEAK THAT IS DRIPPING WATER IN 

THE FLOOR.
4659RM0014

0001274676 EMERGENCY LIGHTS HUMMING AND BUZZING 4727RM0110
0001267553 REPAIR FAUCET/ (SPRAYS WATER) 4663RMA0168
0001267552 CHECK ODOR 4663RMA0168
0001267507 UNSTOP SINK 4610RM3037
0001267502 REPLACE LIGHT BULB OVER DESK 4485RM0115
0001259679 4610 / 4044 REPLACE DAMAGED CEILING TILES (2031) 4610RM4044
0001263608 4708 / STAIRWAY PLEASE CHECK LIGHTS IN EXTERIOR NORTHEAST 

STAIRWAY LEADING FROM PARKING LOT TO BUILDING 4708.  THEY ARE 
BURNING 24/7

4708

0001260085 REPAIR RADIATOR ON GENERATOR #1 4470-GEN0001
0001260082 REMOVE BOTTOM FLANGES FROM COSTIC TANK 4761
0001260057 REPAIR PIPE LEAK 4708RMB0027
0001260033 REPAIR POT HOLE AT INTERSECTION OF MORRIS AND MERCURY 4471
0001260002 ELBOW COVERING MISSING ON WESTSIDE OF ROOM 4619RM0156
0001267514 RESTORE WATER PRESSURE TO SECOND COMMODE 4610RM4035
0001267499 REPLACE LIGHT BULB OVER PARTITION 4485RM0123
0001260022 REPAIR LEAKING FLUSH VALVE IN SECOND STALL 4203RM4001
0001259943 PAINT FUEL OIL STORAGE TANK WHERE LABEL WAS REMOVED 4675
0001259856 REPLACE BALLAST IN HALLWAY NEAR ROOM 424 4201FLR04
0001248058 REPAIR LEAKING EYEWASH 4611
0001247619 LOST POWER TO OUTLET 4487RMC0177A
0001267496 4663 M WING /  REPLACE CEILING TILES IN HALLWAY ROOMS 211AND213 

M WING 
4663-MWING

0001267329 REPAIR DOORS OF ELEVATOR STUCK ON GROUND FLOOR 4200-ELEV0002
0001287200 REMOVE CHECK VALVE AND CHECK FOR PROPER OPERATIONS 4473
0001284494 CLEAN UP PAINT PARTICLES 4610RM3032
0001284492 REPAIR FUEL PUMP ON GEN0001 4209-GEN0001
0001307550 COVER 2 WINDOWS 4319
0001307549 REPAIR BLDG SIGN, ABOUT TO FALL 4319
0001314132 4481 /  REPAIR LOOSE COMMODE SEAT IN ROOM 312. 4481RM0312
0001314060 4201 / 614 REPLACE DAMAGED CEILING TILE IN ROOM 614. 2031 4201RM0614
0001314031 4718 E1 /  STEAM LEAK 4718RM0100
0001271585 4207 / 121A REPAIR AND ALIGN CEILING GRID AS NECESSARY. 4207RM0121A
0001307809 4708 /  REPLACE LEAKING PIPING AND CHECK WATER PRESSURE ON 

WATER JET E7. 
4708

0001254125 STOP LEAKS ON VACUUM PUMP EXHAUST LINES IN THE S.E. CORNER OF 
RM 

4711RMW0140

0001307715 REPAIR LOOSE DOOR KNOB ON STAIRWELL DOOR ON THE WEST END 4202FLR06
0001307714 CHECK, REPAIR LEAKS WHERE STAINED CEILING TILES NEAR EAST END 

STAIRWELL, ON THE 4TH FLOOR
4202FLR04

0001307695 REPAIR ELEV0001 4202-ELEV0001
0001247757 REPAIR LAEK ON SUMP0002 (2023) 4487B-SPMP001B
0001287574 SPRAY FOR ANTS 4487RMB0179
0001287385 ADJUST MAIN ENTRANCE DOORS/ TOO TIGHT 4485RM0122
0001310705 CLEAN CHILLWATER COILS 4471-AH0003
0001272598 REPLACE LIGHT SWITCH AT WEST ENTRANCE 4487RMAB0150A
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0001271570 SPRAY FOR TERMITES/FLYING ANTS 4702RM0112B
0001247761 REPAIR LIGHT IN HALL ACROSS FROM  ROOM 302A 4481FLR01
0001281371 4203 RM4437 ALL THE LIGHTS FLICKER AT THE SAME TIME 4203RM4437
0001310690 POWER TO POWER STRIPS IS CYCLING ON AND OFF 4610RM4026
0001259961 4605 / FRONT REPAIR WEATHER STRIPING ON FRONT DOOR 4605
0001254259 2ND FLOOR MEN`S ROOM TOILET STOPPED UP AND NEEDS TO BE UN-

STOPPED.
4487RMC0219

0001259947 4200 /  5TH FLOOR LADIES RM TRAP ON MIDDLE SINK LEAKING 4200RM0511
0001260109 4619 /  1ST COMMODE CONTINOUSLY RUNNING IN RM 211 4619RM0211
0001291104 4663C-LTS0008 /  FROM WORK ORDER 0001277981 TASK 10: CLEAN 

EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD
4663C-LTS0008

0001326893 PAINT FRAME OF CHEMICAL PUMP 4660
0001021364 SQUARE HEATER IN E2 STEAM TRAP TX18 NOT RECEIVING SIGNAL 4249
0001287353 REPAIR WATER LEAK, POTABLE WATER PUMP 001. 4200-PMP0001
0001284440 INCREASE PRESSURE ON WATER FOUNTAIN NEXT TO RM A213B 4705FLR02
0001324135 SPRAY FOR ANTS 4600RM4317
0001324124 LOST LIGHTS, ALL LIGHTS OUT 4353RM0103
0001324097 PORTABLE APPLIANCE IS PLUGGED INTO A POWER STRIP AND EXCEEDS 

THE WATTAGE RATING ON THE POWER STRIP
4629RM0103

0001259934 4201 / 3RD FLR BOTH WATER FOUNTAINS ON THE 3RD FLOOR NEED 
MAINTENANCE.  THE ONE ON THE SOUTH HALL IS BARELY PUTTING OUT 
WATER AND THE OTHER ONE ON THE NORTH HALL DOESN`T WORK AT 
ALL.

4201FLR03

0001260060 4312 / E-1 --INSULATE STEAM PIPING- 4312RM0115
0001324066 CHECK SEWAGE ODOR IN THE 4004 RM AREA 4610FLR04
0001259742 REPLACE BALLAST IN HALL O.S. OF ROOM 601 4200FLR06
0001259723 REPLACE BALLAST 4200RM0604
0001259721 REPAIR INSULATION ON CHILLWATER STRAINER 4473
0001259719 CHECK POWER/ GOING OFF AND ON 4732RM0109
0001259905 4702 / OUTSIDE INSTALL WIRE GUARDS ON DXAC0001 ON COND. UNIT 

OUTSIDE NORTH SIDE. 2326
4702-DXAC0001

0001320709 REPAIR/ SECURE LOOSE CARPET TILES AROUND CUBICLE 4310 & IN 
HALLWAY OUTSIDE OF RM

4600FLR04

0001021245 Elevator #3 is stuck on the 6th floor at 4203. Report to   by security. 4203
0001281592 4571 / NONE PLEASE RAISE ENTRY LANDING ONE INCH. 4571
0001281466 4250 RM28 SINK LEAKING 4250RM0028
0001267640 REPAIR LEAK UNDER SINK 4705RM0109
0001247685 CHECK ELEV0003, STICKING BETWEEN FLOORS 4600-ELEV0003
0001278245 REPLACE BALLASTS IN ROOMS G11, G11B, AND G11C 4200GROUND
0001278246 SPRAY FOR TERMITES IN S.E. SIDE OF BLDG. 4619
0001274777 PARKING_LOT-LIGHTS...OFF/ALARM. 4202
0001281389 REPLACE LIGHT BULBS OVER FURNITURE IN ROOMS 3122, 3126, 3140. 4203FLR03
0001287493 B-2 WEST END OF BASEMENT-PANEL 4561-0020- SFN, 4561-0010-SFN 16067, 

4561-0011-SFN 16068 LABEL ELECTRICAL PANEL AND BREAKERS TO 
INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-

4561

0001287492 REPAIR LEAKING PUMP AT HOT WATER HEATER IN E-8 4619RME0008
0001287566 UNSTOP SINK IN KITCHEN 4203
0001287531 WATER FOUNTAIN NEAR MENS RR CONTINOUSLY RUNNING 4203FLR05
0001281280 REPAIR SIDING AT GAS BOTTLE STORAGE, OUTSIDE NEAR 157 4619
0001281267 REPAIR REPLACE BULB/BALLAST 4708RMB0034
0001287558 REPAIR INOPERABLE EXHAUST FAN 4739RM0100
0001291149 EMPTY OVERFLOW PAN IN PAINT SHOP 4650RM0018
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0001291066 REPAIR/ REPLACE POP OFF VALVE OVER STEAM SYSTEM/ EAST END OF 

BWING
4487-BWING

0001301088 SPRAY FOR ANTS 4487RMA0129
0001301075 COMMODE WON'T FLUSH 4610RM5028
0001301070 UNSTOP DRAIN 4570RMB0010
0001304584 NORTH HAND RAIL, EAST OF BLD.4748, BY THE TENNIS COURTS NEEDS 

TO BE PAINTED. REPAIRS HAD BEEN MADE SEVERAL YEARS AGO AND 
THE HAND RAIL HAS RUSTED.

4748

0001304581 UNSTOP FLOOR DRAIN IN STAIR WELL IN E 1 4610RMB0101
0001317427 LOST ONE PHASE OF POWER TO BLDG. 4561
0001307789 4618 / 107 REPLACE LIGHT LENS 4618RM0107
0001251280 REPAIR ROLLUP DOOR/ WEST END HIBAY/ WON'T CLOSE 4761WEST
0001251275 REPAIR LEAKING PIPES UNDERNEATH SINK 4600RM4001
0001267346 4657 / TRENCH REPAIR STEAM TRAP LEAK ON B-PUMP IN THE TRENCH. 4657
0001274697 REPAIR CORNER OF LIGHT FIXTURE, KEEPS SAGGING DOWN 4728RM0109
0001254278 REMOVE TWO CHEMICAL STORAGE SIGNS ON S.W. SIDE OF BLDG. 4471SOUTH
0001267520 NEED WORK ORDER TO INSULATE WATER LINE ON WEST END OF AIR 

HANDLER NO. AH0001IN E2 EQPT ROOM NO. 1300 N. W. OUTSIDE.
4612

0001274664 REPAIR DOOR/LATCH 4707RM0154
0001254211 REPLACE BULB OVER DESK 4485RM0113
0001254205 REPLACE BULB IN ELEVATOR 4600-ELEV0001
0001267382 COVER HOLES IN DOORS AFTER CRASH BARS ARE REMOVED, SOUTH 

ENTRANCE
4436SOUTH

0001267379 FLUSH POTABLE WATER LINES, WATER IS BROWN 4600FLR04
0001267377 REPAIR CONTINUOUSLY RUNNING URINAL 4619RM0133
0001267460 REPAIR ROOF LEAK 4655RM0115
0001267388 CHECK, REPAIR ROOF LEAK 4203RM6405
0001291096 REPAIR ELEVATOR RING TONES 4200-ELEV0003
0001291095 REMOVE CONCRETE DEBRI FROM STREET ON EAST SIDE OF BLDG. 4207EAST
0001267230 REPLACE HOT WATER RELIEF VALVE ON HOT WATER 4485RM0138
0001294307 STAIRWAY PLEASE CHECK STAIRWAY LIGHTS LEADING FROM THE 

PARKING LOT TO BUILDING 4708.  LIGHTS NOT WORKING.
4708

0001301256 STORM DAMAGE ,SPLIT IN ROOF MEMBRANE AT ROOF DRAIN. 4203-ROOF0001
0001301253 REPLACE  INCANDESCENT BULB 4650RM0124
0001301248 R/R BULBS AND BALLAST OUTSIDE OF HIGHBAY IN WAX ROOM AREA 4650RM0142
0001300969 REPAIR LEAKING STEAM SUPPLY VALVE 4659
0001300967 REPAIR LEAKY SINK IN CUSTODIAL CLOSET RM 118 4566RM0118
0001297970 STOPPED-UP DRAIN. 4612RM1308
0001287626 SPRAY FOR FIRE ANTS O.S. BLDG. 4627RM0100A
0001287462 UNSTOP SINK 4203RM6001A
0001287435 REPAIR/CLOSE ROOF HATCH BLOWN UP DURING WEEKEND STORMS. 

2325
4666ROOF

0001287422 REMOVE LOCK OUT TAG OUT ON CRANE 4708RM0180
0001287412 REPLACE BALLAST IN HALL NEAR ROOM G38 4200
0001287467 REPLACE WATER DAMAGED CEILING TILE AND GRID 4200RM0914A
0001287439 PAINT ROOM NUMBER E5 AND ROOM 201 ON OUTSIDE OF DOOR 4619RM0201
0001324159 REINSTALL STORM WINDOW O.S. OF ROOM 1208 4612RM1208
0001356864 STRAIN RELIEF IS MISSING/DEFECTIVE ON ELECTRICAL PLUG TO 

CINCINNATI ROYAL DRILL PRESS.
4703RM0100

0001251341 REPAIR DOORS ON WOODEN CABINETS , FELL OFF 4494RM0001
0001320641 CHECK LIGHT, GLOWING PINK 4203RM3006A
0001317368 CLEAN MOLD FROM VENTS IN ROOMS 119, 119A, AND IN HALLWAY 4476FLR01
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0001315144 CLEAN UP BROKEN GLASS O.S. OF NORTH ENTRANCE 4203NORTH
0001307975 REPLACE APPROXIMATELY12 CEILING TILES IN E12 EQPT.ROOM NO. A200 

SOUTH EAST 2ND FLOOR.
4705RMA0200

0001313934 4619-RM141 HAS A LEAK BEHIND THE ICE MACHINE AND A PUMP THAT 
RUNS AND STOPS. 

4619RM0141

0001307884 PLEASE REPLACE STAINED CEILING TILES IN 251. 4708RM0251
0001335788 SPRAY FOR ROACHES 4200RM0912
0001242361 LAST COMMODE WON'T FLUSH 4600RM3006
0001338105 REPLACE WET CEILING TILES 4708RM1213
0001287284 MENS RM 2006A LAST COMMODE STOPPED UP 4203RM2006A
0001338101 REPLACE  BULBS/BALLAST. 4250RM0071
0001338095 AWNNING NEEDS REPAIRED OR REPLACED NORTH SIDE 4554NORTH
0001338091 REPAIR LEAK IN CEILING IN CUBE 112-6 4727RM0112
0001287277 CLEAN NOZZELS ON EYEWASH SHEW 0001 R M 100 4700-SHEW0001
0001338034 UNSTOP COMMODE 4663RMA0210
0001337986 4482 /  POUR CONCRETE WHERE DITCH IS WASHING OUT 4482
0001330030 4200 /  LADIES RM 511 MIDDLE SINK DRAINS SLOW 4200RM0511
0001330024 4201 /  LADIES RM 205 MIDDLE SINK LEAKING AT TRAP 4201RM0205
0001254224 REPAIR REPLACE BULB/BALLAST IN EAST SIDE OF RM 4619RM0145
0001327110 TIGHTEN MAGNET ON FRONT DOOR 4315RM0100
0001320514 PROVIDE BUCKETS TO CATCH WATER IN STAIRWELL BETWEEN 5TH & 

6TH FLOORS
4202

0001254079 OVERFLOWING COMMODE 4708RM1219
0001254077 CLEAN UP DEBRI, ETC. 4202PENT
0001254075 CLEAN OUT LIGHT FIXTURE IN ROOM 200B AND 223 OF LADY BUGS 4202FLR02
0001254071 REPAIR INOPERABLE LIGHT SWITCH (WON'T TURN OFF LIGHTS) 4492RM0185
0001332937 REPLACE 2 LEAKING STEAM PRESSURE  RELIEF VALVES. E 12. AB101. 4487RMAB0101
0001332932 REPAIR LEAKS IN STEAM PIT OUTSIDE RM. 138D.  E 2. 4707RM0138D
0001254281 REPAIR REPLACE BULB/BALLAST 4656RM0214
0001278305 4202 /  535A LADIES RM SEAT LOOSE ON 2ND COMMODE 4202RM0535A
0001259983 REPLACE TILE PULLED LOOSE FROM WALL CONTAINING SOAP 

DISPENSER
4200RM0325

0001281620 REPLACE EMERGENCY LIGHT NEAR B111 4487FLR01-B
0001281638 4708  /  CONDENSATE VALVE IS LEAKING. RM. 138D 4708RM0138D
0001317386 PRIME AND PAINT NEW HAND RAIL (6TH LEVEL S.W. CORNER) 4619RM0145
0001317373 CHECK DRAIN ON WATER FOUNTAIN/ (WATER ALSO CLOUDY) 4353RM0130
0001281607 SPRAY FOR ANTS O.S. OF BLDG. 4723SOUTH
0001281615 REMOVE RESTRICTION FROM HOT WATER FLOW ON HOT WATER 

SYSTEM
4735

0001351108 REPAIR FLICKERING LIGHT 4755RM0215
0001337984 4708 /  CHANGE SOLUTION ON EW 0004 RM 180 W HI BAY 4708-EW0004
0001337981 4663 /  UNSTOP SINK DRAIN 4663
0001332875 CHANGE OUT WATER FILTERS ON SINK 4612RM1205
0001287295 REPAIR LIGHTS OVER AH002 ON TOP FLOOR. 4718-2
0001242328 REPAIR CEILING LEAK AND REPLACE WET TILE 4663RMM0101
0001281653 SPRAY ANTS AND TERMITES 4554FLR01
0001327142 CLEAN UP INSULATION ALL OVER THE FLOOR 4487RMB0100
0001326876 4663 /  LAV DRAINS SLOW IN RM C173 4663RMC0173
0001251313 4203-ROOF0001 /  REPAIR HOLE IN MEMBRANE SOUTHERN SIDE. 4203-ROOF0001
0001335727 UNSTOP ALL  SINKS IN RESTROOMS AND IN KITCHEN 4203FLR02
0001327104 CHECK POWER TO FRYER 4663RMA0101
0001256877 CLEAN AIR INTAKE 4650RM0142
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0001335722 REPLACE 8 CEILING LIGHTS 4200RM0107
0001281586 4619-WATER LEAK  SECURITY REPORTS LEAK IN WEST HIGH BAY NEXT 

TO RM 163. 
4619FLR01

0001332918 REPLACE MISSING/DAMAGED CEILING TILES 4663RMA0168
0001310619 EXTEND DRAIN LINES ON ICE MACHINE 4316
0001310612 REPAIR FIRST COMMODE CONTINUOSLY FLUSHING 4316RM0102
0001304566 VACUUM OFF RETURN AIR GRILLE IN RM 102 AND TWO RETURN AIR 

GRILLES IN RM 103. ALL ARE LOCATED IN CEILING.
4483RM0102

0001304565 CHECK EMERGENCY LIGHTS IN CONFERENCE ROOM. 4727RM0110
0001294493 REMOVE PLYWOOD FROM WINDOWS 4482RM0100
0001294486 CHECK SOUTH MAIN FRONT DOOR (STICKING) 4485SOUTH
0001304569 CLEAN OUT GUTTER A-WING 4487. 4487-AWING
0001304568 UNCLOG GUTTER DRAIN PIPES .A-WING ,SOUTH SIDE . THE 3 DRAINS ON 

EAST END.
4487-AWING

0001294484 THIRD STALL COMMODE WON'T FLUSH 4203RM3001A
0001294478 REPAIR REPLACE DESK LAMP CUBICAL 6 -   AWARE 4727RM0115
0001301072 UNSTOP ROOF DRAIN ON THE NORTH EAST END 4708
0001294407 REPLACE DOOR PROP (KICK STAND) ON DOOR 4202RM0430A
0001294401 INSTALL EMERGENCY LIGHT 4583RM0183
0001294390 CLEAN COILS AND DRAIN PAN 4707-AH0015
0001294386 DISCONNECT ELECTRICAL FROM 25 HP. PORTABLE BOILER 4667
0001294385 DISCONNECT STEAM AND WATER LINE ON 25 HP. PORTABLE BOILER 4667
0001294226 UNSTOP DRAIN ON RELIEF VALVE ASSEMBLY 4612RM1511
0001294219 REPAIR CEILING FAN 4348RM0101
0001242380 4705 / 124 COLUMN "M" IN THE EAST HIBAY HAS BEEN PAINTED WITH A 

"W". NEEDS TO BE REPAINTED CORRECTLY ON THAT COLUMN.
4705RM0124

0001242379 4755 / 216 RESTORE POWER TO WATER FOUNTAIN (2013) 4755RM0216
0001320465 LOCATED ON THE SOUTH SIDE OF  ROOM 14 NEEDS TO HAVE THE MOTOR 

BOLTS TIGHTENED OR REPLACED. BOLTS ARE LOOSE AND MAY CAUSE 
THE DRIVE CHAIN TO SLIP.

4659SOUTH

0001320463 LOCATED ON THE NORTH SIDE OF ROOM 14 NEEDS TO HAVE THE WIRES 
RECONNECTED TO THE SAFETY STRIP ON THE BOTTOM EDGE OF THE 
DOOR.

4659

0001253982 REPAIR INOPERATIVE ELEV0001 4572-ELEV0001
0001021258 CLEAN AND PAINT STAINED WALL. 4541-ROOF0001
0001287526 REPLACE MISSING CEILING TILES IN AIRLOCK AREA ON THE EAST END , 

GROUND FLR
4200GROUND

0001287332 REPAIR LOOSE TILES ON STEPS IN STAIRWELL AT RM A122A 4487-AWING
0001287311 ALIGN ACMP0002 4200-ACMP0002
0001267575 REPLACE BULB 4585RM0100A
0001287256 REPAIR SINK IN JANITORS CLOSET 4711RMW0116
0001256935 REPAIR LIGHTS OVER MIRROR 4315RM0106A
0001247766 REPAIR LEAKING CHILL WATER PUMP 4203RMB0101
0001251352 REPAIR COMMODE, NOT FLUSHING PROPERLY IN MEN'S RM NEAR RM 110 4205FLR01

0001281705 4708 / E-20 SQUARE "D" PANEL   #3--PROVIDE REQUIRED 
INFORMATION ON THE TAG-

4708RM1280

0001281704 4481 / 407 POWER OUTLET ON NORTH WALL POPPING CIRCUIT BREAKER. 
NEED BREAKER CHECKED, REPLACED AS NEEDED.

4481RM0407

0001281427 REPAIR LEAKING FAUCET, STEADY STREAM 4612RM1013
0001254126 SEWER-ALARM IN ALARM. 4707
0001248043 ADJUST MAIN ENTRANCE DOOR/ NOT CLOSING 4485NORTH
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0001284415 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4202RM0406A
0001281415 SPRAY FOR ANTS 4244RM0103
0001291154 REPAIR/ REPLACE CEILING LIGHTS 4754
0001274740 4619 /  NEED WORK ORDER TO REMOVE 4 PIECES OFMETAL PERTRUDING 

FROM FLOOR ABOUT 1 TO 2 INCHES IN E6 EQPT . ROOM NO. 222 NORTH  
ROOF.

4619

0001274729 4816 /  PATCH HOLES IN BLOCKWALL MSFC
0001274720 REPLACE STALL DOOR LATCHES WITH BARREL BOLTS 4619RM0209
0001267600 UNSTOP FIRST COMMODE 4487RMC0221
0001267589 REPLACE BULB IN ELEVATOR 4600-ELEV0002
0001267316 REPAIR HOLES IN FLOOR PLATES 4619RM0166
0001263625 REPLACE INCANDESCENT LIGHT BULBS 4623RM0128
0001263595 CHECK NOISY/ RATTLING DUCTWORK 4629RM0108
0001263594 SPRAY FOR ROACHES 4200RM0420C
0001259775 4732 MID01 IFC FAILURES.  CHECK FOR POWER LOSS. 4732
0001259731 SINK VERY SLOW DRAIN - NEEDS TO BE CLEANED OUT -  6TH FLOOR 

MENS RESTROOM
4200

0001259729 NO POWER 4596
0001254377 CHECK SAGGING  LIGHT COVER ABOUT TO FALL 4487RMA0209B
0001254289 REPAIR/ REPLACE BULBS/ BALLASTS 4487RMB0267A
0001267660 4613 /  NEED WORK ORDER TO REPLACE LIGHT BULBS INOVERHEAD IN 

E1 EQPT. ROOM NO. 100EAST OUTSIDE.
4613RM0100

0001254037 REPAIR METAL TRIM ON LANDING THAT IS A TRIPPING HAZARD. 4541RM0107
0001021288 UNSTOP FLOOR DRAIN AND SINK 4200RMG0004
0001324106 UNSTOP FLOOR DRAIN 4202RMB0116A
0001314020 REPAIR BREAKER #10 IN PNL0018 4572-PNL0018
0001320750 4200 RM305.  OCCUPANT REPORTS THAT APPROXIMATELY 5FT OF VINYL 

IS PEELING OFF THE WALLS IN THE FAR RIGHT CORNER OF THE ROOM. 4200RM0305

0001320615 LOST POWER 4201RM0624
0001320605 CHECK OPERATION OF LIGHTS, OUT AGAIN 4600RM5303
0001320603 LOST POWER 4201RMB0053
0001320563 EMPTY WOOD DUMPSTER IN THE FENCED AREA 4619
0001314403 4475 ACMP0003 DRAIN IS FULL NEEDS TO BE        CLEAND OUT 4475
0001314395 REPAIR DIAL  ON WJET0008 SEEMS NOT TO BE  WORKING PROPERLY.  

MAKE SURE ITS IN THE RIGHT POSITION WHEN WORKING LOCATED IN 
N.W. CORNER OF TUNNEL

4708

0001314167 ROOF LEAK IN SE CORNER OF ROOM 133. THIS LEAK HAS HAPPENED 
SEVERAL TIMES BEFORE, EVEN WHEN BUILDING WAS BUILT IN 1997. 
WATER WAS ALSO RUNNING INSIDE OF WALL AND UNDER RAISED 
FLOOR, IT IS DOING THE SAME THIS TIME.

4493RM0133

0001301193 PERFORM ASBESTOS CLEANUP 4202RMB0100
0001021259 REPLACE STAINED CEILING TILES IN ROOMS 103, AND 104. 4541-ROOF0001
0001247885 REPAIR DOOR/ NOT LATCHING 4702RM0108
0001247879 REPAIR LIGHTNING RODS 8302
0001278277 4203 ROOM 3420 REPAIR CEILING  LIGHTS OVER DESK 4203RM3420
0001278249 REPLACE BURNT OUT BULB BASKETBALL COURT. ROOM # 103 4315RM0103
0001274723 4715 /  PATCH HOLES IN BRICKWALL -WEST END OF BUILDING 4715WEST
0001247871 REPAIR/ REPLACE BULB/BALLAST IN MAIN ENTRANCE 4485
0001248047 INVESTIGATE LOW WATER PRESSURE AND BROWN WATER 4203FLR06
0001313967 UNSTOP FLOOR DRAIN 4487RMC0115
0001313962 REPLACE DAMAGED CEILING TILES 4619RM0133
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0001247977 REPAIR/REPLACE LOOSE TOILET SEAT 4200RM0613
0001260098 4707T112 /  COMMODE LEAKS WHEN FLUSHED. 4707RMT0112
0001259849 POWER OUT LAB B&C SOUTH END - ORANGE UPS STILL WORKS 4205RM0108
0001256865 FIX LEAKING WATERLINE OVERHEAD.  IN E1 EQUIPMENT ROOMNO. M1 

OUTSIDE.
4531

0001256859 REPAIR CONDENSATE PUMP IN E2 EQUIPMENT ROOM NO. 147SOUTH 
OUTSIDE.

4566RM0147

0001248072 UNSTOP DRAIN 4200RMG0001
0001248064 REPAIR REPLACE BULB/BALLAST IN RM'S 205, 206 & 207 4656
0001247907 S. PIT SAFETY SHOWER/EYEWASH # 4761-SHEW0009 HAS LEVERS FACING 

IN WRONG DIRECTION FOR PROPER ACCESS--PERSON HAS TO STAND 
BEHIND SHOWER TO REACH LEVERS, THEN WALK BACK UNDER 
SHOWER.

4761-SHEW0009

0001260090 4705 / 100 STRIP PAINT OFF HOOK ON CRN0006 FOR DYE CHECK. 
(PAINTERS) 

4705-CRN0006

0001247939 RESTORE POWER TO OUTLET 4485RM0128
0001256864 REPLACE DOOR CLOSERSON E1 EQUIPMENT ROOM NO. 104 

EASTOUTSIDE.
4561RM0104

0001256848 4629 / 108 REPAIR OR REPLACE THRESHOLD AT SOUTH WEST 
EMERGENCY EXIT DOOR.

4629RM0108

0001247911 HALL NEAR ROOM 202--REPAIR/REPLACE INOPERATIVE EXIT SIGN-
EMERGENCY BACKUP IS NOT WORKING

4656FLR02

0001247658 INSULATE ABOVE CEILING TILE 4312RM0100A
0001247656 REPLACE BULBS 4481RM0301A
0001247648 REPLACE OVERHEAD LIGHT (BEFORE 3/1/06 IF POSSIBLE) 4487RMC0135
0001274823 REPAIR SHEETMETAL ON #1 AND #2 BOILER 4660
0001274813 SPRAY FOR WASPS 4708RM0221
0001271544 REPLACE LEADING EDGE OF CARPET STRIP AT DOOR #13 4663-CWING
0001267604 REPAIR REPLACE BALLAST, BULBS CHANGED BUT LIGHT STILL NOT 

BURNING , OUTSIDE CUBICLE 6317
4203FLR06

0001307579 CHECK POWER TO ROTARY FILES 4485RM0128
0001301120 REPAIR BROKEN DRAIN LINE. 4205RM0100X
0001307577 REPAIR LOOSE DOORKNOB ON EAST ENTRANCE STAIRS TO SECOND 

FLOOR ( NEAR CREDIT UNION)
4202EAST

0001291108 4481 /  TIGHTEN EYEWASH ON FAUCET IN RM 508 EW0009 4481-EW0009
0001291107 4612 /  REPLACE OUT OF DATE SOLUTION IN RM 1507 4612RM1507
0001307795 REPAIR GAS LEVEL GAUGE ON STORAGE TANK 4611
0001307779 TREAT/SPRAY FIRE ANT MOUNDS 4609
0001327214 UNSTOP SINKS IN KITCHEN  AND IN MEN'S RM 4203FLR06
0001327205 UNSTOP COMMODE 4315RM0103
0001267646 4604 / N/A HIGH BAY DOOR HAS DISASSEMBLE ITSELF AGAIN.  PLEASE RE-

ASSEMBLE THE HIGH-BAY DOOR.
4604

0001307798 REPAIR REPLACE HINGES ON DOOR 4656RM0118
0001238973 4566 /  REPAIR LIGHT ON DURING DAYTIME. NORTH END OF BUILDING. 4566NORTH
0001239024 INSTALL EXTENSION ON DRAIN 4205-SHEW0009
0001239022 INSTALL EXTENSION ON DRAIN 4205-SHEW0005
0001239141 WATER DRIPPING FROM THE ACOUSTIC CEILING TILE IN THE CONTROL 

ROOM 1ST FLOOR
4663

0001239134 MENS RESTROOM URNAL FLUSH VALVE STUCK - STILL FLUSHING B-189 
EASE END B-WING

4487

0001239132 BASEMENT AIR COMPRESSOR ADD PLUG TO AUTOMATIC DRAIN 4201
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0001248020 REPAIR/SECURE LIGHT COVER, GAP BETWEEN THE LENSE AND CEILING 

IN HALL NEAR RM 242
4201FLR02

0001247791 REPAIR LEAK BEHIND SOFI BOOTH 4707RM0156
0001247947 4663B WING WEST DOORSMAGNETS NOT WORKING   CHECKING 4663
0001247733 4205 LOBBYDOOR WEATHER STRIPPING LOOSE 4205
0001284467 NEED TO INCREASE AIR PRESSURE ON AIR COMPRESSOR IF POSSIBLE. 4611-ACMP0001
0001281259 SPRAY FOR BUGS 4200RM0912
0001274596 REPAIR LIGHTS IN EQUIPMENT ROOM. 4765RM0109
0001260169 REPAIR REPLACE ACCESS LIGHTS IN CONFERENCE ROOM - CALL FOR 

SCHEDULE
4200RM0211

0001267481 4670 STEAM LEAK 4670
0001260162 INSTALL AIR VENT VALVES ON SAF COILS ON AIR HANDLER AH0020 - AIR 

HANDLING ROOM E2
4205

0001260152 REPAIR POSITION INDICATOR LIGHTS ON ELEVATOR #3 4202
0001267438 4612 /  NEED WORK ORDER TO PAINT DOORS E5 EQPT.ROOM NO. 23 

NORTH EAST OUTSIDE. DOORSRUSTED.
4612RM0023

0001267417 PATCH HOLES IN BRICKWALL   -   EAST WALL 4707
0001267341 PAINT HOT WATER PUMP 4747
0001239225 REPAIR BROKEN WATER LINE O.S. OF BLDG. 4539
0001239204 CEILING LEAK 4761RM0107
0001242394 4610 / 3051 --INSTALL GUARDS OR RELOCATE LIGHT(S) TO A MINIMUM 

HEIGHT OF 7 FEET-
4610RM3051

0001242397 4610 / 3079 -#46-REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4610RM3079
0001267310 RESTORE POWER TO CONDENSATE PUMPS IN BASEMENT, N.E. LEG 4670BSMT
0001267300 REMOVE BUMBER BLOCK ON THE WEST SIDE, OUTSIDE MACHINE SHOP 4705WEST
0001267271 4705 / C107 FLOOR TILES ARE COMING LOOSE AND NEED REPAIRED.  

RIGHT INSIDE DOORWAY ON THE TRAFFIC PATH.
4705RMC0107

0001267270 4705 / C101 RIGHT OUTSIDE MAIN DOOR TO C101; LOOSE TILES CLOSE 
TO/AND UNDER REFRIGERATOR AT TRAFFIC PATH TO MAIN MACHINE 
SHOP DOORWAY.

4705RMC0101

0001247960 REPLACE GLUE TRAPS FULL OF RODENTS. 4752
0001260143 4613 /  INSTALL AUTOMATIC CONDENSATE DRAIN ON ACMP0001. 4613-ACMP0001
0001259662 WIND BLOWING A PIECE OF LOOSE SHEETMETAL IN HIBAY - POSSIBLE 

SAFETY HAZARD
4708

0001263617 REPAIR REPLACE BULB/BALLAST OVER RAMP 4353
0001263602 REPAIR REPLACE BULB/BALLAST OVER DESK 4492RM0111
0001259977 4755 /  SOUTH HIGH BAY CATWALK--REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4755

0001247855 4723-DXAC0001-EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 
ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-COVER FOR WIRING 
TERMINATION IS MISSING EXPOSING WIRING AND POSSIBLE 
ELECTRICAL SHOCK. INSTALL COVER. SOLENOID VALVE FOR LIQUID 
LINE.

4723RM0125

0001247853 REPAIR STEAM TRAP ON EAST WALL STEAM STATION IN HIBAY AREA 4555FLR01

0001259970 4732 / 100 --REMOVE LOOSE CEILING TILE.  POST SIGNS WARNING 
PERSONNEL OF FALLING HAZARDS. -CEILING TILES MISSING. EXCESSIVE 
PIPE INSULATION ON THE FLOOR. CLEAN MATERIALS FROM ROOM AND 
REPLACE TILES

4732RM0100

0001274856 MENS RM 230 1ST URINAL DRAINS SLOW 4202RM0230
0001274765 DIFFERENT OVERHEAD LIGHT FLICKERING OFF AND ON CONTINUALLY. 4200RMG0028
0001274641 REPLACE BAD STEAM TRAP ON ROOF BESIDE AH0001 4761-AH0001
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0001254001 RESTORE POWER TO SUMP0003 (2013) 4667-SPMP001
0001256913 REPAIR/ REPLACE BATTERY CHARGER 4708-GEN0002
0001281485 UNSTOP URINALS 4487RMB0228M
0001287394 UNSTOP ALL SINKS 4203RM3006A
0001287392 REPLACE BROKEN WINDOW 4482RM0101A
0001287374 UNSTOP LAST COMMODE 4207RM0018
0001267667 RESET BREAKER 4610RM1085
0001247806 POWER WENT OUT ON COMPUTER AND LIGHTS- CHECK CIRCUIT 

BREAKER
4201RM0324

0001320442 REMOVE 3 CUBICLE POWER STRIPS 4653
0001320449 TOUCH UP PAINT 4202RM0527
0001320451 4628 / 110 REPLACE 2 LIGHTS 4628RM0110
0001320448 4650 / 0000 R/R BULBS AND BALLAST IN HALLWAY NEAR 122 4650FLR01
0001320437 CHECK SEWAGE PUMPS 4663RMB0169A
0001297938 SUPPORT   BY SHUTTING DOWN POWER AT 7AM ON 4/22/06 

PRIOR TO FLAMMABLE PAINTING
4660

0001278260 REPLACE PIG TAIL ON GAUGE LINE 4241RM0111
0001274875 SPRAY FOR TERMITES 4619RM0134
0001274866 LADIES RM 205 MIDDLE COMMODE STOPPED UP 4201RM0205
0001274865 JANITORS CLOSET 315 SINK DRAINS SLOW 4201RM0315
0001274864 MENS RM 405 TRAP ON SINK LEAKING 4201RM0405
0001301090 4663RMB0169A /  REPLACE FILTERS IN FRESH AIR DAMPER EAST END OF 

ROOM.
4663RMB0169A

0001294434 4201 /  JANITORS CLOSET B8 SINK DRAINS SLOW 4201
0001294431 4201 /  LADIES RM 205 1ST COMMODE LEAKING AT BASE 4201RM0205
0001294548 REPLACE BALLAST OVER THE DOOR 4200RM0210D
0001294546 REPLACE SAGGING CEILING TILES IN HALL OUTSIDE OF LADIES RM 4202FLR06
0001294508 REPAIR PULLEY 4619RM0165
0001294151 REINSULATE HOT WATER CONTROL VALVE ON AHU 4663RMC0106
0001294150 CLEAN UP INSULATION AND DEBRIS AROUND AIRHANDLER 4663RMC0106
0001287367 4209-GEN1-LOW_FUEL  LOW FUEL ALARM IN ALARM.  

GENERATOR/DIESEL MECHANICS TO BE NOTIFIED.
4209

0001259893 4201 /  4TH FLOOR JANITORS CLOSET LEAKING FAUCET 4201RM0407
0001320748 REPAIR TWO HOLES IN WALL. 2326 4708RM1116
0001231464 CLOSE ROLL UP DOOR 4561
0001231414 REPAIR WATER FOUNTAIN ACROSS FROM RM 3004 4203FLR03
0001324143 4471 / CAFE REMOVE ACCESS PANELS (2026) 4471
0001314146 CHANGE SOLUTION IN PORTABLE EYEWASH EW 0001 4251-EW0001
0001281480 4241 EQ RM02 /  REPAIR LOCK ON OUTSIDE DOOR SO THAT AN 

EQUIPMENT ROOM KEY WILL LOCK DOOR . E2 IS ON WEST SIDE. 
4241RM0123

0001278268 4200 6TH FLOOR SPRAY FOR GNATES. 4200FLR06
0001274802 4663 / B201 REPLACE WATER FILTER 4663RMB0201
0001324090 ELEVATOR STUCK ON 8TH FLOOR 4200-ELEV0001
0001324081 UNSTOP FIRST SINK 4200RM0817
0001323475 UNSTOP THIRD SINK 4481RM0442
0001321023 FIRST SINK CONTINOUSLY RUNNING 4201RM0626
0001320757 TURN ON COLD WATER 4201RM0315
0001313931 PAINT HOT WATER PUMP 4561RM0104
0001313928 4761 /  CLEAN MOLD AND DIRT OFF OF EYEWASH NOZZLES AND COVERS 

ON SHEW0002
4761-SHEW0002

0001307751 CLEAN CHILLWATER COILS 4475-AH0001
0001281671 4657 /  GRADE AROUND STEAM PIT TO ALLOW DRAINAGE 4657
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0001259886 4202 /  3RD FLOOR LADIES RM 2ND COMMODE FLUSH VALVE LEAKING 4202RM0331A
0001254339 4705 / B200 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4705RMB0200
0001247705 REPAIR/REPLACE BULBS/BALLASTS IN ROOMS 101, 102, 109, & 111. 4618
0001307732 REPLACE BALLAST (  4610RM1069
0001307718 CLEAN CHILLWATER COIL 4485-AH0002
0001307717 CHANGE FILTER ON AC/ NORTH SIDE OF EG&G SHOP 4705RME0104
0001307706 REPLACE BULBS IN ROOMS 4039, 4043, 4044A 4610FLR04
0001254347 4705 / A201 --REPAIR/REPLACE DEFECTIVE RECEPTACLE OUTLET BOX -

HOLE IN RECEPTACLE EXPOSING WIRES
4705RMA0201

0001254166 REPLACE BULBS O.S. ROOM 6144 (USER IS IN DARK) 4203FLR06
0001254124 EXTERMINATE FOR MICE IN FIRST FLOOR HALLWAY/ (DROPPINGS IN 

ROOM 104)
4732FLR01

0001247793 REPAIR/REPLACE INOPERATIVE EXIT SIGN-BATTERY BACKUP PART OF 
EXIT LIGHT NOT WORKING.

4648RM0101

0001239000 4207 SE ENTRANCE RUN DROP CORD OVER HEAD GET OFF SIDEWALK 
  CHECKING OUT

4207

0001242406 SPRAY FOR ANTS 4203RM2002
0001231348 REPAIR/ REPLACE BULBS/BALLASTS 4653RM0028
0001235249 REPLACE DAMAGED CEILING TILES IN CONTROL RM 4761FLR01
0001238983 REPAIR CEILING LEAK/ REPLACE DAMAGED CEILING TILES 4566RM0137
0001238980 REPLACE FLOATS AND SUMP PUMP 4708RMB0001C
0001231444 RELOCATE BOXES TO ANOTHER AREA IN OFFICE 4203RM6251
0001231522 CHECK FOR LEAKS, RM FLOODED 4708RM0165
0001235219 ADJUST LIGHTING SENSOR IN S.E. CORNER OF ROOM (DARK) 4600RM2314
0001231262 R/R  BULBS AND BALLAST 4650RM0118
0001231261 R/R  BULBS AND BALLAST 4650RM0107
0001234170 RESTORE POWER 4619RM0165
0001235277 SPRAY FOR ANTS AROUND GARBAGE CAN 4203RM2002
0001235275 NO LIGHTS IN SOPHIE SPRAY BOOTH IN ROOMS 154, 155, AND 156 4707FLR01
0001227867 4476 /  NEED WORK ORDER TO CLEAN E3 EQUIPMENTROOM NO. 117A 

NORTH SIDE DO NOT HAVE PM.
4476RM0117A

0001227866 4467 /  NEED WORK ORDER TO CLEAN E1 EQUIPMENTROOM NO. 107 
NORTH SIDE DO NOT HAVE PM.

4467RM0107

0001227864 4612 RM 1003 /  SEAL WINDOW INSIDE AND OUTSIDE [MENS RESTROOM] 4612RM1003

0001231331 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOMS E1 4653RM0025
0001239122 UNSTOP SINK 4494RM0002
0001231593 REPAIR LEAK ON POTABLE WATER/ O.S. / WEST SIDE 4614
0001239028 PLEASE REPAIR HEATER IN MEN`S ROOM 1221.  HEATER WILL NOT CUT-

OFF.
4708RM1221

0001224512 4732-LTS0012 /  FROM WORK ORDER 0001144540 TASK 10: PERFORM 30 
SECOND LIGHT OPERATIONAL TEST

4732-LTS0012

0001224511 4777-LTS0003 /  FROM WORK ORDER 0001155559 TASK 3          BAD 
BATTERY

4777-LTS0003

0001224536 4583-LTS0011 /  FROM WORK ORDER 0001032080 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4583-LTS0011

0001239164 4201 /  MENS RM 506 COMMODE STOPPED UP 4201RM0506
0001239162 4201 /  LADIES RM 320 COMMODE STOPPED UP 4201RM0320
0001239161 4201 /  MENS RM 315A 1ST SINK TRAP LEAKING 4201RM0315A
0001224476 REPAIR LIGHTS ON SIGN IN FRONT OF 4200. 4200
0001224642 4250 / HALL 30C REPAIR LIGHT OUTSIDE ROOM 30C 4250
0001224639 4203 / 6308 REPLACE DAMAGED CEILING TILE . 2031 4203RM6308
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0001224637 4476-AH0002 /  FROM WORK ORDER 0001202142 TASK 10: CHECK FILTERS, 

CHANGE IF NECESSARY.REPAIR FILTER DOOR. 
4476-AH0002

0001224800 REPAIR FAUCET OVER SINK IN STORAGE CLOSET. 4491RM0117
0001231420 STRAP HANGER ON WALL. 4619
0001231245 REFUELING POINT WEST OF TANKS-S/N# 198188-REATTACH GROUNDING 

CLIP TO CABLE-
4823

0001231353 4491 / 102 REPLACE DAMAGED CEILING TILES (2031) 4491RM0102
0001231352 4491 / 112 REPLACE DAMAGED CEILING TILES (2031) 4491RM0112
0001231380 4203 NEXT 2434 /  LIGHT  NEXT TO 2434 NEEDS REPAIRED 4203RM2434
0001231378 4203 NEXT2002 /  LIGHT NEXT TO ELEVATOR 5 NEEDS REPAIRED ONE 

BULB OUT AND COVER BENT
4203RM2002

0001224711 4600 / 4111 PLEASE REPAIR DEAD POWER OUTLET IN FLOOR OF CUBICLE. 4600RM4111

0001224590 SPRAY FOR ANTS ON S.E. CORNER OF FOURTH FLOOR 4600FLR04
0001224579 MIDDLE URINAL CONTINOUSLY RUNNING 4492RM0112
0001224577 INVESTIGATE PROPANE ODOR INSIDE AND AROUND  BLDG. 8023
0001220377 CLEAN OUT LIGHT FIXTURES IN HALL OUTSIDE RM'S 407 & 408 4202FLR04
0001231325 REPAIR WATER HEATER IN SHEETMETAL SHOP 4650FLR01
0001224676 ELECTRICAL ROOM--ORGANIZE/MAINTAIN WORK AREA TO ELIMINATE 

POTENTIAL FIRE HAZARD-
4205RM0100N

0001224671 WEST WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4353RM0141A
0001231307 REPAIR LEAKING SPRINKLER HEAD 4600RM2414
0001231300 REPAIR EMERGENCY LIGHT IN HALL NEAR 5001 4610FLR05
0001231290 SPRAY FOR ANTS 4728RM0108
0001231342 COVER HOLE IN FLOOR GRATING 4619RMB0137A
0001220362 REPLACE GAGE IN STEAM PIT 4539
0001217115 CLEAN AIR VENTS 4728RM0109
0001216984 4485 / RM121 THE THIRD SINK IN THIS ROOM DRAINS SLOW.  4485RM0121
0001220313 REPAIR URINAL FLUSH VALVE 4241RM0202
0001224753 REPAIR LIGHTS INSIDE FILTER RACK OF AH001 4491RM0136
0001217135 4650 /  FIRST COMMODE STOPPED UP IN ROOM 27  4650RM0027
0001224720 4201 3RD FLOOR LADIES RESTROOM IS FLOODED.  REQUESTING 

CLEANUP.
4201RM0303A

0001217330 REPLACE DAMAGED CEILING TILES (2031) 4610RM1058
0001217329 REPLACE DAMAGED CEILING TILES (2031) 4610RM1066
0001217181 REPAIR/REPLACE STEAM BLOW DOWN VALVE ON MODULE 1 NP200. 4659
0001217204 REPAIR REPLACE BULB/BALLAST IN 4015 & 4016 4610FLR04
0001217202 REPAIR REPLACE BULB/BALLAST IN 3082, 3095 & 3097 4610FLR03
0001217058 REPAIR REPLACE BULB/BALLAST 4483RM0103B
0001217183 REPAIR ACMP, RUNNING CONTINUOUSLY 4471RM0176
0001217248 REPAIR REPLACE BULB/BALLAST FLICKERING 4200RM0319
0001215087 MOVE TWO BUMPER BLOCKS WITH GREENWAY'S SUPPORT 4660
0001220321 REPAIR STEAM LEAK ON S.W. SIDE 4471RM0188J
0001217568 REPLACE CEILING HEATER FAN 4623RM0101
0001217359 TIGHTEN DOOR CLOSURE ON DOOR #8 4747
0001217176 CLEAN OUT COVER AREA IN THE S.E. CORNER OF 4605 4605
0001217171 REPAIR REPLACE BULB/BALLAST 4663RMC0180
0001217166 REPAIR SHREDDER IN HALL OUTSIDE RM 115 4244FLR01
0001213009 REPLACE BACK FLOW PREVENTER 4735RM0100
0001213077 SPRAY FOR ANTS IN ROOMS 5013, 5011, 5009, 5007, 5006A, 5005, 5004,  5003, 

5002,
4610FLR05

0001217006 SPRAY FOR ANTS IN MEN'S, LADIES & KITCHEN AREA 4203FLR02
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0001227808 REPAIR FLUSH HANDLE ON UIRINAL, KEEPS STICKING 4201RM0211
0001224812 REPLACE BALLAST 4201RM0340
0001224810 RELOCATE RECEPTACLE FROM FLOOR TO WALL 4612RM1510
0001227818 4481 /  REPAIR  LIGHTS  IN  E 9 > 4481RM0518
0001217160 UNSTOP COMMODE IN HANDICAPPED RR LOCATED ACROSS FROM ROOM 

700
4200FLR07

0001217173 4TH FLOOR MENS RESTROOM MOTION LIGHT ONLY STAYS ON A FEW 
MINUTES - PLEASE INSTALL A FLUORSCENT BULB IN EXISTING LIGHT 
FIXTURE

4202RM0429

0001224738 REPAIR/ REPLACE MOULDING AROUND CARPET AT DOORWAY 4201RM0520E
0001224734 SPRAY FOR ANTS 4708RM1229
0001217139 REPLACE BROKEN GATE VALVE ON CONDENSATE DISCHARGE 4727RM0103
0001209316 4707 ROOM 160 VACCUUM PUMP MAKING NOISE 4707RM0160
0001209461 REPLACE BULB/BALLAST 4494RM0017
0001224697 CHECK STEAM TRAP NEAR RAMP ON SQUARE HEATER 4241BSMT
0001224831 4203 ROOM 4252 & 4253 LOST POWER   CHECKING 4203FLR04
0001224666 REPAIR/ REPLACE CASTORS ON GENIE LIFT 4650RM0023
0001224665 SPRAY FOR ANTS 4491FLR01
0001220318 PUMP OUT TANK 8 WITH SUPER SUCKER AND TAKE TO OIL SEPERATOR 

AT 4744
4640

0001217188 DRINKING FOUNTAIN LEAKING WATER SOAKING CARPET 4666RM0250
0001209527 REPAIR REPLACE BULB/BALLAST OVER CUBICLE 4631RMA0102
0001209525 REPAIR REPLACE COVER IN INDUSTRIAL WATER VENT PIT, S.W. OF 4667 4667
0001209358 UNSTOP COMMODE ROOM149 4619RM0149
0001224601 REMOVE HANDICAP SINKS AND FAUCETS 4712
0001224598 REMOVE WATER FOUNTAIN AND TIMES 4712
0001224487 CHECK ALL OUTER DOOR CLOSURES FOR TIGHTNESS 4747
0001224453 INVESTIGATE DRAINAGE AT S.E. ENTRANCE OF BLDG. (WATER STANDS 

IN FRONT OF STEPS WHEN IT RAINS)
4436

0001220386 RAISE STEAM PRESSURE 4707RMT0112
0001227810 UNSTOP COMMODE 4627RM0114
0001217070 REPLACE OVERHEAD LIGHTS 4707RM0128
0001217064 CLEAN IN AND AROUND LIGHT FIXTURE 4200RMG0035A
0001209310 4473 /  RESTORE COOLING TOWER LIGHTING  AT BLD.4473. 4473
0001209509 LOST POWER 4610RM3005
0001209494 PULL PUMP AND CARRY TO SHOP FOR REPAIRS. 4570-CNDP0003
0001231507 REPAIR/ REPLACE BULBS/BALLASTS IN HALLWAY O.S. OF ROOM 114 4755FLR01
0001224772 T236 /  NEAR ROOM 22--REPAIR/REPLACE INOPERATIVE EXIT SIGN- T0236
0001217312 ADJUST WATER TEMP. TO 180 DEG. 4610RMC0100
0001217292 REPAIR/REPLACE  PRIMARY SUMP PUMP 0001 4619RMB0137A
0001217249 OVERFLOWING COMMODE 4650RM0029
0001231270 4708 / E-7 RESTORE POWER TO SUMP0016 (2013) 4708-SPMP003B
0001224834 REPAIR LEAKY TRAP ON EW0005 AT 4707 4707-EW0005
0001209378 REPLACE BALLAST 4250RM0036E
0001209372 REPAIR STEAM TRAP ON MOISTURE SEPARATOR 4650RM0126
0001209370 REPAIR/ REPLACE LIGHT SWITCH (RIGHT HAND SWITCH OF THREE 

SWITCHES)
4612RM1504

0001209348 INVESTIGATE ODOR IN ROOM 4487RMC0100
0001209382 4481 ROOM 302 CEIL LEAKING TC CHECKING 4481RM0302
0001217019 UNSTOP SINK 4249RM0117
0001212985 REPLACE TWO CEILING TILES 4472RM0003
0001235217 REPLACE DAMAGED CEILING TILES OVER WINDOW 4244RM0114
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0001204736 4707 SEWER ALARM WEATHERS CHECKING 4707
0001209268  4705  /  REPLACE LIGHT BULBS ABOVE RM 203 4705FLR02
0001212992 REPAIR LEAKING OVERHEAD HEATER IN HIBAY 4705RM0124
0001204757 GROUND DOORS ON OUTSIDE OF REAR OF BLDG DO NOT LOCK 

CORRECTLY.  THIS DOOR LEADS INTO THE BLDG AND CONNECTS TO THE 
ELEVATOR WAITING AREA.

4666FLR01

0001213046 REPAIR REPLACE BULB/BALLAST AT ENTRANCE TO RM 4566RM0116
0001204744 4670 SUMP'S IN ALARM 4670-SPMP004A
0001201469 REPLACE BULB O.S. OF ROLLUP DOOR 4619RM0152
0001204742 4708 SUMP-5 IN ALARM 4708
0001204771 CLEAN AROUND LIGHT FIXTURES IN G35 B & C 4200GROUND
0001204729 4607 / SHOP REPAIR ROOF LEAK. 4607
0001201307 4610E2 /  CHECK STEAM TRAP ON  STEAM TO HOT WATER TANK HEAT 

EXCHANGER NEAR HOT WATER HEATER
4610RMB0100

0001201301 4663 / M200 PAINT AND REPAIR EAST WALL IN 4663, ROOM M200. 4663FLR02-M
0001201499 INVESTIGATE WATER LEAK IN FEILD NEAR 4663 & 4610. 4663
0001201487 4200 3RD FLOOR EAST STAIR WELL HAS A LIGHT OUT. 4200FLR03
0001201427 REPAIR STEAM LEAKS IN HIBAY 4555RM0102
0001201425 REPAIR LIGHTS AND CALL BUTTON LIGHTS IN ELEV0003 4202-ELEV0003
0001209574 4674  /  REPAIR STEAM LEAK ON STATION IN E 2 4674RM0103
0001209572 4674 /  RESTORE STEAM TO BLD 4674
0001209596 REPLACE BULB 4203RM3129
0001209320 REPLACE DAMAGED CEILING TILE IN HALLWAY OUTSIDE RM.15 (2031) 4491FLR01
0001209564 REMOVE DAMAGED CONDUIT. 4570
0001209562 A HOT WATER FAUCET IS HAVING PROBLEMS IN THE MENS ROOM #112.  

IT CANNOT BE SHUT OFF COMPLETELY.
4481RM0112

0001209581 RELOCATE FIRE EXTINGUISHER APPR. 15' IN NORTH EAST END OF 
WAREHOUSE

4631FLR01

0001209284 UNSTOP SINK 4732RM0164
0001204647 REPAIR REPLACE BULB/BALLAST 4610RM4037
0001204639 REPAIR ERODED AREA TO PREVENT DRAIN OFF 4476NORTH
0001201429 REPIPE CHEMICAL LINE TO FEED WATER TANK (SEE USER FOR DETAILS) 4718RM0115

0001201401 CLEAN UP WATER IN PC/ TC AREA NEAR ROOM 25 BY ELECTRICAL 
MACHINE

4612

0001201400 REPLACE ELECTRICAL CORD 4315RM0104
0001201327 REPAIR BENT ELECTRICAL CONDUIT SOUTH SIDE OF RM 153A 4619SOUTH
0001201324 ASSIST WITH LOAD TESTING OF CRANES 4705
0001201317 INSPECT ACMP0001 FOR OPERATION ( CONTACT USER IN 4561 FOR 

ACCESS TO 4559)
4559-ACMP0001

0001201445 INVESTIGATE AND REPAIR LEAKS ABOVE CEILING AND REPLACE 
CEILING TILE.

4476RM0108

0001195376 COMMODE WON'T FLUSH 4203RM4001A
0001195356 REPLACE BULBS/BALLASTS 4610-ELEV0003
0001195329 COVER HOLE IN FLOOR WITH METAL PLATE BY S.E. ENTRANCE/ DOUBLE 

DOORS/ NEAR ELEVATOR
4572SOUTH

0001201276 REPAIR/ REPLACE INOPERABLE EMERGENCY LIGHT WITH NEW ONE OR A 
LIGHT THAT BURNS 24 HRS. A DAY OUTSIDE OF ROOM B0101A 

4202BSMT

0001195242 PROVIDE GENERATOR 4571
0001195232 REPAIR BUSTED SPIGOT OR WATER LINE IN UPPER PLAYGROUND 4494
0001201536 EMPTY OVERFLOW PAN IN PAINT SHOP 4650RM0018
0001201529 CLEAN UP WATER IN HALL OUTSIDE RM W114A & IN W117 4711FLR01
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0001188573 REPAIR COMMODE IN HANDICAP STALL , SPRAYING WATER OUT WHEN 

FLUSHED
4244RM0101

0001188149 MAGNETIC DOOR LOCK NOT WORKING PROPERLY - WIND HOLDING THE 
DOOR OPEN - EAST GROUND FLOOR

4600RM1012

0001188144 ANTS SWARMING THE ROOM 4200RM0516
0001188136 SINK STOPPED UP - 2ND FLOOR MENS ROOM 4663RMA0210
0001188260 REPLACE BULBS IN LIGHTS IN WEST END OF BUILDING 4731WEST
0001188310 SUMP2 IS IN LOW ALARM.   NOTIFIED. WATER LEVEL IS GOOD, 

SENSOR MAY BE BAD.
4473

0001197879 4200 / #4 REPAIR #4 ELEVATOR 4200-ELEV0004
0001195619 4464 / EXTERIOR NORTH WALL , WEST HALF OF DOGTROT. PARKING LOT 

LIGHT IS OUT. NEEDS TO BE REPLACED. FROM DOG TROT ,FIRST LIGHT. 
TO WEST.

4464NORTH

0001197886 4203 /  MENS RM 4006A  COMMODE STOPPED UP 4203RM4006A
0001197881 4708 / 1212 PLEASE SPRAY 1212 FOR ANTS, PARTICULARLY AROUND 

CUBICLE #6
4708RM1212

0001197880 4200 / 216 NEED TO SWAP DOORS GOING INTO 4200/216 AND 4200/338. 
THERE IS A HALF DOOR ON 216 THAT NEEDS TO BE PLACED WHERE 338 
IS, AND MOVE THE DOOR ON 338 TO 216.

4200RM0216

0001195217 4666/E2 /  INSULATE STEAM LINE OVER INSIDE DOOR 4666RM0263
0001195617 4708 / 1259A PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 1259A 

ABOVE THE SINK
4708RM1259A

0001195214 4612 RM 1118 /  CLEAN OR REPLACE SCREEN ASSEMBLIES  SHEW OOO2 4612-SHEW0002
0001190949 REPLACE MOLDY CEILING TILE IN THE FRONT OF RM 4203RM6004
0001188174 SPMP4-SUHIAL HIGH IN ALARM. 4619
0001184486 REPAIR STEAM LEAK IN THE COMPRESSOR AREA THAT IS SPRAYING 

WATER BADLY.
4676

0001195466 REPAIR / REPLACE DOOR KNOB AT THE WEST END OF THE 4TH BY THE 
STAIRWELL

4202FLR04

0001195460 LIGHT HEATERS 8023
0001190922 FLUSH VALVE ON FIRST URNIAL LEAKING 4610RM1015A
0001197932 NO HOT WATER IN 1219 & 1221 4708FLR02
0001190981 RESTORE POWER TO OUTLET 4202RM0418
0001190946 CHECK VENTILATION SYSTEM FOR ODORS COMING FROM CHARLIES 

GRILL ( REFER TO RECENT WO 1173467)
4200RM0914C

0001188290 4487 B-WING BASEMENT STEAM LEAK 4487
0001188175 4207 / 111 REPLACE WATER DAMAGED CEILING TILES IN ROOM 111. ROOF 

LEAK IS SUPPOSED TO BE REPAIRED. SEE WORK ORDER:   0001178405. 4207RM0111

0001197891 PAINT PETITIONS AND STALL DOORS 4483RM0106
0001197864 SPRAY FOR ANTS 4203RMB0106
0001190944 CLEAN UP EXCESS INSULATION AND DEBRI 4727RM0114A
0001190934 REPAIR INSULATION ON FEEDWATER TANK (SEE USER FOR DETAILS) 4675
0001190933 REPAIR/ REPAIR BULB/BALLAST/ FLICKERING LIGHT 4610RM4005
0001195282 4610 ROOM 2100 REPLACE BULBS 4610RM2100
0001195608 REPLACE BALLAST 4663RMM0103
0001195269 ADJUST STEAM PRESSURE / IN HIGH ALARM 4493RM0155
0001197936 REPAIR/ REPLACE EMERGENCY LIGHT ON WEST WALL 4755RM0105
0001197928 LABEL PIPING 4759
0001190985 4650 / 125 UNSTOP DRAIN 4650RM0125
0001190996 CHECK ELEVATOR 4200-ELEV0001
0001197860 STEAM CONDENSATE SUMP PUMP RUNS NON-STOP 4554RM0106
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0001201294 4760-ROOF0001 /  RESEAL CAP FLASHING AT FIRE WALL. 4760-ROOF0001
0001201291 4760-ROOF0002 /  RESEAL AROUND 2ND VENT. 4760-ROOF0002
0001201290 4760-ROOF0006 /  REPAIR  AND CLEAN OUT GUTTER. 4760-ROOF0006
0001197916 CHECK POWER TO TRANSFORMER 4734
0001201256 REPAIR/REPLACE INOPERABLE EMERGENCY LIGHT 4487RMA0234M
0001201231 REPLACE HANDLE ON VALVE CONTAINMENT 4348
0001201230 REPAIR HANDICAPPED COMMODE/ NOT FLUSHING PROPERLY 4203RM1001A
0001201229 REPAIR LEAKING FAUCET IN S.E. SIDE OF TEST BAY 4572
0001195354 DISCONNECT SUMP PUMP 4610RMB0101
0001201365 -PNL 0048-INSTALL COVERS/BLANKS ON UNUSED OPENINGS IN 

ELECTRICAL PANEL-
4471RM0177

0001195332 REPAIR EXHAUST FAN 4471RM0155A
0001195464 4631 / C111 PLACE 2, CEILING MOUNTED, EXIT SIGNS AT THE 

INTERSECTION OF THE HALLWAYS LEADING TO THE EXIT DOORS AT 
4631.

4631RMC0111

0001209402 REPAIR REPLACE BULB/BALLAST IN HALL OUTSIDE RM 2054 4610FLR02
0001184492 REPAIR BURSTED WATER VALVE ON WEST END ENTRANCE OF 

CAFETERIA O.S. OF BLDG.
4708RM0140

0001188230 REPAIR SUMP PUMP AT TS 500 4524
0001201470 REPAIR STEAM LEAK 4707RMT0106
0001201458 REPAIR NO HUB BAND ON WASTE DRAIN 4250RM0072
0001209547 REPAIR LEAKING WINDOW 4202RM0510B
0001209436 REPAIR LEAK UNDER COOLING TOWER ON THE WEST 4614WEST
0001209426 SPRAY FOR ANTS IN 1082 AREA ( PLEASE SEE USER FOR LOCATIONS) 4610RM1082
0001195483 REPAIR/REPLACE RUBBER SAFETY ON STEP TO CATWALK/STUDIO 

ABOVE
4353RM0108

0001209403 REPAIR REPLACE BULB/BALLAST IN 3085, 3090 & 3098 4610FLR03
0001195279 4491 / E3 -PANEL LPAC  SWITCH 2-PROVIDE APPROVED LOCK(S) AND/OR 

TAG(S) - ANNOTATE TAG-NO DATE ON TAG OR NAME ON LOCK
4491RM0137

0001188201 AIR REGULATOR LEAK NORTH WALL SHOP AIR 4612RM1128
0001201505 4663-WATER  USER REPORTS WATER LEAK FROM ELECTRICAL RM 

BETWEEN B & C WINGS
4663

0001209484 UNSTOP SINKS 4646RM0105
0001181519 4705 / B117 CAULK OUTSIDE AIR COVER ON AH-38. 2326 4705RMB0117
0001181516 4774-DXAC0001 /  NEED NEW FILTER RACK. 4774-DXAC0001
0001184475 REPAIR REPLACE BULB/BALLAST IN HALL OF BC WING 4487FLR01-BC
0001021267 SPRAY FOR ANTS IN THE HIBAY 4728FLR01
0001181479 SPRAY FOR ANTS IN ROOMS A168 AND A176 4663-AWING
0001181410 OPEN VALVE TO CONDENSATE RETURN 4600FLR01
0001181404 REPLACE DAMAGED FLOOR TILES IN HALL O/S RM'S E177, E179 @ EAST 

DOOR, & E176 @ NORTH DOOR
4711FLR01

0001181401 PAINT PERSONEL DOOR AT THE WEST END OF THE SOUTH HIBAY 4650FLR01
0001173543 REPAIR HOT WATER LEAK.E1 4708RMB0039
0001173553 RESTORE STEAM TO UNIT HEATERS 4760RM0102
0001173520 SPRAY FOR ANTS 4705RMA0109
0001173518 REPLACE DAMAGED CEILING TILES OUTSIDE RM 108 & IN 109 4249FLR01
0001173500 CHECK OUT SUMP PUMP IN FIELD 4561
0001173597 C100 REPAIR SIDING ON WEST ENTRANCE TO MACHINE SHOP ON SOUTH 

WALL OF EQUIPMENT ENTRANCE. 2326
4705FLR01

0001173473 REMOVE DUCT ON WEST WALL OF 157 IF NOT NEEDED AND CAP 
OPENINGS. 2326

4619RM0157

0001181551 REPAIR LIGHT IN CENTER MAIN ENTRANCE 4732
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0001173485 BURNING SMELL BC WING NEAR 102 4487
0001173461 4250 / 35 SOUTH WEST ENTRANCE DOOR IS NOT LOCKING SHUT. 4250RM0035
0001181394 CHECK ODOR 4203RM1006A
0001181392 REPAIR/ REPLACE BULBS/BALLAST 4471RM0188B
0001177106 CHANGE OUT FLUSH KIT AND HANDLE KIT 4639
0001177102 FIRST COMMODE STOPPED UP 4650RM0027
0001181413 INSULATE WATER PIPE ABOVE GROUND (CONTACT USER FOR DETAILS) 4732

0001173435 REPAIR WATER FOUNTAIN NEAR LADIES RM , WON'T TURN OFF 4200FLR04
0001173422 REPAIR REPLACE EXTERIOR LIGHT ON THE N.W SIDE OF BLDG 4306
0001169936 4650 / 0119A R/R BULBS AND BALLAST 4650RM0119A
0001173580 PATCH AND PAINT ROOM 4200RM0328A
0001173378 REPAIR/REPLACE BULBS BALLAST CONFERENCE ROOM 4610RM2100
0001173377 PAINT & PATCH OUTSIDE ROOM 122 4353
0001169962 REPAIR COUPLING AND ALIGN HOT WATER PUMP 4471RM0198D
0001167192 4566 / 158 LIGHT FLICKERING IN CEILING, DON`T KNOW IF IT`S THE BULB 

OR THE BALAST
4566RM0158

0001177048 REPAIR REPLACE BULB/BALLAST 4566RM0154
0001167132 REPLACE BALLAST NEAR RM 3037A 4610FLR03
0001169926 4663 GENERATOR 5 ON IN ALARM 4663-GEN0005
0001167399 4629/RM101 /  UNSTOP SINK DRAIN 4629RM0101
0001167173 NO LIGHTS IN HAZMAT ROOM 4471
0001167391 4610RM2054 /  UNSTOP COMMODE 4610RM2054
0001167373 SECURITY REPORTED A WATER LEAK AT 4666 ROOM 291. 4666RM0291
0001167908 CHECK, REPAIR ELEV0002, INOPERABLE 4201-ELEV0002
0001181561 4491 /  RM.136 E 1. REPLACE LEAKING PRESSURE RELIEF VALVE .REMOVE 

DRIP PAN.
4491RM0136

0001167946 REPLACE INLINE NICOLSON TRAP ON STEAM STATION 4704RM0105
0001167360 WATER FOUNTAIN NOT CHILLING WATER 4600RM3006
0001163088 PROVIDE TEMPORARY LIGHTING IN VALVE SHOP 4650
0001159831 REPLACE CEILING TILE 4650RM0112
0001163173 UNSTOP THIRD COMMODE 4666RM0253A
0001159889 4708 ROLL-UP DOOR WANT GO DOWN ALL THE WAY 4708RM0151
0001167902 CONTINUOSLY RUNNING WATER FOUNTAIN OUTSIDE OF ROOM 291 4666
0001167415 REPAIR/ REPLACE EXHAUST FAN IN MENS RR/ N.E. CORNER OF BLDG. 4623RM0103
0001160005 4201 ROOM 212 MOVE OUTLET SOUTH DESK SEE MRS. SUCH 4201RM0212
0001160023 REPAIR HINGES OR DOOR MECHANISM/ SEEM TO BE BENT/ SIDE 

ENTRANCE
4585

0001160104 CHECK, REPAIR OVERHEAD LEAK, TILE OUT IN HALL NEXT TO 1103B 4600FLR01
0001160079 REPAIR HANDICAP DOOR ON THE WEST END 4705WEST
0001160078 REPAIR HANDICAP DOOR AT THE WEST END 4485WEST
0001160212 REPAIR WATER LEAK NEAR INDUSTRIAL SINK IN WEST HIBAY 4619WEST
0001154022 UNSTOP SINK 4610RMC0100
0001160624 REPLACE DIMMER SWITCH WITH REGULAR SWITCH 4755RM0100A
0001153998 4653 PABX-1 OFF IN ALARM 4653
0001154238 REPAIR ICE MACHINE 4316
0001154231 SPRAY FOR GNATS 4732RM0164
0001154027 REPAIR REPLACE BULB/BALLAST 4610RM2098F
0001163083 SPRAY FOR ANTS 4759RM0102A
0001163077 REPAIR REPLACE BULB/BALLAST IN RM'S A126 & A167 4487FLR01-A
0001160169 SPRAY FOR ANTS 4200RMG0035
0001160166 REMOVE POWER FROM MILL (196550) 4619RM0157
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0001160151 ELEVATOR INOPERATIVE 4610-ELEV0002
0001153849 INSULATE STEAM & CONDENSATE 4678RM0101
0001153846 PATCH HOLES IN WALLS 4623RM0118
0001153845 PATCH HOLES IN WALLS 4623RM0120
0001153982 REPAIR WATER LEAK COMING FROM SOUTH WEST CORNER OF LAB.  

WATER APPEARS TO BE LEAKING BETWEEN BOILER ROOM AND 109A 
LAB WALLS.

4707RM0109A

0001153977 REPAIR SINK WATER FAUCET THAT IS  LEAKING UNDER THE HOT WATER 
KNOB WHEN TURNED ON.

4250RM0035

0001147903 CHECK, FLUSH POTABLE WATER LINES, WATER DIRTY 4600
0001147901 REPAIR LEAK ON INFLUENT LINES 4761
0001147883 REPAIR ROOF LEAK 4476RM0117
0001148303 RESTORE POWER TO 510 SUITE AREA 4200FLR05
0001148291 CHECK, REPAIR OR REPLACE EMERGENCY LIGHT 4728RM0103
0001148290 CHECK, REPAIR OR REPLACE EMERGENCY LIGHT IN RM'S 100C & 100D 4728FLR01
0001147812  PAINT SMALL GHE BOTTLES THAT ARE ON THE NORTHWEST LEG OF 

STAND.
4670

0001147817 A RECESSED LIGHT FIXTURE IS HANGING FROM THE CEILING. 4619RM0217
0001147675 UNSTOP 2 SINKS 4654RM0110
0001144644 CORRECT PROTRUDING PIPES OVER HEAD AND IN CONCRETE FLOOR AT 

LOADING DOCK ON THE SOUTH SIDE O/S RM 204
4471FLR01

0001144640 REPAIR OVERHEAD LEAK IN THE SOUTH END OF RM 4663RMM0117
0001144610 REPLACE WATER DAMAGED CARPET NEAR B155C 4487FLR01-B
0001147719 COVER CABLE ABOVE GROUND OUTSIDE E1 4250
0001153917 REPAIR REPLACE BULB/BALLAST IN RM'S 4309, 4310, 4316 & 4318 4203FLR04
0001153904 REPLACE CEILING TILE FALLEN OUT 4200RM0510B
0001147690 CLEAN RETURN AIR VENTS IN C112, & C114 4663FLR01-C
0001147689 CLEAN RETURN AIR VENTS IN C108 & C110 4663FLR01-C
0001144659 4201 EAST AUTOMATIC DOORS NOT WORKING 4201
0001147920 ROOF LEAK 4481RM0313
0001144695 REPAIR CEILING LEAK IN S.S. HIBAY AREA 4612RM0004
0001147932 REPAIR WINDOW LEAK IN ROOMS 224 AND 214 4487-CWING
0001147788 REPLACE BULBS 4201RM0224
0001144682 REPAIR TUBES ON HEAT EXCHANGER (2023) 4649RM0109
0001144676 HALLWAY PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE 

FIRST FLOOR NORTHWEST HALLWAY
4708FLR01

0001142475 UNCLOG SINK IN HANDICAPPED RR 4202FLR03
0001142472 CONTINUOSLY RUNNING COMMODE 4200RM0429
0001154011 REMOVE AND RELOCATE 2 TON A FRAME CRANE FROM 4571 TO TARGET 

AREA OF OUTDOOR TEST RANGE.
4571

0001142449 CONTINOUSLY RUNNING COMMODE 4200RM0817
0001142445 UNSTOP SINK 4200RM0719
0001142440 REPAIR LEAKING VALVE ON COMMODE 4250RM0071
0001144649 REPAIR REPLACE LIGHT IN PHONE BOOTH AT ELEV. LOBBY 4200FLR01
0001167242 RELOCATE STAND BY ACMP TO MODEL SHOP 4471FLR01
0001167214 REPAIR ROLL UP DOOR, PIPE IS UP IN THE CHAIN ON DOOR#4 4623
0001142387 OVERFLOWING COMMODE/ FLOODED RR 4708RMB0020
0001142383 REPAIR/REPLACE BULBS/BALLASTS 4207RM0111
0001142185 REPAIR STEAM LEAK ON SECOND FLOOR/ WEST WALL 4707TOWER
0001144615 INSULATE WATER LINE NEAR ICE MACHINE 4650RM0021
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0001159888 REPAIR FLOOD LIGHTS ON THE WEST SIDE OF BLDG. LIGHTS NOT 

COMING ON AT NIGHT AND MAKES IT VERY DARK GOING TO PARKING 
LOT/ PLEASE CONTACT USER

4732WEST

0001159874 REPAIR CALL BUTTONS ON THE RIGHT SIDE, STANDING INSIDE ELEV. 
FACING THE DOOR

4202-ELEV0001

0001147962 4708 / 1210 PLEASE REPAIR OVERHEAD CEILING LEAK IN ROOM 1210 
OVER DESK 7

4708RM1210

0001173588 4727 STEAM LEAK IN E-2 4727
0001167259 REPAIR/REPLACE LEAKY FAUCET 4551RM0203
0001167234 ANTS MIGRATING FROM ROOM 1049 TO ROOM 1051 - PLEASE SPRAY 4610RM1049
0001167206 ELEVATOR #2 JAMMED ON THE 3RD FLOOR 4201
0001169911 REPAIR WIRING ON STEAM TABLE 4666RM0234D
0001167183 RESET BREAKER 4202RM0215A
0001147887 SPRAY FOR WASPS ON SECOND FLOOR/ B WING HALLWAY 4663FLR02
0001181469 REPAIR 1ST SINK LEAKING AT TRAP 4203RM6001A
0001181457 REPAIR LEAKING HOT WATER SIDE ON SINK 4203RM5005
0001181444 UNSTOP 2ND COMMODE 4203RM1001A
0001181432 CHECK, REPAIR WATER COMING FROM GROUND AT S.E. ENTRANCE 4207
0001167331 4666 /  REPAIR LEAKING WATER FOUNTAIN  NEXT TO RM. 292. 4666
0001142529 4491 / 135 REPAIR COLD WATER FAUCET CONTROL KNOB, LEFT-SIDE 

LAVATORY ON EAST WALL OF MEN`S RESTROOM (ROOM 135).
4491RM0135

0001167327 4707 / 101 REPLACE FLUORESCENT LIGHTING IN CEILING. 4707RM0101
0001148310 REMOUNT ELECTROMAGNETIC HINGE ON CARD READER DOOR 4572
0001142519 PAINT ROOM 4200RM0354
0001147842 R/R BULBS AND BALLAST ROOMS 100A & 100C 4650RM0100
0001070761 4663 / 1138 YD PIT BY EMERGENCY GENERATOR ON EAST SIDE---

(RELABEL)
4663EAST

0001070759 4622 / 1 REMOVE MICE LIVING IN DESK DRAWERS AND CABLEWAYS.  
CONTACT   AT 4-1692 FOR ACCESS TO THIS SECURED 
BUILDING.

4622

0001136119 4619 THERE ARE SEVERAL CEILING TILES MISSING IN THE OFFICE AREA 
ON THE 2ND FLOOR.    NOTIFIED.

4619

0001136104 CHECK BANGING NOISE IN E3 4471RMC0105B
0001136093 REPAIR REPLACE BULB/BALLAST 4471RM0218
0001070736 REPLACE WINDOW ( SEE USER) 4493RM0135
0001135991 REPLACE DAMAGED CEILING TILES IN HALL NEAR RM 151 4619FLR01
0001139045 REPLACE GUAGE ON CONDENSATE LINE      RM. 31. E-1 4605RM0031
0001139043 RELOCATE EXISTING 120 VOLT SURFACE MOUNTED RECEPTACLE FROM 

BEHIND LN2 DEWAR TO AREA ABOVE WORK STATION.  ADD 
ADDITIONAL 120 VOLT DUPLEX RECEPTACLE TO EXISTING CIRCUIT.

4707RM0120A

0001188167 4705 / WEST REPLACE 2 MISSING SPLASH BLOCKS ON WEST SIDE BEHIND 
NBS. 2326

4705WEST

0001160211 H D112A REPLACE BATT EMERGENCY LIGHT #12 4712
0001070679 NEED PERMISSION TO USE SPARE BREAKER 4708BSMT
0001204713 REPAIR STEAM LEAK IN SP0006 4555
0001204708 REPAIR ROOF LEAK,SAGGING SHEET ROCK AND WATER IN LIGHT 4755RM0122
0001167972 REPLACE INLINE F&T SPIREX TRAPS ON STEAM STATION 4760RM0122
0001169914 REPAIR #1 LIGHT (BURNED OUT) 4203-ELEV0003
0001173351 REPAIR LEAKING FAUCET IN SINK 4748RM0002
0001173348 REPAIR COMMODE 4748RM0001
0001136060 REPAIR/ REPLACE BULBS/BALLASTS OVER DESK 4610RM3087
0001136049 CHECK / REPAIR MOTOR BEARINGS ON HWP#4 4708RMB0039
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0001204672 ADJUST STEAM PRESSURE 4702
0001204671 REPAIR WATER LEAK IN EQUIPMENT RM 4200RMG0001
0001204668 UNSTOP DRAIN IN SOUTH PARKING LOT, PARKING AREA FLOODED 4200SOUTH
0001195586 REPAIR, ADJUST DOOR AND OR LOCK ( DOOR WILL NOT STAY LATCHED) 4201RM0320

0001195425 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 
BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RMB0001

0001195422 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 
BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM1001

0001169966 PROVIDE POWER FOR WELDER  IN HIGHBAY 4760FLR01
0001167958 4610 / 2012A COLD AIR IS BLOWING IN AROUND THE WINDOWS.   RTV 

AROUND THE INSIDE OF WINDOWS TO PREVENT COLD AIR FROM 
PENATRATING THE ROOM.   PERMANENTLY RTV THE WINDOWS CLOSED.

4610RM2012A

0001136075 UNSTOP DISPOSAL, BACKING UP 4471RM0178A
0001160671 CLEAN OUT GUTTER BOTH SIDES. 4728-ROOF0001
0001195415 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM5006

0001160668 LIGHT IN THE ENTRY TO BUILDING NORTH SIDE WEST END HAS BURNED 
OUT.  REQUIRE BULB TO BE REPLACED.

4464FLR01

0001167991 REPLACE BULBS IN ROOMS A124 AND A124A 4663-AWING
0001070662 4194 power OUTAGE 4194
0001136087 REPLACE BULBS OVER DESK IN ROOMS 217 A,B, AND C 4705
0001184503 4200 / 528 5TH FLOOR MENS RESTROOM - URINAL FLUSHOMETER VALVE 

LEAKING AND GETS STUCK IN OPEN POSITION CAUSING OVERFLOW 
ONTO FLOOR.

4200RM0528

0001209432 REPLACE FALLING CEILING TILE 4483RM0106
0001201237 REQUIRE PEST CONTROL FOR ANTS IN OFFICE, TRASH CAN AND ON 

DESK.
4200RM0105

0001156863 TAP HOLES IN MACHINERY 4707RM0121
0001153964 ROOF LEAK 4707RM0125A
0001209467 REPAIR SLIDING DOOR ON SOUTH SIDE OF BLDG. 4202-DOOR0001
0001201282 REPAIR LEAKING DRAIN PIPE 4619RMB0139A
0001181608 4610-PEST CONTROL    IN RM 4013 REQUESTS PEST CONTROL 

SPRAY THE OFFICE.
4610RM4013

0001195393 REPLACE DAMAGED CEILING TILES (2031) 4666RM0207
0001136130 4491 LOW STEAM PRESSURE 4491
0001204720 ARCHING POWER LINES 4566
0001204712 CLEAN COILS 4755-AH0010
0001167341 VENT COVER IN CEILING LOOKS LOOSE AND CLOSE TO  FALLING 4494RM0010
0001154311 4570/E2 /  UNSTOP FLOOR DRAIN IN STAIRWELL OUTSIDE OFE2 4570RMB0010
0001173392 4600 / 5405 NEED LIGHT MOTION SENSOR MOVED TO CEILING AREA OVER 

DESK SO LIGHTS WILL STAY ON.
4600RM5405

0001224763 CHECK STEAM SUPPLY TO MODULE 4 IN THE PUMP AREA 4659
0001216981 REPAIR REPLACE BULB/BALLAST IN EAST AND WEST STAIRWELLS 4663FLR02
0001213067 RESET BREAKER 4250RM0049
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0001142463 REPAIR 1ST COMMODE, CONTINUOUSLY FLUSHING 4202RM0430A
0001153872 REMOVE 48 VOLT BATTERY CHARGER FOR FORKLIFT, WEST WALL 4707RM0119
0001167223 REPAIR LEAKING GUTTER, NORTH SIDE. 4612-ROOF0004
0001201524 R/R BULBS AND BALLAST ROOMS 120, 120A, 124 4650FLR01
0001201523 R/R BULBS AND BALLAST ROOMS 115, 116, 118, 111 4650FLR01
0001231461 CLEAN  SPRAY HEADS ON SHEW 0006 4761-SHEW0006
0001201521 R/R BULBS AND BALLAST ROOMS 100B, 100C 4650FLR01
0001177070 4570 / 113A INSTALL CONTROL - A- FLOW ON 3 VENTS IN ROOM 113A. 2326 

TC
4570RM0113A

0001175221 4250RM5 /  REPAIR LEAK UNDER SINK. 4250RM0005
0001231213 4487 / AB106 RELOCATE POWER IN CEILING TO PROJECTOR PLATE. 4487RMAB0106
0001224828 REPAIR TV HANGER 4650RM0031A
0001136147 REPAIR REPLACE BULB/BALLAST IN HALL, LIGHT IS FLICKERING 4306FLR01
0001224777 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0019N
0001142541 REPAIR ROOF LEAK ON WEST END ACROSS HALL AND BY DOOR #1 4481WEST
0001142540 REPAIR LEAK UNDERNEATH LAST URINAL 4481RM0355
0001136197 4249 ROOM 116B LIGHTS OUT 4249RM0116B
0001142116 SPRAY FOR WASPS 4485RM0100
0001142111 REPAIR CONTINUOUSLY RUNNING COMMODE 4663RMC0102A
0001142042 REPLACE BURNED OUT FLOURESCENT BULBS IN HALLWAY OUTSIDE OF 

ROOM A221.
4487RMA0221

0001136171 REPAIR / REPLACE EMERGENCY LIGHT THAT HAS FALLEN AND BROKEN 
AND REPLACE BATTERIES IN ANOTHER

4619RM0165

0001142510 REPLACE LEAKING FLUSH VALVE 4663RMB0166
0001136152 UNSTOP COMMODE 4711RMW0117
0001136146 UNSTOP SINK IN RM W120 4207WEST
0001070677 SPRAY FOR ANTS 4728RM0103
0001142547 SINKS BACKING UP 4654RM0110
0001136219 4708 / BASEMENT PLEASE SPRAY B-32 AND B27 FOR ANTS. 4708BSMT
0001070676 CHECK, REPAIR OVER HEAD LEAK ( POSSIBLY ROOF) 4203RM6004
0001134496 REPAIR/ OR FILL IN EXPANSION JOINT ON EAST SIDE OF BLDG. (CONTACT 

USER IN ROOM 116B FOR DETAILS)
4249EAST

0001136203 REPAIR LEAKING STEAM VALVE IN PIT 4656
0001070790 REHANG MIRROR 4638RM0100A
0001133072 4619/RM116 /  REPAIR LEAKING URINAL, 1ST URINAL 4619RM0116
0001133070 4667 /  UNSTOP JANITORS SINK 4667
0001133066 4692 / 1 REPAIR FAN ON SPACE HEATER (2013) 4692
0001070682 REPAIR ROOF LEAK 4663RMD0200
0001133074 ELEVATOR NOT LEVEL AND WON'T MOVE 4755-ELEV0001
0001142137 REPAIR LEAKING COMMODE 4487RMA0108L
0001142107 DOOR #11 / OFF TRACK 4707
0001142083 TWO COMMODES RUNNING CONTINOUSLY 4705RMA0205B
0001129889 4707 / 120B REPLACE DAMAGED / MISSING FLOOR TILES IN TAPE WRAP 

LAB, ROOM #120B, BLDG. 4707.
4707RM0120B

0001129981 REPAIR LEAKING TRAP ON FIRST SINK 4201RM0508
0001132980 REPAIR EMERGENCY LIGHT, INOPERABLE 4251RM0003
0001132970 REPAIR /ADJUST AUTOMATIC DOORS, NOT COMPLETELY CLOSING 4202EAST
0001129974 RELOCATE LOCKSET FROM ROOM 113A TO ROOM 113 4491RM0113
0001130371 REPAIR LEAKING CHILLED WATER CONTAINMENT ON WEST END OF 

BLDG.
4202BSMT

0001130401 REPAIR REPLACE BALLAST IN HALLNEAR RM 2316 4203FLR02
0001133029 EMERGENCY LIGHTS DO NOT WORK 4708RM0123
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0001133028 EMERGENCY LIGHT IN OFFICE DID NOT WORK DURING AN ELECTRICAL 

OUTAGE THIS AM, ALSO THE EMERGENCY LIGHT OUTSIDE OFFICE 
EMPLOYEE WASN`T SURE IF THIS LIGHT CAME ON

4566RM0154D

0001130365 REPLACE CEILING TILE NEAR ROOMS 303 AND 306 4202FLR03
0001130160 ADJUST TIMER ON LIGHTS FACING BLD. 4249 4250NORTH
0001132990 WASPS IN RM'S B104, B104M, B209L & B209M 4487
0001132982 NO POWER TO EMI LAB , NOT ON X-RAY CAL.GENERATOR 4708RM1191
0001129985 REPAIR SOUTH WATER FOUNTAIN LEAKING AT BOTTOM 4201FLR02
0001129918 4610 SIDEWALK ON WEST SIDE FRONT NEEDS REPAIRING CONCRETE 

LOOSE
4610

0001130378 REPLACE BULBS/BALLASTS IN ROOMS 203 AND 204 4572FLR02
0001130376 VACUUM DOOR HANGER TRACKS 4619RM0146
0001133034 PRESSURE TEST PRESSURE  RELIEF VALVES 4723RM0104
0001133025 REPAIR LEAK ON CHILL WATER LINE BEHIND RM 116 4708RM0116
0001130354 REPAIR REPLACE BULB/BALLAST IN RM'S 59, 59C & 65 4250FLR01
0001133010 REPAIR LEAKING WATER FOUNTAIN IN HALL NEAR B102 4712RMB0102
0001132972 REPAIR INOPERABLE SUMP PUMP 4522RMT0201
0001133055 4572 ELEVATOR-1 STUCK ON GROUND FLOOR 4572-ELEV0001
0001130093 REPAIR HANDICAP DOOR OPENERS ON THE INSIDE AND OUTSIDE OF 440 4481RM0440

0001130064 REMOVE AND REPLACE SUMPPUMP 4555WEST
0001130002 TIGHTEN LOOSE UTILITY OUTLET COVER 4610RM3043A
0001130005 4612 / E2 REPAIR MOTOR  BASE(SEND TO MILLRIGHTS) 4612RM1300
0001130070 WATER FOUNTAIN SHOOTING TO CEILING IN HALLWAY 4663-BWING
0001130060 236-1 PLEASE RE-GLUE LOOSE CARPET UNDER DESK IN ROOM 236-1 4708RM0236
0001130012 4583/E1 /  CHECK HEAT EXCHANGER, NOT WORKING 4583RM0183
0001130010 TURN STEAM ON 4555
0001130044 REPAIR LEAKING STEAM VALVE OVER DOOR 4566RM0171
0001130428 PROVIDE POWER TO EXISTING DUPLEX OUTLETS 4619RM0152
0001126812 DIG OUT TRENCH FOR WATER RUN OFF 4471SOUTH
0001126763 REPAIR WATER LEAK COMING FROM OVERHEAD PIPE IN PLASMA TORCH 

LAB, ROOM W140A, BLDG, 4711.  WATER IS LEAKING ON TEST CELL, AND 
RUNNING DOWN, ON TO FLOOR.

4711RMW0140A

0001130145 4203 / E-1 REPLACE GASKET ON HOT WATER PUMP #3 (2023) 4203-HWP0003
0001124222 CUT OVERFLOW OUTLET IN 4-DOWNSPOUT THAT GO UNDERGROUND . 4207-ROOF0003
0001118550 REMOVE SCREWS AND PATCH HOLES LEFT BY SCREWS, THEN TOUCH UP 

PAINT IN SUITE 932 (IN PARTICULAR ROOMS 932E AND 932D).
4200RM0932

0001124206 REPAIR AUTOMATIC DOORS ON THE EAST END AT RFCU 4202EAST
0001123507 REPAIR/ REPLACE EMERGENCY LIGHT 4585RM0100
0001118514 REPAIR AND REINSULATE LEAKING STEAM VALVE 4708RMB0001A
0001124174 4207 /  RESET SPRINKLER SYSTEM 4207
0001124167 4241 / BASEMENT 4241-AH0004 (LOCATED OVERHEAD) - LEAK IN PIPE 4241BSMT
0001124158 REPAIR REPLACE BALLAST IN LIGHT OUTSIDE RM 108 4244FLR01
0001124150 REPAIR/ REPLACE FAUCET ON SINK 4471RMA0110A
0001118338 CHAIR LIFT IS NOT WORKING ACROSS EXIT DOOR 362 4666
0001118337 ELEVATOR LIGHT NOT WORKING ACROSS THE HALL FROM RM 354 4666
0001123648 CHECK URINAL IN MEN'S RM ADJACENT TO RM 133, POSSIBLY SEEPING 

URINE INTO RM
4485RM0133

0001118477 CHWP SWITCH #2-UPDATE TAG TO MEET THE REQUIREMENTS OF MWI 
8715.2-

4707RMT0112E

0001123762 NO STEAM PRESSURE 4649RM0109
0001123872 RESET BREAKER 4202RM0122
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0001118627 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH9 4705-AH0009
0001118613 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH12 4705-AH0012
0001110276 OUTSIDE LIGHTS OUT - REPLACE BULBS - ALSO CHECK TIMER ON 

PARKING LOT LIGHT-  DARK AT 6:00 AM WHEN EMPLOYEES ARRIVE
4476

0001124188 REPAIR DOOR TO LADIES ROOM/ NOT CLOSING PROPERLY 4200RM0919
0001124175 CHANGE THE SETTING OF THE TIME-DELAYED LIGHT SWITCH FROM 

FOUR HOURS TO 10 HOURS
4207RM0100A

0001123714 NEEDS (5) 50FT EXTENSION CORDS (110 VOLT 20 AMP) PLACED OUTSIDE 
BUILDINGS 4201, 4202, 4203 FOR SAFETY DAY.  CALL HIM TO SHOW YOU 
WHERE TO PLACE THEM.

4201

0001123801 RESET BREAKER 4471RMA0102C
0001118888 REPAIR PORTABLE GENERATOR #1 M1YARD
0001124193 4628 BLDG COLD  CHECKING TO SEE IF STEAMIS ON 4628
0001123504 REPAIR DOOR TO LAB, FELL OFF HINGES 4707RM0103
0001123495 REPAIR LEAKING TRAP ON 1ST SINK 4203RM1006A
0001123702 REPLACE CEILING DRYWALL 4475RM0142
0001123700 INSTALL 4 NEW PAPER TOWEL DISPENSERS - 2 IN THE MENS RESTROOM 

(1ST FLOOR) - 2 IN THE WOMENS RESTROOM )1ST F;PPR
4755

0001123763 REPAIR STEAM LEAK ON THE NORTH EAST SIDE ( L- SHAPED BLDG. LEAK 
IN INSIDE THE "L")

4566

0001123847 4752RM 106 /  REPAIR LIGHTS 4752RM0106
0001123839 NO HEAT IN WEST END OF BLDG. 4619RM0107
0001123772 REPAIR ELECTRIC HEATER 4494RM0023
0001118508 SOUTH EXT. /  ROUTE 2 STEAM VENTS TO DRAIN AND SECURE TO WALL. 4755SOUTH

0001123724 4200 ELEVATOR #1 IS NOT WORKING 4200-ELEV0001
0001123848 4752 RM 125 /  CLEAN MOLD FROM WALLS 4752RM0125
0001123654 REPAIR LIGHT GOING TO RM 200 IN STAIRWELL 4476
0001123642 FIRST COMMODE NOT FLUSHING 4200RM0919
0001123632 REATTACH PLATE TO WALL AND SECURE ELECTRICAL WIRES 4203RM1001
0001118868 TAKE DOWN GPS ANTENNA AND REPLACE WITH NEW ONE (SEE USER 

FOR DETAILS)
4207

0001118319 REPAIR/REPLACE BALLAST 4201RM0611
0001123790 DOES NOT APPEAR TO HAVE POWER IN THE BREAKER PANEL BOX 

PPA103
4205RM0101

0001123782 SET TRAP FOR MICE 4605RM0002
0001110758 AIR FILTER IN HIGH ALARM. 4205-AH0004
0001113395 CHECK, REPAIR LIGHT SWITCH, SPARKING 4200RM0910A
0001110298 JEARKY RIDE ON ELEVATOR #3 4203
0001120975 EMERGENCY LIGHT IN STAIRWELL NEAR ROOM B287 IS  OUT AND NEEDS 

TO BE FIXED.
4487FLR02-B

0001102641 REPLACE MISSING RELAY AND REPAIR ELECTRICAL CONTROLS ON 
DERK0001

4550-DERK0001

0001118556 REPAIR, REPLACE POWER STRIP 4674RM0205
0001110270 LIFTS NEED TO BE LOAD TESTED 4723RM0104
0001110724 REPLACE BROKEN EXPANSION JOINT ON HOTWATER HEATER #1 4708RM1280
0001110706 RESTORE POWER TO COMPUTER 4207RM0101
0001118869 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4485

0001118332 TAKE 2 LOADS FROM UNDERGROUND TANK AT BUILDING 4594 WITH 
SUPERSUCKER DELIVER TO 4761

4761

0001110379 4705 STOPPED UP DRAIN 4705
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0001118435 4650 / 113 REPLACE BULBS AND BALLAST 4650RM0113
0001118433 4650 / 108 REPLACE BULBS AND BALLAST 4650RM0108
0001118377 PLUNGE FLOOR DRAIN7AT EYEWASH 4643
0001110291 UNSTOP DRAIN IN KITCHEN SINK 4674RM0119
0001110288 CONTAINER TO STORE POTABLE WATER PUMPS 4650RM0029
0001118430 4650 / 100C REPAIR/REPLACE BULBS AND BALLAST 4650RM0100C
0001118422 4666 / 207 REPLACE DAMAGED CEILING TILES (2031) 4666RM0207
0001105705 4553 MENS RM /  UNSTOP TOLIET 4553
0001110332 REALIGN CEILING AND GRID IN HALL FROM ROOMS 1044 TO 1049 AND 

REPLACE ALL DAMAGED CEILING TILES AND GRID
4610

0001121007 REPAIR ELEV0003 4200-ELEV0003
0001118315 REPLACE BALLAST IN HALLWAY NEAR ROOM 129 4612FLR01
0001118491 SPRAY FOR ANTS 4610RM4001
0001110365 RESTORE POWER TO OUTLETS 4200PENT
0001118281 NEED HIBAY DOOR OPENED 4316
0001120961 DRILL 3" HOLE THROUGH CONCRETE WALL 4572RM0207
0001113402 REMOVE WATER FOUNTAIN 4348RM0101A
0001110347 4610 /  REPLACE EXHAUST FAN.  ROOM 1017A. 4610RM1017A
0001118938 UNSTOP URINAL 4708RM1131A
0001118914 REPAIR LEAKING "P" TRAP ON MIDDLE SINK 4201RM0133
0001110763 AIR FILTER IN HIGH ALARM. 4487A-AH0007
0001113427 REPLACE DAMAGED CEILING TILES (2031) 4610RM2042
0001113423 REPLACE DAMAGED CEILING TILES (2031) 4610RM2014
0001113409 4627 / 101 SIX 12" X 12" WOOD SQUARES WITH A 4" ROUND HOLE CUT 3" 

FROM ONE EDGE, A DIAGRAM WILL BE PROVIDED TO THE CARPENTRY 
SHOP.

4627RM0101

0001113407 ANCHOR STOP SIGN TO PREVENT BLOW OVER. 4659
0001118615 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4306

0001118482 SPRAY ANTS ON LOWER PLAYGROUND ( CONCRETE AREA) 4494
0001118604 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4704

0001121363 REPAIR REPLACE BULB/BALLAST OVER SINK 4353RM0138
0001110702 REPAIR REPLACE BALLAST NEAR RM 100 4628FLR01
0001113441 CHECK WIRING IN JUNCTION BOX TO CARD READERS IN THE RM 136 & 

138 AREA
4707FLR01

0001118520 AWING SOUTH EAST  ENTRANCE DOOR WON'T OPEN 4487SOUTH
0001110744 REPLACE MEDIUM PRESSURE STEAM GUAGE 4619RM0222
0001110401 REPAIR PARKING LOT LIGHTS ON WEST END OF BLDG. 4200WEST
0001095444 REPAIR REPLACE BULB/BALLAST 4755RM0200B
0001095443 CHECK, REPAIR ROOF LEAKS AT ROOM'S 119D, 118G & 118C 4205FLR01
0001095398 REPAIR LEAKING HOT WATER FAUCET 4610RM5000A
0001102085 ADJUST FIRE DOORS OUTSIDE OF ROOM 3249 AND ON NORTH 

STAIRWELL.  USER ADVISES THIS IS NOT RELATED TO FIRE ALARM 
OUTAGE.  THEY ARE NOT HUNG PROPERLY

4203

0001102298 REPAIR CEILING LEAK AND REPLACE STAINED CEILING TILES OS OF 
ROOM 219

4202

0001098715 REPAIR/ REPLACE CARPET AT MAIN ENTRANCE OF BLDG. (NOTIFY USER 
FOR DETAILS)

4663

0001102238 REPAIR MALFUCTIONG HANDICAPPED DOOR 4202WEST
0001102319 REPAIR/ REPLACE BULBS/ BALLASTS (WHOLE LIGHT FIXTURE IS NOT 

BURNIG)
4202RM0123
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0001095482 REPAIR EXPOSED ELECTRICAL WIRE 4656RM0102
0001095423 4570-CHWS-CHWP3, REWORK STARTER, COIL BUZZING, NOT PULLING IN. 4570-CHWP0003

0001102680 REPAIR REPLACE BULB/BALLAST 4200RMG0009
0001095551 REPLACE EMERGENCY LIGHT 4549RM0106
0001102189 RELOCATE MAIL BIN WITHIN RM 4200RM0330
0001102181 REMOVE DEAD RODENTS AND REPLACE GLUE TRAPS 4752
0001095472 CONTINOUSLY RUNNING FAUCET IN UNISEX REST ROOM 4739
0001095469 UNSTOP MIDDLE SINK ACROSS FROM RM306 4200FLR03
0001102633 REPAIR/ REPLACE BROKEN FLOOR TILES 4481RM0440
0001098753 RESTORE POWER 4572
0001098738 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 235. 4708RM0235
0001098690 REPAIR REPLACE BULB/BALLAST 4483RM0103
0001098689 SPRAY FOR SPIDERS IN RM'S 1, 2, & 3 4250FLR01
0001095375 PLEASE SPRAY FOR ANTS IN AND AROUND 1219 4708RM1219
0001095374 PLEASE REPAIR SINK IN MEN`S ROOM 241, DRAINING SLOWLY. 4708RM0241
0001098730 PAINT WOMEN`S RESTROOM. 4629RM0102
0001095775 CLEAN MOLD FROM NORTH WALL 4487RMA0123
0001092597 ISOLATE THE   STRUCTURE FORM THE BLDG STRUCTER. 4705
0001102612 REPAIR BROKEN DISCONNECT ON SUCTION HOSE 4650
0001102098 REPAIR HIBAY DOOR, WON'T CLOSE 4708RM0180
0001095573 REPLACE POTABLE WATER FILTER (2023) 4666RM0263
0001095454 SPRAY FOR ANTS IN C-BAY 4777FLR01
0001095440 CLEAN OUT GUTTERS. 4470-ROOF0001
0001095473 REPAIR OVER HEAD WATER LEAK. 4663RMC0166
0001092569 SPRAY BLDG. FOR ANTS 4539FLR01
0001095517 REPAIR LIGHT FIXTURE RM.110. MENS ROOM 4241RM0110
0001095515 REPLACE ELECTRICAL PLUG ON GRINDER. 4711RMW0140
0001095832 REPAIR WATER HEATER 4612-HWHD0002
0001095338 CHECK, REPAIR LEAK WATER STANDING IN THE FLOOR 4200RM0721
0001102200 4727 /  CLEAN OUT GUTTERS ON 4727. 4727
0001095564 4316 NE CORNER POSSIBLE GAS LEAK 4316
0001092630 4619 SPRAY FOR ROACHES AROUND ROOM 135 AREA 4619RM0135
0001102338 CHANGE WATER FILTERS ON TEST SYSTEM 4623RM0134
0001102172 INVESTIGATE CLINKING NOISE UNDERNEATH FLOOR 4203RM2100
0001098664 TREAT FIRE ANTS ON LOWER PLAYGROUND 4494
0001102657 4200 RM G-34 LINSW HANGING ON LIGHT FIXTURE (WILL CALL IN 

MORNING WITH TC #) SO REPAIR CAN BE MADE LABEL24
4200RMG0034

0001095794 INSULATE CHILL WATER VENT LINE 4487RMC0246
0001095787 HARD WIRE BATTERY CHARGER TO MAIN POWER 4483
0001095784 REPAIR REPLACE BALLAST 4705RMA0210A
0001095435 4708-SPMP3-SUHIAL  SUMP PUMP 3 IN HI ALARM. 4708
0001102284 4487 /  INVESTIGATE REPAIR POSSIBLE LEAK ABOVE CEILING. PAINT 

WALL AND REPLACE CEILING TILE. HALLWAY WEST OF B13OA. 
4487

0001102283 NORTH SIDE--REPAIR/REPLACE SO THAT EXIT DOOR LOCK WILL NOT 
PREVENT FREE EGRESS-

4738RM0100

0001095812 CHANGE LIGHTS OVER  TO  TWO SEPARATE SWITCHES 4200RM0120
0001095446 REPAIR ELEV0005, STUCK THE 2ND FOOR 4203-ELEV0005
0001095819 4250 ROOM 19 WATER IN FLOOR NEXT TO DOOR 4250RM0019
0001102265 REPAIR FUEL LEAK IN CONTAINMENT 4823
0001083927 4708 / 176 PLEASE REPLACE LIGHTS IN THE CLEANROOM EXIT AREA 

NEXT TO THE AIR SHOWER
4708RM0176
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0001083926 INOPERABLE LIGHT SWITCH 4200RM0211
0001092642 SEWER ALARM ACTIVATED. 4707
0001089775 REPAIR ELECTRIC PUMP NOT WORKING 4747
0001089773 UNSTOP SINK 4708RM0137A
0001089756 REPAIR LEAK, WATER RUNNING INTO HALL 4200RMG0004
0001089754 CHECK POWER SOURCE, LOST POWER 4711RMW0132
0001084101 UNSTOP LAB SINK AND REPLACE WASHERS IN FAUCET IN THE 1200 WING 4612

0001084100 SUMP PUMP NOT PUMPING 4524
0001084065 SUMP PUMP OUT (END OF TUNNEL THAT RUNS BETWEEN 4572 AND 4570) 4572

0001083784 REPLACE BALLAST (FLICKERING LIGHT) 4202RM0520A
0001090310 CLEAN VENTS ( HAS TO BE DONE ON 9/22/05 4663RMB0204
0001093878 REPAIR REPLACE BULB/BALLAST OUTSIDE RM 602 4201RM0602
0001084135 REPAIR WATER FOUNTAIN ON FIRST FLOOR 4487-AWING
0001083810 4607 / 110 EAST WALL-PNL-0005-LABEL ELECTRICAL PANEL AND 

BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-BREAKER # 18 MARKED AS SPARE IN "ON"POSITION

4607RM0110

0001083812 Replace light bulbs in equipment room E-1. 4605RM0031
0001084133 REPLACE BALLAST IN ROOM 103 NEAR ROOM 104 4614FLR01
0001084013 4306-ROOF0001 /  CLEAN OUT GUTTERS . 4306-ROOF0001
0001084011 4610/5028 /  UNSTOP LAST COMMODE 4610RM5028
0001083773 UNSTOP LAST COMMODE 4708RM1119
0001090561 4619 / 114 REPLACE CEILING TILES IN HALLWAY OUTSIDE RM. 114 (2031) 4619RM0114
0001090011 4666 / 234 REPAIR METAL STRIP COMING FROM FLOOR 4666RM0234
0001087037 REPAIR REPLACE BULB/BALLAST , MOST LIGHTING IS OUT 4203RM4319
0001084019 NO LIGHTS 4610RMC0104
0001090516 OVEN NOT HEATING PROPERLY 4663RMA0101
0001090509 UNSTOP SINK 4494RM0010
0001084082 4707-WATER-LEAK    REPORTS WATER LEAK FROM PIPING ON 

WEST SIDE OF BUILDING WHERE PIPING ENTERS BUILDING.  
4707

0001084127 REPLACE BALLAST (SEE USER FOR DETAILS) 4708RM1107
0001083806 4607 / 110 S. E. CORNER OF ROOM-LT0005-REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4607RM0110

0001090014 REPAIR/ REPLACE FLOURESCENT LIGHT 4201RM0236
0001083950 LADY TRAPPED IN  ELEVATOR 1 (EMERGENCY) 4610
0001087027 SPRAY FOR SPIDERS AT BOTH NORTH SIDE ENTRANCES 4487
0001087023 RESET TRIPPED BREAKER ON THE WEST 4656WEST
0001084115 CORRECT WIRING TO 4205-CRIT2-PWR   PHASE MONITOR BY PUTTING 

HIGH VOLTAGE ON LOAD SIDE FOR CORRECT APPLICATION
4205

0001084176 4702 / ROOF CLEAN OFF RUBBER EPDM ROOF SECTION , REMOVE DEBRIS. 
2333

4702

0001084109 INDIVIDUAL STUCK ON ELEV0005 4203-ELEV0005
0001083900 REPLACE BALLAST 4203RM3242
0001083840 4663 / B204 REPLACE BULB IN SPOT LIGHTS 4663RMB0204
0001089699 REPAIR BROKEN LEVER ON COMMODE 4610RM4002
0001089697 UNSTOP SINK 4610RM3090
0001089870 REPAIR AIRCRAFT WARINING LIGHTS AND FLAG LIGHT 4200
0001083888 4610 / 3076 -#45-REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4610RM3076
0001089840 REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-AIR COMPRESSOR HAS 

EXPIRED CERTIFICATION ON RELIEF VALVE
4641RM0100

0001084181 SPRAY FOR ANTS 4610RM1065
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0001083986 UNABLE TO OPEN THREE LIGHT FIXTURES 4614RM0104A
0001083947 NO LIGHTS IN ROOMS 213 AND 216 4200RM0216
0001083845 REPLACE DAMAGED CEILING TILES 4663RMD0200
0001089823 4570 /  REPAIR LIGHTS INSIDE FILTER SECTION OF AH0001 4570-AH0001
0001089803 4707 TOWER /  REPAIR CONTROL AIR LEAK AT BAD POP OFF VALVE. 

GROUND FLOOR NEAR ELEVATOR.
4707TOWER

0001070578 COVER CONDUIT ALONG NORTH WALL OF 4316 4316FLR01
0001070478 REPLACE DAMAGED CEILING TILES IN RM'S C210 & C212 4663FLR02-C
0001064349 4708 / 141A REPAIR ROOF LEAK OVER AREA 141A. 2325 4708RM0141A
0001077545 PAINT STEEL BASMENT ACCESS 4619RM0146
0001064344 REPAIR REPLACE BULB/BALLAST,  FLICKERING OVER USERS DESK 4610RM3052
0001070457 THERE IS A OVERHEAD LIGHT FLICKERING 4200RM0508D
0001064361 REPAIR CABLING FOR DATA COLLECTING 4650RM0031A
0001070323 REPLACE BALLAST IN ELEVATOR LOBBY 4203FLR05
0001077718 REPAIR/REPLACE BALLASTS IN GALLERY AREA 4205
0001077596 RESTORE POWER TO COMPUTER 4200RM0222
0001077472 DRILL HOLE IN SHEETROCK WALL 4205RM0110
0001070569 CLEAN STORM DRAIN 4207RMB0002
0001070564 REPLACE BALLAST (BLINKING LIGHT) 4666RM0361
0001070488 REPLACE THE REMAINING HALF OF THE TRAILER SKIRTING THAT IS NOT 

COVERED WITH METAL APPROX. . 100FT.
4561

0001064459 PERFORM STEAM MAIN TEST FOR ALL MAIN STEAM LINES MAINTAINED 
BY EG&G. VERFY THAT ALL WORK PERFOMED DOES NOT LEAK AND 
OPERATES AS INTENDED. ALSO CHECK FOR ADDITIONAL LEAKS AND 
WRITE APPROPRIATE IDIQS FOR REPAIRS.

MSFC

0001077500 SPRAY FOR ANTS 4610RM3065
0001070550 REPAIR/ REPLACE BULBS/BALLAST 4200RM0306
0001068129 PAINT ROOM 4201RM0614C
0001070419 FLUSH VALVE IN WOMENS RR NEED TO BE REPAIRED/REPLACED 4203RM3006
0001077610 4650/RM27 /  UNSTOP 1ST COMMODE 4650RM0027
0001067280 SPRAY FOR ANTS 4610RM2096
0001064473 4708 / 249 PLEASE REPAIR LEAK IN 249.  PREVIOUSLY REPORTED ON 

WORK ORDER:   0000997976     STILL LEAKING.
4708RM0249

0001070602 PERFORM GENERAL CLEAN UP IN E4 4705RM0100A
0001075705 CHECK FOR SEWAGE ODOR IN THE 2053 RM AREA 4610FLR02
0001070609 4200 / ELEV 4 ELEVATOR #4 WILL NOT GO TO THE GROUND FLOOR 4200-ELEV0004
0001070608 4708 / B24D PLEASE REPLACE BURNED OUT LIGHT BULBS IN B24D 4708RMB0024D
0001070402 SPRAY FOR ANTS - WOULD LIKE TO HAVE IT DONE LATE FRIDAY IF 

POSSIBLE, SOME WORKERS VERY SENSITIVE TO SPRAY
4610RM2040

0001077695 REPAIR WATER LEAK UNDER TRAILOR 4561
0001077735 EAST WING SNAKE CREATING PROBLEMS - NEEDS REPELLANT OR 

ADDITIONAL CAULKING FOR SCRS REPORT
4566

0001077729 ADJUST WATER FLOW IN SINK BASIN - NOT ENOUGH PRESSURE 4619RM0149
0001077640 4201 BASEMENT, WATER IN FLOOR 4201
0001077613 UNSTOP WATER FOUNTAIN 4244FLR01
0001077722 4471 / 179/180/ SPRAY FOR BUGS IN THE DISTRIBUTION AREA OF 4471. 4471FLR01
0001070324 REPAIR REPLACE BALLAST 4481RM0367
0001070319 ADJUST DOOR 4705RMB0102
0001064063 REPAIR REPLACE BULB/BALLAST 4663RMA0124A
0001070453 SPRAY BOMB POTABLE WATER PUMP 4650RM0029
0001077518 4760 / 201 REPLACE FILTERS IN DXAC-4. 4760-DXAC0004
0001070432 LEAKY TOILET MENS BATHROOM 1ST FLOOR 4200
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0001070504 (JANITORS CLOSET) HAS SOME TYPE OF LEAK ABOVE THE CEILING.  THE 

CEILING IS WET AND LOOKS LIKE IT HAS MOLDED.
4250RM0069

0001077757 REPLACE BALLAST 4610RM5033
0001077712 EXTERMINATE RODENTS IN PREPARATION FOR FOOD STORAGE 4316
0001077469 O.S. E. LIGHT COVER BLOWN OFF BY HIGH WIND LAYING ON GROUND - 

BACK DOOR TO 4207/145B.
4207EAST

0001070427 REPLACE DRAIN PIPE 4619RMB0136
0001064318 REPAIR REPLACE BULB/BALLAST 4200RM0106
0001070566 REPAIR REPLACE BULB/BALLAST 4202RM0126
0001070543 REPAIR REPLACE BULB/BALLAST 4200RM0226A
0001064416 4707 / LEVEL 6 REPAIR REPLACE BULBS/BALLASTS ON THE LEVEL 6 OF 

BUILDING 4707 TOWER.
4707

0001077669 Steam is off, set point is 6psi. Located at 4487A E9. 4487
0001077497 REPAIR SUMP PUMP 4650RM0023
0001070587 REPAIR DRAIN LINE LEAKING NEAR FLOOR DRAIN 4619RMB0136
0001064053 4657 / 1 REPAIR STEAM TRAP LEAK ON COSMODINE PUMP VAPORIZER. 4657
0001077627 REPAIR/REPLACE BULBS BALLAST 4353RM0130
0001077688 SOUTH HIBAY COMPRESSOR RUNNING WATER PAN OVERFLOWING 4755RM0119
0001070296 REPLACE BALLAST 4203RM3127
0001070532 REPAIR LEAK UNDER SINK 4203RM1101
0001070463 REPLACE SCREEN ASSEMBLIES 4760-SHEW0004
0001070462 TIGHTEN DRAIN FITTING ON EYEWASH 4765-SHEW0001
0001064204 STRIPE LINES IN FRONT OF CARD READER 4663
0001064447 REPAIR/ REPLACE BULBS/BALLAST 4705RMC0110
0001077674 REPAIR REPLACE CEILING TILES AROUND SPEAKERS ROOM 112E 4205
0001070442 4202 HAS A WATER FOUNTAIN ON THE FIRST FLOOR DOWN FROM THE 

CREDIT UNION THAT IS NOT COOLING.  
4202FLR01

0001070439 CAFETERIA HAS WATER ON THE FLOOR FROM LEAK ON PIPE OR FAUCET 4610

0001070437 CRANE NEEDS TO BE LOAD TESTED - SHOP AREA 4671
0001070360 130, 150 REPLACE SAFETY EYEWASHES EW0001 & 0002.   REPLACE 

SAFETY SHOWER SH0001.
4353FLR01

0001070309 REPAIR ROLL UP DOOR/ WON'T CLOSE 4754NORTH
0001064481 PUMP WATER OUT OF VALVE PIT IW12 LOCATED IN THE WEST TEST 

AREA AT THE SW CORNER OF 4667.
4667SOUTH

0001070428 SUMP PUMP NOT WORKING AT TEST STAND 500 - 3 FT OF WATER 4524
0001070355 REPLACE DAMAGED CEILING TILES (2031) 4610RM2001
0001070510 REPAIR UNDERGROUND WATER LEAK ON THE SOUTH SIDE, BY THE HOT 

WATER TANK
4732SOUTH

0001070508 INSULATE BETWEEN DUCT AND CONDUIT 4487C-AH0005
0001064440 UNSTOP DRAIN IN ACCESS WELL 4570BSMT
0001064430 REPLACE THREE CEILING TILES ON NORTH WALL 4481RM0105
0001077715 RESTORE POWER TO EXHAUSE FAN 4610
0001064105 4667 / 101 RESTORE LIGHTING OVER ENGINES 2, 3, & 4 AND OVER WEST 

END.
4667RM0101

0001057718 REPAIR/REPLACE EXTERIOR LIGHTS THAT ARE ON DURING THE 
DAYTIME

4718-1

0001057487 REPLACE MISSING CEILING TILE OUTSIDE OF ROOM 4353RM0137
0001064297 REPAIR LEAKING AIR VENT OUTSIDE RM B102A 4663RMB0102
0001057366 REMOVE DEAD BIRD 4201EAST
0001057365 CLEAN UP GREASE SPILL NEAR DUMPSTER BETWEEN A AND B WING 4663WEST
0001064267 4707 /  UNSTOP COMMODE MEN RM 105A 4707RM0105A
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0001064262 4708 / 1215 PLEASE ELIMINATE BANGING NOISE IN STEAM PIPES ABOVE 

ROOM 1215
4708RM1215

0001057493 UNSTOP SINK, AND REPAIR DRIPPING FAUCET 4487RMA0106
0001064499 4555 EXTERIOR LIGHTS OFF IN ALARM 4555
0001057863 REPAIR REPLACE BULB/BALLAST IN LOBBY NEAR RM A125 4487FLR01
0001057844 TURN DOWN COUPLING ON OIL PUMP 4650
0001057532 REPLACE LIGHT SWITCH/ NO LIGHTS 4201RM0336A
0001057412 REPAIR/REPLACE BULBS AND BALLASTS IN ROOM 100 OF BUILDING 4739. 4739RM0100

0001064072 SPRAY FOR SPIDERS, ANTS, ETC. 4623RM0100
0001057695 REPAIR FIRST URINAL LEAKING AT BASE 4203RM5006A
0001057687 REPAIR SLOW DRAINING SINK 4203RM3005
0001057668 REPAIR REPLACE BULB/BALLAST 4200RM0424D
0001057727 PLEASE REPLACE BURNED OUT LIGHT BULBS IN B-13 4708RMB0013
0001064405 4707 / T106G CLEAN UP ROOM T106G OF BUILDING 4707 TOWER. 4707RMT0106
0001057714 REPLACE OLD TRAPS AND PROVIDE NEW ONES IN 11-20D, AND 201-210 4650
0001057471 ANTS ALL OVER DESK IN A102A 4705
0001057420 REPAIR REPLACE EMERGENCY LIGHT 4653RM0030
0001064102 REPAIR/ REPLACE BULBS/BALLASTS IN ROOMS 5022 AND 5020 4610FLR05
0001064084 REPAIR/ REPLACE  FLUSH VALVE ON COMMODE #1 4201RMB0011A
0001057912 CLEAN STRAINERS ON PMP0002 4493RM0155
0001057907 REPAIR REPLACE BULB/BALLAST 4200RM0828F
0001057906 WATER CLEAN UP/   AWARE 4201BSMT
0001057656 UNSTOP FLOOR DRAIN ON N.W. CORNER 4539NORTH
0001057654 NEED LABOR SUPPORT ON DATES OF 8/16/05 TO 8/24/05, BRING SHOP VAC, 

WATER RAGS, GARBAGE CANS & A HOSE PIPE
4761

0001057649 REPAIR/ REPLACE LIGHT FIXTURE HANGING DOWN FROM CEILING 4207RM0100
0001057686 REPAIR LEAKING FLUSH VALVE ON COMMODE 4202RM0320
0001057777 SPRAY FOR MOSQUITOS 4619RM0145
0001050713 4708 / FL01 PLEASE SPRAY THE NORTH SIDE FIRST FLOOR FOR ANTS AND 

ROACHES
4708FLR01

0001050711 FILL IN  POT HOLE NEAR  4244 SIGN IN PARKING LOT 4244EAST
0001050703 REPLACE MISSING FLAPS ON SIGN/ NORTH OF 4200/ RIDEOUT RD. 4200
0001064394 CLEAN OFF ROOF AND GUTTERS ON METAL ROOF IN A-B WING LOOP. 4487-ROOF0026
0001064252 REPAIR LOOSE PLASTIC BASEBOARD ON RAMP 4491RM0132
0001064181 REPAIR DAMAGED FLOOR IN N.W. CORNER, REMOVE UNUSED TILES 

ALREADY IN RM WHEN JOB IS DONE
4612RM1510

0001057640 REPLACE LIGHTS IN CALL BUTTONS ON ELEV0003 4201-ELEV0003
0001057782 REPAIR REPLACE BULB/BALLAST IN WEST STAIRWELL BETWEEN THE 

9TH AND 10TH FLR
4200

0001050176 BRACE PIPE TO EAST WALL NEAR ROLL UP DOOR 4612RM1002
0001057813 K-BOTTLE SPRAY FOR WASP INFESTATIONS, IN K- BOTTLE STORAGE 

SHED, OUTSIDE BLDG. 4707, SOUTHEAST SIDE.  
4707

0001057797 4316-BLDG-LIGHTS ARE OFF/A 4316
0001064192 REPLACE MISSING FLEX CORD ON WEST HIBAY ROLLUP DOOR 4619WEST
0001064100 CLEAN FLOOR DRAIN 4207RM0149
0001057410 REPAIR REPLACE BALLAST OUTSDIE RM 18A 4250FLR01
0001057763 4755 ROOM 301C CLEAN UP WATER FROM CEILING LEAK GANDY IN 

ROUTE
4755RM0301C

0001057548 REPLACE REGULATORS ON PAINT POT 4650
0001057456 RE-INSTALL GATE 4555
0001057773 REPLACE POTABLE WATER FILTER (2023) 4666RM0263
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0001057750 REMOVE SOME OF THE BULBS TO REDUCE HEAT 4732RM0115
0001064141 REPAIR REPLACE EMERGENCY LIGHT 4487RMC0151
0001057452 REPAIR/ REPLACE SWITCH ON SAW 4650
0001064208 REPAIR CRANE TO OPERATE ELEVATOR 4583
0001057703 REPAIR ALL COMPACT FLOURECENT LIGHT FIXTURES 4200FLR09
0001057696 REPAIR LEAKING FLUSH VALVE 4202RM0623
0001057690 REPAIR LEAKING HOT WATER SIDE OF FAUCET 4202RM0407
0001043895 ELECTRICAL STRIP MOUNTED ON WALL HELD TOGETHER WITH TAPE. 

MALE CONECTOR PLUG HAS EXPOSED PARTS. FACE PLATE AND PLUG 
ARE LOSE IN JUNCTION BOX.

4705RMA0212

0001050752 4611 /  CLEAN HEADS ON EYEWASH OUTSIDE 4611
0001050751 4605/E1 /  HOTWATER RECIRCULATING VALVE LEAKING 4605RM0031
0001050465 4612  E 6 /  UNSTOP FLOOR DRAIN 4612RM1511
0001050619 REPLACE BALLAST 4663RMC0115
0001043844 CHECK, REPAIR LIGHT SWITCH , SMOKE SMELL 4612RM1502
0001043939 CEILING TILE IS LOOSE.  NEEDS TO BE FASTENED MORE SECURELY. 4200RM0518B
0001043937 PLEASE REMOVE PIECES OF METAL ROD AND PLATE FROM THE FLOOR 

IN RM 1125 LOWBAY. THESE ITEMS ARE LOCATED IN THE NORTH WEST 
CORNER OF THE ROOM.   (961-1591)AND   (961-
1593)WILL BE THE POINTS OF CONTACT FOR THIS JOB.

4708RM1125

0001050780 REPAIR CIRCULATING FAN ON SOUTH TENT 4705
0001050438 4482 / BALCONY INSTALL NEW FILTER IN DXAC UNIT. 2326 4482
0001044010 PLEASE REPLACE/REPAIR EXHAUST FAN IN MEN`S RESTROOM 1260A.  NO 

EXHAUST/AIRFLOW ETC
4708RM1260A

0001044195 PROVIDE 12 SCREW IN FLOURCENT BULBS 4670
0001044105 UNSTOP SLOW DRAIN IN ROOM M103--(  4572RMM0103
0001044104 PRIME FLOOR DRAINS 4572RM0202
0001050804 UNSTOP COMMODE ON RIGHT HAND SIDE 4203RM3006A
0001043842 REPAIR LIGHT OVER DESK IN CEILING 4476RM0122
0001044021 REPLACE DAMAGED CEILING TILES AT N.E. ENTRANCE 4201FLR01
0001044019 REPAIR REPLACE BULB/BALLAST 4666RM0250
0001044083 EMPTY METAL DUMPSTER AT FITTERS SHOP/  4705FLR01
0001044181 PEST CONTROL - SPRAY WASP NESTS IN DOOR CAVITY.  DOOR IS ON 

SOUTH SIDE OF BUILDING NUMBERED 10.  BE CAREFUL OPENING DOOR!
4752

0001043911 FILL IN POT HOLES IN EG&G PARKING LOT/ OUTSIDE/ S.S. 4650SOUTH
0001042809 UNSTOP SINKS IN LADIES AND MEN'S RM'S 4487FLR02-A
0001048750 REMOVE FLOOR RECEPTACLE PREFERABLY ON 8/3/05 4200RM0712A
0001050739 REPAIR/REPLACE DOOR STOP ON LADIES RR DOOR - MAKES A CLICKING 

SOUND AND WILL NOT CLOSE ALL THE WAY
4200RM0817

0001050732 EAST WALL- -EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 
ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-LIGHT SWITCH COVER 
IS MISSING TOGGLE EXPOSING LIVE ELECTRICAL COMPONENTS

4481RM0516

0001050506 REPAIR REPLACE SOAP DISPENSER 4200RM0606
0001044264 REPAIR FLASHING ON THE SOUTHSIDE OF ROOF . 8023-ROOF0004
0001044259 UNSTOP WATER COOLER  DRAIN 4612RM1406
0001043948 SPRAY BOMB HOT WATER PUMP 4650RM0029
0001050670 REPAIR DOOR ON MEN'S RM ( JEFFERIES) 4200RM0152
0001050668 REPAIR LOOSE BASE IN HALL NEAR RM 2087 ( JEFFERIES) 4610FLR02
0001050667 BANGING STEAM PIPES (POC   AT 961-4807) 4708RM1110
0001043995 SPRAY FOR ANTS 4723RM0120
0001038863 4650 / 0127 R/R BULBS & BALLAST 4650RM0127
0001038857 4207 / 120 LADIES RESTROOM SINK SLOW TO DRAIN. 4207RM0120
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0001050596 REPLACE METAL SPLINES AND REATTACH BASE 4610RM2058A
0001044216 UNSTOP DRAIN   (OUTSIDE) 4570BSMT
0001050686 REPAIR LEAK OVERHEAD (  4485RM0110A
0001044270 RINSE WATER DRAIN NOT WORKING. 4760RM0106
0001050783 RECONNECT COUPLING ON SUMP PUMP LINE 4761WEST
0001050811 REPLACE LIGHT IN FOURTH FLOOR STAIRWELL 4203NORTH
0001050808 REPAIR/ REPLACE BULBS/BALLASTS 4485RM0135
0001050707 4487 /  RE LAMP ROOM B155C. 4487RMB0155C
0001044162 4629 PARKING LIGHTS OUT   CHECKING 4629
0001044176 REPAIR/REPLACE LIGHT IN ELEVATOR CAR. 4708RM0180
0001050690 CHANGE RECEPTACLE FROM L630 TO L620 AND CUT OFF FLEX AND 

CONDUIT
4663RMA0109

0001050653 4666/RM253A /  REPAIR LOOSE COMMODE SEAT 4666RM0253A
0001044072 UNSTOP SINK 4494FLR01
0001050839 SPRAY FOR HONEY BEES ON THE S.E END OF BLDG 4524
0001050457 ADJUST SOUTH DOOR/ NOT CLOSING PROPERLY 4566SOUTH
0001050454 4610 /  REPAIR SOUTH LOBBY DOORS /SLAMMING / 4610  SOUTH  LOBBY 

DOORS ARE NOT RECOGNIZED AS A VALID LOCATION IN MAXIMO
4610SOUTH

0001044246 4464 MEN ROOM WATER LEAKING FROM CEILING WEATHERS CHECKING 4464

0001050584 REPAIR REPLACE BULB/BALLAST IN STAIRWELL FROM THE 1ST FLOOR 
TO 2ND FLOOR

4712

0001050557 INSIDE SPRAY AROUND DOOR FACINGS FOR BLACK WIDOW SPIDERS. 4657
0001044036 UNSTOP LAST COMMODE 4708RM1119
0001044034 REPAIR STEAM LEAK 4705RME0101
0001044255 LAVATORY DRAINING SLOW 4612RM0002
0001044252 REMOVE ABANDONED FAN FROM ROOF. 4739-ROOF0003
0001039151 REPAIR ROLL UP DOOR, INOPERABLE 4708RM0150
0001050861 SPRAY FOR ANTS BY THE TRASH COMPACTOR M1YARD
0001050531 4200 / G30 TRANSPARENT PANELS SHELTERING FLOURESCENT LIGHTS 

ARE VERY DIRTY.  NEED TO BE CLEANED AS SOON AS POSSIBLE.  ALSO 
CHECK LIGHT TUBES.

4200RMG0030

0001050522 REMOVE WINDOW TO INSTALL AC (  4492WEST
0001039164 4659 / HIGH BAY REPAIR ICE MACHINE THAT HAS STOPPED MAKING ICE. 4659

0001050614 UNSTOP SINK 4650RM0011
0001043862 REPLACE 60 AMP BREAKER WITH A 100 AMP BREAKER IN PANEL DP7-13D 

(CONTACT USER OR   AT 544-93470
4605

0001044206 REPLACE BULBS 4487RMB0216
0001043971 REPAIR LIGHTS IN ATTIC (  4475
0001043924 SPRAY FOR ANTS 4201RM0512
0001033547 PLEASE REPAIR LEAKING WATER FOUNTAIN IN HALLWAY OUTSIDE B-29 4708BSMT

0001038373 LABEL WATER AND AIR LINES 4605FLR01
0001033254 AIR CONDITIONING NEEDS TO BE CHECKED - 80 DEGREES 4200RMG0026E
0001039136 HOT WATER FAUCET CONTINOUSLY RUNNING 4619RM0163
0001039099 RESET BREAKER 4250RM0045A
0001038741 RESET BREAKER 4200RM0609
0001033249 INSTALL JAMB NUTS HIBAY SLIDING DOORS 4650
0001033204 NO LIGHTS IN THE TUNNEL BETWEEN BUILDINGS 4583
0001033203 REPAIR REPLACE BULB/BALLAST 4723
0001033457 TIGHTEN MAGNET ON EAST FRONT INSIDE  DOOR FRAME 4315RM0100
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001033642 RESTORE POWER TO SUMP001 (2013) 4675-SPMP001
0001028051 4610 LADIES ROOM 1015 STOPPED UP TOILET WEATHERS CHECKING 4610RM1015
0001039104 REPAIR CEILING LEAK 4561RM0111
0001039086 REPAIR OVER HEAD LIGHTS (  4707RM0160
0001039043 PERFORM INSULATION TEST ON MAIN DRIVE MOTOR ( MEG) 4619FLR04
0001033521 4201 ELEVATORS 5TH FLOOR DOORS NOT OPENING PROPERLY PER E. 

    CHECKING
4201-ELEV0001

0001033614 4760 / 102 CHECK , REPAIR OR REPLACE FAN EAF-0010.  ATTN:   
 

4760-EAF0010

0001038799 REPAIR CEILING LEAK IN HALL NEAR RM B 130 4487FLR01-B
0001033237 SPRAY FOR ANTS 4728RM0100A
0001033225 PLEASE REPLACE  BURNED OUT LIGHT BULBS AT THE TOP OF THE 

LANDING OF THE CENTER STAIRWELL ON THE NORTH SIDE OF 4708.  
(NEAR ELEVATOR)

4708FLR02

0001033224 PLEASE REPLACE STAINED LENS COVER TO LIGHT FIXTURE IN SECOND 
FLOOR HALLWAY NEAR THE ELEVATOR

4708FLR02

0001033519 OVERFLOWING COMMODE 4663RMA0270
0001038777 RESET BREAKER 4481RM0431
0001033214 PLEASE REPAIR LEAK IN HALLWAY AND REPLACE STAINED CEILING 

TILE NEAR ROOM 1259A
4708FLR02

0001033666 REPLACE FLUSH VALVE 4708RMB0029
0001038969 4628 / VARIOUS PLEASE REPLACE BURNED OUT BULBS IN ROOMS 112A 

AND 109.
4628FLR01

0001033565 INSTALL ACCESS LADDER IN NBS AREA 4705FLR01
0001033564 REPAIR STEAM PIT COVER 4539
0001033545 CLEAN CHILL WATER COIL ON AH0003 4650-AH0003
0001033305 NO POWER TO OUTLETS ALONG WALL 4481RM0226
0001033294 REPLACE LIGHT BULBS EAST SIDE 4487RMA0161
0001039203 REPLACE EYEWASH BOTTLES IN SOUTH HIBAY (  4650FLR01
0001028047 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RM0535A
0001027968 WATER CLEAN UP IN ROOM 1210 & 1212  (RUG) 4708
0001039094 4493 / 135 LEAKAGE REPORTED IN ROOM 135 IN VAL BYLER OFFICE AREA 

NEXT TO THE WINDOW AND AIR DUCT.
4493RM0135

0001039027 SPRAY FOR ANTS 4610RM3064
0001038890 REPLACE CEILING TILES IN HALLWAY OUTSIDE RM.207 (2031) 4708RM0226
0001039085 WATER CLEAN UP IN RM'S 508A, & 511 4481FLR01
0001044112 DISSASSEMBLE AND REASEMBLE NEW SELLENOID VALVE 4700
0001033368 REPLACE SUMP PUMP IN PIT ON WEST END OF BUILDING. SUMP0001,  

W.END
4567-SPMP001

0001033284 NEED EXTRA BLUE CARPET SQUARES PUT DOWN WHERE THEY HAD A 
SPILL AND HAD TO PULL OF SOME OF THE CARPET

4481RM0270

0001038902 REPAIR, REPLACE BULB/BALLAST OVER CUBICLE 4203RM3115
0001027881 REPAIR REPLACE BULB/BALLAST 4607RM0109
0001039236 REPAIR LOCK ON BATHROOM DOOR 4761RM0103
0001033650 CONTINOUSLY RUNNING COMMODE 4202RM0430A
0001033418 REPLACE DRAIN PAN IN ROOM E9 4487
0001028014 WEST WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4649RM0106
0001033211 REPAIR SLOW DRAINING SINK. 4250RM0071
0001033200 RM128A. REMOVE GE455 TEMPERATURE AND HUMIDITY SENSOR AND 

ASSOCIATED CONDUITS.
4619

0001033644 N.E. LEG RESORE POWER TO SUMP 5 & 6 (2013) 4670
0001033643 RESTORE POWER TO SUMP 3 & 4 (2013) 4667
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001033641 PIT RESTORE POWER TO SUMP001 (2013) 4672-SPMP001
0001033307 LOST POWER TO OUTLETS 4202RM0106
0001028076 300/300A IN ROOM 300 THERE ARE 3 CEILING LIGHTS OUT, THIS IS THE 

SAME FOR ROOM 300A, IT TOO HAS 3 CEILING LIGHTS OUT.  SUNNY DAYS 
AREN`T TOO BAD, BUT CLOUDY DAYS MAKE IT DIFFICULT TO HAVE 
LIGHT.

4201FLR03

0001027944 INSTALL PLUG ON CLEAN OUT LINE EAST SIDE 4203
0001027880 SPRAY FOR ANTS IN RM 4044B 4610RM4044B
0001038844 RESTORE WATER TO WASH BOWL (  4650RM0027
0001033474 REPAIR WATER LEAK (  4708RMB0018D
0001038962 4628 / 105A PLEASE ASSEMBLE AND ANCHOR NEW STORAGE CABINETS 

PER MANUFACTURER`S INSTRUCTIONS. NOTE: CABINETS ARE 
CURRENTLY STORED IN ROOM 9.

4628RM0105A

0001033530 REPAIR STEAM REGULATOR 4707RM0138D
0001033342 INSULATE CHILL WATER LINE 4663RMA0106
0001038826 OVERFLOWING COOLING TOWERS (  4583
0001039079 CHECK, REPAIR OVERHEAD LEAK , TILES AND INSULATION FELL OUT 4754
0001039077 REPLACE STAINED CEILING TILES 4712RMD0121
0001033466 ALL POTABLE WATER IN COMMODES ORANGE/DIRTY 4494FLR01
0001033461 PUMP OUT 500 GALLON TANK 4640
0001033638 REPAIR DUCT IN HALLNEAR RM B145 ( SARTAIN FAMILAIR) 4487FLR01-B
0001033629 4600 ELEV-1 EMERG.   CHECKING 4600
0001027982 MAKE ADJUSTMENTS TO SLIDING DOOR FOR PROPER CLEARENCE. 4648-

DOOR0002
4648-DOOR0002

0001027719 REPLACE BULBS 4200RM0206
0001039072 CHECK FOR LEAK 4712RMD0121
0001038770 REPAIR REPLACE BULB/BALLAST  IN ENTRANCE LOBBY (POC RITA 

KEITH)
4205FLR01

0001039020 SPRAY FOR ANTS 4610RM5006A
0001038750 REMOVE WASP NEST SOUTH SIDE ENTRANCE ABOVE DOOR 4650SOUTH
0001039225 REPAIR NOISY STEAM REGULATOR/ POPPING NOISE IN WEST HIBAY 4619WEST
0001027951 REPAIR/REPLACE LIGHT BULBS 4708RM0123
0001027956 REPAIR STEAM LEAK 4708RMB0001C
0001038882 4732 SOUTH DOOR NOT WORKING 4732
0001027920 REPAIR/REPLACE BALLAST 4201RM0425
0001027602 REPAIR DOCK PLATE AT RECIEVING DOCK. WON'T LOWER 4471
0001027764 INVESTIGATE WET, MOLDY SMELL 4306RM0104
0001027761 PR0CESS COOLING WATER / OPEN AND CLOSE VALVES FOR TESTING OF 

FLOW RATE
4209

0001021201 UNSTOP SINK 4650RM0011
0001027676 REPAIR REPLACE BULB/BALLAST IN RM 4120, 4221 & 4224 4203FLR04
0001027733 REPAIR DAMAGED DOWNSPOUT. /  4561-ROOF0003
0001027588 REPAIR/ REPLACE OVERHEAD LIGHT 4203RM6120
0001027915 REPAIR LEAKING SINK/FAUCET 4201RMB0011A
0001027998 ELECTRICAL SUPPORT FOR SCHEDULED OUTAGE  ON 7/12 BETWEEN 5PM 

AND 6PM
4629

0001027959 INSULATE CHILLWATER PUMP 0001 (  4674RM0103
0001027932 NO POWER TO OUTLET 4471RM0220G
0001027940 REPAIR FLUSH HANDLE ON 2ND COMMODE 4610RM1015A
0001027776 REPAIR SHREDDER 4207RMB0002
0001027664 REPAIR LEAKING COMMODE 4702RM0109
0001027701 REPAIR DOOR HANDLE, FALLEN OFF 4203RM6006A
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WONUM DESCRIPTION LOCATION
0001027833 SPRAY FOR ANTS 4201RM0322
0001027831 REPAIR ROOF LEAK 4712RMD0121
0001021176 4207 / RM 116A PAINT RUSTY SUPPLY AIR REGISTERS. 4207RM0116A
0001027825 REPAIR ROOF LEAK/CARPENTER NOTIFIED 4487RMC0138
0001027766 MARK ABANDONED IN PLACE ON ELECRICAL BOX SS003 4612RM1101
0001021182 IDENTIFY CIRCUIT BREAKER FEEDING RF EQUIPMENT HUT OUTSIDE 

EAST OF 4207, CONTACT   
FOR QUESTIONS

4207

0001021400 UNSTOP DRAIN ON SINK, DRAINING SLOW 4712RMA0103
0001021397 REPAIR LIGHT FIXTURE, HANGING LOOSE, IN TS115 4583
0001021393 REPAIR REPLACE BULB/BALLAST 4201RM0614C
0001021380 REPAIR LEAK AT HANDLE ON URINAL 4487RMB0189M
0001354331 UNSTOP COMMODE 4200RM0701
0001350952 REPAIR BALLAST IN HALLWAY NEAR ROOM 825 4200
0001351227 SPRAY FOR ANTS 4610RM2028
0001351194 REPAIR ROTARY FILES (   AWARE) 4485RM0128
0001356735 REPAIR CONTINUOUSLY RUNNING COMMODE 4201RM0626
0001356724 UNSTOP WATER FOUNTAIN NEAR 1082A 4610FLR01
0001351192 4711-AH11  CONDENSATE LEAKING.  PIPEFITTERS TO BE NOTIFIED. 4711
0001356618 REPLACE WATER DAMAGED CEILING TILES 4487RMC0169
0001351272 BY SOUTHWEST ENTRANCE--EXPOSED ELECTRICAL WIRING- 

REPAIR/REPLACE OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-
(JUNCTION BOX IS OPEN BY THE DOOR - REPLACE COVER.)

4747RM0109

0001351224 SPRAY FOR ANTS 4610RM3048
0001356582 4629 SPRAY FOR ANTS IT AREA 4629
0001354378 TIGHTEN UP HATCH OIL PUMP RESEVOIR 4588
0001351048 SPRAY RM'S 245 THROUGH 255 FOR ANTS AND BUGS 4708FLR02
0001351044 UNSTOP COMMODE 4203RMB0001A
0001351287 WEST END DOOR 2 ON WEST END OF BUILDING. THE MAGNETIC RELEASE 

IS STICKING. PEOPLE EXITING THE DOOR ARE HAVING A HARD TIME 
GETTING IT OPEN.  PUSH BAR AND OR DOOR DETECTOR ARE NOT 
ADJUSTED RIGHT.

4481WEST

0001332806 4249RM0135 /  RE INSULATE CHILL WATER PIPING. CLEAN UP . 4249RM0135
0001337915 CHECK LIGHTS AND LIGHT SWITCHES FOR POWER 4663RMA0223
0001345056 REPLACE BULBS IN EMERGENCY LIGHT RN 165 4619RM0165
0001345054 REPLACE BATTERIES IN EMERGENCY LIGHT #2 RM 100 4734RM0100
0001345053 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-
4735RM0100

0001345051 REPAIR CEILING LEAK IN ROOM 1210 4708RM1210
0001332858 4711 ROOM E114 LOW BATTERY ALARM   CHECKING 4711RME0114
0001332983 REPAIR WATER LEAK ON HOSE PIPE 4761RM0101
0001344858 REPAIR REPLACE BALLAST 4561RM0219
0001341959 ADJUST HIGH PRESSURE STEAM REGULATOR 4708RM1110
0001354317 REPAIR HANDLE ON URINAL IN ROOM 210. 4735
0001338124 LOAD TEST GANTRY CRANE 4718-CRN0001
0001338161 SPRAY FOR ANTS 4485RM0114
0001335773 UNSTOP COMMODE ROOM107 4765RM0107
0001348818 REMOVE DEAD BAT 4241RM0200
0001338156 REPLACE SIPHER LOCK WITH SECURITY LOCK ON DOOR 10 IN THE NBS 

AREA
4705FLR01

0001335766 REPAIR LEAKING STRAINER 4487
0001356575 4485 /  PATCH HOLE IN BRICK WALL NORTH SIDE 4485
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0001344908 4607 / 110 REPLACE BURNED OUT LIGHT BULBS. 4607RM0110
0001344907 4674 / 208G REPLACED DAMAGED CEILING TILE IN ROOM 28G AT 4674. 4674RM0208G
0001345154 HOT! 80 DEGREES ROOM 110B 4205RM0110
0001340133 REPAIR LOCK ON WEST  DOOR--NOT LOCKING PROPERLY 4707RMT0112E
0001338202 REPAIR SLOW DRAINING SINK ON THE RIGHT 4202RM0430A
0001021378 MENS RESTROOM SINK SLOW TO DRAIN. 4207RM0126
0001341961 REPAIR/ REPLACE BULB/BALLAST 4487RMB0228M
0001021406 REPAIR, CHECK BELL ON ELEVATOR 4 4202-ELEV0004
0001332821 4570 /  STOPED UP COMMODE RM 105 (  4570RM0105
0001332820 4566 /  STOPED UP DRAIN ON SINK RM 228 (  4566
0001338158 SUPPORT MOVEMENT OF PORTABLE BOILER TO M1 YARD (   

FAMILIAR)
4660

0001345193 RELOCATE TRANSMITTERS IN LOADING DOCK AREA  RM 107 (  4631FLR01
0001332914 DOOR NOT LOCKING SETTING OFF AN ALARM (   NOTIFIED) 4205RM0110
0001338301 4487 / HALLWAY CHECK FOR POSSIBLE CEIING LEAK IN HALL NEAR 

BC140 AND REPLACE STAINED CEILING TILE.  THIS WORK HAS BEEN 
PERFORMED ON THREE PREVIOUS OCCASIONS.  THE LEAK REMAINS.  
SEE WOS 0001173532, 0001267578, AND 0001301221

4487

0001332885 STAIRWAY PLEASE SPRAY NE AND NW EXTERIOR STAIRWELLS LEADING 
FROM PARKING LOT TO BUILDING 4708 FOR ANTS.

4708

0001332943 REPAIR LEAK UNDER SINK ON THE LEFT 4755RM0104
0001344895 INSTALL WATER PUMP IN ROOM EI (   FAMILIAR) 4561RM0104
0001351123 RM 117 FAUCET LEAKING 4202RM0117
0001351121 REPLACE SEAT ON 1ST COMMODE 4202RM0534
0001344921 UNSTOP 2 COMMODES, FULL OF PAPER 4203RMB0003A
0001332773 SPRAY FOR ANTS IN ROOM 3029A 4610RM3029
0001332768 REPAIR WATER LEAK/ WATER ON FLOOR/ WET CARPET 4708RM1218
0001338214 4702 / 202 --REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4702RM0202
0001338213 4702 / E-1 --CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 

PREVENT FUTURE LEAKAGE-
4702RM0113

0001338179 4708 / 223 PLEASE SPRAY 223 FOR ANTS. 4708RM0223
0001338177 4727 / DOOR 5 DOOR NOT CLOSING - STANDING OPEN. 4727
0001335714 4487 / A208M TIGHTEN RIGHT HAND (EAST) FAUCET TO AVOID DAMAGE 

TO ATTACHED WATER LINES.
4487RMA0208M

0001332959 CLEAN UP WATER OFF FLOOR 4583
0001345200 CHANGE FEED TO FLOOR RECTACLES (2013) 4201RM0600
0001021402 REPAIR LEAKS ON BOTH COMMODES 4712RMB0200A
0001330063 LADIES RM 325 MIDDLE SINK SEWER ARM LEAKING 4200RM0325
0001345113 SPRAY FOR INSECTS 4249RM0112
0001345101 REPAIR URINAL, SPRAYING WATER ON THE FLOOR WHEN FLUSHED 4732RM0210
0001345000 INSTALL ESCUTCHEONS ON INSIDE AND OUTSIDE OF RELIEF DISCHARGE 

LINES
4487RMAB0101

0001344845 4708 / 1204B PLEASE REMOVE TWO LIGHT BULBS FROM ABOVE MARVIN 
ORR`S DESK IN 124B-8.

4708RM1204B

0001341946 REPAIR OR REPLACE REGULATOR ON WATER LINE IN ROOM E-9. 4487RMA0001
0001332755 CEILING LEAK 4650RM0120
0001332753 R/R BULBS AND BALLAST ROOMS 118 & 116 HALLWAY 4650FLR01
0001338348 AMP PANELS AS REQUESTED BY  4663RMA0109
0001338350 REPAIR LIGHTS CUBE 112-7 4727RM0112
0001348825 REPAIR OR REPLACE TRAP AT COND. PUMP, ON WEST END OF PAD 4657WEST
0001344864 RESTORE POWER TO BLDG.  (   NOTIFIED) 4524
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WONUM DESCRIPTION LOCATION
0001351161 HALF BREAKERS TRIPPING ON GENERATOR -  NEED GENERATOR FOR 

EXPERIMENT IN OUTSIDE TEST RANGE
4571

0001348808 4708A HI-BAY LIGHT 7 ON IN ALARM   CHECKING 4708
0001351067 REPLACE DAMAGED CEILING TILES IN HALLWAY  (2031) 4487RMC0215
0001341973 REPAIR REPLACE BULB/BALLAST 4464RM0111C
0001327219 REPAIR WATER LEAK IN N.E. PARKING LOT 4493
0001327031 4727 / 102-19 NEED STICKY PADS FOR MICE. 4727RM0102-19
0001324156 REPLACE BALLAST AND LAMPS IN A 2`X4` RECESSED FIXTURE AT 2ND 

FLOOR STAIR EXIT OF 4241.
4241RM0204-13

0001326996 UNSTOP ALL 4 SINKS IN MEN'S RESTROOM 4203RM1006
0001332798 REPAIR CEILING LEAK (   NOTIFIED) 4200RMG0042
0001332791 PUMP OUT WATER FROM SOIL BOXES IN EAST TEST AREA AND DELIVER 

TO IWTF (SEE WILL FOR DETAILS)
4761

0001314015 4200 /  MENS RM 721 MIDDLE SINK LEAKING TRAP (  4200RM0721
0001314011 4200 /  LADIES RM 817 1ST COMMODE STOPPED UP (  4200RM0817
0001313938 4201 CALL OUT   ON   REQUEST TO CLEAN UP 

WATER IN ELEVATOR PIT
4201-ELEV0003

0001313873 REPAIR LEAKING URINAL, WATER RUNNING IN HALL 4755RM0104
0001313838 REPAIR REPLACE BULB/BALLAST 4487RMC0220
0001313834 REATTACH LIGHT FIXTURE 4743
0001330511 4487 / E18-C REPAIR LEAKING PIPE NEAR WALL IN EQUIPMENT ROOM.  

PIPE IS SPRAYING A SMALL, STEADY STREAM OF WATER ONTO FLOOR. 4487RMB0003

0001344898 SPRAY FOR ANTS 4201RM0509
0001341935 REPAIR LIGHT FIXTURE AT ENTRANCE, SPARKING 4312RM0102
0001338332 4353 /  RESTORE WATER TO SH 0001 NORTH EAST RM150 (  4353-SH0001
0001337929 4201 / 509 SIDE OF  IDP DESK IS LOOSE AND RESTRICTS OPENING OF 

SHELF (SIDE PANEL OF OVERHEAD SHELVES).
4201RM0509

0001338040 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4476RM0125
0001327099 4201 ELEVATOR 3 NOT WORKING PROPERLY   CHECKING 4201-ELEV0003
0001327051 COMMODE CONTINUOUSLY FLUSHING 4203RMB0003A
0001327024 SPRAY FOR ANTS 4610RM1049
0001341993 RESTORE POWER TO EXAUST FAN (2013) 4650RM0030A
0001307842 4610 / 1050 REPLACE DAMAGED CEILING TILES (2031) 4610RM1050
0001345007 REPAIR FENCING OF SECURED STORAGE ON LEVEL 7. 4707TWR07
0001345004 REPAIR/REPLACE BROKEN AND/OR MISSING TILES THAT ARE CREATING 

TRIPPING HAZARD-
4614RM0109

0001320727 REPLACE BULB/ BALLAST/ FLOURESCENT LIGHT FLICKERING 4654RM0126
0001320712 REPAIR WEST END AUTOMATIC DOORS/ CLOSING ON PEOPLE 4201WEST
0001314123 ALL OUTLETS IN CONFERENCE ROOM ARE CONNECTED TO A POWER 

STRIP RUNNING THE CIRCUMFERENCE OF THE ROOM;  NONE OF THE 
OUTLETS HAVE POWER.  RETURN POWER TO THIS ROOM FOR ALL 
OUTLETS.  SEE      

4705RMB0209

0001320715 REPLACE FLUSH VALVE ON COMMODE 4493RM0135
0001324076 4650 / 137 TAP 3 MOUNTING HOLES ON TO EXISTING METAL PLATE / SEE 

TOM MAGRUDER 4650/137 544-4031
4650RM0137

0001320481 EAST END LOADING DOCK SECURITY DOOR NOT CLOSING PROPERLY 4487-AWING
0001320438 INOPERABLE AIR COMPRESSOR 4561RM0104
0001344956 4610 /  LEAKING WATER FOUNTAIN OUTSIDE ROOM 4032 4610FLR04
0001344955 4667 /  STOPPED UP COMMODE ROOM 100 4667RM0100
0001356772 LADIES RM 205 LAST COMMODE STOPPED UP 4201RM0205
0001356768 LADIES RM 113A COMMODE LEAKING AT BASE 4202RM0113A
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0001356766 JANITORS CLOSET 622 SINK DRAINS SLOW 4202RM0622
0001350967 WHEN YOU GO IN THE DOOR LOOK UP AT THAT VENT OVER THE DOOR IT 

HAS A PIECES OF CONDUIT GOING TO THE OPENER WITH DAMAGED 
STRAIN RELIEF.

4707RM0100

0001342085 CHANGE OUT LOCK, DRILL HOLE FOR CYLINDER 4561RM0222A
0001332763 REPAIR REPLACE BULB/BALLAST IN HALL NEAR 5026 4610FLR05
0001335802 RESTRETCH CARPET 4485RM0110
0001021302 4464 / 108 WATER LEAK IN ROOM 108, RIGHT SIDE OF DOOR AS ENTER 

THE JANITORS CLOSET.
4464RM0108

0001326943 TOWER REDO OF WO# 1301096.  REPLACE/REPAIR LIGHTING ON STAIRS 
OF 4347 TOWER.  PREVIOUS WO WAS STATUSED COMPLETE - BUT LIGHTS 
STILL DO NOT WORK.   PLEASE MAKE SURE THE LIGHTS WORK.  SWITCH 
AT BOTTOM OF STAIRS WAS REPAIRED, ONE AT TOP WASN`T.

4347

0001300876 REPAIR REPLACE BULB/BALLAST IN HALL AT RM'S E176 & E179 ( 
  

4711FLR01

0001301236 4205-M_3-WTRDET  MOISTURE ALARM IN ALARM.    
NOTIFIED.

4205

0001350988 SECURE LOOSE CEILING TILES 4200RM0730G
0001314003 SUMP PUMPS ON EAST SIDE OF BLDG. HAS FLOAT STUCK 4670
0001310672 4203 /  COFFEE AREA 2434 SINK TRAP LEAKING (  4203RM2434
0001310660 4203 / 3006A REPLACE BURN-OUT OVERHEAD NEON LIGHT IN THE MEN`S 

REST ROOM.
4203RM3006A

0001310659 4705 / A100 ABOVE REFRIGERATOR - CEILING TILE NEEDS TO BE 
REPLACED WHERE LIGHT FIXTURE WAS REMOVED.

4705RMA0100

0001332724 REPAIR AUTOMATIC DOORS, INOPERABLE  (   AWARE) 4705RMC0101
0001350983 REPAIR FLICKERING LIGHT 4202RM0211
0001350977 REPAIR EMERGENCY LIGHT 4653RM0026
0001348848 REPAIR MAGNET ON N.E MAIN ENTRANCE DOOR 4619FLR01
0001332699 SPRAY FOR BUGS ( OUT OF OFFICE 5/25-5/30) 4244RM0102
0001348843 CHECK FOR LEAKS OR STOPPED UP DRAINS, WATER ON THE FLOOR ( 

  NOTIFIED)
4755RM0400B

0001337989 CHECK, REPAIR LEAK, WATER RUNNING INTO HALL (   AWARE) 4487RMB0155C
0001344975 4727 WEST DOORS NEED  ADJUSTING WANT SECURE PROPERLY 4727
0001327136 WEST WALL--REPAIR/REPLACE INOPERATIVE EXIT SIGN- 4667RM0100
0001294420 REPACK MAIN STEAM VALVE ROOM E1 4727RM0103
0001294326 REPAIR STEAM LEAK NEAR ROOM B6 4708
0001304520 RESET BREAKER 4202RM0402
0001304497 SPRAY FOR ANTS 4663RMC0172
0001304498 REPAIR LIGHT  ON O.S. WALL (WALLPACK LIGHT) 4619RM0161
0001304503 CLEAN UP INSULATION AND DEBRI ON WEST END (  4650RM0019N
0001301259 REPAIR ROOF LEAK, WATER RUNNING DOWN THE WALL 4612RM1108
0001294268 REPLACE BULBS IN HALLWAY O.S. ROOM 229 AND BY HALF DOOR IN 

ROOM 222
4200FLR02

0001314081 REPLACE DOOR KNOB 4551RM0200
0001320578 4200 / 916B CHECK ABOVE CEILING TO LOCATE LEAK. 2026 4200RM0916B
0001307836 4203 / 1012 REPLACE DAMAGED CEILING TILES (2031) 4203RM1012
0001310712 4653 /  ROOM 12,HANDICAP RESTROOM, REPAIR STICKING DOOR IT 

COULD CAUSE A PROBLEM GETTING IN.   CONTACT
4653RM0012

0001313985 REPAIR LOOSE ELECTRICAL RECEPTACLE.   FAMILIAR. 4207RM0145B
0001310627 REPAIR 6 ROTATING BEACONS ( ONE IS IN RM 13A) ON BLDG. 4605
0001310649 REPAIR OVERFLOWING COMMODE 4487RMC0221
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001304553 UNSTOP URINAL 4628RM0110
0001304552 TOUCH UP PAINT IN ROOM 4203RM4218
0001304549 TOUCH UP PAINT IN ROOM 4203RM4138
0001304547 TOUCH UP PAINT 4203RM3216
0001304540 SPRAY FOR ANTS 4491RM0132D
0001021299 4708 / B32 PLEASE REPLACE BURNED OUT LIGHT BULBS IN B-32 4708RMB0032
0001307557 REPAIR GAS AUTOCLAVE REGULATOR (INOPERABLE) (18X20) CONTACT 

USER BEFORE DOING WORK OR   PAGER,  
EXTENSION-0091

4707RM0120

0001301142 CHECK, REPAIR POSSIBLE ROOF LEAK ( WET CEILING TILES) 4663RMA0285
0001301141 REPAIR REPLACE BULB/BALLAST GOING UP THE RAMP 4663RMA0285
0001301133 ADJUST FLUSH VALVE ON COMMODE IN 1ST STALL 4481RM0327A
0001301159 UNSTOP SINK 4650RM0011
0001307823 LADIES RM 1ST SINK DRAINS SLOW 4203RM5001A
0001307820 MENS RM 2ND URINAL DRAINS SLOW 4200RM0425
0001301198 UNSTOP SINK IN JANITORS CLOSET 4200RM0327
0001320571 4316-WATER    REPORTS WATER LEAK IN MEN'S RM.  J. 

MCCAGHREN NOTIFIED.
4316

0001320734 FLOODED RESTROOM 4708RM1221
0001320500 4348 / 102 INSTALL FLASHING AROUND WINDOW AIR CONDITIONER 

REPLACEMENT. 2326
4348RM0102

0001313248 OUTSIDE NEXT TO SOUTH ENTRANCE-PANEL 4572-0017-LABEL 
ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION OR 
EQUIPMENT BEING POWERED-BREAKERS 24 THROUGH 36 ARE LABELED 
AS "SPARES" BUT ARE IN THE "ON" POSTION

4572

0001313209 STAIRWAY PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE 
INTERIOR SOUTHWEST STAIRWELL OF BUILDING 4708.

4708

0001301041 DRAIN STOPPED UP ON BRADLEY BASIN IN RM 27 4650RM0027
0001307539 REPLACE BULBS AT ELEV. 2 4600-ELEV0002
0001307527 CHECK POWER TO PLUGS BY WALL 4485RM0114
0001301012 REPAIR CONDENSATE WATER LEAK OVER GENERATOR 4202-GEN0001
0001307525 REPLACE BULB 4200RM0149G
0001307819 LADIES RM TRAP ON MIDDLE SINK LEAKING 4200RM0717
0001287519 4708 /  CLEAN UP B1A.  E-9 4708RMB0001A
0001294380 4610 / 4020 REPLACE DAMAGED CEILING TILES  (2031) 4610RM4020
0001327063 4203 / 4437 ANYTIME.  PLEASE CONSTRUCT A SHELF TO MOUNT 

UNDERNEATH CABINET TO PLACE MICROWAVES ON FOR THE 4TH 
FLOOR KITCHEN JUST LIKE PREVIOUSLY DONE FOR ROOM 3439 (3RD 
FLOOR KITCHEN).

4203RM4437

0001338185 4481 /  REPAIR LEAK ON CW PUMP. (  4481
0001281678 REPLACE BULBS 4708RM0123A
0001281677 REPLACE BALLAST IN HALLWAY OF ROOM 2101 4203FLR02
0001338337 REPAIR WATER LEAK COMING FROM BLUE UNIT IN FLOOR IN MACHINE 

SHOP
4705NORTH

0001338192 4203 /  REPAIR LEAK UNDER LAVATORYNIN ROOM 4001A (  4203
0001341980 STRIPE TWO HANDICAPPED PARKING SPACES IN PARKING LOT (   

FAMILIAR)
4306

0001338251 REPAIR EMERGENCY LIGHT THAT WON'T TURN OFF O.S. ROOM 101 4493FLR01
0001294324 4723 /  DRAIN REPLACE PRESSURE SWITCH ON AIR COMPRESSOR E4. 

(  
4723RME0004

0001294382 4610 / 4018 REPLACE DAMAGED CEILING TILES  (2031) 4610RM4018
0001294213 ADJUST PRESSURE ON EYEWASH EW0003 IN RM   B102C 4487B-EW0003
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0001294212 REPAIR LIGHT AT SOUTH ENTRANCE 4194SOUTH
0001294204 REPAIR LIGHTS IN BOILER ROOM 4675FLR01
0001281642 PERFORM GENERAL CLEAN UP AND VACUUM (   FAMILIAR) 4485RM0114

0001294193 REPAIR LIGHTS ON THIRD LEVEL IN RM 100 B 4190RM0100B
0001294192 REPAIR LIGHTING IN RM 102 A 4190RM0102A
0001351204 SUMP1 IS HI IN ALARM. NOTIFIED  4473
0001287231 REATTACH BOTTLE RACK TO WALL 4703NORTH
0001287224 REPAIR, ADJUST AUTOMATIC DOORS ON THE SOUTH SIDE, MAIN 

ENTRANCE (   AWARE)  
4610SOUTH

0001287221 REPLACE WATER HEATER UNDER SINK 4663RMB0110B
0001287477 4600 / 5413 RELOCATE MOTION SENSOR FOR CEILING LIGHTS TO ABOVE 

THE EMPLOYEES DESK.  COORDINATE EXACT LOCATION WITH OFFICE 
OCCUPANT,  

4600RM5413

0001287218 SPRAY FOR ANTS ON UPPER PLAYGROUND 4494
0001304587 REPLACE LIGHT OVER DESK 4666RM0371
0001301059 4315 / 107 MICE IN ROOM 107 4315RM0107
0001287248 4548 / OUTSIDE SAFETY INSPECTOR HAS REQUESTED THAT THE 

STANDARD MOTHBALL SIGN AND A FENCE BE USED AS A BLOCKADE.  
PLEASE CALL   (4-0320) IN ORDER TO SHOW EG&G 
EMPLOYEE AS TO THE EXACT LOCATION WHERE THE SIGN AND FENCE 
NEED TO BE PLACED.

4548

0001287225 REPLACE BULBS IN E-8. 4705RMB0119C
0001307667 REPAIR GLASS OUTER FRONT DOOR FACING COURTYARD 4202SOUTH
0001294184 REPAIR BROKEN NIPPLE ON POTABLE WATER PUMP0001 4200RMG0001
0001294368 4666 / 224 REPLACE DAMAGED CEILING TILES  (2031) 4666RM0224
0001300985 REPAIR REPLACE BULB/BALLAST (  4705RMA0106D
0001310691 1ST FLOOR LOBBY, EAST WALL--EXPOSED ELECTRICAL WIRING- 

REPAIR/REPLACE OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-
OUTLET BANK (WHERE TV IS PLUGGED INTO) CORNER COVER MISSING 
EXPOSING LIVE WIRING

4200FLR01

0001300944 INSTALL COVERS ON FLOOR OUTLETS IN RM'S 106, 114, 127A & 123 4202FLR01
0001313904 4708 / LOBBY PLEASE REPLACE BURNED OUT LIGHT BULBS IN THE 

NORTHWEST LOBBY NEAR THE CAFETERIA.
4708

0001300929 CHECK CRANE, SMOKING 4718-HST0001
0001300925 REPAIR RELEASE VALVE ON ACMP, WON'T CLOSE OFF 4608
0001300921 REMOVE TWO FLOOR OUTLETS 4487RMA0204
0001281294 FIX LEAKY SINK IN WOMENS ROOM 148 4566RM0148
0001281287 LIGHTBULB IS OUT IN THE CEILING OF ELEVATOR #2. 4600-ELEV0002
0001326955 REPAIR CONTINUOUSLY RUNNING COMMODE 4487RMA0169L
0001327092 4619 / HIGH BAY POC:    @ 4-9460 FOR EXACT LOCATION..  

DRILLL TWO HOLES, EACH 2.625" DIAMETER IN ASBESTOS SIDING ON 
THE NW HIGH BAY.

4619

0001307559 REMOVE LOWER   CABINET (CONTACT   BEFORE STARTING 
WORK) LOCATED IN E-10

4705

0001317413 CHECK, PNL0011 NO POWER AND BREAKER WILL NOT RESET /   
AWARE

4707-PNL0011

0001317388 REPLACE WATER FILTERS IN KITCHEN AREA 4623FLR01
0001281487 REPAIR FLUSH VALVE, LEAKING WHEN FLUSHED (  4487RMB0259M
0001281544 BROKEN DOOR `S LOCK MECHANISM (MEN`S COMMODE STALL) 4203RM3006A
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0001287317 4663 / C185A --SEAL PENETRATIONS IN FIRE BARRIER WALL WITH U.L. 

RATED MATERIALS-LARGE CONDUIT COMING THROUGH THE WALL. 
FIRE STOP NEEDED TO FILL AROUND THE CONDUIT.

4663RMC0185

0001320507 PNL 0002-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 
FUNCTION OR EQUIPMENT BEING POWERED-BREAKER 33 IS IN THE "ON" 
POSITION BUT IS MARKED AS A "SPARE".

4629RM0103B

0001294513 REPAIR OR REPLACE ROLL UP DOOR COVER ON WEST SIDE. 2326 4583WEST
0001294519 RESTORE WATER TO SHEW0002 4542-SHEW0002
0001294499 BUGS FALLING ON EMPLOYEE FROM THE CEILING. THERE WAS A WATER 

LEAK WITH THE STORMS FRIDAY WEEK, NOW SHE HAS BUGS.
4200RMG0028

0001314163 CHECK, REPAIR ROOF LEAK (   AWARE) 4471RMC0111A
0001021287 SPRAY FOR SPIDERS 4487RMB0104M
0001313866 UNSTOP FLOOR DRAIN IN E2 4570RMB0010
0001274625 REPLACE OUTLET ( NEED ASAP) 4708RM0121
0001267386 REPLACE BALLAST IN HALLWAY O.S. ROOM 732 4200FLR07
0001267249 4760 / 105A LIGHTS OUT IN EQUIPMENT ROOM 4760RM0105A
0001267247 4491 / 135 UNSTOP DRAIN IN THE URINAL LOCATED ON THE LEFT SIDE, 

WEST WALL IN MEN`S RESTROOM.
4491RM0135

0001267246 4760 / 102 CRANE 0005 NOT OPERATING. 4760RM0102
0001267253 4708 / 241 PLEASE REPLACE BURNED OUT LIGHT BULBS IN MEN`S 

RESTROOM 241
4708RM0241

0001263661 OVER DOOR AT THE END OF HALL NEAR 102--REPAIR/REPLACE 
INOPERATIVE EMERGENCY LIGHTS-

4492FLR01

0001247633 4306-ROOF0001 /  REMOVE DOWNSPOUTS & CLEAN OUT. (  4306-ROOF0001
0001274774 REPAIR REPLACE BULB/BALLAST OVER DESK AND PARTITION 4485RM0123
0001274817 REPAIR AIR LEAK ON EFFLUENT DISCHARGE VALVE 4761RM0101
0001274807 REPAIR DOOR KNOB, FELL OFF 4674RM0208
0001260224 4610 /  NEED WORK ORDER TO REPAIR LEAKING WATERLINE AROUND 

WATER WEST END.E2 EQPT.ROOM NO. B100 BASEMENT.
4610RMB0100

0001271557 2ND FLOOR FOUNTAIN BY  JANITORS CLOSET REPLACE SOLENOID 4203FLR02
0001271550 PRIME FLOOR DRAIN IN MENS RM 144 4566RM0144
0001260207 4671 /  VALVE LEAKING ON STEAM STATION IN E-1 (  4671RM0108
0001267433 PIPE VENT FROM  BOILER GAS VALVES TO O.S. OF BLDG. 4628RM0132
0001274701 RESET BREAKER (   NOTIFIED) 4200RM0818C
0001274698 REPAIR AUTOMATIC DOOR OPENER ON HANDICAPPED DOOR NEAR C167 

IN HALLWAY (HAS BEEN REPAIRED A MONTH AGO BUT DIDN'T LAST) 4487-CWING

0001267508 UNSTOP FIRST SINK 4610RM3019
0001260239 SOUTH WALL-MCC0002-LABEL CIRCUIT TO INDICATE ITS FUNCTION- 4670RMB0100
0001260118 MARK PHYSICAL HAZARD AREA, WALKING, OR HEAD HAZARD AREA 

WITH YELLOW AND BLACK TAPE OR PAINT-
4312

0001260077 REPLACE BULBS IN ROOMS E8 AND E9 (PULLHAM) 4610
0001260000 OUTLET NEEDS "STRAIN RELIEF" 4612RM1027
0001259873 REPAIR FLUSH VALVE ON SECOND STALL (LEFT SIDE) 4619RM0209
0001263604 4708 / 1228 PLEASE SPRAY 1228 FOR ANTS 4708RM1228
0001259845 REPAIR DOOR  LOCATED ON ROOF/ RIGHT OF ELEVATOR (  4572
0001259834 REPAIR/ REPLACE BROKEN FLAG POLE CLIPS ON POLE THAT HAS NO 

FLAG
4663

0001021272 SPRAY FOR ANTS 4610RM3075
0001259683 4610 / 4028 REPLACE DAMAGED CEILING TILES (2031) 4610RM4028
0001259682 4610 / 4043 REPLACE DAMAGED CEILING TILES (2031) 4610RM4043
0001254332 4666 / E-4 REMOVE AND REPLACE POTABLE WATER FILTER (2023) 4666RM0108
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0001247601 REPAIR REPLACE BALLAST 4471RMA0108
0001247588 UNSTOP COMMODE IN MEN'S RM (   FAMILIAR) 4732FLR01
0001267324 4571 / OUTSIDE PLEASE REPAIR PERIMETER FENCE OF OUTDOOR TEST 

RANGE.  APPARENTLY, A TREE OR SOMETHING FELL ON THE SOUTH SIDE 
FENCE AND DAMAGED IT.

4571

0001247585 REPAIR REPLACE BULB/BALLAST IN 224, 226 & HALL 4200FLR02
0001287494 REPAIR REPLACE BURNED BALLAST 4202RM0125A
0001284596 SPRAY BUGS ( ON FRIDAY ONLY, PLEASE) 4200RM0736
0001274574 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN 138 4708RM0138
0001274572 REPAIR REPLACE BULB/BALLAST 4755RM0407A
0001259670 4708 / 1262 REPLACE DAMAGED CEILING TILES (2031) 4708RM1262
0001307510 REPAIR URINAL, NOT FLUSHING PROPERLY 4205RM0100U
0001314062 4755 / 304 PLEASE REPLACE BURNED OUT LIGHT BULBS 4755RM0304
0001314033 4631 /  RECERTIFY RELIEF VALVE ON AIR COMPRESSOR. (  4631
0001021363 REPLACE COUPLING ON INFLUENT LINE 4761
0001307712 CHECK, REPAIR LEAKS WHERE STAINED CEILING TILES ARE OUTSIDE OF 

RM 422
4202FLR04

0001307711 CHECK, REPAIR LEAKS WHERE STAINED CEILING TILES ARE OUTSIDE OF 
RM 608

4202FLR06

0001254127 REPLACE LIGHT SWITCH ( PER SAFETY FIND) 4391
0001259631 SPRAY FOR ANTS 4708RM0219
0001291065 INCREASE WATER PRESSURE ON BACK FLOW PREVENTER 4707RM0138D
0001304586 REPAIR OVER HEAD WATER LEAK,WATER COMING THROUGH THE LIGHT 

FIXTURE (   AWARE)
4201RM0614A

0001313843 CONNECT CABLE TO FIRE ALARM PANEL AND ADD PROGRAMING TO 
SIMPLEX PANEL TO ALL KEY CARD DOORS TO  MAKE DOORS UNLOCK 
DURING A FIRE ALARM

4707

0001313842 ELEVATOR STUCK ON 6TH FLOOR 4201-ELEV0003
0001247759 REPAIR LIGHT IN ROOM A109A . 4471RMA0109A
0001288815 CHECK OUTLET, USER SHOCKED (   AWARE) 4207RM0022
0001287386 REPLACE LIGHT OVER COMPUTER 4485RM0122
0001294459 LOW STEAM PRESSURE AT WIND TUNNEL 4732
0001310702 REPAIR BLDG. SIGN 4319
0001281325 4207 / 111 "LOCK-OUT/TAG-OUT" 480VAC DISCONNECT FEEDS 48VDC 

POWER SUPPLY,  TO BE REMOVED. LOCATED IN INL AREA EAST SIDE OF 
ROOM.

4207RM0111

0001274708 4609 / FIELD 1 REMOVE SHEET OF TIN FROM FIELD # 1 AT SOFTBALL 
FIELDS.

4609

0001274707 4487 / A100  4487 / A100 REPAIR PANIC BAR ON NORTHERN DOOR AT 
ENTRY TO 4487/A100

4487RMA0100

0001310680 CLEAN COBB WEBS AND DUST OFF OF WALLS O.S. OF ROOM18A 
(REYNOLDS) (   FAMILIAR)

4650

0001259960 4708 / 119 PLEASE SPRAY FOR ANTS. 4708RM0119
0001254257 CLEAN UP DAMAGED AIR FILTERS, B139 4619RMB0139
0001274581 REPAIR OVERHEAD CONDENSATE LEAK NEAR SAF3 IN S.E. CORNER OF 

RM E-1. SAFETY ISSUE.
4200RMG0001

0001271506 RELOCATE FLOOR OUTLET TO SOUTH WALL 4610RM1075
0001259954 4200 / ELEV 3 REPAIR LIGHTS 4200-ELEV0003
0001329995 4708 / 1254 PLEASE CHECK DOOR LOCK ON ROOM 1254.  OCCUPANT 

(    HAVING TROUBLE OPENING THE DOOR WITH HIS KEY.
4708RM1254

0001263645 PIPES LEAKING IN THE JANITOR CLOSET 4727RM0105A
0001256907 REPAIR  LIGHT  IN  HALL  NEAR E22  AT  COKE  MACHINE  > 4481FLR01
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0001256901 PLEASE REMOVE WOODEN PALLETS ON THE SOUTH SIDE OF THE 

BUILDING.
4653SOUTH

0001021359 REPAIR ELEVATOR (DOORS NOT CLOSING) (  4572
0001284406 REPLACE DEFECTIVE BACK FLOW PREVENTER 4663RMB0010
0001259642 4705 /  NEED WORK ORDER TO REPAIR STEAM VALVEIN OVERHEAD IN 

E12 EQPT. ROOM NO. A200UPSTAIRS.
4705RMA0200

0001254255 REPAIR LIGHT, B141 4619RMB0141
0001254249 REPAIR DAMAGED CEILING TILE, 164E 4619RM0164E
0001254136 PLEASE REPLACE BURNED OUT LIGHT BULBS 4755RM0220
0001320654 DOOR0001 ON THE NORTH SIDE OF THE HIGH BAY NEEDS THE SAFETY 

STRIP ON THE BOTTOM EDGE OF THE DOOR REPAIRED.   POC
4655

0001326965 REGLUE CARPET 4200RMG0035
0001326962 REPAIR/ REPLACE BULB/ BALLAST IN HALL O.S. OF ROOM 109 (  4650FLR01

0001330016 CHECK LEAKING CONDENSATE PUMPS 4610RMB0101
0001260106 STEAM VALVED OFF IN BASEMENT B WING 4487
0001324123 LOST POWER (   AWARE) 4485RM0132
0001259945 4201 /  3TD FLOOR LADIES RM 1ST COMMODE STOPPED UP (  4201RM0303A
0001259933 4621 / OUTSIDE REPAIR DAMAGE TO METAL SIDING ON WEST WALL. 2326 4621

0001260058 CHANGE AIR HANDLER 11 IN EQUIPMENT ROOM E4 (PULLAM) 4610-AH0011
0001260050 UNSTOP SINK IN JANITOR'S CLOSET ROOM A213B 4705RMA0213
0001259922 4705 / E-4 REPAIR DOORS SO THE WILL REMAIN SHUT. MAY NEED A SLIDE 

BOLT ON LEFT SIDE DOOR. 2331
4705RME0104

0001260044 4491 / 129 REPAIR OR REPLACE LOOSE FLOOR TILES. 4491RM0129
0001324112 REPAIR REPLACE BULB/BALLAST 4202RM0606B
0001323437 ADJUST #5 FIRE DOOR ( SEE USER FOR LOCATION) 4600
0001320534 CLEAN MILDEW OFF OF SPRAY HEADS/COVERS/BOWL ON SHEW0007 4761-SHEW0007
0001259928 4707 / 123A E-6--EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 

ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-RECPT MOUNTED ON 
STEEL COLUMN, NORTH SIDE OF AH0032, NEAR THE FLOOR

4707RM0123A

0001320648 REPAIR LIGHTS IN E 2. 4485RM0124
0001320647 OUTSIDE STEAM PITS HAVE GRATE TYPE LIDS ALLOWING RAIN WATER 

TO FILL THE PIT.
4655-1

0001259921 4705 / E-1 RESOTRE LIGHTING IN E-1. 4705RME0101
0001320676 PUMP OUT STEAM PITS 4655-1
0001314135 REPAIR DAMAGED CEILING AND GRID 4708RM0127
0001281599 4200 /  G3 LADIES RM LAST COMMODE SEAT LOOSE (  4200RMG0003
0001314104 REFASTEN DOOR STOP TO  O.S. DOOR ON S.E. SIDE OF BLDG. 4539SOUTH
0001314101 REPLACE BULB IN CEILING LIGHT 4666RM0250B
0001314097 CLEAN OUT CONTAINMEMT 4583A
0001260246 REPLACE ELECTRICAL OUTLET ON WEST WALL 4663RMC0121
0001256899 POC:    @ 4-8154.  REPAIR EXIT SIGNS THAT ARE NOT 

WORKING ABOVE NORTH & SOUTH DOORS.
4676

0001256897 POC:    @ 4-8154. PAINT PIPE SUPPORTS FOR LN2 
TRAILER FILL LINES NEAR DEWAR FILL PANEL.

4659

0001247859 SPRAY FOR ANTS 4610RM2054A
0001330002 REMOVE SOME OF THE LIGHT BULBS IN THE FAR LEFT CORNER OF THE 

ROOM, TOO BRIGHT
4485RM0114

0001247690 SPRAY FOR ANTS 4200RM0152
0001247577 4540 W /  INSULATE AROUND  VALVE AND PIPE ON SHEW 0002 (  4540-SHEW0002
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0001251328 ADJUST WATER PRESSURE TO COMMODES 4202RMB0115
0001251327 REPAIR STEAM HEATER #BB188 4619RM0146
0001267610 4666 /  R M 253 REPAIR LEAKING FAUCET (  4666RM0253
0001267533 REPAIR SLOW DRAINING SINK.RMB27 4705BSMT
0001281391 RESTORE WATER TO SHEW 0001 4657-SHEW0001
0001281384 REPLACE LIGHT BULBS OVER DESK IN ROOMS 3049, 3080, 3072. 4610FLR03
0001281379 REPLACE PRESSURE RELIEF VALVE AND REPAIR LEAKS IN STEAM 

STATION.RE INSULATE.RM. 102
4649

0001287491 REPAIR LEAK ON STEAM VALVE AT STATION IN E-1 4561RM0104
0001287572 SPRAY FOR ANTS 4492RM0191
0001284425 SPRAY BUSH FOR BEES (USER IS IN RM 354) 4481SOUTH
0001284421 REPAIR LEAKING STEAM HEATER 4703
0001281306 CHANGE FILTER IN ICE MACHINE ON THE 4TH FL00R 4202FLR04
0001281276 SPRAY FOR ANTS 4610RM5033
0001281265 REPLACE FLEX CABLE ON ROLL UP DOOR 4531
0001291129 NO WATER TO 2ND SINK 4610RM1035A
0001291121 CHECK POSSIBLE CONDENSATE LEAK 4707RM0138D
0001291114 UNSTOP HANDICAP COMMODE (  4203RM4006
0001291067 REPAIR/ REPLACE BULB/BALLAST OVER DESK 4200RM0206
0001281685 PLEASE SPRAY THE KNATS SWARMING THE ROOM - COMING FROM THE 

WALLS
4494RM0002

0001294144 UNSTOP SINKS IN MENS ROOM, LADIES ROOM AND KITCHEN ON SIXTH 
FLOOR

4203FLR06

0001301069 REPAIR LEAKING HOT WATER PUMP 4570RMB0010
0001307743 REPAIR CRACK IN SIDEWALK SOUTHEND (  4201SOUTH
0001304577 REPAIR LEAKING POTABLE WATER VALVE IN RM E-2 CEILING 4656RM0118
0001314093 4646 / 103 REPAIR LIGHTS 4646RM0103
0001247720 NO POWER ON N.WEST HIBAY SLIDING DOOR 4708FLR01
0001281744 REPAIR, REPLACE LIGHT SWITCH, GETS HOT AND SPARKS WHEN 

TURNED OFF (   NOTIFIED)
4487RMC0203

0001307787 4618 / E 201 REPAIR BULBS/BALLAST 4618RM0201
0001307783 4475 /  UNSTOP FLOOR DRAIN IN ROOM 115 4475RM0115
0001247919 RESET BREAKER 4487RMB0101C
0001247896 ADJUST EAST ENTRANCE DOOR, NOT LATCHING PROPERLY (  4494EAST

0001247892 REATTACH ASTRAGAL STRIP ON DOOR #12, N.E. LOADING DOCK 4481FLR01
0001247884 LABEL PNL'S 0064 & 0061 & CIRCUITS OUTSIDE RM 1504 4612FLR01
0001251272 CHANGE BULBS OVER DESK AND ADD ADDITIONAL LIGHTING 4251RM0002
0001251261 REPAIR LIGHT FIXTURE (  4487RMA0130
0001274706 REPAIR OVER HEAD LEAK ( NOTIFIED  4487RMC0200
0001274696 REPAIR CONTINUOUSLY RUNNING COMMODE 4207RM0019
0001274660 REPAIR REPLACE BULB/ABALLAST 4600RM2403
0001254234 UNCLOG HANDICAPPED STALL 4203RMB0001A
0001254191 UNSTOP SINKS 4471RMA0112
0001267457 CHECK, REPAIR ROOF LEAK NEAR FREIGHT ELEV, AT CROSS WALK 

FROM AWING TO BWING, 2ND FLOOR (   AWARE)
4663FLR02-A

0001301025 PAINT AND RESTENCIL WEIGHTS IN NORTHSIDE O.S. HIBAY 4483NORTH
0001300995 4708RM137A /  REPAIR LEAK ON SINK DRAIN. (  4708RM0137A
0001267396 CHECK, REPAIR ROOF LEAK, SAGGING TILES( NOTIFIED  4200RMP0106
0001267373 REPAIR LEAK COMING FROM WALL AT COMMODE 4666RM0253
0001267244 LADY LOCKED IN BATHROOM (NOTIFIED  4494RM0004
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001267241 PULL IN A REDUNTANT GROUND WIRE IN A109D FROM PANEL ACP-3 TO 

BELL SOUTH RACKS
4663

0001291089 REPAIR BROKEN  EXIT ARM ON C1 GATE (HIGGENBOTTAM) 4566
0001300990 UNSTOP COMMODE 4600RM5006
0001300989 UNSTOP SECOND COMMODE 4200RM0817
0001300949 RESET BREAKER 4202RM0420
0001300940 REPAIR/ REPLACE HOT WATER HEATER (  4650RM0010A
0001300934 INVESTIGATE DEAD ANIMAL SMELL 4708RM0101A
0001300918 NO POWER TO OUTLETS (   NOTIFIED) 4663RMC0118
0001301239 REPAIR EMERGENCY EXIT DOOR IN ROOM 122 4485RM0122
0001300975 CLEAN FLOOR AROUND EQUIMENT   SHOP 4650FLR01
0001267516 VACCUM WATER FROM CARPET AND EMPTY RECEPTACLE. 4203RM6415
0001344883 OUTSIDE E4 /  LEAKING STRAINER 4707
0001251332 UNSTOP SLOW DRAINING SINK (POC  4249RM0151A
0001338081 REPLACE DAMAGED CEILING TILES (2031) 4610RM2091
0001338080 REPLACE DAMAGED CEILING TILES (2031) 4610RM2085
0001320628 CHECK CEILING VIBRATION O.S. OF ROOM 4200RM0420D
0001287404 PICK UP TWO 450 GALLON WATER TANKS WITH GREENWAY'S SUPPORT 

(CONTACT   OR   
MSFC

0001287400 REPAIR EMERGENCY LIGHT (BEEPING AND FLASHING) 4493RM0111A
0001287271 REPAIR HANDLE ON EW 0002 REPLACE MISSING NUT ON HANDLE 4755-EW0002
0001300892 4610 /  E2EQUIPMENT ROOM . UNSTOP FLOOR DRAIN. (  4610RMB0100
0001267357 4487 BC 142 REPAIR LIGHTS OUTSIDE DOOR CHECK WITH  4487-BCWING
0001338051 MOVE TOMBSTONE CLOSER TO DESK 4202RM0325
0001338050 REGLUE RUBBER BASEBOARD 4202RM0312
0001253971 UNSTOP FIRST COMMODE (DISGUSTING) 4708RM0241
0001260176 4707 SEWER ALARM WEATHERS CHECKING 4707
0001330028 4201 /  MENS RM B13 1ST COMMODE STOPPED UP (  4201RMB0013
0001253989 SPRAY FOR ANTS 4487RMB0273
0001253981 PATCH HOLES AND PAINT (  4491RM0114
0001254233 REPLACE FALLEN CEILING TILE IN FOYER 4493FLR01
0001254226 REMOVE TIME CLOCK IN VALVE SHOP 4650RM0022
0001263675 REPAIR BLIND ON WEST DOOR SO IT DOESN'T MOVE 4251
0001326866 4666-ROOF0001 /  CLEAN OUT ALL THE GUTTERS ON THIS SECTION . 4666-ROOF0001
0001254061 REPLACE SCREEN ON WINDOW 4494RM0010
0001332969 4315 / 101 MILDEW ODOR IN LOBBY 4315RM0101
0001332968 4200 / 348A CEILING TIE LOOSE 4200RM0348A
0001332935 UNSTOP COMMODE ROOM 101D 4705RM0101D
0001254306 REPLACE COMMODE SEAT IN 1ST STALL 4200RM0613
0001278302 4202 /  SOUTH HALLWAY FOUNTAIN ON 6TH FLOOR LEAKING AT STOP 

VALVE
4202FLR06

0001281614 UNSTOP COMMODE (  4708RM1119
0001278299 4749 /  PUT POTABLE WATER BACK ON LINE (  4749
0001281604 UNSTOP SINK (  4201RM0405
0001345079 FIX LEAKAGE AROUND WINDOW TO PREVENT MILDEW 4705RMA0217B
0001338282 4727 / ALL BLDG SPRAY ENTIRE BUILDING AROUND INSIDE WALLS AND 

CUBICLE WALLS FOR SPIDERS.  PLEASE CALL A DAY IN ADVANCE SO 
THAT A NOTICE CAN BE SENT OUT TO ALL IN THE BUILDING WHO MIGHT 
BE SENSITIVE TO THE CHEMICAL SMELL OF THE SPRAY.

4727

0001335797 REPAIR  BROKEN DOOR HANDLE TO   BLDG. (  4244
0001287298 SPRAY FOR BEES AND WASPS 4252
0001287294 MENS RM SINK DRAINS SLOW 4202RM0115
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001287291 2ND FLOOR NORTH HALLWAY FOUNTAIN LEAKING AT  STOP VALVE 4202FLR02
0001287290 JANITORS CLOSET RM229 FAUCET LEAKING ON HW SIDE 4202RM0229
0001338088 .N. REMOVE FENCE POST & ORANGE PLASTIC FENCING. NORTH SIDE OF 

BUILDING.
4207NORTH

0001338076 REPLACE DAMAGED CEILING TILES (2031) 4610RM2089
0001242320 RESET TRIPPED BREAKER 4485RM0132A
0001260017 GATE C-1 AND C-6  SECURITY REPORTS GATES C-1 AND C-6 HAVING 

PROBLEMS WITH LIGHTING.    NOTIFIED.
4666

0001251319 4200 / 100 ONCE AGAIN, IT`S TIME TO FIX THE WOODEN STRIPS BETWEEN 
THE PAVERS ON THE DECKS AROUND 4200.

4200NORTH

0001338075 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE RM. 3015A 
(2031)

4610RM3015A

0001326877 4566 /  REPAIR LEAK ON POTABLE WATER HOSE BIB IN E-1 EAST WALL 
(   

4566RM0114

0001326873 4650 /  STOPED UP SINK IN ROOM 30A (  4650RM0030A
0001251312 4203-ROOF0001 /  REPLACE CEILING TILES OUTSIDE OF ROOMS 6132, & 

6133. (   
4203-ROOF0001

0001335745 REPAIR BROKEN COMMIODE SEAT IN LRR NEXT TO ROOM 306 4200FLR03
0001327109 UNSTOP HANDICAP COMMODE 4203RM3006A
0001320638 SEAL OFF EAVES OF BLDG TO PREVENT BIRDS FROM ENTERING BLDG 4624
0001291125 REPLACE FLOURESCENT BULBS 4707RMT0112A
0001313884 STEAM VENT OVERFLOW IS RUNNING 4483EAST
0001310645 SPRAY FOR ANTS IN ROOMS 100-113 4619FLR01
0001307603 RESTORE POWER DURING   STEAM/ELECTRICAL OUTAGE ON 

4/29/06 FROM 6AM - MIDNIGHT
4660

0001294544 SPRAY BBQ PIT AT PICNIC PAVILION FOR BEES 4743
0001294490 TURN ON WATER TO UPPER PLAYGROUND 4494
0001294471 NEEDS POWER ENTRY WHIP TO PANELS FOR MODULAR FURNATURE IN 

THE NW CORNER OF THE ROOM
4200RM0610

0001301048 PAINT OUTSIDE RM 114 (  4566RM0114
0001327167 CHECK VENTS FOR SOOT AND BLACK PARTICLES BLOWING OUT IN THE 

122, 188 AREA
4202FLR01

0001294454 REPAIR/ REPLACE BULB/BALLAST OVER FURNITURE IN ROOMS 3309 AND 
3310

4203FLR03

0001294246 SPRAY FOR TERMITES 4207RM0106A
0001294214 REPAIR OR REPLACE DAMAGED GAURD RAIL AT C-6 GATE ( 

  
MSFC

0001242162 REPAIR BROKEN WATER PIPE IN BACK PLAYGROUND 4494
0001242161 SPRAY FOR ANTS IN HALLWAY NEAR ROOM 5001 4610
0001242383 4487 / C219 MODERATE LEAK UNDER SINK IN MEN`S ROOM.  ONLY LEAKS 

WHEN WATER IS TURNED ON.  LEAK SEEMS TO BE ON SUPPLY SIDE, NOT 
DRAIN.  I MARKED SINK "OUT OF ORDER",  BUT THIS NEED TO BE FIXED 
PRETTY SOON.

4487RMC0219

0001320494 4207 /  REPAIR ROOF LEAK OVER RM. 152.   IS FAMILIAR. (  4207RM0152
0001320466 MODIFY CHWP0001 MOTOR BASE TO ELIMINATE  UNISTRUT LOCATED IN 

E1 SOUTH SIDE OF BUILDING (PT&I FIND)
4464-CHWP0001

0001287554 UNSTOP SINK 4202RM0535A
0001021294 REPAIR REPLACE BULB/BALLAST 4755RM0402
0001287511 REPAIR DOWN INDICATOR LIGHT ABOVE THE DOOR ON ELEV0002, ON 

THE 9TH FLR
4200-ELEV0002

0001287326 REPLACE MISSING PANEL ON SIDE OF WATER FOUNTAIN NEAR RM 319 4202FLR03
0001287324 REPAIR EAST END ELEVATOR, INOPERABLE 4755-ELEV0002
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001263636 RESECURE COVER ON ROOF FAN OVER ROOM 267. 4481-ROOF0001
0001253955 RESECURE METAL SIDING ALL AROUND BUILDING. 4348
0001253970 REPAIR REPLACE BULB/BALLAST OVER TABLE, RM IS DARK 4203RM4113
0001281708 4760 /  REPAIR CONTROLS FOR HV0010 SO THAT THE STEAM WILL GO ON 

AND OFF WITH THE BLOWER.
4760-HV0010

0001281703 4610 / 2062D PLEASE PAINT OUT SPACES 29, 30 AND 46 (GOVERNMENT 
VEHICLE/ASSIGNED GOV VEHICLE) IN FRONT OF BUILDING 4610.

4610RM2062D

0001281398 CHECK BREAKER , KEEPS TRIPPING OUT, MACHINE IS WIRED FOR 4.8 
AMPS AND BREAKER IS A 30 AMP ( NEED ASAP TO COMPLETE TRAINING 
ON MACHINE)

4711RME0180

0001256918 REPAIR REPLACE EMERGENCY LIGHT  IN TUNNEL 4566-LTS0017
0001284444 UNSTOP COMMODE. 4650RM0016
0001281357 REMOVE OLD ACMP FROM BEHIND FUELOIL STATION INSIDE BLDG. 4660
0001291133 REPAIR/ REPLACE LIGHTS IN MIDDLE STAIRWELL AND IN HALL FROM 

BASEMENT TO FIRST FLOOR NEAR ROOM 125
4708NORTH

0001274586 4760 / 102 STEAM LEAK ON TANK 72 4760RM0102
0001254365 REPLACE DIRTY CEILING TILES 4200RM0910A
0001254351 RELOCATE ELECTRICAL OUTLETS (CONTACT   FOR 

INSTRUCTIONS AT  )
4727

0001254308 REPLACE BALLAST IN WEST SIDE HIBAY 4703WEST
0001256955 UNSTOP SLOW DRAINING SINK 4666RM0216
0001254034 UNSTOP COMODE MENS RM  1ST FLOOR RM116 4674RM0116
0001021284 REPAIR ROOF LEAK IN 4244 ANNEX, RM 119 4244RM0119
0001021255 REPAIR SINK WATER VALVES THAT AREN`T WORKING. 4659RM0013
0001324110 INVESTIGATE WATER RUNNING UNDERNEATH WALL FROM O.S. TO 

INSIDE OF BLDG.
4480

0001320564 STEAM LEAK BETWEEN FRONT DOOR AND HIBAY DOOR ON THE SOUTH 
SIDE OF BLDG. NEUTRA BUOYANCY SECTION WHERE PIPE GOES INTO 
GROUND

4705

0001314025 REPAIR EAF000, INOPERABLE 4572-EAF0001
0001239146 REGLUE BASE BOARDS 4471RMA0109F
0001320618 REPLACE BALLAST IN FLOURESCENT LIGHT 4481RM0102A
0001320616 CHECK NOISE ABOVE THE CEILING 4200RM0516
0001307536 4203 / B200A --REMOVE MATERIALS FROM EQUIPMENT ROOM AND STORE 

PROPERLY-
4203RMB0200A

0001307535 4203 / B200 --HAVE DOOR UNLOCKED OR PROVIDE A FAIL SAFE METHOD 
TO UNLOCK DOOR IN THE EVEN OF SEVER WEATHER WARNING. - 4203RMB0200

0001317433 4353  /  REPLACE RELIEFVALVE ON HOTWATER HEATER,E1 (  4353RM0114
0001314399 ADJUST COUPLING ON SUMP003B LOCATED IN E7 BASEMENT OF 

BUILDING
4708-SPMP004B

0001314168 REPLACE LIGHT IN GYM 4315RM0104
0001247880 REPAIR LIGHTNING RODS (CALL FOR ACCESS  8306
0001278273 PATCH HOLE IN CONCRETE WALL AT 1ST FLOOR A-WING EAST END-SEE 

  FOR EXACT LOCATION
4487FLR01-A

0001274726 4707 /  REPAIR HOLES IN BRICK WALL -NORTHWEST (  4707
0001274592 REPLACE BULBS/BALLASTS (  4613RM0100
0001313963 REPLACE STAINED CEILING TILES 4244RM0114
0001313961 REALIGN CEILING GRID AND REPAIR CEILING 4619RM0215
0001313960 REPLACE STAINED CEILING TILES 4760RM0111
0001260103 4708 RM 1109 /  COMMODE LEAKS WHEN FLUSHED. (  4708RM1109
0001259916 REPAIR 2 CARPET VACUUMS IN ELECTRICAL SHOP ROOM 19C 4650RM0019
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001259852 REPAIR LEVER ON TOILET IN THE LADIES ROOM - GETS STUCK FLUSHING 4627

0001260104 4708 RM.165 /  REPAIR HANDLE ON URINAL. (  4708RM0165
0001248079 REPAIR LEAKING WATER FOUNTAIN 4202FLR01
0001248071 WATER CLEAN UP (  4200RMG0001
0001248055 RESTORE POWER TO RM 408C RECEPTACLES. J.   NOTIFIED. 4200RM0408C
0001248061 UNSTOP 2ND COMMODE 4487RMB0285L
0001247906 POC:    @ 4-9460.  REPLACE BULB OR REPAIR EXIT LIGHT 

THAT ISN`T WORKING.
4648RM0106

0001260091 4705 / LOW-BAY STRIP PAINT OFF THE HOOK ON CRN0007 FOR DYE 
CHECK. ( PAINTERS)   FAMILIAR.

4705-CRN0007

0001254066 UNSTOP SLOW DRAINING SINK 4244RM0101
0001247598 TIGHTEN LOOSE COMMODE SEATS 4493RM0137
0001247593 SPRAY FOR ANTS 4610RM1081A
0001274830 REPAIR/ REPLACE BULBS/BALLASTS IN CUBICLES 4208, 4209 AND 4211 

(   
4203FLR04

0001274819 PAINT OVER TRANSIT VEHICLE SPACE IN N.E. PARKING LOT (SEE USER 
FOR DETAILS)

4619WEST

0001274789 REPAIR BASEBOARD NEAR COKE MACHINE 4619RM0130
0001274788 REPAIR/ REPLACE BULBS/BALLASTS ( A SECTION OF LIGHTS ARE OUT) 4494RM0020
0001271568 REPLACE INTERCOM POWER SUPPLY 4628
0001259774 HUMIDIFERS-HOT WATER POURING OUT ONTO FLOORS 4619RM0168
0001259764 SAW CUT ASPHALT CORNER MORRIS AND MERCURY - CLINNARD 

FAMILIAR
4493

0001254164 STEAM LEAK IN E-2.   NOTIFIED 4650RM0126
0001253976 4708 / 122 EMERGENCY LIGHT FOR POWER FAILURES DOES NOT WORK.  

REPLACE WITH NEW UNIT.
4708RM0122

0001294236 REPLACE BALLASTS NEAR ROOM 242 4201FLR02
0001310600 REPLACE THERMOSTAT AND COVERS ON NORTH WALL (  4202RM0127
0001307816 REPAIR REPLACE EMERGENCY LIGHT 4755RM0110C
0001307804 REPAIR ANTISKID ON STEP AT BACK OF BLDG. / WEST END STAIRWELL 4610WEST

0001307799 REPAIR HANICAP ELEVATOR ON THE EAST SIDE OF BLDG., INOPERATIVE 4663EAST

0001327217 UNSTOP SINK 4471RM0178A
0001327141 REPLACE STAINED, MOLDY CEILING TILES 4610RMC0100
0001327081 REMOVE TRASH AND CLEAN FLAME PIT 4572
0001239060 PAINT IN  THREE GOVERNMENT VEHICLE PARKING SPACES IN N.E. 

CORNER OF PARKING LOT
4202NORTH

0001239043 CALIBRATE PH METER AND FLOW METER AT MANHOLE 39 (ATTENTION:  
SHAUN TAHERPOUR)

4761

0001239023 INSTALL EXTENSION ON DRAIN (  4205-SHEW0008
0001327108 UNSTOP COMMODE (  4666RM0253A
0001301194 UNSTOP DRAIN ON N.W. BOUYANCY 4705
0001239018 INSTALL EXTENSION ON DRAIN (  4205-SHEW0003
0001247782 CHANGE OIL IN SERGEANT WELCH PUMP 4571
0001287210 4619 / 147C PRIME BARE METAL FRAME AND STRUCTURES IN 

REVERBERANT CHAMBER TO PREVENT RUSTING.
4619RM0147C

0001284474 THERE IS SCRAP INSULATION IN THE FLOOR IN E-1, AND IN THE 
HALLWAY OUTSIDE E-2.

4570RMB0055

0001260157 INSTALL AIR VENT VALVES ON SAF COILS 4493RM0155
0001267312 REPAIR LEAKING COMMODE 4727RM0105
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001267332 ADJUST CARD READER DOOR AT STAIRWELL, NOT LATCHING 4572FLR01
0001239206 REPAIR/ REPLACE CEILIG LIGHT IN HALLWAY NEAR ROOM 167 4353
0001239232 RESTORE POWER TO COMPUTERS 4200RM0101A
0001248002 4650 /  REPLACE WEATHER STRIPING ON SLIDING DOORS MIDDLE HIGH 

BAY
4650

0001247995 4703 / OPEN REPAIR LIGHTS EAST SIDE OF BUILDING 4703EAST
0001260144 4202 /  REMOVE 2  3`X5` CONCRETE PADS NEXT TO NEW COMPRESSORS. 

RM.B100
4202RMB0100

0001247963 REPAIR, ADJUST DOOR , NOT OPENING PROPERLY 4708RM1110B
0001260263 REPAIR DRAIN ON BACK FLOW PREVENTER (  4566RM0147
0001259965 4476-ROOF0001 /  COVER HOLE WHERE SMALL ANIMALS ARE GOING 

UNDER BUILDING . (   
4476-ROOF0001

0001260140 4708 / 153 MECHANICAL CHASE--REPAIR/REPLACE INOPERATIVE 
EMERGENCY LIGHTS-

4708RM0153

0001260137 4708 / 138D --REINSULATE PIPING TO PROTECT PERSONNEL THROUGH 
ENGINEERING CONTROLS (PIPING INSULATION).-

4708RM0138D

0001256841 CLEAN UP TRASH & DEBRIS ON THE S.E. SIDE OF BLDG. 4492
0001256840 CLEAN UP EQUIPMENT RM 102 4492RM0102
0001247851 LOOSE TOILET SEAT IN MEN`S ROOM. 4207RM0126
0001259974 4755 / 402 MENS ROOM--REPAIR/REPLACE INOPERATIVE EMERGENCY 

LIGHTS-EMERGENCY LIGHT INSIDE MENS ROOM INOP.
4755RM0402

0001256873 REPAIR REPLACE BULB/BALLAST (  4487RMB0211
0001256870 DELIVER PAINT BOOTH WATER FROM 4640 TO 4761 4640
0001254376 REPAIR GARBAGE DISPOSAL 4494RM0005
0001274859 LADIES RM 626 MIDDLE SINK TRAP LEAKING 4201RM0626
0001274766 THERE ARE SEVERAL FLOOR TILES THAT ARE MISSING OR DAMAGED ,  

WE WOULD LIKE TO HAVE THEM REPLACED.
4663RMC0183

0001274848 MIDDLE COMMODE IS CLOGGED. 4487RMC0219
0001274638 SEAL RIDGE FLASHING WEST END OF ROOF. 4492-ROOF0001
0001239013 SEWER ALARM ACTIVATED. NOTIFIED   AND   

 
4707

0001239136 REPAIR PHTOCELL FOR SOUTH OUTSIDE LIGHT, LIGHT STAYS ONIN THE 
DAYTIME

4315

0001254011 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN NORTH HALLWAY 
ON THE SECOND FLOOR

4708FLR02

0001287616 REPAIR CHILLED WATERLINE LEAKING IN OVERHEAD. IN E2 EQPT.ROOM 
NO B0002 BASEMENT B WING.

4663RMB0001

0001259794 4732 POWER PROBLEM   NOTIFIED 4732
0001256939 REPAIR ELEVATOR NEAR ROOM B159L/ INOPERABLE 4487RMB0159L
0001256924 REPLACE BULBS 4200RM0149I
0001281500 REPLACE LIGHT IN THIRD FLOOR STAIRWELL/ WEST SIDE 4755FLR03
0001281484 FIRST COMMODE CONTINUOSLY RUNNING 4487RMB0209L
0001251271 REPAIR LOOSE BROKEN FLOOR TILES ALONG THRESHHOLD OF 

EXTERIOR DOUBLE DOOR. NOTE : ASBESTOS HAZARD.
4207RM0140

0001247812 SINK IN BREAK AREA BACKED UP AND SPILLS OUT INTO FLOOR 4561RM0110
0001247811 REPLACE DOOR HANDLE ON EXIT DOOR WEST SIDE 2ND FLOOR 4561
0001267614 REPAIR/ REPLACE ELECTRICAL OUTLET 4203RM6200
0001259987 VERIFY KW METER #12 CURRENT READINGS. METER IS LOCATED MDP 

SWITCHGEAR.
4663RMB0001

0001259851 4483 / SHED REPAIR COLLISION DAMAGE TO DOWNSPOUT AND ROOF 
FLASHING ON S.E. CORNER OF TAXI SHED. 2325

4483

0001247790 FREIGHT ELEVATOR #5 NOT LEVEL NEEDS ADJUSTMENT 4610
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001247777 REMOVE PALLATS FROM ALLEY BETWEEN B AND C-WING ON MONDAY 

(LARGE EQUIPMENT INSTALLATION OVER THE WEEK-END )
4663

0001260025 SEWER ALARM.   AND   NOTIFIED. 4707
0001251330 THE FLOOR TILE INSIDE THE DOOR TO C101 IS BREAKING UP AND NEEDS 

TO BE REPAIRED.
4705RMC0107

0001259739 4436 / E-1 --CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 
PREVENT FUTURE LEAKAGE-

4436RM0102

0001320487 REPAIR LIGHT AT TOP OF STAIRS OUTSIDE EAS END OF BLDG 4619EAST
0001320486 REPLACE DAMAGED CEILING TILE IH HALL OUTSIDE OF RM 127 4619FLR01
0001320458 4628 / 131,127, REPLACE 5 LIGHTS 4628FLR01
0001320476 RELAMP CAR CALLS IN ELEV0001 (  4200-ELEV0001
0001320454 4628 / 109,107 REPLACE 2 LIGHTS 4628FLR01
0001317466 REPLACE MISSING CEILING TILES NEAR RM 1307 4612FLR01
0001317464 DRAIN FUEL PIT BETWEEN A AND B WINGS 4663
0001317439 REPAIR ELEV0001, STUCK ON THE 1ST FLOOR. INOPERABLE 4600-ELEV0001
0001307625 4665 / OUTSIDE DUE TO A SAFETY INSPECTION TUESDAY, MAY 9, 2006, 

PLEASE HAVE PEST CONTROL SPRAY FOR FIRE ANTS AND TERMITES.  
THERE ARE MANY FIRE ANT MOUNDS THROUGHOUT THE PREMISES.

4665

0001301235 4205-M_2-WTRDET  MOISTURE DETECTION ALARM IN ALARM AT 4205.  J. 
MCCAGHREN NOTIFIED.

4205

0001297975 TURN OFF STEAM VALVE TO BLDG 4620
0001297958 REPAIR REPLACE BULB/BALLAST 4708RMB0027C
0001297942 REPACK VALVE ABOVE HOT WATER TANK (  4610RMB0100
0001297940 SUPPORT   BY RESTORING POWER AFTER FLAMMABLE 

PAINTING AT OR AROUND MIDNIGHT ON 4/22/06
4660

0001278258 RELOCATE HOPPERS FROM WEST TEST AREA TO 4640 MSFC
0001307701 REPLACE LEAKING FAUCET (  4612RM1013
0001307572 UNSTOP COMMODE IN MENS RM 13 4659RM0013
0001294440 4202 /  JANITORS CLOSET 329 SINK LEAKING AT TRAP 4202RM0329
0001294439 4202 /  MENS RM 330 1ST COMMODE STOPPED UP (  4202RM0330
0001294426 4473 /  ;REPAIR SEAT ON COMMODE (  4473
0001294425 4473 /  ;REPAIR HANDLE ON DOOR TO RESTROOM (  4473
0001294424 4705 / B119 STEAM COIL ON DEGREASER TANK MAKING LOUD NOISE. 4705RMB0119
0001259890 4201 /  6TH FLOOR JANITORS CLOSET SINK DRAINS SLOW (  4201RM0620
0001294162 REPAIR DOOR HANDLE ON DOUBLE DOORS INSIDE OF ROOM 4493RM0149
0001238961 REPAIR DOOR, WON'T SECURE ON THE EAST ENTRANCE 4482EAST
0001320754 4600 / ROOF INSTALL NEW FILTERS IN ERU-2. 2026 4600-ERU0002
0001231439 NO POWER TO CUBICLE 4203RM6429
0001231410 REPAIR EXTENSION CORD STRAIN RELIEF IN MACHINE SHOP (   

FAMILIAR)
4650FLR01

0001327182 4610 ROOM 3089A LOST POWER LUDLOW CHECKING 4610RM3089A
0001327126 4487 /  RE LAMP RM. A001. E 9. 4487RMA0001
0001324079 REPAIR ELEVATOR 4610-ELEV0003
0001235198 CLEAN OUT TRASH UNDER ELEVATOR 4619 BASEMENT.  CONTACT  

 
4619BSMT

0001307777 REPLACE BALLAST 4200RM0828T
0001278284 REPAIR LIGHT IN 2ND. FLOOR ELEV. LOBBY. 4201FLR02
0001274805 4200 / 812E REMOVE EIGHT (8) HEAVY METAL STAKES FROM BEHIND 

DOOR FOR DISPOSAL.  CONTACT OWNER,  FOR 
QUESTIONS (544-2361).

4200RM0812E

0001324089 SPRAY FOR ANTS 4600RM2315
0001314142 REPAIR LIGHT IN RM. 624B  (2013) 4201RM0624B
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001313929 4761 /  CLEAN MOLD AND DIRT OFF OF EYEWASH NOZZLES   AND COVERS 

ON SHEW0001 (   
4761-SHEW0001

0001281693 4202 EAST HAND RAIL LOOSE NEEDS REPAIR OR REPLACED 4202EAST
0001281667 4612 / 1300HALL THE LEAK IS IN THE MIDDLE OF THE 1300 HALLWAY 

BETWEEN ROOM 1307 AND 1308.  THERE IS A BLUE TRASH CAN UNDER 
THE LEAK COLLECTING WATER AND A YELLOW WARNING SIGN.

4612RM1300

0001259887 4202 /  2ND FLOOR JANITORS CLOSET  SINK LEAKING AT PO (  4202RM0229
0001254344 4705 /  BY DOOR TO B215--REPAIR/REPLACE INOPERATIVE EXIT SIGN- 4705RMB0215
0001254329 4663, BILLY RAYS GRILL EXHAUST FAN IS NOT WORKING.J.   

NOTIFIED.
4663RMA0107

0001307708 REPLACE LIGHT IN STAIRWELL NEAR ROOM 3058 (  4610FLR03
0001259883 4203 /  3RD FLOOR LADIES RM MIDDLE SINK DRAINS SLOW (  4203RM3001A
0001254348 4705 / C101 -DP1-REPAIR/REPLACE BROKEN ELECTRICAL PANEL LATCH- 4705RMC0101
0001247949 C-1 GATE TO TEST AREA  LIGHT BULB OUT ON GATE PER SECURITY.  

ELECTRICIANS NOTIFIED.
4666

0001247699 4316-ROOF0002 /  REPAIR PERIMETER FLASHING. (  4316-ROOF0002
0001231552 4600 / 3006 & 7 IN RESTROOMS 3006 AND 3007 REWORK ALL SOAP 

DISPENSER INSTALLATIONS WITH NUT LOCKING DEVICES TO PREVENT 
ATTACHMENT LOOSENING (SOAP BOTTLE SPINS WHEN REMOVING 
DISPENSER PUMP FOR REFILL).

4600FLR03

0001231487 REPAIR REPLACE BALLAST 4353RM0158
0001231486 REPAIR REPLACE BULB/BALLAST IN TUNNEL 4566
0001231485 REPAIR TIMER ON LIGHTS 4202RM0429
0001231389 SPRAY FOR ANTS IN CUBICLE #2 4708RM1210
0001231383 REPLACE BALLAST IN HALLWAY NEAR ROOM 122 4485FLR01
0001239109 4650 /  REPAIR FAUCET IN   SHOP J   AWARE 

(   
4650

0001239108 4464 / 102 EAST SIDE OF ROOM 102. FLOOR TILES HAVE COME UP OFF THE 
FLOOR. THE AREA NEAR THE ICE MACHINE.

4464RM0102

0001238979 REPLACE 200 AMP DISCONNECT THAT FEEDS DXAC AT REAR OF BLDG.  
WITH NEMA 200 AMP 3R DISCONNECT

4723

0001238965 REPAIR INOPERABLE EMERGENCY LIGHT IN STAIRWELL LOCATED 
BETWEEN 1400 AND 2400 WING

4612

0001231446 REPAIR EMERGENCY LIGHT 4583RM0183
0001238960 SHUT DOWN CHILLWATER PIPING AND STEAM 4712
0001231395 PLEASE REPAIR TOILET IN FIRST STALL OF MEN`S ROOM 110.  LEAKING 

WHEN FLUSHED
4708RM0110

0001231531 REPAIR REPLACE BULB/BALLAST IN WAREHOUSE 4624FLR01
0001231293 REPLACE BALLAST (BLINKING LIGHT) 4707RM0103
0001231275 NORTH WEST AUTOMATIC SLIDING DOOR IN WEST HIBAY INOPERABLE 4708NORTH

0001235213 INSPECT OVERHEAD CRANE FOR OIL LEAK IN WEST HIBAY 4619WEST
0001233901 RELOCATE MOTION SENSOR 4600RM5404
0001235231 REMOVE AND REPLACE SMOKE DETECTORS AND EXIT LIGHTS (2013) 4202RM0111
0001224804 REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-COMPRESSOR 

SUPPLYING AIR TO THE SPRINKLER SYSTEM
4607RM0112

0001224619 CLEAN OUT GUTTER EASTERN SIDE A-B WING. 4487-ROOF0008
0001239030 REPAIR FLUSH VALVE ON 1ST URNIAL 4610RM5028
0001239027 PLEASE SPRAY ROOM 1206 FOR ANTS. 4708RM1206
0001239124 4600 / 1302 NEED LIGHT SENSOR MOVED OVER MY CHAIR, NOT GUEST 

CHAIR
4600RM1302
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001224517 4732-LTS0023 /  FROM WORK ORDER 0001144364 TASK 10: PERFORM 30 

SECOND LIGHT OPERATIONAL TEST
4732-LTS0023

0001239220 4708 / 1209A PLEASE REPLACE BURNED OUT LIGHT BULBS IN 1209A 4708RM1209
0001224495 MAIN BREAKER WON'T RESIT 4671
0001224494 FROM WORK ORDER 0001200853 TASK 10: CHECK AND REFILL BATTERY 4542-BATB0001
0001224492 REPLACE PHOTOCELL ON OUTSIDE LIGHTS OUTSIDE E-5. 4207
0001224530 4747-LTS0007 /  FROM WORK ORDER 0001092134 TASK 10: CLEAN 

EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD
4747-LTS0007

0001224526 4734-LTS0003 /  FROM WORK ORDER 0001092531 TASK 20: PERFORM 30 
SECOND LIGHT OPERATIONAL TEST

4734-LTS0003

0001239153 4200 /  MENS RM 425 MIDDLE URINAL DRAINS SLOW (  4200RM0425
0001224547 E-9 REPAIR OR REPLACE LIGHT (2013) 4487RMA0001
0001224630 4628 / 125 PATCH BRICK WALL PENETRATION WITH SHEET METAL 4628RM0125
0001224634 4241 /  REPAIR ELECTRIC POWERED EXIT SIGN OUTSIDE RM. 111A IN 

HALLWAY.
4241FLR01

0001224801 SINK IN KITCHEN NEEDS REPAIR.  IT LEAKS WATER ONTO THE FLOOR. 4561RM0110
0001224450 REPAIR, REPLACE BALLAST, LIGHT FLICKERING 4203RM2207
0001224543 4200 EAST DOOR WANT OPEN   CHECKING 4200
0001231418 SUMP NOT WORKING NEEDS REPAIR J  4567
0001235225 RESTORE POWER TO COMPUTER 4200RM0149
0001231379 4203 NEXT 2117 /  LIGHT NEXT TO 2117 NEEDS REPAIRED (  4203RM2117
0001220374 REPAIR FIRE DOOR LATCH PLATE, DOOR NOT CLOSING PROPERLY 

LOCATED IN THE CENTER STAIRWELL ON THE 1ST FLOOR OF CWING( 
  

4487FLR01-C

0001231311 RESET BREAKERS AT RECIEVING DOCKS 4631
0001231339 REPAIR REPLACE BALLAST NEAR RM 341 4200FLR03
0001231338 REMOVE FLOOR OUTLET 4610RM5047
0001217335 REPAIR LEAKY FAUCET IN MENS RM C173 4663RMC0173
0001217301 4605 / 9 PLEASE RELOCATE FLOOR PULLER  CLOSER TO  DOOR FROM 

EAST WALL
4605RM0009

0001217026 4202 SOUTH DOOR NOT WORKING   CHECKING 4202SOUTH
0001217331 REPLACE DAMAGED CEILING TILES (2031) 4610RM1061
0001220344 4600 / 2102 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-FLOOR POWER 

BOXES ARE NOT FLUSH WITH FLOOR
4600RM2102

0001227853 REPAIR REPLACE BULB/BALLAST AT MAIN ENTRANCE 4715FLR01
0001216990 REPAIR BROKEN STEAM LINE NEAR RIDEOUT RD. FIRE DEPT. BETWEEN 

BLDGS. 4732 AND 4747 NEAR HILINE/ SW CORNER IN FIELD
4732

0001217130 4649 E-1 /  REPAIR STEAM LEAK ON UNION (  4649RM0109
0001217126 4767 / 103 -SN 11494970196-EXPOSED ELECTRICAL WIRING- 

REPAIR/REPLACE OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-
ROSS MIXER HAS AN ELECTRICAL OUTLET ON SIDE WITH DAMAGED 
COVER

4767FLR01

0001217328 REPLACE DAMAGED CEILING TILES (2031) 4610RM1074
0001217211 CHECK, REPAIR LEAK WATER STANDING IN 119, 154 & 183 (   

FAMILIAR)
4583

0001217207 REPAIR REPLACE BULB/BALLAST IN 4030 & 4043 4610FLR04
0001217011 REPLACE TWO BULBS IN BOTH HIBAYS/ AND IN FRONT AND BACK YARD 4348

0001217244 REPAIR LIGHTS IN N.E  HALL OF 1ST FLOOR, LIGHTS ARE OFF 4708FLR01
0001217231 REPAIR ROOF LEAK IN HALL IN FRONT OF RM 6415. 4203ROOF
0001217226 4619-SPMP4-SUHIAL.    NOTIFIED. 4619-SPMP004
0001217318 REPAIR COMMODE, LEAKING AT THE BACK 4610RM2019
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001217259 REPAIR REPLACE BULB/BALLAST OVER COMMODE 4491RM0121
0001220320 INSULATE STEAM STATION ON EAST END (  4491EAST
0001217165 RESET SHREDDER IN THE HALL OUTSIDE RM 115 4244FLR01
0001220340 SPRAY FOR FIRE ANTS NEAR EAST ENTRANCE BY STAIRS 4491EAST
0001213010 REPLACE BACK FLOW PREVENTER 4755RM0400B
0001213075 SEWER ODOR 4610RM2058A
0001227842 OUTSIDE THERE IS A STUD STICKING OUT OF TH SIDEWALK (EAST SIDE 

OF THE PARKING LOT)TO THE NORTH OF THE SECURITY GATE.  THE 
PARKING LOT IS LOCATED ON THE WEST SIDE OF 4705 ATOP A  

4705EAST

0001224789 REPAIR/ REPLACE AIRCRAFT WARNING LIGHTS 4670
0001217162 REPLACE BULBS 4605RM0011
0001217140 RELOCATE   MONITORING POINT IN ROOM E2 4727RM0116
0001213054 4481 / 511 POWER PLUG TO WATER STILL IS DEFECTIVE. ITEM MISSING 

SAFETY INSULATOR DISC.  END NEEDS REPLACEMENT WITH UL LISTED 
PLUG

4481RM0511

0001220316 REPAIR LIGHT OVER DRINK MACHINES 4244FLR01
0001217186 WATER COMING FROM THE CEILING AND FLOODING THE FLOOR BELOW 

ROOM B311
4203

0001217240 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 249B 4708RM0249B
0001217148 B100B --LABEL TUBING TO INDICATE PRESSURE, CONTENTS, AND FLOW 

DIRECTION-
4487RMB0100

0001209360 REPAIR LIGHTS IN E2, 4485 4485RM0124
0001224848 REPAIR ROLLUP DOOR/ WON'T CLOSE 4561
0001224621 UNSTOP COMMODE IN MEN'S LOCKER RM ( WEST END) 4312RM0111
0001224484 CHECK LARGE MIRROR HANGING FROM FRAME BETWEEN AB AND B 

WING
4487

0001224454 REPLACE BULBS (  4200RMG0039B
0001224569 SEWAGE BACKED UP 4649
0001224568 REPAIR LEAKING HAND PUMP 4823
0001224431 NO ELECTRIC HEAT (POSSISBLE TRIPPED BREAKER) 4707RMT0112
0001221427 REPLACE  STAINED CEILING TILES DUE TO LEAKS NEAR ROOMS 614 AND 

615A
4202

0001227809 REPAIR/ REPLACE DOOR KNOB 4202RM0127B
0001224554 REPAIR INSULATION ON MAKE UP WATER VALVE ON SUMP0001 ( H. 

WRIGHT)
4473

0001235185 CHECK OUTLETS FOR 20 AMP CAPACITY ( USER IS NOT IN THIS BLDG) 4711RMW0113B
0001231588 UNSTOP SINK 4494RM0002
0001209311 4473 /  RESTORE OUTSIDE LIGHTING  ON BLD 4473 4473
0001231540 UNSTOP SECOND COMMODE 4203RM3006A
0001209492 SPRAY FOR ANTS 4203RMB0001A
0001209487 REPLACE MISSING CEILING TILES (CALLOUT 1/21/06) 4200RM0956
0001231520 REPLACE BULBS 4201RM0106
0001231516 REPAIR FAUCETS ON SINK/ HARD TO TURN OFF 4610RM2087
0001231508 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOMS 105 AND 107 4755FLR01
0001224771 T236 /  NEAR ROOM 9--REPAIR/REPLACE INOPERATIVE EXIT SIGN- T0236
0001217303 HOOK UP ICE MACHINE (  4494
0001209333 INTERMEDIATE PRESSURE STEAM RELIEF VALVE, CHANGE PSI TO 95 

RATING, INCREASE INTERMEDIATE PSI TO 85
4600

0001217275 REPAIR COLD WATER FAUCET/ WON'T SHUT OFF 4472RM0008
0001209465 4203 WATER LEAK ON THE 6TH FLOOR REPORTED BY  4203FLR06
0001209381 SPRAY FOR ANTS 4610RM2076
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001209365 NO POWER TO COMPUTER EQUIPMENT 4610RM2060
0001217021 REPAIR BROKEN DOOR LATCH 4663RMA0204
0001213018 ADJUST LATCHES ON COOLER DOORS 4610RMC0108
0001235206 REPAIR REPLACE BULB/BALLAST 4755RM0119
0001209269 4708 / 1228 RE:  W.O. WORK ORDER:   0001173394    PROBLEM WAS NOT 

CORRECTED ON PREVIOUS WORK ORDER IDENTIFY & ELIMINATE ODER 
(LIKE OPEN SEWAGE LINE) IN ROOM 1228.  PLEASE CONTACT  

 

4708RM1228

0001213047 4663 EAST END HANDICAP ELEVATOR IS NOT WORKING PROPERLY.  
  RESPONDING.

4663

0001204776 REPLACE HANDLE ON SHEW0001 4473-SHEW0001
0001213043 SPRAY FOR ANTS IN 1056, 1058, 1064 & 1064A 4610FLR01
0001201252 REMOVE GRASS AND DIRT AROUND BURN STACK AND GRAVEL AREA 4530
0001204735 4759 POWER ARCHING INSIDE BLDG.   CHECKING 4759
0001204770 RESET BREAKER TO HEATERS, NO HEAT IN SPRAY CELL 4707RMT0112
0001204767 REPAIR EROSION IN GRAVEL RD EAST OF BLDG 4524
0001201310 4663RMB162 /  REPAIR LEAKING  MIDDLE COMMODE 4663RMB0162
0001201303 4619 / E-4 SHOP AIR PIPE LEAKING RED FLUID,  IN HALLWAY NEAR E-4 4619RMB0137A
0001209416 4755 /  REPAIR ROOF LEAK ON ADDITION ADJACENT TO ROOM 122.  ALSO 

REPAIR LEAKING GUTTER SEAM.
4755

0001209336 4493-STMVLV-STMP2 LOW ALARM   NOTIFIED 4493
0001201423 REPLACE LATCHES ON FILTER DOOR WITH SOME THAT WORK 4650-AH0003
0001209306 REPAIR DAMAGE TO WALL IN HALLWAY ACROSS FROM ROOM C134 

(USER IS RECOMMENDING USING WOOD MOULDING TO RESEMBLE 
CHAIR RAIL AS REPAIR)

4487-CWING

0001209305 CHECK ALL EMERGENCY LIGHTS (DUE TO POWER OUTAGE THE NIGHT 
BEFORE)

4759

0001204635 REPAIR REPLACE BULB/BALLAST 4203RM3414D
0001209567 4631 NE & NW DOOR MAGNETS NOT HOLDING   CHECKING 4631
0001197875 SPRAY FOR ANTS 4200RM0224A
0001209296 4207 / 103 INCANDESCENT FLOOD LIGHTS OUT.   RELAMP ROOM AS 

NECESSARY. RESENT IDIQ MOD. ODIN TO START MOVING BACK IN 
FRIDAY.   FAMILIAR.  WJ

4207RM0103

0001201391 REPAIR REPLACE BULB/BALLAST, LIGHTS ARE DIM 4481RM0376
0001201381 REPLACE BULBS 4201RM0621
0001201345 CHECK POWER TO WATER PUMP 4708RM0121
0001201319 REPAIR REPLACE SITE ON GAUGE ON HYDRAULIC TANK ON THE NORTH 

SIDE
4436NORTH

0001201315 SPRAY FOR ANTS 4718RM0100
0001201448 A107 REMOVE EXISTING RECEPTACLE, CIRCUIT TO RP1-43, SHOWN ON 

PLAN FOR SOLDER TABLE TO FLUSH WITH FLOOR.  DISCONNECT AT 
BOTH ENDS AND LABEL CABLES AS SPARE. COORDINATE W/  

 OR USER

4631RMA0107

0001195368 PUMP OUT CONTAINMENT ON   TOP 4567
0001195341 REPLACE BULBS 4494RM0011
0001195328 UNSTOP COMMODE 4202RM0330
0001197872 STEAM TRAP:  AH2 PREHEAT STEAM IS IN ALARM. LOCATED IN E-1. 

SIGNAL AND BATTERY STRENGTH ARE GOOD.   
NOTIFIED.

4249RM0135

0001201547 REPAIR LOOSE KEY SWITCH ON OVER HEAD CRANE 4619RM0155
0001201537 REPAIR SWITCH ON EXHAUST FAN 4650RM0022
0001197904 REPLACE DOOR KNOB 4561RM0225
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0001190973 4202 /  B116A LADIES RM SEWER ARM LEAKING 4202RMB0116A
0001190961 4487A / E-2 FASTEN AND RESEAL WALL ACCESS COVER ON SOUTH SIDE 

OF EQ. RM. 2. 2326
4487RMA0112N

0001188339 REPAIR LEAKING FAUCET 4487RMB0102C
0001188255 CLEAN OUT GUTTER AND DEBRIS OFF ROOF. 4605-ROOF0002
0001188248 CHECK, INVESTIGATE HOT, BURNING ODOR IN THE MAIN ENTRANCE 

LOBBY AREA OF 1ST FLOOR/   NOTIFIED
4201FLR01

0001188228 REPAIR REPLACE BULB/BALLAST IN RM'S 932, 932B & 932C 4200FLR09
0001197878 4550 / 1ST FL REPAIR ELEVATOR 4550-ELEV0001
0001195618 4708 / EXTERIOR PLEASE REPLACE BURNED OUT LIGHT BULBS IN 

EXTERIOR STAIRWELLS LEADING FROM 4708 TO THE PARKING LOT.
4708

0001195211 4619 / NORTH REATTACH LOOSE 4619 BLDG. SIGN ON NORTH WALL 
UNDER EXHAUST FAN. 2335

4619NORTH

0001195487 REPAIR LIGHT COVER ON FIXTURE IN HALLWAY NEAR ROOM 413 
(   

4481

0001195444 REPAIR REPLACE BULB/BALLAST 4755RM0407C
0001195443 REPAIR ELEVATOR NEAR HIBAY, INOPERABLE 4708
0001195283 4610 ROOM 2058 CHECK NOISYAC VENT 4610RM2058
0001195461 REPAIR OR REPLACE PRESSURE RELIEF VALVE ON STEAM STATION ON 

THE WEST END OF BLDG
4250WEST

0001190924 MIDDLE URINAL SLOW TO DRAIN 4619RM0144
0001190978 RELOCATE FIRE EXTINGUISHER 4600RM5213
0001190977 ADD LIGHT SENSOR TO MIDDLE OF ROOM 4600RM5201
0001190929 FLOOR DRAIN NEEDS PRIMING 4666RM0357
0001188569 UNSTOP COMMODE 4250RM0071
0001190988 REPAIR LOOSE CARPET 4494RM0010
0001195221 4619 / ROOF 15 REPAIR STORM DAMAGE TO FLASHING ON ROOF OVER E-

6. 2325
4619-ROOF0015

0001195607 INSULATE PORTIONS OF PIPE WHERE HANGER WAS INSTALLED ON 
STEAM LINE

4727RM0103

0001195236 PERFORM CLEANUP IN AREA 4202BSMT
0001197935 REPLACE BULBS 4755RM0115
0001201263 RESET BREAKER 4708RM0244
0001201474 4241 / 121D-12 REPLACE BALLAST/LAMP IN DESK LIGHT 4241RM0121D-12
0001201258 REPLACE CONNECTOR ON BATTERY CHARGER WITH BATTERY 

CHARGER THAT IS BEING EXCESSED LOCATED ON WEST END OF HIBAY 
RECEIVING AREA (NOTIFY USER FOR DETAILS)

4471

0001195373 REPAIR REPLACE BULB/BALLAST IN SOUTH FOYER OF 1ST FLOOR ( R. 
  

4610SOUTH

0001195363 REPAIR REPLACE BALLAST IN HALL OUTSIDE RM 619 4201FLR06
0001195361 CLEAN UP OLD CONDUIT (   ) 4207
0001209273 REPAIR OVER HEAD LEAK, SAGGING TILE 4708RM0135
0001195345 4491 / 113 REMOVE SHEETROCK TO UNCOVER WINDOWS IN THE SOUTH 

WALL OF THIS ROOM.
4491RM0113

0001188235 STEAM TRAP FAULT. IT IS FOR AH2 PRE-HEAT AND IS LOCATED IN E-1. 4249
0001201362 OUTSIDE ROOM 104-ELECTRICAL PANEL PNL-0004-LABEL ELECTRICAL 

PANEL AND BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT 
BEING POWERED-BREAKERS 16, 18, 20 MARKED AS SPARES IN "ON" 
POSITION

4244FLR01

0001195319 SPRAY FOR ANTS IN 1204 & 1209 4708FLR02
0001209393 UNSTOP COMMODE 4707RMT0112C
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0001190755 REPLACE DEFECTIVE KW METER (KW8) WITH NEW METER.   HAS 

METER IN CONTROL ROOM. CONTACT   FOR FUTHER 
DETAILS.

4487RMC0171

0001184494 REPAIR INOPERABLE WATER FOUNTAIN NEAR ROOM 153A 4666
0001188222 CHECK DISH DISPOSAL/ VIBRATING WHEN SHUT DOWN 4471RM0178A
0001188221 REPAIR SOAP DISPENSER CONNECTED TO SINK 4600RM1007
0001184518 MAIN LOBBY/ AUTOMATIC DOORS WON'T SHUT (  4485FLR01
0001201451 REPAIR NOISY HOT WATER PUMP 4353RM0114
0001209442 4203 / 3006 PLEASE INSTALL A REPLACEMENT COUNTER TOP 

EDGE/BACKSPLASH ON 1 END OF THE SURFACE UNDERNEATH THE 
PAPER TOWEL DISPENCER.  PLEASE GET WITH   ABOUT 
ANOTHER TINY COUNTER ISSUE!

4203RM3006

0001209424 4628 / 129 I WOULD LIKE SOMEONE TO COME OUT AND SPEAK WITH ME 
ABOUT GETTING SOME SHEET ROCK REPAIRED IN THIS ROOM. I NEED TO 
KNOW WHAT WILL HAVE TO BE MOVED OUT, AND ALSO WHAT WILL 
HAVE TO BE REMOVED FROM THE WALLS.

4628RM0129

0001209517 INVETIGATE BURNING ODOR IN ROOMS 910 AND 940 (   
NOTIFIED)

4200FLR09

0001195488 PLEASE INSPECT STEAM CONDENSATE LINE HANGARS BROKEN 
INSULATION TORN

4612RM0004

0001188295 4718 SUMP-1 IN ALARM   CHECKING 4718
0001184499 4732 SOUTH OF BLDG. FLASHING LIGHT   CHECKING 4732
0001181533 4612RM1003 /  URINALL OVER FLOWING 4612RM1003
0001181531 4207 / 103A PAINT WALLS WHILE ROOM IS VACANT. CAREY   IS 

FAMILIAR.
4207RM0103

0001181515 4596-ROOF0001 /  CLEAN OUT GUTTER BOTH SIDES OF BUILDING . 4596-ROOF0001
0001184469 REPAIR VACUUM CLEAN FOR THE LABORERS (  4650FLR01
0001181478 ADJUST STEAM PRESSURE  IN NORTH EQUIPMENT ROOM 4704
0001181467 RESTORE POWER TO OUTLET 4600RM3224
0001173533 REPAIR ALL WATER LEAKS IN RM. B 5.  E 5. 4708BSMT
0001173531 INVESTIGATE AND  REPAIR BANGING NOISE ABOVE CEILING VENT. 4708RM1254
0001173492 REWIRE NEW HOT WATER PUMP (2013) 4707RM0138D
0001173478 REPLACE DAMAGED CEILING TILE IN HALL AT ROOM 137 AREA. 2031 4353RM0137
0001173455 SPRAY FOR ANTS 4203RM2416
0001173415 SPRAY FOR ANTS 4200RM0429
0001173324 RESTORE POWER TO OUTLET IN BASEMENT 4663
0001181406 REPLACE BALLAST 4250RM0060
0001173316 REPAIR LEAKING PIPE UNDERNEATH SINK 4471RMA0110A
0001177104 REPAIR FLUSH VALVE ON FIRST COMMODE 4666RM0253A
0001181571 CHECK O.S. PARKING LOT LIGHTS/ NOT WORKING 4628
0001173442 SET TIMING SWITCH FROM 4 HOURS TO 10 HOURS 4207RM0112
0001173441 SET TIMING SWITCH FROM 4 HOURS TO 10 HOURS 4207RM0106A
0001173409 REPAIR OVERHEAD LEAK 4708RM1259A
0001177101 REMOVE AND CLEAR PIPE OF DIRT 4481-SHEW0001
0001173469 REPAIR DOOR KNOB IN HALL NEAR RM'S 1104 & 1103 4203FLR01
0001169935 4650 / 0107 R/R BULBS AND BALLAST 4650RM0107
0001173551 EPOXY COAT HOT WATER PUMP 4650RM0018
0001173528 DRILL HOLES FOR 2" VENT LINE 4205RM0108C
0001173517 SPRAY FOR ANTS O.S. OF ROOM  2100 4610
0001173511 SPRAY FOR ANTS 4203RM2413
0001177060 CHECK, REPAIR INDICATOR ARROWS ON ELEVATORS ON THE 1ST FLOOR, 

LIGHTS ARE OUT
4200FLR01
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0001173574 4561A / 7  THE LADIES ROOM TOILET WILL NOT FLUSH. THE PLASTIC ARM 

BETWEEN THE TOILET HANDLE AND FLAPPER IS BROKEN AND  NEEDS 
TO BE REPLACED.

4561

0001173573 4612 E5 /  UNSTOP DRAIN HOSE ON HWP 0001 (  4612RM0023
0001167324 REPAIR/ REPLACE ICE MACHINE BEHIND HVAC SHOP (  4650
0001167139 RELOCATE LIGHT SENSOR AND BRIGHTEN LIGHTS 4600RM5410
0001167167 REPLACE BULBS IN ROOM 104 AND IN NORTH HALLWAY 4566RM0104
0001167381 4610RM2090 /  REPAIR FLUSH VALVE ON SECOND COMMODE (  4610RM2090
0001167198 4600 N.W. ELEVATOR NOT RESPONDING TO CALLS FROM 1ST FLOOR. 4600
0001167151 DODD RD WARNING SIGN HAS ROTATED PARALLED TO DODD ROAD.  

SIGN IS LOCATED AT NORTHEAST ENTRANCE TO 4666 PARKING LOT.  
ROTATE SIGN AND TIGHTEN FIXTURE.

4666

0001173326 RM 814 & 817 RESTROOMS NEED TO BE SPRAYED FOR ANTS. 4200
0001167286 REPAIR LIGHTS INSIDE RETURN AIR AND OUTSIDE RETURN AIR IN AH001 

LOCATED IN B1
4570-AH0001

0001167428 REPAIR REPLACE BULB/BALLAST 4761RM0106
0001167420 EPOXY COAT SUMP PUMP IN TOOL RM LOCK UP 4650FLR01
0001167945 REPLACE INLINE   &   TRAP ON STEAM STATION 4702RM0113
0001167165 REPAIR LOOSE DUST COVER ON ROLL UP IN 101 4205RM0101
0001167305 4629 SOUTH EXTERIOR DOOR WILL NOT SECURE PER SECURITY.  

 CALLED IN.
4629

0001167934  E TRAP ON STEAM STATION 4203RMB0101
0001167361 WOULD LIKE 10-12 STICKY MOUSE TRAPS TO KEEP ON HAND - ROOM 

104D
4205RM0104

0001159840 NW EXT EXTERIOR LIGHT BLINKS ON AND OFF (BALLAST PROBLEM).  
LIGHT IS THE NORTHERN-MOST LIGHT ON THE WEST SIDE OF BUILDING. 4728

0001163100 UNSTOP LAVATORY (  4551RM0203
0001163097 NO LIGHTS 4202RM0120
0001163144 REPLACE BALLAST OVER DESK  CLOSEST TO SMOKE DETECTOR ABOVE 

DESK (REMOVE TWO BULBS)
4200RMP0106

0001163140 ANCHOR SUPPORT AIR COMPRESSOR (  4481RM0262
0001163146 REPLACE BELT ON ACMP0007 ( A.   R.   FAMILIAR 4481-ACMP0007
0001166204 RESET BREAKER 4728RM0103
0001167377 DISPOSE OF WOODEN CRATE TOO LARGE FOR DUMPSTER 4708WEST
0001167199 4600 N.E. ELEVATOR MAKING A GRINDING/STRAINING SOUND WHEN 

GOING BETWEEN 4TH AND 5TH FLOORS.
4600

0001167358 SPRAY FOR ANTS IN WATER FOUNTAIN ACROSS FROM ROOM 121 4566
0001160020 REPAIR CLAM SHELL 4640
0001160015 4609 RM 100 /  REPAIR LEAKY FAUCET (  4609RM0100
0001160105 LOST POWER 4610RM4044
0001160634 PATCH AND PAINT WALL OUTSIDE RM  B150 4487FLR01-B
0001160626 REPAIR MOTION SENSOR ON SINKS IN BOTH RESTROOMS ADJACENT TO 

RM 105
4205FLR01

0001160612 REPAIR REPLACE LIGHT FIXTURE (  4708RM1252
0001160163 MODIFY STORAGE RACK IN HIBAY 4650FLR01
0001160161 REPAIR CONTINUOUSLY RUNNING URINAL (  4619RM0149
0001154287 REPLACE BALLAST IN ROOM 2, 6, 20, 22 4494
0001154271 INSULATE STEAM LINES (  4659RM0015
0001154261 UNHOOK ELECTRICAL WIRES FOR LIGHTS 4471RM0195
0001154235 SPRAY FOR ANTS IN S.W. CORNER OF ROOM 4610RM2065
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001160638 REMOVE EXHAUST FAN BY NORTH DOOR (CONTACT USER WHEN 

REMOVED AT  
4572

0001160637 RESET BREAKER 4202RM0215A
0001160621 REATTACH HEAT DUCT TO CURTAIN IN SOUTH HIBAY/ COLUMN A 4755SOUTH
0001154002 4583 E 2 /  INSTALL COVER ON DRAIN (  4583RM0154
0001153848 4628 / PARKING LOT/  PLEASE ADD LIGHTING TO THE PARKING LOT. 4628
0001153993 REPAIR CONTINUOUSLY RUNNING COMMODE 4487RMA0124L
0001163159 153A REPLACE DAMAGED CEILING TILES 4619RM0153
0001163112 SET TRAPS FOR MICE 4315FLR01
0001163107 COAT CONDENSATE PUMPS IN   SHOP 4650RM0029
0001163070 ADJUST DOUBLE DOORS 4663RMA0109
0001160143 DISPOSE OF BOXES AND PALLETS BETWEEN B AND C WING 4663
0001160140 NO HEAT 4559
0001153983 OUTSIDE POC:   @ 4-8154.  REMOVE TIE OFF CABLE 

FROM ROOF.
4676

0001149972 REPAIR LEAK ON CHEMICAL FEEDER 4610-HWP0003
0001147896 NO HOT WATER 4610RM2054
0001147868 NO WATER PRESSURE 4600RM1005
0001148335 CUT ACCESS HOLE TO OBSERVE DAMPER OPERATION 4494-AH0001
0001148278 REPAIR ELEV0001, INOPERABLE (  4600
0001148272 GENERATOR STATION IN ALARM , BETWEEN 4610 & 4612 4610
0001147741 INVESTIGATE SEWER ODOR 4203RM2001A
0001148305 REPLACE STEAM TRAP (  4760
0001148302 RECONNECT SUPPLY DUCT TO  DEFUSER OVER THE DOOR 4494RM0002
0001147683 RESET BREAKER 4492RM0191
0001147673 FIRST URINAL OVERFLOWING 4610RM3019
0001147982 OUTSIDE WATER IS COMING OUT OF THE GROUND NEXT TO DI WATER 

TANK ON THE WEST SIDE OF 4705
4705

0001148002 UNSTOP DRAIN ON HOT WATER PUMP 4561RM0104
0001148000 REPLACE DRAIN LINE ON CONDENSATE TANK 4583RM0183
0001147687 URINAL WON'T FLUSH (  4610RM5028
0001144638 REPLACE COMMODE SEAT, SEAT IS OFF (  4653RM0023
0001144621 CHECK, REPAIR OVERHEAD LEAK TILES SAGGING OUTSIDE 6415 4203FLR06
0001147746 REPAIR LIGHTS 4203RM6002
0001147717 REPAIR LEAK ON OVERHEAD HEATER, LEAKING ON TRANSFORMER ( 

  
4485RM0126

0001153916 REPAIR OR REPLACE BULB/BALLAST IN RM'S  4301, 4303, & 4304 4203FLR04
0001153907 REPAIR LEAK, POSSIBLY ICE MACHINE OR WATER FOUNTAIN (  4619RM0166

0001147973 ROOF LEAK 4619RM0149
0001147967 CONTINUOSLY RUNNING URINAL 4481RM0355
0001070788 UNSTOP FLOOR DRAIN 4570RMB0055
0001147942 SPRAY FOR WASPS 4205RM0101
0001147854 4649 GENERATOR HAS AN AUDIBLE ALARM.    

NOTIFIED.
4649-GEN0001

0001144691 REPAIRS NEEDED FOR WALL TRIM INSIDE OFFICE. 4203RM3206
0001147937 REPAIR REPLACE BULB/BALLAST IN RM'S B169, & B179 (  4487FLR01-B
0001147934 REPAIR LEAKING COMMODE (  4663RMB0221
0001147925 REPAIR PRESSURE RELIEF VALVE POPPING OFF 4612RM1212
0001142479 REPLACE SPUD IN COMMODE 4200RM0215
0001070785 FLOOR DRAIN BACKING UP 4583RM0183
0001160006 4202 ROOM 621 REPLACE BULBS IN LIGHTS 4202RM0621
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001167244 UNSTOP COMMODE, WON'T FLUSH AND IS STINKING 4619RM0148
0001070784 VALVE ON CONDENSATE LINE LEAKING 4612RM1511
0001142424 REPAIR CRACKED FLANGES ON 8" PIPE 4760
0001142462 REPAIR COMMODE 4200RM0428
0001142455 RESTORE PRESSURE TO WATER FOUNTAIN 4200FLR04
0001142187 REPLACE BULBS OUTSIDE OF ROOM 4583RM0124
0001142186 REPAIR/ REPLACE EMERGENCY LIGHT 4583RM0205
0001142190 LABEL MEZZANINE FLOOR CAPACITY ON THE RIGHT SIDE OF THE 

STAIRS
4205RM0101

0001144617 INSULATE CONDENSATE LINE ON WEST END STEAM STATION (  4353WEST
0001159926 RESET BREAKER 4200RM0516A
0001144601 REPLACE STEAM TRAP ON HEAT EXCHANGER 4649RM0109
0001144598 SPRAY FOR ANTS 4481RM0390
0001144596 INVESTIGATE  LEAK CAUSING PLASTER TO FALL  FROM WALL IN WEST 

STAIRWELL
4201

0001154323 RAISE SIGNS TO HIGHER POSITION 4635-1
0001147964 4708 / 1212 PLEASE REPAIR OVERHEAD CEILING LEAK IN ROOM 1212 4708RM1212
0001167291 CHECK OUTLET, HOT TO THE TOUCH AND HOT ODOR/   AWARE 4612RM1310

0001169862 SEAL HOLE AROUND CONDUIT WITH METAL , NEED BY COB 12/16/05 4663RMM0105
0001167292 ELEVATOR #1 REPAIR UP & DOWN ARROWS ON EACH FLOOR 4200
0001177037 ELEVATOR NOT STOPPING ON FLOORS 4202-ELEV0002
0001167272 ANTS IN THE MENS ROOM - PLEASE SPRAY 4200RM0606
0001167263 FABRICATE AND INSTALL PERSONNEL GATE SE CORNER TEST STAND 

CONTACT  
4550

0001167260 REPLACE FLOOR INDICATOR LIGHT BULBS - TEST STAND 4550
0001169920 REPAIR LEAKING COMMODE 4306RM0105
0001169959 PLEASE SPRAY B27-B FOR ANTS.  THERE WAS A CEILING LEAK IN WHICH 

TILES WERE REMOVED, THE ANTS ARE COMING FROM THE OPEN AREAS 
IN THE CEILING

4708RMB0027B

0001167236 FABRICATE UNIVERSAL JOINT FOR ROLL-UP DOOR 4628
0001147874 STMV1-STMP; STMP IN LOW ALARM. A.   NOTIFIED 4707
0001169893 SPRAY FOR ANTS 4200RM0614
0001169891 SPRAY FOR ANTS IN 115, 116 & 116A 4708FLR01
0001177086 REPLACE STAINED CEILING TILES 4666RM0250B
0001160600 4708 / 1204 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN 4708/1204 4708RM1204

0001147890 OVERFLOWING URINAL/ WATER ON FLOOR 4708RM0165
0001147762 REPAIR LOCK ON DOOR (USER STATES FURNITURE PEOPLE POSSIBLY 

DAMAGED LOCK)
4610RM2053

0001181474 DRAIN WATER FROM POTABLE WATER TANK 4203RMB0101
0001139083 REPAIR STOPPED SINK,  LEAKING (   AWARE) 4650RM0125
0001167378 4249-WATER LEAK  LEAK FOUND COMING FROM UNDERNEATH 

COMMODE IN RM 136A.
4249RM0136A

0001142531 4760 / 103 REMOVE DUCT NO LONGER USED NEAR ROOM 103. 2326 4760RM0103
0001153889 4623 / SV15 POC:    @ 4-8154.  PAINT LN2 PIPE 

SUPPORTS.
4623

0001148324 INSTALL SOAP DISPENSER (SHOULD BE SITTING ON COUNTER) 4200RM0606
0001153829 4708 /  REMOVE CONCRETE PAD INSIDE DOOR. RM. 1108A 4708
0001142517 CHANGE FILTER ON ICE MACHINE, POSSIBLY STOPPED UP. NOT MAKING 

ICE PROPERLY
4728RM0107

0001142516 REPAIR CEILING LEAK, TILES HAVE FALLEN OUT /   AWARE 4481RM0524
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001153821 4708 /  REMOVE BROKEN FLEX AND INTALL ELECTRICAL BOX ON 

CONDUIT IN FLOOR. RM.B1C  BEHIND HWP0007.
4708

0001070760 4656RM0118 /  REPAIR MULTIPLE WATER LEAKS IN EQUIPMENT ROOM #2. 4656RM0118

0001070739 CHECK HOT WATER IN RM'S 236 & 236A ( SEE   ) 4481FLR01
0001136137 CLEAN WATER LINES ON EW 0003 4605-EW0003
0001070735 REPAIR HOLES IN BLDG. OVER ROLL UP DOOR/ SEE USER FOR DETAILS 4493RM0160
0001160227 UNSTOP COMMODE 4674RM0116
0001160224 REPAIR ROOF LEAK ON PERIMETER OF ROOM. 2325 4663RMA0114B
0001188162 4705 / OUTSIDE FILL HOLE ON WEST SIDE BEHIND FENCED ELECTRICAL 

STATION BEHIND NBS. FILL HOLE UNDER DOWNSPOUT AT NEW SPLASH 
BLOCK. 2333

4705

0001070738 REPAIR ROOF LEAK 4650RM0108
0001160214 REPAIR/REPLACE BULBS & BALLASTS. 4607RM0104
0001160213 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 1213-1 4708RM1213
0001209344 REPLACE BULBS - LAST GOOD ONE FLICKERING ROOM 108A 4200RM0108
0001195548 REPAIR REPLACE HIGH INTENSITY LIGHTS 4487RMBC0143
0001153267 REPAIR FLUSH VALVE ON URINAL-NOT WORKIG 4493RM0108
0001154270 REPAIR LIGHTS IN ELEV0004 (  4200-ELEV0004
0001147782 REPAIR LEAKING VALVE BEHIND SOFI- SPRAY BOOTH 4707RM0156
0001195527 CALIBRATE PH & FLOW METER IN MANHOLE 39 4761
0001195522 REPLACE 1 1/4" STEAM RELIEF VALVE 4491
0001136063 UNSTOP SECOND SINK 4610RM3037
0001173361 DRAIN ON 1ST URINAL DRAINING SLOW 4200RM0721
0001173358 REPAIR LEAKING TRAP ON 1ST SINK 4200RM0606
0001173352 REPAIR LEAKING P.O. ON SINK 4200RM0513
0001195520 REMOVE OLD RELIEF VALVE LINE IN HIBAY ON THE WEST SIDE 4759WEST
0001136047 UNSTOP SINK 4494RM0018
0001136041 REPAIR/ REPLACE HINGES AND HASPS ON STORAGE BLDGS. IN M2 YARD M2YARD

0001136038 REPLACE BALLAST IN HALL NEAR RM. 100 4485
0001173337 REPAIR REPLACE BULB/BALLAST  (  4570RMB0010
0001169872 ADJUST MOTION SENSOR 4600RM1203
0001169870 RESET BREAKER 4610RM3045
0001195424 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RMB0003

0001195419 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 
BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM3006

0001195418 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 
BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM3001

0001136098 DISCONNECT ELECTRICAL CIRCUITS 4241RM0200
0001167976 CLEAN FILTERS (VENTS BLOWING OUT BLACK PARTICLES) 4570RM0113A
0001136088 REPLACE BULBS IN HANDICAPPED  ELEVATOR 4663EAST
0001201534 REPAIR ROOF LEAK 4250RM0035E
0001201511 4670-SUMP2-AMP LOW ALARM D   NOTIFIED 4670
0001153945 UNSTOP COMMODE 4650RM0010C
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001158209 REMOVE DEAD RAT IN B BAY 4777
0001156989 REPAIR LEAKING STEAM COIL (   FAMILIAR) 4650-AH0004
0001153942 REPAIR ELEV0001, DOORS OPENING AND CLOSING ON LEVEL 1 4550-ELEV0001
0001159853 CHECK DAMPER ON DUCT WORK CAUSING LIGHT TO ARCH (   

AND HVAC NOTIFIED)
4600RM1006

0001159841 REPLACE SOAP DISPENSER (  4200RM0613
0001201243 EQUIPMENT ROOM-ADRY0002-REPLACE/RE-CERTIFY PRESSURE RELIEF 

VALVE-AIR COMPRESSOR
4207-ADRY0002

0001147913 REPAIR LEAKING CONDENSATION PUMP #6 IN E-4. 4666-CNDP0006
0001204646 DETERMINE POTABLE WATER LINE SUPPLYING BLDG. (LOCATED O.S.) 4436
0001202964 REPLACE FLOURESCENT LIGHTS IN ROOMS 9, 10 AND 13.  (SEE USER 

ABOUT ROOM 13)
4605FLR01

0001153911 SPRAY FOR ANTS IN ROOMS 433 AND 434 4481
0001195516 REPAIR/ REPLACE BULBS/BALLAST 4202RM0226
0001201283 REPAIR CEILING GRID OUTSIDE RM 202 4619FLR02
0001195412 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM6006

0001188263 REPAIR LEAK ON 4 INCH HOT WATER LINE IN NORTH TUNNEL ( A. 
  

4708

0001195392 REPLACE DAMAGED CEILING TILES (2031) 4666RM0224
0001135987 4715 /  TREAT MECHANICAL ROOMS FOR ROACHES AND CLEAN. 4715
0001142095 REPLACE BULB IN SPOT LIGHT 4203RM1206
0001142559 REPAIR FAN SHAFT 4610-AH0021
0001138904 REPAIR LOCKING MECHANISM AND ADJUST DOOR TO EXTERIOR DOOR 

TO ROOM 106
4739

0001159882 REPAIR INSULATION ON DUCT ABOVE AHU . 2332 4494RM0130
0001173333 CHAIN CAME OFF OF ROLL-UP DOOR IN HIGH BAY. UNABLE TO CLOSE 

DOOR.
4561

0001154313 4699 /  CLEAN SCREENS ON EYEWASH (  4699
0001239091 RESTORE POWER TO EQUIPMENT 4207RM0103
0001159927 REPAIR LEAK ON HWP0003 4663
0001159911 PERFORM WATER CLEAN UP IN THE 100 AREA 4650
0001239089 REPAIR/ REPLACE BRADLEY HANDWASH (H.WRIGHT) 4650RM0027
0001173391 4200 /  RE LAMP ELEVATOR LOBBY. BASEMENT. 4200
0001195261 PLEASE SPRAY 1107A FOR ANTS 4708RM1107A
0001167374 SECURITY REPORTED STEAM LEAK ON WEST SIDE OF BUILDING.  

  NOTIFIED.
4727WEST

0001173384 4705 / B206 REPLACE BULBS IN 6 LIGHT FIXTURES IN THIS CONFERENCE 
ROOM.

4705RMB0206

0001224757 SPRAY BUGS ( AFTER HRS) 4200RM0828T
0001224692 REPAIR REPLACE LOOSE FLOORING 4711RME0176
0001213073 SPRAY FOR ANTS AT ELEVATORS ON 8TH FLOOR 4200FLR08
0001142467 REPAIR LEAKING P.O 4201RM0123A
0001142464 REPAIR LEAKING TRAP ON  3RD SINK 4202RM0429
0001142457 MIDDLE COMMODE NOT FLUSHING 4202RM0231A
0001153871 RELOCATE POWER BOX 4600RM3114
0001147865 SUMP2-SUHIAL IN ALARM.   NOTIFIED 4708
0001136190 RESET BREAKER 4200RM0412C
0001167220 REPLACE POTABLE WATER FILTER (2023) 4666RM0284
0001167217 REPLACE POTABLE WATER FILTER (2023) 4566RM0114
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0001154276 PLEASE RE-SECURE DANGLING PLATE FROM THE WALL IN 4755/321A 4755RM0321A
0001201522 R/R BULBS AND BALLAST ROOMS 108, 107, 106, 104 4650FLR01
0001175642 4471 RMA112 /  REPAIR HANDLE ON COMMODE 4471RMA0112
0001175407 4487RMA122M /  REPAIR COMMODE SEAT 4487RMA0122M
0001175322 4250RM18B /  REPAIR COMMODE ,SLOW TO FLUSH. 4250RM0018B
0001136156 ADJUST GATE 4479
0001231546 4600 / RM1006 AND 1007 REWORK ALL RESTROOM SOAP DISPENSER 

INSTALLATIONS WITH NUT LOCKING DEVICES TO PREVENT 
ATTACHMENT LOOSENING (SOAP BOTTLE SPINS WHEN REMOVING 
DISPENSER PUMP FOR REFILL).

4600FLR01

0001231544 4727 / NORTH REPLACE BROWN FLOOR BOX COVERS WITH BLACK 
COVERS(     

4727NORTH

0001224826 REPAIR ROOF LEAK, LEAKING ON EQUIPMENT 4612NORTH
0001167333 REPLACE LIGHTS 4203RM3122
0001167319 WEST END EMERGENCY LIGHT NOT WORKING - SAFETY REPAIR 4663RMC0260
0001159988 CHECK ELECTRICAL ON CONDENSATE PUMP 4619RMB0137A
0001159986 REPAIR HOT WATER  PIPE LEAKING ON HEAT EXCHANGER 4619RMB0137A
0001224816 REPAIR REPLACE FLICKERING LIGHT OUTSIDE RM 1022 4610FLR01
0001224780 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0021D
0001136021 REPAIR STEAM LEAK.   CALLED IN TO REPAIR. 4619RMB0137A
0001070751 RESET BREAKER 4663RMA0109
0001142374 ADJUST WATER PRESSURE ON URINAL 4472RM0008
0001142495 ELEVATOR 1 HAD JERKED REALLY BAD WHEN 2 PEOPLE WERE ON THE 

ELEVATOR AND IT FELT LIKE A CABLE MAY HAVE BROKE.
4201-ELEV0001

0001142494 ADJUST LOCKSET AND STRIKER PLATE FOR PROPER ALIGNMENT 
(   C399061, BLDG. 4491, ROOM 113)

4491RM0113

0001070670 UNSTOP FLOOR DRAIN 4708RM0138
0001136091 HIGH BAY STRAIGHTEN AND REINFORCE BENT/SAGGING  PIPE CHASE 

COVER PLATE, LOCATED IN FRONT OF ROLL UP DOOR OUTSIDE WEST 
SIDE OF COMPOSITE LAB 100,  BLDG. 4707.

4707FLR01

0001142139 CHECK, REPAIR OVER HEAD LEAK 4708RM0216
0001142118 REPAIR LEAKING VALVE ON URINAL 4203RM3006A
0001070767 4666SW DOOR NOT CLOSING   CHECKING 4666
0001136208 4207-NORTH WEST BOLLARDS ON GATE NOT FUNCTIONING PROPERLY.  J. 

  NOTIFIED.
4207

0001133090 REPAIR LIGHT SWITCH STUCK IN ON POSITION 4200RMG0038E
0001136178 PATCH  AND PAINT HOLES IN WALL 4471RM0178A
0001142509 4561A / OUTSIDE GROUNDHOG HAS OPENED THE UNDERPINNING ON THE 

NORTHWEST CORNER AND GOES IN AND OUT UNDER THE BUILDING. 4561

0001070699 IN CAFETERIA, NEED SOME BOARDS BOLTED TO THE WALL SO THAT A 
FIRE EXTINGUISHER BRACKET CAN BE MOUNTED AND A LARGE EYE 
BOLT CAN BE MOUNTED FOR SECURING A TANK OF SODA. CONTACT  J. 

 FOR DETAILS.

4203RM1300

0001142513  TER FILTER 4663RMA0101
0001070716 REINSTALL A "DO NOT LEAN ON RAIL SIGN" THAT HAS FALLEN DOWN 4201EAST
0001070733 CLEAN UP INSULATION AND DEBRI 4619RM0152
0001070696 VERIFY AND CORRECT THAT THE ORANGE PLUGS IN THE FRONT PART 

OF ROOM 1027 ARE ON THE BUILDING`S AUTOMATIC POWER BACKUP 
SYSTEM

4610RM1027

0001142551 REPAIR REPLACE BULB/BALLAST IN RM'S 59C & 65 4249FLR01
0001136216 REMOVE PAINT FROM HOIST HOOK, BLDG. #4571 ( PAINTERS ) 4571
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0001136035 4207 / B5A EMERGENCY LIGHT INOPERATIVE.  ADD OR EXTEND POWER 

CORD AS NECESSARY. SEE  
4207RMB0005A

0001136034 4207 / 145 IDENTIFY TWO SPARE 208 VAC 20 AMP CIRCUITS AT OR NEAR 
RACK# 1005 IN GATEWAY.

4207RM0145

0001136032 4207 / 145 ELECTRICAL HAZARD AT  WORK BENCH ON SOUTH WALL, HOT 
& NEUTRAL REVERSED.

4207RM0145

0001136464 REPAIR REPLACE BULB/BALLAST 4493RM0120
0001134507 RESET TIMER TO PARKING LOT LIGHTS 4627
0000528872 REPLACE 2 CHEMICAL PUMPS, TANK 70, SS PICKLE, NITRIC/ 

HYDROFLUORIC ACID AND TANK 68 PASSIVATION, NITRIC ACID
4760RM0102

0001136509 REPAIR OR REPLACE STEAM REGULATOR 4612RM1215
0001136204 REPAIR P-TRAP  ON SINK 4561RM0223
0001136202 REPAIR LEAKING STEAM VALVE 4659WEST
0001133069 4674 E 2 /  UNSTOP FLOOR DRAIN IN E 2 NE CORNER 4674RM0103
0001133067 4707 / 112 REPAIR BROKEN HINGES ON E-4 EQUIPMENT ROOM DOOR. 4707RMT0112E
0001133064 4491 / E-1 REPAIR COIL ON UNIT HEATER (2023) 4491RM0136
0001133078 REPAIR LOOSE COMMODE SEAT ON 6TH COMMODE 4494RM0017
0001133077 REPLACE BALLAST 4494RM0017
0001142135 PERFORM CLEAN UP (  4705RMB0125
0001142101 CONTINUOSLY RUNNING COMMODE 4619RM0211
0001142099 REPAIR LEAKING COMMODE IN MENS ROOM 4482
0001142082 REPAIR LEAK UNDERNEATH SINK BY WINDOW 4705RMA0205
0001142079 URINALS SHOOTING WATER 4483RM0106
0001132975 REPAIR REPLACE BULB/BALLAST (  4491RM0117
0001129950 REPAIR POSSIBLE LEAKING WATER FOUNTAIN IN HALL NEAR RM. 166 4619
0001133030 REMOVE EMERGENCY EYEWASH (4623-SHEW0004) IN ROOM AND 

REPLACE WITH PORTABLE EYEWASH UNIT.  CAP OFF AND SEAL DRAIN 
AND PIPING FROM REMOVED EYEWASH.

4623RM0124

0001129996 REPLACE BALLAST IN HALLWAY NEAR ROOM 501A 4610
0001130150 REPAIR/ REPLACE BULBS/BALLASTS 4583RM0122A
0001133005 RESTORE POWER TO LIGHTS ON THE WEST SIDE, 1ST FLOOR IN A-WING 4712FLR01
0001129983 REPAIR LEAKING P.O. 4201RM0315
0001130134 REPLACE LIGHT BULB INSIDE ROOM 4200RMP0107
0001130392 REPLACE BALLAST 4619RM0206
0001133021 SPRAY FOR ANTS IN ROOMS 5309 AND 5310 4203FLR05
0001133019 CHECK FOR ASBESTOS ABOVE CEILING 4200RM0914
0001133017 UNSTOP SINK 4561RM0223
0001130430 4605 HAS NO EXTERIOR LIGHTS PER MS AMRY NEAHLS.    

AHS BEEN NOTIFIED.
4605

0001130447 REPLACE BULBS (HALF ARE OUT) 4660RM0100
0001130063 REPAIR REPLACE BULB/BALLAST 4650RM0024A
0001130139 RESET BREAKER 4202RM0112
0001129885 ROOF VENTS CLOSED 4483
0001129879 REPLACE DOORSTOPS LADIES ROOM ENTRANCE AND INSIDE ENTRANCE 

DOORS C169
4663

0001130425 SPRAY FOR ANTS 4481RM0388
0001130003 4471 / 176?E1 -BACK-UP COMPRESSOR-EXPOSED ELECTRICAL WIRING- 

REPAIR/REPLACE OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-
4471RM0176

0001130013 4583/E2 /  TURN STEAM ON 4583RM0154
0001130007 4471 / 150/151 SPRAY FOR BUGS 4471FLR01
0001130739 ADJUST SIDE DOOR, JAMMING (  4610RMC0100
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001129912 REPAIR LEAKING CONDENSATE LINE IN PIT NEXT TO DUMPSTER 

(   
4653SOUTH

0001126834 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 1251 4708RM1251
0001126832 REPLACE DAMAGED CEILING TILES OUTSIDE RM. A101(2031) 4663RMA0101
0001129932 TURN STEAM ON 4566RM0147
0001129930 REPAIR LEAKNG STEAM VALVE 4666RM0263
0001129882 REHANG NO SMOKING SIGN ON S.E. CORNER OF BLDG. 4250SOUTH
0001126814 REPLACE BULBS (  4666RM0284
0001126778 REPAIR BROKEN  PRESSURE RELIEF VALVE SHOOTING WATER TO 

CEILING IN HIBAY
4483

0001130053 REPAIR ELEVATOR 4550
0001126765 POC:    @ 4-1608.  RESTORE LIGHTS. 4667RM0102D
0001130120 NO POWER 4611
0001118317 REPAIR OVERHEAD LIGHT 4482RM0100
0001124197 4612A HWP-2 ON IN ALARM 4612A-HWP0002
0001118958 4201-LIGHTS  RM117 NEEDS OVERHEAD LIGHT REPLACEMENT. 4201RM0117
0001118905 High bay light control 3 suppling light for the West sheetmetal area.   

notified.
4705

0001118596 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH 17 4705-AH0017
0001124162 REPLACE LIGHT 4250RM0059
0001124148 REPAIR CONTINUOUSLY RUNNING HOT WATER, WON'T TURN OFF 4663RMA0168
0001124143 REPAIR/ REPLACE LOCKSET 4705RM0124G
0001118336 LOOSE TILE AT THRESHOLD 4674RM0208
0001123859 CHECK LEAK ON CONDENSATE TANK 4610RMB0101
0001123860 TURN STEAM ON 4612RM0023
0001118608 ACTIVATE STEAM AND ADJUST SYSTEM SET PRESSURE ON AH13 4707-AH0013
0001124202 4464 STEAM 2 IN LOW ALARM 4464
0001124195 4200 9TH FLR LADIES ROOM DOOR CLOSURE NOT WORKING   

CHECKING
4200

0001123855 RESET BREAKER 4202RM0122
0001123624 REMOVE WASP NEST 4610RM1033A
0001123494 REPAIR REPLACE FLANGE ON STEAM STATION  ON THE EAST END OF 

BLDG.
4759EAST

0001123711 TURN OFF FIRE ALARMS AWING 1ST AND 2ND FLOOR RESTROOMS - 7:00 
SATURDAY 10/22/05

4663

0001123696 REPLACE BALLAST 4711RME0122
0001123686 CHECK RED LIGHT BULB 4487RMB0209L
0001118392 WATER LEAK UNDER KITCHEN SINK 4249RM0124
0001126848 UNSTOP MIDDLE COMMODE 4200RM0721
0001118952 REMOVE OLD DRAIN PAN FROM EQUIPMENT ROOM E-1. 4663RMB0010
0001123657 4471-RMC113 AHS AN OVERHEAD LIGHT OUT.    NOTIFIED. 4471RMC0113
0001123641 PUT RED ROUND OUTLET BOX BACK IN PLACE AND SECURE 4200RM0916
0001123626 REPAIR/ REPLACE CEILING TILE ABOUT TO FALL 4494RM0020
0001118918 REPAIR LEAKING FAUCET ON SINK 4201RM0213
0001123781 REPAIR LOOSE CARPET 4200RM0910
0001124234 SPRAY FOR YELLOW JACKETS BETWEEN AWING AND BWING ON THE 

2ND FLR
4663FLR02

0001113392 CHECK, REPAIR LEAK, WATER ON THE FLOOR 4650RM0113
0001118382 REPLACE BALLAST ROOMS A211 AND A213 4487
0001118342 LADIES RESTROOM 1001 UNSTOP COMMODE 4203
0001118440 RESTORE POWER 4202RM0120
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001118402 4202 EAST AUTOMATIC DOORS ARE NOT OPERATING PROPERLY.  DALE 

  NOTIFIED.
4202

0001118346 REPAIR BROKEN CONDUIT 4759RM0101
0001121028 STRETCH BUCKLING CARPET INSIDE DOORWAY 4610RM2058
0001110742 CLEAN OUT/UNSTOP FLOOR DRAIN IN STAIRWELL 4610RMB0100
0001110292 PRIME FLOOR DRAIN (  4572RM0105
0001118873 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4202

0001118555 REPAIR LEAK UNDER SINK 4203RM4437
0001118857 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4761

0001118619 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4250

0001118618 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4244

0001118447 4650 / 108 REPLACE CEILING TILES 4650RM0108
0001118492 SPRAY FOR ANTS 4610RM4002
0001102651 REPLACE MISSING CEILING TILES 4656RM0203
0001118439 4650 / 131 REPLACE BULBS AND BALLAST 4650RM0131
0001118436 4650 / 000 REPLACE BULBS AND BALLAST IN HALLWAY NEAR 117 4650
0001110290 PRIME FLOOR TRAP (FLOOR DRAINS)   NOTIFIED 4674RM0116
0001118626 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4481

0001118622 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4241

0001118611 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 
CONDENSATES

4727

0001121024 4660 /  OPEN STEAM VALVE, NORTH LEG, NORTH SIDE OF 4660 4660NORTH
0001121023 4760 PLATE SHOP /  REPLACE WORN SCREEN ASSEMBLIES  SHEW 003 4760-SHEW0003
0001110708 REPAIR REPLACE BALLAST (  4202RM0419
0001110700 SPRAY FOR GNATS 4202RM0200A
0001110318 4755 /  REMOVE DEAD BIRDS FROM ROOM 400C E-3 4755RM0400C
0001110315 4250 / 71 UNSTOP COMMODE IN MEN`S ROOM. 4250RM0071
0001105689 CLEAN OFF ROOFS AT THE TWO SOUTHERN ENTRANCES ON 4481. 4481-ROOF0004
0001118589 LOWBAY MEN`S ROOM THE URINAL CLOSEST TO THE STALL WILL NOT 

FLUSH AND THE LAST STALL WILL NOT FLUSH.  PLEASE REPAIR
4708RM1131A

0001118305 UNSTOP DRAIN ROOM 112A 4663
0001121003 REPLACE CEILING TILES THROUGHOUT BLDG. IN AREA'S WHERE 02 

SENSORS WERE REMOVED ( APPROX. 60)
4487

0001121002 THE WATER FAUCET NEAREST THE REFRIG. IS LEAKY.  IT`S DIFFICULT 
TO TURN THE WATER COMPLETELY OFF.

4674RM0119

0001110696 SPRAY FOR ANTS 4203RM6145
0001118287 LADIES BATHROOM 4TH FLOOR TOILET FLUSHING CONTINUOUSLY 4203
0001118285 THERMOSTAT NEEDS TO BE REPLACED (TRAILOR BEHIND 4436) 4436
0001120960 SPRAY FOR ANTS 4718FLR03
0001113430 REPLACE DAMAGED CEILING TILES (2031) 4203RM1005
0001110388 4666 STAIRWELL NEXT TO ROOM 357 REPPAIR LIGHTS 4666RM0357
0001113421 REPLACE DAMAGED CEILING TILES (2031) 4610RM1008
0001110341 ELEVATOR JERKING 4203-ELEV0004
0001110374 CHECK THE GENERATOR FOR AN AUDIBLE ALARM.    

NOTIFIED.
4718

0001110695 SPRAY FOR ANTS 4610RM1078
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WONUM DESCRIPTION LOCATION
0001118598 ACTIVATE STEAM AND ADJUST REGULATORS AND DRAIN 

CONDENSATES
4765

0001118450 SPRAY FOR ANTS 4610RM3090
0001118498 DOOR TO NORTH STAIRWELL IS STUCK CLOSED 4203FLR04
0001102671 REPAIR HST0001 IN BAY C 4777FLR01
0001102257 UNSTOP CENTER SINK 4200RM0325
0001102254 REPLACE BAD WIRING ON SUMP PUMP0001 (     

FAMILIAR
4570RMB0055

0001102253 REPAIR ROOF LEAK IN RM A109 ( SEE USER) 4436FLR01
0001102251 REPAIR REPLACE BALLAST 4610RM2092
0001102239 REPAIR EXHAUST FAN 4566RM0120
0001102235 4464 /  CLEAN SCREENS ON EW 0001 4464-EW0001
0001102075 CLEAN MOLDY DOORS IN ROOMS 147A AND 148A 4619FLR01
0001102074 C LEAN AIR VENTS IN ROOMS 147A AND 148A 4619FLR01
0001102320 REPLACE BULBS OUTSIDE AWING 4487-AWING
0001102295 REPAIR CEILING LEAK AND REPLACE TILES  OUTSIDE OF ROOMS 614 AND 

615A
4202

0001095808 REMOVE OLD THERMOSTAT 4619RM0223
0001095840 4638 / 100 STRIP THE PAINT OFF THE HOOKS OF NEW CRANE EAST END OF 

4619.
4638RM0100

0001102318 RESET BREAKER 4561RMA0204
0001095563 4761 ALARM BY DOOR 107   CHECKING 4761
0001095545 SLIDING DOOR WON'T CLOSE 4708WEST
0001095544 REPAIR LEAKING COMMODE (LAST STALL) 4663RMA0210
0001102193 COMMODE NOT FLUSHING PROPERLY 4200RM0919
0001095340 UNSTOP SINK 4570RM0112
0001095507 PERFORM WATER CLEAN UP (  4200RMG0001
0001102180 REPAIR/REPLACE LIGHT IN RM 117, 106 4752FLR01
0001102176 4201 / ROOF CHECK AND RESTORE LIGHTS OUTSIDE ON ROOF 

PENTHOUSE.
4201

0001102120 REPLACE BULBS OVER DESK 4200RM0716
0001098671 CHECK, REPAIR SLIDING DOOR 4649FLR01
0001095802 REPLACE EMERGENCY LIGHT (4491-LTS0034) IN CONFERENCE ROOM 4491RM0111
0001095471 REPLACE WET CEILING TILES IN UNISEX RR 4739
0001098751 REPAIR REPLACE BULB/BALLAST LOCATED BETWEEN RM'S 30A & 30B 4250FLR01
0001098747 CEILING TILE IS STILL LOOSE, EXTENDING OUTWARD.  FEAR OF FALLING 

AND CAUSING A SAFETY PROBLEM.  PLEASE CORRECT, SUBMITTED FOR 
PORTIA DISCHINGER, IS05 MANAGER

4200RM0518B

0001098736 PLEASE REPAIR/REPLACE EMERGENCY LIGHT IN HALLWAY JUST 
OUTSIDE ROOM 103.

4708FLR01

0001098688 REPAIR OVERFLOWING COMMODE 4203RM2006A
0001098669 (INDIAN CREEK FACILITY) CLEAR OUT AREA AT END OF DITCH DOWN TO 

THE LINER TO ALLOW FOR WATER SAMPLING (PREFERABLY BY THE 
FIRST WEEK OF OCTOBER)

4771

0001095369 HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN THE FIRST 
FLOOR NORTH HALLWAY

4708FLR01

0001102114 REPAIR REPLACE BULB/BALLAST 4653RM0027A
0001098733 PLEASE REPAIR COMMODE TO THE RIGHT IN LADIES RESTROOM 137 4708RM0137
0001095494 PLEASE REPAIR CEILING LEAK AND REPLACE WET CEILING TILE IN 

ROOM 1215
4708RM1215

0001092607 SPRAY FOR ANTS 4201RM0601C
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0001095492 ALL SEVERAL CEILING TILES NEED TO BE REPLACED DUE TO MOLD 

GROWTH.
4467FLR01

0001095575 CLEAN OUT GUTTERS ON 4475. 4475-ROOF0001
0001095395 REPAIR LEAKING FLUSH VALVE ON 1ST COMMODE 4200RM0606
0001095474 REPAIR CEILING LEAK 4610RM2065
0001092587 REPAIR #1 FADER ON TV LIGHTING CONTROL PANEL 4200RM0160
0001092585 UNSTOP COMMODE IN MEN'S RM NEAR RM 100W 4205FLR01
0001102289 REPAIR, REPLACE NOISY BALLAST/BULBS 4200RM0715
0001095316 REBOLT , ANCHOR DOWN CHAIRS #3, 4, 14 & 15 ON THE 2ND ROW 4200RM0160
0001095351 SPRAY FOR ANTS IN ROOMS 3058 AND 3060 4610FLR03
0001095816 4200 MEN ROOM 1ST FLOOR STALL ONE STOPPED UP/STALL-3 WANT 

FLUSH WEATHERS CHECKING
4200RM0152

0001097655 RECORD AMPAGE DRAW ON AH-SUPPLY AIR FANS 4619RM0201
0001098696 PAINT STAND FOR HUMIDIFIER 4708RM1110B
0001102199 4471-ROOF0001 /  CLEAN OUT GREEN PLANTS GROWING IN GUTTERS ALL 

AROUND BUILDING, 4471.
4471-ROOF0001

0001102198 4653 / 14,13,20 REPAIR LEAKING ROOF AND REPLACE DAMAGED CIELING 
TILES.

4653

0001102185 INSULATE CONDENSATE LINE (  4475RM0114
0001092595 REPLACE BROKEN STRAINER ON A/C ON ROOF 4707
0001102336 REPLACE WATER PRESSURE REGULATOR AND BAD PIPING ON HOT 

WATER SYSTEM (   
4612RM0023

0001102169 REPAIR BROKEN DOOR KNOB (   AWARE) 4712RMA0100
0001102159 REPAIR INOPERABLE ELEVATOR 4200-ELEV0001
0001098655 REPAIR, REPLACE DEAD BOLT ON DOOR 4623RM0100
0001092609 SPRAY FOR ANTS 4201RM0126
0001092608 SPRAY FOR ANTS 4201RM0234
0001095534 PERFORM GENERAL CLEAN UP IN EQUIPMENT RM (   FAMILIAR) 4203FLR04

0001102287 UNSTOP GARBAGE DISPOSAL 4494RM0014
0001102140 UNSTOP HANDICAP COMMODE 4203RMB0003A
0001095809 RESTORE POWER TO AC#4 (   FAMILIAR) 4619RM0151
0001095790 REPAIR/ REPLACE AIR HOSE (   FAMILIAR) 4650
0001095785 REPAIR/ REPLACE BULBS/BALLAST 4708RM1231
0001095389 REPAIR LEAKING FLUSH VALVE ON 2ND COMMODE 4200RM0325
0001095388 TIGHTEN LOOSE CARRIAGE BOLTS  ON 1ST COMMODE 4200RM0331
0001095385 REPAIR LEAKING URINAL 4200RM0152
0001095365 REPLACE BROKEN LATCH ON 1ST STALL 4203RM6001A
0001095450 REPAIR ROOF LEAK, TILES OUT 4739RM0100
0001102268 SPRAY FOR ANTS 4728RM0103
0001102263 REPLACE HOSE BIBB AND GUAGES ON HOT WATER SYSTEM ( 

  
4612RM0023

0001102103 REPAIR ASPHALT ON EAST ENTRANCE OF BLDG. 4539EAST
0001095588 ADJUST DOORS IN ROOMS 114 C AND D (   FAMILIAR) 4312RM0114
0001084037 REPAIR/ REPLACE BROKEN DOOR HANDLE 4663RMA0286
0001089672 REPAIR EXHAUST FAN 4610RM1033A
0001089656 REPAIR WATER LEAK BEHIND CURTAIN NEXT TO ROOM 109B 4707
0001089652 INVESTIGATE WATER LEAK RUNNING IN DRAIN 4250WEST
0001089772 REPLACE TWO LIGHTS IN BWING STAIR TOWER/ EAST END 4663-BWING
0001086989 UNSTOP URINAL 4656RM0108
0001083972 SPRAY FOR BUGS - CALL   TO UNLOCK DOORS 4200RM0422
0001090334 REPLACE BALLAST 4732RM0121
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0001084063 UNSTOP SINK 4649RM0103
0001089745 REPAIR/ADJUST FIRE DOOR GOING TO STAIRWELL NEAR RM C167, DOOR 

IS DRAGGING AND NOT CLOSING PROPERLY
4487FLR01-C

0001084055 LAST URINAL LEAKING ON TO FLOOR 4200RM0152
0001084053 LEAKING COMMODE 4663RMA0210
0001084136 REPAIR/ REPLACE BULBS/BALLASTS IN HALLWAY AND IN LOBBY 4723SOUTH
0001092646 RESET BREAKER 4200RM0932
0001083976 4663 / B102B CHECK LEAK AND REPLACE DAMAGED CEILING TILE. 4663RMB0102
0001083966 ROLLUP DOOR STUCK HALFWAY - WON'T GO UP OR DOWN - BELT OFF 4561
0001083876 CLEAN STRAINERS ON HOT WATER SYSTEM (   FAMILIAR) 4610RMB0101
0001090568 4605 / E-01 CLEAN FLOOR AROUND PUMPS IN EQUIPMENT ROOM 4605RM0031
0001083928 4660 / OUTSIDE REPAIR DRAIN OUTSIDE OF THE SOUTH SIDE BUILDINGS  

FROM DRAINING ONTO THE GROUND.
4660SOUTH

0001083781 INOPERABLE ELEVATORS IN CENTER OF BLDG. AND ON EAST SIDE 4610
0001089851 PICK UP DEBRI LUMBER FROM ROAD 4732
0001087047 REPAIR BROKEN DOOR CLOSER, HANGING LOOSE 4487RMC0159
0001092589 REMOVE EXTENSION CORD AND REPLACE OUTLETS  WTIH STANDARD 

OUTLETS (CONTACT USER OR   AT 544-8836)
4605RM0013C

0001090330 REPAIR BROKEN CABLE ON ROLL UP DOOR #7 4483FLR01
0001089877 REPLACE DAMAGED FLOOR TILES ( POC  4612RM1509
0001084064 BROWN WATER THROUGHOUT BUILDING - WATERFOUNTAINS, SINKS, 

ETC.
4708

0001083855 REPAIR REPLACE BULBS BALLAST 4650RM0120
0001087011 4200 / G1 DISASSEMBLE AND CLEAN OUT HEAT EXCHANGERS ON 

POTABLE WATER PUMPS (4200-PMP0001, 0002 AND 0003)
4200RMG0001

0001084040 REPAIR HOLE IN WALL 4660RM0101
0001083778 REPLACE FLICKERING LIGHTS 4201RM0602
0001083774 REPAIR FLUSH HANDLE ON COMMODE 4708RM0211
0001090527 COMMODE WON'T FLUSH 4627RM0110
0001089692 UNSTOP COMMODE, FULL OF WASTE (  4487RMC0219
0001090525 SPRAY FOR ANTS AND ROACHES 4702
0001090510 RESTORE POWER 4666RM0234D
0001083952 REPLACE BULBS IN ROOM D115 4712FLR01
0001083871 REPLACE EMERGENCY LIGHTS IN ROOMS 101, 113 AND 114 4674FLR01
0001084129 REPAIR HOLES IN WALL IN THE KITCHEN 4471RM0178A
0001083917 REPLACE CEILING TILES 4471RM0192C
0001090507 CONTINUOUSLY RUNNING COMMODE 4202RMB0118
0001090319 4727 / E-2 INSTALL NEW FILTERS IN AHU`S. 2326 4727RM0114A
0001090585 NO LIGHTS--BURNING SMELL 4755RM0110B
0001089751 SPRAY FOR ANTS 4203RM5122
0001087029 UNSTOP DRAIN IN SUMP 4656RM0100
0001087021 4610-SPMP1-SUHIAL IN ALARM, W.   NOTIFIED. 4610-SPMP001B
0001084005 4611 no power on pumps   checking 4611
0001086997 REPLACE DAMAGED CEILING TILE 4650RM0207
0001086995 RECONNECT ELECTRICAL CABLES TO XRAY SYSTEM 4487RMC0176
0001083903 SOMETHING SMELLS DEAD 4605RM0009
0001077465 PLEASE PLACE BAIT TRAPS FOR ANTS - OCCUPANT HAS ASKED THAT 

TRAPS BE PLACED INSTEAD OF SPRAYING AS THE SMELL OF THE SPRAY 
BOTHERS HIM

4708RM0141

0001077426 UNSTOP SINK 4200RM0817
0001077425 REPLACE BALLAST IN HALL NEAR ROOM 68 4250
0001084067 REPAIR FLUSH HANDLE ON URINAL 4650RM0111
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0001084205 REPAIR REPLACE BULB/BALLAST ON THE WEST OF BLDG 4760FLR01
0001084204 REPLACE PLUG ON HYDRAULIC BENDER 4650
0001084197 SPRAY FOR ANTS IN THE HALL BY W111 & W110 4711FLR01
0001089698 UNSTOP SINK 4610RM4001
0001089866 REPAIR CRANE IN WEST HIBAY, INOPERABLE 4708FLR01
0001089855 REPAIR REPLACE LOCK/HANDLE. LATCH IS FROZEN AND IF DOOR 

CLOSES THERE IS NO ACCESS IN OR OUT
4200RM0320

0001083891 REPAIR DRUM CRUSHER (  4640
0001083863 4493-AH0006 /  VACCUM OUT RETURN PLENUM BETWEEN UNIT AND 

OUTSIDE AIR GRILLE.
4493-AH0006

0001083861 4493 / E-4 VACCUM OUT RETURN AIR PLENUM ON AH-0007 BETWEEN 
FILTERS AND OUTSIDE AIR GRILLE. 2333

4493RM0155

0001083830 4760 / 106 PLEASE RECONNECT DI WATER LINE TO TANK 42B 4760RM0106
0001089834 FIND THE BREAKER FOR THE HOT WIRES TAPED ON THE WEST 

EQUIPMENT ROOM WALL, CUT IT OFF AND REMOVE THE WIRES AND 
PLUG THE HOLE AND RELABEL THE BREAKER APPROPRIATELY.

4481RM0318K

0001083856 ADJUST SLIDING DOOR (  4203SOUTH
0001083770 SPRAY FOR SPIDERS IN ROOMS 1018, 1020, 1026, 1030 4612
0001089664 REPAIR LEAK 4201RMB0009
0001089822 PLEASE REPLACE BURNED OUT LIGHT BULBS IN MECHANICAL CHASE 

BEHIND 116.
4708RM0153

0001087020 REPAIR LEAK ON [3RD]  COMMODE FLUSH VALVE 4650RM0027
0001086970 REPAIR ASPHALT ON THE SOUTH AND EAST SIDE 4570
0001064352 4663 / B204 REPLACE BULBS IN TRACK LIGHTS. 4663RMB0204
0001064467 REPAIR REPLACE COVER ON LIGHT AND REPLACE BULB/BALLAT ( 

COVER TAPED)
4200RM0828F

0001064461 REPAIR REPLACE SENSOR ON AUTOMATIC DOORS TO LOBBY 4200WEST
0001064454 REPAIR LEAKING SPRINKLER HEAD NEAR 1121 4708FLR01
0001070426 REPAIR, REPLACE LEAKING FAUCET 4619RMB0136
0001070425 REPLACE LEAKING PIPE IN THE CEILING 4619RMB0136
0001070526 4203 HALLWAY OUTSIDE RMB4 NEEDS CEILING TILES REPLACED. 4203
0001070618 4570 /  REPLACE TEMPORY PUMP IN NORTH STAIRWELL 4570NORTH
0001070456 CLEAN ALL DEBRIS IN ROOM ,AT THE TOP OF ELEVATOR . 4708-ROOF0004
0001070454 SPRAY FOR BITING BUGS IN OFFICE D110, BLDG. 4712. 4712RMD0110
0001070330 4487 RM C171 SPRAY FOR HORNETS NEST 4487RMC0171
0001070327 REPAIR WATER FOUNTAIN IN HALLNEAR C108, NOT COOLING 4663FLR02-C
0001077503 4650 / 0120 REPAIR HUMIDIFIER / LEAKING WATER ON FLOOR 4650RM0120
0001070519 REPAIR REPLACE BULB/BALLAST IN 1007 & CUB. 1010 4203FLR01
0001070447 REPAIR LIGHT SWITCH CANNOT TURN LIGHTS OFF IN CONFERENCE 

ROOM
4612RM1008

0001077750 4471-WATER-LEAK  USER REPORTS LEAK IN KITCHEN AREA.  
PIPEFITTERS WILL BE NOTIFIED.

4471

0001077609 4708 / 112 PLEASE REPAIR DOOR KNOB TO LADIES RESTROOM 112. 4708RM0112
0001070612 OVERFLOWING COMMODE 4493RM0108
0001070574 REPAIR POTABLE WATER LEAK (  4561RM0114
0001064273 REPAIR SENSORS FOR ROTARY FILE 4566RM0154A
0001077698 REPAIR REPLACE BULBS BALLAST 4203RM2219
0001077751 4485-WATER-LEAK  USER REPORTS WATER LEAK COMING FROM RM 128.  

FITTERS WILL BE NOTIFIED.
4485

0001070607 4708 / 201 PLEASE SPRAY FOR ANTS ROOMS 201 THRU 209 4708RM0201
0001070603 PAINT DOOR 4202RM0410
0001070597 SPRAY FOR TERMITES 4554RM0104
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0001077649 4487-STEAM LEAK  FITTERS NEED TO REPLACE GASKET JUST PAST MAIN 

STEAM VALVE.  PER  
4487

0001077736 ELECTRICAL OUTLET SHORTED OUT - SHOOTS FIRE IF YOU TRY TO PLUG 
INTO IT

4481RM0331

0001077717 Need Sheetmetal to move ductwork (cleanroom) to Building 4624 4619
0001077611 REPAIR COVERS ON LIGHT FIXTURES 4353RM0130
0001070381 SPRAY FOR ANTS CLOSE TO ATM MACINE IN LOBBY AREA 4203
0001064104 AMP SIX CIRCUITS PREFERABLY BY 8/22/05--CONTACT USER FOR 

DETAILS
4663RMA0109

0001077532 REPAIR CONTINUOUSLY RUNNING WATER FOUNTAIN IN HALL NEAR RM 
105

4464FLR01

0001077528 REPAIR LIGHT SENSOR AT STEPS UNDER COVERED WALK AREA FROM 
THE NORTH PARKING LOT

4200NORTH

0001070648 RESTORE STEAM 4705RME0101
0001070646 REPAIR REPLACE BULB/BALLAST IN RM'S C105B & C110 4705FLR01
0001070645 REPAIR REPLACE BULB/BALLAST 4610RM5033
0001077760 REPAIR BURSTED HW  TANK/ WATER IN CARPET NEAR RM 128 4485RM0128
0001077562 REPAIR REPLACE LADDER IN STEAM PIT IN EAST TEST (   R. 

  FAMILIAR
MSFC

0001077507 SPRAY FOR ANTS 1ST FLOOR 4712FLR01
0001077666 4708 / 216 ASBESTOUS  REMOVAL PLEASE REPAIR CEILING LEAK IN 

CONFERENCE ROOM 216 AND REPLACE WET CEILING TILES
4708RM0216

0001070376 CHECK FOR DEAD ANIMAL IN WALL AT NORTH ENTRANCE ( BAD ODOR) 4723NORTH

0001070507 SPRAY FOR ANTS 4663RMC0170
0001070503 REPAIR CONTINUOUSLY RUNNING COMMODE IN HANDICAP STALL 4250RM0070
0001070502 REPAIR CONDENSATE LEAK 4663RMB0203
0001070501 REPAIR CONDENSATE LEAK 4663RMB0211
0001064237 BEACON STREET GATE... BREAKER NEEDS TO BE REPLACED.  BREAKER 

BOX IS LOCATED IN BUILDING 4612 ROOM 1038.  IT IS LABELED #7 
(BEACON STREET POWER)... POC WILL BE    HIS 
CELL NUMBER IS 755-0635.

4612RM1038

0001064236 OFFICE REMOVE OLD CONTROL PANEL, AND ASSOCIATED WIRING, 
CONDUITS, ETC. ON WEST WALL FROM THE OFFICE.  IT IS NO LONGER IN 
USE.

4660

0001077758 REPLACE TWO COMMODE SEATS 4485RM0117
0001077752 REPAIR EXHAUST FAN 4700
0001077502 4666 / OUTSIDE REPAIR WARNING SIGN AND SIGNALS THAT WERE 

BLOWN DOWN FROM THE TELEPHONE POLE ON DODD RD. NEAR THE 
NORTH DRIVEWAY TO BUILDING 4666

4666

0001064312 REPAIR CELING LEAK 4487RMB0112
0001064413 4707 / LEVEL 1 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 

FIXTURES, WALLS AND RAILINGS ON THE LEVEL 1 OF BUILDING 4707 
TOWER.

4707

0001064412 4707 / LEVEL 2 CLEAN UP SIPDER WEBS OFF THE CEILING, LIGHT 
FIXTURES, WALLS AND RAILINGS ON THE LEVEL 2 OF BUILDING 4707 
TOWER.

4707

0001064090 MODIFY LID ON STEAM PIT (   FAMILIAR) /  4539
0001064088 REPAIR, REPLACE BULB/BALLAST IN N.W HALL 4708FLR01
0001064507 NO LIGHTS IN ROOMS A270 AND A272 4663-AWING
0001077620 SKUNK UNDER TRAILOR  RELEASED HIS SCENT - BUILDING 4561A 4561

Page 257 of 330

(b)(4)

(b)(4)(b)(4)

(b)(4)(b)(4)

(b)(4)

(b)(4)

(b)(4)



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001077690 WEST ENTRANCE FLOOR TILE NEEDS REPLACING BY VENDING MACHINE 4755

0001077686 SPRAY FOR ANTS 4610RM2042
0001077676 LADIES RESTROOM UNSTOP COMMODE NEXT TO HANDICAP GROUND 

FLOOR (BASEMENT)
4200

0001070313 SET TRAPS IN THE CEILING FOR CRITTERS 4481RM0101C
0001064488 REPAINT OUT SIDE SIGNS FOR " COMBINED FEDERAL CAMPAIGN" MSFC
0001064485 REPAIR CONCRETE RAMP AT THE WEST END, DOOR #6 ( TRIPPING 

HAZZARD)
4653WEST

0001064205 STRIPE LINES IN FRONT OF CARD READER 4207
0001077683 UNSTOP ALL SINKS 4203RM5006A
0001070441 BOLLARDS NE SIDE - ONE BOLLARD DOES NOT GO UP AND DOWN AS IT 

SHOULD
4207

0001070438 WASPS ON THE WEST SIDE STORAGE AREA- SECURITY FENCED- CALL 
HIM FOR KEY

4623

0001070435 SPRAY FOR ROACHES 4655RM0113
0001070361 REPLACE PHOTO CELL ON NORTH EAST CORNER LIGHT. 4561
0001070486 STOP SIGN DOWN IN PARKING LOT ON EAST SIDE 4663
0001070636 GATE C6  WEST TEST AREA GATE C6 BLOWN OPEN BY WIND. 4666
0001077663 URINALS NOT DRAINING PROPERLY (   NOTIFIED) 4200RMP0105
0001070356 REPLACE DAMAGED CEILING TILES (2031) 4610RM2014
0001070351 REPLACE DAMAGED CEILING TILES IN CUBICLE (2031) 4203RM6108
0001064387 PUMP OUT ACCESS WELL IN PIT TO BASEMENT ( SUMP PUMP MISSING) 4570
0001064307 REPAIR OVER HEAD LEAK , TILES FELL OUT/   CHECKING 4708RM0141A
0001057504 4203 GROUND FLOOR WATER FOUNTAIN STOPPED UP WEATHERS 

CHECKING
4203

0001057375 REPLACE BALLAST 4200RM0712E
0001064298 SPRAY FOR MOSQUITOES 4705RMC0109
0001070409 WELDING MACHINE#855 IS ARCING IN THE ELECTRICAL PANEL. ( 

ELECTRICIAN)
4638RM0100

0001070408 ADJUST DOOR CLOSURE. CONTACT   FOR ACCESS @ 961-
4649

4708RM1112

0001057667 PUMP OUT IN GROUND SUMP AND STORE UNTIL PMP IS REPAIRED IN THE 
4744

MSFC

0001057624 REPAIR INSULATION DAMAGED BY ROOF LEAK 4754
0001064500 4487 NORTH SIDE PARKING LOT LIGHTS OFF ;   CHECKING 4487
0001064287 CHARLIE 1 GATE LIGHTS NOT WORKING 4666
0001057849 REPLACE COMMODE SEAT IN 1ST STALL 4201RM0507
0001057842 PRIME AND PAINT HANGERS (  4539
0001057512 PAINT DECK PLATE IN HIBAY 4656
0001057415 CONT RUN TOLIET 4475FLR01
0001057414 CLEAN UP SIPDER WEBS OFF THE DOORS, WALLS  AND CLEAN UP THE 

FLOORS  IN ROOM 129C OF BUILDING 4707.
4707RM0129C

0001064233 CHECK, REMOVE SNAKE FROM DRAINAGE DITCH AT STEPS IN N. W 
PARKING LOT

4708

0001064228 REPLACE EXISTING KEY OPERATED SWITCH ON THE PENDANT OF 4705-
CRN0005 WITH A NEW KEY OPERATED SWITCH THAT ALLOWS REMOVAL 
OF KEY IN OFF POSITION ONLY

4705-CRN0005

0001057657 REPAIR STEAM EYE TX22:READING LOST (LOCATED IN E-2):   
NOTIFIED

4249

0001064068 UNSTOP LINE TO BAND SAW COMING FROM DUST COLLECTOR 4471
0001064136 REPAIR HANDICAP LIFT 4487
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WONUM DESCRIPTION LOCATION
0001064133 REPLACE DOOR STOP 4610RM3051
0001064128 REPAIR ICE MACHINE NEAR HVAC SHOP (  4650FLR01
0001064404 4707 / T104 CLEAN UP ROOM T104 OF BUILDING 4707 TOWER. 4707RMT0104
0001057555 REPLACE BULB OVER PRINTER IN HALLWAY NEAR ROOM 101 4306
0001064202 REPAIR LEAKING FLUSH VALVE 4250RM0071
0001064184 REPAIR LEAKING COMMODE 4485RM0129A
0001057827 REINSTALL GRATE OVER TRENCH OUTSIDE, SOUTH SIDE 4619SOUTH
0001057490 REPAIR REPLACE DOOR ON CABINET 4607RM0105
0001057371 REPLACE DAMAGED AND MISSING CEILING TILES IN THE HALL NEAR RM 

C113
4471FLR01

0001057361 REPLACE MOTION SENSOR 4654RM0131
0001057350 REPLACE DOOR HEADER 4487RMA0102
0001057646 REPLACE BROKEN CEILING TILE IN MAIN ENTRANCE TO CIO 4207RM0100
0001057793 SET LIVE TRAP FOR CATS 4471RM0178B
0001050712 4708 / BASEMENT PLEASE SPRAY THE BASEMENT FOR ANTS AND 

ROACHES
4708BSMT

0001057467 REPLACE EXPIRED EYEWASH BOTTLES (  4549RM0105
0001064196 ADJUST CARD READER DOOR 4708RM1107
0001064182 REPLACE LIGHT IN FUME HOOD 4711RME0111
0001064154 4464-MID01 HAD A TRIPPED BREAKER.    NOTIFIED. 4464
0001064140 REPLACE BALLAST IN HALLWAY NEAR RM. A167 4487RMA0167
0001057541 REPAIR LEAK ON COMPRESSOR IN EQUIP. RM NEAR RM B11 4201RMB0011
0001057480 REPLACE DAMAGED CEILING TILE 4471RM0203
0001057772 REPLACE POTABLE WATER FILTER (2023) 4666RM0108
0001064225 REPLACE THE EXISTING KEY OPERATED SWITCH ON THE PENDANT OF 

CRN0003 WITH A NEW KEY OPERATED SWITCH THAT ALLOWS REMOVAL 
OF KEY IN OFF POSITION ONLY

4705-CRN0003

0001057451 REATTACH EMERGENCY LIGHTS IN VALVE SHOP 4650
0001064174 HEATER LEAKING NEXT TO ROOL UP DOOR. 4760RM0116
0001057691 REPAIR COMMODE LEAKING AT THE BASE 4202RM0508
0001044060 REPAIR LOCKING ASSEMBLY ON DOOR. 4715
0001050673 REPAIR REPLACE BULB/BALLAST, LIGHT FLICKERING 4610RM2092
0001050760 4727-ROOF0002 /  REPAIR PERIMETER OF ROOF @ 30`. 4727-ROOF0002
0001050748 4699B / XXXX POC:    @ 4-8154.  SPRAY & REMOVE ALL 

VEGETATION AROUND THE BOTTLE BATTERY INCLUDING THE 
GRAVELED AREAS.

4699

0001050431 PRESSURE WASH AND PAINT FLOOR GRATE 4619RM0146
0001050800 SPRAY FOR INSECTS 4663RMB0102
0001050798 REPAIR AWING LOADING DOCK ELEVATOR 4487-AWING
0001044128 4638 / 100 REPAIR WELDING MACHINE#837 4638RM0100
0001043963 INOPERABLE EXHAUST FAN 4487RMB0189M
0001050865 PERFORM CLEAN UP 4612RM0104A
0001050862 REPLACE BULB 4755RM0312
0001050451 CLEAN OUT PUMP AND DEODORIZE 4712RMC0108
0001050781 REPAIR CONDENSATE LEAK IN AC DUCT WORK 4487RMA0165
0001050617 4718-ROOF0001 /  REPAIR HOLES IN ROOF MEMBRANE. 4718-ROOF0001
0001050572 PICK UP AND REMOVE OLD PIPING (POC  4660EAST
0001050569 RECONNECT HWP0001 (   FAMILIAR)  4583-HWP0001
0001050439 4250 / ALL NEED TO SPRAY THE BUILDING FOR BUGS. 4250
0001044200 REMOVE POWER FROM PANEL 4708RM0180
0001044194 SPRAY FOR WASPS IN DUMPSTER ON THE EAST SIDE 4353EAST
0001044107 SPRAY FOR ANTS 4610RM5025
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0001044099 PRIME FLOOR DRAINS (  4572RM0105
0001050484 SPRAY FOR ANTS IN RM'S C113 & C115 4663FLR01-C
0001044020 REPAIR DOOR CLOSER, ON OUTTER DOOR 4561RM0223
0001043867 SPRAY FOR ANTS 4202RM0111
0001044202 REPAIR ELEV0002, STUCK ON THE 8TH FLR (  4200-ELEV0002
0001050542 CLEAN RETURN AIR FLOW VENTS (POC   AT 544-1450) 4207RM0101
0001050740 REPAIR/REPLACE LIGHT IN CUBICLE #5 4200RM0604
0001044261 WATER COOLER DRAINING SLOW 4612RM0004
0001044257 REPAIR LEAKING CHILL WATER VALVE 4612RM1508
0001044111 REPLACE DEFECTIVE SELLENOID VALVE 4700
0001043947 INSULATE STEAM LINES AT ROLLUP DOOR (  4619RMB0137A
0001044165 REPAIR/REPLACE BULBS AND BALLASTS IN ROOM B101A OF BUILDING 

4712.
4712RMB0101A

0001043967 REPAIR EXHAUST FAN (  4487RMB0257A
0001043966 REPAIR REPLACE BULB/BALLAST IN ELEV. MACHINE RM (  4202PENT
0001050657 REPAIR ICE MACHINE 4315RM0100
0001050655 4553 RM 107 /  UNSTOP URINAL 4553RM0107
0001050446 LABEL BREAKERS ON ELECTRICAL PANEL IN HALL ACROSS FROM 

MACHINE SHOP
4623

0001050586 REPAIR BROKEN WATER VALVE FITTING --NO WATER-- T0298
0001050560 REPAIR LEAKING FAUCET RM 120 4566RM0120
0001050841 REPLACE MISSING  INSULATION ON 4 ELBOWS SOUTHERN SIDE. 4618-ROOF0001
0001050824 REPAIR  LOOSE DOOR HANDLE/KNOB 4203FLR03
0001050799 REPLACE  DAMAGED CEILING TILES OUTSIDE OF ROOM 4471RMC0106
0001044214 REPAIR/ REPLACE FAUCET (  4712RMB0300
0001050677 PATCH & PAINT DAMAGED WALLS 4572RM0204
0001044155 4572RM105 /  2ND URNAL DRAINING SLOW 4572RM0105
0001044199 4250 RM 35E /  REPLACE STAINED CEILING TILES. 4250RM0035E
0001043901 4610-DOOR#2 EAST ENTRY DOOR HAS LOST POWER. A.   NOTIFIED. 4610-DOOR0002

0001043897 4200 RADIO SPT IN HIGH ALARM AK CHECKING 4200
0001050725 REPAIR SENSOR ON LIGHTS, LIGHTS WON'T STAY ON 4249RM0153
0001044053 EXTERMINATE FOR MICE AND ROACHES 4619RM0136
0001050812 REPLACE BALLAST 4200RM0712C
0001050810 REPAIR LIGHT IN SOUTH STAIRWELL LEADING TO ROOF/ 6TH FLOOR 4203SOUTH
0001050745 4707 SEWER ALARM WEATHERS CHECKING 4707
0001043918 REPAIR LEAK ON HOT WATER FAUCET (  4705RMB0128
0001050523 LUBRICATE ROLLUP DOOR 4715
0001050649 4712 / "D" WING REPAIR/REPLACE BULBS AND BALLASTS IN THE 

HALLWAY OUTSIDE ROOM D-117 ON "D" WING OF BUILDING 4712.
4712

0001050623 REPAIR STICKING FRONT DOOR AT SOUTH ENTRANCE (  4711SOUTH
0001039177 REPAIR CHILLWATER LEAK ABOVE TOOL CRIB--(   NOTIFIED) 4705RMC0101
0001050828 REPAIR CALL BUTTONS ON ELEVATORS NOT LIGHTING UP ON ALL 

FLOORS
4203-ELEV0005

0001050880 REPAIR, ADJUST DOORS TO RM'S 133 & 144A 4619FLR01
0001044276 REPAIR WATER SPIGOT 4623
0001043904 4653 / 31 REPLACE DAMAGED CEILING TILES (2031) 4653RM0031
0001043972 REPAIR WATER LEAK IN MEN`S ROOM.  ATTENTION  4659RM0013
0001044192 REPAIR/REPLACE BURNED OUT LIGHTS 4487RMA0102
0001038850 SPRAY FOR ANTS 4728RM0100E
0001050524 4708 / B-13 PLEASE CLEAN AC COILS IN B-13 4708RMB0013
0001043991 REPAIR REPLACE EMERGENCY LIGHT IN HALL NEAR RM C112 4487FLR01
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001044138 SPRAY FOR ANTS 4728RM0100E
0001044137 RESET BREAKERS IN RM'S 112 & 119 4200FLR01
0001043874 REPLACE BALLAST ABOVE DOOR 4241RM0104
0001050478 REPLACE CEILING TILE IN HALL NEAR RM BC150 4487FLR01-BC
0001044207 UNSTOP MIDDLE COMMODE   (ENTER THROUGH RM. 117) 4674RM0116
0001044144 REMOVE GROUND HOGS FROM UNDERNEATH TRAILOR T0236
0001038834 REPAIR CONTINUOUSLY RUNNING COMMODE 4612RM1003
0001050762 4727-ROOF0001 /  CLEAN OUT GUTTERS. 4727-ROOF0001
0001050771 CHECK OPERATION ON SUMP PUMPS 4761
0001043847 ADJUST KEY CARD DOOR  NEXT TO MACHINE SHOP/ NOT CLOSING 4493WEST
0001044069 REPAIR REPLACE FLOOR TILE IN NORTH HIBAY, AT THE N.E. DOOR 4755RM0100
0001043925 SPRAY FOR ANTS 4202RM0527A
0001039112 REPAIR CARPET AT SOUTH ENTRANCE ON THE 1ST FLOOR 4200FLR01
0001033389 SPRAY FOR ANTS (  4705RMA0208
0001033300 SPMP1-SUHIAL IN ALARM. NOTIFIED  4670
0001033410 REPAIR COMMODE PIPING LEAKING WATER ON FLOOR 4570RM0154
0001033409 THE JUNCTION BOX IN THE CEILING HAS COME DOWN AND NEED TO BE 

PUT UP AGAIN
4570RM0154

0001028075 RESTORE POWER TO EXAUST FANS  (2013) 4203RMB0003A
0001028026 ( SFN# 13353 & SFN# 13354) NORTH WALL NEXT TO ROOM 205-PANEL 0018-

LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE FUNCTION 
OR EQUIPMENT BEING POWERED-BREAKER 29 IS NOT LABELED

4674

0001033470 REPAIR FAUCETS / SINK NO WATER 4605RM0001
0001033467 CLEAN UP BROKEN GLASS--(   NOTIFIED) 4612RM1115
0001033238 INSTALL JAMB NUTS IN HIBAY SLIDING DOORS 4708
0001033235 REPAIR REPLACE BULB/BALLAST (RM LOCKED CALL   TO 

OPEN 0832 OR 5835)
4612RM1123

0001039105 HOIST RR0025 NOT OPERATING 4760RM0102
0001039078 REPLACE STAINED CEILING TILES 4712RMA0101
0001039009 COMMODE WON'T FLUSH (THIRD ONE FROM HANDICAPPED STALL) 4203RM1001
0001039031 REPAIR/ REPLACE BALLAST--(BLINKING LIGHT) 4202RM0211
0001033390 REPAIR WATER COOLER THAT IS STUCK RUNNING WEST END OF 

BUILDING (   AWARE)
4250

0001033393 CLEAN UP WATER (LABORERS FAMILIAR) 4650RM0029
0001038916 CHECK, REPAIR WATER LEAK , CARPET LEAK 4612RM1310
0001038911 REPAIR REPLACE BULB/BALLAST AT THE BOTTOM OF THE EAST SIDE 

STAIRS TO THE BASEMENT
4201BSMT

0001033239 UNSTOP SINKS IN MEN'S RM AND BREAK RM ( ADJACENT) 4203FLR02
0001033406 REPAIR LEAKING COMMODE 4610RM1017
0001033593 INVESTIGATE BROWN WATER IN MENS AND LADIES RESTROOMS 4202FLR06
0001028046 REPLACE FLOOR TILE - MISSING 4583RM0123
0001038779 PULL PUMP FOR REPAIRS (   FAMILIAR) 4583-HWP0001
0001038971 4481 / 371,371C EMERGENCY LIGHTS DID NOT LIGHT DURING POWER 

OUTAGE ON FRIDAY 7/22. ROOMS 371 AND 371C WERE DARK.  REPAIR 
UNITS.

4481RM0371

0001038914 FLUSH HOT WATER TANK AND INSPECT FOR SULFUR SMELL 4481RM0236A
0001033563 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RMB0115
0001033655 REPAIR, REPLACE EXPLOSION PROOF LIGHTS AT SCALES 4661
0001033306 REPLACE LIGHT BULBS 4487RMA0159
0001033517 CHECK POWER SUPPLY IN MIDDLE OF ROOM (CONTACT USER FOR 

DETAILS IN ROOM 5310)
4203RM5207
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0001039159 SPRAY FOR ANTS 4708RM0114
0001039205 REPAIR REPLACE BULB/BALLAST 4202RM0200
0001039199 REPLACE SCREWS IN  SOUTH MAIN ENTRY HYDRAULIC ARM (  4711SOUTH

0001033499 ADJUST DOOR JAMB IN ROOMSA113A AND A115A 4712
0001038786 INCREASE WATER PRESSURE TO RR 4249RM0119A
0001033451 REPAIR REPLACE BULB/BALLAST IN RM'S 604, 606 & 608 4200FLR06
0001033450 REPAIR REPLACE BULB/BALLAST IN RM'S 601, 602 & 603 4200FLR06
0001038893 REPLACE CEILING TILES AND GRID (2031) 4653RM0019
0001038892 REPLACE CEILING TILES IN HALLWAY OUTSIDE RM.16 (2031) 4653RM0016
0001027840 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 230 4708RM0230
0001038785 PERFORM WATER CLEAN UP IN SOUTH SIDE HIBAY MENS ROOM 4612FLR01
0001038769 REPAIR URINAL, NOT FLUSHING PROPERLY 4205RM0100P
0001033476 REPAIR ROOF LEAK 4353RM0119
0001033365 SOUTH RESORE POWER TO GATE BETWEEN 4619 AND 4612 (2013) 4619SOUTH
0001033288 SPRAY FOR BUGS -CALL USER TO SET UP TIME FOR SPRAYING 4654
0001038901 REPAIR WATER FOUNTAIN NEAR RM 105 4471FLR01
0001038900 REPAIR REPLACE BULB/BALLAST 4610RM5001
0001039232 REPAIR CEILING LEAK (  4619RM0127
0001027867 REPAIR OR REPLACE BURNED OUT LIGHTS.  ALSO CHECK EXISTING 

FIXTURES FOR PROPER BULBS.  SOME FIXTURES HAVE T8 AND T12 
TUBES IN THE SAME FIXTURES.

4200RM0106

0001038938 REPAIR UNDERGERGROUND VALVE (  4657
0001033332 E-7-TT 235 PNL0001-INSTALL SWITCH/BLANK IN ELECTRICAL PANEL 

WHERE MISSING-TAPE WAS FOUND BY   & VEC. COVERING 
AND OPENING WAS REPORTED TO FACILITIES BY  

4650RM0100D

0001028013 HIGHBAY EAST WALL 7TH COLUMN FROM SOUTH END OF BUILDING--
REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-

4649FLR01

0001028010 WEST WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-ONE 
SIDE INOPERATIVE

4674RM0109

0001033584 4659 / WEST POC:     KILL GRASS & 
VEGETATION AR  TOR PIT  AND INSTALL 
GRAVEL BED

4659

0001033275 REPLACE DAMAGED CEILING TILES (2031) 4481RM0413
0001033216 SPRAY FOR WASPS - CALL USER TO OPEN DOOR  - CELL PHONE IS 655-

5058
4609

0001033215 REPAIR, REPLACE BULB/BALLAST IN HALL NEAR RM 609 4201FLR06
0001027854 REPAIR COMMODE, WON'T FLUSH 4705RMA0115
0001033296 NO AIR - NO CIRCULATION  IN THE ROOM OR HALLWAY 4666RM0351
0001033660 REPAIR, REPLACE EXHAUST FAN 4481RM0112
0001033560 REPLACE DAMAGED CEILING TILE IN 35E. 2031 4250RM0035E
0001033559 REPLACE DAMAGED CEILING TILE IN ROOM 26. 2031 4250RM0026
0001027897 WEST DOOR WILL NOT LATCH OR SECURE 4312
0001027878 CLOGGED SINK 4203RM4437
0001027996 SPRAY FOR ANTS 4610RM4031
0001039147 REPAIR CONTINUOUSLY RUNNING URINAL 4492RM0105
0001033472 SPRAY FOR ANTS 4728RM0103
0001033278 TIGHTEN COMMODE LIDS IN STALL 1 AND 2 4492RM0106
0001033622 FILL IN PUDDLES WITH GRAVEL (  4677
0001027922 RESTORE POWER TO DUPLEX OUTLETS 4619RM0154
0001038889 REPLACE CEILING TILES  (2031) 4708RMB0033
0001038886 4611 power lost to pumps   CHECKING 4611
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0001033637 CHECK, REPAIR ELEV0005, INOPERATIVE 4203-ELEV0005
0001033403 SPOT PAINT 4650RM0108
0001033601 REPAIR ROOF MEMBRANE OVER 1100 AREA 4708
0001039066 REPLACE TISSUE HOLDERS 4712RMB0200B
0001039065 REPAIR/ REPLACE BULB/BALLAST 4712RMB0102
0001039016 SPRAY TRASH CAN AND AREA IN LOBBY FOR ANTA ( NEAR RM 1085) 4610FLR01
0001039184 INVESTIGATE VIBRATING SPRINKLER HEAD 4612RM1310
0001027994 REPAIR/REPLACE EMERGENCY LIGHT 4755RMB0100
0001027985 REPAIR/REPLACE BULB/BALLAST IN HALLWAY OUTSIDE RM'S 116, 112 4755FLR01
0001028004 UNSTOP SINK (  4583RM0118
0001039212 4666 SW DOOR WON'T SHUT   CHECKING 4666
0001039211 4609 PUT HASP ON ICE MACHINE SO USER CAN INSTALL LOCK 4609
0001033511 COMMODE CONT. FLUSHING 4202RM0534
0001033270 SPRAY FOR ANTS 4610RM5027
0001033398 REPAIR BROKEN DOOR CLOSER ON THE EAST ENTRANCE DOOR 4612EAST
0001027597 REPAIR ROLLOFF BOX 4640
0001027757 REPAIR ELEVATOR (CONTROL PROBLEM) 4619RM0145
0001027682 PAINT ROOM 4200RM0119
0001027680 CLEAN VENTS IN RM'S 504 & 509 4200FLR05
0001027627 4708 / 249B PLEASE REPAIR CEILING LEAK IN 249B.  STILL LEAKING 4708RM0249B
0001027585 SPRAY FOR ANTS 4610RM5038
0001027583 REPLACE FAUCET ON MOP SINK (  4666RM0257
0001028037 REPAIR TAPER LOCK ON AH18 IN E10 4705
0001027877 UNSTOP DRAINS AND FLOOR DRAIN 4623FLR01
0001027845 OUTSIDE REPAIR 500 PORTABLE GENERATOR( SEND TO 2317E--BURT 

BALENTINE
4715FLR01

0001021206 CLEAN VENTS AND CHANGE FILTERS IN RM'S 504 & 509 4200FLR05
0001027938 SCREW IS STICKING UP OUT OF THRESHOLD OF ELEVATOR DOOR 

CAUSING A TRIPPING HAZARD IN ELEVATOR #3
4200

0001027671 REPAIR CONTINUOUSLY RUNNING COMMODE 4629RM0102
0001027702 REPLACE WATER DAMAGED CEILING TILES (  4610RMC0104
0001027697 REPAIR LIGHT OVER DESK IN CORNER CUBICLE 4485RM0116
0001027836 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RM0330
0001027829 CHECK VALVE FOR OPERATION ON THE S.E . CORNER 4515
0001027593 ADJUST DOOR CLOSURE 4487RMB0110
0001021177 4207 / RM 121 PAINT RUSTY SUPPLY AIR REGISTERS. 4207RM0121
0001027815 REPAIR ROOF LEAKS IN RM'S 250, 1210 & 1211 (   NOTIFIED) 4708FLR02
0001027928 4663 CRAY-UPS IN ALARM   CHECKING 4663
0001027765 CHECK LABELING ON PNL0016 FOR ACCURACY 4612-PNL0016
0001027723 REPAIR CEILING AND WALL FROM PAST LEAK. (  4570-ROOF0001
0001027722 REPAIR THERMOSTAT ON EXAUST FAN. LUDLOW FAMILIAR (2313) 4707RM0138D
0001027917 COMMODE IS STOPPED UP 4200RM0721
0001027914 BLUE CONTAINMENT DRUM NEEDS TO BE MOVED FROM SW DOCK TO 

4640
4203

0001010828 REPAIR  POWER DOOR OPERATORS ON BOTH SLIDING DOORS OF 
COOLER/FREEZER AND PROVIDE SCREENING TO PREVENT BIRD NESTS 
FROM HAMPERING DOOR OPERATOR CONTROLS

4720

0001021384 REPAIR ALL COMMODE SEATS 4487RMB0159L
0001021394 REPAIR LOOSE COMMODE SEATS 4203RM4001A
0001359590 REMOVE METAL STRIP ON DOOR AT NORTH MAIN ENTRANCE 4614NORTH
0001359572 OVERFLOWING COMMODE (   NOTIFIED) 4487RMB0228L
0001356707 4205-M_3-WTRDET J HAMM NOTIFIED 4205
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001351310 REPAIR REPLACE BULB/BALLAST 4472RM0005
0001351002 TOUCH UP PAIINT WHERE NEW BLACKBOARDS WHERE INSTALLED 4203RM4217
0001356615 REPAIR LIGHT FIXTURE/ NO LIGHTS IN CUBICLE 4203RM2427
0001356604 REPAIR WATER LEAK 4487RMB0155C
0001356625 CHECK DIESEL ODOR IN BASEMENT (   AWARE) 4201BSMT
0001351278 PLEASE REPLACE BURNED OUT LIGHT BULBS IN LOBBY NEAR 

CAFETERIA
4708FLR01

0001345021 REPAIR REPLACE BULBS BALLAST LADIES 1ST FLOOR 4566
0001351209 CHECK LEAK, WATER RUNNING FROM UNDER DOOR IN BLDG. 4462 NEXT 

TO 4481 (   AWARE)
MSFC

0001356848 REPAIR REPLACE EMERGENCY LIGHT IN RM 100 4765FLR01
0001356562 CHECK POTABLE WATER, BROWNISH IN ALL RESTROOMS 4315FLR01
0001351045 REPAIR REPLACE BULB/BALLAST 4707RM0130
0001351030 PERFORM CLEAN UP OF POWDER SUBSTANCE, POSSIBLY SHEETROCK 

DUST (   AWARE)
4200RM0154

0001354376 REPAIR LEAK ON HOSE 4711RME0121
0001351025 CHECK FOR MICE AND EXTERMINATE 4200RM0932
0001351004 REPLACE VALVE ON MODULE 2 (  4659
0001332738 REPLACE FLOOR TILES UNDER   CHAIR AND UNDER 

  CHAIR
4481RM0422

0001332707 DOOR WON'T CLOSE OR LOCK ON THE PRE-SCHOOL END OF BLDG. 4494WEST
0001332809 4312 /  REPAIR LEAK ON VALVE IN E-1. (  4312RM0115
0001332808 4306 /  REPAIR DRIP ON LAVATORY IN ROOM105. (  4306RM0105
0001337912 REPLACE CEILING TILE O.S. ROOM 608 4202FLR06
0001345050 UNCLOG ROOF DRAIN . IT IS IN THE NORTH WEST CORNER OF LOWER 

ROOF. 4570 CONTACT   WHEN YOU DO THIS.
4570-ROOF0005

0001344969 REPAIR BLDG PERIMETER LIGHTING ON SOUTH SIDE OF BLDG. 4250
0001338289 NORTH HIGH BAY FESTIR LIGHTS OUT 4755FLR01
0001337955 REPAIR/ REPLACE TWO EMERGENCY LIGHTS IN ROOMS 121 AND 129 4485FLR01
0001338294 SPRAY FOR ANTS IN ROOMS 3047, 3048, 3043A, AND HALLWAY 4610FLR03
0001332855 4619 RM 136  SECURITY REPORTS ANT PROBLEM IN RM 136. 4619RM0136
0001338168 REPAIR GRATING AROUND EQUIPMENT HATCH ON THE NORTH WEST 

SIDE OF BLDG
4202

0001335771 SPRAY FOR ANTS. 4727RM0102A
0001356711 M.5-WTDET IN ALARM.   NOTIFIED 4530
0001335769 ELECTRICAL ENCLOSURES (PANELS, JUNCTION BOXES, FITTINGS ETC.) 

NOT DESIGNED FOR WET/DAMP LOCATIONS
4203RM5401

0001335763 CHANGE THE WIRE ROPE ON HST0001 IN BLDG. 4704.  ( 2336 ) 4704-HST0001
0001348822 UNSTOP KITCHEN SINK  ON 2ND FLOOR 4203
0001338203 REPAIR CONTINUOUSLY RUNNING COMMODE 4610RM2090
0001332882 CHECK POWER OUTLET TO COMPUTER 4200RM0346A
0001338221 REPLACE LIGHT OVER RAMP 4485
0001332868 CONTINOUSLY RUNNING COMMODE (   NOTIFIED) 4727RM0104
0001338164 CHECK LEAKING VALVE IN EQUIPMENT ROOM WHERE CHILLWATER 

SYSTEM IS LOCATED
4207

0001356780 REPAIR/ REPLACE BULBS/ BALLASTS IN SHOP AREA 4531
0001356800 REPLACE BALLAST (  4707RM0105
0001330004 CRANE IS STUCK IN EAST HIBAY (   NOTIFIED) 4653
0001345192 REMOVE DEAD SKUNK (  4539
0001332916 REPAIR/ REPLACE TWO LIGHT COVERS ABOUT TO FALL 4202RM0609A
0001332886 PLEASE SPRAY 245 A & B FOR ANTS 4708RM0245
0001338020 4708 / 151 PLEASE REPLACE BURNED OUT LIGHT BULBS IN CLEAN ROOM 4708RM0151
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001338013 4708 / 1259A PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 1259A 4708

0001338308 4705 /  REPAIR CONDUIT THAT HAS COME LOOSE FROM JUNCTION BOX 
AND IS BLOCKING AC FILTERS.  (   

4705

0001351119 MIDDLE URINAL LEAKS WHEN FLUSHED 4203RM2006A
0001351116 MIDDLE URINAL DRAINS SLOW 4203RM4006A
0001345178 CHECK, RESET BREAKERS 4485RM0104
0001341989 4708A M1_ALARM   CHECKING FITTER GOT WATER ON TAPE 4708
0001338008 4708 / HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN 1ST 

FLOOR HALLWAY NEAR NW STAIRWELL
4708FLR01

0001356534 4649 / MENS RM REPLACE MISSING LIGHT LENS 4649RM0104
0001356527 4485 / 128A EG&G SPRAYED ON MONDAY THE 19TH AND THE ANTS ARE 

STILL PRESENT IN THIS OFFICE, SO EMPLOYEES ARE REQUESTING THE 
OFFICE TO BE SPRAYED AGAIN.

4485RM0128A

0001351115 SEAT ON 1ST COMMODE LOOSE 4203RM5006A
0001351249 REWIRE SPRINKLER VALVE ON WEST END OF BLDG. (   FAMILIAR) 4600WEST

0001351248 RESTORE POWER TO RECEPTACLE TO SUMP PUMP (   FAMILIAR) 4598
0001348777 POWER OUT ON COMPUTER STRIP ROOM 250B 4666RM0250
0001348774 NEED EMERGENCY GENERATOR FOR PHONE SYSTEM IN ROOM 293 4666RM0293
0001345134 FLUSH ALL WATER LINES TO PURGE MUD FROM SYSTEM 4667
0001345073 REPAIR SLIDING DOORS SE CORNER MAIN ENTRANCE  OPENING AND 

CLOSING CALL 3RD SHIFT ELECTRICIAN
4241

0001338211 4477 / 100 -ELECTRICAL PANEL (LL 781)-LABEL ELECTRICAL PANEL AND 
BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-(DIRECTORY MISSING)

4477RM0100

0001345208 REPLACE STAINED CEILING TILE IN 601A. 2031 4202RM0601A
0001345172 4650 HIGH BAY D ON IN ALARM   CHECKING 4650
0001345142 PUMP OUT STEAM PIT (  4596
0001345043 ADJUST GRINDER GUIDES AND DRESS GRINDING STONE 4650RM0029
0001327097 4727 WEST DOORS NOT CLOSING PROPERLY   CHECKING 4727
0001326928 4200 / 528 WATER PERCOLATING FROM GROUND FOR SEVERAL DAYS 

NEAR FIRE HYDRANT NORTHWEST OF BLDG 4200.
4200RM0528

0001330061 JANITORS CLOSET 427 PO LEAKING ON SINK 4200RM0427
0001341947 REPAIR LEAK ON COMMODE. 4481
0001338341 CLEAN STROM DRAINS SOUTH EDGE OF PARKING LOT SOUTH OF 4201 4201SOUTH
0001335697 REPAIR EMERGENCY LIGHTS NEAR ROOM 41/ WEAK 4250
0001338247 REPAIR REPLACE MOTION LIGHT IN STAIRWELL BETWEEN 3RD & 4TH 

FLOORS
4755

0001338235 SPRAY FOR ANTS 4202RM0223A
0001338232 REPLACE SILICONE IN SEALED AREAS WITH UL-FM FIRE RATED FLAME 

RETARDANT IN RM'S 100 & 101
4715FLR01

0001344863 RE-ROUTE TEMPERATURE SENSOR WIRES IN ROOM 9 4650
0001351305 RELOCATE PROPANE STORAGE SIGN (SEE   FOR DETAILS) 4660
0001356684 4705 SECOND FLOOR MENS RM TOILET IS RUNNING CONTINUOUSLY.  

  NOTIFIED.
4705FLR02

0001356569 REPAIR BAY DOOR/ WON'T COME DOWN/ AND WHEELS HAVE FALLEN 
OFF

4483

0001351182 REPAIR LIGHTS 4659RM0011
0001351054 REPAIR OR REPLACE STRAINER ON SINK IN RM 201 4663
0001351159 STOPPED UP COMMODE MENS ROOM 1ST FLOOR MENS ROOM 133 4732RM0133
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001341966 REPAIR WELDING MACHINE IN SHOP AREA, POSSIBLE CONTACTS NEED 

TO BE CLEANED, HIGH FREQUENCY NOT OPERATING PROPERLY. POC 
 

4650RM0029

0001313943 REPLACE CEILING TILES 4708RM0216
0001314014 4200 /  FOUNTAIN IN NORTH HALLWAY 7TH FLOOR  LEAKING FROM 

BOTTOM
4200FLR07

0001314010 4600 / 3323 SPRAY TO ELIMINATE ANTS AT THE FLOOR ALONG THE 
WINDOW IN CUBICLES 3323, 3321, 3319, 3318.  THESE FOUR CUBICLES ARE 
IN A CONTINUOUS ROW ALONG THE SOUTH WINDOWS.

4600RM3323

0001337935 4607 / INSIDE POC:    @ 4-6472.  REPLACE/REPAIR BURNED OUT 
BULBS & BALLASTS IN ROOMS 102,105,108,109, & 112.

4607

0001338144 REPAIR/ REPLACE BULB/ BALLAST IN SOUTH HALLWAY 4723FLR01
0001338132 SPRAY FOR ANTS 4610RM2073
0001338121 SPRAY FOR ANTS 4610RM3037
0001327197 PATCH-N-PAINT 4200RM0320
0001327084 AUTOMATIC DOOR NOT FUNCTIONING PROPERLY 4663RMC0207
0001327069 REPAIR WATER LEAK ON WEST SIDE OF BLDG. (   NOTIFIED) 4600

0001327023 REINSTALL BRACES TO SUPPOR STEAM LINE (NOTIFY USER FOR 
DETAILS)

4660

0001327011 REPAIR CEILING LEAK LEAKING INTO LIGHT (   NOTIFIED) 4650RM0109
0001345002 PLEASE REPLACE BURNED OUT LIGHT BULBS IN B32 OVER CUBICLE 22 4708RMB0032
0001341996 CLEAN STRAINER,E20 4708RM1280
0001307843 4610 / 1029 REPLACE DAMAGED CEILING TILES (2031) 4610RM1029
0001345006 RELOCATE FIRE EXTINGUISHER BRACKET INSIDE DOOR 4 - SOUTH SIDE 4244FLR01
0001345005 PLEASE REPAIR DOOR TO STAIRWAY ON WEST END 1ST FLOOR WEST 

LEADING TO THE BASEMENT.  HINGE IS FALLING OUT.
4708

0001345003 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-OUTSIDE RM 4614RM0112
0001342004 REPAIR HOT WATER VALVE IN E6 4619RM0222
0001327102 LEAKING CHILL WATER VALVE IN EQUIPMENT ROOM E-3. 4207RM0127
0001320938 REPAIR VINYL SHEET ROCK COVER OVER AIR VENT IN HALL NEAR RM 10 4249FLR01

0001313770 REPAIR POT HOLES IN B-C ALLEY , WEST END OF BLDG 4663
0001351040 WE HAVE ANTS AND NEED SOMEONE TO SPRAY. 4485RM0123
0001350974 ABOVEGROUND STORAGE TANK VALVE--REPAIR EQUIPMENT-

EED2006STM014. OIL MAY HAVE BEGUN LEAKING FROM A VALVE/PIPE IN 
THE CONTAINMENT OF THE STORAGE TANK.

4567

0001320490 PROVIDE ANT TRAPS 4610RM1022
0001326859 UNSTOP SINKS (  4203RM6006
0001344939 4631 / DOCK ADJUST VOLUME ON DOOR CHIME (2313) 4631
0001356774 MENS RM 123 1ST COMMODE SEAT LOOSE 4201RM0123
0001356773 JANITORS CLOSET 213 LEAKING FAUCET ON HW SIDE 4201RM0213
0001356638 NEED TIMER ON LIGHT ADJUSTED SO LIGHT WILL STAY ON LONGER. 4628RM0105A
0001354328 RESET BREAKER IN TRAILOR BEHIND BLDG. 4728
0001348761 CHANGE SOLUTION ON EW 0001 4675-EW0001
0001344839 REPAIR CEILING LEAK ( POC  4201RM0604
0001344962 4656 /  REPAIR BUSTED POTABLE WATER LINE IN SW CORNER OF RM E-2 4656RM0118

0001344929 4241 / 203 REPAIR WALL MOUNTED TRASH BAG HOLDER IN 2ND. FLOOR 
WOMENS RESTROOM

4241RM0203

0001332845 4708 ROOM 1112 WATER IN FLOOR   CHECKING 4708RM1112
0001337952 CLEAN UP SHEETROCK (  4650RM0031B
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001326946 THE DOOR IN THE HALL WAY BETWEEN TEST CELL 11 & 13 GOING 

OUTSIDE, WILL NOT STAY CLOSED.
4628

0001300897 REPAIR CONTINUOUSLY RUNNING URINAL 4708RM1221
0001298016 CLEAN UP WALK WAY ON CRN0001 (  4708-CRN0001
0001314002 RESTORE WATER FLOW TO SINKS 4711RMW0117
0001313994 REPLACE BALLAST 4708RM0136
0001313992 REPLACE BULGING CEILING TILE FILLED WITH WATER IN HALL NEAR 

AB212 (   AND   NOTIFIED)
4487-ABWING

0001313971 REPLACE MISSING CEILING TILE IN WEST END HALLWAY NEAR ROOM 
108 (   

4619WEST

0001313965 ROLLUP DOOR INOPERABLE (   NOTIFIED) 4316
0001310676 4203 /  B001A LADIES RM 1ST COMMODE STOPPED UP (  4203RMB0001A
0001310664 4675 /  REPAIR LAEKING INDUSTRIAL WATER LINE SOUTHWEST CORNER 

OF BLD.
4675

0001324158 SPRAY BOTH PLAYGROUNDS FOR TICKS 4494
0001348847 LABEL DI WATER TANK ON THE EAST SIDE OF BLDG 4205EAST
0001332700 CHECK ROOF OVER A124 FOR SOFT SPOTS 4663RMA0124
0001337990 SPRAY FOR ROACHES IN 36D SUITE AREA 4250RM0036D
0001345171 4708A HIGH BAY-7 ON IN ALARM   CHECKING 4708
0001341985 4203 / 4 SOU 4TH FLOOR SOUTH STAIRWALL DOOR KNOB UNIT NOT TIGHT 

IN DOOR - THIN EDGE PORTION OF UNIT GETS PUSHED FROM DOOR AND 
JAMS INTO FRAME. ADD WOOD BLOCK IN DOOR AND CONNECT LOCK 
BETTER INSIDE DOOR.

4203SOUTH

0001304491 REPAIR LEAK UNDER SINK (  4663RMA0210
0001294328 REMOVE DEBRI FROM TUNNEL AROUND ROOMS B6-B10 4708
0001294305 SPRAY FOR TERMITES IN ROOMS A & B 4487RMC0172
0001294188 REPAIR/ REPLACE TOGGLE SWITCH ON ROLEX 4485RM0128
0001301032 MOUSE IN THE BREAK ROOM 4353RM0138
0001294276 REPLACE BULBS NEAR ROOM A232L 4487FLR02-A
0001294266 TAKE OUT EXTRA LIGHT BULBS IN LIGHT (SEE USER FOR DETAILS) 4200RM0612
0001314127 REMOVE POISION PACKETS FOR MICE FROM BLDG 4315FLR01
0001320598 REPAIR LIGHTS IN WEST STAIRS 8TH FLOOR. 4200FLR08
0001320594 REPAIR LEAK ON LAVATORY FAUCET IN ROOM 134 4491RM0134
0001320591 REPLACE LIGHT SWITCH OUTSIDE ROOM 30A. 4250RM0030A
0001314056 REPAIR REPLACE BULB/BALLAST 4203RM3224
0001307846 4654 / 130 REPLACE DAMAGED CEILING TILES (2031) 4654RM0130
0001307593 CLEAN OUT AND SWEEP BASEMENT 4551BSMT
0001307590 REPAIR DOOR LOCK ASSEMBLY ON DOOR LEADING FROM ROOM 101 TO 

100
4660RM0101

0001311005 4487 / C157 SE CORNER OF ROOM--CLEAN UP WATER ON FLOOR AND 
TAKE MEASURES TO PREVENT FUTURE LEAKAGE-WATER IS STANDING 
IN THE DRAIN AND FOR SOME DISTANCE AROUND THE DRAIN, 
INDICATING THE DRAIN IS POSSIBLY CLOGGED.

4487RMC0157

0001310651 REPAIR MARKERS FOR CROSS OVER BARRIERS ON RIDEOUT RD., GATE 9 MSFC

0001310630 REPAIR HANDICAP ACCESS TO WEST DOOR 4202WEST
0001304546 TOUCH UP PAINT 4203RM3215
0001304544 TOUCH UP PAINT 4203RM3208
0001304543 TOUCH UP PAINT 4203RM3004
0001301122 REPAIR OVERHEAD LEAK ( THIS HAS BEEN AN ONGOING PROBLEM) 4471RMA0115B
0001307872 REPAIR CEILING PANEL, FALLING 4200-ELEV0004
0001301174 RESTORE POWER (   AWARE) 4203RMB0103
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001301157 REPAIR REPLACE BULB/BALLAST IN 3315 & 3322 4203FLR03
0001301155 REPAIR REPLACE BULB/BALLAST IN 3403, 3404 & 3411 4203FLR03
0001307822 LADIES RM 1ST COMMODE STOPPED UP 4200RM0215
0001344941 EMERGENCY LIGHTS BLINKING RED 4493RM0101
0001294343 REPLACE L620 15 FT WHIP WITH A 30 FT WHIP ( SEE USER) 4663RMA0109
0001301200 UNSTOP FLOOR DRAIN, SEWAGE ODOR 4723RM0110
0001294321 REPAIR REPLACE BULB/BALLAST IN B47 & B49 4201BSMT
0001294278 EXTERMINATE FOR MICE 4623RM0126
0001307519 REPAIR LOOSE RUBBER CARPET MOLDING O.S. ROOM 114 4249FLR01
0001313919 REPAIR REPLACE BALLASTS IN RM'S A100 & A100C 4487FLR01-A
0001301038 PRIORITY!  POC:   @ 4-1608.  REMOVE WATER FROM 

TRENCHES IN ROOMS 101, 102, 104, & 105 OF BUILDING 4567.
4567FLR01

0001307543 REPLACE BULBS AT ELEVATOR 4600FLR05
0001307542 REPLACE BULBS AT ELEVATOR 4600FLR04
0001307529 REPAIR ACMP ON OVERHEAD CRANE 4696
0001327067 4612 /  REPAIR LEAK ON FAUCET IN RM 1118 (  4612RM1118
0001326992 REPAIR/ REPLACE BULBS/ BALLASTS 4203RM3437
0001338315 REPAIR SHORT IN ROTARY FILES 4485RM0128
0001338313 MOUNT SINGLE WEAPON SAFE TO DESK 4200RM0222A
0001348802 REINSTALL TWO NAME SIGNS 4200RM0916
0001338191 4312 /  UNCLOG COMMODE IN ROOM 101. (  4312RM0101
0001341981 REPAIR SHORT IN FLOOR OUTLET/ POWER IS COMING AND GOING 

INTERMITENTLY (   NOTIFIED)
4201RM0442

0001338249 SPRAY FOR ANTS 4708RM0235
0001294396 MOVE 500 GAL PORTABLE TANK MACHINE FROM 4705 TO 4640 HAZARD 

HWSF AND TAKE EMPTY ONE BACK
4640

0001281663 REPAIR/ REPLACE BULBS/BALLASTS IN EAST STAIRWELLS (  4487-CWING
0001281662 UNSTOP SINK (  4487RMA0106
0001294211 REPAIR LIGHT ROOM 1 4194RM0001
0001281464 4487 OPEN ALL CONDESATE TANK DRAINS,  4487
0001287206 REPAIR SOAP DISPENSER THAT IS PART OF SINK 4203RM3006A
0001287223 REPAIR REPLACE EMERGENCY LIGHT, INOPERABLE 4561RM0223
0001304593 REPAIR EXHAUST FANS IN MENS AND LADIES RR/ N.E. CORNER 4250FLR01
0001304589 REPLACE SOAP DISPENSER/ BROKEN NOZZLE 4600RM3006
0001287587 4705 / C101 THERE IS A WATER LEAK ALONG THE NORTH WALL BENEATH 

A HVAC UNIT BETWEEN COLUMNS 11&12.  THIS IS A SLIP & FALL 
HAZARD.

4705RMC0101

0001298008 SECOND URINAL CONTINOUSLY RUNNING (   NOTIFIED) 4201RM0405
0001294177 REPLACE GRATING IN PARKING LOT TO REDUCE TRIPPING HAZZARD 4306
0001294371 4666 / 231 REPLACE DAMAGED CEILING TILES  (2031) 4666RM0231
0001294172 TAKE SOME BULBS OUT OF TWO OVERHEAD LIGHTS THAT ARE TOO 

BRIGHT ABOVE CUBICLE 112-30.
4727RM0112

0001310692 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-(ONE BULB IS OUT) 4200RMP0110

0001307606 URINAL LEAKS WHEN FLUSHED. 4708RM1109C
0001310684 REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4200RMG0011
0001281295 FIX LEAKING SINK IN CUSTODIAL CLOSET RM 146 4566RM0146
0001313911 4619 ROOF 7 /  DOWNSPOUT STOPPED UP (  4619-ROOF0007
0001320667 4708 /  NEED WORK ORDER TO REPLACE LIGHT BULBS INE19 EQPT. 

ROOM.NO. 1132E SOUTHOUTSIDE.
4708RM1132E
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001294447 4708 / HALLWAY PLEASE CHECK THE LIGHT JUST NORTH OF THE COPIER 

THAT SITS OUTSIDE OF THE WOMEN`S RESTROOM (ROOM 1219), MAKING 
BUZZING NOISES

4708

0001327080 4619 /  4619 HV012A REPLACE FILTERS IN UNIT.    POC (YOCUM) 4619-HV012A
0001294446 4600 / 1009C REMOVE ALL MATERIALS STORED IN THE ELEVATOR 

EQUIPMENT ROOM EXCEPT THOSE REQUIRED FOR ELEVATOR 
SERVICING.  MATERIALS TO BE REMOVED INCLUDE WINDOW BLINDS,  
FLOOR TILES, CARPET TILES, WALL PAPER, EMPTY CANS, AND 
MISCELLANEOUS COMBUSTIBLES.

4600RM1009C

0001284505 RESET BREAKER TO OUTLET 4492RM0101
0001281558 MENS RM 2ND COMMODE STOPPED UP 4200RM0152
0001281550 FAN RM. 3 /  REPAIR LIGHTS IN OVERHEAD ROOM NO. 3 4760
0001281547 FAN RM. 7 /  REPAIR LIGHTS IN OVERHEAD FAN ROOM NO. 7 4760
0001287320 4748 / 0 SPRAY FOR ANTS AROUND TENNIS COURTS, BLDG. 4748 4748
0001294509 REPAIR FLUSH VALVE ON 2ND COMMODE IN RM 1015A 4610RM1015A
0001313865 UNCLOG COMMODE IN ROOM 127 4485RM0127
0001313856 SINK DRAIN LEAKING 4656RM0108
0001281531 REPLACE MISSING TILES 4487RMC0161
0001281525 UNSTOP COMMODE 4732RM0134
0001281300 4655 / OUTSIDE URGENT!  STEAM LEAK IN PAVEMENT ON WEST SIDE OF 

BUILDING BY ENTRANCE DOOR.  PAVEMENT IS GETTING SLICK AND 
POSSIBLE SAFETY HAZARD DEVELOPING.

4655WEST

0001294530 REPAIR WALL RECEPTICLE IN   SHOP BEHIND BELT SANDER 4650

0001294529 REPLACE BULBS IN LIGHT AT RM 103A 4755RM0103A
0001274622 RESET BREAKER (   AWARE) 4610RM3032
0001254154 CLEAN ROOM 318KE7 EQUIPMENT ROOM . DO NOT HAVE PM ORBAR 

CODE.
4481RM0318K

0001021280 REPAIR DOOR/ OFF OF HINGES 4663RMB0001
0001267366 UNSTOP WATER FOUNTAIN NEXT TO ROOM 341 4200FLR03
0001267248 4491 / 135 REMOVE PORTABLE EMERGENCY LIGHT FROM MEN`S 

RESTROOM.
4491RM0135

0001267254 4612 /  STOPPED UP COMMODE IN RM 1316 (  4612RM1316
0001263663 THE CARPET TILES ARE COMING LOOSE. PLEASE REPAIR OR REPLACE AS 

NEEDED.
4646RM0200A

0001256852 UNSTOP TWO SINKS IN WEST HALLWAY 4250WEST
0001251334 4200-RM 408  USER REPORTS POWER PROBLEM.    NOTIFIED. 4200
0001247638 4612 E01 /  REPAIR LIGHTS IN EQUIPMENT ROOM. (  4612RM1215
0001247632 4312-ROOF0001 /  REPAIR ROOF COUNTER FLASHING WEST END. (  4312-ROOF0001
0001247630 4483 / CAR WASH REINSULATE POTABLE WATER PIPING ON THE SOUTH 

END OF CAR WASH (2332)
4483

0001274841 4561 HWP-1 LEAKING NEEDS REPAIR 4561-HWP0001
0001260223 4619 /  RELIEF VALVE LEAKING ON HOTWATER HEATER IN E-2 (  4619RM0139
0001274770 THERE ARE SEVERAL FLOOR TILES THAT ARE MISSING OR DAMAGED ,  

WE WOULD LIKE TO HAVE THEM REPLACED.
4663RMC0184

0001274757 UNSTOP COMMODE 4732RM0210
0001271555 MENS RM 3006A MIDDLE COMMODE STOPPED UP 4203RM3006A
0001274704 REPLACE BALLAST 4631RMC0112
0001274700 RELAY STUCK ON (  4200RM0712E
0001267563 UNSTOP COMMODE 4487RMC0221
0001267506 REPLACE LIGHT BULB  IN STAIRWELL NEAR RM 3015 4610
0001259680 4610 / 4021 REPLACE DAMAGED CEILING TILES (2031) 4610RM4021
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001260032 VACUUM OUT WATER FROM PAN 4650RM0018
0001259915 UNSTOP LAST COMMODE 4732RM0153
0001260004 REPLACE BROKEN CEILING TILE IN HALLWAY OUTSIDE OF ROOM 4619RM0212
0001254153 CLEAN ROOM 333E12 EQUIPMENT ROOM.  DO NOT HAVE PM ORBAR 

CODE.
4481RM0333

0001254336 4650 / 29 REMOVE WIRING FROM HV0004 (2013) 4650-HV0004
0001254334 4666 / E-1 REMOVE AND REPLACE POTABLE WATER FILTER (2023) 4666RM0284
0001254300 4250 /  DRAIN STOPPED UP IN RM. 19 E-2. 4250RM0019
0001247617 PATCH HOLES AROUND FIRE DRAIN  ON THE N.E. SIDE(  4485
0001247613 PATCH HOLES IN BLOCKWALL ( C.  4612NORTH
0001247604 REPAIR MAGNET ON DOOR, SCREW MISSING AND HANGING LOOSE ON 

MAIN ENTRANCE DOOR
4702FLR01

0001267491 4483 / SOUTH CONDENSATE PUMPS NOT WORKING WEATHERS 
CHECKING. (2023)

4483SOUTH

0001281372 4203 RM3439 SINK IS DRAINING SLOW. 4203RM3439
0001259677 4666 / 233 REPLACE DAMAGED CEILING TILES (2031) 4666RM0233
0001314051 STAIRS GOING OVER STEAM PIPE EAST END OF 4464 GOING TO 4481.THE 

USE HAND RAIL SIGN HAS A BROKEN CORNER. IT IS SHARP ENOUGH TO 
CATCH SLEEVE OR SKIN. SIGN SHOULD BE REPLACED.

4464

0001314038 4200 /  JANITORS CLOSET RM 218 PO COVER MISSING(  4200RM0218
0001314037 4200 /  LADIES RM 325 MIDDLE SINK FAUCET LEAKING (  4200RM0325
0001314034 4200 /  JANITORS CLOSET RM 513 SINK STOPPED UP  (  4200RM0513
0001254210 POWER OUTAGE  BUILDINGS 4561 AND 4666 HAVE LOST POWER.  T. 

  NOTIFIED.
4666

0001254196 4611GAS PUMPS OOS   CHECKING 4611
0001254167 REPAIR LEAK OUTSIDE RM B101, AND IN STAIRWELL (  4203BSMT

0001259709 SPRAY FOR ANTS 4200RM0814
0001291090 REPAIR REPLACE BULB/BALLAST IN 101E & IN THE HALL AT RM 103A 4755FLR01
0001291088 REPAIR REPLACE BULB/BALLAST IN RM'S 110C & 112A 4755FLR01
0001291079 RELAY STICKING ABOVE THE CEILING ( WASHINTON FAMILIAR) 4200RMG0011
0001291070 CHECK COMMODES IN LADIES AND MEN'S RM IN THE 101 AREA, NOT 

FLUSHING PROPERLY
4205FLR01

0001307716 CLEAN OUT LADY BUGS FROM LIGHTS OUTSIDE RM 608 4202FLR06
0001307688 LABEL PARKING LOT 4631
0001254117 UNSTOP COMMODE, ONLY ONE COMMODE AND IT IS FULL 4476RM0108
0001254106 LOST POWER TO OUTLETS 4200RM0510C
0001287381 REPAIR WATER LEAK (   AWARE) 4487RMAB0101
0001284434 LADIES RM 5TH FLOOR COMMODE LEAKING AT SPUD 4201RM0508
0001284431 FOUNTAIN IN NORTH HALLWAY ADJUST PRESSURE 4201FLR06
0001294230 4205 / 101 HB ANT EXTERMINATION NEEDS TO BE PERFORMED UNDER 

THE LIP OF THE NORTH HIGH BAY DOOR.  (ALTERNATE POC IS DOUG 
GALLOWAY 4-5147).

4205RM0101

0001294130 REPLACE 2X2 CEILING TILES IN HALL OUTSIDE RM 1318 (  4612FLR01
0001313769 RESET BREAKER 4201RMB0053
0001310701 REPAIR BATTERY CHARGER 4570BSMT
0001281328 4610 / 000 SPARY FOR WASPS  ON EAST ENTRANCE OF BUILDING 4610  

(CAFETERIA ENTRANCE)
4610EAST

0001274585 4207 / 107A NEED ELECTRICAL SUPPORT FOR 4207 REHABILITATION COF 
PROJECT. PLEASE IDENTIFY POWER SOURCE FEEDING LIEBERT CRU# 5 IN 
ROOM 107A. REPORT FINDINGS TO W.   AT 544-4017.

4207RM0107A
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001259958 4600 / 1302 MY LIGHT SENSOR SHUTS OFF MY LIGHT EVERY THREE TO 

FIVE MINUTES.  I NEED TO HAVE CONTROL OVER MY LIGHT!  IT`S AN 
ANNOYANCE AND A SAFETY HAZARD!

4600RM1302

0001259654 4705 /  NEED WORK ORDER TO CHECK OUT OVERHEADHEATER MAY BE 
LEAKING WATER ON FLOOR. INE1 EQPT. ROOM N. E. SIDE IN S. W. 
CORNER.

4705

0001259653 4705 /  NEED WORK ORDER TO CHECK OUT PIPE INOVERHEAD LEAKING 
IN E14 EQUIPMENT ROOMNORTH HIBAY IN N. E. CORNER.

4705RMC0113

0001259705 CHECK FOR ROOF AND WALL LEAKS IN ROOMS M211 AND M213 4663-MWING
0001259699 MIDDLE URINAL RUNNING CONTINOUSLY 4203RM5006
0001294358 4718 SOUTH DOORS NOT CLOSING PROPERLY   CHECKING 4718
0001260199 EAST END DOOR BY CREDIT UNION NOT OPENING (   

NOTIFIED)
4202EAST

0001287627 4200 / HERITAGE SEVERAL SPOT LIGHTS ON OVERHEAD TRACKS HAVE 
BURNED OUT AND NEED TO BE REPLACED.

4200

0001284423 REPAIR REPLACE BULB/BALLAST IN RM'S A104A & A106 4705FLR01
0001259647 4481 / DOOR 3 EXTERIOR DOOR NUMBER 3 ,WEST END OF BUILDING 4481  

HALF THE GREEN CARPET IS FREE. GLUE HAS RELEASED. CARPET FORMS 
A TRIP PROBLEM.

4481

0001259946 4200 /  6TH FLOOR MENS RM URINAL DRAINS SLOW (  4200RM0606
0001259923 4629 / 108 LIGHTS OUT OVER DRINK MACHINE. RELAMP OR REPAIR AS 

NECESSARY.
4629RM0108

0001260059 4348 / 101B --REPAIR/REPLACE BROKEN AND/OR MISSING TILES THAT ARE 
CREATING TRIPPING HAZARD-RESTROOM FLOOR TILE BROKEN

4348RM0101

0001260045 4347 / 104TOWER EXTERMINATE WASPS AT TOP OF 4347 TOWER.  THERE 
ARE LARGE NUMBERS OF THEM BOTH NEAR THE TOP OF THE STAIRS 
AND INSIDE THE CLOSED CONTROL ROOM AT THE TOP OF THE TOWER.

4347RM0104

0001324086 CHECK, REPAIR OVERHEAD LEAK (   NOTIFIED) 4663RMA0168
0001320649 ACMP0002  LOCATED ON THE MATEIAL YARD, NEEDS TO HAVE THE 

STARTER CHECKED. THE MOTOR WILL TURN BY HAND, BUT NOT WHEN 
THE POWER IS ON.   POC

8023-ACMP0002

0001260040 4760 / 106 REPAIR LIGHT ABOVE TABLE 4760RM0106
0001320684 REPAIR POWER TO ROTARY FILES 4485RM0128
0001294127 REPAIR BROKEN LENSE ON LIGHT BETWEEN LEVEL 8 & 9 4550
0001294126 REPAIR REPLACE LIGHTS ON THE GROUND LEVEL 4550
0001260232 REPLACE BALLAST 4200RM0923
0001248415 SEWER IS IN ALARM.   NOTIFIED. 4707
0001254213 REPAIR  LIGHT  ROOM  405  NORTH  EAST  CORNER  OF  ROOM 4481RM0405
0001281385 REPLACE LIGHT BULBS OVER DESK IN ROOMS 4044, 4040. 4610FLR04
0001267611 4672 /  CLEAN SCREENS ON SHEW 0001 (  4672-SHEW0001
0001281383 REPLACE LIGHT BULBS.  LIGHT FIXTURE IN WALL. 4610RM3098
0001287567 UNSTOP SINK 4203RM6005
0001287561 REPAIR DIRECTIONAL ARROWS ON 9TH FLOOR (   AWARE) 4200-ELEV0002
0001280833 REPAIR REPLACE LADDER IN PIT (  4554
0001278252 REALIGN BUMPER BLOCKS AT CARDBOARD COMPACTOR 4391
0001287629 CLEAN OUT LIGHT FIXTURE OUTSIDE RM 616B 4202FLR06
0001287337 CLEAN OUT GUTTERS ALL AROUND BUILDING . 4207-ROOF0001
0001287335 REPLACE STAINED CEILING TILES IN ROOM 0111. 4207-ROOF0001
0001287334 CLEAN OUT GUTTERS ON BOTH SIDES OF THE BUILDING SOUTHERN END. 4249-ROOF0001

0001281737 REPLACE MOLDY CEILING TILE AND INVESTIGATE PROBLEM 4476RM0115
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001300901 4205-W_4-WTRDET IN ALARM. RESET AND DRY TAPE, J.MCCAGHREN 

NOTIFIED.
4205-MDT0003

0001320624 4708 / 1206-4 PLEASE REPLACE BURNED OUT LIGHT BULBS. 4708RM1206
0001320622 4250 / 18B DURING A POWER OUTAGE ON FRIDAY IT WAS DISCOVERED 

THAT THE EMERGENCY LIGHT IN THE MENS ROOM 18B DID NOT 
FUNCTION.

4250RM0018B

0001307740 SAW 2 LINES IN ASPHALT (  4241
0001301103 REPAIR CEILING LEAK AND CHECK ODOR (   NOTIFIED) 4202RMB0109C
0001326948 REPAIR/ REPLACE LIGHT SWITCH AND PLATE 4566RM0126
0001317399 RESET BREAKER/ NO POWER 4202RM0402
0001301100 RESTORE POWER TO OUTLET 4200RM0818C
0001301067 URINAL WON'T FLUSH/ (POSSIBLE NO WATER GOING TO IT) 4207RM0126
0001330045 4200 /  JANITORS CLOSET 218 FAUCT LEAKING (  4200RM0218
0001330044 4200 /  MENS RM 219 2ND COMMODE STOPPED UP (  4200RM0219
0001251277 REPAIR/REPLACE BULB/ BALLAST 4600RM4118
0001267476 NORTH WALL-4711-TS0004-REPAIR/REPLACE INOPERATIVE EMERGENCY 

LIGHTS-EMERGENCY LIGHT INOPERABLE
4711RMW0108

0001247891 REPAIR REPLACE HEAD BOLT ON STATIONARY DOOR NEAR 605 4481FLR01
0001247866 LOST POWER 4612RM1401
0001247864 REPAIR REPLACE BULB/BALLAST, LIGHT IS FLICKERING 4200RM0224
0001251260 REPLACE BALLAST IN HALL IN FRONT OF ROOM 603 4201FLR06
0001301052 REPAIR/ REPLACE BALLAST IN HALLWAY 4612RM0003
0001301030 REPLACE BULBS IN EMERGENCY EXIT SIGN 4759RM0110
0001301029 REPAIR EMERGENCY LIGHTS 4759RM0110
0001247745 UNSTOP 3RD SINK IN LADIES ROOM 430A 4TH FLOOR 4202RM0430A
0001247744 URINAL WILL NOT FLUSH MENS RESTROOM 149 4619RM0149
0001254283 CLEAN UP INSULATION AND DEBRI UNDER STEAM STATION 4650RM0126
0001248066 REPLACE BULB ON 7TH FLOOR LANDING/ EAST STAIRWELL 4200FLR07
0001274665 ADJUST DOOR, WON'T LATCH 4707RM0155
0001274661 MOVE DIRT FROM DRAINAGE DITCH TO PREVENT FLOODING (   

AWARE)
4667WEST

0001254237 CONTINUOUSLY RUNNING URINAL 4570RM0154
0001267480 SPRAY FOR BUGS AND SPIDERS 4520
0001267381 REMOVE MECHANICAL CRASHBARS AT SOUTH ENTRANCE 4436SOUTH
0001267279 REPAIR LEAKING  DOUBLE SINK 4203RM3439
0001267263 CHECK, REPAIR WATER LEAK ON THE NORTH SIDE OF RM (   

NOTIFIED)
4619RM0145

0001267261 REPAIR PVC DRAIN/ S.S. / O.S. 4707SOUTH
0001291106 ELEVATOR BUMPING AND NOT STOPPING AT PROPER FLOORS (PLEASE 

SEE USER IN ROOM 420)
4202-ELEV0002

0001291099 CLEAN  LEAVES FROM FLOOR DRAIN IN STAIRWELL (  4610RMB0101
0001291091 REPAIR RING TONES ON ELEVATOR 4202-ELEV0001
0001291084 REATTACH PARTITION TO WALL 4200RM0923
0001267231 REPLACE LIGHT SWITCH ( CARD READER DOOR) 4249RM0114
0001259793 4663 C102 CHECK LIGHTS  4663
0001291077 REPLACE BALLAST 4201RM0318
0001301251 R/R BULBS AND BALLAST ROOMS  129 AND IN HALLWAY OUTSIDE OF 

ROOM 129,
4650FLR01

0001301242 UNCLOG SINK IN MENS RM101 4609RM0101
0001300970 REPAIR ROTEX PUNCH SHEET METAL SHOP 4650FLR01
0001297974 REPAIR DOOR CLOSERSIN E6 EQPT. ROOM B18D BASEMENT 

SOUTHDOORS.
4708RMB0018D
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001287632 RESET TRIPPED BREAKER TO MILLING MACHINE 4759RM0101
0001287598 4711 HIGH BAY LIGHTS ON   CHECKING 4711
0001287441 EAST END--REPAIR/REPLACE INOPERATIVE EXIT SIGN- 4561RMB0002
0001287437 REPAIR LOOSE TOILET SEAT 4650RM0133
0001344884 REINSULATE   WATER LINE ON AHU ABOVE RM 147 4619RM0147
0001251339 CHECK, RESTORE POWER TO OUTLETS 4570RMB0006
0001320640 SPRAY FOR ANTS 4610RM1064
0001317371 REPAIR BROKEN DOOR HANDLE 4659RM0010
0001274878 4708 / 251 PLEASE IDENTIFY AND ELIMINATE LOUD BANGING NOISE 

NEAR ROOMS 251 AND 254
4708RM0251

0001351150 REPAIR CONTINUOUSLY RUNNING COMMODE (   AWARE) 4202RM0231A
0001242354 REPLACE STEAM TRAP ABOVE MEZZANINE (  4650EAST
0001338104 DRAIN REMAINING DIESEL FUEL OUT OF UST, BUILDING 4667, OUTSIDE 

BUILDING, EAST END.
4667EAST

0001338103 POC:    @ 4-8154.  REPLACE LIGHT BULBS IN PUMP 
AREA.

4676RM0103

0001287330 REPAIR/ REPLACE BLINDS 4200RMG0011D
0001267227 REPLACE CORD ON ELECTRIC FAN IN SHIPPING DOCK 2 4631
0001338092 REPAIR LEAK IN CEILING IN HALLWAY OUTSIDE OF ROOM 109E. 4727FLR01
0001287275 REPLACE LIGHT BULBS INE1 EQPT. ROOM NO. 106A EAST OUTSIDE. 4656RM0106A
0001287600 4561-RM E1, VERIFY THE STEAM RELIEF VALVE SPRING SIZE (ON STEAM 

STATION). IT WAS BLOWING OFF AT LOW STEAM PRESSURE (17 PSI).
4561RM0104

0001263673 UNSTOP COMMODE 4203RM3006A
0001254068 REPAIR RAISED CEMENT/ ASPHALT WHERE HOLE HAS BEEN PATCHED 

NEAR DOCK
4583SOUTH

0001332933 REPAIR STEAM LEAKS IN PIT UNDER GRATING OUTSIDE RM. 126B. 4707RM0126B
0001254307 ADJUST PRESSURE SWITCH ON ACMP, GOING OFF AT 90 PSI (   

FAMILIAR)
4608

0001254271 REPAIR REPLACE BALLAST  (  4612RM1038A
0001254217 REPAIR COLD WATER FAUCET, WATER WON'T TURN OFF (water has been 

shut off to sinks)
4610RM1015A

0001263670 REPAIR LOCK/LATCH ON OUTSIDE DOOR OF OLD RETAIL STORE, NORTH 
SIDE

4471NORTH

0001259991 SECOND COMMODE FROM WALL NOT FLUSHING 4202RM0330
0001281623 REPAIR 1ST COMMODE, CONTINUOUSLY RUNNING 4610RM1079
0001281621 REPLACE DOOR STOP 4487RMB0104M
0001281609 PERFORM WATER CLEANUP 4728RM0103
0001278296 4749 /  SINK STOPPED UP FIRST AID STATION (  4749
0001308050 PAINT E1 EQPT. ROOMDOORS NO. E101 EAST SIDE OUTSIDE. 4705RME0101
0001308046 TO PAINT E2 EQPT. ROOMDOORS NO A107A EAST SIDE OUTSIDE. 4705RMA0107
0001326864 4203RMB0200 /  REPLACE LEAKING STEAM PRESSURE RELEIF VALVE IN 

BASEMENT.
4203RMB0200

0001337980 4200 / 212 RELOCATE ELECTRICAL PLUG 4200RM0212
0001337979 4306 / EXTERIOR REPAIR/REPLACE EXTERIOR SECURITY LIGHTS ON THE 

NORTH SIDE OF THE BUILDING.  THERE ARE 2 LIGHTS, ONE ON THE NW 
AND THE OTHER ON THE NE SIDE OF THE BUILDING.  ALSO, THE 
EXTERIOR LIGHT AT THE NORTH ENTRY DOOR IS NOT FUNCTIONAL.

4306NORTH

0001287292 REPAIR CEILING GRID IN ROOM 105A. 4718RM0105A
0001242329 STEAM PIPE VENT BLOWING STEAM ON DOOR 4483EAST
0001242323 RESET BREAKER 4201RM0606C
0001242322 OVERFLOWING URINAL 4250RM0071
0001338077 REPLACE DAMAGED CEILING TILES (2031) 4610RM2084
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0001287287 REPLACE LIGHT BULBSIN E2 EQPT. ROOM NO. 118 WEST OUTSIDE. 4656RM0118
0001338074 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE RM. 3039 

(2031)
4610RM3039

0001351081 REPAIR REPLACE BULB/BALLAST, LIGHT FLICKERING 4471RMA0105
0001351080 LOST POWER (   NOTFIED) 4566
0001351077 REPAIR FUEL LEAK ( SEE   FOR DETAILS) 4567
0001326899 REPAIR LEAK ON HOT WATER LINE. 4708
0001251316 4201-ROOF0002 /  REPAIR BROKEN BLISTERS. (  4201-ROOF0002
0001335733 PUSH SOUTH PILE OF TREES AT MOORE CEMETARY IN FRONT OF POND 

(PREFERABLY ON MONDAY OR TUESDAY JUNE 5 OR 6)
4628SOUTH

0001326862 REPLACE PLUG ON PORTABLE FAN (SEE USER FOR DETAILS) 4660
0001326855 REPLACE BULB/BALLAST IN BREAK ROOM ACROSS THE HALL FROM 

ROOM 505 (FLASHING LIGHT)
4202RM0505

0001320636 SPRAY FOR ANTS 4610RM1083
0001256878 R/R BULBS AND BALLAST SW ENTRANCE NEAR 101AND IN ROOM 120 4650FLR01
0001287264 REPAIR DAMAGED DOWNSPOUT. 4205-ROOF0013
0001254031 ADJUST FRONT ENTRANCE LOBBY DOOR/ HARD TO OPEN 4485
0001281439 REPAIR OVERHEAD WATER LEAK IN HALLWAY O.S. OF ROOM 57 4250
0001310637 UNSTOP DRAIN IN TRENCHES 4619RM0166
0001310618 FASTEN LIGHT COVER IN HALL NEAR ROOM B112 4705
0001307857 UNSTOP SINK 4494RM0010
0001304570 REPAIR LIGHTS IN E 3 . 4471RM0188A
0001294473 MOVE 2 CRATES OF EQUIPMENT ON ROLLERS DOWNSTAIRS TO HIBAY 4619RM0214
0001301086 RESET BREAKER, CHECK OUTLET TO COKE MACHINE IN LOBBY 4723FLR01
0001301085 REPAIR CEILING LEAK, MOLDY TILES IN HALL BY RM E4, A-WING, 1ST 

FLOOR
4487-AWING

0001301077 RESET BREAKER (   AWARE) 4203RM6440
0001301064 REPLACE DAMAGED CEILING TILES IN HALL NEAR 606, 622 AND IN RM 

618A ( NEED ASAP)
4202FLR06

0001301050 REPAIR LIGHTS IN STAIRWELL NEAR RM 128A 4619
0001294413 CLEAN OUT WINDOW SEALS IN B WING STAIR TOWER 4663-BWING
0001294410 CLEAN OUT LIGHT FIXTURES IN BWING STAIR TOWER 4663-BWING
0001294387 REPAIR BROKEN  DEVICE THAT HOLDS DUCT WORK IN CEILING 4315RM0107
0001242382 4648 / 102 POC:    @ 4-4208.  PATCH HOLES IN SOUTH & EAST 

WALLS.
4648RM0102

0001287595 4200 ROOM 932   CHECKING LIGHTS OUT 4200RM0932
0001287556 REPLACE LINE ON HYDRAULIC LIFT PLATFORM/   FAMILIAR ( 

  
4650FLR01

0001287509 REPLACE PHOTO CELL AT S.W. ENTRANCE (  4610
0001263633 REPAIR TWO DAMAGED DOWNSPOUTS. 4480-ROOF0001
0001253978 PLEASE SPRAY AND ELIMINATE ANTS AT THE WEST END OF 4600 AT THE 

ENTRANCE TO THE MECHANICAL EQUIPMENT ROOM.  ALSO TREAT THE 
MECHANICAL EQUIPMENT ROOM TO PREVENT THE ANTS FROM 
FURTHER MIGRATION INTO THE BUILDING.

4600WEST

0001253962 INSULATE STEAM VALVE AT STEAM STATION OUTSIDE 4732
0001287502 REPAIR HANDICAP CHAIRLIFT (  4666FLR01
0001287342 INVESTIGATE WATER LEAK IN HALLWAY IN FRONT OF RM 1318 (  4612FLR01
0001260271 4708 / 1202A PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN 1202A 4708RM1202A
0001247779 PUMP OUT FLUIDS IN LATHE AND SAW AND CLEAN PAN UNDER SAW ( TO 

BE EXCESSED) NEED ASAP
4493RM0160

0001253953 REMOVE FLANGES OFF OF TANK 4761
0001256919 REPLACE DAMAGED/MISSING CEILING TILES IN 160 & 165 4566FLR01
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0001281408 REPAIR LEAK ON INFLUENT PUMP0001 4761RM0101
0001271542 4612 /  SEAL AROUND DRAIN PIPE OUTSIDE E-1 4612RM1215
0001271522 4487C / 178 RESTORE STEAM TO HOT WTAER CONVERTER (2023) 4487
0001284443 UNSTOP FLOOR DRAIN IN E2 4570RMB0010
0001284442 REPAIR CONTUNIOUSLY RUNNING URINAL 4551RM0203
0001284412 REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-REPLACE CARPET TILE 

WITH CORRECT SIZE
4202RM0222A

0001281448 CHECK FOR WATER LEAK UNDERNEATH DESK (SEEMS TO BE SEEPING 
FROM UNDER THE FLOOR)

4728RM0103

0001281430 PERFORM GENERAL CLEANUP IN AND AROUND AREA (  4485RM0114
0001320555 REPAIR LEAKY FLASH TANK STEAM STATION, ROOM 137A 4619RM0137
0001278248 I THINK WE HAVE A TERMITE SWARM IN ROOOM 438-B, 4481 OFFICE 

USER SPOTTED , NEED BUG MAN TO SPRAY
4481RM0438B

0001274604 SPRAY FOR GNATS 4491RM0104
0001267296 RESET BREAKER 4485RM0135A
0001263641 INVESTIGATE SOUND OF WATER BETWEEN FIRST AND SECOND FLOOR 4646
0001263626 REPLACE FLOURESCENT LIGHT BULB 4777RM0100A
0001259717 LADIES RESTROOM NO HOT WATER 4708RM0243
0001267666 4708 / 138 PLEASE REPLACE BURNED OUT LIGHT BULBS OVER 

VEGETABLE BAR
4708RM0138

0001254036 CHECK PORTABLE EYEWASH STATION IN M 105 AND REQUEST TO BE PUT 
ON P M LIST

4663RMM0105

0001254035 REPAIR CONT. RUNNING URINAL IN RM 100A 4670RM0100A
0001324100 REPLACE BULBS---(BULBS ARE STUCK AND WON'T COME OUT) 4705RMB0111
0001320610 REPLACE THEATER LIGHTS IN SECOND FLOOR HALLWAY (CONTACT 

USER WHEN COMPLETED)
4663-BWING

0001314006 REPAIR REPLACE LIGHT 4203RM6002
0001239144 PAINT HOT WATER PUMP (WILL DELIVER TO PAINT SHOP) 4487RMB0001
0001320617 ELEVATOR NOT MOVING 4202-ELEV0002
0001301176 RESTORE POWER TO OUTLET (PANEL # 1LPF) (   NOTIFIED) 4663RMC0108
0001274747 4619 /  NEED WORK ORDER TO REPAIR LEAKINGCOPPER WATER LINE 

FROM HOT WATER HEATERIN E8 EQPT. ROOM NO. 8 ROOF SOUTH 
OUTSIDE.

4619RME0008

0001274742 4619 /  NEED WORK ORDER TO REPAIR DOOR CLOSER E6 EQPT. ROOM NO. 
222 NORTH SIDE ROOF.

4619RM0222

0001274724 4705 /  PATCH HOLES IN BLOCK WALL -WEST-E-1 ,DOOR#26 (  4705RME0101

0001267349 SUPPORT ARMY AFTER POTABLE WATER LEAK,   NOTIFIED 4610

0001259747 4708 / 119 PLEASE SPRAY FOR ANTS. 4708RM0119
0001260105 4708 RM.136 /  REPAIR DRAIN ON LAVATORY. (  4708RM0136
0001256850 4707 ROOM125 /  REPAIR STEAM LEAK ON VALVE (  4707RM0125
0001248078 RE-INSULATE CHILL WATER LINE ON AH0018 4708B-AH0018
0001248065 REPAIR REPLACE BULB/BALLAST IN RM'S 213, 214 & ON THE CAT WALK 4656
0001248060 SECURE CABLES/WIRES ON FLOOR, TRIPPING HAZARD ( CONTACT USER 

FOR ACCESS, SEB AREA)
4203RMB0106

0001247904 PLEASE REPLACE BURNED OUT LIGHT BULBS IN HALLWAY OUTSIDE OF 
ROOM 1219

4708FLR02

0001260088 4656 / HI-BAY LOAD TEST NEW CRANES. CRN0001& CRN0002. (2336) 4656
0001256847 4207 / 107 REPAIR RAISED FLOOR IN BREAK ROOM. SEE   

FOR DETAILS.
4207RM0107

0001254070 LOST POWER TO BLDG.(   NOTIFIED) 4734
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001254050 REPAIR LEAK ON URINAL RM103 4618RM0103
0001247589 REPLACE BALLAST 4487RMA0214
0001254044 UNSTOP SINK 4201RM0626
0001247716 TIGHTEN ROLLERS ON ELEV. #3 4202-ELEV0003
0001247643 REPLACE FLUSH HANDLE ON FIRST COMMODE 4666RM0357
0001281692 4201 WEST AUTOMATIC DOOR NOT WORKING   CHECKING 4201WEST
0001274827 REPAIR/ REPLACE BULBS/BALLASTS IN CUBICLES 4143, 4144 AND 4146 

(   
4203FLR04

0001245042 NO HOT WATER IN LRR 4203RMB0001A
0001247710 NAIL PANEL INSIDE MENS RR (  4609RM0101
0001271543 RESTORE POWER TO OUTLETS IN HALLWAY NEAR ROOM C260 4663-CWING
0001301118 2ND SINK STOPPED UP IN RM 5033 4610RM5033
0001313957 REMOVE DEAD BIRD FROM WEST SIDE ENTRANCE AT LOBBY 4200WEST
0001313946 CHECK OPERATION OF ELEV0003, BOUNCING AND UNLEVELING ( 

NOTIFIED   
4201-ELEV0003

0001307878 REPAIR FUME HOOD/ BEARLY RUNNING 4612RM1504
0001307873 REPAIR/ REPLACE BULBS/ BALLASTS 4202RM0127
0001307818 REPAIR REPLACE BALLAST IN RM'S 6153  & 6156 4203FLR06
0001307812 REPAIR ROTARY FILE 4485RM0128
0001307790 ADJUST OUTER DOOR #5 4727FLR01
0001307613 PUMP WATER FROM ROLL OFF BOX IN EAST TEST AREA AND DELIVER TO 

4761
MSFC

0001239057 PAINT IN 13 ASSIGNED GOVERNMENT VEHICLE PARKING SPACES IN S.E. 
CORNER OF PARKING LOT

4200SOUTH

0001324128 DRAIN WATER OUT OF OVERFLOW PAN ACMP0004 E1 A WING  R.CORN 
POC

4487A-ACMP0004

0001267643 4707 / HIGHBAY REPLACE DOOR ARM OPERATOR 4707
0001307776 REPAIR DOORSTOP 4663RMA0272
0001239064 DISPOSE OF EXCESS SKIDS AND PIPE LOCATED AT N.E. CORNER OF BLDG. 4480NORTH

0001239063 CLEAN UP A MECHANICAL PART (  4610-ELEV0002
0001239062 REPAIR COLD SAW IN MACHINE SHOP 4650
0001327119 ADJUST DOOR CLOSURE ON DOORS TO ROOMS 212 AND 213 4656FLR02
0001327096 REPAIR ROLL UP DOOR - MOTOR AND CHAIN SLIPS - SEE   

MURDOCH
4465

0001324121 UNSTOP COMMODE 4487RMB0189M
0001239020 INSTALL EXTENSION ON DRAIN (  4205-SHEW0005
0001239016 INSTALL EXTENSION ON DRAIN (  4205-SHEW0001
0001239015 UNSTOP DRAIN 4666RM0234D
0001284482 REPAIR DRAIN BACK ON MARVEL SAW 4650FLR01
0001260164 UNSTOP 2 BACKED UP SINKS IN THE MENS REST ROOM - 3006A 4203RM3006A
0001267437 4612 /  NEED WORK ORDER TO REPAIR LEAKING CONDENSATE TANK IN 

E5 EQPT. ROOM NO. 23NORTH EAST OUTSIDE.
4612RM0023

0001267411 EMPTY CABLE BIN AND RETURN IN A-WING ALLEY. 4663-AWING
0001267313 PAINT EAST WALL 4656RM0203
0001239200 UNSTOP COMMODE (  4203RM1006A
0001239004 OS.SE. CLEAN LEAVES AND DEBRIS IN STAIRWELL OUTSIDE CABLE 

VAULT  NEAR E-3, CLOGGING DRAIN & CREATING RISK OF FLOODING.
4207

0001242390 4610 / 5000A --INSTALL GUARDS OR RELOCATE LIGHT(S) TO A MINIMUM 
HEIGHT OF 7 FEET-

4610RM5000A

0001242388 4610 / 4001 --INSTALL GUARDS OR RELOCATE LIGHT(S) TO A MINIMUM 
HEIGHT OF 7 FEET-

4610RM4001
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001247955 REPAIR  BROKEN WATER LINE NEAR EYEWASH STATION 4676-0001 4676
0001247969 SPRAY FOR ANTS 4200RMG0009
0001247950 REPAIR LEAKING COMMODE, WATER COMING FROM BOTTOM (  4610RM5000

0001261293 REPAIR COMMODE, WATER RUNNING FROM UNDER COMMODE ( 
  

4200RM0614

0001247856 REMOVE LOOSE CEILING TILE.  POST SIGNS WARNING PERSONNEL OF 
FALLING HAZARDS. -CEILING TILES FALLING OUT EXPOSING ASBESTOS

4723RM0107

0001260241 REPAIR HANDICAP DOOR ON THE WEST SIDE (  4666WEST
0001259964 4476-ROOF0003 /  RESEAL PITCH-CUP ,LEAKING AROUND CONDUIT. (  4476-ROOF0003

0001256874 REPAIR REPLACE BULB/BALLAST (  4487RMB0221
0001256851 CHECK, REPAIR SHREDDER 4244FLR01
0001256844 REPAIR LOOSE COMMODE SEAT (  4200RM0511
0001256836 REPAIR REPLACE BULB/BALLAST IN UPPER AND LOWER PARTS OF 

MEZZANINE
4708MEZZ

0001256818 REPAIR REPLACE BULB/BALLAST IN RM'S A209, A210B, & A213 (  4705FLR02

0001247846 REPLACE BATTERY IN EMG.LIGHT (  4755RM0325
0001267337 FLUSH POTABLE WATER LINES IN MENS RR (  4572RM0105
0001320755 4600 / ROOF INSTALL NEW FILTERS IN ERU-1. 2026 4600-ERU0001
0001287607 SPRAY FOR SPIDERS 4727RM0102A
0001256930 REPLACE BULBS IN ROOM 108, O.S. ROOM 108 AND O.S. WEST MENS RR 

(   
4312FLR01

0001287372 REPLACE SAGGING CEILING TILES IN HALL NEAR LADIES RM ON THE 
6TH FLR. (   AWARE)

4202FLR06

0001281539 CHECK FILAMENT WINDER FOR GROUNDING (CELL PHONE  4707RM0120
0001281538 CHECK ALIGNMENT TO FILAMENT WINDER/ IF O.K. BOLT TO FLOOR 4707RM0120
0001281498 REPAIR LEAKING FIRST COMMODE 4487RMB0128M
0001281497 REPLACE DOOR STOP 4487RMB0128L
0001287456 EXTERMINATE FOR ROACHES 4200RM0808
0001287450 LOCK OUT/TAG OUT BREAKER # 36, IN SRPA PANEL 205-28 (   

AWARE)
4205RM0106

0001287413 REPAIR VENT FAN MOTOR FOR ON LN2 LOCATED BETWEEN 4718 & 4718-3 
(   AWARE)

4718

0001281483 UNSTOP URINALS AND FLOOR DRAINS 4487RMB0209M
0001281473 B WING 2D FLOOR RESTROOM ACROSS FROM RM 229 HAS A TOILET WITH 

TOO MUCH WATER PRESSURE. IT JUST KEEPS FLOWING.
4487-BWING

0001247781 LOWER THE CURTAIN ON THE NORTH HIBAY 4755
0001259866 4481 / OUTSIDE REPAIR DOWNSPOUT THAT HAS BEEN MASHED BY CAR 

BUMPER. 2325
4481

0001247827 REPAIR REPLACE 3 FAULTY ELECTRIC CIRCUITS (6, 8, AND 9) THEY TRIP 
WHEN ATTEMPTING TO USE ROOM 3180

4711

0001320470 NEED WET VAC FOR CLEAN UP IN COFFEE SHOP/   FAMILIAR 4203FLR01
0001320456 4628 / 26,105A, REPLACE 5 LIGHTS 4628FLR01
0001320443 REPAIR OVERFLOWING URINAL (   NOTIFIED  4708RM1221
0001320439 UNSTOP DRAINS IN KITCHEN 4610RMC0100
0001320434 PAINT CONDENSER PUMP 4570
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001307626 4665 / OUTSIDE DUE TO A SAFETY INSPECTION TUESDAY, MAY 9 2006, 

PLEASE HAVE MAINTENANCE FILL IN THE NUMEROUS HOLES PRODUCED 
BY GROUNDHOGS AND LAND EROSION.  PLEASE ASK EG&G PERSONNEL 
TO CALL  4-0320, AND SHE WILL MEET THEM AT THE SITE.

4665

0001278241 REPAIR REPLACE BULB/BALLAST OVER CABINET 4200RM0410
0001274869 REPLACE SALINE SOLUTION IN RM 1038 AND 1038B 4612FLR01
0001274868 MENS RM 123 SEAT ON 1ST COMMODE LOOSE 4201RM0123
0001301089 4663RMB0169A /  REPAIR FRESH AIR DAMPER EAST END OF ROOM. 4663RMB0169A
0001297985 REPAIR/REPLACE VENT FAN 4619RM0126
0001294438 4202 /  LADIES RM 430A LAST COMMODE LEAKING AT SPUD (  4202RM0430A
0001294149 DRILL HOLE UNDER RAISED FLOOR (SEE USER FOR DETAILS) 2NG. FLOOR 4663-BWING

0001238952 UNSTOP OVERFLOWING COMMODE ( NOTIFIED  4610RM5028
0001231438 REPAIR REPLACE BULB/BALLAST 4566RM0120
0001231433 REPAIR REPLACE BULB/BALLAST 4200RM0828G
0001327127 4487 /  CLEAN UP BASEMENT. RM A001 E-9. 4487RMA0001
0001327124 4667 / 100  POC:    @ 4-1608.  REPAIR/REPLACE INOPERATIVE 

"EXIT" SIGN ON THE WEST WALL.
4667RM0100

0001324144 4610 / 1307 REPAIR DUCTWORK ABOVE CEILING (2026) 4610
0001235196 CHECK INDUSTRIAL WATER LEAK. 4587
0001235194 CLEAN OUT GUTTERS. 4702-ROOF0002
0001313924 4761 /  CLEAN MOLD AND DIRT OFF OF EYEWASH NOZZLES / COVERS / 

BOWL ON SHEW0006 (   
4761-SHEW0006

0001324082 REPLACE BALLAST 4203RM4240
0001313926 4761 /  CLEAN MOLD AND DIRT OFF OF EYEWASH NOZZLES / COVERS / 

BOWL ON SHEW0004
4761-SHEW0004

0001278275 4663 E-1 WEST END RESTORE OR REPAIR LIGHTS OUT 4663RMB0010
0001254343 4705 / A200 --CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 

PREVENT FUTURE LEAKAGE-
4705RMA0200

0001254338 4760 / 119 --REPAIR/REPLACE DEFECTIVE ELECTRICAL POWER CORD-
WALL MOUNTED HEATER HAS DAMAGED POWER CORD

4760RM0119

0001254123 REPAIR LEAKING COLD WATER FAUCET 4711RMW0116
0001247700 4316-ROOF0001 /  REINSTALL COVER ON WIRE WAY. (  4316-ROOF0001
0001307730 REPLACE BALLAST (  4612RM1007
0001307709 REPLACE BALLAST (  4610RM3098A
0001307705 UNSTOP COMMODE (  4475RM0115
0001259885 4202 /  4TH FLOOR MENS RM 1ST URINAL DRAINS SLOW (  4202RM0429
0001254104 CHECK LIGHT FOR SHOCK 4663RMA0164
0001231551 4600 / 4006 & 7 IN RESTROOMS 4006 AND 4007 REWORK ALL SOAP 

DISPENSER INSTALLATIONS WITH NUT LOCKING DEVICES TO PREVENT 
ATTACHMENT LOOSENING (SOAP BOTTLE SPINS WHEN REMOVING 
DISPENSER PUMP FOR REFILL).

4600FLR04

0001231350 REPAIR/ REPLACE BULBS/ BALLASTS (  4653RM0030B
0001231349 REPAIR/ REPLACE BULBS/BALLASTS (  4653RM0030
0001236693 REPAIR LATCH ON DOOR 4631RMC0113
0001231447 REPAIR EMERGENCY LIGHT/ HALF FUNCTIONAL/ LOCATED ACROSS 

FROM FIRE EXTINGUISHER 327
4583BSMT

0001238954 REPLACE BALLAST 4487RMA0175
0001239100 4487A FIRE DEPARTMENT STUCK ON ELEVATOR.    NOTIFIED 

AND ENROUTE.
4487-AWING

0001239088 WELD UNISTRUCTURE  FRAME 4605RM0013
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001231398 PLEASE REPAIR OVERHEAD LEAK IN B27-1 AND REPLACE WET CEILING 

TILE
4708RMB0027

0001231393 REPAIR FAUCET IN MEN`S RESTROOM, ON THE SINK FARTHEST FROM 
THE DOOR.

4491RM0119

0001231314 REPAIR HOT WATER HEATER (NO HOT WATER) 4612RM1202
0001231570 RESTORE POWER TO BLDG. 4583
0001231295 ANCHOR SAFETY LIGHT AND CHECK OTHERS FOR PROPER ANCORAGE 4542
0001231292 REPAIR DETERIORATING WALL 4619RM0103
0001231265 R/R BULBS & BALLAST 4650RM0133
0001231263 R/R  BULBS AND BALLAST IN HALLWAY OUTSIDE ROOM 129 4650FLR01
0001231260 REPAIR CEILING IN ROOM 240. 4708-ROOF0002
0001231542 SEAL AROUND DOOR IN N.E. CORNER TO KEEP OUT COLD AIR 4663RMC0180
0001227865 4570 /  UNSTOP DRAIN UNDER HEAT EXCHANGER IN B10 / E2 (  4570RMB0010
0001231330 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOMS FIVE AND SIX (  4653FLR01

0001231329 REPAIR/ REPLACE BULBS/ BALLASTS (   IN ROOMS 3 AND 4 4653FLR01
0001235233 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-SEVERAL LEAKS FROM STEAM AND CONDENSATE 
LINES, SOME FROM THE POTABLE WATER BACKFLOW PREVENTER. 
CORRECT ALL LEAKS.

4653RM0025

0001224806 PERFORM LOAD TEST ON NON-CRITICAL CRANE EVERY 4 YEARS- 4493RM0140
0001224618 CLEAN OUT GUTTER A-WING 4487. 4487-ROOF0006
0001239130 REPAIR SPOT LIGHT 4203RM6002
0001239002 ELEVATORS 3 AND 4 INDICATE THEY ARE ON 4TH FLOOR BUT HAVE NOT 

MOVED FOR SEVERAL DAYS.
4600

0001235246 UNSTOP FLOOR DRAIN IN E1 4561RM0104
0001239126 4612 E06 /  REPLACE COVER ON OUTSIDE AIR INTAKE THAT HAS BLOWN 

OFF. E06.IS.ON.SOUTH OF AWING (   
4612RM1511

0001239094 4705 / A101C CLEAN NASTY SCREEN IN LADIES RESTROOM.  SCREEN 
NEEDS REMOVED AND CLEANED AND REINSTALLED.

4705RMA0101C

0001239093 4611 / GAS STAT REPAIR AIR HOSE & AIR GAGE DAT THE GAS STATION AT 
BUILDING 4611.

4611

0001224514 4734-LTS0003 /  FROM WORK ORDER 0001144556 TASK 10: CLEAN 
EXTERIOR OF EMERGENCY LIGHT AND LAMP HEAD

4734-LTS0003

0001239217 4708 / HALLWAY PLEASE REPAIR WATER FOUNTAIN NEXT TO THE MEN`S 
RESTROOM (RM. 1221) HAS AN UNCAPPED DRAIN BEHIND IT WHICH 
OFTEN EMITS A FOUL, SEWAGE-LIKE ODOR.

4708

0001239216 4708 / 136 REPAIR THE BROKEN INSIDE PUSH  BUTTON SWITCH THAT 
OPENS THE HANDICAP DOOR FROM INSIDE  RM 136 - MEN`S RESTROOM. 4708RM0136

0001224502 FROM WORK ORDER 0001180137 TASK 10: CHECK AND CLEAN PANELS 
AND BRUSHES

4705-HST0012

0001224490 REPAIR STEAM LEAK IN PIT SOUTH WEST CORNER OF BUILDING. 4650
0001239165 4201 /  LADIES RM 626 LEAKING COMMODE (  4201RM0626
0001224525 4734-LTS0001 /  FROM WORK ORDER 0001092523 TASK 20: PERFORM 30 

SECOND LIGHT OPERATIONAL TEST
4734-LTS0001

0001231319 PLEASE REPLACE THE SINK IN THE LADIES ROOM.  IT IS ETCHED AND 
NOT CLEANABLE

4702RM0110

0001231315 OUTLET MOVE OR REMOVAL 4200RM0514B
0001231226 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 219 4708RM0219
0001242336 4612 / E-16 --EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 

ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-
4612RM1039
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001224469 REPAIR STEAM LEAK (LOW SIDE  POP-OFF) IN BASEMENT EQUIPMENT 

ROOM E-1.
4207RMB0002

0001224466 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 105 4708RM0105
0001224463 HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN WEST 

VIEWING GALLERY
4708FLR01

0001224640 4203 / 6414 REPLACE DAMAGED CEILING TILE . 2031 4203RM6414
0001231565 REPAIR ROLL UP DOOR WITH TEMPORARY OPERATOR (   

FAMILIAR)
4561

0001227883 INSTALL LOCK PLATE ON EAST SIDE/ O.S. DOOR 4761EAST
0001227873 REPAIR WARNING SIGNAL AT N.E. CORNER 4666NORTH
0001231367 4650 /  2ND COMMODE STOPPED UP IN MENS  RM27 4650RM0027
0001231361 4708 / 1218 REPLACE DAMAGED CEILING TILES (2031) 4708RM1218
0001231359 4708 / 248 REPLACE DAMAGED CEILING TILES (2031) 4708RM0248
0001231357 4708 / 1210 REPLACE DAMAGED CEILING TILES (2031) 4708RM1210
0001224507 SPMP4 SUHIAL IN ALARM. NOTIFIED  4619
0001224595 SEWER ODOR (POSSIBLY COMING FROM RR AREA) 4306RM0101
0001220375 REPAIR REPLACE BULB/BALLAST OVER CUBICLE 4631RMB0102
0001224675 ALL ROOF TOP EQUIPMENT ROOMS--MARK PIPING/TANK(S) TO INDICATE 

CONTENTS, PRESSURE, AND DIRECTION OF FLOW-
4205

0001224673 SEAL PENETRATIONS IN FIRE BARRIER WALL WITH U.L. RATED 
MATERIALS-SEVERAL NEW WIRING/CONDUITS ARE NOT "FIRE STOPPED". 
WALL IS 1 HR RATED FIRE WALL.

4205RM0112T

0001231299 REPAIR REPLACE BULB/BALLAST IN STAIRWELL NEAR RM 5019 4610FLR05
0001231217 REPLACE DEFECTIVE GFI 4531RM0100
0001217106 101 -LP-B  LL001-LABEL ELECTRICAL PANEL AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-BREAKERS 3 
AND 7 LISTED AS SPARE AND ARE IN THE ON POSITION

4774FLR01

0001220393 RELOCATE CRITICAL PARTS CABINET IN HALL OF BASEMENT 4202BSMT
0001231335 PAINT ROOM 4727RM0105B
0001220347 4600 / 5112 --REPLACE CEILING TILES- 4600RM5112
0001217086 REPAIR REPLACE BULB/BALLAST IN KITCHEN, SEE USER FOR LOCATIONS 4610RMC0100

0001216994 SW RAMP PLACE A CONTAINER OF DE-ICER COMPOUND NEAR THE 
BOTTOM OF THE RAMP AT THE SW CORNER OF BLDG. 4491, ALONG WITH 
A CAUTION SIGN TO WARN EMPLOYEES THAT THE SIDEWALK/RAMP 
AREA MAY BE SLIPPERY.

4491

0001220310 HST 0005 IS NOT OPERATIONAL 4760-HST0005
0001227825 INSTALL 1 1/2" DRAIN TO O-MAX JET MACHINE IN SHOP ( RM 19) ( 

  
4619FLR01

0001217133 4570 /  REPAIR FLUSH VALVE ON 2ND URINAL ROOM 154 (  4570RM0154
0001216988 RELINE AND PAINT BUMPERS IN PARKING LOT (CONTACT USER ONE DAY 

AHEAD)
4472

0001217127 4767 / 1 --CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 
PREVENT FUTURE LEAKAGE-

4767RM0001

0001217325 REPLACE DAMAGED CEILING TILES (2031) 4610RM1060
0001217205 REPAIR BROKEN HANDLE ON URINAL 4200RM0331
0001217241 SPRAY FOR ANTS IN 1234 & 1236 4708FLR02
0001217311 REPAIR REPLACE BALLAST 4201RM0532
0001217310 REPAIR REPLACE BALLAST 4201RM0432
0001217307 REBUILD AIR PUMP 4650RM0029
0001217258 SPRAY FOR ANTS 4203RM5407C
0001217257 SPRAY BUILDING FOR BUGS 4631FLR01
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0001220324 SPRAY FOR ANTS IN ROOM W100C AND DOWN THE 100 HALLWAY 4711RMW0100C
0001220309 REPAIR MAGNETICS ON DOOR/ WON'T HOLD DOOR OPEN 4200RMG0013
0001217031 4200 / 946 CLEAN AREA IN RM. 946 (2033) 4200FLR09
0001217174 REPAIR REPLACE BULB/BALLAST OVER DESK 4200RM0812E
0001217169 REPAIR LEAKING FAUCETS, WON'T TURN OFF 4203RM3006A
0001217007 4659 / NE REPAIR MAIN ENTRANCE DOOR #2.  IT WILL NOT OPEN FROM 

THE OUTSIDE.
4659NORTH

0001225855 REPAIR REPLACE BULB/BALLAST IN RM'S G13B & G13D 4200GROUND
0001217001 REPAIR REPLACE BULB/BALLAST 4663RMB0160
0001216992 WEATHER STRIPPING ON SOUTH ENTRANCE DOOR PREVENTING DOOR 

FROM SECURING (   
4600FLR01

0001224836 4203 SUITE 2413 SPRAY FOR LADY BUGS 4203RM2413
0001227821 4475 /  RESTORE  POWER  TO  CHAMBER  >  ROOM  112  >    

FAMILIAR  .
4475RM0112

0001227820 4481 /  REPAIR  LIGHTS  >  E 12 . (  4481RM0333
0001224813 REPLACE BULB IN HALLWAY NEAR ROOM 200 4201
0001224787 REPLACE LOW WATER LEVEL ON SENDING UNIT ON GENERATOR #3 M1YARD
0001217163 UNSTOP  SINK 4494RM0010
0001224735 REPAIR URINAL 4203RM4006
0001209530 REPLACE BROKEN DOOR HANDLE 4203RM4005
0001209480 4205-WATER-LEAK  SECURITY REPORTS ROOF LEAK AT RM 100R OF 4205 

BUILDING.    NOTIFIED.
4205

0001213058 4671 /  INSTALL FLUSH KIT ON URINAL RM 103 4671RM0103
0001213056 4666 / 361 LIGHT IN THE STALL AREA OF LADIES` RESTROOM IS OUT.  

PREVIOUSLY REPAIRED BUT HAS GONE OUT QUICKLY AGAIN.
4666RM0361

0001224727 OFFICER   REPORTED THAT PARKING-LOT LIGHTS ARE OUT. 
NOTIFIED LARRY LANGFORD.

4200

0001213053 4567 / 101,102, POC:    @ 4-1608.  PUMP OUT TRENCHES IN 
ROOMS 101, 102, 104, & 105.

4567FLR01

0001224696 REPAIR STICKING URINAL 4250RM0071
0001224695 CHECK LIGHT FIXTURE AND REPLACE BULB 4661
0001227876 REPAIR INSULATION ON STRAINER FEEDING CHWP0001 (  4207-CHWP0001
0001217144 REPLACE LIGHT IN LOBBY 4315RM0100
0001209361 REPAIR LEAKING ROOF VENT. 4250
0001224596 LOST POWER 4250RM0035
0001224583 REPAIR HOT WATER FAUCET, CONTINUOUSLY RUNNING 4492RM0103
0001227830 UNSTOP OVERFLOWING COMMODE (  4241RM0120
0001224714 REPAIR LATCHING/LOCKING MECHANISM ON Z26 GATE AT 4650, SO IT 

WILL SECURE.
4650

0001209328 SPRAY FOR ANTS IN FLIGHT HARDWARE 4705RM0120
0001209322 REPAIR HOLE IN WALL TO PREVENT DRAFT (   FAMILIAR) 4619RM0147
0001209519 REPAIR REPLACE BULB/BALLAST IN WEST STAIRWELL BETWEEN 9TH & 

10TH FLOORS
4200

0001231509 INSTALL EMERGENCY LIGHT IN ROOMS 102 AND 103 4754FLR01
0001231506 REPLACE BULBS/BALLAST 4754RM0106
0001231347 REPAIR BROKEN MAKE-UP WATER PIPING FOR HOT WATER SYSTEM. 4485RM0138
0001217281 SPRAY FOR ANTS 4200RM0511
0001224701 INSTALL TRASH SCREEN IN TRENCH - E4 (   (  4619

0001209366 OCCUPANT STUCK ON NORTH EAST LEG ELEVATOR BETWEEN 10TH AND 
11TH FLOOR

4670

0001209347 REPLACE BULB OVER STALL 4487RMB0104M
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001209343 REPAIR WOODEN PICNIC BENCH 4471NORTH
0001209558 SPRAY FOR ANTS 4487RMB0169
0001213039 FLUSH POTABLE WATER SYSTEM 4600
0001213034 REPLACE BULBS OVER DESK 4485RM0128A
0001213019 CHECK TEMP. OF HOT WATER/ (TOO HOT ONE DAY AND TOO COOL THE 

NEXT)
4610RMC0100

0001212987 REPLACE CEILING TILES 4739RM0106
0001209410 4707-SEWER-ALARM   NOTIFIED 4707
0001213029 REPAIR REPLACE BALLAST 4203RM6154
0001204769 REPAIR REPLACE BULB/BALLAST IN E & WEST STAIRWELL ON B-WING 4663-BWING
0001204691 4708 / 214 PLEASE SPRAY LADIES RESTROOM 214.  THERE ARE "SOME 

TYPE OF LITTLE BLACK FLIES".  THEY ARE ON THE WALLS INSIDE THE 
STALLS AND EVEN ON THE COMMODE SEATS.

4708RM0214

0001204686 4202 /  MENS RM 115 COMMODE STOPPED UP 4202RM0115
0001204681 4202 /  MENS RM 1ST FLOOR  SINK LEAKING AT PO 4202RM0115
0001204680 4203 /  LADIES RM 1001A MIDDLE COMMODE STOPPED UP 4203RM1001A
0001201308 4610E2 /  CHECK STEAM TRAP ON UNIT HEATER NEXT TO BOILER 4610RMB0100
0001209473 4628 BLUE LIGHT FLASHING   &   CHECKING 4628
0001201408 RESTORE POWER TO SUMP0016 (2013) 4708-SPMP003B
0001204792 4619 / 170B EXPLOSIVE PROOF LIGHT OUT IN EXPLOSIVE STORAGE 

CORRIDOR.
4619RM0170B

0001204791 4619 / 170 CEILING LEAKED 01/17/2006 AROUND AIR CONDITIONER DUCT. 4619RM0170
0001201481 WATER LEAK IN E-1,   NOTIFIED 4531
0001204794 ADJUST CLOSURE ON WEST ENTRANCE KEY CARD DOOR/ NOT CLOSING 4777WEST

0001204641 REPAIR LEAKING WINDOWS IN STAIRWELL BETWEEN 5TH & 6TH FLOORS 4202

0001209560 CLEAN OUT GUTTERS. 4727-ROOF0001
0001197873 RESET BREAKER 4306
0001201352 REPAIR DOOR LOCK ON DOOR/ NOT LOCKING 4487RMAB0150
0001201331 ADD ADDITIONAL LIGHTING 4201RM0520E
0001201321 REPAIR LIGHTS IN THE NORTH WEST GAS SHED 4755
0001201316 REPLACE BULBS/ MOST ALL LIGHTS ARE OUT 4718-3
0001201314 UNSTOP HANDICAPPED COMMODE (  4203RM1001
0001195477 REPAIR MOTOR ON STEAM HEATER 4559
0001195244 REPAIR REPLACE BULB/BALLAST 4200RMG0039B
0001195241 SPRAY FOR ANTS IN 2109 & RM AREA ( SEE USER) 4203RM2109
0001201535 UNSTOP SINK (  4650RM0010A
0001201533 DRESS GRINDING WHEEL 4194
0001188321 REPAIR OVER HEAD LEAK IN THE HALL NEAR 1300 4612FLR01
0001188150 HANDRAIL HAS JAGGED SHARP EDGE JUST ABOVE LEVEL 2 - EAST SIDE 4600
0001188140 MENS ROOM 3RD COMMODE OVERFLOWING 4566RM0144
0001188246 REPAIR BROKEN HANDLE ON INSIDE OF MAIN ENTRANCE DOOR 4674FLR01
0001188213 SINK LEAKING UNDER NEATH WHEN WATER IS TURNED ON 4610RM1053B
0001197885 4203 /  FOUNTAIN BY LADIES RM 5001A CONTINOUS RUNNING 4203
0001197883 4200 /  BSMT CONTROL RM REPLACE SINK 4200
0001195216 4666/E2 /  INSULATE CONDENSATE LINE ON AIR HANDLER ON NORTH END 

OF EQUIP ROOM
4666RM0263

0001190958 REPLACE DAMAGED CEILING TILES AT WEST ENTRANCE 4244WEST
0001190947 REPAIR AIR OPERATED SUMP PUMP 4650RM0029
0001195456 REPAIR, REPLACE BALLAST 4200RM0826
0001195450 REPAIR LIGHT ON THE NORTH EXTERIOR OF BLDG. 4494NORTH
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001195509 LARGE ANT POPULATION IN 4705B120, PLEASE SPRAY AS SOON AS 

POSSIBLE.
4705RMB0120

0001188238 REPLACE CONTROL VALVE ROOM E1 4708
0001188231 SPRAY FOR ANTS AROUND AIR HANDLER ROOM B100 4202RM0100
0001190974 RESET BREAKERS IN ROOMS 3007 AND 3009 4610FLR03
0001190953 PERFORM WATER CLEAN UP (  4200RMG0001
0001197892 STEAM LEAK 4707RMT0106
0001195610 REPLACE LIGHT OVER DESK 4705RMA0215
0001190941 REPAIR LEAKING URINAL (PLEASE MAKE DIFFERENT REPAIRS THAN 

BEFORE--HAS BEEN CALLED IN BEFORE)
4306RM0105

0001195041 RESET BREAKER TO WALL OUTLETS 4708RM0122
0001190987 REPAIR LOOSE WALL PAPER 4494RM0010
0001195220 4659 / 13 REPAIR LAVATORY FAUCETS 4659RM0013
0001195233 CLEAN LADY BUGS FROM LIGHT FIXTURES IN ROOMS 407 AND 408 4202FLR04
0001188308 PUMP IS SHOWING TO BE ON AND IN ALARM.   NOTIFIED. 4481-HWP0001
0001195613 STOPPED UP TOILET MENS ROOM 4315RM0103
0001195606 REPLACE CEILING TILE IN ASBESTON BUILDING ROOM 431B - CLEAN 

DEBRIS ON FLOOR
4481RM0431

0001201251 REPLACE BAD CIRCUIT BREAKER IN PANEL C2 4481RM0318K
0001195359 REPAIR LEAK (  4207RM0127A
0001195358 REPAIR LIGHT (  4207RM0127A
0001209293 TOILET IN FIRST STALL AS YOU ENTER THIS RESTROOM IS LEAKING. 

WATER IS ON THE FLOOR.
4708RM1258B

0001195338 REPAIR / REPLACE DAMAGED CEILING TILES 4471RM0177
0001173598 REPAIR TORN WALLPAPER AT SERVING AREA 4203RM1101
0001201281 COMPDURINGINSPECTION:HIGHBAY-ELECTRICAL PANEL PNL-0001, 05 & 

06 SFN, 13869 & 13862-LABEL ELECTRICAL PANEL AND BREAKERS TO 
INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-BREAKERS 5-
8-28 MARKED AS SPARE IN "ON" POSITION

4483RM0106

0001181522 SPRAY FOR ROACHES 4203RM1300
0001209399 REPAIR LIGHTS AT RM B17, OUTSIDE STEPS 4708BSMT
0001188315 REPAIR REPLACE BULB/BALLAST OVER STALLS (  4203RM3001A
0001184526 CLEAN UP DIRT, MUD AND SAND 4200-ELEV0001
0001184519 REPLACE LIGHTS IN HALLWAY NEAR ROOMS 100 AND 122 (  4485FLR01
0001184506 UNSTOP SINK 4660RM0101
0001188202 REPAIR/REPLACE DOOR KNOB ON EXIT STAIRWELL DOOR ON NORTH 

END OF BLDG.
4202FLR04

0001201432 REMOVE RACOON FROM OVER RM 431 (  4481RM0431
0001195440 UNCLOG BOTH COMMODES (  4487RMB0259M
0001209521 REPAIR/ REPLACE LIGHTS (8 OUT OF 9 ARE NOT WORKING) 4475RM0139
0001201484 REPAIR OR REPLACE OVERHEAD ELECTRIC HEATER 4623RM0101
0001195278 4200 / HERITAGE THERE ARE SIX SPOTLIGHTS BURNED OUT IN THE 

HERITAGE GALLERY IN 4200.  CAN THESE BE REPLACED BEFORE 
ADMINISTRATOR GRIFFIN`S VISIT ON FRIDAY, JAN.6, PLEASE?

4200

0001209506 NO LIGHTS IN HALLWAY 4476RM0115
0001209274 4755 / 400 PLEASE REPLACE BURNED OUT LIGHT BULBS IN LADIES 

RESTROOM #402B AND CONFERENCE ROOM 400
4755RM0400

0001181535 4612RM1406 /  ADJUST FLOW ON FLUSH VALVE ON URINAL 4612RM1406
0001184490 REPAIR DOOR TO RFCU, STICKING 4202FLR01
0001184474 REPAIR REPLACE BULBS IN EMERGENCY LIGHT NEAR AB150 ( D. 

  
4487FLR01-AB

0001181391 CHECK ELEMENT IN WATER HEATER ( J.     FAMILIAR 4619RME0008
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001181578 4583-ROOF0005 /  REPAIR PUNCTURES IN ROOF MEMBRANE. 4583-ROOF0005
0001181577 4583-ROOF0005 /  CLEAN DEBRIS AND OLD VENTS OFF ROOF. 4583-ROOF0005
0001181621 REPAIR EMERGENCY LIGHT IN ROOM B0102 4670-LTS0018
0001181416 4200 5TH FLOOR MENS RESTROOM HAS A LEAKING HANDLE ON A 

URINAL.    &   NOTIFIED.
4200

0001173547 REPAIR LIGHTS IN MEN`S ROOM 4705RM0109
0001173545 REPLACE SPRAY ON SINK. CAFETRIA 4471RM0178A
0001173519 REPLACE DAMAGED CEILING TILES IN RM'S 102A & 104B 4249FLR01
0001173513 SPRAY FOR ANTS IN 1085, IN HALL O/S 1085 & 1067A 4610FLR01
0001173499 UNSTOP URINAL 4650RM0027
0001173497 UNSTOP 1ST COMMODE 4650RM0027
0001181553 RESET BREAKER TO MODULE UNIT 4200RM0328C
0001181546 REPAIR INOPERABLE SUMP PUMP O.S. OF ROOM E1 4570
0001173462 REINSULATE STEAM CONDENSATE LINE ON WEST WALL (  4570RMB0010
0001173445 REPLACE BEARINGS ON ROOF FAN (   FAMILIAR CH.3) 4481RM0351
0001181612 CHECK, REPAIR ELEV0001, SHAKING AND MAKING NOISE 4487C-ELEV0001
0001177097 4663 GATE  USER REPORTS ELECTRICAL PROBLEMS WITH NORTH EAST 

GATE.    NOTIFIED.
4663

0001173355 REPAIR LEAK ON STRAINER 4707RM0138D
0001173350 REPAIR STEAM LEAK 4707RM0138D
0001173317 WATER IN LIGHT FIXTURE 4493RM0102
0001173447 AMP BREAKER 4663RMA0109
0001173440 SET TIMING SWITCH FROM 4 HOURS TO 10 HOURS 4207RM0102
0001178405 4207 / ROOF INVESTIGATE POSSIBLE ROOF LEAK OVER ROOM 111. 4207RM0111
0001173491 4700 AREA AK CHECKING WATER LEAK NEXT TO ROAD BEHIND 4700. MSFC
0001167384 4610RM4033 /  UNSTOP DRAIN ON MIDDLE SINK (  4610RM4033
0001177108 CALIBRATE PH & FLOW METER IN MANHOLE 39 ( ATT. SHAWN 

TAHERPOUR)
4761

0001169943 4549-ROOF0001 /  REPAIR LEAK AT RIDGE VENT. 4549-ROOF0001
0001169934 4650 / 0100B R/R BULBS AND BALLAST 4650RM0100B
0001169932 4566-ROOF0003 /  CLEAN LEAVES AND DEBRIS OFF ROOF. 4566-ROOF0003
0001169930 4600 / W. HALL REPLACE CEILING TILES IN WEST HALLWAY NORTH SIDE 

(2331)
4600WEST

0001173375 PAINT & PATCH OUTSIDE ROOM 118 4353RM0118
0001173516 UNSTOP SECOND COMMODE 4487RMA0122M
0001173508 UNSTOP SINK IN S.E. HIBAY 4656SOUTH
0001169970 SPRAY FOR ANTS 4708RM0163
0001173383 4493 ROOM 149, REPAIR CEILING WATER LEAK AND PERFORM WATER 

CLEAN UP.
4493RM0149

0001173572 4715 /  REPAIR STEAM LEAK IN STEAM PIT SOUTH EAST OUTSIDE FENCE 
BY 4715 IN PARKING LOT.

4715

0001173601 REPAIR REPLACE BULB/BALLAST 4612RM1322
0001167317 REPAIR ELEVATORS 1, 3, AND 4 (INOPERABLE) 4600
0001167396 4707 TOWER /  SH 2 CLEAN HEADS (  4707TOWER
0001167395 4708 EW 8 /  ADJUST WATER PRESSURE (  4708RMB0001B
0001167390 4610RM3051A /  UNSTOP SINK IN JANITORS CLOSET (  4610RM3051A
0001167379 4708 / 241 REPLACE EMERGENCY LIGHT OUTSIDE RM. 241 (2013) 4708RM0241
0001167926 A117C THE BATHROOM, A117C, NEEDS TO BE SPRAYED FOR ANTS. 4705FLR01
0001167135 STEAM TRAP COLD FOR SQ HEATERS. IT IS LOCATED TO THE FRONT OF 

BASEMENT STAIRS.
4241

0001167929 SECURE LIGHT LENSE HANGING LOOSE OUTSIDE RM 3052 (  4610FLR03
0001167909 REPAIR CELING LEAK , WET TILES 4493RM0102
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001167951 RELOCATE GAUGE ON SPRINKLER , EAST END 4619EAST
0001167948 REPLACE INLINE ARMSTRONG TRAP ON STEAM STATION 4705RME0101
0001167947 REPLACE INLINE SPIREX TRAP ON STEAM STATION, SOUTH EAST 

CORNER
4765

0001167166 SPRAY FOR ANTS 4200RM0154
0001166617 UNSTOP SINK 4483RM0105
0001163104 REPAIR MOULDING INSIDE DOOR FRAME 4660RM0101
0001163103 REPAIR/ REPLACE FLOOR TILE O.S. OF ROOM 1066 (STICKING UP CAUSING 

TRIPPING HAZZARD)
4610

0001163147 RESURFACE LOADING DOCK WITH  NON SKID MATERIAL 4200
0001163167 REPAIR LEAKING URINAL ON THE RIGHT SIDE 4200RM0515
0001167406 SPRAY FOR ANTS 4200RM0605
0001160659 UNSTOP SINK (  4650RM0030
0001160045 REPLACE BUCKED AND MILDEWED CEILING TILES 4570RM0113
0001163065 CHECK AND RESET BREAKERS AND OUTLETS 4644
0001162365 REPAIR CEILING LEAK OUTSIDE OF ROOM 204 4708
0001160016 4646 / 200 THE EXIT DOOR ON THE NORTH EAST CORNER IS FALLING OFF 

OF THE HINGES.
4646RM0200

0001160665 REPLACE BALLAST IN HALL ACROSS FROM A125 4487
0001160628 REPAIR NOSING ON STEPS IN THE S.W STAIRWELL, 1ST FLOOR 4656FLR01
0001160593 REPAIR DAMAGED AND BROKEN SIDE WALK AT ENTRANCE/ POC TROY 

 
4312SOUTH

0001160158 RELOCATE 2 CRATES OF CONFERENCING MONITORS FROM 4471 RM 192C 
& 4207 RM 5B

4471RM0192C

0001160148 REPAIR ELEV0001, INOPERABLE 4572-ELEV0001
0001160607 INOPERABLE ELEVATOR (  4201-ELEV0002
0001160066 4571 / OUTSIDE PLEASE INSTALL REPLACEMENT CRANKSHAFT PULLEY 

BOLT AND REPLACE DRIVE BELT.  PARTS PROVIDED BY REQUESTOR.
4571

0001154286 REPLACE BULBS/BALLASTS IN HALL NEAR ROOM 506 4200
0001154265 REMOVE FIRE EXTINGUISHER 4708RMB0001C
0001154010 REPLACE BALLAST IN MAIN LOBBY 4249
0001160622 REMOUNT THERMOSTAT COVER IN HALL BETWEEN NORTH AND SOUTH 

HIBAY
4755

0001153994 ADJUST DOUBLE DOORS IN HALL NEAR RM C165, NOT CLOSING 
PROPERLY

4487FLR01-C

0001163095 REPAIR POP OFF VALVE, POPPING OFF BETWEEN BLDG. 4759 & 39 4759
0001163084 CLEAN VENTS 4200RM0117
0001160134 UNSTOP WATER FOUNTAIN FLOOR DRAIN 4566RM0118
0001160125 NO POWER TO OUTLETS IN ROOMS 18 AND 19 4650
0001153850 INSULATE HOT WATER LINES ( EQUIPMENT ROOM) (  4650
0001159843 RELOCATE ICE MACHINE FROM RM 14 TO 5 (  4494FLR01
0001153844 PATCH HOLES IN WALLS AND HALLWAY (  4623RM0122
0001153854 4666 / E1 DISCONNECT CONDENSATE PUMP (  4666RM0284
0001150636 REPAIR LATCH POST ON GATE B3 4619
0001147900 REPAIR SCREEN ON WINDOW 4494RM0006
0001147740 REPLACE FLOURESCENT LIGHT IN STAMP CASE 4200RMG0039B
0001147722 REPLACE WET/ MOLDY CEILING TILES IN ROOM 1506 (4)  AND IN 

HALLWAY OUTSIDE ROOM 1506 (4)
4612

0001148308 INSULATE HOT WATER LINE ON WATER HEATER (  4436RM0102
0001148307 INSULATE CHILL WATER LINES (  4436RM0116
0001148297 CHECK, REPAIR OR REPLACE EMERGENCY LIGHT INSIDE CAGED AREA 

AND BEHIND CAGED AREA
4728FLR01
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001148292 CHECK, REPAIR OR REPLACE EMERGENCY LIGHT IN RM'S 109, HALLWAY 

OUTSIDE 109 & CONFERENCE RM
4728FLR01

0001147997 STEAM LEAK AT B13 DOOR 4570RMB0010
0001147811 ADJUST REGULATOR AND INCREASE MAKE-UP WATER PRESSURE (2023) 4473RM1000

0001144622 SPRAY FIRE ANTS AT WEST SIDE SIDEWALK  GOING TO PARKING LOT ON 
THE NORTH SIDE OF BLDG

4207

0001144600 REPAIR FLUSH VALVE ON LEFT URINAL, WON'T FLUSH 4610RM5028
0001144670 REPAIR BANGING PIPES IN OUTSIDE EQUIPMENT RM, SOUTH WEST SIDE 4250FLR01

0001147749 4203 ODOR IN LADIES ROOMS WEATHERS CHECKING 4203
0001153925 REPAIR REPLACE BULB/BALLAST IN HALL, BETWEEN RM'S 42 & 43 4250FLR01
0001153897 REPAIR/ REPLACE BULB/BALLAST OVER WORK STATIONS IN IMCC12, 14, 

15, 29, 30, 37 & 38
4629FLR01

0001147688 REMOVE WET CARPET AND RESTORE FLOOR SURFACE 4663RMC0107
0001147755 REPLACE MISSING CEILING TILE. 4471RM0220G
0001147926 SPRAY FOR ANTS 4481RM0431
0001147893 WINDOW LEAK 4202RM0510
0001153937 REPAIR STMV1; PRESSURE IS IN LOW ALARM. C.ROBINSON NOTIFIED 4707
0001144687 LP0001 /  RE-SECURE PANEL COVER. 4473-PNL0001
0001148346 4708 /  RE LABLE NEWLY INSULATED STEAM AND HOT WATER PIPING. 

RM. B1A.
4708

0001148345 4708 /  REPLACE LEAKING REGULATOR. RM. B1A 4708
0001147800 CHECK PIPING FOR STEAM/ NO HEAT 4650RM0018
0001147935 REPAIR CONTINUOUSLY RUNNING URINAL 4732RM0121
0001144681 REPLACE DAMAGED CEILING TILES (2031) 4203RM6415
0001144680 HALLWAY PLEASE REPAIR LEAKS AND REPLACE STAINED CEILING TILES 

IN 2ND FLOOR NORTH HALLWAY NEAR THE ELEVATOR.
4708FLR02

0001142483 INSULATE HEAT EXCHANGER (  4471RMC0105B
0001142468 REPAIR COMMODE LEAKING AT SPUD 4200RM0515
0001142183 REPAIR LEAK ON INFLUENT LINE 4761
0001142028 REPAIR ACMP0001, INOPERABLE 4561-ACMP0001
0001159892 4734 LOST POWER ONE LEG   CHECKING 4734
0001142399 CLEAN UP DEBRI AROUND TANKS 4761
0001167201 UNSTOP WATER FOUNTAIN NEAR RM 100B 4312FLR01
0001142521 4200 LOADING DOCK LIGHTS OFF   CHECKING 4200
0001144616 INSULATE   LINE (  4353RM0160
0001070783 BACKFLOW PREVENTOR LEAKING 4612RM0023
0001159925 REPAIR CONTINUOUSLY RUNNING COMMODE 4654RM0112
0001159876 ADJUST DOOR, WILL NOT CLOSE PROPERLY 4250RM0015
0001144631 RM150B DOOR WON'T CLOSE COMPLETELY. 4708
0001154316 SPRAY FOR ANTS AROUND WATER FOUNTAIN NEAR 5032 4610FLR05
0001159865 REPAIR OR REPLACE LOCK ON WINDOW ON THE SOUTH SIDE NEAR 

CUBICLE 111
4492SOUTH

0001167194 4600 PANIC BUTTON IN ALARM   CHECKING 4600
0001147845 4202 5TH FLOOR MEN'S ROOM TOILET WILL NOT STOP RUNNING.  

  AND   RESPONDED.
4202RM0534

0001167269 REPAIR REPLACE BULB/BALLAST OVER DESK (  4201RM0108B
0001159981 REPAIR LEAKING FAUCET 4200RM0719
0001159979 REPAIR LEAK AT BUBBLER ON WATER FOUNTAIN , SOUTH HALLWAY 4200FLR05
0001159973 MIDDLE URINAL DRAINING SLOW 4200RM0331
0001169861 REPAIR EXTERIOR LIGHT ON THE WEST END OF BLDG. INOPERABLE 4663WEST
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001167983 REPAIR LEAKING WATER FOUNTAIN NEAR RM 137 4708FLR01
0001167979 SPRAY FOR ANTS 4203RM3005
0001167278 TK CLEAN ROOM CHARGER (FUSE BLOWN) FORKLIFT 4718
0001173401 SPRAY FOR ANTS 4203RM1001
0001173390 REPAIR STICKING LOCK ON EXTERIOR DOOR/ WEST END 4244WEST
0001167308 4464 / 106 MENS ROOM. THE URINAL LEAKS WHEN FLUSHED. 

CONNECTION BETWEEN VALVE AND LOWER UNIT  LEAKS DURING 
FLUSH PROCESS

4464RM0106

0001163174 A WING EQUIPMENT ROOM E-2. NEEDS LIGHT BULBS REPLACED. 4487
0001167270 REPLACE BALLAST 4201RM0442
0001167188 CHECK POWER TO LEFT MICROWAVE 4203RM3439
0001167257 MAKE REPAIRS TO TUGGER SHACK CONTACT  4550
0001167233 REPAIR LIGHT FIXTURE 4TH LEVEL SE CORNER 4619RM0145
0001167204 BUILD WALL ROOM 19B 4650RM0019
0001159994 REPAIR LOOSE COVER ON FLOOR PLATE 4610RM3014
0001177092 REPAIR/ REPLACE EMERGENCY LIGHTS 4666RM0253A
0001169904 REPAIR REPLACE BULB/BALLAST OVER DESK 4487RMB0219B
0001169894 REPAIR LEAKING LINE TO ICE MAKER 4600RM1005
0001167179 SPRAY FOR ANTS 4707RM0129
0001167178 REPLACE BALLAST 4471RMA0105A
0001153876 SPRAY FOR ANTS  OUTSIDE ROOM 3098 4610
0001177088 REPAIR/ REPLACE EMERGENCY LIGHTS 4666RM0257A
0001177083 REPAIR CEILING LEAK AND REPLACE WET TILE 4666RM0234
0001147769 REPLACE BULBS 4708RM0142
0001147758 REPAIR CEILING LEAK 4708RM1113A
0001159985 REPAIR LEAKING FAUCET ON SINK 4201RM0211
0001139091 REPAIR REPLACE BULB/BALLAST 4708RMB0027
0001181433 REPLACE DAMAGED CEILING TILE , BENT IN THE MIDDLE (   

AWARE)
4471RMA0109

0001142528 4491 / 113 REMOVE METAL VENT PIPE AT NORTH WALL, AND PVC PIPE AT 
SOUTH WALL, SO THEY NO LONGER EXTEND BELOW THE CEILING, THEN  
SEAL HOLES WHERE PIPES PASS THROUGH.

4491RM0113

0001148301 REPLACE BALLAST IN ROOM 237 4481FLR01
0001153823 4612 / 1414  SPRAY FOR ANTS 4612RM1414
0001136454 REPLACE BALLASTS IN ROOMS 3413 AND 3415 4203FLR03
0001070737 SPRAY FOR ANTS IN 3058 & 3056 4610FLR03
0001160233 REPLACE LIGHTS IN GYM, WEST SIDE BASKETBALL COURTS 4315RM0104
0001160228 UNSTOP COMMODE 4671RM0103
0001188163 4705 / OUTSIDE CLEAN DEBRIS OFF STORM DRAIN GRATE BEHIND NBS. 

WEST SIDE. 2333
4705

0001188154 4619 / E5 REPLACE EXHAUST FAN MOTOR(M/A) 4619RM0201
0001160216 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS. 4708RMB0032
0001147873 STMV1-STMP; IN HIGH ALARM.   NOTIFIED 4702
0001195539 REPAIR REPLACE BULB/BALLAST IN B223B & B225 (  4487FLR02-B
0001195525 REPAIR REPLACE BULB/BALLAST OVER STALL 4491RM0134
0001167973 REPLACE INLINE RELIANCE 1/2" ON SECONDARY STEAM STATION 4760BSMT
0001147768 REPAIR EMERGENCY LIGHT ON THE SOUTH WALL 4471RM0192C
0001167970 4705NBS--REPLACE INLINE   AND   TRAP ON UNIT HEATER 4705
0001167964 REPAIR INLINE F&T WATSON TRAP ON STEAM STATION/ (NORTH SIDE 

OUTSIDE)
4756NORTH

0001167962 REPLACE INLINE ARMSTRONG TRAP ON STEAM STATION 4708RMB0030C
0001173364 UNSTOP MIDDLE SINK 4200RM0817
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0001204704 CLEAN UP SHEET ROCK DUST AT MAIN ENTRANCE 4491FLR01
0001204695 REPAIR ROOF LEAK OUTSIDE RM 6415 4203FLR06
0001204673 WATER COMING IN THROUGH JUNCTION BOX IN 2ND FLOOR STAIRWELL 4572FLR02

0001173340 REPAIR REPLACE BULB/BALLAST 4201RM0119C
0001169902 INVESTIGATE SEWER ODOR 4203RM6006
0001195517 CHECK, RESET BREAKER IN 5002 & 5004 4610FLR05
0001136058 REPLACE LIGHT IN STAIRWELL NEAR  RM. 3058 4610
0001136039 REPLACE BALLAST IN HALL NEAR RM. 102E 4471
0001204670 CLEAN UP WATER NEAR G1 (  4200GROUND
0001204667 WATER CLEAN UP ( A  4705RMA0104
0001142160 REPLACE BULBS IN EMERGENCY LIGHTS 4485FLR01
0001204663 REPAIR LOOSE FLOOR TILE 4524RM0101
0001169873 INSTALL HOT WATER PUMP 4612RME0003
0001195420 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM2006

0001167956 4653 / 12 HOT WATER VALVE IS LEAKING THROUGH INTO THE SINK; 
(WILL NOT SHUT OFF COMPLETELY).

4653RM0012

0001142153 RED WARNING  LIGHT ON THE EAST SIDE OF RADIATION VAULT 
(EXTERIOR) IS NOT WORKING.

4707RM0137

0001204688 4202 /  B116A TRAP ON SINK LEAKING 4202RMB0116A
0001160674 RETURN CLOSED CONDENSATE VALVES TO NORMALLY OPEN POSITION 4618RM0101A

0001195564 UNSTOP WATER FOUNTAIN 4723FLR01
0001195416 TIGHTEN BOLTS THAT HOLDS SEAT TO TOILETS IN ALL STALLS - IT HAS 

BEEN OVER 5 YEARS SINCE SCRS 613 WAS WRITTEN THAT CAUSED ALL 
THE SEAT BOLTS TO BE TIGHTENED CENTERWIDE & WITH TIME THE 
BOLTS ARE LOOSE.

4203RM4006

0001160643 4487 / B2S3 EMERGENCY LIGHTS ARE OUT BETWEEN THE FIRST AND 
SECOND FLOORS IN STAIRWELL B2S3.

4487

0001167990 CHECK WEST PARKING LOT LIGHTS (NOT BURNING AT 5:00 A.M.) 4663WEST
0001167977 REPAIR STEAM LEAK 4570RMB0010
0001136095 REPLACE BALLAST 4663RMC0122
0001184504 4714 /  REPAIR OR REPLACE LEAKING VALVE ON STEAM STATION. 4714
0001204709 SALAD BAR WON'T DRAIN 4203RM1102
0001204694 PERFORM WATER CLEAN UP IN ELEVATOR ROOM (  4572
0001153949 INSTALL PLUG ON OVERHEAD FAN 4759RM0101
0001188278 REPAIR LEAK ON THE S.W CORNER OF BLDG. 4733
0001188274 REPLACE STEAM TRAP (  4708RMB0039
0001153926 REPAIR LEAKING PIPE BEHIND ICE MACHINE 4666RM0234D
0001156840 REPAIR/ REPLACE LIGHT OVER DESK 4200RM0149E
0001142134 FRONT ENTRANCE C-WING LEFT SIDE  DOOR WILL NOT OPEN 4487
0001153894 REPAIR OVERFLOWING DRAIN IN KITCHEN 4203RM1102
0001181498 REPAIR STEAM LEAK OVER RM 117 4760RM0117
0001181494 REMOVE ANY OBSTACLES AROUND PNL0011, CLEARENCE MUST BE 3FT 

AROUND PANEL
4605RM0013A

0001147853 4610 GENERATOR HAS AN AUDIBLE ALARM.    
NOTIFIED.

4610-GEN0001

0001204722 REPLACE EXHAUST FAN HEATER 4623RM0103
0001201543 REPAIR CONTINOUSLY RUNNING SINK (FAR LEFT) 4494RM0017

Page 288 of 330

(b)(4)

(b)(4)

(b)(4) (b)(4)

(b)(4)
(b)(4)

(b)(4)(b)(4)



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001142566 SPRAY FOR ANTS 4612RM1412
0001195394 REPLACE DAMAGED CEILING TILES (2031) 4666RM0213
0001159961 4663 / B WING PATCH  MASONARY HOLE 4663-BWING
0001159960 4663 /  B WING RE INSTALL SHEET METAL PLUME 4663-BWING
0001204716 INSULATE LINE TO HOT WATER HEATER (  4759RM0108A
0001139063 PROVIDE CRANE AT N.E. ENTRANCE 4207
0001139036 REPAIR POTABLE WATER LEAK 4759WEST
0001139032 REPAIR MAGNETIC DOOR/ NOT CLOSING PROPERLY ON EAST END 4723EAST
0001159880 EXHAUST SUMPS NEED PUMPING SO EXHAUST WILL OPERATE 4760RM0102
0001154312 4676 /  ADJUST WATER PRESSURE ON SHEW0002 CLEAN SCREENS 

(   
4676-SHEW0002

0001142473 FOUNTAIN IN NORTH HALLWAY IS DRAINING SLOW 4201FLR03
0001239104 ASSIST SECURITY IDENTIFY SUMP PUMP ALARM RINGING.   

AND   NOTIFIED.
4761WEST

0001173397 4487 /  REPAIR STEAM LEAKS AT STEAM STATION & RE INSULATE. RM 
C157 E-54.

4487RMC0157

0001173393 4708 /  REPLACE LEAKING VALVE OVER HOT WATER PUMP 7.  B 1.  E-7 4708RMB0001C
0001195262 PLEASE SPRAY 251 FOR ANTS. 4708RM0251
0001173387 4659RM0015 /  RELAMP EQUIPMENT ROOM WITH ENERGY EFFICIENT 

BULBS AND INSTALL TIMER.
4659RM0015

0001224765 INSPECT FIRE EXTINGUISHER MONTHLY AND ANNOTATE CARD 4650RM0019
0001224758 REPAIR DRIPPING FAUCET ON STEAM LINE IN HALL NEAR RM 103A 4755FLR01
0001224691 CLEAN DEBRIS FROM SUMP PUMP PIT AND CLEAN GRASS AND DEBRIS 

FROM AROUND PIT LOCATED AT HYDROGEN STORAGE TANKS (   
4672

0001213065 REPAIR REPLACE BULB/BALLAST 4487RMA0254
0001142452 REPAIR CONTINUOUSLY RUNNING COMMODE 4202RM0115
0001153869 REPAIR/ REPLACE  BALLAST 4202RM0217
0001235261 ANTS ARE BACK, PLEASE SPRAY AS SOON AS POSSIBLE. 4705RMB0120
0001153865 REPAIR OR REPLACE FLAG ON TOP OF BLDG 4200
0001167219 REPLACE POTABLE WATER FILTER (2023) 4666RM0263
0001231460 RELOCATE RUNNING RULES SIGN. 4315RM0100
0001201519 CONNECT VENT PIPE UNDER ROOF. CONTACT   FOR DETAILS. 

2326
4650RM0107

0001201517 REPLACE SMALL SUMP PUMP IN PIT NORTH SIDE BASEMENT(2317) 4670BSMT
0001177069 4707 /  REPAIR STEAM LEAK IN COUPLING OVER AIR COMPRESSOR 3. RM. 

129C E 1.
4707-ACMP0003

0001175828 4600 / S VEST. RESET/REPLACE/REPOSITION GRILL WITH DUCT 
ATTACHED IN CEILING OF SOUTH ENTRANCE VESTIBULE.

4600

0001136138 EXTERMINATE FOR RATS IN RM'S 20 & 21 4653FLR01
0001175123 4205 /  RESTORED AIR PRESSURE TO SPRINKLER SYSTEM. 4205
0001224827 REPAIR ROOF LEAK ON THE SOUTH END OF M200 4663RMM0200
0001167325 STOPPED UP COMMODE 4315RM0103
0001159950 RESET BREAKER 4610RM1070
0001159949 RELOCATE FLOOR OUTLET 4600RM1214
0001173406 4705 MACHINE S /  CLEAN SCREENS ON EW 6 MACHINE SHOP (  4705
0001224781 REPAIR EMERGENCY LIGHT AT LANDING IN STAIRWELL BETWEEN 1ST & 

2ND FLOORS NEAREST TO RM'S 1043 & 2043
4610

0001136014 REPAIR HOLE IN METAL ROOF OF AWING. 4649-ROOF0001
0001136103 PLEASE REPAIR LIGHTS IN E-1 4467RM0107
0001139074 4600 ELEVATOR ONE   RESPONDING TO CALL FROM PHONE ON 

ELEV.
4600
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001134505 REPAIR LOOSE LIGHT COVER ABOUT TO FALL IN HALLWAY NEAR RM 100 

GOING TO EXIT
4485FLR01

0001134493 REPAIR DOUBLE DOORS AT SOUTH ENTRANCE, FALLING OFF THE 
HINGES

4572SOUTH

0001136488 INSULATE WATER LINE OUTSIDE OF E10 (  4481FLR01
0001070792 HANDICAPPED COMMODE OVERFLOWING  AND FLOODED  (  4202RM0430
0001142370 CHECK FOR ROOF LEAK 4708RM0221
0001142484 B WING REPLACE CEILING TILES(  4663RMB0170
0001142500 REPAIR SHEW 0001 ON WATER SUPPLY 4715
0001142165 REPAIR INSULATION ON CHILL WATER LINE  (  4475RM0143
0001142161 REPAIR OVERFLOWING COMMODE 4487RMA0122M
0001136501 4705 RM A214 LIGHT FLICKERING 4705RMA0214
0001142124 WELD PART FOR STRIPING MACHINE (   FAM.) 4650
0001142120 REPAIR REPLACE LIGHT ABOVE SUBSTATION, OUTSIDE ON THE WEST 

SIDE OF C-WING (   
4663

0001142112 REPAIR CONTINUOUSLY RUNNING URINAL 4711RME0122
0001142106 RESTORE LIGHTS IN T106 AREA 4707TOWER
0001136143 AMBER WARNING LIGHT FOR RADIATION CT  FACILITY IS NOT 

ILLUMINATED. LIGHT IS LOCATED ON THE EXTERIOR (EAST SIDE) OF 
RM.137.

4707RM0137

0001070755 4205M_1 IN ALARM   NOTIFIED 4205
0001070749 REPAIR TUBING LEAK 4481RM0300A
0001070697 OUTSIDE PROPERLY SECURE STOP SIGN LOCATED EAST END OF B-WING  

CROSS-WALK AT BUILDING 4663 EAST PARKING LOT.
4663EAST

0001136217 4708 / 133A PLEASE REPLACE/REPAIR FLICKERING LIGHTS IN 133A 4708RM0133A
0001136033 4207 / 145 ELECTRICAL HAZARD AT RACK #713, HOT & NEUTRAL 

REVERSED.
4207RM0145

0001136031 4207 / 130C REPAIR CEILING GRID, SAFETY ISSUE. SEE   4-
6111.

4207RM0130

0001136000 INVESTIGATE ODOR CAUSING EYES TO BURN AND HEADACHE 4492RM0102
0001134509 PATCH AND PAINT 4200RM0342
0001136510 REPLACE LEAKING STEAM VALVE 4666RM0365B
0001070661 CHECK OPERATION OF DOORS ON ELEV0001 4203-ELEV0001
0001070793 REPLACE MOLDY CEILING TILES 4471RMD0100
0001133071 4583A /  REPAIR EYEWASH 4583A
0001070687 CHECK ROOF LEAK, TILES OUT 4708RM0216
0001142122 INSULATE LINES ON HWP#4 (  4481-HWP0004
0001142121 UNSTOP URINAL IN MENS RR 4705RM0109
0001135986 4487 / B2S3 FLOURESCENT LIGHTS ON THE THIRD FLOOR OF STAIRWELL 

B2S3 ARE OUT AND NEED TO BE REPLACED.
4487

0001133087 REPAIR OUTSIDE LIGHT BY DOOR AT SOUTH ENTRANCE 4572
0001144628 STAIRWELL THE 3RD FLOOR STAIRWELL WALL/CEILING IS FALLING IN 

FROM WATER DAMAGE NEAR WINDOW.  WATER POORING IN IT 
YESTERDAY.

4201FLR03

0001136045 REPLACE SAGGING CEILING TILES 4200RM0228
0001356598 BACK FILL HOLE (  4614
0001359576 PERFORM WATER CLEANUP 4650RM0018
0001344933 RESEAL GENERATOR CONTAINMEMT FLOOR 4203
0001351261 4728 ROOM 108 HOT WIRE IN FLOOR   CHECKING 4728RM0108
0001351162 4708A HI-BAY LIGHT 7 ON IN LARM   CHECKING 4708
0001254230 CHECK AND REPAIR HEAT EXCHANGER IN THE EAST END OF B-WING 

BASEMENT
4487BSMT
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001351126 REPAIR SINK, NOT DRAINING 4494RM0010
0001354312 REPAIR LEAK ON LAV. FAUCET IN ROOM 5W. 4250RM0005
0001354314 REPAIR LOOSE HANDLE ON FAUCET. 4492
0001351015 CLEAN AROUND ALL ROOF DRAINS. 4561-ROOF0001
0001341994 REPLACE BROKEN FLAG LIGHTS WITH ENERGY EFFICIENT TYPE LIGHTS 

AND INSTALL PHOTO CELL. PENTHOUSE.
4200ROOF

0001341957 REPAIR/ REPLACE BULB/BALLAST OVER DESK IN ROOMS B263 AND B265 4487-BWING

0001338226 PNL 0004-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 
FUNCTION OR EQUIPMENT BEING POWERED-ALL BREAKERS THAT ARE 
MARKED AS "SPARE" ARE IN THE "ON" POSITION WITH ONE TRIPPED.

4703-PNL0004

0001345158 REPAIR HIGHBAY LIGHT BALLAST/ LIGHT 4604FLR01
0001356591 SEAL AROUND PIPE SOUTHSIDE 4479SOUTH
0001351244 RELOCATE FAUCET 4472RM0006
0001351309 UNSTOP DRAIN IN SINK 4472RM0006
0001351313 UNSTOP COMMODE 4475RM0107
0001348845 REPAIR BROKEN DOOR CLOSER, HANGING DOWN IN DOORWAY IN MAIN 

ENTRANCE, COULD CAUSE INJURY
4524NORTH

0001332790 REPAIR POT HOLES IN SOUTH BOUND LANE ON MORRIS RD, NEAR 4315 MSFC
0001304514 4703 /  NEED WORK ORDER TO REPLACE DOORS NO.101SOUTH SIDE 

OUTSIDE.
4703RM0101

0001345060 REPAIR EQUIPMENT ROOM DOOR ON WEST END OF ROOF (   
FOR MORE INFORMATION.

4600

0001356787 REGLUE CARPET SQUARES IN FRONT OF ROOM 622 (CONTACT USER FOR 
DETAILS)

4201FLR06

0001359588 REPLACE LOCK ON SOUTH DOORS 4703
0001351238 REPLACE MISSING EMERGENCY LIGHT IN CORRIDOR OUTSIDE OF RM 

B111
4705RMB0111

0001356672 MOISTURE DETECTION ALARM IN THE SOUTH PENTHOUSE. FRANKIE 
  NOTIFED (   

4705

0001338269 PATCH/ PAINT RM 4610RM1022
0001354315 UNCLOG SLOW DRAIN IN E-3. 4481RM0300A
0001354316 REPAIR OR REPLACE SOAP DISPENSER IN ROOM 134. 4735FLR01
0001338090 ROOF IS LEAKING AND WATER IS DRIPPING DOWN ON DROP CEILING 

TILE.
4727RM0115-27

0001345199 CHECK WINDOWS IN OFFICE 1252, WILL NOT OPEN - POC:   4708RM1252
0001356629 NO POWER (   NOTIFIED) 4202
0001356673 AUTOMATIC DOORS WON'T CLOSE 4201
0001344896 PERFORM WATER CLEANUP NEAR RM. 101 (   AWARE) 4707
0001348796 CLEAN OUT TRENCH AT WEST ROLL UP DOOR IN SOUTH HIBAY 4650SOUTH
0001351304 REHANG SAMPLE WATER LINE AND CHEMICAL LINE TO BOILER (SEE 

  FOR DETAILS)
4660RM0100

0001344931 ENLARGE DRAIN PIPE FOR GENERATOR CONTAINMENT 4663-AWING
0001356574 4492 /  PATCH HOLES IN BRICK WALL EAST SIDE 4492EAST
0001348849 REPAIR LEAKING URINAL (   AWARE) 4732RM0222
0001351102 UNSTOP COMMODE (  4202RM0115
0001351198 REPAIR LOOSE COVER ON LIGHT IN ELEV0003 4200-ELEV0003
0001332889 ROOF-6 REWORK CORNER FLASING ON EXHAUST FAN 4612-ROOF0006
0001350957 REPAIR REPLACE BULB/BALLAST 4610RM1085
0001345027 INDUSTRIAL WATER HAS 20 LBS PRESSURE NEEDS 50 LBS TO OPERATE 

PROPERLY
4704

0001332920 REPAIR ROOF LEAK, STAINED TILES 4202RM0609A
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001338035 REPLACE CEILING TILES IN ROOMS C104 AND C110 4610
0001338330 4705 /  MODIFY BRACKETS  ON FILTER RACK SO THAT FILTERS WILL GO 

IN AND OUT WITHOUT TEARING THEM UP. ROOM 202  AH0047 (     . 4705-AH0047

0001310689 PENTHOUSE-ELEVATOR EQUIPMENT ROOM--STORE FLAMMABLE 
MATERIALS / COMBUSTIBLE LIQUIDS IN AUTHORIZED CABINETS (OR 
ROOMS)-INSTALL FLAMMABLE STORAGE LOCKER FOR MATERIALS USED 
IN SERVICING ELEVATOR ROOM EQUIPMENT.

4200PENT

0001350985 CHECK BLDG. FOR LACK OF POWER 4666
0001345068 4250 NW CORNER BY FIRE HYDRATE LEAK CLARK CHECKING 4250
0001344872 4487 ROOM B103 WATER IN FLOOR   CHECKING 4487RMB0103
0001338106 REPAIR VINYL BASE AND REPLACE DAMAGED CEILING TILE 4493 RM. 

133. CONTACT   FOR EXACT LOCATION . 2331
4493RM0133

0001338304 4705 /  REPAIR CEILING GRID NEAR RETURN AIR VENT IN ROOM B 206. 
(   

4705RMB0206

0001344957 4572 /  CONTINOUSLLY RUNNING COMMODE IN MENS ROOM 4572
0001344960 4650 /  REPLACE MISSING EYEWASH BOTTLE  INSOUTH HIBAY MIDDLE 4650
0001327139 REPLACE MISSING CEILING TILE IN HERTIAGE GALLERY (   

AWARE)
4200FLR01

0001345141 PUMP OUT STEAM PIT ON THE NORTH SIDE (   FAM.) 4561NORTH
0001341983 4203 / 6440 IN KITCHEN/SNACK AREA ON 6TH FLOOR - UNMOUNT "OUT OF 

ORDER" MICROWAVE THAT IS MOUNTED UNDERNEATH COUNTER AND 
THEN MOUNT THE SAME MODEL UNIT THAT IS ON THE COUNTER TOP AT 
SAME LOCATION.

4203RM6440

0001338217 4704 / 100A -PANEL #7-EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE 
OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-(PANEL FEEDING 
CHAMBER, WEST END OF CHAMBER, HAS MISSING BACKPLATE 
EXPOSING WIRING.)

4704RM0100A

0001332729 REPAIR/ REPLACE BULB/BALLAST 4200RM0932
0001337963 SECURE FLOOR OUTLETS 4202RM0504A
0001338342 REPLACE DAMAGED CEILING TILES ACROSS FROM RM. 3128 (2031) 4203RM3128
0001345125 RELACE CEILING TILES ROOMS 6436 4203RM6436
0001332750 REPLACE WET CEILING TILE. 4663RMB0202
0001338155 REPAIR LOCKS ON THE NORTH AND SOUTH ENTRANCES 4681FLR01
0001345149 REPAIR LEAK FROM RIGHT SINK IN MEN`S RESTROOM 241.  LEAKING 

WATER MAKING FLOOR WET AND SLIPPERY.
4708RM0241

0001341936 UNSTOP WATER FOUNTAIN NEAR G15A 4200GROUND
0001332888 SOUTH SIDE ROOF-6 REPAIR DOWNSPOUTS FROM MOWER DAMAGE 4612SOUTH
0001350941 SECURE HANDRAIL IN ELEV0002 4610-ELEV0002
0001351053 REPLACE MOLDY CEILING TILES. CHECK FOR LEAKS IN CEILING. 4612RM1204
0001356755 REPLACE DAMAGED CEILING TILES OUTSIDE OF RM 1110 4612FLR01
0001356776 REPAIR DOOR KNOB, FELL OFF (   AWARE) 4705RMM0100B
0001348772 UNSTOP DRAIN ON AH0007 4487RMBC0109
0001348773 REPAIR LEAK NEAR RM B0103 4487FLR01-B
0001350956 NO HOT WATER IN SINKS 4759FLR01
0001337965 RELOCATE FLOOR OUTLET 4202RM0118
0001342002 REPAIR DOOR CLOSERS AND REMOVE DOOR STOPS,TO KEEP BIRDS OUT 

OF BUILDING
4609FLR01

0001351179 REPLACE MOLDY CEILING TILES. CHECK CEILING FOR LEAKS. 4612RM1205
0001356758 REPAIR/ REPLACE BULBS/ BALLASTS 4203RM2102B
0001338119 CLEAN DIRT AND MUD FROM SOUTH PARKING LOT 4207SOUTH
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001356645 TRIP HAZARD, FLOOR TILES BROKEN & PEELING UP CREATING AN 

IRREGULAR SURFACE. REPAIR & REPLACE (APPROX 12 SQ FT) FLOOR 
TILES AS NECESSARY. NOTE: ASBESTOS.

4207RM0114

0001356741 REPAIR OVERHEAD LEAK BETWEEN RM'S 1107 & 1109 (   
NOTIFIED)

4612FLR01

0001338321 4481 / NE CORNE POC:    @ 4-9476.  REMOVE ELECTRICAL 
WIRE THAT COMES THRU WALL FROM UPPER PLATFORM.

4481

0001345147 OUTSIDE POC:    @ 4-9476.  WARNING HYDROGEN IN AREA 
NO OPEN SPARKS!    REPAIR/REPLACE TO CODE A FRAYED GROUND WIRE 
ON THE NORTH SIDE OF THE HYDROGEN BOTTLE BATTERY & VERIFY 
GROUNDING SYSTEM WORKS CORRECTLY.

4699

0001338237 THERE IS A NA OPENING ON THE NORTH SIDE OF THE BUILDING A THE 
ROLL UP DOOR BETWEEN C101 AND C110.  RAIN ENTERS THIS OPENING 
AND COLLECTS ON THE FLOOR WHICH IS A SLIPPING HAZARD.  THERE IS 
WATER ON THE FLOOR PRESENTLY AND NEEDS TO BE CLEAN

4705RMC0110

0001351251 RESTORE POWER TO ACMP (  4207-ACMP0001
0001356536 4485 / 128 A &  REPAIR EMERGENCY LIGHTS IN ROOMS 128A AND B 4485RM0128A
0001354379 SPRAY WASP NEST OUTSIDE RM AB140 IN THE WEST COURT 4487RMAB0140
0001356459 SPRAY FOR ANTS 4610RM5011
0001356525 SPRAY FOR SPIDERS AND ANTS 4663RMC0174
0001345202 CHECK ROTATION ON HWP001 (2013) 4561-HWP0001
0001351070 CHECK, REPAIR ELEV0003, DOORS WON'T CLOSE (  4201-ELEV0003
0001351093 REPAIR DOORS ON ELEVATOR #1 4476
0001351181 REPAIR LIGHTS 4659RM0012
0001350944 UNSTOP WATER FOUNTAIN NEAR RM 1082A 4610FLR01
0001356943 REPAIR LEAK IN MEN'S LOCKER RM ( NBS AREA) 4705FLR01
0001361828 UNSTOP COMMODE 4487RMB0189M
0001356667 REPAIR REPLACE BULB/BALLAST 4627RM0100
0001356937 SHUT DOWN ELEVATOR #3 AND TURNED BACK ON AT 7:00 THIS 

MORNING (   
4610-ELEV0003

0001356939 SHUT DOWN ELEVATOR #4 AND TURNED BACK ON AT 7:00 THIS 
MORNING (   

4610-ELEV0004

0001345213 CONSOLE TASK LIGHTS OUT, REPAIR & RELAMPS AS NECESSARY. SEE 
 

4629RM0108

0001348770 REPAIR LIGHTS (   AWARE) 4666RM0345B
0001356533 4649 / WOMENS  REPLACE MISSING LIGHT LENS WOMENS ROOM 4649RM0103
0001356603 REPAIR REPLACE EMERGENCY LIGHT 4707RM0137
0001356847 REPAIR REPLACE MOTOR ON COMPRESSOR 4640
0001338346 REPAIR OR REPLACE LIGHTS ABOVE RM. 240 (2013) 4708RM0240
0001345173 4250-RM40 SINK  SINK NOT DRAINING IN ROOM 40. 4250RM0040
0001356767 MENS RM 230 MIDDLE SINK DRAINS SLOW 4202RM0230
0001356769 LADIES RM 1ST COMMODE STOPPED UP 4201
0001356771 MENS RM 315A MIDDLE URINAL HANDLE STICKING 4201RM0315A
0001356844 UNSTOP COMMODE 4707RMT0112D
0001354311 REPAIR LEAKING VALVE AT STEAM STATION WEST END 4621
0001356542 4663 /  UNSTOP FLOOR DRAIN IN RM C-106 4663RMC0106
0001338206 INSULATE  WATER LINE TO SAFETY LINE ON N.W. CORNER 

(   
4621

0001356641 INSPECT/TEST EYEWASH ON A MONTHLY BASIS- 4487RMAB0140
0001356552 SPRAY FOR ANTS IN 1205 & 1207 4612FLR02
0001344963 REPAIR FENCE OUTSIDE ON WEST END OF BUILDING 4619
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001354334 RELOCATE FOUR ROCKETS AT SPACE AND ROCKET CENTER (SEE D. 

FORD FOR DETAILS)
ASRC

0001354350 RESTORE POWER TO SUMP0001  (2013) 4667-SPMP001A
0001344981 FILL UP DITCH BEHIND BUILDING 4494
0001338151 EMPTY DRIP PAN ON ACMP 4201RMB0009
0001361234 LOST POWER (   AWARE) 4494
0001324139 4629 GEN-1 ON IN ALARM   CHECKING 4629-GEN0001
0001354310 STEAM LEAK ON DRIP LEG ON SOUTH WALL 4610RMB0100
0001350948 REPAIR CONTINUOUSLY RUNNING COMMODE 4627RM0110
0001351217 TURN ON O.S. WATER (CONTACT   AT 544-5524) 4623SOUTH
0001335729 CLEAN RETURN AIR GRILL IN ROOM 5 4241
0001344967 CAULK BETWEEN CONCRETE AND METAL EDGE OF BUILDING ON THE 

NORTH SIDE OF TEST BAY AREA
4572

0001332967 4200 / 204A REPAIR WALL PAPER 4200RM0204A
0001345129 REPAIR BROKEN DRAIN LINE ON PUMP.CHWP 5 4473
0001345130 UNSTOP FLOOR DRAIN IN E 1 4492RM0114
0001348759 UNSTOP COMMODE, ONLY ONE COMMODE IN THE RESTROOM 4732RM0132
0001337940 4659 / PUMPAREA POC:  JERRY HOWARD @ 4-9454.  REPLACE BURNED 

OUT LIGHT BULBS IN THE PUMP AREA.
4659

0001356649 PATCH CONTAINMENT WHERE SOMEONE KNOCKED OUT CHUNK OF 
CONCRETE

4663

0001351065 REPLACE DAMAGED CEILING TILES IN HALLWAY  (2031) 4612RM1308
0001344868 4666 SE DOORS NEED ADJUSTING   CHECKING 4666
0001354327 SPRAY FOR ANTS 4711RME0114B
0001354343 SPRAY FOR ANTS IN ROOM AND IN HALLWAYS AND IN FRONT ENTRY 

LOBBY
4705RMB0111

0001287388 REPLACE WINDOW, BLOWN OUT BY STORM, IN S.W. END OF TOWER 4476
0001338089 LIGHTS OUT, RELAMP ROOM 103. 4207RM0103
0001332736 REPLACE BASE MOLDING 4663RMA0105
0001330037 PUMP OUT 500 GALLON TANK AND DELIVER TO 4744 4670
0001326964 CHECK AND MAKE NECESSARY REPAIRS TO PREVENT BIRDS FROM 

ENTERING AND NESTING IN BLDG.
4609

0001335734 EMPTY METAL DUMPSTER ON THE NORTH SIDE OF BLDG 4711NORTH
0001335762 OUTSIDE FILL IN THE GROUNDHOG/SKUNK HOLE ON SOUTH SIDE OF 

BUILDING NEXT TO UNDERPINNING.
4561

0001224567 PRESSURE WASH AND PAINT EQUIPMENT RM, WEST SIDE OF BLDG 4572
0001335732 REPLACE BROKEN GLASS IN TWO WINDOWS 4656RM0115
0001338270 REPAIR LEAK IN HALL NEAR ROOM B103 4487RMB0103
0001337941 4659 / ALL POC:  JERRY HOWARD @ 4-9454.  REPLACE BURNED OUT LIGHT 

BULBS IN NUMEROUS ROOMS INSDE THE BUILDING.
4659

0001345197 REPAIR REPLACE BALLAST AT ENTRANCE 4707RM0129A
0001351284 PLEASE REPLACE BURNED OUT LIGHT BULB IN EAST CLEAN ROOM JUST 

OUTSIDE THE AIR SHOWER
4708RM0151

0001348785 PLEASE SPRAY 251 AND 254 FOR ANTS 4708FLR02
0001348844 SPRAY CENTIPEDES IN BASEMENT 4522BSMT
0001348830 REPAIR OVER HEAD WATER LEAK RM E23 4708BSMT
0001351286 PLEASE SPRAY ROOMS 201 THRU 209 FOR ANTS.  PARTICULARY BAD IN 

206, COMING FROM THE CEILING.
4708RM0206

0001348804 SPRAY RANGE FOR MOSQUITOS 4627
0001350995 4201 NE ENTRANCE REPLACE CEILING TILES OUT JEFFERY DOING 4201
0001350947 PULL PUMP FOR BASE REPAIRS AND REINSTALL 4464-CHWP0002
0001350958 REPAIR LEAK OVER RESTROOM (   AWARE) 4707TWR01
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WONUM DESCRIPTION LOCATION
0001350970 PLEASE REPAIR WATER LEAK IN MEN`S RESTROOM 241A.  MAKING 

FLOOR WET AND SLIPPERY
4708RM0241A

0001351064 NEED SOME MOUSE TRAPS PLACED AROUND THE 101A OFFICE AREA.  I 
HAVE BEEN DISCOVERING MOUSE DROPPINGS NEAR WORKSTATION 
AREAS.

4205RM0101A

0001330000 CLEAN OVERHEAD FIXTURES IN ALL ELEVATORS AND REMOVE PLASTIC 
LIZARD FROM OVERHEAD ( NOT SURE WHICH ELEVATOR)

4203

0001345099 REPAIR REPLACE BULBS & BALLAST IN THE CLEAN ROOMS 105A, B & E 4718RM0105
0001348805 REPAIR BROKEN CABLE ON EAST BAY ROLL UP DOOR ( NOTIFIED K. 

  
4483EAST

0001345023 CIRCUIT 30 TRIPPED ON ELECTRICAL PANEL WILL NOT RESET - FEEDS 
POWER STRIPT ON EAST WALL

4487

0001345144 REPAIR REPLACE BULBS BALLAST LIGHT FLICKERS IN TRAY CEILING 
FRONT OF ELEVATOR  9TH FLOOR

4200

0001320461 LOCATED IN ROOM B10/E2 NEEDS TO HAVE A REMOTE GREASE FITTING 
INSTALLED. EXISTING ACCESS OPENING IS TOO SMALL TO GET INTO TO 
GREASE THE OUTBOARD BEARING.

4570RMB0010

0001327071 FIX LEAKING PIPE ON IRRIGATION SYSTEM ON WEST SIDE 4600
0001338201 UNSTOP DRAIN 4610RMC0100
0001320485 REPLACE OLD AIR GRILLES IN CEILING OUTSIDE OF RM 116 4619FLR01
0001338297 HOT WATER CONVERTER 1 IS IN LOW ALARM. LOCATED IN E-37 FEED 

AH5
4487

0001356655 REHANG SAMPLE COOLER BRACKETS 4660
0001359586 REPLACE BULBS IN ROOM 101 B AND D (  4471
0001304510 4185 / OUTSIDE HST0002 WILL NOT SWING.  BLDG. 4185       ( 2336 ) 4185-HST0002
0001332807 4353RM0114 /  REPLACE PRESSURE RELIEF VALVE LABEL PIPING AND 

REPAIR LEAKING SUPPLY VALVE ON WATER HEATER.
4353RM0114

0001356613 REPAIR WATER LEAK (   NOTIFIED) 4718RM0115
0001356679 4708 / E20 RPAIR LEAKING WATER REGULATOR(PIPEFITTERS) 4708RM1280
0001342000 CLEAN LEAVES OFF ROOF AND FROM AROUND DRAINS. 4566 4566-ROOF0001
0001351113 OUTSIDE STENCIL ANOTHER PARKING SPACE CURB FOR "ASSIGNED 

GOVERNMENT VEHICLE" SOUTH OF THE 4600 PARKING LOT ENTRANCE 
OFF RIDEOUT ROAD, IMMEDIATELY NEXT TO THE EXISTING PARKING 
SPACE ALREADY MARKED FOR ASSIGNED GOVERNMENT VEHICLE.

4600

0001320488 REPLACE RUSTY AIR GRILLE IN CEILING 4619RM0209
0001332852 4250 FRONT DOOR FIX ELECTRIC PEDESTAL GONE WIRE UNTAPED 

  CHECKING
4250

0001351301 SPRAY FOR ANTS 4539FLR01
0001354286 EXTERMINATE FOR MICE 4605RM0004
0001351235 REMOVE DOOR ON THE LEFT AT ENTRANCE 4728RM0109
0001354325 4250 /  REPAIR LOCK ON DOOR RM. 9 4250RM0009
0001338317 4598 / OUTSIDE POC:    @ 4-9476.  REPAIR SUMP PUMP IN PIT. 4598

0001356947 NORTH BANK OF LIGHTS NOT WORKING. 4760RM0102
0001354318 REPAIR LAVATORY FAUCET IN ROOM 117. 4485RM0117
0001358757 UNSTOP SINK 4494RM0010
0001351318 CHECK VOLTAGE ON PANELS AND SUBMIT INFORMATION TO KEVIN 

PRIMM
4530

0001351122 2ND COMMODE STOPPED UP 4202RM0231A
0001351195 UNSTOP HANDICAP COMMODE 4203RM3006A
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WONUM DESCRIPTION LOCATION
0001351285 OUTSIDE DURING A STORM WATER INSPECTION OF BLDG. 4485, 

INSPECTOR NOTICED OIL SEEPING FROM THE EAST SIDE HATCH OF A 
PUMP RESERVIOR IN A METAL CONTAINER.  THE INSPECTOR 
RECOMMENDED THAT THE HATCH BE TIGHTENED.

4485

0001354287 REPAIR  CEILING LEAK AND REPLACE CEILING TILE 4201RM0600
0001338102 POC:    @ 4-8154.  REPLACE  BULBS/BALLAST. 4250RM0035
0001314103 REPAIR BROKEN WATER PIPE ON WEST END OF BLDG. (RAN OVER BY 

FUEL TRUCK) (   NOTIFIED)
4600WEST

0001351555 REPAIR CONTINUOUSLY RUNNING URINAL 4612RM1003
0001341948 UNCLOG LAVATORY DRAIN IN ROOM 133. 4735FLR01
0001327033 4207 A / 150A 4207 ANNEX /ROOM 150A - REPAIR/REPLACE LIGHTS 4207
0001329997 REPAIR REPLACE BULB/BALLAST 4306RM0104
0001332957 RPA4-LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 

FUNCTION OR EQUIPMENT BEING POWERED-(BREAKER 12  IS "ON" WITH 
NO ID ON DIRECTORY; DOUBLE POLE BREAKER AT THE BOTTOM OF THE 
BOX.  RIGHT SIDE IS MARKED "SPARE" BUT IN THE "ON" POSITION.)

4315RM0104

0001351023 BREAKER SMOKING AND SPITTING FIRE - TEST STAND 500 4525
0001348816 UNSTOP COMMODE STALL # 4 MEN'S RESTROOM (  4600RM3006
0001348821 REPLACE GUAGES ON HYDROGEN STEAM SUPPLY FOR CONVERTER ( 

  
4657

0001345187 SPRAY EAST END OF BLDG FOR ANTS ( PLEASE TONIGHT 6/14/06) 4494EAST
0001335720 REPLACE BALLAST (  4487RMA0232L
0001335787 4203 / 5401 ELECTRICAL RECEPTACLE(S)/COVER(S) MISSING/DEFECTIVE 4203RM5401
0001351069 REPAIR LIGHT FIXTURE, PART OF A BULB BROKEN OFF IN LIGHT 4487RMA0122A
0001344951 MIDDLE TOILET NOT FLUSHING 4203RM3006
0001351018 THE FLOOR TILE IN THE HALLWAY DOOR INTO A116 IS BUCKLED AND 

CREATES A TRIPPING HAZARD.
4705RMA0116

0001351078 REPAIR LEAK UNDER SINK 4485RM0104
0001351088 POTABLE WATER, BLACK 4487RMA0124L
0001351104 UNSTOP COMMODE 4732RM0153
0001351144 EXTERMINATE FOR MICE 4467
0001345042 REMOVE BRUSH FROM DRAINPIPE SOUTH TEST BAY AREA - PREVENTING 

DRAINAGE
4572

0001344934 REPAINT GENERATOR FUEL TANK 4250
0001320444 TOUCH UP PAINT 4202RM0503A
0001345124 PLEASE REPLACE ALL BROKEN AND MISSING FLOOR TILES IN 4708/B24B. 4708RMB0024B

0001338222 REPLACE DAMAGED CEILING TILES 4201RM0607B
0001351160 NEW  WATER FOUNTAIN ON EAST END MAKING EXTREMELY WEIRD 

NOISES
4610RM2094

0001338200 REPAIR TISSUE DISPENSER IN HANDICAP STALL 4202RM0430
0001345166 EMPTY DRIP PAN 4650RM0018
0001256894 POC:  PLEASE CALL FOR MORE INFORMATION,    @ 4-9476.  

REPAINT "VEHICLE LIMIT LINE" ON EEAST SIDE.  NEEDS TO BE MORE 
PROMINENT.

4657

0001338316 4567 / OUTSIDE POC:    @ 4-9476.  REPAINT 50` SECURITY 
LINE TO WARN VEHICLES TO STOP WHEN APPROACHING FACILITY.

4567

0001356836 UNSTOP SINK 4755RM0106
0001356840 UNSTOP SINK (   AWARE) 4250RM0040
0001338355 COVER HARDWARE WITH PLASTIC (   AWARE) 4718-1FLR02
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WONUM DESCRIPTION LOCATION
0001356648 FILL IN HOLES IN CONCRETE FLOOR WHERE PIPES WERE REMOVED 

,BETWEEN A-B WING
4663

0001351072 REPAIR LEAKING URINAL 4200RM0331
0001338347 REPAIR OR REPLACE LIGHTS ABOVE RM. 1262 (2013) 4708RM1262
0001356892 4723 ROOM 112 STOPPED UP DRAIN WEATHERS CHECKING 4723RM0112
0001356580 4487 ROOM B155C WATER IN FLOOR WEATHERS CHECKING 4487RMB0155C
0001356530 4649 / RM 108 REPAIR LIGHTS 4649RM0108
0001356712 M.1-WTDET-ALARM IN ALARM.   NOTIFIED 4205
0001356810 SOUTH WALL-LPA-2-REPAIR/REPLACE INOPERATIVE EMERGENCY 

LIGHTS-
4765

0001356838 REPLACE BULBS IN WELD SHOP 4705
0001356881 HANG BOX O.S. OF ROOM 4244RM0114
0001356544 REPAIR LEAKING PIPE 4201RMB0007
0001356590 BATHROOM LADIES BATHROOM, ACROSS FROM CHARLIE`S GRILL, THE 

2ND TOILET`S RING AROUND THE FLUSHER IS LEAKING WATER AND 
WHEN FLUSHED IT CONTINUALLY RUNS 4 OR 5 TIMES LONGER THAN IT 
SHOULD, WASTING LOTS OF WATER.

4200RMG0003

0001356829 REPAIR LEAKING WATER FOUNTAIN IN MAIN LOBBY NEAR RM. 109 4353
0001356851 REPAIR LEAKING PIPE AT THE BACK OF COMMODE (  4201RMB0007
0001359585 REPAIR SECOND COMMODE CONTINOUSLY RUNNING 4201RM0618
0001356650 REPAIR AND SEAL DRAIN PIPE IN CONTAINMENT ,BETWEEN A-B WING 4663
0001341969 REPAIR ROOF LEAK LEAKING IN THREE SPOTS 4487RMBC0151
0001327132 PNL 0003 -LABEL ELECTRICAL PANEL AND BREAKERS TO INDICATE THE 

FUNCTION OR EQUIPMENT BEING POWERED-IDENTIFY WHAT BREAKERS 
IN PANEL FEED-CURRENT DIRECTORY UNCLEAR AND SEVERAL HAVE 
LINES THROUGH THE LISTING.

4654RM0130

0001350976 PLEASE REPLACE BURNED OUT LIGHT BULBS IN HALLWAY OUTSIDE OF 
ROOM 1209

4708FLR02

0001350975 PLEASE REPLACE BURNED OUT LIGHT BULBS IN ROOM 1209-2 4708RM1209
0001345112 REPAIR BELL ON 1ST FLOOR FOR ELEV0003 4202-ELEV0003
0001350959 REPLACE PANEL COVER AS REQUESTED BY  4663RMA0109
0001350946 REPAIR INOPERABLE HANDICAP ELEV. 4663-BWING
0001274846 PAINT CEILING DAMAGED BY PAST LEAK IN ROOM 122. 4755-ROOF0005
0001351024 REPAIR BROKEN DOOR KNOB, FELL OFF (   AWARE) 4200RM0716
0001332701 CHECK ALL GUTTER SEAMS 4663
0001344846 4760 / 101 NORTH ROLL UP DOOR WILL NOT OPERATE. 4760RM0101
0001341942 PLEASE REPLACE BURNED OUT LIGHT BULBS/ BALLAST  IN 4755/315A 

ABOVE DESK #3.
4755RM0315A

0001320452 4628 / PERIMETE REPLACE 1 PERIMETER WARNING LIGHT 4628
0001337985 4476 /  POUR CONCRETE AROUND PIPE 4476
0001351019 4705 / C204 SPRAY FOR ANTS. 4705RMC0204
0001332794 CHECK, REPAIR WATER FOUNTAIN IN THE NORTH HALL, NOT COOLING 4201FLR01
0001338288 SINK IS STOPPED UP BY THE BASEMENT STAIRWELL, HOT WATER 

HEATER IS LEAKING
4755

0001348820 REPAIR STEAM COIL MAKING LOUD NOISE 4705RMB0119
0001330624 4583 / 180C TWO CEILING LIGHTS OUT.  NEED NEW BULBS. 4583RM0180C
0001327216 REPAIR CONCRETE ON THE SOUTH WEST CORNER 4619
0001348795 CHECK POWER TO AC OVER HEAD OUTLET (   AWARE) 4201RM0503B
0001348829 REPAIR SLIDING DOORS ON SOUTH SIDE THAT WILL NOT OPEN CALLED 

  7:15A.M.
4201

0001351061 4663-PARKING_LOT-LIGHTS OFF IN ALARM. LANGFORD NOTIFIED 4663
0001344964 CUT OFF BOLTS IN PARKING LOT ON THE NORTH SIDE - TRIP HAZARD 4619
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WONUM DESCRIPTION LOCATION
0001322005 ADJUST #2 FIRE DOOR ( SEE USER FOR LOCATION) 4600
0001322825 ADJUST #3 FIRE DOOR ( SEE USER FOR LOCATION) 4600
0001323326 ADJUST #4 FIRE DOOR ( SEE USER FOR LOCATION) 4600
0001351041 REPAIR OR REPLACE FLOOR TILE IN OFFICE.  (BROKEN TILE IS LOCATED 

NEAR COMPUTER KEYBOARD.)
4561RM0222A

0001351298 REPAIR LOOSE FLOOR TILE, TRIPPING HAZZARD 4728RM0109
0001356549 REPAIR  S.E. DOOR AND CLOSER 4614RM0109
0001351066 REPLACE DAMAGED CEILING TILES IN HALLWAY  (2031) 4612RM1109
0001356556 REPAIR DUMBWAITER NEAR EAST MAIN ENTRANCE (  4705FLR01
0001356657 OCCUPANT STUCK IN ELEVATOR BETWEEN 5TH AND 6TH FLOOR 4201-ELEV0002
0001338048 REMOVE POWER BOX (TRIPPING HAZZARD) 4202RM0518
0001354321 REPAIR BALLAST (  4201RM0319
0001356620 RESET POWER (   NOTIFIED) 4201RMB0051
0001356622 CHECK BURNING ODOR (   NOTIFIED) 4201RM0503
0001294506 REPLACE 5 WINDOW PANES IN TOOL CRIB, NORTH SIDE 4650NORTH
0001356799 REPAIR EMERGENCY LIGHTS ( NOT COMING ON DURING POWER 

OUTAGE)
4200RM0721

0001351125 SINKS BACKING UP IN MEN'S & LADIES RM'S AS WELL AS KITCHEN AREA 4203FLR02

0001351200 REPAIR LEAKING SINK (  4487RMB0283
0001351218 REPAIR HOSE ON ACMP 4482-ACMP0001
0001337962 SECURE FLOOR OUTLETS 4202RMB0110
0001345109 REPAIR REPLACE BULB/BALLAST (  4619RM0165
0001348755 CHECK, RESTORE POWER TO WOOD PLAINNER 4631RMA0107
0001267327 TOUCH UP PAINT IN ROOM 4203RM4002
0001345121 RIGHT SIDE DOOR ENTERING FROM VESTIBULE 1000A TO CORRIDOR 

1000B NEEDS THE CLOSURE ADJUSTED TO PREVENT TRIPPING THE 
EMPLOYEE.

4600FLR01

0001337983 46633 /  REPAIR BROKEN PRESSURE GAUGE E3 (  4663RMB0169A
0001326897 REPAIR REPLACE LEAKING MAKEUP VALVE FOR EAST COOLING TOWER 

PIT
4473

0001351073 UNSTOP HANDICAP COMMODE (  4203RMB0001A
0001351074 REPAIR OVERHEAD LEAK,  WATER ON THE FLOOR  (   AWARE) 4200RM0425

0001332721 REPAIR HANDICAPPED PUSH BUTTON (ABOUT TO FALL OFF) 4663RMA0210
0001332972 TIGHTEN SWITCH ON FRYER 4663RMA0101
0001326988 REPAIR LIGHT BALLAST IN ROOM C185 4663RMC0185
0001345009 RESET BREAKER FOR CHILLER (2013) 4674RM0125
0001344841 LIFT FOUR DRUMS OUT OF CONTAINMENT 4761
0001338263 ADJUST DOOR 4494RM0021
0001351117 FAUCET ON 1ST SINK LEAKING 4203RM3001A
0001351118 LAST COMMODE STOPPED UP 4203RM3006A
0001351132 NEED TO REMOVE AND STUB OUT OLD PLUMBING 4728RM0108
0001356644 NEED ELECTRICIANS TO CHECK AND RECORD AMP DRAW ON PANEL 

"KDD" IN ROOM 111C , MAXIMO # PNL0053.
4207RM0111C

0001345164 SPRAY FOR BUGS IN RM'S C124 & C124A 4487FLR01-C
0001086969 REPAIR CONCRETE, ON THE SOUTH AND EAST SIDES 4539
0001337987 4733 /  POUR CONCRETE RETAINING WALL 4733
0001344836 SPRAY FOR ANTS AFTER HOURS  AND LEAVE ANT TRAPS THROUGHOUT 

THE THIRD FLOOR
4610RM3071

0001344854 SPRAY FOR ANTS (  4487RMA0124L
0001338210 4760 / 106 TANK 12 OVER HEATING. 4760RM0106
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0001338378 UNSTOP COMMODE 4732RM0153
0001327064 4708 / OUTSIDE PLEASE DREDGE DITCH IN FRONT OF BUILDING 4708 TO 

ELIMINATE/REMOVE POOLING WATER AT BOTTOM OF BLDG. 4708 NW 
AND NE PARKING LOT STEPS

4708

0001327145 CLEAN OUT WASH RACK PIT 4482
0001327198 CLEAN OUT SUMP PIT. RM. B 001..E 2 4663RMB0001
0001324075 PAINT CHEMICAL STAND 4660
0001326995 PAINT STUB UPS ON FLOOR WITH YELLOW CAUTION PAINT 4207RM0143
0001344943 EMERGENCY LIGHTS BLINKING RED 4493RM0157
0001345063 CHECK FOR BURNING ODOR IN EAST TO WEST CORRIDOR ON THE NORTH 

SIDE ( NOTIFIED   
4485FLR01

0001338300 4600 / 3010 INSTALL MISSING FRAME SIDE OF DOOR LATCH ON THE 
STAIRWELL ACCESS DOOR AT THE EAST END OF THE 3RD FLOOR.

4600FLR03

0001326865 4203-HWP0003 /  REPLACE LEAKING PRESSURE RELIEF VALVE ABOVE 
PUMP.

4203-HWP0003

0001338184 4202 /  REPAIR LEAK ON WATER LINE. (  4202
0001327019 REPAIR REPLACE BULB BALLAST WEST STAIRWELL 9TH FLOOR 4200FLR09
0001332711 REPAIR REPLACE BALLAST 4201RM0340
0001332765 REPAIR REPLACE BULB/BALLAST IN 3252 4203FLR03
0001341932 UNSTOP WATER FOUNTAIN IN HALL NEAR ROOM 1082A (  4610RM1082A
0001342005 RELOCATE CHILL  WATER VALVE ON 2ND LEVEL IN CENTER HIGH BAY 4619FLR02
0001344885 REPAIR LEAKING VALVE ON CHILL  WATER LINE ON AHU ABOVE  RM 147 4619RM0147

0001344899 REPAIR WATER FOUNTAIN NEAR RM 5002, NO WATER 4610FLR05
0001338293 ROOM 730J REPLACE LIGHT ABOVE DESK 4200RM0730J
0001344880 LEAKING CONDENSATE LINE E6 HALLWAY 4707RM0123A
0001344881 2 LEAKING VALVES ON STEAM STATION 4707
0001344923 RESTORE OR INCREASE WATER PRESSURE TO 3RD URINAL, NOT 

COMPLETING FLUSH
4705RM0101B

0001344952 LEAKING URINAL - MENS ROOM FIRST FLOOR 4755
0001344997 REPAIR OVERFLOWING COMMODE 4494RM0006
0001345059 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 

FUTURE LEAKAGE-(DRAIN LINE FROM BREAKROOM IS TOO LONG AND 
CAUSES WATER TO POOL ONTO CONCRETE. IT ALSO CONTRIBUTES TO 
MOLD GROWTH. SHORTEN DRAIN TO DROP DIRECTLY INTO THE FLOOR 
DRAIN.)

4727RM0103

0001345083 CLEAN UP MILDEW IN WINDOWS 4705RMA0217B
0001345155 EMPTY CATCH PANS WERE LEAKS ARE LOCATED ON THE 6TH FLOOR 4203FLR06
0001351299 NEED WET VAC 4250RM0040
0001344861 RESTORE POWER TO BLDG.  (   NOTIFIED) 4631
0001338243 REPAIR OVERHEAD LIGHTING IN ROOM 100, BLDG. 4707, HIGH BAY. 4707RM0100
0001338281 4708 / 1206 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 1206 4708RM1206
0001267318 PATCH AND PAINT WALL WHERE EQUIPMENT WAS REMOVED 4619RM0166A
0001330079 UNSTOP 1ST SINK (  4201RMB0007
0001338030 UNSTOP 1ST SINK 4201RM0205
0001338283 4727 / OUTSIDE  CLEAN OUTSIDE DRAIN AT NORTHWEST CORNER OF 

BUILDING AND REATTACH DRAIN PIPE.
4727

0001338291 REPAIR LEAKING COMMODE 4201RM0123
0001344832 UNSTOP 1ST COMMODE 4312RM0111
0001344835 UNSTOP HANDICAP COMMODE, FULL OF WASTE AND UNSTOP SINK 4203RMB0003A
0001344914 UNSTOP SINK (  4483RM0106
0001327112 REPAIR DOOR ON S.W. CORNER 4747
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0001341328 REPAIR LOCK ON  SOUTH DOOR/ NOT LOCKING PROPERLY 4707RMT0112E
0001356729 REPAIR EMERGENCY LIGHT, HANGING BY WIRES 4646FLR02
0001351095 ELEVATOR #3 NO RINGTONE, ARROW LIGHT OUT ON 1ST FLOOR 4202
0001345120 ELEVATOR NUMBER 3, THE HANDRAIL AT THE BACK OF THE ELEVATOR 

IS LOOSE ON THE LEFT END AND REQUIRES SOME FORM OF 
REWORK/REPAIR.

4600-ELEV0003

0001344865 RESET BREAKER 4610RM1000
0001338225 NEAR PNL 0006-PROVIDE REQUIRED INFORMATION ON THE TAG- 4704RM0100
0001338287 ROOM 103 VENT FAN DOES NOT WORK 4754RM0103
0001344992 CHECK POWER TO OVEN 4631RMA0107
0001110331 PATCH/PAINT WALL WHERE 02 MONITORS WERE REMOVED (  4493RM0140

0001320446 TOUCH UP PAINT 4202RM0526
0001338314 RELOCATE TWO SWITCHES 4619RM0165
0001344829 RELOCATE SENSOR  (LEAVES OCCUPANT IN THE DARK) 4600RM1403
0001332805 4202 /  REPLACE FOUNTAIN ON 3RD FL NORTH HALLWAY (  4202FLR03
0001338265 REMOVE HANDICAP COMMODE SEAT 4202RM0535
0001345115 REPAIR HANDICAP COMMODE, NOT FLUSHING PROPERLY, ABOUT TO 

OVERFLOW
4202RM0113A

0001345165 UNSTOP MIDDLE COMMODE 4251RM0007
0001348771 REPAIR OR REPLACE BULB/BALLAST 4200RM0716D
0001348780 REPAIR LIGHT OUTSIDE RM 513 (  4200FLR05
0001344959 4464 /  REMOVE AND CLEAN SCREENS ON SHEW 0002 EAST SIDE 4464-SHEW0002
0001345133 UNSTOP 1ST COMMODE IN RM 100A 4670RM0100A
0001345135 REMOVE CALCIUM DEPOSITS FROM SHEW 0002 CAUSING LOW FLOW 4755-SHEW0002
0001345136 CLEAN FILTERS ON SHEW 0001 4755-SHEW0001
0001348762 REMOVE BEES NEST FROM INSIDE EYEWASH PIPING 4611
0001341951 WE HAVE 8 CEILING LIGHTS OUT. TWO ARE IN OUR PRESSROOM. 4200RM0107
0001313848 REPAIR HOLES IN ASPHALT AROUND SIDEWALK 4476
0001344838 REPLACE SCREWS IN SECOND FROM TOP STEP AT S.E. CORNER STEP 

AREA
4201

0001341949 ADJUST FLOW ON WATER FOUNTAIN NEAR ROOM 120. 4735FLR01
0001326968 BIRD IN ATTIC OVER OFFICE SPACE. NEED TO REMOVE BIRD AND SEAL 

BIRD ENTRY INTO ATTIC.
4464RM0133

0001324080 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOMS 226A AND 226B 4201FLR02
0001324120 4315 / 104 REPLACE BURNED OUT LIGHT IN GYM 4315RM0104
0001345107 REPAIR LEAKING TANK ( PULLUM)   FAMILIAR 4708RMB0001C
0001332731 REGLUE RUBBER TILES BETWEEN ENTRANCE DOOR 4627RM0101
0001345001 REPAIR LIGHTING IN SOUTH HALLWAY LEADING TO ROOMS 122, 123. 4707FLR01
0001344942 EMERGENCY LIGHTS BLINKING GREEN 4493RM0110
0001345048 REPAIR REPLACE BULB/BALLAST 4200RMG0034
0001327077 4663 / M101 REPAIR CEILING LEAKS AND REPLACE CEILING TILES 4663RMM0101
0001332780 CONVERT ASSIGNED GOVERNMENT PARKING SPACE TO A TRANSIENT 

PARKING SPACE
4619

0001338333 4481 /  CLEAN SCREENS ON EW 0001 (  4481-EW0001
0001332929 REPAIR DAMAGED CEILING TILE IN ROOM C111A , AT 4471. 4471RMC0111A
0001326944 INSTALL 5 SEAMED CEILING TILE PANELS AROUND PROJECTIONS 

SUSPENDED FROM STRUCTURE ABOVE THE DROPPED CEILING.
4487RMA0112

0001338334 4475 /  REMOVE AND CLEAN NOZZELS ON SHEW 0001 (  4475-SHEW0001
0001344912 REPAIR OR ADJUST INNER DOORS AT NORTH ENTRANCE 4201NORTH
0001344919 SPRAY FOR ANTS 4201RM0508
0001344937 SPRAY FOR ANTS IN THE HALLWAY 4708RM1126
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0001344949 SPRAY FOR BLACK WIDOW SPIDERS SEEN OUTSIDE BUILDING 4312
0001348810 4755 WATER IN FLOOR ROOM 215 AREA AK CHECKING 4755RM0215
0001327040 REPLACE BALLAST IN HALLWAY NEAR ROOM 20 4207FLR01
0001332924 REPLACE COMMODE SEAT IN 1ST STALL 4663RMC0102
0001300867 REPAIR CEILING LEAK 4619RM0147
0001338189 4485 /  COMMODE HANDLE LEAKS WHEN FLUSHED IN ROOM 121. 

(   
4485RM0121

0001338193 4203 /  REPAIR OR REPLACE LOOSE COMMODE SEAT IN ROOM 2001A. 
(   

4203

0001338183 4315 /  REPAIR LAVATORY DRAIN IN ROOM 103C. (  4315RM0103C
0001338246 SPRAY FOR ANTS 4610RM1053C
0001338250 SPRAY FOR ANTS IN ROOMS 3040, 3043, AND 3050 (PREFERABLY LATE IN 

THE DAY OR AFTER HOURS)
4610FLR03

0001338259 SPRAY FOR ANTS 4610RM3048
0001345169 4201 ROOM 600B LOST POWER   CHECKING 4201RM0600B
0001338207 ELEVATOR STUCK ON 4TH FLOOR 4600-ELEV0002
0001327140 EQUIPMENT ROOM IS FLOODED WITH ABOUT 2" OF WATER. ( NOTIFIED 

  
4650RM0117

0001327165 UNSTOP SINK DRAIN (   NOTIFIED) 4619RM0135
0001332815 PULL HOT WATER PUMP FOR REPAIRS (  4570RMB0010
0001332822 4654 /  REPAIR LEAKING WATER FOUNTAIN SOUTH HALL OUTSIDE MENS 

ROOM (   
4654SOUTH

0001335770 REPAIR STEAM LEAK ON SOUTH WALL AND RE INSULATE. 4610RMB0100
0001338188 4707 /  OVERHEAD STEAM LEAK  4707
0001330018 REPAIR REPLACE BALLAST 4200RM0730F
0001338083 REPLACE DAMAGED CEILING TILES (2031) 4610RM3081
0001338084 REPLACE DAMAGED CEILING TILES IN HALLWAY OUTSIDE RM. 3004(2031) 4610RM3004

0001327075 4618 / WEST POC:    @ 4-9476.  WASH HORIZONTAL BOTTLES 
LOCATED ABOUT HALF WAY DOWN THE EXRAY TUBE.

4618

0001344874 4670 SUMP 2 & 3 IN ALARM   CHECKING 4670
0001344867 4611 LOST POWER TO GAS PUMPS   CHECKING 4611
0001320455 4628 / 123,115 REPLACE 2 LIGHTS 4628FLR01
0001332958 PLEASE SPRAY OFFICES ON NORTH SIDE OF 2ND FLOOR FOR ANTS 4708NORTH
0001332908 4653 / ALL SPRAY FOR ROACHES, SET UP MOUSE TRAPS 4653
0001335759 SPRAY FOR ANTS 4612RM1019
0001335701 SPRAY FOR ANTS 4485RM0114
0001335715 4315 / 103 SPRAY FOR SPIDERS IN MEN`S DRESSING ROOM AND JANITOR`S 

CLOSET
4315RM0103

0001335743 SPRAY LOBBY AREA NEAR CAFETERIA FOR ROACHES 4203FLR01
0001332951 CHECK FOR LEAKS IN WEST STAIRWELL, NEED CLEAN UP 4610
0001320495 4708 /  REPLACE CEILING TILES ROOM 216 (  4708RM0216
0001337975 4200 / 149L REPAIR DUCTWORK ABOVE CEILLING (2026) 4200RM0149L
0001320753 4600 / 1009C INSTALL NEW FILTERS IN FCU-1. 2026 4600RM1009C
0001337909 CHECK, REPAIR WATER LEAK (   AWARE) 4708RM0138
0001338009 4708 / LOBBY PLEASE REPLACE BURNED OUT LIGHT BULBS IN 

NORTHWEST LOBBY NEAR CAFETERIA
4708

0001320560 BARBER SHOP REPLACE BALLAST 4203RM1108
0001332984 RESTORE POWER TO ELECTRICAL RECEPTACLE 4201RM0505
0001320522 REINSTALL OXYGEN SENSOR SIGN 4618
0001332921 REPAIR URINAL FLUSH HANDLE 4663RMC0102
0001337908 REPAIR CEILING LEAK IN LRR 4760RM0110
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001317459 REMOVE SIGN IN HALL OUTSIDE OF RM 115 4244FLR01
0001332801 4202 /  REPAIR POTABLE WATER LINE ON 3RD FL NEAR FOUNTAIN 4202FLR03
0001337907 CHECK OPERATION OF ELEV0003, STUCK TEMPORARILY ON THE 2ND 

FLOOR (   AWARE)
4201-ELEV0003

0001308039 PAINT E3 EQPT. ROOMDOORS NO .106D EAST OUTSIDE MIDDLE. 4705RMA0106D
0001330081 REPAIR BROKEN ARM ON C1 GATE (  MSFC
0001332698 REPAIR LOOSE CARPET SQUARES AT ANGELA SAUNDERS CUBE/ 

TRIPPING HAZZARD
4485RM0114

0001332702 CHECK LOCK , CARD READER ON DOOR, USER MAY ENTER BUT CAN NOT 
EXIT

4663RMB0220

0001327025 4249 / 126 REPLACE 2 STAINED CEILING TILES. 4249RM0126
0001327116 REPAIR/ REPLACE PANEL THAT HAS FALLEN OFF OF WALL 4619RM0217
0001320595 REPAIR LIGHTS IN ROOM 333. 4200RM0333
0001281490 PAINT ROOM IN 509C 4202FLR05
0001313901 4727 / OUTSIDE PAINT  "TRANSIENT" ON 2 PARKING SPOTS IN FRONT OF 

BUILDING.  PLEASE SEE KATHY SHELL (4727, ROOM 102, CUBE 15, FOR 
EXACT LOCATION)

4727

0001313903 4727 / OUTSIDE PAINT  "RESERVED" ON PARKING SPOT IN FRONT OF 
BUILDING FOR DEPARTMENT MANAGER.  PLEASE SEE KATHY SHELL 
(4727, ROOM 102, CUBE 15, FOR EXACT LOCATION)

4727

0001320739 REPAIR/ REPLACE BULBS/BALLASTS IN ROOMS 154, 155 AND 156 4707FLR01
0001338017 4708 / HALLWAY PLEASE REPLACE BURNED OUT LIGHT BULBS IN 

HALLWAY NEAR ROOM 1206.
4708FLR01

0001324119 PRIME AND PAINT BOLLARDS BETWEEN A & B WING, & B & C WINGS 4487
0001332818 4201 / 430 TO DETACH AND TAKE DOWN THE MAILBOX THAT IS ON THE 

WALL OF 430 AND ATTACH IT TO THE OUTSIDE WALL OF ROOM 430A 
THAT IS IN THE HALL.  ANOTHER MAILBOX WILL GO BESIDE IT WHEN 
MOVE TAKES PLACE.

4201RM0430

0001338208 EXTERIOR DOOR WON'T SECURE 4629RM0111
0001320475 CHECK, REPAIR ELECRICAL BOX MAKING NOISE 4487RMW0104
0001326929 4485 /  REPAIR LEAK ON WATER FOUNTAIN BY TOOM 104. (  4485
0001320656 REPLACE ALL LIGHT BULBS IN VALVE PIT WEST OUTSIDE. 4572WEST
0001327133 LADIES REPAIR DOOR AT LADIES RESTROOM IN PICNIC AREA 4749RM0102
0001327004 REPAIR STOPPED UP SINK IN PAINT SHOP 4650RM0018
0001332941 PUT CEILING TILES BACK INTO PLACE 4631RMC0110
0001320557 EMPTY BUCKET AT LEAK NEAR RM 1191 ( WRIGHT) 4708FLR01
0001320635 REPAIR BROKEN WATER LINE ON THE N.W. SIDE OF BLDG. (   

NOTIFIED)
4621

0001320634 MOVE LIGHT SWITCH FROM BEHIND DOOR 4650RM0031B
0001337923 SPRAY FOR SPIDERS AND ROACHES IN RM'S 108 & 112 4629FLR01
0001337972 SPRAY FOR WASP AND REMOVE NEST ON NORTH SIDE OF BLDG. AT 

TRASH DUMPSTER (   
4203NORTH

0001337982 4708 / 180 PLEASE REPLACE DIM AND FLICKERING LIGHT BULBS IN 
ENTRANCE OF WEST HIBAY.

4708RM0180

0001337991 REPAIR REPLACE BULB/BALLAST 4755RM0112A
0001307719 RESLOPE GROUND FOR PROPER DRAINAGE ON THE N.E. SIDE OF BLDG 4619
0001332788 REPAIR BROKEN DOOR HANDLE 4200RMG0015A
0001332899 REPAIR LEAKING AIR HANDLER 4487RMB0169
0001332909 4487 / B155C WATER LEAK FROM EQUIPMENT ROOM B155C HAS FLOODED 

THE HALLWAY.  WILL NEED WET VAC.
4487RMB0155C

0001332923 REPAIR LEAK RM FLOODING (   AWARE) 4487RMB0257A
0001332936 REPAIR LEAKS IN CONDENSATE PIPING AND REINSULATE. E 12. AB101. 4487RMAB0101
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001327201 REMOVE WIRES FROM CIRCUITS # 26 AND #28 IN PANEL 0004 IN ROOM 25. 

REMOVE WIRES BACK TO FIRST JUNCTION BOX. THE WIRES NOW FEED 
THE CAR BATTERY CHARGEER LOCATED ON THE EAST SIDE OF BLDG. 
4250 WHICH IS BEING REMOVED.

4250RM0025

0001338078 REPLACE DAMAGED CEILING TILES (2031) 4610RM2074
0001324091 PUMP OUT 4,000 GALLONS OF IDW WATER AT 4640 AND DELIVER TO 4761 4640

0001330047 4555 EF-1 SHOWING OFF IN ALARM   CHECKING 4555
0001326907 4201 ROOM 505 RECEPTACLE OUT 4201RM0505
0001338046 SPRAY WASPS AND REMOVE NEST OVER EAST END DOOR 4663-CWING
0001327037 4663 /  REPAIR LEAKING PIPING ON WATER JET DISCHARGE LINE. 

(   
4663

0001327146 UNSTOP CONTAINMENT DRAIN TO TANK ON THE  4567
0001332778 REPAIR/ REPLACE SOAP DISPENSER FALLEN  OFF THE WALL 4619RM0116
0001335764 HEPA FILTERS IN THIS CLEANROOM (AT BOTH ENDS) NEED TO BE 

CLEANED OR REPLACED.
4705RMB0120

0001317447 REPAIR DAMAGED CEILING GRID (2031) 4202RM0217
0001332988 UNSTOP ALL THE SINKS 4203RM3006A
0001332970 THIRD COMMODE NOT FLUSHING PROPERLY  (  4727RM0104
0001332934 REPAIR LEAK UNDER SINK RM 103A 4705FLR01
0001320614 REPAIR/ REPLACE TWO OVERHEAD LIGHT BULBS IN ONE FIXTURE 4200RM0346B
0001320637 REPAIR REPLACE BULB/BALLAST 4200RM0214
0001320508 E-1-PANEL 0006 SFN 16397 & E1 LB SFN 16396 - LABEL ELECTRICAL PANEL 

AND BREAKERS TO INDICATE THE FUNCTION OR EQUIPMENT BEING 
POWERED-BREAKERS 35/37; 36/38 ARE "ON" AND MARKED "SPARES".

4646RM0110

0001332751 R/R BULBS AND BALLAST ROOMS 107 AND IN HALLWAY NEAR 105 4650FLR01
0001327048 NO POWER TO COKE MACHINE 4201FLR04
0001332891 REPLACE LIGHT OVER DESK 4491RM0129
0001332758 4708B-AH10  CONDENSATE DRAIN IN NEED OF REPAIR PER J. 

MCCAGHREN.
4708

0001332978 REPLACE MISSING CEILING TILE 4471RMA0109A
0001332844 4612 ROOM 1322 WATER IN FLOOR   CHECKING 4612RM1322
0001313974 REPAIR ROOF LEAKS IN RM 618A & OUTSIDE RM 622 4202FLR06
0001304474 4201 /  REPAIR LIGHTS IN SUPPLY FAN HOUSING IN BASEMENT.  E-1 

(PULLUM)
4201RMB0009

0001332708 REPAIR/ REPLACE BULB/BALLAST 4494RM0010
0001326954 REPLACE STAINED CEILING TILES IN ROOM 614A. 4201RM0614A
0001332733 4306 / 109 SPRAY FOR ANTS.  ANTS FOUND IN OFFICE. 4306RM0109
0001332779 SPRAY FOR ANTS 4619RM0138
0001332877 SPRAY FOR ANTS IN RM'S 101 & 102 4723FLR01
0001332907 4707 / 136/138 WE HAD A WORK ORDER FOR MOUSE TRAPS THAT WAS 

COMPLETED.  SINCE THE COMPLETION WE HAVE CAUGHT SEVERAL 
MICE.  PLEASE REPLENISH MOUSE TRAPS SINCE WE ARE CONTINUING TO 
CATCH MICE.

4707FLR01

0001332912 SPRAY FOR ANTS 4202RM0127
0001332926 SPRAY FOR ANTS 4610RM3029
0001332971 REMOVE WASP NEST OVER NORTH ENTRANCE 4471NORTH
0001332982 PUT OUT MICE STICKY PADS 4623RM0126
0001314117 REMOVE RAISED BASIN IN SHOP AREA ON N.S. OF BLDG. (SEE USER FOR 

DETAILS)
4711RMW0140

0001327068 REPLACE BALLAST 4203RM2006
0001329977 REPAIR REPLACE BULB /BALLAST IN 154A, 154C, & 154D 4566FLR01
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WONUM DESCRIPTION LOCATION
0001337988 REPAIR/ REPLACE BULB/ BALLAST OVER STALL 4306RM0104
0001327028 ETA  / IW40 LOCATE POWER FEED TO THE EAST TEST AREA WATER 

SYSTEM VALVE PIT IW40.   VALVE PIT IS LOCATED NEXT TO MARINER 
ROAD NEAR TEST STAND 300

4530

0001330058 DETERMINE WHY SEWAGE RESIDUE IS ON BASEMENT FLOOR.  CLEAN UP 
RESIDUE.

4201BSMT

0001327086 INSULATE CHILLWATER LINES AT CHILLWATER PUMP 4201RMB0009
0001300972 REPAIR BRAKE IN SHEET METAL SHOP FAC0073 4650-FAC0073
0001344999 SPRAY FOR ANTS 4610RM3051
0001345057 C101&105 NEED TO SPRAY FOR ANTS. 4705FLR01
0001345096 SPRAY FOR ANTS ( MUST ACCESS RM FROM RM A111) 4471RMA0115A
0001327128 REPAIR HANDICAP LIFT ON THE 1ST FLOOR, CWING 4487FLR01-C
0001327117 REPAIR REPLACE BULB/BALLAST (  4600RM2006
0001313827 PATCH/PAINT WALLS 4203RM3253
0001320711 REPLACE CASTERS ON CART WITH SWIVEL CASTERS 4619RM0165
0001332692 ROLL UP DOOR IN LAB 103 IS STUCK IN THE OPEN POSITION 4205RM0103
0001294423 4610 / E-2 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-LEAKING FROM 

THE OVERHEAD NEAR EE969
4610RMB0100

0001300891 4610 /  CHECK STEAM LEAK IN E2 EQUIPMENT ROOM. (  4610RMB0100
0001301026 INVESTIGATE SOUR ODOR O.S. WEST DOOR OF IN HALLWAY 4623RM0126
0001304539 CHECK AIR PRESSURE IN AIR PRESSUE PANEL IN N.E. CORNER OF LTA 

AREA
4619

0001304578 NO HOT WATER IN BRADLEY BASIN IN RM 16 4650RM0016
0001294392 CLEAN COILS AND DRAIN PAN 4707-AH0008
0001287559 REPAIR SOUTH ELEVATOR/ CHECK FOR WATER IN ELEVATOR PIT ALSO 4670
0001301110 RE LAMP BASEMENT TUNNELS. 4708
0001287585 PAINT WEST ENTRANCE WALLS 4612
0001301078 CONTINOUSLY FLUSHING COMMODE 4610RM4034
0001287265 REPAIR LEAKING STEAM LINE IN E3 EQPT. ROOM NO. 19N SUOTH 

OUTSIDE.
4650RM0019N

0001294336 REPAIR LEAK ABOVE DOOR TO ROOM 4619RM0164
0001304526 4628 / 110 URINAL IS NOT FLUSHING CORRECTLY 4628RM0110
0001304563 4481 ROOM 407A ANIMAL ABOVE CEILING   CHECKING 4481RM0407A
0001294463 LIGHTS OFF WON'T COME BACK ON 4600RM5303
0001291080 4663 / B221 REPAIR/REPLACE LIGHT 4663RMB0221
0001301112 ADJUST PRESSURE ON COMMODE IN HANDICAP RESTROOM 4653FLR01
0001301113 DISASSEMBLE AND CLEAR WATER LINES GOING TO EYEWASH 4542
0001301043 UNSTOP WATER LINE GOING TO SHEW 2  NO WATER PRESSURE ON 

EYEWASH
4542-SHEW0002

0001304523 4202 /  REPAIR LEAK ON CW PUMP (  4202
0001307604 REPAIR OR REPLACE LEAKING CW VALVE. 4487-AWING
0001307605 REPAIR LEAKING SUPPLY LINE ON FAUCET. 4476RM0108
0001307631 SPRAY FOR ROACHES AND BUGS (LATE IN THE AFTERNOON) 4249
0001287524 REPAIR OUTSIDE LIGHTS ON BLDG. 4618
0001307746 REPAIR LEAKING URINALS 4705RMA0115
0001307747 REPAIR COMMODE IN 2ND STALL, WON'T FLUSH (  4471RMA0112
0001307749 UNSTOP COMMODE 4708RM1119
0001307782 4707 /  CHECK WATER HEATER NO HOT WATER HEATER IS IN ROOM 138 

E2
4707RM0138

0001294152 REPAIR CEILING  LEAK AND REPLACE DAMAGED CEILING TILES 4203RMB0102A
0001304504 OVERFLOWING URINAL 4201RM0506
0001307618 REPLACE BALLAST/ FLICKERING LIGHT 4610RM1029
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0001307707 REPLACE BULB IN ROOM  (  4610RM1081
0001304483 CUT FOUR FLOOR TILES 4663RMA0109D
0001307560 SECURE AND ADD LATCH TO DOUBLE DOORS/ WEST END OF EQUIPMENT 

ROOM
4663RMC0262

0001307555 CHANGE OUT MICE STICKY PADS 4752
0001294139 REPAIR/ REPLACE HYDRAULIC PUMP ON RAMP 4640
0001301246 REWIND THE WIRE ROPE ON HST0004 IN BLDG. 4561 ( 2336) 4561-HST0004
0001304588 CHECK OUTSIDE SEWAGE ODOR (   AWARE) 4203SOUTH
0001287461 REPAIR REPLACE BULB/BALLAST 4200RMG0037
0001294243 4732 /  NEED WORK ORDER TO REPLACE LIGHTS IN ROOM 120 1ST. FLOOR. 

(   
4732RM0120

0001300932 REPAIR LIGHT AT S.W. COLUMN 4619RM0145
0001304532 RESTORE POWER TO ELEVATOR (    (   NOTIFIED) 4200-ELEV0003
0001307601 CUT POWER ON 4/29/06 FROM 6AM - MIDNIGHT DURING   

STEAM/ELECTRICAL OUTAGE
4660

0001287327 REMOVE BREAKER BOX AND MISC. PARTS NEAR B10 4202BSMT
0001301215 CLEAN UP RED MUD INSIDE ROLL UP DOOR ON THE EAST SIDE 4619EAST
0001307620 FILL IN HOLE ON GRAVEL ROAD LOCATED NEXT TO PARKING LOT ON 

THE SOUTH SIDE OF BLDG. HOLE HAS EXPOSED PIPE THAT MAY BECOME 
BROKEN IF RAN OVER

4629

0001297971 CLEAN ALL VENTS THROUGHOUT  4315 4315FLR01
0001300926 CLEAN UP OIL IN CATCH PAN 4734
0001294507 CLEAN UP TRASH AND DEBRIS IN THE AREA M2YARD
0001307580 SPRAY FOR WASPS AND REMOVE NEST UNDERNEATH HAND RAIL AT 

NORTH ENTRANCE
4485NORTH

0001281313 4583 / 171C NO EMERGENCY  LIGHTS IN THE FOLLOWING ROOMS OF 
BUILDING 4583.  ROOMS 154

4583RM0154

0001291078 REPAIR/REPLACE BULB/BALLAST IN HALL NEAR ROOM 338 4201
0001307503 SPRAY ANTS IN ROCKET PARK (   AWARE) 4471
0001307538 SPRAY FOR ANTS IN W115 AND W117 4711WEST
0001304582 UNSTOP FLOOR DRAIN 4610
0001307548 AIR DOWN TO TARGET SYSTEM (   AWARE) 4608
0001307729 4707 /  CLEAN SCREENS ON EW0007 IN RM 132 (  4707-EW0007
0001301203 REPLACE 10 FLOOR TILES 4203RM1108
0001294430 4201 /  MENS RM 211 MIDDLE SINK FAUCET LEAKING (  4201RM0211
0001294433 4201 /  LADIES RM B7 TRAP ON SINK LEAKING (  4201RMB0007
0001294436 4202 /  FOUNTAIN IN SOUTH HALLWAY BUBBLER LEAKING (  4202
0001287445 CHECK POTABLE WATER IN SINKS, WATER IS  4203RM6001A
0001287237 4555 CUT BOLLARD OFF IN DOOR WAY & PUT GRAVEL DOWN AROUND 

DOOR EXTENSION SEE NORRIS (4-8554)
4555

0001300988 REPAIR LOOSE BASEBOARD 4494RM0020
0001301169 [E-3] EAST DOOR, THE CARPET AND CARPET STRIP ARE LOOSE CAUSING 

A TRIPPING HAZARD
4755RM0400

0001304489 REPLACE STAINED CEILING TILES OUTSIDE OF RM 1 4250RM0001
0001314133 4481 /  REPAIR LEAKING URINAL IN ROOM 112. (  4481RM0112
0001317397 REPLACE GAUGE ON INFLUENT LINE 4761RM0101
0001317419 UNSTOP 2 FLOOR DRAINS BY CHWP (  4487RMC0157
0001307636 4476 /  REPLACE HOSE BIB ON WATER LINE.E1 4476RM0105
0001307769 UNSTOP TWO URINALS (located on east side of bldg. near machine shop) 4705RM0109
0001307687 UNSTOP OVERFLOWING URINAL 4483RM0106
0001313828 ADD LINE DRYERS FOR ACMP POC DENNIS HIGDON 755-6019 4608
0001294210 REPAIR LIGHTS ROOM 7 4194RM0007
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001291075 REPAIR REPLACE BULB/BALLAST, HIBAY VERY DIM 4561RM0120
0001300913 PUMP OUT 200 GALLON OIL TANK 4656
0001307781 WATER CLEAN UP ON STEPS IN B-WING STAIRWELL ,2ND FLIGHT, WEST 

END (   NOTIFIED)
4663-BWING

0001294133 REPAIR LEAKING WAX SEAL ON COMMODE 4732RM0133
0001281442 4315 / 104 ANOTHER LIGHT IN BASKETBALL COURT NEEDS  TO BE 

REPLACED.
4315RM0104

0001291131 EMPTY METAL DUMPSTER ON THE NORTH SIDE NEAR FITTERS SHOP ( 
  

4705NORTH

0001294528 CLEAN UP OIL DRY UNDER ACMP0002 4755-ACMP0002
0001271586 4207 / 117 RELOCATE "FIRE EXTINGUISHER" SIGN OVER NEW FIRE 

EXTINGUISHER LOCATION IN BREAK ROOM BETWEEN DRINK MACHINES. 4207RM0117

0001281243 RELOCATE HANDICAP PARKING SPACE OUTSIDE RM 220G 4471
0001301018 REPAIR CEILING TILES THAT HAVE FALLEN OUT IN LADIES RESTROOM 

AND OUTSIDE THE DOOR ON THE 6TH FLOOR
4202FLR06

0001300875 REPAIR FLUSH VALVE ON URINAL, OVERFLOWING WHEN FLUSHED 4487RMA0208M
0001300982 REPAIR LEAKING BRADLEY BASIN (  4708RM0110A
0001301027 REPAIR CEILING LEAK AND REPLACE BULGING CEILING TILE(   

NOTIFIED)
4201RM0616

0001281494 REPAIR REPLACE BULB/BALLAST IN THE NORTH CORRIDOR 4205NORTH
0001297939 CHECK LTS0003, & LTS0007 4493
0001300870 4485 / 137 THREE EXPOSED WIRES PROTRUDING FROM THE CEILING, NOT 

CAPPED.
4485RM0137

0001300909 SPRAY FOR ANTS 4491RM0104
0001300915 SPRAY ANTS 4610RM1075A
0001300923 SPRAY FOR BUGS 4654
0001300924 CHECK FOR ANIMAL IN CEILING 4654
0001294339 CLEAN OUT HANGER DOOR TRACKS 4619RM0157
0001301250 REPAIR LIGHT / BEEPING 4650RM0100
0001301252 R/R BULBS AND BALLAST ROOMS  110, 109, 107, 104 4650FLR01
0001301241 NW DOOR POC:    @ 4-6472.  REPAIR ROLL-UP DOOR THAT IS 

NOT WORKING.
4607

0001301183 REPAIR/ REPLACE 110 ELECTRICAL OUTLET 4635-2
0001301093 4708 / 235 REPLACE BURNED OUT LIGHT BULBS 4708RM0235
0001298009 REPAIR ELEVATOR/ DOORS NOT OPENING 4201-ELEV0003
0001287540 REMOVE OLD ELECTRICAL  PANEL 4619RM0161
0001287534 REPAIR RED AND GREEN LIGHTS ON SCALES/ NOT WORKING 4661
0001300893 4542 /  REPLACE SCREENS ON SHEW 0001 (  4542-SHEW0001
0001300968 CLEAN FILTERS ON EYEWASH SHEW0002 IN RM 102 4747-SHEW0002
0001301201 REPLACE STRAINER ON BACK FLOW PREVENTER (  4656RM0118
0001284407 REPLACE DEFECTIVE BACK FLOW PREVENTER 4656RM0118
0001287469 PREP DOOR FOR MECHANICAL HINGE 4654RM0131
0001300907 REPAIR DOOR HANDLE ON HANDICAPPED DOOR STALL (HANDLE IS IN 

JANITORS CLOSET)
4200RM0923

0001281513 INSULATE ALL STEAM AND CONDENSATE PIPING TO PREVENT BURNS.- 4566RM0114
0001301144 EXTERMINATE FOR MICE IN RM 130 AREA 4353FLR01
0001304541 SPRAY FOR BUGS IN ROOMS 115 AND 115A 4491FLR01
0001287204 GROUT UNDERNEATH HANGER ON SHOWER ON SHEW0001, NORTH SIDE, 

OUTSIDE OF BLDG (   
4675NORTH

0001301231 REMOVE SCAFFOLDING BOARDS FROM CHEMICAL TANK 4760RM0106
0001281602 REPLACE TOMB STONE IN LIGHT 4353RM0154
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WONUM DESCRIPTION LOCATION
0001294273 O.S./ WEST SIDE/ AUTOMATIC DOOR STUCK OPEN 4201WEST
0001298014 RELOCATE FLOOR OUTLET FROM FLOOR TO WALL, NEEDS TO BE 

COMPLETED BY 5/02/06 FOR MOVE ( NEW OCCUPANT)
4202RM0127

0001301082 RESTORE POWER TO OUTLET 4610RM1025A
0001301073 REPLACE BALLAST 4612RM1501A
0001300906 NO POWER TO COMPUTERS 4653RM0030
0001294215 REPAIR LEAK UNDER COMMODE 4315RM0106A
0001294216 REPLACE BROKEN COMMODE SEATS IN 1ST AND 2ND STALLS 4315RM0106A
0001300966 STEAM VALVE LEAKING ON HEATER IN RM E-6 4619RM0222
0001294378 4610 / 4038 REPLACE DAMAGED CEILING TILES  (2031) 4610RM4038
0001294377 4610 / 4023 REPLACE DAMAGED CEILING TILES  (2031) 4610RM4023
0001294376 4610 / 4028 REPLACE DAMAGED CEILING TILES  (2031) 4610RM4028
0001300899 4555 EF-1 OFF IN ALARM   CHECKING 4555
0001287406 REPAIR LIGHTS IN RM'S A232, A238 & A241A 4487FLR02-A
0001301125 REPLACE DAMAGED AND MISPLACED CEILING TILES 4650RM0016
0001294280 REPAIR LEAKING URINAL 4649RM0104
0001301115 FLUSH POTABLE WATER PIPING IN RM 5033 4610RM5033
0001297991 4727 WEST DOOR NOT CLOSING ALL THE WAY   CHECKING 4727
0001294379 4610 / 4044 REPLACE DAMAGED CEILING TILES  (2031) 4610RM4044
0001301220 REPAIR CEILING LEAK IN HALLWAY INTERSECTION OF BWING AND AB 

WING
4487-BWING

0001300942 REPAIR REPLACE BULB/BALLAST 4610RM1079
0001294485 REPLACE BALLAST IN HALL NEAR ROOM 1322 (  4612FLR01
0001281542 RELOCATE LIGHTING FIXTURE CONDUIT. 4628RM0127
0001284462 REPLACE BURNED OUT LIGHT BULBS IN HIGH BAY AREAS, ROOMS 111 

AND 110, AND OVER DESK AREAS IN ROOM 100.  A NUMBER OF LIGHTS 
ARE OUT IN ALL THREE AREAS.

4728FLR01

0001287403 REPAIR/ REPLACE BULBS/BALLASTS (HALL) 4627RM0100
0001294489 REPAIR C-WING HANICAP ELEVATOR 4487-CWING
0001300984 REPAIR REPLACE BULB/BALLAST (  4705RMA0107A
0001281576 OUTSIDE PLEASE PAINT "SAFETY STRIPE" ALONG EDGE OF CONCRETE AT 

ROLLUP DOOR IN THE GUN CONTAINER AT THE OUTDOOR TEST RANGE. 4571

0001297961 REPAIR TWO LEAKING SINKS (WATER ON FLOOR) (   NOTIFIED) 4200RMG0003

0001297999 4200 / G3 ? LADIES RESTROOM ACROSS FROM CHARLIE`S GRILL, 4200 
BASEMENT. THE 4TH SINK DOWN IS LEAKING BADLY FROM AROUND 
THE DRAIN. YOU CAN SEE THE WATER RUNNING DOWN THE PIPES AND 
ONTO THE FLOOR UNDER THE SINK.

4200RMG0003

0001298011 ROTATE DOWN STREAM SHUT OFF VALVE ON BACK FLOW PREVENTER 4735

0001301119 REPAIR LEAKING NIPPLE ON WATER LINE 4471RM0176
0001301079 SPRAY FOR ANTS ( SECURED RM) 4610RM1070
0001301083 SPRAY FOR CARPENTER BEE'S, WASPS AND ANTS AT EAST ENTRANCE 4610
0001301111 THERE ARE BLACK WIDOW SPIDERS PLUS BEES AROUND THE BLDG OF 

4583. ESPECIALLY AROUND THE DOCK & DOOR AREA (SOUTH)
4583RM0171C

0001284409 -REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4202RMB0100A
0001284411 HALLWAY--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4202RM0121
0001284414 REPAIR/REPLACE MISSING/DEFECTIVE ELECTRICAL 

RECEPTACLE(S)/COVER(S)-EXPOSED LIVE WIRING
4202RM0406A

0001301146 REPAIR CABLE HANGING FROM FLOURESCENT LIGHT IN MAIN 
CORRIDER (SEE USER)

4205
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0001287405 REPAIR/ REPLACE SWITCH THAT FEEDS LIGHTS IN  ROOM AB150B 

(LIGHTS WON'T STAY ON)
4487RMAB0150C

0001287530 REPAIR NORTH COURTYARD ENTRY DOOR/ AUTOMATIC DOOR WON'T 
CLOSE (   NOTIFIED)

4201

0001281514 CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO PREVENT 
FUTURE LEAKAGE-STEAM LEAKING FROM COIL, CONDENSATE ON THE 
FLOOR

4566RM0114

0001281319 ADJUST HANDICAP DOOR CLOSER TO CLOSER FASTER 4727RM0105
0001287501 REINSULATE STEAM LINE 4727RM0103
0001281589 4566 / 104 --PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - ANNOTATE 

TAG-REPLACE LOTO TAG WITH OPERATIONAL CONTROL TAG
4566RM0104

0001284441 REPLACE LIGHT IN LOBBY. 4315RM0100
0001287440 SOUTH WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4561RM0223
0001287205 REPAIR/ REPLACE LIGHT OVER STAIRWELL NEAR ROOM 120 4561FLR01
0001294303 REPAIR FLOAT ON SUMP PUMP IN SOUTH ELEVATOR PIT 4670
0001294422 4610 / E-2 WEST END--REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-

WATER ON THE FLOOR BETWEEN CONDENSATE PUMPS AND HEAT 
EXCHANGER

4610RMB0100

0001294525 UNSTOP FLOOR DRAIN. 4583RM0154
0001281681 CHECK WATER SUPPLY TO SINK (LOW) 4610RM1035A
0001294270 REPAIR STALL FRAMES , LOOSE 4605RM0001
0001281414 RESTORE POWER TO COPIER 4732FLR02
0001300958 OIL IS LEAKING FROM ELEVATOR SYSTEM ON TO STAIRWELLS 4572
0001297957 CHECK, REPAIR ROOF LEAK, WET TILES OUTSIDE OF LADIES RM ON THE 

6TH FLOOR
4202FLR06

0001287239 4654 SHUT OFF POWER TO RMS 131 & 132B DUE TO MOVING OF 
FURNITURE.    NOTIFIED.

4654

0001294370 4666 / 213 REPLACE DAMAGED CEILING TILES  (2031) 4666RM0213
0001294372 4666 / 118 REPLACE DAMAGED CEILING TILES  (2031) 4666
0001294373 4666 / 233 REPLACE DAMAGED CEILING TILES  (2031) 4666RM0233
0001294374 4666 / 210 REPLACE DAMAGED CEILING TILES  (2031) 4666
0001281407 REPAIR ELECTICAL PANEL COVER 4663RMB0160
0001300879 SEPERATE ELECTRIC LOCK FROM ELECTRIC DOCK LEVELER ON THE 

SAME CIRCUIT, AT DOCK 1
4631

0001287496 SOUTH SIDE DISCONNECT FOR BOWER #2-BLOWER #2-PROVIDE 
REQUIRED INFORMATION ON THE TAG-

4760SOUTH

0001287497 -BLOWER EF-2-PROVIDE APPROVED LOCK(S) AND/OR TAG(S) - ANNOTATE 
TAG-

4760RM0105A

0001294397 UNSTOP 2ND SINK 4491RM0121
0001297983 REPAIR REPLACE BULB/BALLAST 4619RM0217
0001294190 PATCH AND SEAL STEAM VENT PIPE NORTHWEST 4618
0001297969 SPRAY FOR BLACK WIDOW SPIDERS - MAIN ENTRANCE. 4727
0001294445 4553 / 105 NORTH WALL-4553-CHLR-0001-PROVIDE APPROVED LOCK(S) 

AND/OR TAG(S) - ANNOTATE TAG-
4553RM0105

0001294481 SEWER GAS SMELL 4663RMB0169A
0001294515 REROUTE DRAIN FROM REIIEF VALVE TO FLOOR DRAIN IN RM E-1 4663RMB0010
0001294518 REPAIR FLUSH VALVE ON URNIAL IN RM 101 4609RM0101
0001294502 DOOR HANDLE LOOSE GOING INTO 5201 SUITE. 4600RM5201
0001300869 MODIFY CEILING FOR  4711RMW0115C
0001294223 REPAIR  DOOR CLOSURE ON SOUTH DOOR ENTRANCE 4566SOUTH
0001287479 4200 / 508 THE ELECTRIC PLATE BEHIND LAURA DONEGAN`S DESK IS 

PROTUDING.
4200RM0508
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0001278282 REPAIR LIGHTS IN WEST STAIRS FROM 1ST. FLOOR TO BASEMENT. 4201FLR01
0001281301 UNSHIELDED/EXPOSED FLUORESCET LIGHT FIXTURE IN 111 CORRIDOR. 4583RM0111
0001291093 EAST ELEVATOR IS INOPERABLE 4755EAST
0001281510 PROTECTIVE AREA TUNNEL--REPAIR/REPLACE INOPERATIVE 

EMERGENCY LIGHTS-
4566RM0111

0001287198 REPAIR/ REPLACE INOPERABLE EMERGENCY LIGHT 4561RM0111
0001287443 NORTH WALL--INSTALL MISSING EMERGENCY LIGHT(S)- 4561RM0104
0001294288 SPRAY FOR TERMITES 4612RM1202
0001307742 REPATCH BROKEN SIDEWALK WESTEND (  4650WEST
0001294145 REPAIR A-WING FRIEGHT ELEVATOR, MAKING NOISE BETWEEN 

BASEMENT AND 2ND FLOOR
4663A-ELEV0001

0001291147 INSIDE THE FENCE BY THE   SHOP, NEED THE TRASH 
CLEANED UP.

4650

0001287338 CLEAN DEBRIS AND LEAVES OFF ROOF AREAS. 4207-ROOF0001
0001274584 4207 / 107A NEED ELECTRICAL SUPPORT FOR 4207 REHABILITATION COF 

PROJECT. PLEASE IDENTIFY POWER SOURCE FEEDING POWER PANEL 
"BR" MAXIMO PNL0043 IN ROOM 115. REPORT FINDINGS TO W.   
AT 544-4017.

4207RM0107A

0001294138 CHECK BACKED UP DRAINS (   NOTIFIED) 4708RM0138
0001274606 REPLACE BALLAST/ (FLICKERING LIGHTS) MUST COME TO ROOM B106 

TO GAIN ENTRANCE
4487RMB0105

0001274811 INSULATE PIPE INSIDE HEAT VENTS IN ALLEYWAY (PULLAM) 4619
0001287236 4549 REPAIR LIGHTS IN ROOM ON SOUTHSIDE OF BLDG OUTSIDE 4549RM0111
0001307775 SPRAY FOR FLIES IN FRONT ENTRANCE GALLERY LADIES ROOM 4205
0001294186 UNSTOP SINK OUTSIDE OF RM 116 4249FLR01
0001294228 UNSTOP WATER FOUNTAIN ON WEST END OF HIBAY 4483
0001281476 ROLL-UP DOOR WILL NOT CLOSE. DINN NOTIFIED 4619
0001294187 INSTALL PLUG IN VALVE ON CHEMICAL FEED TANK IN E-1 4610RMB0101
0001267528 NEED WORK ORDER TO PAINT E9 EQPT. ROOMDOORS NO.104A NORTH 

OUTSIDE.
4612RM0104A

0001267521 NEED WORK ORDER TO PAINT E2 EQPT. ROOMDOORS NO. 1300 NORTH 
WEST OUTSIDE.

4612RM1300

0001287562 THE ELECTRIC LIGHT SWITCH HAS BARE WIRES JUST INSIDE THE 
SWITCH THAN CAN BE TOUCHED ACCIDENTALLY WHEN TURNING ON 
THE LIGHTS.

4485RM0122

0001287564 REPAIR  LIGHT  ROOM  117 4492RM0117
0001291128 INVESTIGATE WATER UNDER DESK 4728RM0103
0001294229 4250 / 71 COMMODE OUT OF ORDER. 4250RM0071
0001294240 REPAIR LEAKING STEAM LINE (   NOTIFIED) 4707RMT0106
0001287557 REPAIR STOPS ON LAVATORY (  4708RM0211
0001294153 REMOVE WASP NEST AND SPRAY FOR WASPS AT DUMPSTER 4491
0001294160 4629 / ENTRANCE NEED PEST CONTROL SERVICES, BITING INSECTS AT 

FRONT ENTRANCE OF BUILDING.
4629

0001307792 REPLACED STAINED AND BROKEN CEILING TILES 4203RMB0102
0001307793 REPLACE STAINED CEILING TILES IN HALLWAY 4203RMB0301
0001307808 DEFECTIVE DOOR AT RM 24 4628FLR01
0001307794 REPAIR/ REPLACE STAINED CARPET 4203RMB0103
0001304221 4718 / E-1 REMOVE PLASTIC SHEETING FROM EQUIPMENT ROOM . LEAK 

HAS BEEN REPAIRED. 2333
4718RM0100

0001307686 CLEAN DEBRI AROUND FLOOR DRAINS IN ENTRANCE OF ROOMS E1, E2 
AND E3

4708

0001309323 REPAIR CEILING LEAK (   NOTIFIED) 4755RM0101

Page 309 of 330

(b)(4)

(b)(4)

(b)(4)

(b)(4)

(b)(4)

(b)(4)

(b)(4)

(b)(4)



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001281281 INCREASE HANDRAIL HEIGHT, SIXTH LEVEL, S.W. CORNER 4619RM0145
0001307833 4203 / 6400 REPLACE DAMAGED CEILING TILES IN HALLWAY BY RM. 6400 

(2031)
4203RM6400

0001307832 4707 / E-2 RESTORE CHILL WATER FLOW THROUGH COIL (2023) 4707RM0138D
0001294402 INSTALL EMERGENCY LIGHT 4583RM0119
0001287596 4200 ROOM 354 REPLACE TWO CEILING TILES 2 BY 2'S 4200RM0354
0001287523 ADJUST TEMP ON  STEAM HEATERS, TOO HOT 4619RM0155
0001281605 REPAIR INLINE HOT WATER HEATER (NO HOT WATER TO LADIES RR) 4650EAST
0001281465 4250 RM 29   SINK LEAKING MR   NOTIFIED 4250RM0029
0001287584 FILL IN RUTS NEXT TO TRAILOR 4571
0001274721 REPAIR REPLACE BULB/BALLAST IN GALLERY 4205FLR01
0001274730 REPAIR/ REPLACE BULB/BALLAST NEAR THE I&R BADGING DESK 4312
0001287378 REPAIR REPLACE BULB/BALLAST 4244RM0110
0001281356 INVESTIGATE LOUD BANGING NOISE 4708RM0239
0001287352 POSSIBLE WATER LEAK IN FRONT OF RM 622. AK NOTIFIED 4202RM0622
0001294158 4755 / 403 CORDS FROM EQUIPMENT CREATING TRIPPING HAZARD(S) 4755RM0403
0001287555 REPLACE 3 DEFUSERS ON LIGHTS (  4610RM3098
0001287548 4755 / 236 PLEASE REPLACE BURNED OUT LIGHT BULBS IN 4755/236 4755RM0236
0001287500 REPAIR/ REPLACE BULB/ BALLAST 4610RM4021
0001291150 REPAIR COUNTER TOP EDGE 4663RMC0100
0001274821 PROVIDE SUPER SUCKER SUPPORT TO REMOVE WATER LAYER FROM 

ROLL OFF BOXES
4640

0001284454 REPAIR SUMP PUMP (PUTTING OFF A LOT OF GAS FUMES) (   
NOTIFIED)

4663RMB0169

0001287229 CHECK, REPAIR BANGING NOISE IN N.E. CORNER OF RM 4619RM0145
0001287261 REPAIR LEAKING FAUCET IN ROOM 117 4674RM0117
0001291126 REPAIR ICE MACHINE, OUT BACK IN OPERATION  FOR THE  4609
0001294234 REPLACE WATER FOUNTAIN ON THE OUTSIDE OF BLDG. (  4609

0001294367 4487 / 247 REPLACE DAMAGED CEILING TILES  (2031) 4487
0001281505 REPAIR ELEVATOR, USERS STUCK ON ELEVATOR ( NOTIFIED  4550-ELEV0001
0001281546 REPLACE FLUORESCENT LIGHT BULB IN LIGHT FIXTURE OF CUBICLE 

BIN.
4727RM0115-14

0001281612 REPLACE BALLAST (  4708RM1108
0001281613 REPLACE BALLAST (  4708RM1123B
0001287250 4200 / 9TH FLR. BLDG. 4200 9TH FLOOR ELEVATOR LOBBY THE DOWN 

ARROW ON ELEVATOR #2 DOES NOT LIGHT.
4200-ELEV0002

0001294393 PUMP OUT WATER PIT (NORTH END) 4524
0001287254 REPAIR LEAKING FIRE X DRAIN IN WEST HIBAY 4555
0001287582 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0348A
0001294267 ADJUST CLOSER ON EAST ENTRANCE 4600EAST
0001294351 REPAIR/ADJUST DOOR CLOSER 4663RMC0103
0001294260 REPAIR CEILING LEAK AT NORTH DOOR/ NORTH BAY FRONT ENTRANCE 

(   NOTIFIED)
4707NORTH

0001287873 INVESTIGATE WATER COMING UP FROM UNDERNEATH FLOOR 4200RMG0003
0001294258 UNSTOP COMMODE (  4203RM3006A
0001294310 NO HOT WATER ON THE 9TH FLR AREA 4200FLR09
0001301160 SPRAY FOR WASPS BEHIND AND UNDER BLEACHERS  LOCATED NORTH 

OF BLDG 4566 BEHIND TWO TANKS ON THE HILL( FOR EVENT ON 5/04/06) 4566

0001300947 REPAIR ROLL UP DOOR #23 , STUCK OPEN 4483
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0001301097 4619 /  NEED WORK ORDER TO REMOVE METAL PERTRUDING FROM 

CONCRETE PAD SOUTH SIDEIN ALLEY.
4619SOUTH

0001284497 REPAIR/ REPLACE BULBS/ BALLAST (ESPECIALLY BALLAST) 4201RM0600
0001287436 REPAIR GUTTER SECTION BLOWN OFF BY THIS WEEKEND STORM. OVER 

DOORS AT BC143D.  2325
4487RMBC0143D

0001287442 SOUTH WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4561RM0101
0001300950 INVESTIGATE ELECTRICAL SMELL 4494RM0013
0001287464 REATTACH WALL TRIM 4244RM0112
0001297984 REPAIR REPLACE DAMAGED CEILING TILES IN 216 & 218 4619FLR02
0001281271 REPLACE HOOKS ON FLAG POLES. 4663
0001300204 SPRAY FOR BEES ON THE BENCH ON THE S.W. SIDE OF BLDG. ( SMOKING 

AREA)
4481

0001294411 MENS ROOM REPAIR LEAKY FAUCET MIDDLE SINK 4201RM0617
0001297945 REMOVE TOMBSTONE AND POWER ENTRY WHIP 4200RM0610
0001287429 REPLACE WET CEILING TILES 4200RM0914A
0001294516 REPLACE WASHER ON HOT WATER SIDE IN RM 154 4570RM0154
0001294520 RESTORE WATER TO SHEW0001 4542-SHEW0001
0001294521 UNSTOP WEST END SINK IN WOMENS RM 105 4570RM0105
0001281380 REPAIR COMMODE, WON'T FLUSH 4650RM0030
0001291097 INVESTIGATE ELECTRICAL PROBLEM INVOLVING WIRES IN TRAY WITH 

WIDE OPENING (   NOTIFIED)
4205RM0105B

0001281302 EMERGENCY LIGHT IN RM 180 (OVER DOOR LEADING TO RM 180A) IS 
NON-FUNCTIONAL

4583RM0180A

0001294181 4485 / 123 SEE WORK ORDER 0001287542....NEED THEM TO COME BACK 
AND TURN LIGHTS OFF IN THE CUBE NEXT TO KAYE PETTUS.  SHE 
WANTS MAYBE TWO LIGHTS ON OVER HER DESK AND THE CUBE NEXT 
TO HER.

4485RM0123

0001287414 REVERSE LOCKSET AND DRILL HOLE FOR CYLINDER 4201RM0448A
0001294129 REPLACE  DAMAGED CEILING TILES (CROUCH) 4732RM0218
0001294239 ADJUST DOOR, NOT SECURING (   AWARE0 4629FLR01
0001274673 REPAIR STEAM HEATER LEAKING STEAM AND WATER (   

NOTIFIED)
4676

0001274690 REPAIR LEAKING PIPE (   NOTIFIED) 4619RM0114
0001294388 REPAIR DOOR CLOSER ON WEST END OF B-WING, 1ST FLOOR ( T. ZILLS 

FAMILIAR)
4663FLR01-B

0001274781 REPAIR/ REPLACE BULBS/BALLASTS IN ROOMS 1, 3, AND 5 4472FLR01
0001287631 REPLACE STARTER SOLENOID ON GEN0005 4663-GEN0005
0001274799 REPLACE BALLAST 4202RM0504A
0001281390 REPLACE LIGHT BULBS OVER FURNITURE IN ROOMS 3106, 3103, 3112. 4203FLR03
0001281629 REPAIR LOOSE CONTROL PANEL ON ACMP0002 4200-ACMP0002
0001281649 REPLACE   STAINED LIGHT BULB IN FIXTURE 4202RM0607
0001274784 ELEVATORS ON THE WEST SIDE NEED TO BE PUT INTO SERVICE AT 6:00 

P.M. PER JESSIE STUTTS
4200FLR09

0001294198 REPAIR EXIT LIGHT OVER DOOR IN E-2 4666RM0263
0001294199 REPAIR LIGHTS IN E-2 4666RM0263
0001294200 REPAIR EXIT LIGHT OVER DOOR IN E-4 4666RM0108
0001294202 REPAIR LIGHT IN E4 4666RM0108
0001284469 REPLACE LIGHT BULBSIN E11 EQPT. ROOM NO. A301 PENTHOUSE. 4663RMA0301
0001284452 4487 / A234M A COMMODE IN BUILDING 4487, ROOM A234M WILL NOT 

SHUT OFF AFTER FLUSHING.
4487RMA0234M

0001301230 REPAIR ASTROTURF O.S. OF MIDDLE EAST DOOR (SEE USER FOR 
LOCATION)

4249
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0001294429 4201 /  JANITORS CLOSET 213 LEAKING FAUCET ON SINK (  4201RM0213
0001294435 4202 /  MENS RM 534 URINAL LEAKING AT SPUD (  4202RM0534
0001294437 4202 /  MENS RM 429 MIDDLE SINK DRAINS SLOW (  4202RM0429
0001301130 REPAIR LEAKING HANDLE ON URINAL 4765RM0106
0001301134 TIGHTEN PACKING ON LEAKING FAUCET 4481RM0351A
0001301149 UNSTOP LAST COMMODE 4201RM0623
0001300935 CLEAN DRAIN BY N.E. DOOR 4241
0001300936 PUMP OUT OPEN PIT (   NOTIFIED) 4611
0001291130 DISPOSE OF SCRAP METAL IN S.E. PARKING LOT 4656
0001301126 REPLACE DAMAGED AND MISSING CEILING TILES 4650RM0027
0001301002 4718 RM E-1 HAS ROOF WATER LEAKING INTO MOTOR CONTROL CENTER. 

K.   NOTIFIED.
4718RM0115

0001281506 REPAIR REPLACE BULB/BALLAST IN STAIRWELL OUTSIDE RM A109B 4663FLR01
0001281537 ADJUST DOORS ON ELEV0004, CLOSING TOO FAST 4203-ELEV0004
0001300981 RESET TRIPPED BREAKER 4727RM0108
0001300983 NO POWER TO ROOM 4727RM0108
0001300991 4481 /  REPAIR LEAK ON SINK IN ROOM 377 (  4481RM0377
0001300992 4755 /  REPAIR OR REPLACE VALVE ON WATER LINE IN E-1 (  4755RM0119
0001294119 REPAIR CEILING LEAK (POC   AT 544-5226 (   

NOTIFIED)
4732RM0218

0001294185 FLUSH ALL POTABLE WATER LINES 4200
0001294224 REPAIR LEAKING FLUSH VALVE ON COMMODE AND IT IS CONTINUOSLY 

RUNNING IN THE 2ND STALL (   AWARE)
4200RM0817

0001284424 CHECK OPERATION OF ALL ELEVATORS ( USER WAS STUCK ) 4200
0001294218 REMOVE ELECTRICAL HEATER FROM WALL (   AWARE) 4348RM0101

0001287590 4650 / 15 DRESS OF GRINDING WHEELS ON SHOP GRINDER SHEET METAL 
SHOP. 2321

4650RM0015

0001294308 REMOVE DEAD BIRD FROM THE EAST END OF BLDG. BETWEEN A & B 
WINGS (   AWARE)

4487

0001287625 REPAIR NOISY SUMP PUMP ON THE EAST SIDE OF THE SOUTH EAST 
TOWER LEG (   AWARE)

4670EAST

0001267385 REPLACE LIGHT IN ELEVATOR LOBBY 4201FLR02
0001259971 4732 / E-1 --PROVIDE A READILY ACCESSIBLE MEANS OF OPERATING THE 

BUSWAY MOUNTED CIRCUIT BREAKERS/ISOLATING SWITCHES OR 
DESIGNATE AND MARK LOCATION FOR HOOK STICKS-BUS DUCT 
DISCONNECT HOOK MISSING FROM AREA.

4732RM0126A

0001259972 4732 / 126 --PROVIDE A READILY ACCESSIBLE MEANS OF OPERATING THE 
BUSWAY MOUNTED CIRCUIT BREAKERS/ISOLATING SWITCHES OR 
DESIGNATE AND MARK LOCATION FOR HOOK STICKS-ISOLATING 
SWITCH DISCONNECT POLE MISSSING

4732RM0126

0001267613 REPAIR HANDICAPPED ELEVATOR (INOPERABLE) 4663
0001271575 TURN ON ELEVATOR 4670
0001274820 REPAIR REPLACE BULB/BALLAST IN THE CENTER OF RM 4663RMC0212
0001281562 REPAIR REPLACE BULB/BALLAST 4707RMT0112
0001281634 4708 / 132-9 PLEASE REMOVE LIGHT BULBS FOR SHASHAWNEE FREEMAN 

IN ROOM 132-9
4708RM0132

0001287508 REPLACE PHOTO CELL ON PORCH AT EAST ENTRANCE (  4610EAST
0001287228 REPAIR STEAM HEATER OUTSIDE OF RM 151 IN HALLWAY 4619FLR01
0001287490 REPAIR LEAK ON VALVE ON STEAM STATION IN E-2 4656RM0118
0001283615 REPLACE WINDOW SILL, DAMAGED BY TERMITES 4723RM0101A
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0001281641 PERFORM GENERAL CLEAN UP OF ELECTRICAL WIRES, ETC, AND 

VACUUM (   FAMILIAR)
4485RM0114

0001267434 4493-ROOF0002 /  REPLACE STAINED CEILING TILES IN RM`S 135 A, AND 
135 B. (   

4493-ROOF0002

0001274722 4487 / BC140 REPAIR KEY LOCK.  TUMBLER IS LOOSE AND TURNS IN 
FIXTURE.

4487RMBC0140

0001281706 4760 /  REPAIR OR MODIFY PLATFORM AND RAILING SO THAT IT IS SAFE 
TO PULL MATERIAL UP TO HV0010 AT THE S.W. CORNER OF PAINTBOOTH. 
(   

4760

0001284408 HALL BETWEEN ROOMS 617 AND 618--REMOVE/REPAIR 
TRIPPING/SLIPPING HAZARD-CARPET TILE LIFTING CAUSING A TRIPPING 
HAZARD

4202FLR06

0001284413 REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET BUCKLED, NEEDS 
STRETCHING

4202RM0223A

0001284416 HALLWAY--REMOVE LOOSE CEILING TILE.  POST SIGNS WARNING 
PERSONNEL OF FALLING HAZARDS. -

4202RM0520

0001294242 4205 /  REPLACE OUT OF DATE SOLUTION FOR EYE STATION IN RM 109 
(   

4205RM0109

0001287608 NO HOTWATER IN BRADLEY BASIN IN RM 16 4650RM0016
0001287611 SEWER ODOR IN RM 133 4650RM0133
0001287351 REPAIR ROOF LEAK 4663RMB0204
0001281394 REPAIR BASE FLASHING ON LOWER ROOF . 4754-ROOF0001
0001284459 REPAIR EXHAUST FAN #1 4708RMB0001C
0001281395 SEAL SCREWS THAT ARE STRIPED OUT ,ON BOTH ROOFS . 4754-ROOF0001
0001287516 4203 / ROOF REPAIR WIND DAMAGE TO ROOF. 2325 4203ROOF
0001274607 4241 /  REPAIR ALL LEAKS AND REPLACE WET SHEETROCK. RM. 123 4241RM0123
0001284450 4201 /  HALL NEAR ROOM 433--REMOVE/REPAIR TRIPPING/SLIPPING 

HAZARD-CARPET IS BUCKLED CAUSING A TRIPPING HAZARD
4201FLR04

0001284475 OUTSIDE DOOR LEADING TO THE ROOF FROM ROOM 200 NEEDS TO HAVE 
THE DOOR KNOB REPAIRED OR REPLACED.

4570RM0200

0001287333 REPAIR REPLACE DOOR HANDLE ON DOOR TO BWING LOADING DOCK ( B-
1S3)

4487

0001289383 REPAIR INDENTION IN THE CARPET IN FRONT OF THE WATER FOUNTAIN, 
NORTH OF RM 523 , TRIPPING HAZZARD

4200FLR05

0001281590 REPAIR WATER FOUNTAIN LEAKING ON CARPET NEAR ROOM 305 
(    (NOTIFIED   

4755FLR03

0001287323 REPAIR OVERHEAD LEAK (   AWARE) 4708RMB0027
0001287518 4708 /  REPLACE LEAKING POP OFF VALVE. B1C.   E-7. 4708RMB0001C
0001287430 REPAIR DOOR STUCK ON STALL 4202RM0535A
0001287552 REPAIR CHEMICAL PUMP 4640
0001300904 4200 / 107 CAN YOU PLEASE COME TO SPRAY FOR GNATS? THEY ARE 

PRETTY BAD. THANK YOU!
4200RM0107

0001267317 PAINT PERSONNEL DOOR 4619RM0166B
0001267634 PAINT PLATFORM UNDER ICE MACHINE IN BREAK AREA (   

  AWARE
4623FLR01

0001267648 4629 / 112 APPLY YELLOW-BLACK CAUTION TAPE TO FLOOR AROUND 
NEW 11`X22` DATA TAPE STRORAGE AREA IN SEVERE WEATHER 
PROTECTIVE SHELTER. SEE W.   PRIOR TO PERFORMING 
TASK.

4629RM0112

0001267641 RELOCATE BOOK SHELF 4200RM0120
0001281682 REPAIR REPLACE BULBS BALLAST OVER FURNATURE, ROOM 1211 AND 

1212
4203RM1211
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001287370 WATER CLEAN UP IN HIBAY , SOUTH END (   (   AWARE) 4705SOUTH

0001274684 MENS RM. REPAIR ELECTRICAL SWITCH FOR FAN IN MEN`S RESTROOM 4609RM0101
0001281549 FAN RM. 6 /  REPAIR LIGHTS IN OVERHEAD ROOM NO. 6 4760
0001281551 FAN RM. 8 /  REPAIR LIGHTS IN OVERHEAD FAN ROOM NO.8 4760
0001281552 FAN RM. 1 /  REPAIR LIGHTS IN OVERHEAD FAN ROOM NO.1 4760
0001287525 REPAIR REPLACE BULB/BALLAST ( LIGHT FLICKERING) 4708RM1202
0001287203 PERFORM CLEANUP (  4650RM0018
0001287393 CLEAN UP GLASS IN THE GRASS AT THE S.W. SIDE OF TOWER 4476
0001271565 REPAIR/ REPLACE LIGHT COVER/ (WON'T OPEN) 4200RM0425
0001278240 REPLACE BALLAST NEAR RM 420A 4200FLR04
0001281742 TIGHTEN COMMODE SEAT ON 1ST COMMODE 4471RMA0112
0001287376 CHECK ABOVE THE CEILING FOR LOOSE INSULATION 4200FLR09
0001281709 4481 RM 0101A /  REPLACE CEILING TILES 4481RM0101A
0001281684 REPLACE THE HANDLE WITH THE JAGGED EDGE ON THE STORAGE 

CLOSET - LOSING TOO MUCH BLOOD
4732RM0201

0001271563 REPAIR REPLACE BULB/BALLAST, USE HIGHEST WATTAGE POSSIBLE TO 
INCREASE LIGHTING

7205

0001281275 REPAIR REPLACE BULB/BALLAST OVER PARTITION 4610RM3098
0001284493 CHECK POWER TO STOVE (   AWARE) 4663RMA0101
0001287868 3RD FLOO REPLACE 1000 WATT BALLAST 2E 4619
0001256846 4632 / OUTSIDE WEST SIDE OF TANK AT 4636--INSTALL OR UPGRADE 

SECONDARY CONTAINMENT TO MEET REGULATIONS (25 YEAR, 24 HOUR 
FLOOD EVENT)-EED2006POL004 CRACK IN LINER ON WEST SIDE OF 
ABOVEGROUND STORAGE TANK. .

4632

0001284448 4612-WATER-LEAK  WATER LEAK REPORTED AT 4612 IN HALLWAY NEAR 
RM 1318.    NOTIFIED.

4612FLR01

0001284439 PRESSURE RELIEF CERTIFY AIR COMPRESSER VALVE 4475RM0124
0001287322 4663 / E-1 --ORGANIZE/MAINTAIN WORK AREA TO ELIMINATE POTENTIAL 

FIRE HAZARD-INSULATATORS NEED TO CLEAN UP MESS AND KEEP IT 
PICKED UP

4663RMB0010

0001291085 CLEAN MOLD FROM WALL 4203RM3417
0001267292 REPLACE GRATING IN EXHAUST FAN PIT 4760SOUTH
0001280477 REPAIR/REPLACE LADDER IN STEAM PIT ON THE NORTH SIDE ( 

  
4660NORTH

0001259634 CHECK STOVE EYE 4494RM0014
0001267493 4570 /  REPLACE LIGHT BULB B52 (  4570RMB0052
0001274601 REPLACE BALLAST IN HALLWAY NEAR ROOM 114 4312
0001287568 UNSTOP SINK 4203RM6006A
0001281532 REPLACE MISSING CEILING TILES AT ENTRANCE TO CWING,  N.E. SIDE 4487FLR01-C
0001281630 4718 /  STAIRWAY NEAR 200, GOING UP TO 300--REMOVE/REPAIR 

TRIPPING/SLIPPING HAZARD-
4718

0001284451 4201 / 600A --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET 
CAUSING A TRIPPING HAZARD,  EAST WALL

4201RM0600A

0001260203 4571 / OUTSIDE PLEASE APPLY ROOFING COATING (WHITE ELASTOMER 
SIMILAR TO THE ROOF OF 4572) ON UPPER HALF OF EXTERIOR OF 
CONTAINER HOUSING THE BALLISTIC GUNS.  A SEPARATE W/O HAS 
BEEN SUBMITTED FOR PRESSURE WASHING PRIOR TO COATING.

4571

0001284923 REPAIR LEAKING FLUSH VALVE IN 3RD STALL, 1ST ROW AND IN 2ND 
STALL, 2ND ROW

4705RMA0115

0001267591 CHECK ELEVATOR (  4600-ELEV0001
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001284410 SOUTH WEST SIDE NEAR STAIRS--CLEAN UP WATER ON FLOOR AND 

TAKE MEASURES TO PREVENT FUTURE LEAKAGE-
4202RMB0100

0001281450 4487 / A WING POC:    @ 4-9476.  IN A-WING BASEMENT 
DRILL TWO (2) 2-INCH HOLES IN CONCRETE THROUGH TO THE OUTSIDE.

4487-AWING

0001281745 SPRAY FOR ROACHES (PREFERABLY ON A FRIDAY) IN ROOMS 730J AND 
732

4200FLR07

0001274677 REPAIR EMERGENCY LIGHTS IN N.E. STAIRWELL LEADING TO BASEMENT 
(   

4619

0001281279 REPAIR LIGHT SWITCH 4619RM0204
0001281535 RESTORE POWER TO PNL'S 1 & 5 (  4703
0001287384 INOPERABLE ELEVATOR 4718
0001287389 LOST POWER (   AWARE) 4702RM0108
0001281524 REPAIR STEAM LEAK ON HIGH PRESSURE LINE ( NOTIFIED  4493RM0109
0001136497 REPAIR CEILING LEAK LEAKING ON XRAY BOOTH (   NOTIFIED) 4708RM0180

0001147918 CHECK BLUE DYE IN FLOOR COMING FROM STEAM PIPE 4708RM0180
0001281492 REPAIR REPLACE BULB/BALLAST IN RM 155 & IN HALL NEAR 155A 4471FLR01
0001287227 REPAIR REPLACE BULB/BALLAST OVER TABLE 4471RMA0102E
0001267399 REPAIR/ REPLACE DOLLIES 4650
0001287212 4708 / 221 PLEASE REPAIR LEAK IN CEILING (   NOTIFIED) 4708RM0221
0001287213 4748 / 0 WATER LEAKING FROM PIPE AND POSSIBLY FROM WALL ON 

SOUTH SIDE OF TENNIS FACILITY (   NOTIFIED)
4748

0001267435 4493-ROOF0002 /  REPLACE STAINED CEILING TILES AT MAIN ENTRANCE 
ROOM 134. (   

4493-ROOF0002

0001274623 REPLACE BULBS O.S. ROOMS 1001 AND 1037 4610FLR01
0001281534 REPAIR INCANDECENT LIGHTS ON THE SOUTH EAST (  4703
0001287427 UNSTOP WATER FOUNTAIN, DRAINING SLOW 4244FLR01
0001267380 REPAIR INSULATION AROUND PIPES AND VALVES O.S./ WEST SIDE 

(CONTACT   AT 544-3669)
4607WEST

0001274744 4619 /  NEED WORK ORDER TO REPAIR OVERHEADLEAK IN E6 EQPT. 
ROOM NO. 222 NORTH SIDEROOF.  NORTH WALL.

4619RM0222

0001287262 UNSTOP FLOOR DRAIN IN E1 4583RM0183
0001287366 REPAIR VALVE ON 4640-EW0001 HANDLE, AS WELL AS EYEWASH DRAIN. 4640-EW0001

0001287387 REPLACE STEAM GAUGE (  4650RM0019N
0001287399 REPAIR LEAKING STEAM VALVE (  4650RM0019N
0001278283 REPAIR MISSING LIGHT COVER. 4201RM0430B
0001281310 4493 / 111-A EMERGENCY LIGHT ON WALL IS BLINKING RED AND IS 

PERIODICALLY BEEPING.
4493RM0111A

0001281647 REPLACE STAINED CEILING TILES AT THE BOTTOM OF THE EAST END 
STAIRS TO BASEMENT

4202BSMT

0001256927 REPAIR LIGHTS GOING TO BASEMENT ON THE WEST END OF BLDG.( 
  

4312WEST

0001267364 REPLACE BALLAST 4531RM0100
0001287371 REPAIR/ADJUST EAST END DOOR 4200GROUND
0001287428 REPAIR, REPLACE BULB/BALLAST, FLICKERING 4492RM0106
0001274611 4607  / WEST HIGH BAY DOOR IS STUCK OPEN.  NEED TO HAVE IT 

REPAIRED ASAP TO ALLOW BUILDING TO SECURED AT END OF THE DAY. 4607WEST

0001287303 SPRAY FOR TICKS 4681
0001281269 REMOVE AND REPLACE BROKEN "USE HANDRAIL" SIGN ON EAST SIDE 

STEPS.
4471EAST
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001284449 4201 / 618 --REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET IS 

BUCKLED CAUSING A TRIPPING HAZARD
4201RM0618

0001267478 COLD ROOM NEEDS LIGHTS REPLACED ABOUT CEILING GRID. NOTE THIS 
IS A 4 C COLDROOM. LIGHTS MUST BE ALL WEATHER COLD START 
BULBS. OTHERWISE WILL NOT OPERATE IN THE COLD STORAGE ROOM .

4464RM0104

0001274709 REPLACE BALLAST IN ROOMS 414A AND 430C 4201FLR04
0001287536 REPLACE SCREENS ON EW0001 (  4640-EW0001
0001287569 REPAIR LEAKING  HOT WATER PUMP 4610RMB0101
0001287272 UNSTOP DRAIN ON EYEWASH AT RM B 128 4705RMB0128
0001287273 CLEAN CLOGGED SCREENS ON SH 0001 4715-SH0001
0001287321 4566 /  UNSTOP COMMODE IN RM 144 (  4566RM0144
0001267421 ROOM.180 ON THE SOUTH SIDE HVU0001 BETWEEN COLUMNS [V-W]  

OVERHEAD NEEDS THE SCRAP INSULATION CLEANED OFF BEFORE IT 
FALLS OFF.

4708-HV0001

0001267484 4353 ROOM 130 REPAIR LIGHTS 4353RM0130
0001271536 4494 / 6 -LTS0005-REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4494-LTS0005
0001271590 4205 /  ROOM 106, DOOR0007. THE CONDUIT CONNECTING THE INSIDE 

AND THE OUTSIDE SWITCHES IS LOOSE. SOMETIMES THERE IS A 
TEMPORARY DELAY WHEN THE BUTTONS ARE PUSHED. NEED TO CHECK 
THE CONNECTIONS INSIDE THE SWITCH BOX. (   

4205RM0106

0001284456 REPAIR / REPLACE LIGHTS IN NORTH HIBAY--CONTACT TEDDY DUTTON 
OR     FOR DETAILS

4755NORTH

0001263655 SOUTH WALL-SS0053-REPAIR/REPLACE DEFECTIVE ELECTRICAL 
DISCONNECT-UNUSED OPENING IN BOTTOM

4583SOUTH

0001267367 REPLACE BALLAST IN SECOND FLOOR HALLWAY NEAR ROOM A233 4487-AWING
0001267543 REPAIR REPLACE BULB/BALLAST 4471RM0155A
0001267544 REPAIR REPLACE BULB/BALLAST OUTSIDE OF RM E1 4471FLR01
0001271510 REPAIR REPLACE BALLAST IN RM'S 812G & 828C 4200FLR08
0001281728 ADJUST OUTER DOOR, NOT OPENING  PROPERLY (   AWARE) 4200EAST
0001281741 REPAIR REPLACE BULB/BALLAST 4471RM0178A
0001267483 REPAIR ROOF LEAK 4207RM0111
0001267592 REPAIR LEAK ABOVE DOOR/ SOUTH ENTRANCE 4600SOUTH
0001287232 REPAIR DOOR ON MATERIALS CABINET IN SHOP AREA 4703
0001281536 PERFORM GENERAL CLEAN UP 4471RM0176
0001274727 4707 /  SEAL AROUND DRAIN -NORTH SIDE (  4707NORTH
0001274728 4705 /  SEAL AROUND PVC PIPE-NORTHWEST (  4705
0001281611 SPRAY FOR WASPS OVER DOORS AT THE EAST, WEST AND SOUTH 

ENTRANCES OF CAFETERIA (USER IS ALLERGIC TO WASPS AND WOULD 
PREFER TO SPRAY AFTER HOURS)

4610

0001281598 4619 /  REPAIR LEAKING URINAL ROOM 162 (  4619RM0162
0001274852 OUTSIDE PROVIDE ADDITIONAL SUPPORT BRACKET(S) FOR 

SAFETY/SHOWER EYEWASH STATION.
4675

0001287379 REPLACE CEILING GRID 4200RM0932A
0001284471  MORRIS ROAD /  SAW CUT ASPHALT  TO REPAIR HOLES IN ROAD MSFC
0001281449 REPLACE SCREEN ON WINDOW 4494RM0010
0001260240 SOUTH WALL-MCC0002-LABEL CIRCUIT TO INDICATE IT`S FUNCTION- 4670RMB0100
0001300857 DOME PROVIDE EXTERMINATION SERVICE (SPIDER/WASP INFESTATION) 

INSIDE THE TELESCOPE DOME LOCATED SOUTH OF BUILDING 4487 ROOM 
A111.  CONTACT   AT 4-1692 AT LEAST 3 DAYS PRIOR TO 
ARRANGE ACCESS.

4487

0001278274 4663 E-1 REPAIR HAND RAIL AT FOOT OF STEPS (CONCRETE) 4663
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001294458 SPRAY FOR ANTS AND A TICK, ROOMS 111 C&D 4202RM0111
0001287318 4663 / E-1 --CLEAN UP WATER ON FLOOR AND TAKE MEASURES TO 

PREVENT FUTURE LEAKAGE-WATER IS DISCHARGED ON THE FLOOR 
WHEN THE POTABLE WATER CHECK VALVE/RELIEF VALVE ACTIVATES. 
PIPE RELIEVED WATER TO A PROPER DRAIN.

4663RMB0010

0001294225 REPAIR LEAKING STEAM VALVE (  4612RM0023
0001294394 UNSTOP MIDDLE SINK AND CHECK HOT WATER 4570RM0105
0001287280 LADIES RM 4001A FLUSH VALVE LEAKING ON 2ND COMMODE 4203RM4001A
0001287283 COFFEE AREA 2434 SINK TRAP LEAKING 4203RM2434
0001287285 JANITORS CLOSET RM 305 SINK DRAINS SLOW 4203RM3005
0001287288 LADIES RM 624A 2ND COMMODE STOPPED 4202RM0624A
0001287289 MENS RM 623 FLUSH VALVE LEAKING ON 1ST URINAL 4202RM0623
0001287293 LADIES RM 1ST COMMODE SEAT LOOSE 4202RM0113A
0001287296 JANITORS CLOSET B114 SINK LEAKING AT PO 4202RMB0114
0001287329 REPAIR LEAK ABOVE DOOR/ DRIPPING ON TO FLOOR (   

NOTIFIED)
4244RM0101

0001260204 4571 / OUTSIDE PLEASE PRESSURE WASH ENTIRE EXTERIOR SURFACE OF 
SHIPPING CONTAINER NOW HOUSING THE BALLISTIC GUNS AND 
EQUIPMENT.

4571

0001281674 REPAIR LATCH ON DOOR (NOT CATCHING) 4663RMA0109
0001267542 REPAIR REPLACE BULB/BALLAST 4471RM0155
0001281507 REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET IS ROLLED UP AT 

THE THRESHOLD CAUSING TRIP HAZARD
4566RM0160

0001281511 REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET IS ROLLED UP AT 
THE THRESHOLD CAUSING TRIP HAZARD

4566RM0165C

0001281512 REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-CARPET IS ROLLED UP AT 
THE THRESHOLD CAUSING TRIP HAZARD

4566RM0165B

0001287341 CHECK OUT CONSTANT RUNNING AND OVERFLOW OF TOILET IN BWING 
MEN'S RM 2ND FLR (   

4487RMB0228M

0001287538 REINSTALL BASEBOARD 4619RM0141
0001287563 REPAIR, ADJUST MAGNET, BACK DOOR ON EAST SIDE OF BLDG. 4485 

DOES NOT WORK PROPERLY.  IT NO LONGERS REQUIRES A BADGE TO 
RELEASE THE DOOR.

4485RM0135

0001291073 REPAIR LEAKING STEAM VALVE IN E1 4493
0001267342 REPLACE MILDEWED CARPET 4494RM0020
0001254252 PRESSURE WASH AND PAINT OUTSIDE DOUBLE DOORS NEAR 149 4619RM0149
0001254246 PAINT AWNING OUTSIDE 160 4619RM0160
0001254305 PAINT DOOR JAMB 4650RM0031B
0001267428 REPAIR REPLACE BULB/BALLAST 4759RM0102
0001267458 REPAIR O.S. LIGHTS IN ALLEY 4705NORTH
0001057514 EMPTY TRAP T0236
0001050857 4670 /  UNSTOP DRAIN OUTSIDE ON NORTHWEST SIDE 4670NORTH
0001056257 UNSTOP FLOOR DRAIN 4653RM0025
0001057396 CHECK FOR WATER LEAK IN ROAD 4555EAST
0001044140 REPAIR CEILING LEAK (   NOTIFIED) 4471RM0191A
0001050632 4610 REPAIR ELECTRIC DOOR AT THE NORTH ENTRANCE.  DOORS ARE 

CONTINUALLY OPENING AND CLOSING PER  
4610

0001039048 REPLACE TWO STAINED CEILING TILES (ONE IN RM. 600 AND THE OTHER 
IN THE MAIL ROOM)

4201RM0600

0001038966 4207 / 121 INSTALL DAMAGED CEILING TILE THAT MATCH IN ROOM 121. 
2031

4207RM0121

0001064113 4656RM108 /  REPAIR LEAKING URINAL 4656RM0108

Page 317 of 330

(b)(4)

(b)(4)(b)(4)

(b)(4)

(b)(4)

(b)(4)

(b)(4)



TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001050555 REPAIR EAF0002 (2322) 4619-EAF0002
0001039148 REPAIR REPLACE BULB/BALLAST 4200RMG0009
0001043917 REPAIR REPLACE BULB/BALLAST AS NEEDED IN MAIN CORRIDOR 4205FLR01
0001050825 TIGHTEN COMMODE SEAT 4201RM0506
0001057483 THERE ARE LINE OF ANTS PRESENT IN THE OFFICE OF A102A BLDG 4705. 

THEY ARE ALL OVER THE DESK AND THE WALL COMING FROM THE 
WINDOW DOWN.

4705RMA0102A

0001050835 REPLACE LEAKING NIPPLE ON STRAINER.   AND   FAMILER . 4487RMA0001

0001057367 SPRAY FOR WASPS AT S.E. ENTRANCE DOOR 4241SOUTH
0001057413 NEED TO KILL THE ANTS.  ANTS ARE ON DESK AND FLOOR. 4610RM2048A
0001044180 REPAIR ALL LEAKS AT STEAM STATION AND CONDENSATE PIPING AND 

REINSULATE.
4708RMB0039

0001064099 REPAIR VENTILATOR IN MENS ROOM 4481RM0112
0001064505 NO LIGHTS 4203RM5154
0001039213 4202 WALKWAY EAST OF SOUTH ENTRANCE LIGHTS OUT   

CHECKING
4202

0001050470 RESTORE POWER TO COMPUTERS 4202RM0220
0001057759 4708B RM 151 DOOR OPEN IN ALARM   CHECKING TURNED OUT 

THEY FORGOT TO CALL
4708

0001057760 4755 FAS ALARM CALLED IN BY SECURITY   CHECKING 4755-FAS0001
0001039209 CARPET IN CONFERENCE ROOM NEEDS TO BE RE-STRETCHED 

ESPECIALLY AT THE ENTRY WAY.  WE WILL BE RECEIVING A NEW 
CONFERENCE TABLE AND CHAIRS IN EARLY AUGUST SO I WOULD LIKE 
TO COORDINATE THIS FIX TO OCCUR WHILE THE ROOM IS EMPTY. CALL 

 

4705RMA0206

0001057778 REPAIR BROKEN ARM ON CHARLIE 1 GATE IN THE EAST TEST AREA MSFC
0001057357 REPAIR REPLACE BULB/BALLAST ( CARD READER ACCESS) POC BILL 

MCMAHON 4-2802
4707RM0131B

0001057637 INOPERABLE ELEVATOR (  4550
0001044189 REPAIR HANDICAP LIFT NEAR C134 (  4487C-ELEV0001
0001039030 CHECK, REPAIR FAN MOTOR IN HIBAY 4251FLR01
0001044150 REPAIR/ REPLACE BALLAST--(BULBS HAVE ALREADY BEEN REPLACED 

ON WO 998261)
4200RMG0037

0001057354 REPLACE BALLASTS THROUGHOUT HALL 4476
0001057612 REPAIR FLOODLIGHTS ON GATE C-6. W.   NOTIFIED. MSFC
0001057627 NO POWER TO OVER HEAD LIGHTS/   AWARE 4203FLR03
0001057643 REPAIR REPLACE BULB/BALLAST 4200RM0720A
0001057489 REPAIR CEILING LEAK/ WATER ON FLOOR (   AND   

NOTIFEID)
4705RMC0107

0001050672 REPAIR DRAIN LINE T0298
0001057584 SPRAY FOR MOSQUITOES AND BUGS IN PICNIC AREA IN PICNIC PAVILION 

PREFERABLY BY 8/17/05
MSFC

0001043907 4653 / 12 REPLACE DAMAGED CEILING TILES (2031) 4653RM0012
0001050618 8023 /  REPAIR WOODEN BEAM ON AWING. 8023
0001064168 RECONNECT MARBLE SAW IN SHOP AREA 4650FLR01
0001057459 OUTSIDE DRAIN BACKED UP IN BLDG. 4570BSMT
0001064304 SPRAY FOR ANTS NEAR COKE MACHINE 4610RM3054
0001064315 SPRAY FOR ANTS IN ROOMS 136 AND 138 4707FLR01
0001064383 SPRAY FOR ANTS 4610RM1085B
0001064246 SPRAY FOR ANTS 4610RM5038
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001044179 SUPPORT PIPING FOR CONDENSATE PUMP SO THAT IT DOESN`T SHAKE. 4708RMB0039

0001044170 REPAIR/REPLACE LEAKING VALVE NEAR STEAM STATION. 4708RMB0030C
0001064083 REPAIR, REPLACE DOOR HANDLE ( HANDLE OFF, IF DOOR CLOSES USER 

CAN'T GET IN OR OUT)
4610RM4023

0001064258 4202 /  REMOVE EXCESSIVE WATER IN FLOOR OF SAFOOO1 & SAF0002 IN 
BASEMENT OF BUILDING OR E-1

4202

0001057429 4487 SE CORNER GATE E-1 WANT OPEN   CHECKING 4487
0001050549 4629 CHECK LIGHTS AROUND BLDG. BORDDEN CHECKING 4629
0001050633 PROVIDE SUPPORT FOR POWER OUTAGE IN 4400 AND 4700 AREA. 

T.   NOTIFIED.
MSFC

0001057552 REPLACE BALLAST 4203RM2004
0001064209 UNSTOP SINK (  4629RM0102
0001057603 SOUND OF RUNNING WATER IN RM 4015 4600
0001064076 UNSTOP FLOOR DRAIN (  4653RM0025
0001064078 REPAIR CONTINUOUSLY RUNNING URINAL (  4650RM0016
0001064138 REPLACE FILTERS 4646RM0105
0001064190 UNSTOP SINK IN FIRST FLOOR JANITORS CLOSET 4629FLR01
0001064238 REPAIR LEAK ON BRADLEY BASIN VALVE 4650RM0027
0001064239 REPAIR LEAK ON HOT WATER HEATER VALVE 4650RM0019N
0001064240 REPAIR LEAKING URINIAL 4650RM0016
0001064241 REPAIR LEAKING COMMODE 4561RMA0102
0001064243 REPAIR LEAKING WATER COOLER, NEAR C205 4663RMC0205
0001050886 REPLACE BULB AT TOP OF STAIRWELL LEADING TO BASEMENT 4570
0001064193 ADJUST OUTSIDE SLIDING DOOR/ NOT CLOSING 4202
0001057902 UNSTOP URINAL (  4712RMA0103
0001057753 UNSTOP SECOND COMMODE 4250RM0071
0001057677 REPAIR CONTINUOUSLY RUNNING URINAL 4202RM0115
0001057676 REPAIR LEAKING TRAP ON MIDDLE SINK 4202RMB0116A
0001057673 REPAIR SLOW DRAINING SINK 4203RMB0002
0001057553 REPAIR LEAKING COMMODE 4596RM0102
0001044097 REPLACE BAD PLUG 4481RM0411
0001050816 REPAIR ELEVATOR (  4201-ELEV0001
0001050840 SPRAY FOR ROACHES IN THE 139 AREA 4619FLR01
0001050845 226A,B,C REPLACE FAILED OVERHEAD LIGHTING IN OFFICE 226 A, B, 

ANDC, BLDG. 4707.
4707FLR02

0001057659 SPRAY FOR ANTS 4487RMC0151
0001057839 SPRAY FOR SPIDERS AND PLEASE IDENTIFY TYPE OF SPIDERS FOUND 4732FLR01
0001057840 SPRAY FOR SPIDERS AND PLEASE IDENTIFY TYPE OF SPIDERS FOUND 4732FLR02
0001064271 4249 / 162, 134 EXISTING EQUIPMENT NEEDS TO BE REMOVED FROM 

WALL IN ROOMS 134, 162, AND 142.  NEW, REPLACEMENT EQUIPMENT 
NEEDS TO BE MOUNTED IN THE SAME ROOMS,  134, 162 AND 142 IN THE 
SAME LOCATIONS WITHIN THE ROOMS.

4249

0001064437 SECURE PLYWOOD ON TOP OF RACKS IN SPILL RESPONSE SUPPLY AREA 4761

0001057674 ADJUST BRAKE ON WOOD PLANE IN   SHOP (   
AWARE)

4650FLR01

0001064074 UNSTOP FLOOR DRAIN (  4566RM0114
0001057770 REPLACE POTABLE WATER FILTER (2023) 4654RM0110
0001064249 REPAIR REPLACE BULB/BALLAST IN HALL NEAR POST OFFICE ( BURNING 

ODOR) NOTIFIED  
4200GROUND

0001050624 4476 / HI-BAY HST0004 NOT WORKING 4476-HST0004
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001050758 4727-ROOF0002 /  CLEAN OUT GUTTERS SOUTHERN END OF BUILDING . 4727-ROOF0002
0001038908 CHECK OPERATION OF ELEV0002, STALLED ON THE 2ND FLOOR 4610-ELEV0002
0001057358 REPAIR REPLACE EMERGENCY LIGHT / POC   ( 

CARD READER ON DOOR)
4707RM0131B

0001057872 ELEVATOR DOORS NOT CLOSING--STUCK ON THIRD FLOOR (  4202-ELEV0003
0001057878 ELEVATOR 1 IS STUCK ON THE 5TH FLOOR. 4610-ELEV0001
0001057353 ADJUST DRAGGING DOOR AT MAIN WEST ENTRANCE 4566FLR01
0001057879 ELEVATOR 2 STUCK ON THE 5TH FLOOR. 4610-ELEV0002
0001064122 REPAIR ELEVATORS 1 & 2 4202
0001064129 ASSIST TELEPHONE REPAIR ON ELEV003 4708-ELEV0003
0001044139 REVERSE GRATE  FROM INSIDE OF DOOR TO OUTSIDE OF DOOR 4610RM1085B
0001057447 REPAIR HANDLE ON INSIDE OF SOUTH DOOR 4718-1SOUTH
0001057819 REPAIR LATCH ON STALL DOOR 4705RMB0126
0001057822 REPAIR DOOR HANDLE ON MEN'S RM IN NORTH HALL 4777FLR01
0001064177 ENLARGE TWO HOLES IN RM 110B AND 110. THE HOLES SHOULD BE 

ENLARGE CAREFUL SO THAT THEY ARE COSMETICALLY APPEALING . I 
HAVE A PDF FILE THAT DESCRIBES THE SIZE AND LOCATION OF THE 
HOLES. HOW DO I SEND THIS FILE TO YOU?

4205RM0110B

0001064064 CHECK FOR POSSIBLE SEWAGE ODOR IN THE C128 AREA 4487FLR01
0001057670 TIGHTEN LOOSE SEAT ON MIDDLE COMMODE 4203RMB0001A
0001057669 REPAIR POTABLE WATER VALVE LEAKING 4203RMB0101
0001057498 REPAIR FAUCET ON SINK (  4494RM0018
0001064311 REPAIR DROP TOWER ELEVATOR / STUCK ON FIRST FLOOR (  4550FLR01
0001044113 REPLACE FLOURESCENT LIGHTS 4656RM0203
0001064121 SPRAY FOR ANTS IN FITTERS SHOP 4705FLR01
0001027633 CLEAN AND PAINT WIRE MESH VENTS IN ROOMS 151A AND 143 4249FLR01
0001043976 4570 WEST TUNNEL LIGHTS OUT   CHECKING 4570
0001027784 REPAIR/ REPLACE CONDUIT OUTSIDE OF TUNNEL 4570BSMT
0001057771 REPLACE POTABLE WATER FILTER (2023) 4566RM0114
0001050554 REROUTE POWER TO HWP0007 (2013) 4481-HWP0007
0001057475 REPLACE  BALLAST IN ROOM 104 4705
0001057571 REPAIR/ REPLACE BULBS/BALLASTS IN ROOMS D111 AND D118 4712
0001070678 CHECK FOR BURNING/SMOKE SMELL ( POSSIBLY BALLAST) 4708RM1107
0001044028 REPLACE FIVE RECESS LIGHTS 4201RMB0013
0001050467 REPLACE BREAKER IN PANEL 4203RM1220
0001057550 SEAL PENETRATION ON DISCHARGE LINE OF SUMP PUMP (  4554

0001057615 CHECK AND CLEAR POSSIBLE STOPPED UP DRAIN IN MENS RESTROOM 
(C205)

4663

0001057356 REPLACE EXIT LIGHT WITH REFLECTIVE TYPE SIGN 4707RM0131B
0001057846 SPRAY FOR ANTS ON N.W. END OF BLDG. IN ALL OFFICES 4708FLR02
0001044233 CLEAN VENTS 4200RM0423
0001044118 CLEAN/SWEEP FLOOR IN NORTH HIBAY 4755RM0100
0001050494 GLUE BACK LETTER ON SIGN ON FRONT OF BLDG. 4663
0001044116 REPLACE BULBS IN TWO EXIT SIGNS NEAR ROOMS AB207 AND AB212 4487FLR02
0001044191 REPLACE BURNED OUT INCANDESCENT EXIT SIGN IN LOBBY NEAR 

A124L
4487RMA0124L

0001050566 REPAIR AIRCRAFT WARNING LIGHTS 4670
0001057379 4712 / "D" WING REPAIR/REPLACE BULBS AND BALLASTS IN THE 

HALLWAY OUTSIDE ROOM D-111 ON "D" WING OF BUILDING 4712.
4712RMD0111

0001044211 REPAINT TWO SERVICE VEHICLE SPOTS IN NORTH PARKING LOT 4485
0001057589 REPLACE AIR COMPRESSOR 4638
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WONUM DESCRIPTION LOCATION
0001038932 STENCIL ACMP'S 4727RM0103
0001057411 REPAIR REPLACE EMERGENCY LIGHT IN RM 106 4705FLR01
0001057858 4200 / G30 PLEASE REPLACE DEFECTIVE LIGHT BULBS IN ROOM G30 A. 4200RMG0030
0001057470 INSTALL INSERT CAPS ON LADDER   FAMILAR. 4539
0001038873 4241 / 100 TAKE OLD METAL NAME PLATES OFF WALL, REPAIR, PATCH 

AND PAINT.  FOR BUILDING 4241 -- ROOMS 100, 102, 103, 104, 106, 108, 113, 
AND 116.

4241RM0100

0001057626 USER STUCK ON FRIEGHT ELEVATOR ON THE 3RD FLOOR/   
NOTIFIED

4203

0001057444 REMOUNT EYEWASH 4487RMC0185
0001050579 REPAIR LIGHT TIMER WITH TOGGLE SWITCH 4650RM0100D
0001057382 S-FREEZE REPAIR/REPLACE BULBS AND BALLASTS  IN THE SOUTH SIDE 

FREEZER ROOM OF BUILDING 472O.
4720

0001070799 REPAIR LEAKING FAUCET 4708RM0138
0001057709 REPAIR/REPLACE OVERHEAD LIGHTS IN ROOMS C163 AND RMC165 4663-CWING
0001057449 REPAIR EXHAUST FAN 4700
0001050822 REPLACE BALLAST/ FLICKERING LIGHT 4610RM2054
0001039010 REPAIR/ REPLACE BULB/BALLAST AT ENTRANCE BY DUMPSTER IN REAR 

PORCH AREA
4203

0001033330 INSULATE SUPPLY AIR DUCT ON DXAC-0001. UNINSULATED DUCT IS 
CONDESATING ENTIRE LENGTH. 2332

4747RM0108

0001050708 4207 / OS. 111C DUSK-DAWN LIGHT OUTSIDE OVER DOOR # 8 NOT 
WORKING. (EMERGENCY EXIT ROOM 111C)

4207

0001050805 SILENCE ALARM AT TRANSFER SWITCH 4755RM0122
0001038782 REPAIR INOPERABLE EXHAUST FAN 4487RMB0259M
0001038960 REPAIR/ REPLACE BULBS/ BALLASTS IN ROOMS 204 AND 206 4241
0001039216 4241 / 121D 2 REPLACE LAMPS/BALLAST OF RECESSED LIGHTING FIXTURE 

IN SOUTHWEST ENTRANCE OF BUILDING 4241.
4241RM0121D

0001050679 REPAIR/REPLACE BULB/BALLAST 4241RM0203
0001050709 4241 / 121D-18 REPLACE LAMPS/BALLAST IN LIGHTING FIXTURE OVER 

121D-2, 1ST FLOOR OF 4241
4241RM0121D-18

0001050717 REPLACE 2 LIGHT SWITCHES OVER S.W. DOOR 4567FLR01
0001050643 4209 CHANGE FILTER ON THE PROCESS WATER SYSTEM 4209
0001050642 4708B-AH6 CLEAN PAN DRAIN 4708
0001050589 CHECK, REPAIR CEILNG LEAK 4711RMW0108
0001050570 UNSTOP WATER FOUNTAIN NEAR 421 4200FLR04
0001044119 REPLACE TWO VALVES ON WATER LINE OUTSIDE OF ROOM 27 (  4650RM0027

0001033658 REPAIR HOIST 4718RM0206
0001050795 SPRAY FOR ANTS 4610RM3069
0001050802 SPRAY FOR ANTS 4610RM4029
0001044070 REPAIR OVERHEAD LEAK,   AWARE 4705RMC0109
0001044175 INSULATE CHILLED WATER LINE TO PREVENT WATER ON FLOOR.  4708B 

AHU0005
4708B-AH0005

0001033463 REPAIR LOOSE FLOOR OUTLET UNDER TABLE 4663RMA0164
0001044081 REPLACE PLUG WITH 110VAC PLUGS 4481RM0267
0001044087 REPLACE OUTLET WITH 110VAC, BACK CORNER OF LAB AT PRECISION 

SCIENCE OVEN
4481RM0261

0001044088 REPLACE OUTLET WITH 110VAC, NEAR YELLOW FIRE CABINET 4481RM0236
0001044262 PRIME FLOOR DRAINS 4612RM0011
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WONUM DESCRIPTION LOCATION
0001050733 BACK WALL--EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR 

ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-CABLE TRAY COVER 
PUSHED IN EXPOSING LIVE WIRES

4481RM0220

0001061813 SPRAY FOR ANTS AND SPIDERS 4619RM0100
0001064060 SPRAY FOR ANTS AT N.E. ENTRANCE 4487
0001004626 REPAIR STORM DRAIN PIPES AND ANYTHING THAT COULD BE CAUSING 

HOLES IN THE GROUND
4464

0001044231 UNSTOP SINK (  4610RM3085
0001044201 REPLACE DOOR KNOB ( NON-LOCKING TYPE) 4485RM0100
0001043994 REPAIR REPLACE BALLAST IN WEST HIBAY ACROSS FROM RM B117 ( 

  
4705FLR01

0001033612 4760 / 102 CHECK , REPAIR OR REPLACE FAN EAF-0009.  ATTN:   
 

4760-EAF0009

0001033613 4760 / 102 CHECK , REPAIR OR REPLACE FAN EAF-00118.  ATTN:   
 

4760-EAF0018

0001033617 4760 / 102 CHECK , REPAIR OR REPLACE FAN EAF-007.  ATTN:   
 

4760-EAF0007

0001050818 RESET BREAKER--NO LIGHTS 4481RM0407A
0001050680 REMOVE RACOON FROM DUMPSTER 4732
0001050728 SPRAY FOR WASPS IN ROOF AREA 4495
0001044277 REPAIR REPLACE BULB/BALLAST IN RM ACROSS FROM RM 103 4492FLR01
0001044085 REPLACE PLUG WITH 110 VAC, NEEDS CORD UNDER BENCH AND AC 

OUTLET IT FEEDS NEEDS NEW COVER ( SEE USER)
4481RM0500

0001044274 REPAIR/ REPLACE WIRE ON FUME HOOD (   FAMILIAR) 4481RM0507
0001050469 RE-DO WIRE LOOM ON BENCH 4481RM0357
0001044245 REPLACE MOLDY CEILING TILES 4485RM0110A
0001050608 REPAIR/ REPLACE SHELVES (   FAMILIAR) 4650RM0028
0001050664 REPAIR LOOSE BASE OUTSIDE ELEVATOR , NEAR RM B159L ( JEFFERIES) 4487FLR01-B
0001033585 4659 / WEST POC:    @ 4-8154.  REMOVE DEBRIS FROM 

OIL/WATER SEPARATOR PIT & INSTALL CLEAN OIL ABSORBENT SOCK.
4659

0001033558 SIGN FOR AREA HAS COME LOOSE FROM WALL & THEREFORE NEEDS TO 
BE REMOUNTED.  SIGN CURRENTLY ON FLOOR AT DOORWAY.

4203RM1007

0001039228 PAINT STEAM PIT COVER IN PAINT SHOP 4650RM0018
0001038952 REPAIR REPLACE EXHAUST FAN (  4494RM0130
0001050735 EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE OR ELIMINATE 

POTENTIAL EXPOSURE TO LIVE WIRES-CABLE TRAY COVER MISSING 
EXPOSING LIVE WIRING

4481RM0267

0001050736 SOUTH WALL      (ENTER THRU ROOM 330)- -EXPOSED ELECTRICAL 
WIRING- REPAIR/REPLACE OR ELIMINATE POTENTIAL EXPOSURE TO 
LIVE WIRES-ELECTRICAL OUTLET BROKEN

4481RM0330E

0001039073 CHECK FOR ROOF LEAK (POC  4712RMD0121
0001057486 SPRAY FOR SPIDERS 4353RM0137
0001057502 4672 SUMP-1 NOT WORKING   CHECKING 4672
0001057497 REPAIR LEAKING CONDENSATE PUMP LOCATED BEHIND HVAC SHOP 4650FLR01
0001050559 STOP LEAK ON TRAP 2ND SINK 4566RM0120
0001050476 CHECK ELEV0001, BANGING NOISE COMING FROM SHAFT 4200-ELEV0001
0001044186 CHECK OPERATION OF ALL ELEVATOR'S, INOPERABLE 4202
0001057370 REPAIR ELEVATOR/ THREE PASSENGERS STUCK BETWEEN GROUND AND 

SECOND FLOOR
4200-ELEV0003

0001050658 REPAIR LEAKING SINK & COMMODE IN LADYS ROOM. 4659RM0011
0001050722 REPAIR LOOSE FLOOR TILES IN HALL OUTSIDE RM 1410 4612FLR01
0001050491 REPLACE BALLAST (BUZZING LIGHT) 4202RM0206
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WONUM DESCRIPTION LOCATION
0001043936 PLEASE REPAIR/REPLACE BALLAST IN LIGHT  IN ROOM 1208, CUBICLE #6 4708RM1208

0001044167 REPAIR/REPLACE LIGHT IN BOTTOM FLOOR OF STAIRWELL TO 
MEZZANINE

4708MEZZ

0001050544 WATER FOUNTAIN NOT DRAINING 4200
0001044190 REPAIR CEILING LEAK NEAR RM B131 4487FLR01-B
0001033554 REPAIR OR REPLACE SUMP002B (2322) 4610-SPMP002B
0001033587 4718 / WEST POC:   WIRE BRUSH & REPAINT 

PRESSURE PANELS IP-304, IP-305, IP-306, & IP-307 ON LN2 TANKS SV2 & 
SV20.

4718

0001050650 4666/RM220 /  REPAIR LEAKING COMMODE 4666RM0220
0001050652 4666/RM235A /  PRIME FLOOR DRAIN 4666RM0235A
0001050651 4666/RM220 /  1ST SINK STOPPED UP 4666RM0220
0001050654 4666/235A /  UNSTOP 3RD LAVATORY 4666RM0235A
0001043908 4650 / 19 CHECK SAW DUST EXHAUST SYSTEM FOR OBSTRUCTION, NOT 

PULLING DUST OUT OF DELTA TABLE SAW 6. 2026
4650RM0019

0001043882 REATTACH DUCT TO SUPPLY VENT IN ROOM J1 (INSIDE OF RM E1--See St. 
John for details)

4200

0001039208 MOVE 1 VENT TO HALLWAY AND THE OTHER OVER CONFERANCE 
TABLE. 2026

4619RM0144B

0001044266 REPAIR REPLACE BULB/BALLAST IN 1082 & NEAR 1084 4610FLR01
0001044267 REPAIR REPLACE EMERGENCY LIGHTS NEAR RM'S 1053B & 1054 4610FLR01
0001050498 REPAIR REPLACE BALLAST 4723RM0101
0001050514 REPLACE BALLAST (FLICKERING LIGHT) 4610RM1082
0001050577 OPEN HIBAY DOOR 4316
0001050445 TIGHTEN TWO LOOSE TOILET SEATS 4674RM0213
0001050443 REPAIR EXIT LIGHT OUTSIDE OF ROOM 607 4201
0001050515 REPAIR LEAKING URINAL/ WATER ON FLOOR--NOTIFIED   AND 

 
4200RM0923

0001044151 4491 / 135 IN THE MEN`S RESTROOM, REPAIR HOT WATER FAUCET IN THE 
MIDDLE LAVATORY.

4491RM0135

0001044082 REPAIR FLUSH VALVE ON 3RD COMMODE, WON'T FLUSH 4203RM5001
0001050575 REPAIR ELEV. STUCK ON THE 5TH FLOOR (  4550-ELEV0001
0001050665 ADJUST DOOR AND REPLACE DOOR STOP  NEAR RM 3058( JEFFERIES) 4610FLR03
0001050430 UNSTOP SINK 4201RM0123
0001043922 REPLACE HOTWATER RELIEF VALVE ON HOT WATER TANK 4353RM0114
0001033395 REPAIR LEAK ON HOT WATER HEATER #1 4203RMB0101
0001044272 PERFORM GLASS CLEAN UP IN CONNEX (TRAILOR) NEAR BLDG. 4555
0001050481 SPRAY WASP NEST ON SIDE WALK LOCATED BETWEEN 4200 & 4201 4200
0001039178 REPAIR LEAKING SINK 4605RM0001
0001039230 UNSTOP SINK  (  4666RM0290
0001043846 UNSTOP FLOOR DRAIN (  4570RMB0055
0001043913 REPAIR LEAKING FAUCET IN SINK IN 4561-A (TRAILER) 4561
0001044258 2ND SINK STOPPED UP 4612RM1406
0001033627 REPLACE SHEETMETAL AROUND DOOR (   FAMILIAR) 4205
0001033287 REPAIR LIGHT SENSOR OR REPLACE 4654RM0131
0001033304 CHECK POWER TO GARBAGE DISPOSAL IN CAFETERIA  CALL   THE 

P.F. AND LET HIM KNOW IT IS FIXED SO  HE CAN WORK ON SINK
4610

0001043884 REPAIR STARTER FOR BLOWER ON EAST END OF TENT IN HIBAY 4707FLR01
0001044147 RESET BREAKER 4610FLR05
0001044001 REPAIR EXHAUT FAN (  4650RM0016
0001044229 REPAIR REPLACE BULB/BALLAST IN RM'S 1013, 1043, 1049 & 1059 4610FLR01
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WONUM DESCRIPTION LOCATION
0001050601 4629 / OS TRIP HAZZARD, OUTSIDE SOUTH, REBAR STICKING OUT OF 

GROUND NEAR PICNIC TABLE. NEED TO DIG UP & REMOVE.
4629

0001050505 REATTACH DOOR CLOSURE TO MIDDLE STALL DOOR IN LADIES ROOM 4250RM0070
0001050600 4600 / BLDG SAW CUT ACCESS FLOOR MODULE COVER (METAL 

ENCLOSURE COVER). WILL DELIVER & PICK-UP.  
4600

0001050452 CONTINOUSLY FLUSHING COMMODE 4202RM0430A
0001033611 4748 / 0 REPAIR ICE MAKER AT  TENNIS FACILITY 4748
0001033422 REPLACE DRAIN PAN ROOM E1 4755
0001044249 REPLACE BELTS ON ACMP0002 (2022) 4481-ACMP0002
0001043970 REPAIR, REPLACE ARCING BALLAST ( HIGH) 4481RM0329
0001044230 REPLACE BROKEN DOOR KNOB 4655RM0113
0001044238 4708 / 1112 ADJUST DOOR CLOSURE.  CONTACT  FOR 

ACCESS @  
4708RM1112

0001050453 4610 DOOR 13 /  REPAIR CARPET TO PREVENT TRIPPING HAZARD   4610 - 
DOOR 13 NOT RECOGNIZED AS A VALID LOCATION

4610

0001050455 4487 BC152 /  REPAIR CARPET AT ENTRANCE TO PREVENT TRIPPING  
HAZARD

4487RMBC0152

0001050456 4487 A230A /  DOOR STICKS IN THE CLOSED POSITION 4487RMA0230A
0001044227 SPRAY FOR ROACHES 4481RM0401
0001039185 4316-BLDG-LIGHTS ARE OFF/A:NOTIFIED   4316
0001044086  HART RECORDER AT MANHOLE 32--(ATTENTION   

  
4761

0001039227 REPAIR CONTINUOSLY RUNNING WATER FOUNTAIN 4761RM0101
0001033600 REPAIR WALL FLASHING 4708RM1101C
0001050464 4610  RM3085 /  FIX LEAK ON COMMODE RM 3085 LADIES RM 4610RM3085
0001050466 4481 RM 507 /  CLEAN HEADS 4481RM0507
0001050532 4612 / COOLER STOP WATER LEAK INSIDE 40 DEGREE COOLER,  ECN 

187428.  COOLER IS LOCATED IN  YARD, OUTSIDE ROOM 1125, EAST END 
 DG. 4612.  CONTACT  
  FOR ENTRY.

4612

0001044090  ITH 110VAC, INSIDE THE EMI SHIELD RM 2 4481RM0215
0001044093 REPLACE OUTLET WITH 110VAC, CENTER OF THE LAB UNDER FUSE BOX 4481RM0220

0001044096 REPLACE OUTLET WITH 110VAC FOR HEAT GUN 4481RM0406
0001050490 RESTORE POWER TO OULTET 4202RM0220A
0001028019 CENTER COLUMN-PANEL 0024-REPAIR/REPLACE DEFECTIVE ELECTRICAL 

PANEL-UNUSED OPENING ON SIDE OF PANEL
4674RM0208

0001050502 SPRAY FOR ANTS 4705RMA0103
0001050503 SPRAY FOR ANTS AROUND DUMPSTER 4708
0001050520 SPRAY FOR TERMITES IN SOUTH EAST CORNER OF BLDG. 4554
0001028015 EAST WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-ONE 

SIDE INOPERATIVE
4674RM0113A

0001028016 EAST WALL--REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS- 4674RM0114
0001028017 SOUTH WALL--REPAIR/REPLACE MISSING/DEFECTIVE STRAIN RELIEF ON 

ELECTRICAL PLUG-EMERGENCY LIGHT
4674RM0213

0001039109 REPAIR/REPLACE LIGHTS IN SUITE AND COR  IDE RM 1203 4203RM1007
0001050879 REPAIR CARPET AT ENTRANCE TO DOOR #2  4481FLR01
0001050883 SECURE CARPET @ ENTRANCE TO DOOR #17  4481FLR01
0001050434 RESTORE HOT WATER TO EAST END OF BLDG. 4353EAST
0001044215 UNSTOP COMMODE 4200RMP0105
0001044204 REPAIR LEAKING LEFT COMMODE 4487RMB0259M
0001044247 4732 DOOR 8 WEST SIDE NOT CLOSING PROPERLY   CHECKING 4732
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WONUM DESCRIPTION LOCATION
0001039218 4561RM114 /  REPLACE FLUSH VAVE KIT ON 2ND COMMODE 4561RM0114
0001039219 4659RM13 /  1ST COMMODE CONTINIOUSLY RUNNING 4659RM0013
0001039222 4619RM163 /  REPAIR LEAKING POTABLE WATER VALVE 4619RM0163
0001038763 4708 / HALLWAY PLEASE INSTALL AN EMERGENCY LIGHT IN THE 

CORRIDOR BETWEEN 1202 AND 1208
4708

0001039187 4708 / 1191 PLEASE REPLACE BURNED OUT LIGHT BULBS OUTSIDE OF EMI 
LAB 1191 IN STAIRWELL

4708RM1191

0001043878 RESET BREAKER ON GFI 4650RM0118
0001043920 TRACE WIRES FOR INSTALLATION OF EQUIPMENT/   AWARE 4612RM1000
0001038894 REPLACE CEILING TILES AND GRID (2031) 4653RM0019
0001043999 REPAIR EAST DOOR BY CREDIT UNION STUCK IN OPEN POSITION 

(   
4202EAST

0001038895 REPLACE SCREENS SHEW 0001 4678RM0100
0001038896 TIGHTEN PACKING ON LEAKING VALVE 4612RM1308
0001039188 4708 / STAIRWAY PLEASE REPLACE/REPAIR THE BATTERY-BACKED UP 

LIGHT AT THE BOTTOM OF THE STAIRWELL BY B17A (THE STAIRWELL 
TO THE BASEMENT FROM NEAR THE EMI LAB).  UNIT SMELLS AS 
THOUGH IT HAS BURNED OUT A CIRCUIT BOARD

4708

0001043869 4755-HIGHBAY-LIGHTS ARE OFF/A:NOTIFIED   4755
0001038755 REPLACE BALLAST 4201RM0614C
0001039172 REPAIR LIGHT, BURNED OUT 4249RM0118
0001044183 RESTORE POWER TO ACMP 4761
0001044022 REPLACE STAINED CARPET AT 3RD FLOOR ELEV. LOBBY 4202FLR03
0001044032 4574/RM116 /  UNSTOP LAST URINAL-(  4674RM0116
0001044098 PRIME FLOOR DRAINS (  4670RM0100A
0001044100 PRIME FLOOR DRAINS IN ROOM M103-- (  4572RMM0103
0001044130 4650RM27 /  HANDLE LEAKING ON NORTH URINAL 4650RM0027
0001044131 4650RM16 /  PRIME FLOOR DRAIN 4650RM0016
0001044132 4619/RM162 /  REPAIR LOOSE COMMODE SEAT 4619RM0162
0001043893 SPRAY FOR BEES AND WAPS OUTSIDE RM 1061 4610FLR01
0001043843 UNSTOP SINK 4207RM0120
0001039162 4250 / 18B UNSTOP CENTER TOILET IN MEN`S ROOM. 4250RM0018B
0001033636 UNSTOP SINK (  4207RM0120
0001033608 UNSTOP TWO SINKS 4200RM0429
0001033428 UNSTOP SINK 4200RM0605
0001027732 REPAIR AND RE INSULATE CHILL WATER LINE ROOM 5003. LEAKING. 4203RM5003
0001027663 REPAIR HOT WATER SIDE ON MOP SINK 4201RMB0011B
0001027923 IDENTIFIY & RELABEL BREAKER PANEL (PA) - NEW EQUIPMENT ADDED 

DURING CONSTRUCTION PROJECT BUT PANEL NOT UPDATED
4619RM0153

0001027969 REPAIR/REPLACE BULBS/BALLASTS.  ONE LIGHT IS FLICKERING BADLY. 4648RM0106
0001038923 REPAIR SERVICE ELEVATOR , INOPERABLE 4203
0001039102 USERS STUCK ON ELEV0005 4203-ELEV0005
0001033348 REPAIR DAMAGED CARPET 4201RM0430A
0001038964 4628 / 24 PLEASE REPAIR OUTSIDE DOOR, IT WON`T CLOSE ALL THE WAY. 4628

0001043856 UNSTOP COMMODE 4732RM0153
0001039158 WATER SUPPLY SYSTEM DISCONNECTED BY MISTAKE---IN REFERENCE 

TO WO 876608--USER PREFERS STEVE  
4487RMC0178D

0001039149 REPAIR COMMODE SEAT 4492RM0105
0001038920 UNSTOP DRAIN--ENTER THROUGH RM 128 4732RM0126A
0001038907 4760 / 102 STEAM REGULATOR BLOWING STEAM IN SOUTHEAST CORNER 

NEAR DESK
4761RM0102
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001038848 RESTORE HOT WATER AND UNSTOP SINK 4481RM0312
0001038831 RESTORE DIONIZED WATER TO PLATE SHOP IN RM C173 4487FLR01-C
0001033509 UNSTOP SINK, BACKING UP IN JANITORS CLOSET 4200RMG0005
0001033458 REPAIR LEAK ON MIDDLE COMMODE 4481RM0327
0001033552 HWP0001 MOTOR IS MAKING A NOISE (2322) 4650-HWP0001
0001043860 SPRAY FOR ANTS 4712FLR02
0001043861 SPRAY FOR ANTS--( USER STATES THIS IS AN OFFICE NOT A LADIES 

ROOM)
4201RM0320

0001039076 REPLACE STAINED CEILING TILES (POC  4712RMB0204A
0001039161 4708 / B-27 PLEASE SPRAY B-27 FOR ANTS AND ROACHES 4708RMB0027
0001039206 SPRAY FOR ANTS 4610RM2098B
0001044015 ADDJUST CLOSURE ON DOOR NEAR MACHINE SHOP 4493WEST
0001044023 REGLUE COVE BASE IN 4TH FLOOR ELEV. LOBBY 4202FLR04
0001044052 REPLACE HEADBOLT ON CLEAN RM DOOR ( WILL NEED TO DRESS OUT) 

POC  
4708RM1125A

0001044092 SPRAY FOR ANTS RM 136, & 138 4707FLR01
0001033210 REPAIR TRENCH IN PARKING LOT 4755EAST
0001033434 CLEAN OUT UNDER ELEVATOR, LOCATED OUTSIDE 4619EAST
0001033251 INSTALL MOTOR ON STAND BY ACMP 4650RM0029
0001044193 REPLACE AS SWITCH ON GENERATOR 0001 4487
0001033430 RESTRETCH CARPET, TRIPPING HAZZARD 4200RM0818
0001039173 REPAIR METAL STOP ON DOOR JAMB/ FIRST FLOOR/ NORTH HALL 4201NORTH
0001039022 REPAIR REPLACE BALLAST IN HALL NEAR RM A184 4487FLR01-A
0001039146 SPRAY FOR ANTS 4491RM0102
0001039175 SPRAY FOR ANTS 4610RM4004
0001039179 SPRAY WASPS AND REMOVE NEST BY RECYCLING DUMPSTER 4487
0001033343 AIR TO COLD 4610RM5032
0001038803 REPAIR ICE MACHINE 4619RM0153
0001033561 UNSTOP SINK RM 1003 4612RM1003
0001027615 APPLY NON SKID PAINT TO FLOOR NEAR ROOF ELEVATOR BY MACHINE 

SHOP AND CLEAN UP EXCESS WATER  (      FAMILIAR 4572NORTH

0001038829 4623 /  CLEAN HEADS ON SHEW 0001  OUTSIDE NORTH 4623-SHEW0001
0001038836 REPAIR PEDAL ON BRADLEY BASIN 4650RM0027
0001021344 INVESTIGATE WATER LEAK IN ROOF OF WORK SHOP 4655
0001039124 4677 / 100 INSTALL NEW FILTER IN AIR CONDITIONER. 2326 4677RM0100
0001038903 REPAIR SWITCH ON DRILL PRESS IN   SHOP 4650RM0029
0001038865 4650 / 0129 R/R BULBS & BALLAST 4650RM0129
0001033594 CHECK OPERATION OF ELEV0003, GETTING STUCK ON THE 6TH FLOOR 4202-ELEV0003
0001033221 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE SOUTH 

HALLWAY ON THE 2ND FLOOR
4708FLR02

0001044122 RESET BREAKER 4200RM0312
0001028024 SFN# 13373 & SFN # 13374 - LABEL ELECTRICAL PANEL AND BREAKERS TO 

INDICATE THE FUNCTION OR EQUIPMENT BEING POWERED-BREAKERS 
MARKED AS SPARES IN "ON" POSITION

4757RM0100

0001043866 REPAIR UP AND DOWN ARROWS ON THE 2ND & 4TH FLRS FOR ELEV0004 4203-ELEV0004

0001027979 SCRAPE AND PAINT RESTROOM WALLS IN   SHOP MENS 
ROOM.

4650RM0029

0001028073 REPAIR BREAKER 4200RM0321
0001028096 REPAIR REPLACE BULB/BALLAST 4200RM0210A
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001033412 REMOVE 2 ELECTRICAL SPACE HEATERS WEST WALL AND CHECK THE 

ROOM FOR ANY UNNESSARY  WIRING
4570RM0113C

0001044184 REPAIR REPLACE END CAP ON DI SYSTEM 4700
0001044008 REPLACE MISSING SOAP DISPENSER OVER ONE LAVORATORY  IN MEN`S 

RESTROOM 1260A.
4708RM1260A

0001044006 REPLACE FAUCETS ON LAVATORY IN MEN`S RESTROOM 1260A 4708RM1260A
0001043928 CHECK VALVE ON DI SYSTEM 4700
0001043919 REPAIR OVERHEAD LEAK, WET CEILING TILES/   AWARE 4487RMA0165
0001039068 REPLACE FAUCETS ON SINKS 4712RMB0200B
0001038874 4249 / 119 REPAIR/REPLACE SOAP DISPENSERS (BOTH) IN LADIES 

RESTROOM THEY ARE CURRENTLY COMPLETELY UNUSABLE.
4249RM0119

0001038805 CONTINOUSLY FLUSHING COMMODE IN MAIN LADIES RR NEAR 
ELEVATORS AND CAFETERIA

4203

0001039028 SPRAY FOR ROACHES 4646RM0105
0001039093 SPRAY FOR ANTS 4728RM0100
0001039035 SET TRAPS FOR RATS 4561
0001039100 SPRAY FOR ANTS 4610RM2052
0001033571 REPAIR WATER LEAK IN WALL UNDER CARPET IN DISH AREA 4203RM1300A
0001033522 4200-DRAIN  SOPPED UP FLOOR DRAIN IN MEN'S BATHROOM ON GROUND 

FLOOR.   NOTIFIED.
4200RMG0004

0001033510 COMMODE CONT. FLUSHING 4202RM0535A
0001033446 CHECK POTABLE WATER, NO COLD WATER 4202RM0624A
0001033445 REPAIR ALL COMMODES 4202RM0624A
0001027900 DRAIN LINE IS STOPPED UP ON DX001 4241RM0111
0001021365 MAIN DRIP LEG IN E2 STEAM TRAP TX22 NOT RECEIVING SIGNAL 4249
0001021362 HEATER IN FRONT OF STAIR CASE STEAM TRAP TX31 READING COLD 4241
0001027725 CLEAN OUT GUTTER./  4596-ROOF0001
0001039025 SPRAY FOR ANTS 4610RM3068
0001039033 SPRAY FOR ANTS IN RM 254 AND 254B 4708RM0254
0001039034 SPRAY FOR ANTS 4708RM0130A
0001039049 SPRAY FOR ANTS IN ROOMS 224, 224A AND 224B 4201FLR02
0001039092 SPRAY FOR HORNETS NEST NEAR SPEAKER AT BWING ENTRANCE 4663-BWING
0001033648 CHECK WATER FLOW TO STILL LINE 4612RM1038
0001038965 4667 / 100 PLEASE TAKE CARE OF ASAP.  UNSTOP COMMODE, FRESHEN UP 

& DEODORIZE RESTROOM.
4667RM0100

0001038988 4200-RM956B DOOR IS STICKING.    NOTIFIED. 4200
0001038758 UNSTOP DRAIN IN PIT/ S.S. OUTSIDE (  4619SOUTH
0001038760 REPAIR/ REPLACE LOOSE COMMODE SEAT (  4612RM1406
0001027584 ROOF LEAK (POC IS  4757
0001038375 CHECK NOISE IN CIELING/ SOUNDED LIKE SOMETHING FELL--SEE 

   FOR DETAILS
4207RM0103

0001033662 REPLACE BALLAST-- (FLICKERING LIGHT) BULBS HAVE ALREADY BEEN 
CHANGED TWO DAYS BEFORE

4200RMG0011D

0001027587 REPAIR/ REPLACE OVERHEAD LIGHT 4203RM6117
0001027589 CHECK LIGHT/ SLOW TO TURN ON 4203RM4217
0001027675 REPAIR REPLACE BULB/BALLAST IN 4127, 4128 & 4124 4203FLR04
0001027729 REPAIR RECEPTICAL FOR AIR COMPRESSOR ROOM 101. 4476RM0101
0001033292 KILL WASPS ON THE NORTH SIDE OF 4572 UNDERNEATH THE STAIRWELL 4572

0001033421 SPRAY FOR ANTS 4610RM4008A
0001033459 SPRAY FOR ANTS 4610RM2079
0001033460 SPRAY FOR ANTS AT THE DUMPSTER 4707
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001028012 HIGHBAY WEST WALL--REPAIR/REPLACE INOPERATIVE EXIT SIGN- 4649FLR01
0001021333 REPAIR REPLACE EMERGENCY LIGHTS IN FRONT OF RM D122B 4712FLR01
0001021334 REPAIR REPLACE INOPERABLE EMERGENCY LIGHT 4712RMB0102
0001027620 4707 / TOWER IT WAS BROUGHT TO MY ATTENTION YESTERDAY, DURING 

THE POWER OUTAGE, THAT THERE IS NO EMERGENCY LIGHTING IN THE 
STAIRWELL THAT LEADS DOWN TO THE WELD FIXTURE AREA IN 4707.

4707

0001033440 4670-SPMP2-SUHIAL, IN HIGH ALARM,  NOTIFIED. 4670-SPMP002A
0001033605 REPAIR ELEVATOR STUCK ON THIRD FLOOR--DOORS OPENING AND 

CLOSING (   
4550

0001033462 CHECK AMPS ON EQUIPMENT 4663RMA0109
0001033293 LIGHT COVER WILL NOT OPEN TO CHANGE LIGHTS OUT 4612RM1307
0001028011 HIGHBAY EAST WALL 2ND COLUMN FROM SOUTN END OF BUILDING--

REPAIR/REPLACE INOPERATIVE EMERGENCY LIGHTS-
4649FLR01

0001021253 RESTORE LIGHTING IN EQUIPMENT ROOM E-15 4705RME0015
0001027987 AH-3-FLEX CONDUIT-EXPOSED ELECTRICAL WIRING- REPAIR/REPLACE 

OR ELIMINATE POTENTIAL EXPOSURE TO LIVE WIRES-FLEX CONDUIT 
UNDER 7` WITH ENERGIZED ELECTRICAL WIRES EXPOSED

4712-AH0003

0001027986 AH-3-ELECTRICAL RECEPTICLE-REPAIR/REPLACE MISSING/DEFECTIVE 
ELECTRICAL RECEPTACLE(S)/COVER(S)-LOCATED BY THE CUTLER-
HAMMER, CHILLER STARTER PANEL, FLOOR LEVEL. NOT ON A WALL 
(ENERGIZED )

4712-AH0003

0001027988 IN HALLWAY-EMERGENCY LIGHT  LTS-0011-REPAIR/REPLACE 
INOPERATIVE EMERGENCY LIGHTS-

4712RMB0206

0001033222 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE HALLWAY 
OUTSIDE ROOM 1244 (CHECKERBOARD HALLWAY)

4708FLR02

0001033217 REPAIR ELECTRICAL OUTLET IN WALL ADJACENT TO DOOR. 4612RM1009
0001033223 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE WEST VIEWING 

GALLERY
4708FLR01

0001033226 PLEASE REPLACE ALL BURNED OUT LIGHT BULBS IN THE NORTH 
HALLWAY ON THE SECOND FLOOR

4708FLR02

0001033424 RESET BREAKER 4708RM0103
0001033490 REPAIR REPLACE BULB/BALLAST 4610RM2033
0001033534 CHECK FOR BURNED BALLAST, ODOR (   NOTIFIED) 4759RM0102A
0001027995 INSULATE PIPES ON AIR HANDLERS 20 AND 17 4755RM0100
0001033468 UNSTOP THIRD COMMODE 4666RM0253A
0001028000 REPAIR CONTINUOUSLY RUNNING URINAL (  4551RM0203
0001038772 REPAIR LOOSE WALL PANEL AND PAPER 4610RM2058A
0001033370 REPAIR FLOAT SWITCHES ON  SUMP002A,AND SUMP0002B, E-2 4610
0001033553 REPLACE POTABLE WATER FILTER (2023) 4654RM0100
0001136027 4487 / E-45 PULL NEW FEED TO AH0007 (2013) 4487
0001121044 PATCH AND INSULATE HOLE WHERE AC UNIT WAS REMOVED 4775RM0106
0001132981 REPAIR EMERGENCY LIGHTS, INOPERABLE 4471RM0191
0001133088 REPAIR/REPLACE EMERGENCY LIGHTS 4200RMG0013A
0001135975 STAIRWELL BETWEEN 9&10TH FLOOR--INSTALL GUARDS OR RELOCATE 

LIGHT(S) TO A MINIMUM HEIGHT OF 7 FEET-
4200EAST

0001130040 4561/E1 /  TURN STEAM ON 4561RM0104
0001130041 4666/E1 /  TURN STEAM ON 4566RM0114
0001130042 4666/E4 /  TURN STEAM ON 4666RM0108
0001033207 REMOVE/CLEAN MOLD AROUND DOOR 4475RM0116
0001033208 REMOVE/ CLEAN MOLD AROUND WINDOWS BETWEEN RM'S 118 & 124 4475FLR01
0001028077 CHECK EXAUST FAN DUCT FOR OBSTRUCTIONS  (2026) 4203RMB0003A
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TC Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001027977 REPAIR LEAKING COMMODE 4655RM0107
0001027983 UNSTOP FLOOR DRAIN BASEMENT AT E-2 4670RMB0100
0001033233 KITCHEN SINK STOPPED UP 4650RM0011
0001033248 INSTALL JAMB NUTS HIBAY SLIDING DOORS 4649
0001027943 REMOVE/REPAIR TRIPPING/SLIPPING HAZARD-STEAM CONDENSATE 

LEAKING ONTO THE FLOOR
4735RM0100

0001027918 SINK IN CLOGGED - FIRST FLOOR BREAKROOM 4203
0001027905 CHECK JANITOR'S CLOSET FOR WATER OVERFLOW IN BASEMENT 4203
0001027872 UNSTOP SINK 4203RM1003
0001027763 POTABLE WATER LINE VIBRATING/ OFF OF ANCHORS (POC   

544-6921)
4205RM0106

0001027947 CLEAN OUT SCREEN FOR HOLDING POND IN THE WEST TEST AREA MSFC
0001027971 PLEASE DRY CARPET OUTSIDE 1210 AND 1212.  CARPET IS WET FROM 

CEILING LEAK AND WHEN EMPLOYEES STEP ONTO WET CARPET IT IS 
POSING A SLIPPING HAZARD.

4708RM1210

0001033213 PLEASE REPAIR LEAK IN HALLWAY AND REPLACE STAINED CEILING 
TILE NEAR ROOMS 229 AND 226

4708FLR02

0001027954 CHECK OPERATION OF EAST DOOR TO RFCU, CLOSING TOO FAST 4202EAST
0001033279 DEPOSE OF PALLETS 4391
0001038849 REPAIR REPLACE BULB/BALLAST 4481RM0313A
0001021266 IDENTIFY TWO EXISTING CIRCUITS IN PANEL A FOR CONTRACTOR PRIOR 

TO OUTAGE AND ADD NEW CIRCUITS (CONTACT USER FOR DETAILS) 4629

0001033256 4200 ELEV-2 DOORS NOT OPENING PROPERLY ON 9TH FLOOR   
CHECKING

4200-ELEV0002

0001033266 REPAIR FLUSH VALVE THAT IS LEAKING 4610RM1017A
0001033271 INSTALL HANGER FOR EW0002 (  4583-EW0002
0001033276 UNSTOP WATER FOUNTION NEAR RM 1016 4610RM1016
0001027623 4708 /  RE LAMP ROOM 1123A E 12 WITH ENERGY EFFICIENT BULBS. 4708RM1123A
0001027910 REPAIR ELEVATOR # 3 4200-ELEV0003
0001033236 SUPPORT ENGINEERING ON WALK THROUGH (  4619RM0153
0001027941 EASTSIDE OF BLDG - PICK UP A SNAKE CAUGHT IN A JAR 4707
0001028005 SPRAY FOR ROACHES 4200RMG0009
0001028006 SPRAY FOR ANTS 4201RM0116
0001028029 SPRAY FOR ANTS - LEAVE STICKY TRAPS 4612RM2408C
0001028041 REPLACE CEILING TILE - POSSIBLE RAIN DAMAGE 4583RM0123
0001033590 4708 / B-29 URINAL DOES NOT FLUSH PROPERLY, AND WHEN FLUSHED 

SEVERAL TIMES TO CLEAR,  THE BOWL RUNS OVER.
4708RMB0029

0001027993 REPAIR WATER LEAK 4700
0001021312 REPAIR EAST AIR LOCK DOOR 4708EAST
0001027903 SINK IS CLOGGED 4203RM2434
0001130144 4760 / 201 STEAM LEAK ABOVE CLEANROOM CEILING 201 4760RM0201
0001130108 REPAIR CONTINUOUSLY FLUSHING COMMODE 4202RM0113
0001130099 FIRST COMMODE CONTINUALLY FLUSHING 4202RM0113A
0001130135 REPAIR STEAM LEAK AROUND PRESSURE RELIEF VALVE SOUTH SIDE OF 

BUILDING.
4715SOUTH

0001130043 4619 /  TURN STEAM ON TO HORN ROOM, SOUTHSIDE 4619
0001130045 TURN ON STEAM/E2 4566RM0147
0001130046 4566/E3 /  TURN STEAM ON 4566RM0171
0001130393 REPAIR OVERHEAD LEAK, TILES ABOUT TO FALL OUT 4650
0001124223 REPAIR BLISTERS IN FRONT OF LADDER . 4207-ROOF0001
0001133058 4653 PABX-1 OFF IN ALARM   CHECKING 4653
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WONUM DESCRIPTION LOCATION
0001124220 REPLACE CEILING TILES IN ROOMS 13,14,20 4653FLR01
0001118509 REPAIR ALL WATER LEAKS AND REINSULATE PIPING NEAR HOT WATER 

PUMP 2
4708RMB0001A

0001129980 URINAL LEAKING WHEN FLUSHED 4201RM0506
0001105681 REPAIR LANDSCAPE BY FILLING IN DIRT AROUND SIDEWALK OUTSIDE 

OF WEST ENTRANCE NEAR SLIDING GLASS DOOR
4202WEST

0001123706 UNSTOP CONDENSATE DRAIN ON AC UNIT 4493RM0157
0001129986 REPAIR LEAKING FAUCET ON MIDDLE SINK 4201RM0205
0001124151 INCREASE STEAM PRESSURE TO SPRAY CELL 4707RMT0112
0001118372 REPLACE DAMAGED CEILING TILE IN ROOM 109. 4436RM0109
0001102349 REPAIR CEREMIC TILES ON WALL, FALLEN OFF 4202RM0330
0001126837 CLEAN HEADS ON E W  0001 NW INSIDE 4483-EW0001
0001124191 SPRAY FOR ANTS 4202RM0223B
0001118513 REPAIR/REPLACE ALL BURNED OUT LIGHT FIXTURES IN BASEMENT 

MECHANICAL AREAS.
4708BSMT

0001123788 SPRAY FOR ANTS MENS BATHROOM, HALLWAY, ROOMS 1405 & 1410, 1403 
AND 1408

4612RM1410
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